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Ambient Enviro11mental, I11c. 

1.0 PURPOSE AND SCOPE OF SERVICES 

The purpose of this project was to conduct a pre-demolition asbestos survey at the former Beechnut 
plant. This survey was conducted on the portions of the plant west of the Canajoharie Creek in 
Canajoharie, New York. The areas inspected included areas to be impacted during the demolition 
and are depicted on the drawings included in Attachment C of this report. Ambient provided the 
following services in accordance with the referenced agreement. 

Conduct a representative Asbestos Survey in the identified building, which includes: 

1. Survey the site buildings. 
2. Identify accessible suspect asbestos-containing materials (ACMs) that were not 

previously tested. 
3. Quantify ACMs, including material condition and location. 
4. Collect and analyze bulk samples of suspect friable and non-friable materials to 

eliminate suspect materials as asbestos containing. 

2.0 REPRESENTATIVE ASBESTOS-CONTAINING MATERIAL SURVEY 

An asbestos-containing material survey for the planned demolition was conducted at the former 
Beechnut plant west of the Canajoharie Creek located in Canajoharie, New York. Ambient 
examined previous reports, if available, to determine if adequate sampling was performed in the 
work areas and collected additional samples that appeared to be deficient. New York State certified 
and AHERA trained Asbestos Inspectors conducted the asbestos survey of the area. 

The building was visually inspected for the presence of any additional building materials in the path 
of renovation that are suspected to contain asbestos. Bulk samples of the newly identified suspect 
ACMs were collected and placed into individual containers for transport to a National Voluntary 
Laboratory Accreditation Program (NVLAP) and a New York State Department of Health 
Environmental Laboratmy Approval Program (ELAP)-accredited laboratory for analysis. Mate1ials 
visibly identified as non-asbestos (fibrous glass, foam rubber, wood, etc.) were not sampled. The 
asbestos survey consisted of three basic procedures: 1) conducting a visual inspection of the 
structures; 2) identifying homogeneous areas (HAs) of suspect surfacing, them1al system insulation, 
and miscellaneous materials; and 3) sampling accessible, friable and non-foable suspect materials. 

2.1 Homogeneous Areas 

Prior to collecting any samples, HAs were identified and listed to develop a sampling strategy. A 
homogeneous sampling area can be described as one or more areas of material that are similar in 
appearance and texture and that have the same installation date and function. The actual number of 
samples collected from each homogeneous sampling area may vary, based on the type of material 
and the professional judgment of the inspector. 
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Ambient E11viro11me11tal, Inc. 

2.2 Hazard Assessment Factors 

From the list of suspect homogeneous materials, a physical assessment was perfonned for each 
material on the list. A physical assessment includes evaluating the condition, assessing the 
potential for disturbance, and determining the friability of each material. Friability is a term used to 
describe the ease in which a building material inherently lends itself to disturbance. By definition, 
"friable" materials are those that can be crumbled or reduced to powder by hand pressure when dry. 
Each material on the list was further classified into one of three categories, which have specific 
sampling requirements for each category. 

Surfacing Materials: Refers to spray-applied or troweled surfaces such as plaster ceilings 
and walls, fireproofing, textured paints, textured plasters, and spray
applied acoustical surfaces. 

Thermal System Insulation: Refers to insulation used to inhibit heat gain or loss on pipes, boilers, 
tanks, ducts, and various other building components. 

Miscellaneous Materials: Refers to friable and non-friable products and materials that do not 
fit in any of the above two categories such as resilient floor covering, 
baseboards, mastics, adhesives, roofing material, caulking, glazing, 
and siding. This category also contains wallboard and ceiling tile. 

All confnmed ACMs were then assessed by their condition as good (intact), fair (damaged) or poor 
(significantly damaged) per Title 40 Code of Federal Regulations Pmi 763. Material with localized 
significant damage was also assessed as poor when observed. 

2.3 Sampling Strategy 

The asbestos inspection was conducted according to New York State Department of Labor 
Industrial Code Rule 56 guidelines using a minimum number of samples collected from each 
HA, which also meets the san1pling requirement found in 29 CFR 1926.1101. 

Sample collection depends on the category that the HA falls into and the amount of material 
present, as follows: 

GUIDELINES FOR DETERMINING THE NUMBER OF SAMPLES TO TAKE 
HA CATEGORY HA SIZE SANl.PLES REQUIRED 
Surfacing Materials <J,000 SF 3 

J ,000-5,000 SF 5 

>5,000 SF 7 or 1nore 

Thermal Systen1 Insulation No Stipulation 3+ (Must alsu sample all repair patches) 
Miscellaneous Materials No Stipulation Per AHERA, these 1naterials must be sa111pled "in a 

n1anner sufficient to determine whether or not they 
contain asbestos" typically 2-3 samples based upon 

inspector judgment. 
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Ambient Environmental, foe. 

If the analytical results indicated that all the samples collected per HA did not contain asbestos, then 
the HA (material) would be considered a non-ACM. However, if the analytical results of one or 
more of the samples collected per HA indicate that asbestos is present in quantities of greater than l 
percent asbestos by weight (as defined by EPA), all of the HA (material) would be treated as an 
ACM regardless of any other analytical results. Material, which can visually be detennined to be 
non-asbestos (i.e., fibrous glass, foam rubber, etc.) by the accredited inspector are not required to be 
sampled. 

Miscellaneous materials require adequately representative sampling, which is typically done by 
collecting from two to three samples per material. Inspectors typically rely on other survey 
observations such as the condition, friability, and quantity of material to determine what would be a 
sufficient amount of samples to accurately evaluate the presence or absence of asbestos content. 

Actual collection of a bulk asbestos sample involves physically removing a small piece of material 
and placing it in a marked, airtight container. Sample containers are marked with a unique 
identification number, which is also noted in the field notes. 

2.4 Laboratory Analytical Results 

The samples were sent to Response Labs, LLC in Albany, New York and AmeriSci New York in 
New York, New York for analysis. Both labs are fully accredited for bulk sample analysis under 
the Environmental Laboratory Approval Program (ELAP) administered by the New York State 
Department of Health, (ELAP Nos. 11917 & 11480, respectively). AmeriSci is also accredited by 
the National Voluntary Laboratory Accreditation Program (NVLAP No. 200546-0) for both air and 
bulk sampling. 

• Friable Samples - Friable suspect asbestos containing material samples were analyzed 
utilizing Method EPA/600/R-93/116 with New York State ELAP 198.1 revision to facilitate 
compliance with both AHERA and the New York State Department of Health polarized light 
microscopy (PLM) analytical techniques. All fibers observed were identified to determine 
whether or not they contained asbestos. 

• Non-Friable Samples - Non-friable organically bound (NOB) suspect asbestos containing 
material samples were analyzed utilizing Method EP A/600/R-93/116 with New York State 
ELAP 198.6 and 198.4 revisions to facilitate compliance with both AHERA and the New 
York State Department of Health polarized light microscopy (PLM) and transmission 
electron microscopy (TEM) analytical techniques. These non-friable organically bound 
samples must be weighed to record initial sample weights, then subjected to muffle furnace 
and acid bath sample preparation to eliminate the organic constituents. If the remaining 
inorganic sample residue is l % or less of the original sample weight, the sample is 
considered a non-asbestos containing material. If the remaining inorganic sample residue is 
greater than 1 % of the original sample weight then the sample must be analyzed using either 
PLM or TEM analytical techniques to detern1ine that the sample is an asbestos containing 
material (positive) or TEM to prove that the sample is a non-asbestos containing material 
(negative). A non-friable organically bound sample must be proven a non-asbestos 
containing material utilizing the NYS ELAP 198.4 TEM test method to be in compliance 
with the New York state Department of Health. 
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Ambient Environme11tal, Inc. 

3.0 ASBESTOS RESULTS AND RECOMMENDATIONS 

The results of the asbestos survey conducted at the fonner Beechnut plant west of the 
Canajoharie Creek in Canajoharie, New York indicate that multiple building materials were 
found to contain more than 1 % asbestos. Please see the attached tables in Appendix A and B 
for a complete listing of the asbestos containing materials. Attachment A contains a 
comprehensive table of bulk samples taken with corresponding resnlts. Attaclnnent B contains a 
table listing identified asbestos containing materials, sample locations, results, homogeneous 
locations, and quantities. A sample and asbestos location drawing is provided in Attachment C. 
Attachn1ent D contains the complete asbestos laborato1y analysis report with chain of custody 
documentation. 

The building survey included limited destructive sampling for "hidden" materials. Therefore, the 
results of this survey may not be inclusive of all asbestos containing material that may be present 
in the pathway of demolition. The destructive sampling was limited in that only full demolition 
will reveal some hidden building materials. Furthermore, the client asked that the structure not 
be significantly damaged in the event that demolition plans do not proceed and the building is 
sold for re-use. If, during the course of demolition, any material is discovered that is not listed 
on the table in Attachment A it must be treated as asbestos containing material and handled 
appropriately or sampled by an inspector according to NYS and EPA regulations. 

The table in Attachment A only documents the materials found to contain greater than 1 % 
asbestos by weight. However, some materials collected and analyzed in this inspection do 
contain trace amounts of asbestos and should be conveyed to any contractors working on these 
materials for compliance with the Occupational Safety and Health Administration 1926.1101. 
These include: 

• 
• 
" 
• 
• 
" 
e 

• 
@ 

• 
• 
• 
• 
• 
• 
@ 

• 
• 

Built-up Roofing 
2x4 Ceiling Tiles 
Mastic Layer 4 
Vapor Barrier Mastic 
Joint Compound 
Black Ceiling Paint 
Green 9x9 Mastic 
Mastic 
Vapor Barrier 
Textured Wall Coating 
Interior Window Glazing 
Mortar for Brick 
White 9x9 
Glue Dabs for 1x1 Ceiling Tiles 
Silver Paint 
Grout for Ceramic Floor Tile 
Terazzo Floor 
Grey Wall Paint 
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Ambient E11viro11me11tal, Inc. 

• Pitch 
• Perimeter Caulk 

One (l) copy of the results of the building/structure asbestos survey shall be immediately 
transmitted by the building/structure owner as follows: 

• One (1) copy of the completed asbestos survey shall be sent by the owner or their agent to the 
local government entity charged with issuing a permit for such demolition, renovation, 
remodeling or repair work under applicable State or local laws. 

• The completed asbestos survey for controlled demolition (as per Subpmi 56-11.5) or pre
demolition asbestos projects shall also be submitted to the appropriate Asbestos Control 
Bureau district office. 

• The completed asbestos survey shall be kept on the construction site with the asbestos 
notification and vm·im1ce, ifrequired, throughout the duration of the asbestos project and any 
associated demolition, renovation, remodeling or repair project. 

Attachment E contains the company, laboratory, and personnel licenses and certifications. 

4.0 ASSUMPTIONS AND LIMITATIONS 

The results, findings, conclusions, and recommendations expressed in this report are based only 
on conditions that were noted during the inspection of the former Beech-nut Plant west of the 
Canajoharie Creek located in Canajoharie, New York on the dates of the survey work. 

• Ambient's selection of sample locations and frequency of smnpling was based on 
observations and the assnmption that like materials in the same area are homogeneous in 
content. 

• No process equipment was inspected as part of this building survey. Process equipment 
may contain asbestos. 

• No electrical equipment, wiring, or other electrical components were inspected as the 
building power was live at the time of the survey. These systems may contain asbestos. 

• The inside of duct work, piping, boilers, and other building mechanical systems were not 
inspected as these systems are operational and inaccessible and complete destruction or 
disassembly is required to gain access. These items may contain asbestos. 

• Ambient personnel did not enter labeled confined spaces as part of this survey. Efforts 
were made to observe the contents of confined spaces but these areas may contain 
additional asbestos. There are areas of the structures that are not safe to enter such as the 
basement under the strained food processing floor. 

e The coring of solid walls, floors, ceilings, roof decks, and other solid surfaces was not in 
the scope of work m1d was not performed as part of this survey. Asbestos may be found 
within or behind these surfaces upon demolition. Ambient did not perform demolition to 
access interstitial spaces. 
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Ambient Environmental, Inc. 

• Ambient did not inspect any exterior areas below grade. Foundation sealers, buried 
piping, and other items may exist below grade which may contain asbestos. 

• Vault doors, walls, floors, and ceilings were not drilled or dan1aged as part of this survey. 
These doors may or may not contain asbestos. 

• The exterior coating has been found under cap stones, aluminum parapet wall caps, and in 
other concealed spaces. This material is in non-friable condition on much of the structure 
but is damaged and friable in other areas such as at roof level where extensive weathering 
has occurred. This material may exist on the interior as well in areas where additions 
have been constructed and the fom1er exterior wall is now an interior wall. 

• Some asbestos containing materials such as floor tile is located under additional layers of 
flooring, carpeting, or other materials. The contractor or other user is advised to 
physically inspect the areas to be removed, to be bid for removal, or for any other 
purpose. 

• Floor levelers, seam sealers, adhesives, concrete sealers and other materials below 
flooring layers may exist. The limited destructive nature of sampling may not have 
discovered these materials as only small areas oflarge expanses of flooring are accessed. 
The removal of flooring and mastics is to include the removal of these items as well and 
all other materials down to the concrete substrate. 

• Vem1iculite insulation was found in an area of the plant as identified on the attached 
drawings. This material was not discovered in other areas of the plant but may have been 
sporadically applied in such areas as the inside of chases, inside the cavities of block 
walls, duct penetrations, or other areas. Currently, there is no approved analytical 
methodology to confirm vermiculite as non asbestos, therefore it automatically has to be 
considered to be contaminated with asbestos in New York State, and if encountered 
during demolition must be handled as an asbestos containing material. 

• There are some areas of the plant that were inaccessible to the inspection team. These 
areas may contain asbestos containing materials. Measures have been taken to identify 
concealed, inaccessible areas that may contain asbestos materials such as wet walls, 
vaults, etc. 

" All asbestos locations on drawings are approximate and all quantities are estimated. Any 
contractor or other user of this report is required to physically confirm the quantities and 
locations of materials to be removed, to be bid for removal, or for any other purpose. 
Contractors are responsible to physically visit the site and confinn all quantities and 
locations for bidding purposes. 

All construction personnel, as well as individuals who have access to locations where ACM 
exists, should be infonned of its presence and the proper work practices in these areas. 
Conspicuous labeling of all ACM is suggested to ensure personnel is adequately informed. 
Personnel should be infonned not to rest, lean or store material or equipment on or near these 
surfaces and not to cut, saw, drill, sand or disturb ACM. All removal, disturbance and repair of 
ACM should be performed in compliance with Title 12 NYCRR Part 56 by persons properly 
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trained to handle ACM. Facility custodial and maintenance personnel should receive training 
commensurate with their work activities; as defined in 23 CFR 1910.1001. 

The report is designed to aid the building owner, architect, construction manager, general 
contractors, and potential asbestos contractors in locating ACM. Under no circumstances is the 
report to be utilized as a bidding docwnent or as a project specification document since it does 
not have all the components required to serve as an Asbestos Project Design docwnent or an 
Abatement Workplan. 

Our professional services have been performed, our findings obtained, and our conclusions and 
recommendations prepared in accordance with customary principles and practices in the fields of 
environmental science and engineering. This statement is in lieu of other statements either 
expressed or implied. This report does not wan·ant against future operations or conditions, nor does 
it warrant against operations or conditions present of a type or at a location not investigated. 
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Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREE]( 

BUILDING 4 I CHILLER R00~1 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Number 

001-01 Mastic on Cork 

001-02 Mastic on Cork 

164-01 Mastic 

164-02 Mastic 

165-0 I 12x12 VFT 

165-02 12xl2 VFT 

166-01 Stair Treads 

166-02 Stair Treads 

167-01 Transite Ceiling Tiles 

167-02 Transite Ceiling Tiles 

168-01 Transite Wall 

168-02 Transite Wall 

169-01 Window Glazing 

169-02 Window Glazing 

306-01 Black Mastic 

306-02 Black Mastic 

307-01 Black Sealant 

307-02 Black Sealant 

308-01 Vibration Damper 

308-02 Vibration Damper 

309-01 Black Mastic 

309-02 Black Mastic 

310-01 Tank Coating 

310-02 Tank Coating 

310-03 Tank Coating 

311 -01 Insulation 

311-02 Insulation 

311-03 Insulation 

312-01 Built-up Roofing 

Survey Dates: November 16, 2011 -
December 8, 2011 

Location of Sample 
Asbestos 
Content 

BUILDING4 

On Pipes NAD 

On Pipes NAD 

Room 201 NAD 

Room 201 NAD 

Room 201 12% Chrysotile 

Room 201 NA/PS 

Stair to Room 201 NAD 

Stair to Room 201 NAD 
Room 201 25% Chrysotile 

Room 201 NA/PS 

Room 201 28.6% Chrysotile 

Room 201 NA/PS 

Room 201 NAD 
Room 201 NAD 

CHILLER ROOM 

Fan Unit under Fiberglass NAD 
Fan Unit under Fiberglass NAD 
Vertical Duct 3.9% Chrysotile 

Vertical Duct NA/PS 

On Chiller Unit NAD 

On Chiller Unit NAD 

On Tank 3.1 % Chrysotile 

On Tank NA/ PS 
Outer Coating on Tank 10.8% Chrysotile 

Outer Coating on Tank NA/PS 

Outer Coating on Tank NA/PS 

On Duct 6.9% Amosite 
6.9% Chrysotile 

On Duct NA/PS 
On Duct NA/PS 
Chiller Room Interior Trace Chrysotile 

Page 1 of2 Beechnut 



Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING 4 I CHILLER ROOM 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample Number 

312-02 Built-up Roofing Chiller Room Interior 

NAD - No asbestos detected 
NA/PS - Not ana lyzed, positive stop. First sample in homogenous grouping positive. 

Survey Dates: November 16, 2011 -
December 8, 2011 
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Ambiellt Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING 5 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Number 

023-01 Concrete Floor 

033-01 Carpet Mastic 

033-02 Carpet Mastic 

034-01 2x4 Ceiling Tiles 

034-02 2x4 Ceiling Tiles 

035-01 Grey Floor Paint 

035-02 Grey Floor Paint 

035-03 Grey Floor Paint 

038-01 Lab Counter 

038-02 Lab Counter 

039-01 Linoleum Countertop 

039-02 Linoleum Countertop 

040-01 Mastic for Linoleum 
Countertop 

040-02 Mastic for Linoleum 
Countertop 

041-01 Sink Soundcoat 

041-02 Sink Soundcoat 

049-01 Transite Wall 

049-02 Transite Wall 

051 -01 Sheetrock 

051-02 Sheetrock 

052-01 Joint Compound 

052-02 Joint Compound 

066-01 Linoleum 1st Layer 

066-02 Linoleum 1st Layer 

067-01 Floor Leveler 2nd Layer 

067-02 Floor Leveler 2nd Layer 

068-01 VFT Layer 3 

068-02 VFT Layer 3 

069-01 Mastic Layer 4 

069-02 Mastic Layer 4 

070-01 Mastic 

Survey Dates: November 16, 2011 -
December 8, 2011 

Location of Sample 
Asbestos 
Content 

Carpenter Shop NAD 

Room 261 NAD 

Room 262 NAD 

Room 265 Trace Chrysotile 

Room 265 NAD 

Paint Shop NAD 

Paint Shop NAD 

Paint Shop NAD 

Room 246 15.4% Chrysotile 

Room 246 NA/PS 

Room 246 Black Marble NAD 

Room 246 Black Marble NAD 

Room 246 
NAD 

Room 246 
NAD 

Room 243 9.9% Chrysotile 

Room 243 NA/PS 

Room 244 16. 7% Chrysotile 

Room 267 NA/PS 

Cafe NAD 

Cafe NAD 

Cafe NAD 

Cafe NAD 

Corridor @ 257 NAD 

Corridor@ 257 NAD 

Corridor @ 257 NAD 

Corridor @ 257 NAD 

Corridor @ 257 1.2% Chrysotile 

Corridor@ 257 NA/PS 

Conidor @ 257 <1.0% Chrysotile 

Corridor @ 257 Trace Chrysotile 

Under all 9x9 in Fae. Control 5.7% Clu·ysotile 
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Ambient E11viro11me11tal, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDINGS 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample 

Number 
--

070-02 Mastic 
- --

071-01 Black 9x9 Mastic 
I- - ·-

071-02 Black 9x9 Mastic 

072-01 Black 9x9 VFT 

072-02 Black 9x9 VFT 

073-01 Mastic 
'--- -
073-02 Mastic 

074-01 Brown 9x9 VFT 

074-02 Brown 9x9 VFT 

076-01 Vapor Barrier Mastic 

076-02 Vapor Barrier Mastic 

077-01 White 12x 12 VFT 

077-02 White 12x 12 VFT 

078-01 Filler 

078-02 Filler 

079-01 Lab Counter Top 

079-02 Lab Counter Top 

080-01 Mastic 

080-02 Mastic 

081-01 9x9 Green 

081-02 9x9 Green 

082-01 Grout - Glass Window 

082-02 Grout - Glass Window 

083-01 Sheetrock 

083-02 Sheetrock 

084-01 Splined Ceiling Tile 

084-02 Splined Ceiling Tile 

085-01 Transite Hood 

085-02 Transite Hood 

086-01 Sheetrock Wall 

086-02 Sheetrock Wall 

087-01 Joint Compound 

Sun1ey Dares: November 16, 2011 -
December 8, 2011 

Location of Sample 
Asbestos 
Content 

Under all 9x9 in Fae. Control NA/PS 
~ 

Room 248 4.8% Chrysotile 
Room 250 NA/PS 
Room 248 NA 
Room 250 NA 
Room 247 2.3% Chrysotile 
Room 247 NA/PS 
Room 247 NA 
Room 247 NA 
Room 265 Trace Chrysotile 
Women's Locker Room Trace Chrysotile 
Room 265 1.5% Chrysotile 
Women· s Locker Room NA/PS 
Under tiles & test panel NAD 
Under tiles & test panel NAD 
Room 250 22.2% Ch1ysotilc 
Room 250 NA/ PS 
Mens Locker Room 4.2% Ch1ysotile 
Mens Locker Room NA/PS 
Mens Locker Room NA 
Mens Locker Room NA 
Room 249 NAD 

Room 249 NAD 

Room 247 NAD 

Room 247 NAD 

Room 246 NAD 

Room 246 NAD 

Room 250 28.6% Cl11ysotilc 
-

Room 250 NA/ PS 
Room 255 NAD 
Room 255 NAD 
Room 264 0.8% Chrysotile 
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Sample 
Number 

087-02 

088-01 

088-02 

088-03 

089-01 

089-02 

090-01 

090-02 

091 -01 

091 -02 

092-01 

092-02 

092-03 

093-01 

093-02 

093-03 

093-04 

093-05 

093-06 

093-07 

094-01 

094-02 

094-03 

094-04 

094-05 

094-06 

094-07 

095-01 

095-02 

i 096-01 

096-02 

097-01 

Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING 5 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample 
Asbestos 
Content 

Joint Compound Room 264 0.5% Chrysotile 

Black Ceiling Paint Room 265 NAO 

Black Ceiling Paint Room 265 NAO 

Black Ceiling Paint Room 264 NAD 

1x1 Ceiling Tiles Test panel NAD 

lx1 Ceiling Tiles Test panel NAD 

1x1 Ceiling Tiles Room 255 NAD 

1x1 Ceiling Tiles Room 255 NAD 

2x4 Ceiling Tiles Cafe NAD 

2x4 Ceiling Tiles Cafe NAD 

Black Ceiling Paint Chemical Room 1st Floor Trace Chrysotile 

Black Ceiling Paint Chemical Room 1st Floor NAD 

Black Ceiling Paint Chemical Room 1st Floor NAD 

White Wall Paint Cafe & Hallways NAD 

White Wall Paint Cafe & Hallways NAD 

White Wall Paint Cafe & Hallways NAD 

White Wall Paint Cafe & Hallways NAD 

White Wall Paint Cafe & Hallways NAD 

White Wall Paint Cafe & Hallways NAD 

White Wall Paint Cafe & Hallways NAD 

Green Ceiling Paint All 3 Floors NAD 

Green Ceiling Paint All 3 Floors NAD 

Green Ceiling Paint A ll 3 Floors NAD 

Green Ceiling Paint All 3 Floors NAD 

Green Cei ling Paint All 3 Floors NAD 

Green Ceiling Paint All 3 Floors NAD 

Green Ceiling Paint All 3 Floors NAD 

Green 9x9 Mastic Room 41 7 Trace Chrysoti le 

Green 9x9 Mastic Room 41 7 NAD 

Green 9x 9 V FT Room 417 4.6% Chrysotile 

Green 9x9 VFT Room 417 NAPS 

Mastic I Vapor Barrier Room 415 NAD 

Survey Dates: November 16, 2011 -
December 8, 2011 
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Ambient Environmeutal, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING 5 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample 

Number 

097-02 Mastic I Vapor Barrier Room 415 

098-01 Black 9x9 VFT Room 415 

098-02 Black 9x9 VFT Room 415 

099-01 1 Mastic I Vapor Barrier Room 405 

099-02 1 Mastic I Vapor Barrier Room 405 

I 00-01 Brown 12x 12 VFT Room 405 

I 00-02 Brown l 2x 12 VFT Room 405 

101-01 Vapor Barrier under Room 301 
hardwood 

101-02 Vapor Barrier under Room 301 
hardwood 

102-01 Vapor Banier (Hardwood) Room408 

102-02 Vapor Barrier (Hardwood) Room408 

103-01 Linoleum Room 409 

103-02 Linoleum Room409 

I 04-01 Sink Sound Coat Room 4 16 

104-02 Sink Sound Coat Room 416 

I 05-01 Transite Wall Room 401 

105-02 Transite Wall Room 401 

I 06-01 Vibration Damper Room 302 

106-02 Vibration Damper Room 302 

I 07-01 Vibration Damper Room404 

107-02 Vibration Damper Room 404 

108-01 Splined Ceiling Tiles Room 411 

108-02 Splined Ceiling Tiles Room 411 

NAD - No asbestos detected 
NA/PS - Not analyzed, positive stop. First sample in homogenous grouping positive. 
NA - Not Analyzed 
1 Physical ly Inseparable Layers - Sample Composited for Analysis 

Survey Dates: November 16, 201 1 -
December 8, 201 I 

Page 4 of4 

Asbestos 
Content 

NAD 
NAD 

NAD 

NAD 

NAO 

2.1 % Chrysotile 

NA/PS 

NAO 

NAD 

NAD 

NAD 

NAD 

NAD 

2% Chrysotile 

NA/ PS 

16. 7% Chrysotile 

NA/ PS 

NAD 

NAD 

NAD 

NAD 

NAD 

NAO 

Beechnut 



Ambient Enviro11mental, Jue. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING6 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample 

Number 

013-01 Sheetrock Ceiling 

013-02 Sheetrock Ceiling 

050-01 Floor Leveler 

050-02 Floor Leveler 

130-01 Mastic 

130-02 Mastic 

131-01 White 12x 12 VFT 

131-02 White 12x 12 VFT 

132-01 Mastic 

132-02 Mastic 

133-01 Tan 12x12 VFT 

133-02 Tan 12xl2 VFT 

134-01 Mastic 

134-02 Mastic 

135-01 White 9x9 VFT 

135-02 White 9x9 VFT 

136-01 1x1 Ceiling Tile 

136-02 lxl Ceiling Tile 

137-01 Mastic 

137-02 Mastic 

138-01 Green 9x9 VFT 

138-02 Green 9x9 VFT 

139-01 Tan 9x9 VFT 

139-02 Tan 9x9 VFT 

140-01 Transite Wall 

140-02 Transite Wall 

141 -01 Brick Mortar 

141 -02 Brick Mortar 

142-01 Brick 

142-02 Brick 

143-01 Sheetrock Walls 

143-02 Sheetrock Walls 

Survey Date: November 16, 2011 -
December 8. 2011 

Location of Sample 
Asbestos 
Content 

Ceiling @ Room 19 NAD 
Ceiling @ Room 19 NAD 
Room 240 NAO 
Room 240 NAO 
Room 301 NAD 
Room 301 NAD 
Room 301 1.5% Chrysotile 

Room 301 N/\./PS 

Room 307 NAD 
Room 307 NAD 
Room 307 2. 1 % Chrysotile 

Room 307 NA/PS 
Room 304 NAD 
Room 304 NAD 
Room 304 NAD 
Room 304 NAD 
Room 304 NAD 
Room 304 NAD 
Room 308 NAD 
Room 308 NAD 
Room 308 3.9% Chrysotile 

Room 308 NA/PS 
Room403 NAD 
Room 404 NAD 
Room 410 18.2% Chrysoti le 
Room 410 NA/PS 
Room 401 NAD 
Room 401 NAD 
Room 401 NAD 
Room 401 NAD 
Room 227 NAD 
Room 227 NAD 

Page 1 of3 Beechnut 



Sample 
Number 

144-01 

144-02 

145-0 1 

145-02 

146-01 

146-02 

147-01 

147-02 

148-01 

148-02 

148-03 

149-0 1 

149-02 

149-03 

150-01 

150-02 

150-03 

151-0 l 

151-02 

151-03 

151 -04 

151-05 

152-01 

152-02 

153-01 

153-02 

154-0 1 

I 54-02 

298-01 

298-02 

299-01 

Ambient E11viro11111e11tal, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING6 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample 
Asbestos 
Content 

Black Ceiling Mastic Room 305 NAD 
Black Ceiling Mastic Room 305 NAD 
Panel Adhesi\e Room 403 2.9% Chrysotile 
Panel Adhesive Room 403 NA/PS 

Joint Compound Room 240 <0.25% 
Chrysotile 

Joint Compound Room 228 <0.25% 
Chrysotile 

Ceiling Room 409 NAD 
Ceiling Room409 NAD 

Silver Paint Room409 NAD 

Silver Paint Room 409 NAD 

Silver Paint Room 306 NAD 

Ceiling Plaster Room 307 NAD 

Ceiling Plaster Room 307 NAD 

Ceiling Plaster Room 302 NAD 

Green Wall Paint Room 305 NAD 

Green Wall Paint Room 305 NAD 

Green Wall Paint Room 305 NAD 

White Wall Paint Room 401 NAD 

White Wall Paint Room 401 NAD 

White Wall Paint Room 405 NAD 

White Wall Paint Room 405 NAD 

White Wall Paint Room 405 NAD 

Sheetrock Wall Room 304 NAD 

Sheetrock Wall Room 304 NAD 

Mastic Room 223 NAD 

Mastic Room 223 NAD 

Green 12x l2 Room 223 6.8% Chrysoti le 
Green I 2x 1 '.2 Room 223 NA/PS 
Vapor Barrier Room 226 NAD 
Vapor Barrier Room 228 NAD 
Floor Leveler Room 226 NAD 

Survey Date: November 16, 2011 -
December 8. 2011 
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Ambient Enviro11me11tal, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING6 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample 

Number 

299-02 Floor Leveler Room 228 

300-01 VFT Room 226 

300-02 VFT Room 228 

NAO - No asbestos detected 
NA/PS - Not analyzed, positive stop. First sample in homogenous grouping positive. 

Survey Date: November 16, 2011 -
December 8. 2011 

Page 3of3 

Asbestos 
Content 

NAD 

NAD 

NAD 

Beechnut 



Sample 
Number 

009-0l 

009-02 

010-01 

010-02 

025-01 

025-02 

03 1-0 I 

031 -02 

042-01 

042-02 

043-01 

043-02 

044-0 1 

044-02 

045-01 

045-02 

046-01 

046-02 

047-01 

047-02 

047-03 

048-01 

048-02 

048-03 

170-01 

170-02 

171-01 

Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING JS 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample 
Asbestos 
Content 

White Speckled 12xl2 Room 14 2.2% Chrysotile 

White Speckled 12xl2 Room 14-A NA/PS 

12x12 Mastic for White Room 14 
NAD 

Speckled 12x12 
l 2x12 Mastic for White Room 14-A 

NAD 
Speckled 12x12 
Mastic - Cork to Ceiling Laundry Room 

NAD 
Deck 
Mastic - Cork to Ceiling Laundry Room 

NAD 
Deck 
2x4 Ceiling Tile Room 14 NAD 

2x4 Ceiling Tile Room 14-A NAD 

Linoleum Floor Mens F.D. Batlu·oom NAD 

Linoleum Floor Mens F.D. Bathroom NAD 

Vibration Damper Mens F.D. Bathroom NAD 

Vibration Damper Mens F.D. Bathroom NAD 

Wall Ceramic Tile Mens F.D. Shower NAD 

Wall Ceramic Tile Mens F.D. Shower NAD 

Grout for Wall Ceramic Mens F.D. Shower 
NAD 

Tile 
Grout for Wall Ceramic Mens F.D. Shower 

NAD 
Tile 
Thin Set for Wall Ceramic Mens F.D. Shower 

NAD 
Tile 
Thin Set for Wall Ceramic Mens F.D. Shower 

NAD 
Tile 
Blue Floor Paint Mens F.D. Shower NAD 

Blue Floor Paint Mens F.D. Shower NAD 

Blue Floor Paint Mens F.D. Shower NAD 

Coating on Duct Mens F.D. Locker Room NAD 

Coating on Duct Mens F.D. Locker Room NAD 

Coating on Duct Mens F.D. Locker Room NAD 

Mastic Room 218 NAD 
Mastic Room 220 Trace Chrysotile 

Green 9x9 VFT Room 218 4.7% Chrysotile 

Survey Date: November 16. 2011 -
December 8. 201 J 
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Ambient E11viro11mental, Inc. 

BEECH-NUT NUTRITION CORPORA TJON 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING 15 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample 

Number 

171-02 Green 9x9 VFT Room 220 

NAD- No asbestos detected 
NA/PS - Not analyzed, positive stop. First sample in homogenous grouping positive. 

Survey Date: November 16, 201 I -
December 8, 2011 

Page 2 of2 

Asbestos 
Content 

NA/PS 
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Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING 16 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample 

Asbestos 
Number Content 

012-01 Tan 12xl2 VFT Elevator 3% Chrysotile 
- -- -

012-02 Tan 12xl2VFT Elevator NA/PS 
~ -
021-01 Transite Ix I Ceiling Tiles Room 204 I 0.3% Chrysotile 

'-------

021-02 Transite Ix I Ceiling Tiles STGE Room NA/PS 
'---

022-01 Transite Wall 225 @ Stairwell 17.4% Chrysotile 
'-- ----- ~ 

022-02 Transite Wall 225 @ Stairwell NNPS ,__ 

060-01 Window Glazing Room 204 3% Chrysotile 
,_ --- -

060-02 Window Glazing Room 204 NA/PS 

061-01 Linoleum Room 303 NAD 

061 -02 Linoleum Room 302 NAD 
062-01 Vibration Damper Room 306 NAD 

062-02 Vibration Damper Room 306 NAD 

063-01 Floor Leveler Room 305 NAD 

063-02 Floor Leveler Room 305 NAD 

064-01 Sheetrock Walls Room 303 NAD 

064-02 Sheetrock Walls Room 306 NAD 

065-01 Green l 2x 12 VFT STGE Room 7% Chrysoti le 

065-02 Green I 2x 12 VFT STGE Room NA/PS 

NAD - No asbestos detected 
NA/PS - Not analyzed, positive stop. First sample in homogenous grouping positive. 

Survey Dates: November 16, 2011 -
December 8, 201 J 
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Sample 
Number 

003-01 

003-02 

003-03 

003-04 

003-05 

003-06 

003-07 

003-08 

003-09 

004-01 

004-02 

004-03 

004-04 

004-05 

005-01 

005-02 

006-01 

006-02 

007-01 

007-02 

008-01 

008-02 

011-01 

011-02 

014-01 

014-02 

015-01 

015-02 

016-01 

0 16-02 

0 17-01 

Ambient E11viro11111e11tal, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING17 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample 
Asbestos 
Content 

Sealer on Concrete On Pillars NAD 
Sealer on Concrete On Pillars NAD 
Sealer on Concrete On Pillars NAD 
Sealer on Concrete On Pillars NAD 
Sealer on Concrete On Pillars NAD 
Sealer on Concrete On Pillars NAD 
Sealer on Concrete On Pillars NAD 
Sealer on Concrete On Pillars NAD 
Sealer on Concrete On Pillars NAD 
Mastic Green 9x9s Trace Chrysotile 

Mastic Green 9x9s Trace Chrysotile 

Mastic Green 9x9s NAD 
Mastic Green 9x9s NAD 
Mastic Green 9x9s NAD 
Mastic Tan & Black 9x9s Trace Chrysotile 

Mastic Tan & Black 9x9s 2.9% Chrysotile 

Carpet Mastic Conference Room NAD 
Carpet Mastic Conference Room NAD 
Black 4" Covebase Conference Room NAD 
Black 4" Covebase Conference Room NAD 
Mastic for Black 4" Conference Room NAD 
Covebase 
Mastic for Black 4" Conference Room NAD 
Covebase 
Mastic Lobby under Padding NAD 
Mastic Lobby under Padding NAD 
Sheetrock Ceiling Room 214 NAD 
Sheetrock Ceiling Room 214 NAD 
Sheetrock Wall Room3 NAD 
Sheetrock Wall Room 209 NAD 
Joint Compound Room 209 NAD 
Joint Compound Room 209 NAD 
Cork under carpet Room 205 NAD 

Survey Date: November 16, 2011-
December 8, 2011 
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Sample 
Number 

017-02 

018-01 

018-02 

019-01 

019-02 

020-01 

020-02 

024-01 

024-02 

026-01 

026-02 

027-01 

027-02 

028-01 

028-02 

029-01 

029-02 

030-01 

030-02 

032-01 

032-02 

036-01 

036-02 

037-01 

037-02 

053-01 

053-02 

Ambient E11viro11melltal, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDINGJ7 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample 
Asbestos 
Content 

Cork under carpet Room 205 NAD 
Carpet Mastic Room 209 NAD 
Carpet Mastic Room 201 NAD 
Tenazzo Floor Lobby NAD 
Tenazzo Floor Conference Room #3 NAD 
Carpet Mastic 2na Floor @ Guest office 

NAD 
hallway 

Carpet Mastic 211° Floor @ Guest office 
NAD 

hallway 
Interior Window Glazing Room 1 4.5% 

Anthophy !lite 
Interior Window Glazing Room 209 NA/PS 

Glue dabs for l xl Ceiling Room3 
NAD 

Ti le 
Glue dabs for 1x1 Ceiling Credit Union 

NAD 
Tile 
Ix 1 Ceiling Tiles Room2 NAD 
lxl Ceiling Ti les Room3 NAD 
2x4 Ceiling Tiles Toilet 1st NAD 
2x4 Ceiling Tiles Toilet I st NAD 
lx l Splined Ceiling Room 210 NAD 
l xl Splined Ceiling Room 2 11 NAD 
2x4 Ceiling Tile Room 204 NAD 
2x4 Ceiling Tile Room 204 NAD 

lxl Splined Ceiling 2110 Floor New Bath NAD 

1x1 Splined Ceiling 2na Floor New Bath NAD 
Ceramic Wall Tile Mens 2na Floor NAD 

Ceramic Wall Tile Womens 211° Floor NAD 

Grout for Ceramic Wall Mens 211° Floor NAD 
Tile 
Grout for Ceramic Wall Womens 2'1° Floor NAD 
Tile 
Ceramic Floor Tile 2110 Floor Mens NAD 
Ceramic Floor Tile 2'10 Floor Womens NAD 

Survey Date: November 16, 201 ]
December 8, 2011 
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Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING17 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample 

Number 

054-01 Grout for Ceramic Floor 
Tile 

054-02 Grout for Ceramic Floor 
Tile 

055-01 Floor Leveler 

055-02 Floor Leveler 

056-01 Terrazzo Floor 

056-02 Tenazzo Floor 

057-01 Green 9x9 VFT 

057-02 Green 9x9 VFT 

058-01 Grey Wall Paint 

058-02 Grey Wall Paint 

058-03 Grey Wall Paint 

058-04 Grey Wall Paint 

058-05 Grey Wall Paint 

058-06 Grey Wall Paint 

058-07 Grey Wall Paint 

059-01 Plaster Wall 

059-02 Plaster Wall 

059-03 Plaster Wall 

059-04 Plaster Wall 

059-05 Plaster Wall 

059-06 Plaster Wall 

059-07 Plaster Wall 

059-08 Plaster Wall 

059-09 Plaster Wall 

229-01 Black Mastic 

229-02 Black Mastic 

230-01 Ceramic Floor Tile 

230-02 Ceramic Floor Tile 

231-01 Grout for Ceramic Floor 
Tile 

231-02 Grout for Ceramic Floor 

Survey Date: November 16, 201 ]
December 8, 2011 

Location of Sample 
Asbestos 
Content 

2na Floor Mens 
0.3% Chrysotile 

2na Floor Womens 
0.5% Chrysotile 

201 Under Carpet NAD 
201 Under Carpet NAD 
Room 210 NAD 
Lobby 0.3% Chrysotile 
Mail Room 9.5% Chrysotile 
Room 7 NA/PS 
Walls Throughout NAD 
Walls Throughout NAD 
Walls Throughout NAD 
Walls Throughout NAD 
Walls Throughout Trace Chrysotile 
Walls Throughout NAD 
Walls Throughout Trace Chrysotile 
Walls Throughout NAD 
Walls Throughout NAD 
Walls Throughout NAD 
Walls Throughout NAD 
Walls Throughout NAD 
Walls Throughout NAD 
Walls Tlu·oughout NAD 
Walls Throughout NAD 
Walls Throughout NAD 
Room 17-315 2.5% Chrysotile 

Room 17-306 NA/PS 
Room l 7-314 NAD 
Room 17-313 NAD 
Room 17-314 NAD 

Room 17-3 13 NAD 

Page 3of5 Beechnut 



Sample 
Number 

232-01 

232-02 

233-01 

233-02 

234-01 

234-02 

234-03 

235-01 

235-02 

236-01 

236-02 

237-01 

237-02 

238-01 

238-02 

239-01 

239-02 

240-01 

240-02 

241-01 

241-02 

242-01 

242-02 

243-0 I 

243-02 

Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING 17 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample 
Asbestos 
Content 

Tile 
Ceramic Wall Tile Room 17-313 NAD 
Ceramic Wall Tile Room 17-314 NAD 
Grout for Ceramic Wall Room 17-313 Trace Clu·ysotile 
Tile 
Grout for Ceramic Wall Room 17-314 Trace Chrysotile 
Tile 
Plaster Ceilings Room 17-313 NAD 
Plaster Ceilings Room 17-313 NAD 
Plaster Ceilings Room 17-314 NAD 
Black 4" Covebase Room 17-407 NAD 
Black 4" Covebase Room 17-412 NAD 
Mastic for Black 4" Room 17-407 NAO 
Cove base 
Mastic for Black 4" Room 17-412 NAD 
Covebase 
Tan 4" Covebase Room 17-406 NAD 
Tan 4" Covebase Room 17-406 NAD 
Mastic for Tan 4" Room 17-406 NAD 
Covebase 
Mastic for Tan 4" Room 17-406 NAO 
Covebase 
Yell ow Carpet Mastic Room 17-402 NAD 
Yellow Carpet Mastic Room 17-403 NAD 
2x2 Ceiling Tiles Room 17-412 1.2% Chrysotile 

1.2% Amosite 
2x2 Ceiling Ti les Room 17-414 NNPS 

Green Linoleum Room 17-417 NAO 
Green Linoleum Room 17-410 NAD 
Pink Window Glazing 4t11 Floor Back Hall NAD 
Pink Window Glazing 3ro Floor Back Hall 4.8% Chrysotile 

Window Glazing Stairwell to Roof 4.1 % Chrysotile 
1.2% 
Anthophyllite 

Window Glazing Stairwell to Roof NA/PS 

Survey Date: November 16, 2011-
Decenzber 8, 2011 
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Ambient E11viro11111ental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDINGJ7 
SUM1l1ARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample 

Number 

244-01 Ix I Spline Ceiling Room 404 

244-02 Ix 1 Spline Ceiling Room 404 

245-01 Glue Dabs for l xl Spline Room 404 
Ceiling 

245-02 Glue Dabs for Ix I Spline Room404 
Ceiling 
VFT Mastic Room 406 

301-01 

301-02 VFT Mastic Room 406 

302-01 12xl2 White VFT Room 406 

302-02 12x 12 White VFT Room 406 

NAD - No asbestos detected 
NA/PS - Not analyzed, positive stop. First sample in homogenous grouping positive. 

Survey Date: November 16, 20 / ]
December 8, 2011 

Page 5of5 

Asbestos 
Content 

NAD 
NAD 
NAD 

NAD 

1.1% 
Anthophyllite 
0.2% Chrysotile 
NA/PS 

2.9% Chrysotile 

NNPS 
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Ambient E11viro11meutal, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUTLDING19 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample Number 

051-01 Sheetrock Cafe 

051-02 Sheetrock Cafe 

052-01 Joint Compound Cafe 

052-02 Joint Compound Cafe 

075-01 12x l 2 Cafe 

075-02 12xl2 Cafe 

093-01 White Wall Paint Cafe & Hallways 

093-02 White Wall Paint Cafe & Hallways 

093-03 White Wall Paint Cafe & Hallways 

093-04 White Wall Paint Cafe & Hallways 

093-05 White Wall Paint Cafe & Hallways 

093-06 White Wall Paint Cafe & Hallways 

093-07 White Wall Paint Cafe & Hallways 

NAD - No asbestos detected 
NA/PS - Not analyzed, positive stop. First sample in homogenous grouping positive. 

Survey Dates: November 16. 2011 -
December 8, 2011 

Page I of I 

Asbestos 
Content 

NAD 
NAD 
NAD 
NAD 
4.5% Chrysoti le 

NA/PS 
NAD 
NAD 
NAD 
NAD 
NAD 
NAD 
NAD 
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Sample 
Number 

188-01 

188-02 

189-01 

189-02 

189-03 

190-01 

190-02 

191-01 

191-02 

192-01 

192-02 

193-01 

193-02 

194-01 

194-02 

195-01 

195-02 

196-01 

196-02 

197-01 

197-02 

I 98-01 

198-02 

199-01 

199-02 

200-01 

200-02 

201-01 
>---

201-02 
>--

202-01 
>--

202-02 

Ambient Enviro11me11tal, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLAN T WEST OF CANAJOHARIE CREEK 

BUILDING21 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample 
Asbestos 
Content 

Sheetrock Temp Walls 21-07 NAD 

Sheetrock Temp Walls 21-07 NAD 

Ceiling Plaster 21 -01 NAD 

Ceiling Plaster 21 -02 NAD 

Ceiling Plaster 21 -03 NAD 

2x4 Ceiling Tile 21-03 NAD 

2x4 Ceiling Tile 21-03 NAD 

Black 3" Covebase 21-03 NAD 

Black 3" Covebase 21-03 NAD 

Mastic for Black 3" 21 -03 NAD 
Covebase 
Mastic for Black 3" 21-03 NAD 
Covebase 
Wall Covering 21 -03 NAD 

Wall Covering 21 -04 NAD 

Sheetrock Wall 21-207 NAD 

Sheetrock Wall 21 -207 NAD 

Joint Compound 21-207 NAD 

Joint Compound 21-207 NAD 

Transite Wall 21-219 I 0.5% Chrysotile 

Transite Wall 21-218 NNPS 

Concrete Wall 21 -03 NAD 

Concrete Wall 21 -207 NAD 

1x1 Splined Ceiling Tile 21-219 NAD 

lxl Splined Ceiling Tile 21-219 NAD 

Carpet Mastic 21-213 NAD 

Carpet Mastic 21-216 NAD 

Concrete Floor Cap Storage NAD 

Concrete Floor Cap Storage NAD 

Black Mastic 21-01 1.5% Chrysotile 
-

Black Mastic 21-02 NA/PS 
-------- - ~ 

Green 9x9 VFT 21-01 NAPS 
- - ->--

Green 9x9 VFT 21-02 NA/PS 

Survey Dates: November 16, 2011 -
December 8, 2011 
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Ambient Ellviro11me11tal, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING21 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample 

Asbestos 
Number Content 

203-01 Yellow Mastic 21-2 I 8 NAD 

203-02 Yellow Mastic 21-219 NAD 

204-01 Grey 9x9 VFT 21-218 NAD 

204-02 Grey 9x9 VFT 21-219 NAO 

205-01 Black Mastic 21-207 4.5% Chrysotile 
- - 1--

205-02 Black Mastic 21-205 NA/PS 
-- - ,...._ 

206-01 Brown VFT 2 1-207 NA/PS 

206-02 Brown VFT 21-205 NA/PS 

207-01 Concrete Wall 21-04 NAD 

207-02 Concrete Wall 21-207 NAO 

208-01 Pipe Insulation 21-205 12.5% Chrysotile 

208-02 Pipe Insulation 21-205 NA/PS 

208-03 Pipe Insulation 21-205 NA/PS 

209-01 Textured Wall Coating Cap Storage 0.25% Chrysotile 

209-02 Textured Wall Coating Cap Storage NAD 

209-03 Textured Wall Coating Cap Storage NAD 

209-04 Textured Wall Coating Cap Storage NAD 

209-05 Textured Wall Coating Cap Storage NAD 

Interior Window Glazing 21-01 Trace 
210-01 Anthophyllite 

<1.0% Chrysotile 

210-02 Interior Window Glazing 21-207 Trace 
Anthophyllite 

Green Paint on Wall 2 1-207 3.2% Chrysotile 
211-01 0.45% 

- - Anthophyllite 
2 11 -02 Green Paint on Wall 21-207 NA/PS 

- - -
2 11 -03 Green Paint on Wall 21-207 NA/PS 

NAD - No asbestos detected 
NA/PS - Not analyzed, positive stop. First sample in homogenous grouping positive. 

Survey Dates: November 16, 2011 -
December 8, 2011 
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Ambient E11vironme11tal, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING23 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample 

Number 

002-01 Ceiling Cork Adhesive 

002-02 Ceiling Cork Adhesive 

023-02 Concrete Floor 

109-01 Mastic 

109-02 Mastic 

110-0 I White 12x l 2 VFT 

110-02 White l 2x I 2 VFT 

111-01 Mastic 

111-02 Mastic 

112-01 White 9x9 VFT 

112-02 White 9x9 VFT 

113-01 Mastic 

11 3-02 Mastic 

114-01 Red l 2x 12 VFT 

114-02 Red 12x 12 VFT 

115-01 Green 12x 12 VFT 

115-02 Green I 2x 12 VFT 

116-01 Linoleum 

116-02 Linoleum 

117-0 l Window Glazing 

117-02 Window Glazing 

118-01 Window Glazing 

11 8-02 Window Glazing 

119-01 Sheetrock Wall 

11 9-02 Sheetrock Wall 

120-01 Sheetrock Wall 

120-02 Sheetrock Wall 

121 -0] Grey Ceiling Paint 

121-02 Grey Ceiling Paint 

121-03 Grey Ceiling Paint 

122-01 Textured Floor Coating 

122-02 Textured Floor Coating 

Survey Dates: November 16, 2011 -
December 8, 2011 

Location of Sample 
Asbestos 
Content 

Ceiling Cork NAD 

Ceiling Cork NAD 

Pipe Shop NAD 

Room 273 Trace Chrysotile 
Room 273 Trace Chrysotile 
Room 273 2% Chrysotile 

Room 273 NA/PS 

Room 269 NAD 

Room 269 NAD 
Room 269 NAD 
Room 269 NAD 
Room 271 1.6% Chrysotile 

Room 271 NA/PS 
Room 271 4.5% Chrysotile 

Room 271 NA/PS 

Room 271 4.3% Chrysotile 

Room 271 NA/PS 

Room 304 6.6% Chrysotilc 

Room 304 NA/PS 

Room 307 1.5% Chrysotile 

Room 307 NA/ PS 

Room 270 NAD 
Room 270 NAD 
Room 273 NAD 
Room 273 NAD 
Room 305 NAD 
Room 305 NAD 
Room 268 NAO 
Room 268 NAD 
Room 268 NAD 
Room 270 NAD 

Room 270 NAD 

Page 1o.f3 Beechnut 



Sample 
Number 

] 22-03 

123-01 

123-02 

123-03 

123-04 

123-05 

124-01 

124-02 

124-03 

125-01 

125-02 

125-03 

126-01 

126-02 

126-03 

127-01 

127-02 

127-03 

128-01 

128-02 

128-03 

129-0 1 

129-02 

129-03 

155-01 

155-02 

156-01 

156-02 

157-01 

157-02 

158-01 

] 58-02 

.4mbie!1t Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING23 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample 
Asbestos 
Content 

Textured Floor Coating Room270 NAD 

White Wall Paint Room 269 NAD 

White Wall Paint Room 269 NAD 

White Wall Paint Room 269 NAD 

White Wall Paint Room 270 NAD 

White Wall Paint Room 270 NAD 

Plaster Wall Coat Cooler Room 274 NAD 

Plaster Wall Coat Cooler Room 274 NAD 

Plaster Wall Coat Cooler Room 274 NAD 

Joint Compound Room 273 0.5% Chrysotile 

Joint Compound Room 270 NAD 

Joint Compound Room 305 NAD 

Peach Wall Paint Mens Bathroom NAD 

Peach Wall Paint Mens Bathroom NAD 

Peach Wall Paint Womens Bathroom NAD 

Red Wall Paint Mens Bathroom NAD 

Red Wall Paint Mens Bathroom NAD 

Red Wall Paint Womens Bathroom NAD 

Light Grey Wall Paint Room 302 NAD 

Light Grey Wall Paint Room 302 NAD 

Light Grey Wall Paint Room 302 NAD 

Dark Grey Wall Paint Room 303 NAD 

Dark Grey Wall Paint Room 303 NAD 

Dark Grey Wall Paint Room 303 NAD 

Vapor Barrier Room 411 Trace Chrysotile 

Vapor Barrier Room 411 Trace Chrysotile 

Black I 2x 12 VFT Room 411 5.9% Chrysotile 

Black I 2x 12 VFT Room 411 NA/PS 

Mastic Bath 4th Floor Trace Chrysotile 

Mastic Bath 4th Floor NAD 
Black 12xl2 VFT Bath 4th Floor NAD 
Black 12x 12 VFT Bath 41h Floor NAD 

Survey Dates: November 16, 2011 -
December 8, 2011 
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Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING23 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample 

Number 
- -· 

159-01 Transite Hood Room 411 

159-02 Transite Hood Room 411 

160-01 Lab Counter Room 411 

160-02 Lab Counter Room 411 

161-01 Window Glazing Room 411 

161-02 Window Glazing Room 411 

162-01 White Ceiling Paint Ceilings 

162-02 White Ceiling Paint Ceilings 

162-03 White Ceiling Paint Ceilings 

162-04 White Ceiling Paint Ceilings 

162-05 White Ceiling Paint Ceilings 

163-01 Linoleum Room 403 

163-02 Linoleum Room 403 

284-01 Stair Tread Stair Tower at Receiving 

284-02 Stair Tread Stair Tower at Receiving 

285-01 White 9x9 VFT Receiving Department Office 

285-02 White 9x9 VFT Receiving Department Office 

286-01 VFT Mastic Receiving Department Office 

286-02 VFT Mastic Receiving Department Office 

NAD - No asbestos detected 
NA/PS - Not analyzed, positive stop. First sample in homogenous grouping positive. 

Survey Dates: November 16, 2011 -
December 8, 2011 

Page 3 of3 

Asbestos 
Content 

25% Chrysotile 

NA/ PS 

NAD 

3% Chrysoti le 

NAD 

NAD 

NAD 
NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

2.1 % Chrysotile 

NNPS 

NAD 

NAD 

Beechnut 



Sample 
Number 

212-01 

212-02 

213-01 

213-02 

214-01 

214-02 

215-01 

215-02 

216-01 

2 16-02 

217-01 

217-02 

218-0 I 

2 18-02 

2 19-01 

219-02 

220-01 

220-02 

221-01 

221 -02 

222-01 

222-02 

223-01 

223-02 

224-01 

224-02 

224-03 

225-01 

225-02 

Ambient Environme11tal, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING47 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample 
Asbestos 
Content 

Masonite Walls 47-207 NAO 

Masonite Walls 47-209 NAD 

l 5"xl 5" Ceiling Tile 47-205 NAO 

l 5"xl 5" Ceiling Tile 47-210 NAD 

Ceiling Deck 47-205 NAD 

Ceiling Deck 47-210 NAO 

Sheetrock Walls 47-205 NAD 

Sheetrock Walls 47-205 NAD 

Joint Compound 47-205 2.6% Chrysotile 

Joint Compound 47-205 NNPS 

Ix 1 Ceiling Tiles Womens Room 2n° Floor NAD 

1x1 Ceiling Tiles Womens Room 2n° Floor NAD 

Black 6" Covebase 47-202 4.9% Chrysotile 

Black 6" Covebase 47-202 NNPS 

Mastic for Black 6" 47-202 5% Chrysoti le 
Covebase 
Mastic for Black 6"" 47-202 NNPS 
Covebase 
White Ceramic Floor Tile Womens 2no Floor NAD 

White Ceramic Floor Tile Womens 2n° Floor NAD 

Grout for White Ceramic Womens 2'1° Floor NAD 
Floor Tile 
Grout for White Ceramic Womens 2110 Floor NAD 
Floor Tile 
Green Ceramic Floor Tile Mens 211° Floor NAD 

Green Ceramic Floor Tile Mens 2'10 Floor NAD 

Grout for Green Ceramic Mens 211° Floor NAD 
Floor Tile 
Grout for Green Ceramic Mens 211° Floor NAO 
Floor Tile 
White Wall Paint Womens 2'10 Floor NAD 

White Wall Paint Mens 211° Floor NAD 

White Wall Paint Mens 2n° Floor NAD 

Black Mastic 47-205 NAD 

Black Mastic 47-202 NAD 

Survey Dates: November 16, 20 I J -
December 8, 201 J 
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Ambient Environmental, Jue. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDING47 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample 

Number 

226-01 Brown 9x9 47-205 

226-02 Brown 9x9 47-202 

227-01 White 9x9 47-209 

227-02 White 9x9 47-209 

228-01 Filler Under Room 47-209 

228-02 Filler Under Room 47-209 

NAO - No asbestos detected 
NA/PS - Not analyzed, positive stop. First sample in homogenous grouping positive. 

Survey Dates: November 16. 2011 -
December 8, 2011 

Page 2 of2 

Asbestos 
Content 

4% Chrysotile 

NA/PS 

0.84% 
Anthophyllite 
0.92% 
Anthophyllite 
NAD 

NAD 

Beechnut 



Sample 
Number 

172-01 

172-02 

173-01 

173-02 

174-01 

174-02 

175-01 

175-02 

176-01 

176-02 

177-01 

177-02 

178-01 

178-02 

179-0 I 

179-02 

179-03 

180-01 

180-02 

181-01 

181-02 

182-01 

182-02 

182-03 

182-04 

182-05 

182-06 

182-07 

183-01 

183-02 

Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

B UJLDIN G65 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample 
Asbestos 
Content 

Masonite Wall 65-206 NAD 

Masonite Wall 65-215 NAD 

Brown 4" Covebase 65-208 NAD 

Brown 4" Covebase 65-207 NAD 

Mastic for Brown 4" 65-208 NAD 
Covebase 
Mastic for Brown 4" 65-207 NAD 
Covebase 
Black 9x9 Mastic 65-208 1.9% Chrysotile 

Black 9x9 Mastic 65-205 NA/PS 

Brown 9x9 VFT 65-205 NA/ PS 

Brown 9x9 VFT 65-208 NA/ PS 

White 9x9 VFT 65-205 NA/PS 

White 9x9 VFT 65-208 NA/PS 

Sheetrock Ceiling 65-201 NAD 

Sheetrock Ceiling 65-206 NAD 

Layered Paper 65-203 26. 7% Chrysotile 

Layered Paper 65-209 NA/PS 

Layered Paper 65-206 NA/PS 

lxl Glue Dabs 65-201 NAD 

lxl Glue Dabs 65-205 NAD 

1x1 Ceiling Tile 65-206 NAD 

1x1 Ceiling Tile 65-201 NAD 

White Ceiling Paint 65-210 NAD 

White Ceiling Paint 65-214 0.93% 
Anthophyllite 

White Ceiling Paint 65-214 1.1 % 
Anthophyllite 

White Ceiling Paint 65-2 10 NA/PS 

White Ceiling Paint 65-210 NA/PS 

White Ceiling Paint 65-214 NA/ PS 

White Ceiling Paint 65-214 NA/PS 

Linoleum Floor 65-212 NAD 

Linoleum Floor 65-211 NAD 

Survey Date: November J 6 - , 201 J Page 1o.f2 Beechnut 



Ambient E11viro11me11tal, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREE!( 

BUILDING65 
SUMMARY OF ASBESTOS SA1l1PLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample 

Asbestos 
Number Content 

184-0 I Interior Window Glazing 65-204 2.6% 
Anthophyllite 

184-02 Interior Window Glazing 65-209 NA/ PS 

185-0 I Black Mastic 65-2 14 0.77% Chrysotile 

185-02 Black Mastic 65-210 4.5% Chrysotile 

186-01 Grey 9x9 VFT 65-2 14 NA/ PS 

186-02 Grey 9x9 VFT 65-210 NA/PS 

187-01 Grey 12xl2 VFT 65-214 NAD 

187-02 Grey 12xl2 VFT 65-210 NAD 

NAD - No asbestos detected 
NA/PS - Not analyzed, positive stop. First sample in homogenous grouping positive. 

Survey Date: November 16 - , 2011 Page 2 of2 Beechnut 



Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BOILER ROOJl,1 I HEATING 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample 

Number 

295-01 Layered Paper 

295-02 Layered Paper 

295-03 Layered Paper 

296-01 Pipe Insulation 

296-02 Pipe Insulation 

296-03 Pipe Insulation 

297-01 Mudded Fittings 

297-02 Mudded Fittings 

297-03 Mudded Fittings 

303-01 Transite Pipe 

303-02 Transite Pipe 

304-01 Transite Wall 

304-02 Transite Wall 

305-01 Duct Insulation 

305-02 Duct Insulation 

305-03 Duct Insulation 

313-01 Window Glazing 

313-02 Window Glazing 

314-01 Rope Gasket 

314-02 Rope Gasket 

315-01 Duct Breeching 

315-02 Duct Breeching 

315-03 Duct Breeching 

316-01 Duct Breeching 

316-02 Duct Breeching 

317-01 Insulation 

317-02 Insulation 

3 17-03 Insulation 

318-01 Rose Gasket 

318-02 Rose Gasket 

Survey Date: November 16, 201 I -
December 8, 2011 

Location of Sample Asbestos 
Content 

Building 23 @ Receiving 66. 7% Chrysotilc 

North South Alley Way NA/PS 

Bldg 1 7 Room 4 NA/ PS 
Bldg. 23 Mens I s t Floor 40% Chrysotile 

Lobby Bldg. 17 NA/PS 

Bulk Chemical Storage NA/PS 

Paint Shop 36.4% Chrysotile 

Bulk Chemical Storage NA/PS 

Filling Room Patts Storage NA/ PS 

Upper Boiler Room Floor NAD 

Upper Boiler Room Floor NAD 

Exterior Upper Boiler Room 16.7% Chrysotile 

Exterior Upper Boiler Room NA/PS 

On Duct Upper Boiler 10.8% Chrysotile 

On Duct Upper Boiler NA/PS 

On Duct Upper Boiler NA/ PS 
0.71% 

Boiler Room Anthophyllitc 
0.71% Chrysotile 

Water Softener Room NA/ PS 

Front of Boiler #6 NAD 

Front of Boiler #6 NAD 
Boiler 6 - Side I st 50% Chrysotile 
Boiler 6 - Side I s t NA/PS 
Boiler 6 - Side I st NA/ PS 

Top Duct Attach #6 & #7 NAD 

Top Duct Attach #6 & #7 NAD 

Tank #2 26.7% Chrysotile 

Tank #2 NA/PS 

Tank #2 NA/PS 

Tank #1 Left NAD 

Tank #1 Right NAD 

Page 1of4 Beechnut 



Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BOILER ROO!v/ I HEATING 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample Number 

319-01 Insulation Tank 3 2nd Floor 

319-02 Insulation Tank 3 2nd Floor 

320-01 Corrugated Siding Siding 
~ 

320-02 Corrugated Siding Roofing 
~ ----

321-01 Breeching Boiler #8 Front 
- --
321-02 Breeching Boiler #8 Side 

322-01 Fire Brick Inside Boiler #8 

322-02 Fire Brick Inside Boiler #8 

323-01 Insulation Boiler 8 Flue 

323-02 Insulation Boiler 8 Flue 

323-03 Insulation Boiler 8 Flue 

324-01 Pipe Insulation 2" Yellow 
-

324-02 Pipe Insulation T Yellow 

324-03 Pipe Insulation T Yellow 

325-01 Mudded Fitting 2" Pipe 
-

325-02 Mudded Fitting 2" Pipe 

326-01 Mudded Fitting 6'. Pipe 
--

326-02 Mudded Fitting 6" Pipe 

327-01 Mudded Fitting 8" Pipe 

327-02 Mudded Fitting 8 .. Pipe 

328-01 Pipe Insulation Yell ow 6 .. Pipe 

328-02 Pipe Insulation Yellow 6'' Pipe 
_,____ 

328-03 Pipe Insulation Yellow 6" Pipe 

329-01 Pipe Insulation Green 8" Pipe 
-'-

. 329-02 Pipe Insulation 

329-03 Pipe Insulation 

330-01 Tank Coating 

330-02 Tank Coating 

331 -01 Fire Brick 

331-02 Fire Brick 

332-01 Breechjng 

Survey Date: November 16, 2011 -
December 8, 2011 

Green 8'' Pipe 

Green 8" Pipe 

3rd Level Tank 

3rd Level Tank 

Inside Boiler #7 

Inside Boiler #7 

Boiler #7 

Page 2o.f4 

Asbestos 
Content 

NAD 
NAD 
12.9% Chrysotile 

NNPS 

26. 7% Chrysotile 

NNPS 

NAD 
NAD 
80% Chrysotile 
Trace Arnosite 

NA/PS 

NA/PS 

66. 7% Amosite 

NA/PS 

NA/PS 

66.6% Chrysotile 

NNPS 

22.2% Chrysotile 

NA/ PS 

80% Chrysotile 

NA/PS 

44.4% Chrysotile 

NNPS 

NNPS 

57.1 % Chrysotile 

NA/PS 

NA/PS 

NAD 
NAD 
NAD 
NAD 
NAD 

Beechnut 



Ambient Environme11tal, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLAN T WEST OF CANAJOHARIE CREEK 

BOILER ROOM I HEA TIN G 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample 

Number 

332-02 Breeching 

333-01 Brick 

333-02 Brick 

334-01 Mortar for Brick 

334-02 M01iar for Brick 

335-01 Insulation 

335-02 Insulation 

335-03 Insulation 

336-0 l Silver Paint 

336-02 Silver Paint 

336-03 Silver Paint 

Silver Paint 
336-04 

336-05 Silver Paint 

337-01 Cream Wall Paint 

337-02 Cream Wall Paint 

337-03 Cream Wall Paint 

337-04 Cream Wall Paint 

337-05 Cream Wall Paint 

337-06 Cream Wall Paint 

337-07 Cream Wall Paint 

338-01 Pipe Insulation 

338-02 Pipe Insulation 

338-03 Pipe Insulation 

339-0 I Pipe Insulation 
- -

339-02 Pipe Insulation 

Survey Date: November 16, 2011 -
December 8, 2011 

Location of Sample 
Asbestos 
Content 

Boiler #7 NAD 
Outside of Boiler #7 NAD 
Outside of Boiler #7 NAD 
Outside of Boiler #7 Trace Chrysotile 
Outside of Boiler #7 0.26% Chrysotile 
LD Steam Line 1st Floor NAD 
LD Stearn Line 1st Floor NAD 
LD Stearn Line 1st Floor NAD 
On Outside of Boiler #8 Inc. 
On Outside of Boiler #8 Inc. 
On Outside of Boiler #8 Trace 

Anthophyllite 
On Outside of Boiler #8 0.86% 

Anthophyllite 
0.51 % Chrysotile 

On Outside of Boiler #8 NA/PS 
Boiler Room I Compressor 

NAD 
Room 
Boiler Room I Compressor 

NAD 
Room 
Boiler Room I Compressor 

NAD 
Room 
Boiler Room I Compressor 

NAD 
Room 
Boiler Room I Compressor 

NAD 
Room 
Boiler Room I Compressor 

NAD 
Room 
Boiler Room I Compressor 

NAD 
Room 
TPipe 50% Chrysotile 
TPipe NA/PS 

f--

2" Pipe NA/PS 
6" Pipe 7% Chrysotile 

-
6" Pipe NAPS 

Page 3of4 Beechnut 



Ambient Environmeutal, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLAN T WEST OF CANAJOHARIE CREEK 

BOILER ROOM I HEATING 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample 

Number 
-- -- --

339-03 Pipe Insulation 6"' Pipe 

340-01 Tank Insulation Chemical Mixing Room 

340-02 Tank Insulation Chemical Mixing Room 

340-03 Tank Insulation Chemical Mixing Room 

341-01 Galbestos Siding On Tunnel 3 

341-02 Galbestos Siding On Tunnel I 

NAD - No asbestos detected 
NA/PS - Not analyzed, positive stop. First sample in homogenous grouping positive. 
Inc. - Inconclusive 

Survey Date: November 16, 2011 -
December 8, 2011 

Page 4of4 

Asbestos 
Content 

-

NA/PS 

40% Chrysoti lc 

NNPS 

NA/PS 

23.7% Chrysotile 

NA/PS 

Beechnut 



Ambient Environ111e11tal, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

COOLERS 
S UMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample Number 

291-01 Sink Sound Coat I st Floor Strained Food Office 

291-02 Sink Sound Coat 1st Floor Strained Food Office 

292-01 Concrete Wall 1st Floor Cooler #1 Wall 

292-02 Concrete Wall 1st Floor Cooler #1 Wall 

293-01 Mastic 1st Floor Cooler #1 Under Cork 

293-02 Mastic 1st Floor Cooler #1 Under Cork 

294-01 Inner Concrete lst Floor Freezer #lA Wall 

294-02 Inner Concrete 1st Floor Freezer #IA Wall 

NAD - No asbestos detected 
NA/PS - Not analyzed, positive stop. First sample in homogenous grouping positive. 

Survey Date: November J 6, 20 I J -
December 8, 201 I 

Page I of I 

Asbestos 
Content 

NAD 

NAD 

NAD 
NAD 

NAD 

NAD 

NAD 

NAD 

Beechnut 



Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

EXTERIOR 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample Number 

--
342-01 White Paint Coating Exterior of Building 
~ -- --- f-- --

342-02 White Paint Coating Exterior of Building 
- - - -

342-03 White Paint Coating Exterior of Building 
~ -

342-04 White Paint Coating Exterior of Building 

342-05 White Paint Coating Exte1ior of Building 
~ -
342-06 White Paint Coating Exterior of Building 
~ -- t-

342-07 White Paint Coating Exterior of Building 
- f--

343-01 Grey Paint Overhead Exterior Door 

343-02 Grey Paint Overhead Exterior Door 

343-03 Grey Paint Overhead Exterior Door 

344-01 Block Exterior of Building 

344-02 Block Exterior of Building 

345-01 Block M01tar Exterior of Building 

345-02 Block Mortar Exterior of Building 

346-01 Brick Exterior 

346-02 Brick Exterior 

347-01 Brick Mortar Exterior 

347-02 Brick Mortar Exterior 

NAD - No asbestos detected 
NA/PS - Not analyzed, positive stop. First sample in homogenous grouping positive. 

Survey Date: November 16, 20JJ -
December 8, 2011 

Page 1 ofl 

Asbestos 
Content 

1.3% Trernolite 

1.53% Trernolite 

1.24% Tremolite 
Trace Chrysotile 

NA/PS 

NA/PS 

NA/PS 
-

NAJPS 

1.3% Tremolite 

NA/ PS 

NA/PS 

NAD 

NAD 

NAD 

NAO 

NAD 

NAD 

NAD 

NAD 

Beechnut 



Sample 
Number 

R074-01 

R074-02 

R075-01 

R075-02 

R026-01 

R026-02 

R027-01 

R027-02 

R076-01 

R076-02 

R077-01 

R077-02 

R078-01 

R078-02 

R079-01 

R079-02 

ROI0-01 

ROI 0-02 

ROI 1-01 
'--

ROI 1-02 

ROI 2-01 
-

R01 2-02 

R013-0J 

R013-02 

ROOl -01 

ROOJ-02 

R002-0l 
~ 

R002-02 

Ambient Enviro11111e1ttal, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CRE."EK 

ROOFS 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample Asbestos 
Content 

BLDG. 3A ROOF 
Built-up Bldg. 3A NAD 
Built-up Bldg. 3A NAD 
Fiber Board Bldg. 3A NAD 
Fiber Board Bldg. 3A NAD 

BLDG. 3B ROOF 
Pitch Bldg. 3B NAD 
Pitch Bldg. 3B NAD 
Concrete Deck Bldg. 3B NAD 
Concrete Deck Bldg. 3B NAD 

BLDG. 4B ROOF 
Tar Paper Bldg. 4B I On Slope NAD 
Tar Paper Bldg. 4B I On Slope NAD 
Shingles Bldg. 4B I On Slope NAD 
Shingles Bldg. 4B I On Slope NAD 
Built-up Bldg. 4B NAD 
Built-up Bldg. 4B NAD 
Concrete Deck Bldg. 4B NAD 
Concrete Deck Bldg. 4B NAD 

BLDG.SROOF 
Capstone Caulk Bldg. 5 2.5% Chrysotile - - -
Capstone Caulk Bldg. 5 NA/PS -
Perimeter Flashing Bldg. 5 4.9% Chrysotile 

-
Perimeter Flashing Bldg. 5 NA/PS 

- ---
Pitch Bldg. 5 6.4% Chrysotile 

- - --
Pitch Bldg. 5 NA/PS 
Vapor Barrier Bldg. 5 NAD 
Vapor Barrier Bldg. 5 NAD 

BLDG. 6ROOF 
Particle Board Bldg. 6A NAD 
Particle Board Bldg. 6A NAD 
Built-up Bldg. 6A 1.4% Chrysotile 

- - . 
Built-up Bldg. 68 NA PS 

Survey Dales: December 20, 2011 -
December 22, 2011 
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Ambient E11viro11111ental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

ROOFS 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Number 

R003-0l Pitch 

R003-02 Pitch 

R004-01 Perimeter Caulk 

R004-02 Perimeter Caulk 

R008-01 Vapor Barrier 

R008-02 Vapor Barrier 

R009-01 Pitch 

R009-02 Pitch 

ROOS-01 Concrete Deck 

ROOS-02 Concrete Deck 

R006-0I Pitch 

R006-02 Pitch 

R007-0I Tar I Faceboard 

R007-02 Tar I Faceboard 

R035-01 Pitch Pocket Tar 

R035-02 Pitch Pocket Tar 

R036-01 Perimeter Caulk 

R036-02 Perimeter Caulk 

R037-01 Built-up 

R037-02 Built-up 

R038-0l Concrete Deck 

R038-02 Concrete Deck 

. 

R032-0I Perimeter Tar 

R032-02 Perimeter Tar 

R033-0l Built-up 

R033-02 Built-up 

R034-0l Concrete Deck 

R034-02 Concrete Deck 

Survey Dates: December 20, 2011 -
December 22, 2011 

Location of Sample 
Asbestos 
Content 

Bldg. 6B <1.0% Chrysotile 

Bldg. 6B Trace Chrysotile 
Bldg. 6B NAD 
Bldg. 6B NAD 
Bldg. 6 Upper NAD 
Bldg. 6 Upper NAD 
Bldg. 6 Upper NAD 
Bldg. 6 Upper NAD 

BLDG. 7ROOF 
Bldg. 7 NAD 

Bldg. 7 NAD 
Bldg. 7 8.6% Chrysotile 

Bldg. 7 NA/PS 

Bldg. 7 12 .5% Chrysotile 

Bldg. 7 NA/PS 

BLDG. 16AROOF 
Bldg. 16A NAD 
Bldg. 16A NAD 
Bldg. 16A I Rubber Roof Trace Chrysotile 
Bldg. 16A I Rubber Roof Trace Chrysotile 
Bldg. 16A NAD 
Bldg. 16A NAD 
Bldg. 16A NAD 
Bldg. 16A NAD 

BLDG. 16B ROOF 
--~---

Bldg. 16B 3.6% Chrysotile 

Bldg. 16B NA/PS 

Bldg. 16B NAD 
Bldg. 16B NAD 
Bldg. 16B NAD 
Bldg. 16B NAD 

Page 2 of6 Beechnut 



Sample 
Number 

R015-0l 

ROI 5-02 

RO 16-0 l 

R016-02 

ROl 7-01 

ROI 7-02 

ROI 8-0 I 

R018-02 

ROI 9-01 

ROl 9-02 

R020-0l 

R020-02 

R022-0l 

R022-02 

R023-0l 

R023-02 

R024-01 

R024-02 

R025-01 

R025-02 

R052-01 

R052-02 

R053-01 

R053-02 

R054-01 

R054-02 

R069-01 

R069-02 

Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

ROOFS 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample 
Asbestos 
Content 

BLDG.17A ROOF 
Top Hot Mop Bldg. l 7A 1.1 % Chrysotile 

Top Hot Mop Bldg. 17A NA/ PS 

Penetration Tar Bldg. 17A 2.8% Chrysotile 

Penetration Tar Bldg. 17A NA/PS 

Concrete Deck Bldg. 17A NAD 

Concrete Deck Bldg. 17A NAD 

Shingles Bldg. 17 Shed <0.25% 
Chrysotile 

Shingles Bldg. 17 Shed 3.1 % Chrysotile 

Capstone Caulk Bldg. l 7A 1 % Chrysotile 

Capstone Caulk Bldg. l 7A 1.5% Chrysotile 

Perimeter Flashing Tar Bldg. l 7A 9.6% Chrysotile 

Perimeter Flashing Tar Bldg. l 7A NA/PS 

BLDG. 17B ROOF 
Perimeter Flashing Tar Bldg. 178 4.4% Chrysotile 

Pe1imeter Flashing Tar Bldg. l 7B NA/PS 

Patch Tar Bldg. 17B NAD 

Patch Tar Bldg. 17B NAD 
Built-up Bldg. 17B NAD 
Built-up Bldg. 17B NAD 

Concrete Deck Bldg. 17B NAD 

Concrete Deck Bldg. 17B NAD 

BLDG. 19 ROOF 
Concrete Deck Bldg. 19 NAD 

Concrete Deck Bldg. 19 NAD 

Built-up Bldg. 19 NAD 

Built-up Bldg. 19 NAD 

Perimeter Caulk Bldg. 19 NAD 

Perimeter Caulk Bldg. 19 NAD 

BLDG. 21A ROOF 
Fiber Board Bldg. 21A NAD 

Fiber Board Bldg. 21A NAD 

Survey Dates: December 20, 2011 -
December 22, 2011 
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Sample 
Number 

R070-0l 

R070-0l 

R071-01 

R071-02 

R072-0l 

R072-02 

R073-01 

R073-02 

R055-0l 

R055-02 

R056-0l 

R056-02 

R057-0 l 

R057-02 

R058-0l 

R058-02 

R059-01 

R059-02 

R060-01 

R060-02 

R061-0l 

R061-02 

R039-0l 

R039-02 

R040-0l 

R040-02 

R041-0l 

Ambient E11viro11111e11tal, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

ROOFS 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample 
Asbestos 
Content 

Built-up Bldg. 21A NAD 
Built-up Bldg. 21A NAD 

BLDG. 21B ROOF 
Caulking Bldg. 21B I On Capstone NAO 
Caulking Bldg. 21 B I On Capstone NAD 

BLDG. 21C ROOF 
Concrete Deck Bldg. 21C NAD 
Concrete Deck Bldg. 21C NAD 
Hot Mop Bldg. 21C NAD 
Hot Mop Bldg. 21C NAD 

BLDG. 22A ROOF 
Duct Caulk Bldg. 22A I On Duct NAO 

Duct Caulk Bldg. 22A I On Duct NAD 
Flashing Bldg. 22A 0. 75% Chrysotile 
Flashing Bldg. 22A 3 .1 % Chrysotile 
Pitch Bldg. 22A NAD 
Pitch Bldg. 22A NAD 
Deck (Concrete) Bldg. 22A NAD 
Deck (Concrete) Bldg. 22A NAD 

BLDG. 22B ROOF 
Parapit Flashing Bldg. 22B I On Parapit NAD 
Parapit Flashing Bldg. 22B I On Parapit NAD 
Hot Mop Bldg. 22B NAD 
Hot Mop Bldg. 22B NAO 
Concrete Deck Bldg. 22B NAD 
Concrete Deck Bldg. 22B NAD 

BLDG. 23 ROOF 
Concrete Capstone Bldg. 23 NAD 
Concrete Capstone Bldg. 23 NAD 
Vapor Banier Bldg. 23 I Under Capstone NAD 

Vapor BaITier Bldg. 23 I Under Capstone NAD 
Vapor Banier Bldg. 23 NAD 

Survey Dates: December 20, 201 J -
December 22, 201 J 
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Sample 
Number 

R041 -02 

R042-0l 

R042-02 

R066-01 

R066-02 

R067-01 

R067-02 

R068-01 

R068-02 

R028-0l 

R028-02 

R029-0l 

R029-02 

R030-01 

R030-02 

R03 l-Ol 

R031-02 

R014-0l 

R014-02 

R047-0l 

R047-02 

R048-0l 

R048-02 

R043-0I 

R043-02 

R044-01 

R044-02 

Ambient Environmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

ROOFS 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample 
Asbestos 
Content 

Vapor Barrier Bldg. 23 NAD 
Concrete Deck Bldg. 23 NAD 
Concrete Deck Bldg. 23 NAD 

BLDG. 25 ROOF 
Fiber Board Bldg. 25 NAD 

Fiber Board Bldg. 25 NAD 
Built-up Bldg. 25 NAD 
Built-up Bldg. 25 NAD 
Metal Seam Caulk Bldg. 25 NAD 
Metal Seam Caulk Bldg. 25 NAD 

BLDG. 35 ROOF 
Tar on Parapit Bldg. 35 NAD 

Tar on Parapit Bldg. 35 NAD 
Vapor Banier Bldg. 35 I Under Capstone I 0.5% Chrysotile 
Vapor Barrier Bldg. 35 I Under Capstone NA/PS 

Vapor Barrier Bldg. 35 I On Concrete Deck NAD 

Vapor Barrier Bldg. 35 I On Concrete Deck NAD 

Concrete Deck Bldg. 35 NAD 

Concrete Deck Bldg. 35 NAD 

BLDG. 36A ROOF 
Pitch Bldg. 36A NAD 
Pitch Bldg. 36A NAD 

BLDG. 36B ROOF 
Built Up Bldg. 36B NAD 

Built Up Bldg. 36B NAD 
Concrete Deck Bldg. 36B NAD 
Concrete Deck Bldg. 36B NAD 

BLDG. 37 ROOF 
Vapor Barrier Bldg. 37 I Under Coping I 0.9% Chrysotile 
Vapor Barrier Bldg. 37 I Under Coping NA/ PS 

Concrete Deck Bldg. 37 NAD 

Concrete Deck Bldg. 37 NAD 

Sun)e_y Dates: December 20, 2011 -
December 22, 2011 
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Ambient Environmental, I nc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

ROOFS 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample Type of Sample Location of Sample 
Number 

R045-0I Vapor Barrier Bldg. 37 

R045-02 Vapor Barrier Bldg. 37 

R046-0l Seam Caulk Bldg. 3 7 I On Duct 

R046-02 Seam Caulk Bldg. 3 7 I On Duct 

BLDG. 47 ROOF 
R049-01 Concrete Deck Bldg. 47 

R049-02 Concrete Deck Bldg. 47 

R050-01 Vapor Barrier Bldg. 47 

R050-02 Vapor Barrier Bldg. 47 

R051-01 Particle Board Bldg. 47 

R051-02 Particle Board Bldg. 47 

BLDG. 65 ROOF 
R062-01 Concrete Deck Bldg. 65 

R062-02 Concrete Deck Bldg. 65 

R063-0 l Vapor Barrier Bldg. 65 

R063-02 Vapor Barrier Bldg. 65 

R064-0l Penetration Tar Bldg.65 

R064-02 Penetration Tar Bldg. 65 

R065-01 Duct Tar Bldg. 65 

R065-02 Duct Tar Bldg. 65 

BLDG. 66 ROOF 
R021-01 Perimeter Tar Bldg. 66 

R021 -02 Perimeter Tar Bldg. 66 

PARAPIT COPING ROOF 
342-08 Paint Coating Parapit Coping Roofs 

342-09 Paint Coating Parapit Coping Roofs 

TUNNEL 4 ROOF 
-

349-01 Tar Coating On Tunnel 4 Roof 

' 349-02 Tar Coating On Tunnel 4 Roof 

NAD - No asbestos detected 
NA/PS - Not analyzed, positive stop. First sample in homogenous grouping positive. 
Inc. - Inconclusive 

Survey Dates: December 20, 201 1 -
December 22, 2011 
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Asbestos 
Content 

Tnc. 

15.9% Chrysotile 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

3% Chrysotile 

NNPS 

15.2% Chrysotile 

NNPS 

8. 7% Chrysotile 

NA/PS 

2.4% Chrysotile 

1.3% Chrysotile 

I 0.4% Chrysotile 

NA/PS 

Beechnut 



Sample 
Number 

246-01 

246-02 

247-01 

247-02 

248-01 

248-02 

249-01 

249-02 

250-01 

250-02 

251-01.A 

25 1-02.A 

251-01.B 

251-02.B 

252-01 

252-02 

253-01 

253-02 

254-01 

254-02 

254-03 

255-01 

255-02 

256-01 

256-02 

257-01 

257-02 

258-01 

258-02 

Ambient Enviro11me11tal, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

STRAINED FOOD BUILDING 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample 
Asbestos 
Content 

Terra Cotta Floor Tiles Filling Room 1st Floor NAO 

Terra Cotta Floor Tiles Filling Room 211d Floor NAD 
Grout for Terra Cotta Floor 

Filling Room 211d Floor NAD 
Tiles 
Grout for Terra Cotta Floor 

Filling Room 151 Floor NAD 
Tiles 
1x1 Ceiling Tiles Office #I NAD 

1x1 Ceiling Tiles Office #1 NAD 
Glue Dabs for 1x1 Ceiling 

Office #1 <1.0% Chrysotile 
Tiles 
Glue Dabs for 1x1 Ceiling 

Office #1 < l.0% Chrysotile 
Tiles 
Concrete Ceiling Filling Room NAD 

Concrete Ceiling Filling Room NAD 

Stair Treads Stairwell @ Column D NAD 

Stair Treads Stairwell @ Column D NAD 

Sink Sound Coat Grey - Kitchen 1st Floor NAD 

Sink Sound Coat Grey - Kitchen 1st Floor NAD 

Gasket @VATs NAD 

Gasket @VATs NAD 

TSf 2'1d Floor Pillar L-4 7% Chrysotile 

TSI 2nd Floor Pillar L-4 NNPS 

White Wall Paint Room 207 NAD 

White Wall Paint Room 207 NAD 

White Wall Paint Room 208 NAD 

Cove Base Mastic Room 211 NAD 

Cove Base Mastic Room 212 NAD 

Cove Base Room 211 NAD 

Cove Base Room 212 NAO 

Thin Set for clay Tile Floor 211d Floor Pillar B 1 NAD 

Thin Set for clay Tile Floor 2nd Floor Pillar B 1 NAD 
Ceiling Mastic Metal to 

211d Floor Bldg. 20 @ Cl NAD 
Foam 
Ceiling Mastic Metal to 

2nd Floor Bldg. 20 @ Cl NAD 
Foam 

Survey Date: November 16, 2011 -
December 8, 2011 
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Sample 
Number 

259-01 

259-02 

260-01 

260-02 

261-01 

261-02 

262-01 

262-02 

263-01 

263-02 

264-01 

264-02 

265-01 

265-02 

266-01 

266-02 

267-01 

267-02 

268-01 

268-02 

269-01 

269-02 

270-01 

270-02 

271-01 

271-02 

272-01 

272-02 

272-03 

273-01 

273-02 

273-03 

Ambient E11viro11me11tal, Jue. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

STRAINED FOOD BUILDING 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample 
Asbestos 
Content 

Yellow 12x12 VFT Room 211 NAD 

Yellow 12x12 VFT Room 212 NAD 

Floor Tile Mastic Room 207 NAD 

Floor Tile Mastic Room 210 NAD 

Gray 12x12 VFT Room 207 NAD 

Gray 12x12 VFT Room 210 NAD 

2x4 Ceiling Tile Room 210 NAD 

2x4 Ceiling Tile Room 210 NAD 

Fume Hood Inside Liner Room 213 NAD 

Fume Hood Inside Liner Room 213 NAD 

Lab Counter Room 213 NAD 

Lab Counter Room 213 NAD 

Brown 12x12 VFT Room 213 5.6% Chrysotile 

Brown 12x12 VFT Room 213 NA/PS 

Clay Block Wall Grout Room 201 NAD 

Clay Block Wall Grout Room 201 NAD 

Clay Block Wall Room 201 NAD 

Clay Block Wall Room 201 NAD 

Ceramic Floor Tile Room 215 NAD 

Ceramic Floor Tile Room 216 NAD 

Ceramic Floor Tile Grout Room 215 NAD 

Ceramic Floor Tile Grout Room 216 NAD 

Wall Tile Room 215 NAD 

Wall Tile Room 216 NAD 

Wall Tile Grout Room 215 NAD 

Wall Tile Grout Room 216 NAD 

Silver Paint Room 310 on Cooler Unit NAD 

Silver Paint Room 310 on Cooler Unit NAD 

Silver paint Room 402 on Cooler Unit <1 % Chrysoti1e 

Plaster Wall Room 310 NAD 

Plaster Wall Room 310 NAD 

Plaster Wall Room 310 NAD 

Survey Date: November 16, 2011 -
December 8, 2011 
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Sample 
Number 

273-04 

273-05 

274-01 

274-02 

274-03 

275-01 

275-02 

276-01 

276-02 

277-01 

277-02 

278-01 

278-02 
-
278-03 

279-01 

279-02 

280-01 -280-02 

280-03 
-
281-01 

-
281-02 

28 1-03 

282-01 

282-02 

282-03 

282-04 

282-05 

I 283-01 

283-02 

-
283-03 

Ambient Enviro11111ental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

STRAINED FOOD BUILDING 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Type of Sample Location of Sample 
Asbestos 
Content 

Plaster Wall Room 402 Cooler NAD 
Plaster Wall Room 402 Cooler NAD 
Textured Floor Coating Room 303 NAD 
Textured Floor Coating Room 303 NAD 
Textured Floor Coating Room 303 NAD 
Glue for Styrofoam Ceiling Room 302 NAD 
Glue for Styrofoam Ceiling Room 302 NAD 
Clay Wall Tile Grout Room 301 NAD 
Clay Wall Tile Grout Room 301 NAD 
Clay Wall Tile Room 301 NAD 
Clay Wall Tile Room 301 NAD 
TSI Room 303@83 33.3% Chrysotile 

TSI Room 303 @ B3 NA/PS 

TSI Room 303 @ B3 NNPS 

Mastic Room 309 Cooler NAD 
Mastic Room 309 Cooler NAD 
TSJ Room 404 Pillar B3 17.4% Chrysotile 

TSI Room 404 Pillar B3 NNPS 

TSI Room 404 Pillar B3 NNPS 
- --

TSI Bldg. 20 3rd Floor Pillar 83 36.4% Chrysoti le 

TSI Bldg. 20 3rd Floor Pillar 83 NNPS 

TS! 41
h Floor NA/PS 

Cream Paint Room 403 Wall NAD 
Cream Paint Room 403 Wall NAD 
Cream Paint Room 403 Wall NAD 
Cream Paint Room 403 Wall NAD 
Cream Paint Room 403 Wall NAD 

Silver Paint 
Room 403 Wall Under Cream 

8% Chrysotile 
Paint -- -

Silver Paint 
Room 403 Wall Under Cream 

NA PS 
Paint 

-

Silver Paint 
Room 403 Wall Under Cream 

NA'PS 
Paint 

Survey Date: November 16, 201 l -
December 8, 2011 
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Ambient En vironmental, Inc. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEi( 

STRAINED FOOD B UILDING 
S UMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample 

Number 
Location of Sample 

283-04 Silver Paint 
Room 403 Wall Under Cream 
Paint 

f--· --- -
283-05 Room 403 Wall Under Cream 

Silver Paint 
Paint 

NAD - No asbestos detected 
NA/PS - Not analyzed, positive stop. First sample in homogenous grouping positive. 

Survey Date: November 16, 2011 -
December 8, 2011 
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Asbestos 
Content 

NA/PS 

NA/PS 

Beechnut 



Ambient Enviro11111e11tal, Jue. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

TUNNELS 1-4 AT STR4/NED FOOD 
SUMMARY OF ASBESTOS SAMPLES AND ANALYSIS RESULTS 

Sample 
Type of Sample Location of Sample 

Number 

287-01 Floor Coating Tunnel 2 Floor 

287-02 Floor Coating Tunnel 2 Floor 

288-01 Ceiling Tile Tunnel 3 

288-02 Ceiling Tile Tunnel 3 

289-0 I TSI Residue Tunnel 4 on Hangers 

289-02 TSI Residue Tunnel 4 on Hanger 

290-01 TSI I Debris Tunnel 4 on Floor 

290-02 rSJ I Debris Tunnel 4 on Floor 

290-03 TSI I Debris Tunnel 4 on Floor 

348-0 I Exterior Paint On Tunnel 4 - Exterior 

348-02 Exterior Paint On Tunnel 4 - Exterior 

348-03 Exterior Paint On Tunnel 4 - Exterior 

348-04 Exterior Paint On Tunnel 4 - Exterior 

348-05 Exterior Paint On Tunnel 4 - Exterior 

NAD - No asbestos detected 
NA/PS - Not analyzed, positive stop. First sample in homogenous grouping positive. 

Survey Date: November 16, 2011 -
December 8. 2011 

Page I off 

Asbestos 
Content 

NAD 

NAD 

NAD 

NAD 

50% Chrysotilc 

NNPS 

57.1 % Chrysotile 

NA/PS 

NA/PS 

2.7% 
Anthophyllite 

NA/PS 

NNPS 

NA/PS 

NA/PS 

Beechnut 





Sample 
Material Description 

No. 
-

I 165-01 12x12 VFT 

167-01 Transite Ceiling Tiles 

168-0 l Transite Wall 

307-01 Black Sealant 

309-01 Black Mastic 

1310-01 Tank Coating 

I 311-01 Insulation 

NA TS! 

NA Mudded Fitting 

BEECH-NUT NUTRITION CORPORATION 
PLAlVT WL-S'T OF CANAJOHARIE 

BUILDING 4 I CHILLER R00/14 
Asbestos Containing Materials 

Sample Location Asbestos% Homogenous 
Locations 

BUILDING 4 

Room 201 12% Chrysotile 
Rooms 201, 202, 203 & I 

' 204 

Room201 25% Chrysotile 
Rooms 201, 202, 203 & 
204 

Rooms 201, 204 & 

Room 201 28.6% Chrysotile Exterior Roof Top, 
Chiller Room 

Vertical Duct 3.9% Chrysotile 

On Tank- In Corner 3 .I% Chrysotile 

Outer Coating on Tank 10.8% Chrysotile Chiller Room 

On Duct 6.9% Amosite 
6.9% Chrysotile 

N011h-South Alleyway, 
See Boiler Room See Boiler Room Room 20 I, Chiller 

Room 

* Quantities are only estimates m1d should be field verified. 

Ambient Environmental, Inc. 

Condition Friability Qty* 

See 

Good Non- Drawings 
Friable ASBJ 00-

ASBJ 1 l 

* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant. 

Survey Dates: November 16, 2011 -
December 8. 2011 
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Sample I 
No. 

Material Description 

038-01 Lab Counter 

041-01 Sink Soundcoat 

049-01 
Transite Wall 

' 

I 068-01 I VFT Layer 3 

070-01 Mastic 

071-0 J Black 9x9 Mastic 
I 

11 073-01 Mastic 
I~ 
11 075-01 12xl2 
Ii ' White 12x12 VFT 

077-0J I 
' 

079-01 
Lab Counter Top 

-
080-01 Mastic 
--

, Transite Hood 
085-01 ' I I 

096-01 Green 9x9 VFT 

100-0 l Brown 12xl2 VFT 
~· 

1, 104-01 Sink Sound Coat 

11 105-01 
-· 
Transite Wall 

!, -· 

Survey Dates: November 16, 2011 -
December 8, 2011 

BEECH-NUT NUTRITION CORPORATION 
l'lAiYT WEST OF NAJOHARIE CREEf( 

BUILDING 5 

Asbestos Containing Materials 

-

Sample Location Asbestos% Homogenous 
Locations 

Room 246 15.4% Chrysotile Room246 

Room 243 9.9% Chrysotile Room 243 & 246 

Room244 Rooms 244, 248, 250, 
16. 7% Chrysotile 243,245,247,246,257 

Corridor @ 257 1.2% Chrysotile Rooms 257 & 259 
-

Under all 9x9 in Fae. 
5.7% Chrysotile Rooms 243, 244, 245, 

Control 246, 247, 250, 249, .• 

Room 248 4.8% Chrysotile 257,253,254,255,256 

Room 247 2.3% Chrysotile 1 
& Test Panel 

Cafe 4.5% Chrysotile Cafe Bldg. 19 

I Room 265 Rooms 263, 264, 265 & 
I 

1.5% Chrysotile Women's Locker 
Room 

Room 250 
22.2% Chrysotile 

Rooms 250, 246, 404, 
415, 416 & 411 

Mens Locker Room 4.2% Chrysotile Men's Locker Room 

Room 250 
, 28.6% Chrysotile 

Rooms 250, 411, 403 & 
404 

' 
Room 417 4.6% Chrysotile Room417 

Room 405 2.1 % Chrysotile Room405 

Room 416 2% Chrysotile Room 416 

Ambient Environmental, Inc. 

I Condition I Friability Qty* 
I 

I 
I 

See 
Non- Drawings 

Good Friable ASBlOO-I ASBl 11 

Room 401 16. 7% Chrysotile Rooms 401, 402 & 403 I 
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Ambient Environmental, Inc. 

~~pk 
. . 

Material Description Sample Location Asbestos% Homogenous Condition Friability Qty* 
No. Locations 

A Vermiculite Assumed Assumed Rooms 260, 261 & 262 Good I Friable 

. See Pipe TSI 1 See Boiler Room Filling Room, 
1

1 Boiler I Carpenter Shop, Paint 
LRoom 

I Shop Stair Tower 4'" I 

Non-I ' ' 
Mudded Fittings See Boiler Room Floor Corridor, Rooms Good Friable See 267B, 263, 264, 265, 

I 

l Boiler 

I 
301, 402, 403, 404, 

Room 408, 409 & 410 
.•. ---· 

* Quantities are only estimates and should be field verified. 
* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant. 

Survey Dates: November 16, 2011 -
December 8, 2011 
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Sample Material Description 
No. 

I 
131-01 White 12xl2 VFT 

133-01 Tan 12x12 VFT 
~-

Green 9x9 VFT 
138-01 

I 
I 

i 140-01 Transite Wall 

I 145-01 Panel Adhesive 
ii 

' 154-01 Green 12xl2 

I NIA TSI 

NIA Mudded Fittings 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF C4NAJOHARfE 

BUlLlJJNG 6 

Asbestos Containing Materials 

Sample Location Asbestos% 
Homogenons 

Locations 

Room 301 1.5% Chrysotile Room 301 

Room 307 2.1 % Chrysotile Rooms 302 & 303 

Room 308 Rooms 240, 234, 235, 
3.9% Chrysotile 236 & 223, 224, Closet 

under stairwell 

Room 410 18.2% Chrysotile Rooms 41 0 & 3 I 0 

Room403 2. 9% Chrysotile Room 403 & 404 

Room 223 6.8% Chrysotile Room 223 

NIA Rooms 40 I, 402, 404, 

NIA Positive 307_, 308, 228, 23 7, 16, 
19 & 17 

* Quantities are only estimates and should be field verified. 

Ambient Environmental, Inc. 

Condition Friability Qty* 

See 
Non- Drawings 

Good Friable ASBl 00-
ASB! 11 

* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant. 

Survey Date: November 16. 2011 -
December 8. 201 I 

Page 1 of I Beechnut 
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I 
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'I Sample 
LNo. Material Description 

I 009-01 White Speckled 12xl2 

171-01 
Green 9x9 VFT 

NA TSI 
--· 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST Ofi' CANAJOHARIE CREEK 

BUILDING 15 

Asbestos Containing Materials 

Sample Location Asbestos% 
Homogenous 

Locations 

Room 14 2.2% Chrysotile Rooms 14, 14A 

Room 218 Rooms 217, 218, 219, 
4. 7% Chrysotile 220 & 221 

See Boiler Room Positive Laundry 

* Quantities are only estimates and should be field verified. 

Ambient Environmental, Inc. 

Condition Friability Qty* 

See 

Good 
Non- Drawings 

Friable ASBIOO-
ASB 111 

* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant. 

Survey Date: November 16, 2011 -
December 8, 2011 

Page 1of1 Beechnut 



II Sample Material Description IL No. 

1012-01 Tan 12x12 VFT 
I! 

Transite 1x1 Ceiling I 021-01 
I Tiles 

----
022-01 I 

Transite Wall 

' 
060-0 l 

I 
Window Glazing 

I 
-· 

065-0 l Green 12x12 VFT 

NA TSI Pipe 

(005-02) 
Tan & Black 9x9 Mastic Bldg. 17 

(057-01) 
Green 9x9 VFT Bldg. 17 I 

•. 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOflAIUE CREEK 

BUILDING 16 

Asbestos Containing Materials 

Sample Location Asbestos% Homogenous 
Locations 

Elevator 3 % Chrysotile Elevator I" Floor 

Room 204 10.3% Chrysotile 
STGERoom, 

Y, of Room 204 

225 @ Stairwell 17.4% Chrysotile @ 225 Stairwell 

Rooms 210, 211, 301, 
3% Chrysotile Room204 302 & 305 

STGE Room & Room 
STGE Room 7% Chrysotile 225 & Closet Behind 

Stairwell 
I 

N/A Positive 
i Rooms 301, 302, 303, 
I 30s & 306 

Bldg. 17 2.9% Chrysotile Room lOA & 5 

Mail Room 
I 

9.5% Chrysotile Room !OB 
-· 

* Quantities are only estimates and should be field verified. 

Ambient E11viro11me11tal, Inc. 

... 

Condition Friability Qty* 

I 
I 
I 

I 

See 
Non- Drawings 

Good Friable ASB!OO-
ASB! 11 

i 
i I 
I I 

j 
I I . 

* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant. 

Survey Dates: November 16, 2011 -
December 8, 201 I 

Page 1 o/1 Beechnut 
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i Sample 
No. 

Material Description 

005-02 Mastic 
--

024-01 I Interior Window Glazing 

' 
057-01 · Green 9x9 VFT 

229-01 Black Mastic 

240-01 2x2 Ceiling Tiles 

242-02 Pink Window Glazing 

I Window Glazing 
I 243-0 I I 

301-0 I VFT Mastic 

302-01 12xl2 White VFT 

NIA TS! Pipe 
Mudded Fittings 

BEECH-NUT NUTRITION CORPORATION 
PLANT FVEST OF CANAJOHARIE CREEK 

BUiLD!NG17 

Asbestos Containing Materials 

Homogenous Sample Location Asbestos% 
Locations 

Tan & Black 9x9s 2.9% Chrysotile 
Room l 4.5% 

Anthophyllite 
Mail Room 9.5% Chrysotile 
Room 17-315 2.5% Chrysotile 

Room 17-412 1.2% Chrysotile 
1.2% Amosite 

3 ra Floor Back Hall 4.8% Chrysotile See Drawings ASB 100-
Stairwell to Roof 4.1 % Chrysotile ASBl 11 

1.2% 
Anthophyllite 
1.1% 

Room 406 Anthophyllite 
0.2% Chrysotile 

Room 406 2.9% Chrysotile 

NIA Positive 

* Quantities are only estimates and should be field verified. 

Ambient Environmental, Inc. 

Condition Friability Qty* 

See 
Non- Drawings 

Good 
Friable ASBIOO-

ASBJ 11 

* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant 

Survey Date: November 16, 2011-
December 8, 20 I 1 

Page I ofl Beechnut 
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i 

I 

Sample 
Material Description 

No. 

075-01 
I 

12xl2 

I ··-

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST C:ANAJOHARJE CRE'Ef( 

BUlLlJ!NG 19 

Asbestos Containing Materials 

Sample Location Asbestos% 
Homogenous 

Locations 

Cafe 4.5% Chrysotile 
Cafo, Credit Union, 47-
03 

* Quantities are only estimates and should be field verified. 

Ambient E11viro11me11tal, Inc. 

Condition Friability Qty* 

See 

Good 
Non- Drawings 

Friable ASB!OO-
ASB 111 

* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant. 

Survey Dates: November 16, 2011 -
December 8, 201 I 

Page I qf I Beechnut 

I 



~ ~pie 
-

Material Description 
No. 

1196-01 
Transite Wall 

201-01 Black Mastic 

I 202-01 I Green 9x9 VFT 

f- 205-01 I Black Mastic 
I--
1 Brown VFT 
I 
I 206-01 I 
I 
I 

208-0 l Pipe Insulation 

211-0 l Green Paint on Wall 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF C4NAJOHAR!E CREE!( 

BUJLDING2l 

Asbestos Containing Materials 

Sample Location Asbestos% 
Homogenons 

Locations 

21-219 10.5% Chrysotile Rooms 21-212, 21-213, 
21-217 & 21-218 

21-01 1.5% Chrysotile Rooms 21-01, 21-02, 
21-01 I NA/PS 21-219 & Hall @21-01 

21-207 4.5% Chrysotile Rooms 21-202, 21-203, 

I 21-207 jNNPS 21-204,21-205,21-

' 206, 21-207, 21-208, 
I 
I 21-209, 21-2 lO & 21-I 
I 211 

21-205 12.5% Chrysotile 21-205 
-

3.2% Chrysotile 
21-207 0.45% 21-206, 21-207 

Anthophyllite 

* Quantities are only estimates and should be field verified. 

Ambient Environmental, Inc. 

--

Condition Friability Qty* 

\ 

See 
Drawings Non-

Good 
Friable ASBIOO-

ASB! 11 

I 

-

* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant. 

Survey Dates: November 16, 2011 -
December 8, 2011 

Page 1 of I Beechnut 
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BEECH-NUT NUTRITION CORPORATION 
PLANT J1i£ST OF CANAJOHARIE CREE!( 

BU!LDJNG23 

Asbestos Containing Materials 

Sample 
No. 

Material Description Sample Location 
- -

J 10--01 White 12xl2 VFT Room 273 

1113--01 Mastic Room 271 

Asbestos% 

2 % Chrysotile 

1.6% Chrysotile 

Homogenous 
Locations 

Room273 

Room 271 
1

_114-01 Red 12xl2 VFT Room 271 4.5% Chrysotile 

;1----1_1s __ -_0_1_~G_'_re_e_n_1_2_x_1_2_V_F_T ___ -+-R-o_o_m_2_7_1 ______ +--4_.3 __ o/r_o_C_lu~y~s_o_t_il~-----
i 116--01 Linoleum Room 304 6 6o/r Ch (] ' Room 304 --------j 
I~-----+-- ----+---_o __ ry_s_o_i_e ___ +l----------j 
i J 17-0 I Window Glazing Room 307 1.5% Chrysotile Room 307 l 
t I '' Rooms 406, 407, 408, 
11156--0l---+-B-l_ac_k_l_2_x_1_2~v_F_T ____ +----R_o_om_4_1_1 ____ --t_s_.9_o/r_o_c_h_r_ys_o_ti_le_+-4-09_, ___ 4_1_1_&_4_1_2 __ --tl 

1
1

159-01 TransiteHood Room411 25%Chrysotile Room411 

Ir 160--02 Lab Counter I Room 411 3% Chrysotile Rooms 405, 402 & 411 

''
1
- White 9x9 VFT I_ Receiving Department 2.1 % Chrysotile 

I, 285-01 West Offices 1" Floor 
'I I Office ir----------+--------------i-------------1----------t-------------t 

11.· TS! Pipe ' !''Floor Receiving 

NIA 
Mudded fittings 

See Boiler Room 

* Quantities are only estimates and should be field verified. 

i Positive 
I 

I 

Dept., Top of Cooler, 
Rear Stair Tower, 
Rooms 269, 275, 271, 
302,303,304,305,306 
& 308 

A1nbient Environ111ental, Inc. 

Condition Friability 

Good 
Non

Friable 

Qty* 

See 
Drawings 
ASBlOO-
ASBlll 

* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant. 

Survey Dates: November 16, 2011 -
December 8. 20 I 1 

Page 1 ofl Beechnut 



Sample 
Material Description 

No. 

216-01 Joint Compound 

218-01 Black 6" Covebase 

219-01 Mastic for Black 6" 
Cove base 

226-01 Brown 9x9 

(075-01) 
12xl2 VFT Bldg. 19 

NIA TSI 
Mudded Fitting 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEK 

BUILDJNG47 

Asbestos Containing Materials 

Sample Location Asbestos% 
Homogenous 

Locations 

47-205 2.6% Chrysotile 47-201 thru 47-210 

47-202 4.9% Chrysotile 
Room 47-202 

47-202 5% Chrysotile 

Rooms 47-01, 47-201, 
47-202, 47-203, 47-

47-205 4% Chrysotile 204, 47-205, 47-206, 
47-207, 47-208, 47-209 
& 47-210 

Bldg. 19 Cafe 4.5% Chrysotile Room 47-03 

N/A Poitive l" Floor 

* Quantities are only estimates and should be field verified. 

Ambient Environmental, Inc. 

Condition Friability Qty* 

See 
Non- Drawings 

Good Friable ASB100-
ASB 111 

* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant. 

Survey Dates: November 16, 2011 -
December 8, 2011 

Page I of 1 Beechnut 



,,-:::--- .. 

I! Sample Material Description 
" No. " ,, 
r ·--· 
I 175-01 Black 9x9 Mastic 

Ii 176-01 Brown 9x9 VFT 
I 
I 177-01 White 9x9 VFT 
I 
Ii 
I 
I 179-01 Layered Paper 

~--·-

182-03 
White Ceiling Paint 

I 

184-01 Interior Window Glazing 
,, 

I 185-02 
II 

Black Mastic 

l 186-01 
~- . 

Grey9x9 VFT 

BEEC'H-NUT NUTRITION CORPORATION 
PLA/VT WEST OF C4NAJOHARJE CREEK 

BU!LJ)lN(; 65 

Asbestos Containing Materials 

I Sample Location Asbestos o;., Homogenous 
Locations ' 

I 65-2os 1.9% Chrysotile Rooms 65-201, 65-202, 

65-205 NA/PS 65-203, 65-204, 65-
205, 65-206, 65-207, 

65-205 NA/PS 65-208, 65-209, 65-

I 214, 65-215 & 65-217 
I Rooms 65-201 througb I 

65-203 26. 7% Chrysotile 65-209, 65-214 & 65-
209 

65-214 1.1% Rooms 65-210 through 
Anthophyllite 65-214 

65-204 2.6% 65-201 through 65-209 
Anthophyllite 

65-210 4.5% Chrysotile I I Rooms 65-210 & 65-
65-214 NA/PS 214 

* Quantities are only estimates and should be field verified. 

Ambient Environmental, Inc. 

.. 

Condition I Friability Qty* 

Non-
Good Friable 

I 

I 
! See 

Damaged Friable Drawings 
ASBlOO-
ASBlll 

Good 
Non-

Friable 

I i 
I 

* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant. 

Survey Date -November 16 - , 2011 Page 1of1 Beechnut 
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i Sample 
Material Description J ' I No. I .• 

295-0 l \ Layered Paper 
i 

296-01 I Pipe Insulation 

297-0 l Mudded Fittings 

304-0 l Transite Wall 

f--··--

305-0 l Duct Insulation 

313-01 Window Glazing 

315-0 l Duct Breeching 
·~ 
~17-01 1 Insulation 

' 320-01 Com1gated Siding 

321-0.1 Breeching 

323-0 l Insulation 

I 324-01 Pipe Insulation 
if 

Mudded Fitting 11 325-0 l 

I 326-o 1 . Mudded Fitting 
I 

327-0 l Mudded Fitting 

328-01 I Pipe Insulation 
I--

Pipe Insulation i 329-01 

Survey Date: November 16, 2011 · 
December 8, 2011 

BEECH-NUT NUTRITION CORPORATION 
PLANT IYEST OF CAN1UOflARlE CREEK 

BOILER ROOivJ I HEATING 

Asbestos Containing Materials 

I Homogenous Sample Location I Asbestos% 
I Locations 

.. 

Building 23 @ 1 
66. 7% Ch:rysotile 

Receiving 

Bldg. 23 Mens 151 Floor 40% Chrysotile 
Paint Shop 36.4% Chrysotile i 
Exterior Upper Boiler 

16. 7% Chrysotile 
Room 
On Duct Upper Boiler 10.8% Chrysotile 

0.71% 
Boiler Room Anthophyllite 

0.71 % Chrysotile 
Boiler 6 - Side 1st 50% Chrysotile 

See Drawings ASB 100· 
'Tank#2 26.7% Chrysotile ASB! 11 

Siding 12 .9% Chrysotile 

Boiler #8 Front 26. 7% Chrysotile 

Boiler 8 Flue 80% Chrysotile 
Trace Amosite 

" 2" Yellow 66.7% Amosite 

2" Pipe 66.6% Chrysotile 

6" Pipe 22.2% Chrysotile 

8" Pipe 80% Chrysotile 

Yell ow 6" Pipe 44.4% Chrysotile 

j Green 8" Pipe , 57.l % Chrysotile 

Page I of2 

Ambiellt Envirollmelltal, Inc. 

Condition Friability Qty* 

I 

See 

Good 
Non- Drawings 

Friable ASBlOO-
ASBlll 

I 

I 

Beechnut 



Ambient Environmental, Inc. 

I 
I 

·--- - -
Sample Homogenous 

No. 
Material Description Sample Location Asbestos% 

Locations 
Condition Friability Qty* 

I -- -
Silver Paint On Outside of Boiler 0.86% 

l -

336-04 #8 Anthophyllite 

I_ 33s-01 
0.51 % Chrysotile 

Pipe Insulation ! 2" Pipe 50% Chrysotile 
~ 
i 339-01 Pipe Insulation 6" Pipe 7% Chrvsotile . , 
~- --

1 
Tank Insulation Chemical Mixing I 

340-01 I 40% Chrysotile i Room i i 

341-0 l I Galbestos Siding On Tunnel 3 23.7% Chrysotile 
. -

* Quantities are only estimates and should be field verified. 
* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant. 

Survey Date: November 16, 2011 -
December 8, 2011 

Page2 of2 Beechnut 
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Sample 
Material Description 

No. 

342-01 White Paint Coating 
--

1343-01 Grey Paint 
i 
L --· 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF C1NA.IOHARIE CREEK 

EXTERIOR 

Asbestos Containing Materials 

Sample Location Asbestos% Homogenous 
Locations 

Exterior of Building 1.3% Tremolite 
See Drawings ASB I 00-

Overhead Exterior 
1.3% Tremolite ASBI l l 

Door 

* Quantities are only estimates and should be field verified. 

Ambient Environmental, Inc. 

Condition Friability Qty* 

See 
Non- I Drawings Good Friable I ASBIOO-

I ASB!ll 
I -

* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant. 

Survey Date: November 16, 2011 · 
December 8, 2011 

Page 1of1 Beechnut 
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--
Sample 

Material Description 
No. 

ROl0-01 Capstone Caulk 

:1 ROl l-01 Perimeter Flashing 

I! ROl2-0J Pitch 
' I R002-0l Built-up 
I 

lj R006-0 I I Pitch 

R007-01 i Tar I Faceboard 

R032-0lj Perimeter Tar 
I!--·- . 

i 
243-01 I Window Glazing 

R015-0I Top Hot Mop 

ROl6-0l Penetration Tar 

ROJ 8-02 Shingles 

R019-02 Capstone Caulk 
I 

I R020-0I · Perimeter Flashing Tar 

I R022-0l Perimeter Flashing Tar 

Flashing R056-02 

1 R029-0I Vapor Barrier 
I~· 
I R043-01 Vapor Barrier 
I 

I R045-02 Vapor Barrier 
I 

1~64-01 Penetration Tar 

BEECH-NUT NUTRITION CORPORATION 
PLANT HfEST OF CANAJOHARIE CREEK 

ROOF._'i 

Asbestos Containing Materials 

Sample Location Asbestos% 
Homogenous 

Locations 

Bldg. 5 2.5% Chrysotile 
Bldg.5 4.9% Chrysotile 

I Bldg. 5 6.4% Chrysotile 
Bldg. 6A 1.4% Chrysotile 
Bldg. 7 I 8.6% Chrysotile 
Bldg. 7 12.5% Chrysotile 
Bldg. 16B 3.6% Chrysotile 

4.1 % Chrysotile 
Bldg. 17 Stairwell to 

1.2% 
Roof 

Anthophyllite 

See Drawings ASB 100-1 
Bldg. 17A I. I% Chrysotile 

Bldg. 17A 2.8% Chrysotile ASBlll I 

Bldg. 17 Shed 3.1 % Chrysotile 
Bldg. 17A I 1.5% Chrysotile 
Bldg. 17A 9.6% Chrysotile 
Bldg. I 7B 4.4% Chrysotile 
Bldg. 22A 3. I% Chrysotile 
Bldg. 35 I Under 

I 0.5% Chrysotile 
Capstone 
Bldg. 3 7 I Under 

I 0.9% Chrysotile 
Coping 
Bldg. 37 15.9% Chrysotile 

1Bldg.6s 3% Chrysotile 
---

Survey Dates: December 20, 2011 -December 23, 2011 Page I of2 

Ambient Environmental, Inc. 

Condition Friability Qty* 

I 
I 

Non 
Friable I See 

. Drawings 
Good Coating I ASBlOO- ' Debris is ASBl 11 I 

Friable I 

I 
I 

I 
I 

I I 
I 

Beechnut 



Ambient Environmental, Inc. 

'I 
.•. 

I '1 
Sample I Homogenous I 

I 
! Material Description Sample Location Asbestos 'Yo Condition Friability Qty* I 

No. ! Locations ! 

[Ro65-o l i Duct Tar Bldg. 65 15.2% Chrysotile 
R021-0l Perimeter Tar Bldg. 66 8. 7% Chrysotile 
342-08 Paint Coating Parapit Coping Roofs 2.4% Chrysotile I 
349-01 Tar Coating On Tunnel 4 Roof 10.4% Chrysotile I . .. 

* Quantities are only estimates and should be field verified. 
* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant. 

Survey Dates: December 20, 2011 -December 23, 2011 Page2of2 Beechnut 



---
Sample Material Description 

No. 
i,,,,,., ••• --

253-0 l TS! 

-
265-01 Brown 12xl2 VFT 
-· 

278-01 TSI 

--
280-0 l TS! 

281-0 J TSI 

283-01 Silver Paint 
---
NIA Mudded Fittings 

BEECH-NUT NUTRITION CORPORATION 
PLANT WEST OF CANAJOHARIE CREEi( 

STRAINED FOOD BU!LD!l\TG' 

Asbestos Containing Materials 

Sample Location Asbestos% 
Homogenous 

Locations 

2"d Floor Pillar L-4 7% Chrysotile 
2"d Floor Pillar@ L-4 
and All 2"d Floor 

--

Room 213 5.6% Chrysotile Room213 

Room 303 & Whole 3rd 
Room 303@B3 33.3% Chrysotile Floor 

Room 404 Pillar B3 17.4% Chrysotile 404 Whole Floor 

Bldg. 20 3rd Floor Pillar 
rd 

36.4% Chrysotile 
Bldg. 20 3 Floor 

B3 Pillar B3 

Room 403 Walls 8% Chrysotile Room 403 Walls 

N/A Positive 2"ct, 3rd & 4th Floors 
-

* Quantities are only estimates and should be field verified. 

Ambient Environmental, Inc. 

Condition Friability Qty* 

See 
Non- Drawings 

Friable 
Good 

ASBlOO-
ASBlll 

* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant. 

Survey Date: November 16, 2011 -
December 8, 2011 

Page 1of1 Beechnut 
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Sample Material Description 
No. 

I 2s9-01 TS! Residue 

290-01 TS! I Debris 

348-01 Exterior Paint 

BEECH-NUT NUTRITION CORPORATION 
PLANT 1:vesr OF C4NAJOHARfE CREEK 

TUNNELS J-4 AT STRAINED FOOD 

Asbestos Containing Materials 

Homogenous 
Sample Location Asbestos% 

Locations 

Twmel 4 on Hangers 50% Chrysotile 

Tunnel 4 on Floor 57 .1 % Chrysotile Tunnel 4 
2.7% 

On Tunnel 4 -·Exterior 
Anthophyllite 

* Quantities are only estimates and should be field verified. 

Ambient Environmental, Inc. 

Condition Friability Qty* 

Significantly 20 Sq. Ft. 
Friable 

Damaged 1,000 Sq. Ft. 

Non-
Good Friable 2,400 Sq. Ft. 

* Quantities only reflect renovation areas and do not represent other homogeneous locations throughout the plant. 

Survey Date: November 16, 2011 -
December 8, 2011 

Page 1of1 Beechnut 
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ATTACHMENT D 

ASBESTOS LABORATORY ANALYSIS REPORT WITH CHAIN OF CUSTODY 
DOCUMENTATION 



AMER1Sc1 

December 6, 2011 

Ambient Environmental, Inc. 
Attn: Joella Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE: Ambient Environmental, Inc. 
Job Number 211113945 
P.O. #111110AA 

AmeriSci New Yor/I. 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 •FAX: (212) 679-9392 

11111 OAA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. #6 (Report Amended 12/6/2011) 

Dear Joella Viscusi: 

Enclosed are the results of Asbestos Analysis - Bulk Protocol of the following Ambient Environmental, Inc. samples, received at 
AmeriSci on Wednesday, November 23, 2011, for a 5 day turnaround: 

130-01, 130-02, 131-01, 131-02, 132-01, 132-02, 133-01, 133-02, 134-01, 134-02, 135-01, 135-02, 136-01, 136-02, 137-01, 
137-02, 138-01, 138-02, 139-01, 139-02, 140-01, 140-02, 141-01, 141-02, 142-01, 142-02, 143-01, 143-02, 144-01, 144-02, 
145-01, 145-02, 146-01, 146-02, 147-01, 147-02, 148-01, 148-02, 148-03, 149-01, 149-02, 149-03, 150-01, 150-02, 150-03, 
151-01, 151-02, 151-03, 151-04, 151-05, 152-01, 152-02, 153-01, 153-02, 154-01, 154-02 

The 56 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Ambient Environmental, Inc. 
requested ELAP PLMfTEM analysis of these samples. 

The results of the analyses which were performed following ELAP Protocols 198.1 PLM Friable and/or 198.6 for PLM NOB. 
ELAP Protocol 198.4 TEM NOB guidelines are presented within the Summary Table of this report. The presence of matrix 
reduction data in the Summary Table normally indicates an NOB sample. For NOB samples the individual matrix reduction, 
combined PLM and TEM analysis results are listed in the Summary Bulk Asbestos Analysis Results in Table I. Complete PLM 
results for individual samples are presented in the PLM Bulk Asbestos Report. This combined report relates ONLY to sample 
analysis expressed as percent composition by weight and percent asbestos. This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated agency. This report must not be 
reproduced, except in full without the written approval of the laboratory. This report may contain specific data not covered by 
NVLAP or ELAP accreditations respectively, if so identified in relevant footnotes. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

~
incere. ly, 

o/\V 
P(\ul ~· Mucha 
Lab'ar!itory Director 

Boston - Los Angeles - New York - Richmond 



AMER1Sc1 

AmeriSci New York 
117 EAST 30TH ST. 

NEW YORK, NY 10016 
TEL: (212) 679-8600 •FAX: (212) 679-3114 

PLM Bulk Asbestos Report 
Ambient Environmental, Inc. 
Attn: Joella Viscusi 

Date Received 11/23/11 AmeriSci Job# 211113945 
Date Examined 11 /28/11 P .0. # 

12 Colvin Avenue ELAP # 11480 Page 1 of 10 

Albany, NY 12206 

RE: 11111 OAA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. 
#6 (Report Amended 12/6/2011) 

Client No. I HGA Lab No. Asbestos Present 

130-01 211113945-01 
130 Location: Mastic, 301 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

130-02 
130 

Other Material: Non-fibrous 14.8 % 

Location: Mastic, 301 

211113945-02 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

131-01 
131 

Other Material: Non-fibrous 10.8 % 

211113945-03 
Location: White 12x12 VFT. 307 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

131-02 
131 

Other Material: Non-fibrous 7.1 % 

211113945-04 
Location: White 12x12 VFT, 301 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

132-01 
132 

Other Material: Non-fibrous 7.2 % 

Location: Mastic, 307 

211113945-05 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 6.1 % 

See Reporting notes on last page 

No 

No 

Yes 

Yes 

No 

Total % Asbestos 

NAO 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 

NAO 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 

Trace (<0.25 % pc) 
(ELAP 198.6; 400pc) 
by Ella Babayeva 
on 11/28/11 

Trace ( <0.25 % pc) 
(ELAP 198.6; 400pc) 
by Ella Babayeva 
on 11/28/11 

NAO 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 



AmeriSci Job #: 211113945 
Client Name: Amb'1ent Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. 

#6 (Report Amended 12/6/2011) 

Client No. I HGA Lab No. Asbestos Present 

132-02 211113945-06 

132 Location: Mastic, 307 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

133-01 

133 

Other Material: Non-fibrous 5.8 % 

211113945-07 
Location: 12x12 VFTTan, 307 

Analyst Description: Tan, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 2.1 % 

133-02 

133 

Other Material: Non-fibrous 18.5 % 

211113945-08 
Location: 12x12 VFT Tan, 307 

Analyst Description: Bulk Material 
Asbestos Types: 

134-01 

134 

Other Material: 

Location: Mastic, 304 

211113945-09 

Analyst Description: Yellow, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

134-02 

134 

Other Material: Non-fibrous 19.9 % 

Location: Mastic, 304 

211113945-10 

Analyst Description: Yellow, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

135-01 

135 

Other Material: Non-fibrous 21.2 % 

211113945-11 
Location: White 9x9 VFT, 304 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 48.2 % 

See Reporting notes on last page 

No 

Yes 

No 

No 

No 

Page 2 of 10 

Total % Asbestos 

NAO 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 

2.1 % 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 

NA/PS 

NAO 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 

NAO 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 

NAO 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 



AmeriSci Job #: 211113945 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. 

#6 (Report Amended 12/6/2011) 

Client No. I HGA Lab No. Asbestos Present 

135-02 211113945-12 
135 Location: White 9x9 VFT, 304 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

136-01 

136 

Other Material: Non-fibrous 47.6 % 

211113945-13 
Location: 1x1 Ceiling Tile, 304 

Analyst Description: Brown, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

136-02 

136 

Other Material: Non-fibrous 8.4 % 

211113945-14 
Location: 1x1 Ceiling Tile, 304 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

137-01 

137 

Other Material: Non-fibrous 12.8 % 

Location: Mastic, 308 

211113945-15 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

137-02 
137 

Other Material: Non-fibrous 5.9 % 

Location: Mastic, 308 
211113945-16 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

138-01 

138 

Other Material: Non-fibrous 3.9 % 

211113945-17 
Location: Green 9x9 VFT, 308 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 3.9 % 

Other Material: Non-fibrous 23.5 % 

See Reporting notes on last page 

No 

No 

No 

No 

No 

Yes 

Page 3 of 10 

Total% Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28111 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11128111 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on11128/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28111 

3.9% 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 



AmeriSci Job #: 211113945 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. 

#6 (Report Amended 12/6/2011) 

Client No. I HGA Lab No. 

138-02 211113945-18 
138 Location: Green 9x9 VFT, 308 

Analyst Description: Bulk Material 
Asbestos Types: 

139-01 

139 

Other Material: 

211113945-19 
Location: Tan 9x9 VFT, 403 

Analyst Description: Tan, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

139-02 

139 

Other Material: Non-fibrous 47.2 % 

Location: Tan 9x9 VFT, 
211113945-20 

Analyst Description: Tan, Homogeneous, Non~Fibrous, Bulk Material 
Asbestos Types: 

140-01 

140 

Other Material: Non-fibrous 47.1 % 

211113945-21 
Location: Transite Wall, 410 

Analyst Description: Grey, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: Chrysotile 18.2 % 

140-02 

140 

Other Material: Nonfifibrous 81.8 °/o 

211113945-22 
Location: Transite Wall, 410 

Analyst Description: Bulk Material 
Asbestos Types: 

141-01 

141 

Other Material: 

211113945-23 
Location: Brick Mortar, 401 

Asbestos Present 

No 

No 

Yes 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 100 % 

See Reporting notes on last page 

Page 4 of 10 

Total% Asbestos 

NA/PS 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11128/11 

18.2 % 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 11128/11 

NA/PS 

NAD 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 11128/11 



AmeriSci Job #: 211113945 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech - Nut; Mohawk St, Canajoharie, NY; Bldg, 

#6 (Report Amended 121612011) 

Client No. I HGA Lab No. Asbestos Present 

141-02 
141 

211113945-24 
location: Brick Mortar, 401 

No 

Analyst Description: Grey, Homogeneous, Non-F'1brous, Cementitious, Bulk Material 
Asbestos Types: 

142-01 
142 

Other Material: Non-fibrous 100 % 

Location: Brick, 401 

211113945-25 

Analyst Description: Orange, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

142-02 
142 

Other Material: Non-fibrous 100 % 

Location: Brick, 401 
211113945-26 

Analyst Description: Orange, Homogeneous, Non-Fibrous, Bulk Material 

Asbestos Types: 

143-01 
143 

Other Material: Non-fibrous 100 % 

211113945-27 
Location: Sheetrock Walls, Rm. 227 

Analyst Description: OINVhite/Tan, Homogeneous, Fibrous, Bulk Material 

Asbestos Types: 

143-02 
143 

other Material: Cellulose 15 %, Fibrous glass Trace, Non-fibrous 85 % 

211113945-28 
Location: Sheetrock Walls, Rm. 227 

Analyst Description: OINVhite/Tan, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

144-01 
144 

Other Material: Cellulose 20 %, Non-fibrous 80 % 

211113945-29 
Location: Black Ceiling Mastic, 305 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 19.2 % 

See Reporting notes on last page 

No 

No 

No 

No 

No 

Page 5 of 1 O 

Total % Asbestos 

NAO 
(by NYS ELAP 198. 1) 
by Ella Babayeva 
on 11/28/11 

NAO 
(by NYS ELAP 198. 1) 

by Ella Babayeva 
on 11/28/11 

NAO 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 11/28/11 

NAO 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 11/28/11 

NAO 
(by NYS ELAP 198.1) 

by Ella Babayeva 
on 11/28/11 

NAO 
(by NYS ELAP 198.6) 

by Ella Babayeva 
on11/28111 



AmeriSci Job#: 211113945 
Client Name: Ambient Environmental, Inc. 

Page 6 of 10 

PLM Bulk Asbestos Report 
111110AA; Beech- Nut; Mohawk St, Canajoharie, NY; Bldg. 

#6 (Report Amended 12/6/2011) 

Client No. I HGA Lab No. Asbestos Present 

144-02 211113945-30 

144 Location: Black Ceiling Mastic, 305 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

145-01 

145 

Other Material: Non-fibrous 13.2 % 

211113945-31 
Location: Panel Adhesive, 403 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 2.9 % 

145-02 

145 

Other Material: Non-fibrous 20.4 % 

211113945-32 
Location: Panel Adhesive, 403 

Analyst Description: Bulk Material 
Asbestos Types: 

146-01 

146 

Other Material: 

211113945-33 
Location: Joint Compound, 240 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

146-02 

146 

Other Material: Non-fibrous 100 % 

211113945-34 
Location: Joint Compound, 228 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

147-01 

147 

Other Material: Non-fibrous 100 % 

Location: Ceiling, 409 

211113945-35 

Analyst Description: OfNVhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 100 % 

See Reporting notes on last page 

No 

Yes 

Yes 

Yes 

No 

Total % Asbestos 

NAO 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 

2.9% 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on11/28/11 

NA/PS 

Trace (<0.25 % pc) 
(ELAP 198.1; 400pc) 
by Ella Babayeva 
on 11/28/11 

Trace (<0.25 % pc) 
(ELAP 198.1; 400pc) 
by Ella Babayeva 
on 11/28/11 

NAO 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 11/28/11 



AmeriSci Job #: 211113945 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. 

#6 (Report Amended 12/6/2011) 

Client No. I HGA Lab No. Asbestos Present 

147-02 211113945-36 
147 Location: Ceiling, 409 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

148-01 
148 

Other Material: Non-fibrous 100 % 

211113945-37 
Location: Silver Paint, 409 

Analyst Description: Silver, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

148-02 
148 

Other Material: Non-fibrous 48.6 % 

211113945-38 
Location: Silver Paint, 409 

Analyst Description: Silver, Heterogeneous, Non-Fibrous, Bulk Mater'1al 
Asbestos Types: 

148-03 
148 

Other Material: Non-fibrous 45.3 % 

211113945-39 
Location: Silver Paint, 306 

Analyst Description: Silver, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

149-01 
149 

Other Material: Non-fibrous 42.2 % 

211113945-40 
Location: Ceiling Plaster, 307 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

149-02 
149 

Other Material: Cellulose Trace, Non-fibrous 100 % 

211113945-41 
Location: Ceiling Plaster, 307 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Cellulose Trace, Non-fibrous 100 % 

See Reporting notes on last page 

No 

No 

No 

No 

No 

No 

Page 7 of 10 

Total % Asbestos 

NAO 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 11/28/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 

NAO 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 

NAO 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 11/28/11 

NAD 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 11/28/11 



AmeriSci Job#: 211113945 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. 

#6 (Report Amended 12/6/2011) 

Client No. I HGA Lab No. Asbestos Present 

149-03 211113945-42 
149 Location: Ceiling Plaster, 302 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

150-01 
150 

Other Material: Non-fibrous 100 % 

211113945-43 
Location: Green Wall Paint, 305 

Analyst Description: Green, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

150-02 
150 

Other Material: Non-fibrous 29.8 % 

211113945-44 
Location: Green Wall Paint, 305 

Analyst Description: Green, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

150-03 
150 

Other Material: Non-fibrous 38.9 % 

211113945-45 
Location: Green Wall Paint, 305 

Analyst Description: Green, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

151-01 
151 

Other Material: Non-fibrous 30 % 

211113945-46 
Location: White Wall Paint, 401 

Analyst Description: Green, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

151-02 
151 

Other Material: Non-fibrous 60.8 % 

211113945-47 
Location: White Wall Paint, 401 

Analyst Description: White, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 60.6 % 

See Reporting notes on last page 

No 

No 

No 

No 

No 

No 

Page 8 of 10 

Total % Asbestos 

NAD 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 11128111 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28111 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11128/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11128/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11128111 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 



AmeriSci Job#: 211113945 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. 

#6 (Report Amended 12/6/2011) 

Client No. I HGA Lab No. Asbestos Present 

151-03 211113945-48 
151 Location: White Wall Paint, 405 

Analyst Description: White, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

151-04 

151 

Other Material: Non-fibrous 62.6 % 

211113945-49 
Location: White Wall Paint, 405 

Analyst Description: White, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

151-05 

151 

Other Material: Non-fibrous 38.3 % 

211113945-50 
Location: White Wall Paint, 405 

Analyst Description: White, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

152-01 
152 

Other Material: Non-fibrous 48.1 % 

211113945-51 
Location: Sheetrock Wall, 304 

Analyst Description: OffWhite/Grey, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

152-02 

152 

Other Material: Cellulose 10 %, Non-fibrous 90 % 

211113945-52 
Location: Sheetrock Wall, 304 

Analyst Description: OffWhite/Grey, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Cellulose 10 %, Non-fibrous 90 % 

153-01 

153 Location: Mastic, 223 

211113945-53 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 20.7 % 

See Reporting notes on last page 

No 

No 

No 

No 

No 

No 

Page 9 of 10 

Total% Asbestos 

NAO 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28111 

NAO 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11128111 

NAO 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11128111 

NAO 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 11128/11 

NAO 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 11128111 

NAO 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11128111 



AmeriSci Job#: 211113945 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. 

#6 (Report Amended 12/6/2011) 

Client No. I HGA Lab No. Asbestos Present 

153-02 211113945-54 
153 Location: Mastic, 223 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

154-01 
154 

Other Material: Non-fibrous 12.2 % 

211113945-55 
Location: Green 9x9, 223 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 6.8 % 

154-02 
154 

Other Material: Non-fibrous 37.7 % 

211113945-56 
Location: Green 9x9, 223 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

Reporting Notes: 

No 

Yes 

Page 10 of 10 

Total % Asbestos 

NAO 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 

6.8% 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/28/11 

NA/PS 

Analyzed by: El!a Babayeva .f·i7' .\Llfb 1 ,.,.L:i1,. "\ ful .~~,e({· 
"NAD/NSD =no asbestos detected; NA =not analyzed; NA7PS=not analyzed/positive stop; PLM Bulk Asbestos Analysis by EPA 600/M4-82-020 per 40 
CFR 763 (NVLAP Lab Code 200546-0), ELAP PLM Method 198.1 for NY friable samples or 198.6 for NOB samples (NY ELAP Lab 1011480); 
Note:PLM is not consistently reliable in detecting asbestos in floor coverings and similar non-friable organically bound materials. NAO or Trace results 
by PLM are inconclusive, TEM is currently the only method that can be used to determlne if this material can be considered or treated as non 
asbestos-containing in NY State (also see EPA Advisory for floor tile, FR 59, 146,38970,8/1 /94) National Institute of Standards and Technology 
Accreditation requirements mandate that this report must not be reproduced except ln full without the approval of the lab.This PLM report relates ONLY 
to the items tested. ~HA rt# 102843, RI Cert#AAL-094, CT Cert#PH-0186, Mass Cert#AA000054. 

Reviewed By: ii ~/\ , V END OF REPORT ___ _ 



AmeriSci Job#: 211113945 Page 1 of 4 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

11111 OAA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. #6 (Report Amended 121612011) 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non~Asbestos **Asbestos o/o by **Asbestos °lo by 
Sample# Client Sample# Area (gram) Organic o/o Inorganic %, Inorganic 0/o PLM/DS TEM 

01 130-01 130 0.061 83.6 1.6 14.8 NAD NAD 
location: Mastic, 301 

02 130-02 130 0.065 69.2 20.0 10.8 NAD NAD 
Location: Mastic, 301 

03 131-01 131 0.267 18.4 74.5 5.6 Chrysotlle <0.25 Chrysoti!e 1.5 

Location: White 12x12 VFT, 307 

04 131-02 131 0293 18.1 74.7 7.2 ChrysotHe <0.25 NA/PS 
Location: White 12x12 VFT, 301 

05 132-01 132 0.098 92.9 1.0 6.1 NAD NAO 
Location: Mastic, 307 

06 132-02 132 0.104 90.4 3.8 5.8 NAO NAD 
Location: Mastic, 307 

07 133-01 133 0.233 28.3 51.1 18.5 Chrysotile 2.1 NA 
Location: 12x12 VFTTan, 307 

08 133-02 133 0.201 28.4 51.2 20.4 NA/PS NA 
Location: 12x12 VFT Tan, 307 

09 134-01 134 0.141 76.6 3.5 19.9 NAO NAO 
Location: Mastic, 304 

10 134-02 134 0099 76.8 2.0 21.2 NAO NAO 
Location: Mastic, 304 

11 135-01 135 0.195 34.4 17.4 48.2 NAO NAO 
Location: White 9x9 VFT, 304 

12 135-02 135 0.187 34.2 18.2 47.6 NAD NAO 
Location: White 9x9 VFT, 304 

13 136-01 136 0.131 89.3 2.3 8.4 NAO NAD 
Location: 1x1 Ceiling Tile, 304 

14 136-02 136 0.179 81.0 6.1 12.8 NAD NAD 
Location: 1x1 Ceiling Tile, 304 

15 137-01 137 0.118 92.4 1.7 5.9 NAD NAO 
location: Mastic, 308 

16 137-02 137 0.076 94.7 1.3 3.9 NAD NAO 
Location: Mastic, 308 

See Reporting notes on last page 



AmeriSci Job #: 211113945 Page 2 of 4 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. #6 (Report Amended 12/6/2011) 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non.Asbestos **Asbestos %. by ** Asbestos o/o by 
Sample# Client Sample# Area (gram) Organic 0/o Inorganic o/o Inorganic o/o PLM/DS TEM 

17 138-01 138 0.241 22.0 50.6 23.5 Chrysotile 3.9 NA 
Location: Green 9x9 VFT, 308 

18 138-02 138 0.206 21.4 55.8 22.8 NA/PS NA 
Location: Green 9x9 VFT, 308 

19 139-01 139 0.254 33.5 19.3 47.2 NAO NAO 
Location: Tan 9x9 VFT, 403 

20 139-02 139 0.255 33.3 19.6 47.1 NAO NAO 
Location: Tan 9x9 VFT, 

21 140-01 140 Chrysotile 18.2 NA 
location: Transite Wall, 410 

22 140-02 140 NNPS NA 
Location: Transite Wall, 410 

23 141-01 141 NAO NA 
Location: Brick Mortar, 401 

24 141-02 141 NAO NA 
Location: Brick Mortar, 401 

25 142-01 142 NAO NA 
Location: Brick, 401 

26 142-02 142 NAO NA 
location: Brick, 401 

27 143-01 143 NAO NA 
Location: Sheetrock Walls, Rm. 227 

28 143-02 143 NAO NA 
location: Sheetrock Walls, Rm. 227 

29 144-01 144 0.395 8.6 72.2 19.2 NAO NAO 
location: Black Ceiling Mastic, 305 

30 144-02 144 0.334 6.9 79.9 13.2 NAO NAO 
Location: Black Ceiling Mastic, 305 

31 145-01 145 0.219 42.0 34.7 20.4 Chrysoti!e 2.9 NA 
Location: Pane! Adhesive, 403 

32 145-02 145 0.181 48:1 32.0 19.9 NA/PS NA 
Location: Panel Adhesive, 403 

See Reporting notes on last page 



AmeriSci Job #: 211113945 Page 3 of 4 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech - Nut; Mohawk SL, Canajoharie, NY; Bldg. #i3 (Report Amended 12/6/2011) 

Sample Heat Acid Insoluble 

AmeriSci HG Weight Sensitive Soluble Non-Asbestos *" Asbestos o/u by **Asbestos 0/o by 
Sample# Client Sample# Area (gram) Organic 0/o Inorganic o/o Inorganic 0/o PLM/DS TEM 

33 146-01 146 Chrysoti!e <0.25 NA 

Location: Joint Compound, 240 

34 146-02 146 Chrysotile <0.25 NA 

Location: Joint Compound. 228 

35 147-01 147 NAO NA 

Location: Ceiling, 409 

36 147-02 147 NAO NA 

Location: Ceiling, 409 

37 148-01 148 0.414 24.6 26.8 48.6 NAO NAO 

Locat'1on: Silver Paint, 409 

38 148-02 148 0.676 21.4 33.3 45.3 NAO NAO 

Location: Silver Paint, 409 

39 148-03 148 0.694 21.3 36.5 42.2 NAO NAO 

Location: Silver Paint, 306 

40 149-01 149 NAO NA 

Location: Ceiling Plaster, 307 

41 149-02 149 NAO NA 

Location: Ceiling Plaster, 307 

42 149-03 149 NAO NA 

Location: Ceiling Plaster, 302 

43 150-01 150 0.410 32.2 38.0 29.8 NAO NAO 

Location: Green Wall Paint, 305 

44 150-02 150 0.838 26.8 34.2 38.9 NAO NAO 

Location: Green Wa!I Paint, 305 

45 150-03 150 0.337 27.9 42.1 30.0 NAO NAO 

Location: Green Wall Paint, 305 

46 151-01 151 1.175 21.2 18.0 60.8 NAO NAO 

Location: White Wall Paint, 401 

47 151-02 151 0.426 202 19.2 60.6 NAO NAO 

Location: White Wall Paint, 401 

48 151-03 151 0.660 22.0 15.5 62.6 NAO NAO 

Location: White Wall Paint, 405 

See Reporting notes on last page 



AmeriSci Job #: 211113945 Page 4 of 4 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. #6 (Report Amended 12/6/2011) 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non~Asbestos **Asbestos o/o by "" Asbestos 0/o by 
Sample# Client Sample# Area (gram) Organic 0/o Inorganic '%1 Inorganic 0/o PLM/DS TEM 

49 151-04 151 0.120 45.0 16.7 383 NAO NAO 
Location: White Wa!I Paint, 405 

50 151-05 151 0.322 22.7 29.2 48.1 NAO NAO 
Location: Wh!te Wall Paint, 405 

51 152-01 152 NAO NA 
Location: Sheetrock Wall, 304 

52 152-02 152 NAO NA 
Location: Sheetrock Wall, 304 

53 153-01 153 0.184 75.0 4.3 20.7 NAO NAO 
Location: Mastic, 223 

54 153-02 153 0.123 86.2 1.6 12.2 NAO NAO 
Location: Mastic, 223 

55 154-01 154 0.299 29.8 25.8 37.7 Chrysotile 6.8 NA 
Location: Green 9x9, 223 

56 154-02 154 0.190 30.5 27.9 41.6 NA/PS NA 
Location: Green 9x9, 223 

Analyzed by: Aleksandr Barengolts ; Date Analyzed 11/28/2011 
**Quantitative Analysis (Semi/Full)~ Bulk, sbestos Analysis - LM y EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAO= no asbestos detected during a quantitative analysis; NA= not analyzed; Trace:::: 
<1°/o; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM limitation, only TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non-uniformly dispersed debr~ l :r w~cfri PLM evaluation is recommended (i.e. soils and other heterogenous materials). 

Reviewed By: t/f / 
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AMER1Sc1 

December 23, 2011 

Response Labs, LLC 
Attn: John Snyder 
12 Colvin Avenue 
Albany, NY 12206 

RE: Response Labs, LLC 
Job Number 211122379 
P.O. #111110AA 

AmeriSci New York 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 •FAX: (212) 679-9392 

11111 OAA; Beech-Nut; Mohawk St. Canajoharie, NY/ Building 6 (Report Amended 12/23/2011) 

Dear John Snyder: 

Enclosed are the results of Asbestos Analysis - Bulk Protocol of the following Response Labs, LLC samples, received at 
AmertSci on Monday, December 12, 2011, fora 48 hour turnaround: 

2985797,2985798 

The 2 samples, placed in Zip Lock Bag, were shipped to AmeriSci via UPS. Response Labs, LLC requested ELAP TEM (only) 
analysis of these inert residue samples. 

The results of the analyses which were performed under ELAP 198.4 guidelines are presented in the Summary Table section o1 
this report. This report relates ONLY to the TEM analysis expressed as percent asbestos of inert material provided from matrix 
reduction. Matrix reduction for these samples as well as final residue weight calculations was performed by the client. The 
client is responsible for matrix reduction and PLM evaluation if required by ELAP 198.6 and 198.4. This report must not be 
used to claim product endorsement or approval by NVLAP, ELAP or any other associated AmeriSci certifying agency. This 
report must not be reproduced, except in full without the written approval of the laboratory. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sincer9y, 

r~~l.u---~ 
(\ J 

Paul J. Mucha 

Laboratory Director 

Boston - Los Angeles~ New York~ Richmond 



AmeriSci Job#: 211122379 

Client Name: Response Labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ElAP 198.4 NOB Method 

11111 OAA; Beech-Nut; Mohawk St Canajoharie, NY/ Building 6 (Report Amended 12/23/2011) 

AmeriSci 
Sample# 

01 

Client Sample# 

2985797 

Location: Vapor Barrier/ Rm 226/ 11.9o/o 

02 2985798 

Location: Vapor Barrier Rm 228116.3°/o 

HG 
Area 

Sample 
Weight 
(gram) 

Heat 
Sensitive 
Organic °lo 

Acid 
Soluble 

Inorganic 0/o 

Analyzed by: Roman Peysakhov ~f, ~' M~.Date Analyzed 12114/2011 

insoluble 
NonMAsbestos 
Inorganic °lo 

Page 1 of 1 

** Asbestos 0/o by 
TEM 

NAD 

NAD 

* .. Quantitative Analysis (Semi/Full); Bulk Asb tos Analysis - PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAO::: no asbestos detected during a quantitative analysis; NA= not analyzed; Trace::: 
<1°10 ; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA ::: No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab# 102843, NVLAP Lab Code 200546~0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM limitation, ,qnly T,EM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 

non-uniformly dispersed de1bfr ;e:_:~./tion is recommended (i.e. soils and other heterogenous materials). 

Revie'Ned By: ______ +--+---- ____ _ 

\ 
' 
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AMER1Sc1 

December 12, 2011 

Response Labs, LLC 
Attn: John Snyder 
12 Colvin Avenue 
Albany, NY 12206 

RE: Response Labs, LLC 
Job Number 211122137 
P 0 #111110AA 

AmeriSci New Yori! 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 •FAX: (212) 679-9392 

111110AA; Beech Nut: Mohawk St., Canajoharie, NY; (Building 6) 

Dear John Snyder: 

Enclosed are the results of Asbestos Analysis - Bulk Protocol of the following Response Labs, LLC samples, received at 
AmeriSci on Friday, December 09, 2011, for a 3 day turnaround: 

5801-01, 5802-02 

The 2 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Response Labs, LLC requested ELAP 
TEM (only) analysis of these inert residue samples. 

The results of the analyses which were performed under ELAP 198.4 guidelines are presented in the Summary Table section o1 
this report. This report relates ONLY to the TEM analysis expressed as percent asbestos of inert material provided from matrix 
reduction. Matrix reduction for these samples as well as final residue weight calculations was performed by the client. The 
client is responsible for matrix reduction and PLM evaluation if required by ELAP 198.6 and 198.4. This report must not be 
used to claim product endorsement or approval by NVLAP, ELAP or any other associated AmeriSci certifying agency. This 
report must not be reproduced, except in full without the written approval of the laboratory. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sincer~w. 

~7 ,/1 
··- rv/f 1 ,____---~~ v 

(J 
PauVJ. Mucha 

Laboratory Director 

Boston - Los Angeles • New York • Richmond 



AmeriSci Job #: 211122137 

Client Name: Response Labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

111110AA; Beech Nut; Mohawk St., Canajoharie, NY; (Building 6) 

AmeriSci 
Sample# 

01 

Client Sample# 

5801-01 

HG 
Area 

300 

Location: VFT - Rm. 226 -69.7°/o Acid Residue 

02 5802-02 300 

Location: VFT - Rm_ 228 - 66.3%i Acid Residue 

\~ " , 

Sample Heat Acid Insoluble 
Weight Sensitive Soluble Non-Asbestos 

(gram) Organic% Inorganic o/o Inorganic o/o 

Page 1 of i 

** Asbestos 0/o by 
TEM 

NAO 

NAO 

Analyzed by: Ravi N. Krishnappa + . ..,,.)\;,:. J::b'.'r:.... f~?""S;-.Q ; Date Analyzed 12/12/2011 
**Quantitat'1ve Analysis (Seml/Ful!); Bulk Asbestos An~IYs!S -PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAD =no asbestos detected during a quantitative analysis; NA= not analyzed; Trace= 
<1°/o; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA =No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); A!HA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 
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Response Labs, LLC. 
12 Colvin Avenue, Albany NY12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Client: Ambient Environmental 
12 Colvin Avenue 
Albany NY 

Project Name: Beech-Nut 

12206 

Mohawk St, Canajoharie NY 

Sampling Area: Building 6 

Client Project Number: 111110AA 

Laboratory Job Number: 854 412 

Sampled By: Bryan Cleaiy 

Collection Date: 12;5;2011 

Date Received: 12/6/2011 

Lab Customer % Non-Fibrous % of % of Acid Soluble % of Total% of 
Matrix Material Residue 

5797 298-01 Homogeneous Black 10.9% 86.2 1.9 11.9 Inc. 
Santpled Material: Vapor Barrier 

Sa1nple Location: Room 226 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympu.<; BH-2-214 Turn Around Time .. ' ... s ...... ··'··· 
5798 298-02 Hon1ogeneous 

Sanipled Material: Vapor Barrier 

San1ple Location: Room 228 

Black 

Analyzed By: Justin AdanlS Method: NYS ELAP 198.6 

Mi.croscoee: Olympus BH-2-214 Turn Around Ti111e: 5 Day 

5799 299-01 Homogeneous White 

Sanipled Material: Floor Leveler 

Sa1nple Location: Room 226 

Analyzed By: Ada.in C. Tucker Method: NY'S ELAP 198.1 

Microscope: Oly~pus BI-I-2-214 Turn Around Time: 5 Day 

5800 299-02 Homogeneous VVhite 

Sanipled Material: Floor Leveler 

Santple Location: Room 228 

Analyzed By: Adam C, Tucker Method: NYS ELAP 198.1 

Microsc~pi:: o.~YI'.l_"P~s BH-2-214 Turn Around Time: 5 Day 

15.3% 

100% 

100% 

Non-Asbestos Fibers 
1.0% Fiber Glass 

Analyzed Date: 12/7 /2011 

80.6 3.2 

Non-Asbestos Fibers 
1.0% Fiber Glass 

Analyzed Dale: 12/7 /2011 

N'on-Asbestos Fibers 
None Detected 

Analyzed !Jate: 12/~/~011 

Non-Asbestos Fibers 
None Detected 

At'.~lyzed Date: 12f.~/ __ 2~11. 

% 

... % 

% 

Asbestos Types: ~ 

Inconclusive-No Asbestos Detected 

Client Requested TEM 

16.3 Inc. 

~sbestosTypes: 

Inconclusive-No Asbestos Detected 

Client Requested TEivf 

NAD 

Asbestos Types: 
No Asbestos Detected 

NAD 

Asbestos Types: 
No Asbestos Detected 

Definitons of Abbreviations: NOB: }llon~Organica/ly Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Aficroscope, 

Inc.: Inconclusive, NAD: .No Asbestos Detected, NA/PS: l'fot Analyzed Postrive Stop, NA: }Vot Analyzed 

Disclaimer: PD'vf 1s not consistenlly reliable in dctcczingasbesros in floor coverings and similar 1wn:friabfe orga111cally bound malermls. No Asbestos Detected or Trace results by 
Pf}vf are co11.1·idered mconcfusive, TFA1 is currenlly the only method that can he used to determine (f malerials can he considered as non asbestos conlaming in NY Slate. This report 
cannot be reproduced except mfidl without the approval oj"Response J_,abs, [J,C 1/us PL!vf report relatus ONLY to the items tested. f,iabi11ty is lim1ted to the cosr ofana!ysi.1. 
ELAP PLld 1Hetlwd 198.J for friable samples or 198.6j(Jr 1\'0B Samples. 

Comments: irector, 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St/ Canajoharie NY 

Sampling Area: Building 6 

Lab Customer O/o Non-Fibrous 
MatrLT Material 

5801 300-01 Homogeneous White 69.3% 

Sampled Material: VFT 

Sample Location: Room 226 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microsco_p_:: ~lyn1pus BH~2~214 Turn Around Time: 5 D~y-

5802 300~02 Hon1ogeneous VVhjte 65. 9% 

Sampled Material: VFT 

Saniple Location: I~oom 228 

Analyzed By: Justin Adams lvlethod: NYS ELAP 198.6 

Laboratory fob Number: 854-412 

Sampled By: Bryan Cleary 

Collection Date: 12;s;2011 

Date Received: 12/ 6/2011 

%of 
rqani 

29.7 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 1_2/7 /_201~ 

0.6 

31.2 2.5 

Non-Asbestos Fibers 
None Detected 

Total% of 

69.7 0.40% 

% .. Asbestos Types: 
0.40% Tren1olite 

Client Requested TEM 

66.3 0.36% 

% Asbestos 1_'ypes: 
0.36% Tremolite 

Client Requested TEM 

Microscope: Olympus BH-2~214 Turn Around Time: 5 Day Analyzed Date: 12/7/2~11 

Definitons of Abbreviations: NOB: lv'on-Organical{y Bound, Trace: Asbestos Detected at 1% or Less, TENJ: Transmission Hlectron Microscope, 
Inc.: Inconclusive, NAD: ]Vo Asbestos Detected, NA/PS: 1Vot Analyzed Positive Stop. NA: lv'ot Anafyzed 

Disclaimer: l'LM is not cons1~wentfy reliable in detecting asbestos· infloor col-'erings and similar non:kiab/e orgamcal!y bound materials. No Asbestos Derecled or rrace re.11il!.1· by 
PJJvf are considered incondus1ve, Tt:tif 1s currem/y 1he only me/hod 1hat can be used 10 determine if materials can he considered as non a;·besto.1· comaining 111 NY State_ lhis report 
cannot be reproduced except in full wilhour rhe approval ofRe.1ponse Labs, L!.C. This Pl}vf report re/ales ONLY to rhe items leszed. Liab1/J1y is limited to the cost of analysis. 
EJAP PLM 1Hetltod 198.1 for friable samples or 198.6for J\'OB Samples. 

Comments: 



AmeriSci Job it. 211122379 

crrent Name: Response labs, llC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

111110AA; Beech-Nut; Mohawk St. Canagohane, NY/ Building 6 

AmeriSci 
Sampfe# 

01 

CHent Sample# 

2985797 

Locatioo: VaPor B.aoier/ Rm 2261 11 ~% 

02 2985798 

Lacatfoo: Vap-01 Barrier Rm 228! 16"3% 

HG 
Area 

Sample 
Weight 
!aram) 

Heat 
Sensrtive: 
Organle o>Jii. 

Acid 
Soluble 

Inorganic% 

AJ1a)jzed by: Roman Peysakhov __ ~ ___ ; Da-te Analyzed 1211412011 

~nsoluble 

Non-Asbestos 
Inorganic '% 

Page 1of1 

,.,. Asbestos "k by 
TEM 

NAO 

NAO 

"'~Q-ua.ntitalive Artelysjs. (SemilFlJll): Bulk As.Msta-s ysls- PlM by EPA 60.0-llY\4.'"82--020. per 40 CFR -SI' ·ELAP ~98. i fof New YbrK ff13fiJa: samples or ELAP 198.5 tor New York. NOB .samples; TEM 
{SemiJFun} by fPA 6C01R~93/11S {r1ot covered. N.VLAP Bulk .accreditation) w El.AP 198.4; for Nev; York samples; NAO= no asbeslos detected du1ing a qu.an-titafive anafysis; NA= not ilfHtlyzed; Ttace:::.:. 
<:::1%~ Quantitation ror beginnjng weights of <{t 1 grams should be oonsMtered as qualitative ar.ly; Qualitative AnaJ:y.sfs: .Asbe3tos analysis resujts of "Present" or "NVA = Ho Visible Asbestos" represents. 
resu!!s for Qu.alifafive PlM or TEM AnatysJs. only {no accreditation covelage ava.i,abfe from a11y reguiatory agency for qualitative .analyses)~ AfHA Lab ft. 102843, NVlAP lab Code 20(1546~0, NYSDOH 
ELAP lab lDi111480_ 

Warning Note: PLM Jimftaffon, cinly TEM will resoiva fibers <0.25 micrometers in diameter. TEM bulk anaJysls is represenlative-0f the fine Qrained m.alflx materiaf at1d may flot be repJ&senlaHve of 
non~unltormly dispersed deblis fur whfch PLM evaluaticin fs reoom·mended (ie. soils .and other he!erog<Hl()US materiafS}. 

Reviewed By:~~~~~~-~~~~~~~ 
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AmeriSci Job#: 211122137 

Client Name: Response Labs, tlC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

111i10AA; Beech Nut, Mohawk St., Canajoharie, NY: (Build1ng 6) 

Sam pl& ff eat Acid Jns.cfuble 

Paloe 1of1 

AmerJSci HG Weight Sensitive SoJuble Non~Asbestos "'~As tos % by 

,_, 
N 

' ,_, 

"' ' "' "" ,_, ,_, 
,_, 

"' ,_, ,_, 

Sample# cnent Sample# Area {gtamJ Organic% lno1ganfe '% ino1ganic % TEM N ,_, 
01 5001-01 300 -- -- -- -- IW\O ii 
l.oratiofl: VFT - Rm. 226- 69.7% Acid Residue 

02 5002-02 300 

tocatioo: VFT • Rm_ 228 - 66.3% AcC<t Residue 

Ar:iafyzed by; Ra\11 N. Kllshna-ppa & !.:-.... Q ;zs 0 ; O.a-te Analyzed 12J12120ti 
··ouantilalive An.i}'skl (Sem~FulJ)~ Bulk Asbestos AnSl)IS!S - PlM by EPA 600JM4-a2-il20 par 40 CFR or EU\P 11Ja.1 tor W..W Yo1kfri<lble samples or EU\P 198.6 tor New York NOB samples; 

NAO 

(SemtiFull} by EPA 600/R--931116 (not covered by NVlAP Bulk acc'reditation) ot ElAP 198.4; for New YOO< s.amp1es; NAO"" no asbestG:S detected durfng a quantitatr.re analysis; NA= nof anaiyzeq; Trace= 
<1(tAi.; Quantitation for begin11irrg weights 1Jf -e:l'}.1 gams should be consideted as quaJit.l6v-e only, Qualitative Anal)lsis: Asbestos analysis resutts of "Present'' or aNVA: No Vi::sibt& Asbestos" mpres 
results for Quamative PLM or TEM AnaJysJs. only (no accreditation rovera-ge avaltabfe tr.am any regulatory aga-ncy fur qualitative anatyses)', Al.HA Lab# 10-2843-, NVLAP Lab Cvde 200546-0, NYS' 
El.AP laf.>IDl/11480. 

Warning Nole: PLM Jimitalfon. only TEM will resolve fibers ..::025 micrometers in diam-eter. lEM bulk ana~.sis '1s. represa11tatNe at the fine grain.ad matrix material anr.I may not he .represel'ltaiive of 
non-1..1nlfurmfy dispersed de-ll1is for w"1ich PLM eval'uation is racommeoaed {ie. soils and other heferotienous materials}. 

Re\liewed By: ________________ _ 
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AMER1Sc1 

December 10, 2011 

Ambient Environmental, Inc. 
Attn: Joella Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE: Ambient Environmental, Inc. 
Job Number211121517 
P.O. #111110AA 

AmeriSci New Yorh 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 • FAX (212) 679-9392 

111110.t\A; Beech-Nut; Mohawk St.; Canajoharie, NY; Bldg. 17 

Dear Joella Viscusi: 

Enclosed are the results of Asbestos Analysis - Bulk Protocol of the following Ambient Environmental, Inc. samples, received at 
AmeriSci on Monday, December 05, 2011, for a 5 day turnaround: 

229-01, 229-02, 230-01, 230-02, 231-01, 231-02, 232-01, 232-02, 233-01, 233-02, 234-01, 234-02, 234-03, 235-01, 235-02, 
236-01, 236-02, 237-01, 237-02, 238-01, 238-02, 239-01, 239-02, 240-01, 240-02, 241-01, 241-02, 242-01, 242-02, 243-01, 
243-02, 244-01, 244-02, 245-01, 245-02 

The 35 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Ambient Environmental, Inc. 
requested ELAP PLM/TEM analys·1s of these samples. 

The results of the analyses which were performed following ELAP Protocols 198.1 PLM Friable and/or 198.6 for PLM NOB. 
ELAP Protocol 198.4 TEM NOB guidelines are presented within the Summary Table of this report. The presence of matrix 
reduction data in the Summary Table normally indicates an NOB sample. For NOB samples the individual matrix reduction, 
combined PLM and TEM analysis results are listed in the Summary Bulk Asbestos Analysis Results in Table I. Complete PLM 
results for individual samples are presented in the PLM Bulk Asbestos Report. This combined report relates ONLY to sample 
analysis expressed as percent composition by weight and percent asbestos. This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated agency. This report must not be 
reproduced, except in full without the written approval of the laboratory. This report may contain specific data not covered by 
NVLAP or ELAP accreditations respectively, if so identified in relevant footnotes. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sincerely,
1 

"fJJfJ~____--, 
~JJMucha 
Laboratory Director 

Boston - Los Angeles - New York - Richmond 



AmeriSci New York 
117 EAST 30TH ST. 

AMER1Sc1 NEW YORK, NY 10016 
TEL: (212) 679-8600 •FAX: (212) 679-3114 

PLM Bulk Asbestos Report 
Ambient Environmental, Inc. 
Attn: Joella Viscusi 
12 Colvin Avenue 

Date Received 
Date Examined 

ELAP# 

12/05/11 
12/08/11 

11480 

AmeriSci Job # 
P.O.# 

211121517 

Page 1 of 7 
RE: 11111 OAA; Beech-Nut; 

17 
Mohawk St.; Canajoharie, NY; Bldg. 

Albany, NY 12206 

Client No. I HGA Lab No. Asbestos Present 

229-01 211121517-01 
229 Location: 17-315/Black Mastic 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 2.5 % 

229-02 
229 

Other Material: Non-fibrous 28.6 % 

211121517-02 
Location: 17-306/Black Mastic 

Analyst Description: Bulk Material 
Asbestos Types: 

230-01 
230 

Other Material: 

211121517-03 
Location: 17-314/Ceramic Floor Tile 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

230-02 
230 

Other Material: Non-fibrous 100 % 

211121517-04 
Location: 17-313/Ceramic Floor Tile 

Analyst Description: Blue, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

231-01 

231 

Other Material: Non-fibrous 100 % 

211121517-05 
Location: 17-314/Grout For 230-01 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 100 % 

See Reporting notes on last page 

Yes 

No 

No 

No 

Total % Asbestos 

2.5% 
(ELAP 198.6; 400pc) 
by Karol H. Lu 
on 12/08/11 

NA/PS 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/08/11 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/08/11 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/08/11 



AmeriSci Job#: 211121517 
Client Name: Amb'1ent Environmental, Inc. 

Page 2 of 7 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Bldg. 17 

Client No. I HGA Lab No. Asbestos Present 

231-02 211121517-06 
231 Location: 17-313/Groul For 230-02 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

232-01 
232 

Other Material: Non-fibrous 100 % 

211121517-07 
Location: 17-313/Wall Ceramic Tile 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

232-02 
232 

Other Material: Non-fibrous 100 % 

211121517-08 
Location: 17-314/Wall Ceramic Tile 

Analyst Description: Wh'1te, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

233-01 
233 

Other Material: Non-fibrous 100 % 

211121517-09 
Location: 17-313/Grout For 232-01 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

233-02 
233 

Other Material: Non-fibrous 100 % 

211121517-10 
Location: 17-314/Grout For 232-02 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

234-01 
234 

Other Material: Non-fibrous 100 % 

211121517-11 
Location: 17-313/Plasler Ceilings 

No 

No 

No 

Yes 

Yes 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 100 % 

See Reporting notes on last page 

Total % Asbestos 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/08/11 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/08/11 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/08/11 

Trace (<0.25 % pc) 
(ELAP 198.1; 400pc) 
by Karol H. Lu 
on 12/08111 

Trace (<0.25 % pc) 
(ELAP 198.1; 400pc) 
by Karol H. Lu 
on 12/08/11 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/08/11 



AmeriSci Job#: 211121517 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St; Canajoharie, NY; Bldg. 17 

Client No. I HGA Lab No. Asbestos Present 

234-02 211121517-12 No 
234 Location: 17-313/Plaster Ceilings 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

234-03 
234 

Other Material: Non-fibrous 100 % 

211121517-13 
Location: 17-314/Plaster Ceilings 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

235-01 
235 

Other Material: Non-fibrous 100 % 

211121517-14 
Location: 17-407/4" Black Covebase 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

235-02 
235 

Other Material: Non-fibrous 41.7 % 

211121517-15 
Location: 17-412/4" Black Covebase 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

236-01 
236 

Other Material: Non-fibrous 40.3 % 

211121517-16 
Location: 17-407/Mastic For 235-01 

Analyst Description: Yellow, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

236-02 

236 

Other Material: Non-fibrous 2 % 

211121517-17 
Location: 17-412/Mastic For 235-02 

Analyst Description: Yellow, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 3.1 % 

See Reporting notes on last page 

No 

No 

No 

No 

Page 3 of 7 

Total% Asbestos 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/08111 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/08/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08/11 



AmeriSci Job#: 211121517 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Bldg. 17 

Client No. I HGA Lab No. Asbestos Present 

237-01 211121517-18 
237 Location: 17-406/4" Tan Covebase 

Analyst Description: Tan, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

237-02 
237 

Other Material: Non-fibrous 47.2 % 

211121517-19 
Location: 17-406/4" Tan Covebase 

Analyst Description: Tan, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

238-01 

238 

Other Material: Non-fibrous 52 % 

211121517-20 
Location: 17-406/Mastic For 237-01 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bu!k Material 
Asbestos Types: 

238-02 

238 

Other Material: Non-fibrous 50.6 % 

211121517-21 
Location: 17-406/Mastic For 237-02 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

239-01 

239 

Other Material: Non-fibrous 55.7 % 

211121517-22 
Location: 17-402/Yellow Carpet Mastic 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

239-02 

239 

Other Material: Non-fibrous 37.3 % 

211121517-23 
Location: 17-403/Yellow Carpet Mastic 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 

Asbestos Types: 
Other Material: Non-fibrous 40.6 % 

See Reporting notes on last page 

No 

No 

No 

No 

No 

No 

Page 4 of 7 

Total % Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08/11 



AmeriSci Job#: 211121517 

Client Name: Ambient Environmental, Inc. 
Page 5 of 7 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St.; Canajoharie, NY; Bldg. 17 

Client No. I HGA Lab No. Asbestos Present 

240-01 211121517-24 

240 Location: 17-412/2x2 Ceiling Tiles 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 1.2 %, Amosite 1.2 % 

240-02 

240 

Other Material: Non-fibrous 7 % 

211121517-25 
Location: 17-414/2x2 Ceiling Tiles 

Analyst Description: Bulk Material 
Asbestos Types: 

241-01 

241 

Other Material: 

211121517-26 
Location: 17-417/Green Linoleum 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

241-02 

241 

Other Material: Non-fibrous 10 % 

211121517-27 
Location: 17-410/Green Linoleum 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

242-01 

242 

Other Material: Non-fibrous 7.4 % 

211121517-28 
Location: 4th Floor Back Hall/Window Glazing (Pink} 

Analyst Description: Pink, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

242-02 

242 

Other Material: Non-fibrous 16.2 % 

211121517-29 
Location: 3rd Floor Back Hall/Window Glazing (Pink} 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

Other Material: Non-fibrous 15.9 % 

See Reporting notes on last page 

Yes 

No 

No 

No 

Yes 

Total% Asbestos 

2.4 % 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08/11 

NNPS 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08/11 

Trace (<0.25 % pc) 
(ELAP 198.6; 400pc) 
by Karol H. Lu 
on 12/08111 



AmeriSci Job#: 211121517 

Client Name: Ambient Environmental, Inc. 
Page 6 of 7 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Bldg. 17 

Client No. I HGA Lab No. Asbestos Present Total % Asbestos 

243-01 211121517-30 

243 Location: Stairwell To Roof/Window Glazing 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

243-02 

243 

Other Material: Non-fibrous 20.4 % 

211121517-31 
Location: Stairwell To Roof/Window Glazing 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

244-01 

244 

Other Material: Non-fibrous 6.1 % 

211121517-32 
Location: Rm. 404/1x1 Splined Ceiling 

Analyst Description: Tan, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

244-02 

244 

Other Material: Non-fibrous 1.1 o/o 

211121517-33 
Location: Rm. 404/1x1 Splined Ceiling 

Analyst Description: Tan, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

245-01 

245 

Other Material: Non-fibrous 2.7 % 

211121517-34 
Location: Rm. 404/Glue Dabs For 244-01 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

245-02 

245 

Other Material: Non-fibrous 38.3 % 

211121517-35 
Location: Rm. 404/Glue Dabs For 244-02 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 

Asbestos Types: 
Other Material: Non-fibrous 45.8 % 

See Reporting notes on last page 

Yes Trace (<0.25 % pc) 

No 

No 

No 

No 

No 

(ELAP 198.6; 400pc) 
by Karol H. Lu 
on 12/08/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12108/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12108/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/08/11 



AmeriSci Job#: 211121517 

Client Name: Ambient Environmental, Inc. 
Page 7 of 7 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Bldg. 17 

,• ,."} ,,.,.;? 
Reporting Notes: "--~/ ~~C~C----

Analyzed by: Karol H. Lu ~.-..__--·(_.,,,,, - ~ 
*NAD/NSD =no asbestos detected; NA =not analyzed; NA/PS=not analyzed/positive stop; PLM Bulk Asbestos Analysis by EPA 600/M4-82-020 per 40 
CFR 763 (NVLAP Lab Code 200546-0), ELAP PLM Method 198.1 for NY friable samples or 198.6 for NOB samples (NY ELAP Lab 1011480); 
Note:PLM ls not consistently reliable in detecting asbestos in floor coverings and similar non-friable organically bound materials. NAO or Trace results 
by PLM are inconclusive, TEM is currently the only method that can be used to determine if this material can be considered or treated as non 
asbestos-containing in NY State (also see EPA Advisory for floor tile, FR 59, 146,38970,8/i /94) National Institute of Standards and Technology 
Accreditation requirem~nt yiand. ate that this report must n. ot be reproduced except in full without the approval of the !ab.This PLM report relates ONLY 
to the items tested. AIH ~b #f 843, RI Cert#AAL-091. CT Cert#PH-0186, Mass Cert#AA000054 . 

. - 1.{r{J'y 
Reviewed By: { END OF REPORT ____ _ 



AmeriSci Job #: 211121517 Page 1of3 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Bldg. 17 

"' 
Sam pie Heat Acid Insoluble 

AmeriSci HG Weight Sensitive Soluble Non-Asbestos "*Asbestos 'Yi:i by ** Asbestos %1 by 
Sample# Client Sample# Area (gram) Organic 0/o Inorganic 0/o Inorganic 0/o PLM/DS TEM 

01 229-01 229 0.106 60.4 8.5 28.6 Chrysotile 2_5 NA 
Location: 17-315/Black Mastic 

02 229-02 229 0.203 40.9 24.6 34.5 NA/PS NA 
Location: 17-306/Black Mastic 

03 230-01 230 NAD NA 
Location: 17-314/Ceramic Floor Tile 

04 230-02 230 NAD NA 
Location: 17-313/Ceramic F!oor Tile 

05 231-01 231 NAD NA 
Location: 17-314/Grout For 230-01 

06 231-02 231 NAD NA 
Location: 17-313/Grout For 230-02 

07 232-01 232 NAD NA 
Location: 17-313/Wal! Ceramic Tile 

08 232-02 232 NAD NA 
Location: 17-314/Wa!I Ceramic Tile 

09 233-01 233 Chrysotile <0.25 NA 
Location: 17-313/Grout For 232-01 

10 233-02 233 Chrysotile <0.25 NA 
Location: 17-314/Grout For 232-02 

11 234-01 234 NAD NA 

Location: 17-313/Plaster Ceilings 

12 234-02 234 NAD NA 
Location: 17-313/Plaster Ceilings 

13 234-03 234 NAD NA 
Location: 17-314/Plaster Ceilings 

14 235-01 235 0.321 40.5 17.8 41 7 NAD NAD 
Location: 17-407/4" Black Covebase 

15 235-02 235 0.377 40.3 19.4 40.3 NAD NAD 
Location: 17-412/4" Black Covebase 

16 236-01 236 0.198 92.9 5.1 2.0 NAD NAD 
Location: 17-407/Mastic For 235-01 

See Reporting notes on last page 



AmeriSci Job #: 211121517 Page 2 of 3 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Bldg. 17 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non-Asbestos **Asbestos 'Yo by ** Asbestos "lo by 
Sample# Client Sample# Area (gram) Organic'% Inorganic '% Inorganic "lo PLM/DS TEM 

17 236-02 236 0.128 93.8 3.1 3.1 NAO NAO 

Location: 17-412fMastic For 235-02 

18 237-01 237 0.360 44.2 8.6 47.2 NAO NAO 

Location: 17-406/4" Tan Covebase 

19 237-02 237 0.275 43.3 4.7 52.0 NAO NAO 

Location: 17 -406/4" Tan Covebase 

20 238-01 238 0.170 42.4 7.1 50.6 NAO NAO 

Location: 17 -406/Mastic For 237-01 

21 238-02 238 0.203 41.9 2.5 55.7 NAO NAO 

Location: 17-406/Mastic For 237-02 

22 239-01 239 0.126 52.4 10.3 37.3 NAO NAO 

Location: 17-402/Yellow Carpet Mastic 

23 239-02 239 0.128 50.8 8.6 40.6 NAO NAO 

Location: 17-403/Yetlow Carpet Mastic 

24 240-01 240 0.437 105 80.1 7.1 Chrysotile 1.2 NA 

Location: 17-412/2x2 Ceiling Tiles Amosite 1.2 

25 240-02 240 0.394 10.2 74.4 15.5 NA/PS NA 

Location: 17-414/2x2 Ceinng Tiles 

26 241-01 241 0.350 62.3 27.7 10.0 NAO NAO 

Location: 17-417/Green Linoleum 

27 241-02 241 0.338 68.0 24.6 7.4 NAO NAO 

Location: 17-41 O/Green Linoleum 

28 242-01 242 0.297 16.5 67.3 16.2 NAO NAO 

Location: 4th Floor Back HallJWindow Glazing (Pink) 

29 242-02 242 0.320 15 9 68.1 11 1 Chrysotile <0.25 Chrysotile 4.8 

Location: 3rd Floor Back Hall/Window Glazing (Pink) 

30 243-01 243 0.348 7.2 72.4 15.1 Chrysotl!e <0.25 Chrysoti!e 4.1 

Location: StairNell To Roof/Window Glazing Anthophyllite 1.2 

31 243-02 243 0.279 9.0 84.9 6 1 NAO NA/PS 

Location: Stairwell To Roof/Window Glazing 

32 244-01 244 0.178 98.3 0.6 1.1 NAO NAO 

Location: Rm. 404/1 x1 Splined Celling 

See Reporting notes on last page 



AmeriSci Job#: 211121517 

Client Name: Ambient Environmental, Inc. 

AmeriSci HG 
Sample# Client Sample# Area 

33 244-02 244 

Location: Rm. 404/ix1 Splined Ceiling 

34 245-01 245 

Location: Rm 404/Glue Dabs For 244-01 

35 245-02 245 

Location: Rm. 404/Glue Dabs For 244-02 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Bldg. 17 

Sample Heat Acid Insoluble 
Weight Sensitive Soluble Non-Asbestos 
(gram) Organic o/o Inorganic 0/o Inorganic o/o 

0.182 96.2 1.1 2.7 

0.227 41.9 19.8 38.3 

0.153 52.3 2.0 45.8 

/)4//' 
j;d;!;f;:;; 

Analyzed by: Roman Peysakhov , ~ 7' : Date Analyzed 12/10/2011 

Page 3 of 3 

**Asbestos 1.1;0 by **Asbestos 0/o by 
PLM/DS TEM 

NAD NAD 

NAD NAD 

NAD NAD 

-aouantitative Analysis (Semi/Fu!!); Bulk Asbestos Anaiysis - PLM by EPA 600/M4-82-020 per 40 CFR or El.AP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4: for New York samples; NAO= no asbestos detected during a quantitative analysis; NA= not analyzed; Trace= 
<1°/o; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA =No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480 

Warning Note: PLM limitation, only TEM ill resolve fibers <0.25 micrometers in diameter. TEM bulk analysis ts representative of the fine grained matrix material and may not be representative of 

1 LM evaluation~mmended (i.e. soils and other heterogenous materials)_ 

~ 
non~uniformly dispersed deb~r w~lc 

Reviewed By: '-V"tU ... _,/· 
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AMER1Sc1 

November 30, 2011 

Ambient Environmental, Inc. 
Attn: Joella Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE: Ambient Environmental, Inc. 
Job Number 211113954 
P.O. #111110AA 

AmeriSci New Yori< 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 •FAX: (212) 679-9392 

111110AA; Beech· Nut; Mohawk St., Canajoharie, NY; Bldg. #17 (Report Amended 1113012011) 

Dear Joella V!scusi: 

Enclosed are the results of Asbestos Analysis· Bulk Protocol of the following Ambient Environmental, Inc. samples, received at 
AmeriSci on Wednesday, November 23, 2011, for a 5 day turnaround: 

053-01, 053-02, 054-01, 054-02, 055-01, 055-02, 056-01, 056-02, 057-01, 057-02, 058-01, 058-02, 058-03, 058-04, 058-05, 
058-06, 058-07, 059-01, 059-02, 059-03, 059-04, 059-05, 059-06, 059-07, 059-08, 059-09 

The 26 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Ambient Environmental, Inc. 
requested ELAP PLM!TEM analysis of these samples. 

The results of the analyses which were performed following ELAP Protocols 198.1 PLM Friable and/or 198.6 for PLM NOB. 
ELAP Protocol 198.4 TEM NOB guidelines are presented within the Summary Table of this report. The presence of matrix 
reduction data in the Summary Table normally indicates an NOB sample. For NOB samples the individual matrix reduction, 
combined PLM and TEM analysis results are listed in the Summary Bulk Asbestos Analysis Results in Table I. Complete PLM 
results for individual samples are presented in the PLM Bulk Asbestos Report. This combined report relates ONLY to sample 
analysis expressed as percent composition by weight and percent asbestos This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated agency. This report must not be 
reproduced, except in full without the written approval of the laboratory. This report may contain specific data not covered by 
NVLAP or ELAP accreditations respectively, if so identified in relevant footnotes. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sincerely, 

R~~ 
P41 J.

1
jl1ucha 

Laboratory Director 

Boston· Los Angeles. New York. Richmond 



AmeriSci New York 
117 EAST 30TH ST. 

AMER1Sc1 NEW YORK, NY 10016 
TEL: (212) 679-8600 •FAX: (212) 679-3114 

PLM Bulk Asbestos Report 
Ambient Environmental, Inc. 
Attn: Joella Viscusi 
12 Colvin Avenue 

Albany, NY 12206 

Date Received 

Date Examined 

ELAP# 

11/23/11 
11/27/11 
11480 

RE: 11111 OAA; Beech - Nut; 
#17 

AmeriSci Job# 

P.O.# 
211113954 

Page 1 of 5 
Mohawk St., Canajoharie, NY; Bldg. 

Client No. I HGA Lab No. Asbestos Present Total % Asbestos 

053-01 211113954-01 
53 Location: Ceramic Floor Tile, 2nd Floor Men's 

Analyst Description: Light Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

053-02 

53 

Other Material: Non-fibrous 100 % 

211113954-02 
Location: Ceramic Floor Tile, 2nd Floor 

Analyst Description: Light Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

054-01 

54 

Other Material: Non-fibrous 100 % 

211113954-03 
Location: Grout For 053-01, 2nd Floor Men's 

Analyst Description: Grey, Homogeneous, Fibrous, Cementitious, Bulk Material 
Asbestos Types: Chrysotile 0.3 % 

054-02 

54 

Other Material: Cellulose Trace, Non-fibrous 99.7 % 

211113954-04 
Location: Grout For 053-01, 2nd Floor Women's 

Analyst Description: Grey, Homogeneous, Fibrous, Cementitious, Bulk Material 
Asbestos Types: Chrysotile 0.5 % 

055-01 

55 

Other Material: Cellulose Trace, Non-fibrous 99.5 % 

211113954-05 
Location: Floor Leveler, 201 Under Carpet 

No 

No 

Yes 

Yes 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

Other Material: Cellulose Trace, Non-fibrous 100 % 

See Reporting notes on last page 

NAO 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 

NAO 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 

0.3% 
(ELAP 198.1; 400pc) 
by Ivan H. Reyes 
on 11/27/11 

0.5% 
(ELAP 198.1; 400pc) 
by Ivan H. Reyes 
on 11/27/11 

NAO 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 



AmeriSci Job#: 211113954 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. 

#17 

Client No. I HGA Lab No. Asbestos Present 

055-02 211113954-06 No 
55 Location: Floor Leveler, 201 Under Carpet 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

056-01 

56 

Other Material: Cellulose Trace, Non-fibrous 100 % 

211113954-07 
Location: Terrazzo Floor, Rm. 210 

No 

Analyst Description: Of!White, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

056-02 
56 

Other Material: Cellulose Trace, Non-fibrous 100 % 

211113954-08 
Location: Terrazzo Floor, Lobby 

Analyst Description: Grey, Homogeneous, Fibrous, Cementitious, Bulk Material 
Asbestos Types: Chrysotile 0.3 % 

057-01 

57 

Other Material: Cellulose Trace, Non-fibrous 99.7 % 

211113954-09 
Location: Green 9x9 VFT, Mail Room 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 9.5 % 

057-02 

57 

Other Material: Non-fibrous 38.1 % 

211113954-10 
Location: Green 9x9 VFT, Mail Room 

Analyst Description: Bulk Material 
Asbestos Types: 

058-01 

58 

Other Material: 

211113954-11 
Location: Grey Wall Paint, Walls Throughout 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 30.5 % 

See Reporting notes on last page 

Yes 

Yes 

No 

Page 2 of 5 

Total % Asbestos 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11127111 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27111 

0.3% 
(ELAP 198.1; 400pc) 
by Ivan H. Reyes 
on 11/27111 

9.5% 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11/27/11 

NA/PS 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 



AmeriSci Job#: 211113954 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. 

#17 

Client No. I HGA Lab No. 

058-02 211113954-12 
58 Location: Grey Wall Paint, Walls Throughout 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 20.4 % 

058-03 

58 
211113954-13 

Location: Grey Wall Paint, Walls Throughout 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

058-04 
58 

Other Material: Non-fibrous 32.8 % 

211113954-14 
Location: Grey Wall Paint, Walls Throughout 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

058-05 

58 

Other Material: Non-fibrous 30.5 % 

211113954-15 
Location: Grey Wall Paint, Walls Throughout 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

058-06 

58 

Other Material: Non-fibrous 52.3 % 

211113954-16 
Location: Grey Wall Paint, Walls Throughout 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

058-07 

58 

Other Material: Non-fibrous 40.5 % 

211113954-17 
Location: Grey Wall Paint, Walls Throughout 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 43.5 % 

See Reporting notes on last page 

Asbestos Present 

No 

No 

No 

No 

No 

No 

Page 3 of 5 

Total% Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11127/11 



AmeriSci Job #: 211113954 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. 

#17 

Client No. I HGA Lab No. Asbestos Present 

059-01 
59 

211113954-18 
Location: Plaster Wall, Throughout 

No 

Analyst Description: White/Grey, Heterogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

059-02 
59 

Other Material: Cellulose Trace, Non-fibrous 100 % 

211113954-19 
Location: Plaster Wall, Throughout 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

059-03 
59 

Other Material: Cellulose Trace, Non-fibrous 100 % 

211113954-20 
Location: Plaster Wall, Throughout 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

059-04 
59 

Other Material: Non-fibrous 100 % 

211113954-21 
Location: Plaster Wall, Throughout 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

059-05 
59 

Other Material: Cellulose Trace, Non-fibrous 100 % 

211113954-22 
Location: Plaster Wall, Throughout 

No 

No 

No 

No 

Analyst Description: White/Grey, Heterogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

059-06 
59 

Other Material: Cellulose Trace, Non-fibrous 100 % 

211113954-23 
Location: Plaster Wall, Throughout 

No 

Analyst Description: White/Grey, Heterogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

Other Material: Cellulose Trace, Non-fibrous 100 % 

See Reporting notes on last page 

Page 4 of 5 

Total % Asbestos 

NAO 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 

NAO 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 

NAO 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 

NAO 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 

NAO 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27111 

NAO 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11127111 



AmeriSci Job #: 211113954 
Client Name: Ambient Environmental, Inc. 

PlM Bulk Asbestos Report 
111110AA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. 

#17 

Client No. I HGA lab No. Asbestos Present 

059-07 211113954-24 No 
59 Location: Plaster Wall, Throughout 

Analyst Description: White/Grey, Heterogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

Other Material: Cellulose Trace, Non-fibrous 100 % 

059-08 

59 

211113954-25 
Location: Plaster Wall, Throughout 

No 

Analyst Description: White/Grey, Heterogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

059-09 

59 

other Material: Cellulose Trace, Non-fibrous 100 % 

211113954-26 
Location: Plaster Wall, Throughout 

No 

Analyst Description: White/Grey, Heterogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

other Material: Cellulose Trace, Non-fibrous 100 % 

Reporting Notes: • , 

Page 5 of 5 

Total % Asbestos 

NAO 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on11127111 

NAO 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11127/11 

NAO 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 

Analyzed by: Ivan H. Reyes "'- hrv.,," \~-·-----
*NAD/NSD =no asbestos detected: NA =not anai)fZeci;AiPS=not analyzed/positive stop; PLM Bu!k Asbestos Analysis by EPA 600/M4-82-020 per 40 
CFR 763 (NVLAP Lab Code 200546-0), ELAP PLM Method 198.1 for NY friable samples or 198.6 for NOB samples (NY ELAP Lab !011480); 
Note:PLM is not consistently reliable in detecting asbestos in floor coverings and similar nonMfriable organically bound materials. NAO or Trace results 
by PLM are inconclusive, TEM is currently the only method that can be used to determine if this material can be considered or treated as non 
asbestos~containing in NY State (also see EPA Advisory for floor tile, FR 59, 146,38970,8/1/94) National Institute of Standards and Technology 
Accreditation requiremenis mandate that this report must not be reproduced except in full without the approval of the lab.This PLM report relates ONLY 
to the items tested/llll-lti' Lab# 102843, RI Cert#AAL-094, CT Cert#PH-0186, Mass Cert#AA000054. 

Reviewed By: 
' ,, ____ END OF REPORT ___ _ 



AmeriSci Job #: 211113954 Page 1 of 2 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. #17 (Report Amended 11/30/2011) 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non-Asbestos **Asbestos o/o by **Asbestos 0/o by 
Sample# Client Sample# Area (gram) Organic o/o Inorganic '% Inorganic o/o PLM/DS TEM 

01 053-01 53 NAO NA 
Location: Ceramic Floor Tile, 2nd Floor Men's 

02 053-02 53 NAD NA 
Location: Ceramic Floor Tile, 2nd Floor 

03 054-01 54 Chrysotile 0.3 NA 
Location: Grout For 053-01, 2nd Floor Men's 

04 054-02 54 Chrysotile 0.5 NA 
Location: Grout For 053-01, 2nd Floor Women's 

05 055-01 55 NAD NA 
Location: Floor Leveler, 201 Under Carpet 

06 055-02 55 NAO NA 
Location: Floor Leveler, 201 Under Carpet 

07 056-01 56 NAO NA 
Location: Terrazzo Floor, Rm. 210 

08 056-02 56 Chrysotile 0.3 NA 
Location: Terrazzo Floor, Lobby 

09 057-01 57 0.471 23.6 23.9 38.1 Chrysotile 9.5 NA 
Location: Green 9x9 VFT, Mail Room 

10 057-02 57 0.433 22.9 29.3 47.8 NA/PS NA 

Location: Green 9x9 VFT, Mai! Room 

11 058-01 58 0.213 49.3 20.2 30.5 NAD NAO 
Location: Grey Wall Paint, Walls Throughout 

12 053-02 58 0.108 50.0 29.6 20.4 NAD NAO 

Location: Grey Wall Paint, Walls Throughout 

13 058-03 58 0.262 50.4 16.8 32.8 NAD NAO 

Location: Grey Wall Paint, Walls Throughout 

14 058-04 58 0.197 49.2 20.3 30.5 NAD NAD 
Location: Grey Wall Paint, Walls Throughout 

15 058-05 58 0.843 27.8 19.9 52.2 NAD Chrysotile Trace 

Location: Grey Wall Paint, Walls Throughout 

16 058-06 58 0.763 31.5 230 40.5 NAO NAO 
Location: Grey Wa!! Paint, Wa!ls Throughout 

See Reporting notes on last page 



AmeriSci Job #: 211113954 

Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St, Canajoharie, NY; Bldg. #17 (Report Amended 11130/2011) 

AmeriSci 
Sample# 

17 

Location: 

18 

location: 
19 

Location: 

20 

Location: 
21 

Location: 
22 

Location: 

23 

Location: 

24 

Location: 

25 

Location: 
26 

Location: 

Client Sample# 

058-07 

HG 
Area 

58 

Grey Wal! Paint Walls Throughout 

059-01 59 

Plaster Wall, Throughout 

059-02 59 

Plaster Wall, Throughout 

059-03 59 

Plaster Wa!I, Throughout 

059-04 59 

Plaster Wall, Throughout 

059-05 59 

Plaster Wall, Throughout 

059-06 59 

Plaster Wall, Throughout 

059-07 59 

Plaster Wall, Throughout 

059-08 59 

Plaster Wall, Throughout 

059-09 59 

Plaster Wall, Throughout 

Sample Heat Acid Insoluble 
Weight Sensitive Soluble Non~Asbestos **Asbestos 1% by 
(gram) Organic o/o Inorganic °lo Inorganic 0/o PLM/DS 

0.867 25.8 30.7 43.4 NAO 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 

A 

Page 2 of 2 

*"Asbestos o/o by 
TEM 

Chrysotile Trace 

NA 

NA 

NA 

NA 

NA 

NA 

NA 

NA 

NA 

Analyzed by: Madel! E. Collins ·Mr(; -.;\)J,. ,~;IL"'-efio<:;;l'late Analyzed 11128/2011 
**Quantitative Analysis (Semi/Fu!!); Bulk Asbe~tos Analysis - PLili--oy EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAO= no asbestos detected during a quantitative analysis; NA= not analyzed; Trace= 
<1°/o; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM !imitation, only TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non-uniformly dispersed debris for which PLM evaluation is recommended {i.e. soils and other heterogenous materials). 

Reviewed By: _________________ _ 
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AMER1Sc1 

November 28, 2011 

Ambient Environmental, Inc. 
Attn: Joella Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE: Ambient Environmental, Inc. 
Job Number 211113951 
P.O. #111110AA 

AmeriSci New Yorh 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 •FAX: (212) 679-9392 

111110AA; Beech - Nut; Mohawk St, Canajoharie, NY; Bldg. #15 

Dear Joella Viscusi: 

Enclosed are the results of Asbestos Analysis - Bulk Protocol of the following Ambient Environmental, Inc. samples, received at 
AmeriSci on Wednesday, November 23, 2011, for a 5 day turnaround: 

170-01, 170-02, 171-01, 171-02 

The 4 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Ambient Environmental, Inc. requested 
ELAP PLMfTEM analysis of these samples. 

The results of the analyses which were pertormed following ELAP Protocols 198. 1 PLM Friable and/or 198.6 for PLM NOB. 
ELAP Protocol 198.4 TEM NOB guidelines are presented within the Summary Table of this report The presence of matrix 
reduction data in the Summary Table normally indicates an NOB sample. For NOB samples the individual matrix reduction, 
combined PLM and TEM analysis results are listed in the Summary Bulk Asbestos Analysis Results in Table L Complete PLM 
results for individual samples are presented in the PLM Bulk Asbestos Report This combined report relates ONLY to sample 
analysis expressed as percent composition by weight and percent asbestos. This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated agency. This report must not be 
reproduced, except in full without the written approval of the laboratory. This report may contain specific data not covered by 
NVLAP or ELAP accreditations respectively, if so identified in relevant footnotes. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sin .. cer;7·. , 
/1 Z1 
fHi~ 
\ I 

Paul(!. Mucha 

Laboratory Director 

Boston - Los Angeles - New York - Richmond 



AMER1Sc1 

AmeriSci New York 
117 EAST 30TH ST. 

NEW YORK, NY 10016 
TEL: (212) 679-8600 •FAX: (212) 679-3114 

PLM Bulk Asbestos Report 
Ambient Environmental, Inc. 
Attn: Joella Viscusi 

Date Received 11/23/11 AmeriSci Job# 211113951 
Date Examined 11/27/11 P.O.# 

12 Colvin Avenue ELAP # 11480 Page 1 of 2 

Albany, NY 12206 
RE: 111110AA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. 

#15 

Client No. I HGA lab No. Asbestos Present 

170-01 211113951-01 
170 Location: Mastic, 218 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

170-02 
170 

Other Material: Non-fibrous 11.4 % 

Location: Mastic, 220 

211113951-02 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

171-01 
171 

Other Material: Non-fibrous 10.4 % 

211113951-03 
Location: Green 9x9 VFT, 218 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 4.7 % 

171-02 
171 

Other Material: Non-fibrous 24.8 % 

211113951-04 
Location: Green 9x9 VFT, 220 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

See Reporting notes on last page 

No 

Yes 

Yes 

Total % Asbestos 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

Trace (<0.25 % pc) 
(ELAP 198.6; 400pc) 
by Karol H. Lu 
on 11/27/11 

4.7% 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NA/PS 



AmeriSci Job #: 211113951 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. 

#15 

Reporting Notes: , ./,/
7 :;:/:'/::/,,F 

--",,- / ? /"°[, _jf'' 
Analyzed by: Karo! H. Lu /"'< ,::.-t....-~I:~--"' .--~ \..,, ... -~.-~.~ 

Page 2 of 2 

*NAD/NSD =no asbestos detectea; NA =not analyzed; NA/PS=not analyzed/positive stop; PLM Bulk Asbestos Analysis by EPA 600/M4-82-020 per 40 
CFR 763 (NVLAP Lab Code 200546-0), ELAP PLM Method 198.1 for NY friable samples or 198.6 for NOB samples (NY ELAP Lab 1011480); 
Note:PLM is not consistently rellable in detecting asbestos in floor coverings and similar non-friable organically bound materials. NAO or Trace results 
by PLM are inconclusive, TEM is currently the only method that can be used to determine if this material can be considered or treated as non 
asbestos~containing in NY State {also see EPA Advisory for floor tile, FR 59, 146,3897018/1/94) National Institute of Standards and Technology 
Accreditation requirements ,!Jl1andate that this report must not be reproduced except in full without the approval of the !ab.This PLM report relates ONLY 
to the items tested. AfJ:1>. ljjlb # 102843, RI Cert#AAL-094, CT Cert#PH-0186, Mass Cert#AA000054. 

-r,~r 1;f !'I ;1 Reviewed By: L v :X d ~- ENO OF REPORT ____ _ 

' I , __ } 



AmeriSci Job#: 211113951 

Client Name: Ambient Environmental, Inc. 

AmeriSci HG 
Sample# Client Sample# Area 

01 170-01 170 

Location: Mastic, 218 

02 170-02 170 

Location: Mastic, 220 

03 171-01 171 

Location: Green 9x9 VFT, 218 

04 171-02 171 

Location: Green 9x9 VFT, 220 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. #15 

Sample Heat Acid Insoluble 
Weight Sensitive Soluble Non~Asbestos 

(gram) Organic 0/o Inorganic 0/o Inorganic o/o 

0.228 74.1 14.5 11.4 

0.231 74.9 14.7 10.3 

0.440 25.0 45.5 248 

0.401 26.2 44.9 28.9 

Analyzed by: Madell E. Collins ~ ~ k-:•oate Analyzed 1112812011 

Page 1of1 

**Asbestos 0/o by **Asbestos 0/o by 
PLM/DS TEM 

NAO NAO 

Chrysoti!e <0.25 Chrysotile Trace 

Chrysoti!e 4. 7 NA 

NA/PS NA 

""*Quantitative Analysis (Semi/Full); Bulk Asbestos Analysis - PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples: TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAO= no asbestos detected during a quantitative analysis; NA= not analyzed; Trace= 
<1 o/o; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 

ELAP Lab 10#11480. 

Warnin.g Note:. P.LM.· .·H,?itation_. only T~M will resolve fi?er~ <0.25 micromete~s in d_iameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non-uniformly ~pe~s, d debns for wh~ch PLM evaluation 1s recommended (1.e. soils and other heterogenous materials}. 

Reviewed By: ~l ~ 
( I '-., 

',./ 



! ).~,Client: 

AMBIENT ENVIRONMENTAL, INC. 
12 (,'.o.lvin ,:\ ve11uc 
,-\l_h8ny, 1·,-;:-\' 12206 

Pf-i: S 18--·48:2-11704 

l._r'~) f~; __ t~~.C_J_~i-~_;\_J_l, _I 
8. Projac.t Nurntie:: 

ii! 

'~ '11 
,.~! &. Ji~ 1139 

21 ·1 1 '1.' '.'' (l ., 1 '"' , ,._J l'*:l o;t fi . 

'"''""'" -----···· -------··--·-----.. --·---.. ·--·---.-·-----------,----~---·---, 
\ ' ' I I Ph ,, ' t ' I L ,. 

28.Arnbierrl P1·oject Man;,iger: . i 29.Result~·tE' -.·-'----~------- ·""-.. ------------------- 1 30. Drawings: Sample Locations I 
\, -~" ! ! _,,.... \l , (.: . 1 e::· ; 1 one .. s -~-"_ .. ______ --···---·-"·- ---"··---- J a erm oca ions 

, __ _:,,,~~..,_l..i\..l __ _: __ 1_,_)~. \J .-) / ___________ _j ___ ~~-'.--.--~ . ~ I ·--·-·------==:...~.o=-~l..-~----------~--- , 

Paue __ ot 

lHJLK SAMPLE DATA. 
CHAIN OF CUSTODY 

-·-------------
2b. CEent Ccntf!ct· 



AMER1Sc1 

November 28, 2011 

Ambient Environmental, Inc. 
Attn: Joella Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE: Ambient Environmental, Inc. 
Job Number 211113956 
P.0.#111110AA 

AmeriSci New Yori< 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 •FAX (212) 679-9392 

11111 OAA; Beech - Nut; Mohawk SL, Canajoharie, NY; Bldg. #16 

Dear Joella Viscusi: 

Enclosed are the results of Asbestos Analysis - Bulk Protocol of the following Ambient Environmental, !nc. samples, received at 
AmeriSci on Wednesday, November 23, 2011, for a 5 day turnaround: 

060-01, 060-02, 061-01, 061-02, 062-01, 062-02, 063-01, 063-02, 064-01, 064-02, 065-01, 065-02 

The 12 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Ambient Environmental, Inc. 
requested ELAP PLMrrEM analysis of these samples. 

The results of the analyses which were performed following ELAP Protocols 198. 1 PLM Friable and/or 198.6 for PLM NOB. 
ELAP Protocol 198.4 TEM NOB guidelines are presented within the Summary Table of this report The presence of matrix 
reduction data in the Summary Table normally indicates an NOB sample. For NOB samples the individual matrix reduction, 
combined PLM and TEM analysis results are listed in the Summary Bulk Asbestos Analysis Results in Table I. Complete PLM 
results for individual samples are presented in the PLM Bulk Asbestos Report This combined report relates ONLY to sample 
analysis expressed as percent composition by weight and percent asbestos. This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated agency. This report must not be 
reproduced, except in full without the written approval of the laboratory. This report may contain specific data not covered by 
NVLAP or ELAP accreditations respectively, if so identified in relevant footnotes. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

~
Sincer~!Y· 

- 1;1 
~ r,.J J. Mucha 

Laboratory Director 

Boston. Los Angeies - New York. Richmond 



AMER1Sc1 

AmeriSci New York 
117 EAST 30TH ST. 

NEW YORK, NY 10016 
TEL: (212) 679-8600 •FAX: (212) 679-3114 

PLM Bulk Asbestos Report 
Ambient Environmental, Inc. 
Attn: Joella Viscusi 

Date Received 11/23/11 AmeriSci Job# 211113956 
Date Examined 11 /27 /11 P.O. # 

12 Colvin Avenue ELAP # 11480 Page 1 of 3 

Albany, NY 12206 

RE: 11111 OAA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. 
#16 

Client No. I HGA Lab No. Asbestos Present 

060-01 
60 

211113956-01 
Location: Window Glazing, 204 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 3.0 % 

060-02 
60 

Other Material: Non-fibrous 26.6 % 

211113956-02 
Location: Window Glazing, 204 

Analyst Description: Bulk Material 
Asbestos Types: 

061-01 
61 

Other Material: 

Location: Linoleum, 303 

211113956-03 

Analyst Description: Green, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

061-02 
61 

Other Material: Non-fibrous 10.6 % 

Location: Linoleum, 302 

211113956-04 

Analyst Description: Green, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

062-01 
62 

Other Material: Non-fibrous 10.2 % 

211113956-05 
Location: Vibration Damper, 306 

Analyst Description: Brown/Black, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 5.2 % 

See Reporting notes on last page 

Yes 

No 

No 

No 

Total% Asbestos 

3% 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11/27/11 

NA/PS 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 



AmeriSci Job #: 211113956 

Client Name: Ambient Environmental, Inc. 

PlM Bulk Asbestos Report 
111110AA; Beech - Nut; Mohawk St, Canajoharie, NY; Bldg. 

#16 

Client No. I HGA Lab No. Asbestos Present 

062-02 

62 
211113956-06 

Location: Vibration Damper, 306 

Analyst Description: Brown/Black, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

063-01 

63 

Other Material: Non-fibrous 5.7 % 

211113956-07 
Location: Floor Leveler, 305 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

063-02 
63 

Other Material: Cellulose Trace, Non-fibrous 100 % 

211113956-08 
Location: Floor Leveler, 305 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

064-01 
64 

Other Material: Cellulose Trace, Non-fibrous 100 % 

211113956-09 
Location: Sheetrock Walls, 303 

Analyst Description: OffWhite/Tan, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

064-02 
64 

Other Material: Cellulose 15 %, Non-fibrous 85 % 

211113956-10 
Location: Sheetrock Walls, 306 

Analyst Description: OffWhite/Tan, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

065-01 
65 

Other Material: Cellulose 20 %, Non-fibrous 80 % 

211113956-11 
Location: 12x12 Green VFT, Stge. Rm. 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 7.0 % 

Other Material: Non-fibrous 31.4 % 

See Reporting notes on last page 

No 

No 

No 

No 

No 

Yes 

Page 2 of 3 

Total % Asbestos 

NAO 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAO 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on11127/11 

NAO 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11127/11 

NAO 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11127111 

NAO 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11127111 

7% 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11127111 



ArneriSci Job#: 211113956 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. 

#16 

Client No. I HGA Lab No. 

211113956-12 065-02 
65 Location: 12x12 Green VFT, Stge. Rm. 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

Reporting Notes: 
n 

Asbestos Present 

Page 3 of 3 

Total% Asbestos 

NA/PS 

Analyzed by: Ivan H. Reyes ' ~""'' \~---·· 
"NAO/NSD =no asbestos detected; "f;rJ(::Mt analyze1i:NA/h=not analyzed/positive stop; PLM Bulk Asbestos Analysis by EPA 600/M4-82-020 per 40 
CFR 763 (NVLAP Lab Code 200546·0), ELAP PLM Method 198.1 for NY friable samples or 198.6 for NOB samples (NY ELAP Lab 1011480); 
Note:PLM is not consistently reliable in detecting asbestos in floor coverings and similar non-friable organically bound materials. NAO or Trace results 
by PLM are inconclusive, TEM is currently the only method that can be used to determine if this material can be considered or treated as non 
asbestos-containing in NY State (also see EPA Advisory for floor tile, FR 59, 146,38970,8/1/94) National Institute of Standards and Technology 
Accreditation requirements mandate that this report must not be reproduced except in full without the approval of the lab.This PLM report relates ONLY 
to the items tested. AIHAlj~~ # )!l2843, RI Cert#AAL-094, CT Cert#PH-0186, Mass Cert#AA000054. 

I , , , -
Reviewed By: I ' / END OF REPORT ____ _ 

n \ ! 
' 



AmeriSci Job #: 211113956 Page 1of2 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. #16 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non~Asbestos ** Asbestos 11/0 by **Asbestos %. by 
Sample# Client Sample# Area (gram) Organic "/u Inorganic o/o Inorganic 0/o PLMIDS TEM 

01 060-01 60 0.790 14.6 55.8 29.6 Chrysotile 3.0 NA 
Location: Window Glazing, 204 

02 060-02 60 0.606 18.2 66.7 15.2 NA/PS NA 
Location: Window Glazing, 204 

03 061-01 61 0.245 69.0 20.4 10.6 NAO NAD 
Location: Linoleum, 303 

04 061-02 61 0.265 69.1 20.8 10.2 NAD NAD 
Location: Linoleum, 302 

05 062-01 62 0.211 77.3 17.5 5.2 NAD NAD 
Location: Vibration Damper, 306 

06 062-02 62 0.367 29.4 64.9 5.7 NAD NAD 
Location: Vibration Damper, 306 

07 063-01 63 NAD NA 
Location: Floor Leveler, 305 

08 063-02 63 NAD NA 
Location: Floor Leveler, 305 

09 064-01 64 NAD NA 
Location: Sheetrock Walls, 303 

10 064-02 64 NAD NA 
Location: Sheetrock Walls, 306 

11 065-01 65 0612 29.6 32.0 31.4 Chrysotile 7.0 NA 
Location: 12x12 Green VFT, Stge. Rm. 

12 065-02 65 0.469 28.4 34.1 37.5 NA/PS NA 
Location: 12x12 Green VFT. Stge_ Rm. 

See Reporting notes on last page 



AmeriSci Job #: 211113956 

Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St, Canajoharie, NY; Bldg. #16 

AmeriSci 
Sample# Client Sample# 

HG 
Area 

Sample 
Weight 
(gram) 

Heat 
Sensitive 
Organic °lo 

/J; /? 

e ", .. ,a1 /"' -~ " ~/ 
Analyzed by: Madell E. Collins ~,(/' ( ~a;<---- ; Date Analyzed 1112812011 

Acid 
Soluble 

Inorganic 0/o 

Insoluble 
Non-Asbestos 
Inorganic 'Yo 

**Asbestos °lo by 
PLM/DS 

Page 2 of 2 

**Asbestos '"lo by 
TEM 

~·•ouantitative Analysis (Semi/Full); Bulk Asbestos Analysis - PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAO= no asbestos detected during a quantitative analysis; NA= not analyzed; Trace= 
<1°/o; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM !imitation, on!y TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis ts representative of the fine grained matrix material and may not be representative of 
non-uniformly dispersen)lebri CJfwhich PLM ev.aluation is recommended (i.e. soils and other heterogenous materials) . 

. c· !.)_· 
l • "-Rev;ewed By:_ . 'Z '-~ 
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AMER1Sc1 

December 8, 2011 

Response Labs, LLC 
Attn: John Snyder 
12 Colvin Avenue 
Albany, NY 12206 

RE: Response Labs, LLC 
Job Number211121504 
P.0.#111110AA 

AmeriSci New York 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 •FAX: (212) 679-9392 

111110AA; Beech- Nut: Mohawk St., Canajoharie, NY; Bldg. #21 

Dear John Snyder: 

Enclosed are the results of Asbestos Analysis - Bulk Protocol of the following Response Labs, LLC samples, received at 
AmeriSci on Monday, December 05, 2011, for a 3 day turnaround: 

5650,5651,5654, 5655,5666, 5667,5668,5669,5676,5677,5678,5679,5694,5695 

The 14 samples, placed in Petri Dishes, were shipped to AmeriSci via UPS. Response Labs, LLC requested ELAP TEM (only) 
analysis of these inert residue samples. 

The results of the analyses wh"ch were performed under ELAP 198.4 guidelines are presented in the Summary Table section ol 
this report. This report relates ONLY to the TEM analysis expressed as percent asbestos of inert material provided from matrix 
reduction. Matrix reduction for these samples as well as final residue weight calculations was performed by the client. The 
client is responsible for matrix reduction and PLM evaluation if required by ELAP 198.6 and 198.4. This report must not be 
used to claim product endorsement or approval by NVLAP, ELAP or any other associated AmeriSci certifying agency. This 
report must not be reproduced, except in full without the written approval of the laboratory. 

AmeriScl appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sincerely, 

(I 1 f' ta11/c~ 
Pau1V ucha 
Laboratory Director 

Boston - Los Angeles· New York - Richmond 



AmeriSci Job #: 211121504 

Client Name: Response Labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

111110AA; Beech -Nut; Mohawk St., Canajoharie, NY; Bldg. #21 

AmeriSci 
Sample# 

01 

Client Sample# 

5650 
Location: 2x4 Ceiling Tiles, 21 - 03, 37.3%, 

02 5651 
Location: 2x4 Cei!lng Tiles, 21 - 03, 27.2o/o 

03 5654 

HG 
Area 

Location: Mastic For 191 -01, 21 - 03, 42.9°/o 

04 5655 
Location: Mastic For 191 -02, 21 - 03, 30.3°/o 

05 5666 
Location: 1x1 Splined Ceiling Tile, 21 - 219, 61.1 % 

06 5667 
Location: 1x1 Splined Ceiling Tile, 21-219,17.2o/o 

07 5668 
Location: Carpet Mastic, 21 - 213, 47.7°/o 

08 5669 
Location: Carpet Mastic, 21-216, 37.1%) 

09 5676 
Location: Yellow Mastic, 21 - 218, 42.0°/o 

10 5677 
Location: Yellow Mastic, 21 - 219, 46°/o 

11 5678 
Location: Grey 9x9 VFT, 21 - 218, 47,4o/o 

12 5679 
Location: Grey 9x9 VFT, 21 - 219, 44.4°/o 

13 5694 
Location: Interior Window Glazing, 21 - 01, 17.0% 

14 5695 
Location: Interior Window Glazing, 21 -207, 19.4% 

See Reporting notes on last page 

Sample 
Weight 
(gram) 

Heat 
Sensitive 
Organic o/o 

Acid 
Soluble 

Inorganic <l/o 

Insoluble 
Non-Asbestos 
Inorganic% 

Page 1 of2 

** Asbestos %, by 
TEM 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 

NAD 

NAO 

NAO 

Anthophy11ite Trace 

Chrysoti!e <LO 

Anthophy!!ite Trace 



AmeriSci Job#: 211121504 

Client Name: Response Labs, LLC 

AmeriSci 
Sample# Client Sample# 

HG 
Area 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. #21 

Sample 
Weight 
(gram) 

Heat 
Sensitive 
Organic 0/o 

Acid 
Soluble 

Inorganic 0/o 

Insoluble 
Non~Asbestos 

Inorganic o/o 

Analyzed by: Aleksandr Barengo!ts ; Date Analyzed 12/8/2011 

'** Asbestos o/o by 
PLM/DS 

Page 2 of 2 

*"Asbestos °lo by 
TEM 

**Quantitative Analysis (Semi/Fu!!); Bulk sb'- st 1 ~~f -_J;k II by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Seml/Full) by EPA 600/R-931116 (not cov~re V~lk accreditation) or ELAP 198.4; for New York samples; NAD =no asbestos detected during a quantitative analysis; NA= not analyzed; Trace= 
<1°/o; Quantltation for beginning weights of·< .1 g ms should be considered as quaHtative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Visible Asbestos" represents 
results for Qua!ltatlve PLM or TEM Analysis only o accreditation coverage available from any regulatory agency for qualitative analyses); A!HA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM limitation, only TEM wil! resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non-uniformly dispersed d~· i for w ich PLM evaluation is recommended (i.e. soils and other heterogenous materials). 

~ 
Reviewed By: tt1 · 



Response Labs, LLC 

CHAIN OF CUSTODY 

12 Colvin Avenue 
Albany, NY 12206 

JV Y5 € ~ -/'f'J. '1 Page_/__ofl 

3~ \l~A - BULKSAMPLEDATAAND , ,.,,,,..,..... J CHAIN OF CUSTODY FORM 

LAB INFORMATION 
25. lab Name 26. Date ~,1!: ~~~nq1_:1i.she_:!_~_y: ! 20. Date 21. Time 

~~+""""-~--=~-------- l 1 ·3P Tr-+--~--l-.JJ~"".J..41~~-ll'dJ/~lLJ.J~-l 
I II__ ·--·- 111 11 /t/ 6V>!./ 

a. Analyzed By: 

r- {". i 

L.~--~~------·----------·------L...---- ! I )t 
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Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Client: Ambient Environmental 
12 Colvin Avenue 
Albany NY 

Project Name: Beech-Nut 

12206 

Mohawk St, Canajoharie NY 

Sampling Area: Building 21 

Client Project Number: 111110AA 

Laboratory Job Number: 854 406 

Sampled By: Bryan Cleary 

Collection Date: 11;29;2011 

Date Received: 12;1;2011 

Lab Customer % Non-Fibrous 
Matrix Material 

% % of Acid Soluble % of Total% of 
Residue 

5645 188-01 Fiomogeneous 

Sanipled Material: Sheetrock Te1np Walls 

Sa111ple Location: 21-07 

Grey 

Analyzed By: Adam C. Tucker J\1etlwd: .Nl:'S ELAP 198.1 

Microscope: O~yn1_pus BI-I-2-214 Turn Around Time: 5 _Day 

5646 188-02 Homogeneous Grey 

Sa1npled Material: Sheetrock Temp Walls 

Santple Location: 21-07 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: O~J?!~pus BH-2-214 Turn Around Time: 5 .~~Y 

5647 189-01 Fion1ogeneous Grey 

Sanzpled Material: Ceiling Pla<>ter 

Sa1nple Location: 21-01 

Analyzed By: Ada1n C. Tucker Method: NYS ELAP 198.1 

i\1icroscope: Olympus B}f-2-214 Turn Around Tiine: 5 Day 

5648 189..02 H.on1ogcncous Grey 

Sa1npled Material: Ceiling Plaster 

Saniple Location: 21-02 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Mia·oscope: O~y!?:1pus BH-2-214 Turn Around Time: 5 D~y 

93% 

90% 

100% 

1lXl% 

Non-Asbestos Fibers 
7% Cellulose 

Ana.lyzed Date: 12/1/~01~ 

N'ou-Asbestos Fibers 
10% Cellulose 

A1-1.a.t:!~.:d Date: 12/1/2011 

Non~Asbestos Fibers 
None Detected 

Analyzed Date: 12/1/2011 

Non-Asbestos Fibers 
Trace Cellulose 

Analyzed Date: 12/1/~011 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% ~ ~ ~~Asb~estos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Defi1titons of Abbreviations: NOB: 1'lon-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, iVAD: J\lo Asbestos Detected, NA/PS: Not Analyzed Positive Stop, 1VA: ,\Tot AnaZvzed 

Disclaimer: PLAI is not consistently reliable in detecting asbestos in floor coverings and simt!1.1r non~fi-iab!e orgamcally bound materials. No Asbestos [Jetec1ed or Trace results by 
PLA1 are considered incondusive, I7~'M is currently the only me/hod /hat can be used to determine !f'malenals can be considered as non asbestos containing in NY State. lhis report 
cannot he reproduced except in Ji.ill without the approval of Respon.\"e Labs, LL('. l'h1s PLi\f report relates ONLY to the items 1ested Liability is fimited ro the cost of analysis. 
EL4P PL1W 11:/ethod 198. l for friable samples or 198.6/or iVOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Building 21 

7 

Laboratory Job Number: 854 406 
Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12;1;2011 

Lab Custo1ner 0!ri Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

5649 189-03 I-Iomogeneous Grey 

Santpled l\4.aterial: Ceiling Plaster 

Sa1nple Location: 21-03 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Micros~~p~: Oly~P1:15, B~-2-214 Turn Around Timc: __ 5 ~-~X 

5650 190-01 FI01nogeneous Tan 

Sa111pled Material: 2x4 Ceiling Tiles 

Sarnple Location: 21-03 

Analyzed By: Justin Ada1ns Method: NYS ELAP 198.6 

0fcroscop~: Ol_yntpus BH-2-214 T'.irll Around Time: 5 Day, 

5651 190-02 Ho111ogeneous Tan 

Sa1npled Material: 2x4 Ceiling Tiles 

Santple Location: 21-03 

Analyzed By: Justin Adanl.5 Method: NYS ELAP 198.6 

Microscope: Olympus Blf-2-214 ·1,·ur11 Arou11d Time: 5 Day 

5652 191-01 Homogeneous Black 

Sampled Material: Black 3" Covebase 

Sa111ple Location: 21.-03 

Analyzed By: 

Microscope: 

5653 191-02 

Metlwd: Prep (Not Analyzed) 

·~1,1rn Around Time: Prep 

Hon1ogeneous Black 

Sa1npled Material: Black 3" Covebase 

Sa111ple Location: 21-03 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Turn Around 71·111e: Prep 

100% 

2.3% 

2.2% 

Non-Asbestos Fibers 
None Detected 

Analyzed Dale: 12/1/2011 

30.3 32.5 

Non-Asbestos Fibers 
35.0% Fiber Glass 

Trace Cellulose 

Analyzed Date: 12/2/2011 

59.2 13.6 

Non-Asbestos Fibers 
25.0% Fiber Glass 

Trace Cellulose 

Analyzed Date: 12/2/2011 

64.3 35.2 

Non-Asbestos Fibers 

A~1~!yzed Date: 

63.1 36.1 

Non-Asbestos Fibers 

Ana!yzed Date: 

% 

% 

NAD 

Asb.estos Types: 
No Asbestos Detected 

37.3 Inc. 

Asbestos Types: 
lnconclusive~No Asbestos Detected 

Client Requested TEM 

27.2 Inc. 

% Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

0.5 NAD 

% Asbestos Types: 
San1ple Negative By Weight 

0.7 NAD 

% Asbestos Types: 
Sample Negative By Weight 

Detinitons of Abbreviations: /I/OB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Aiicroscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, !VA/PS: /1/ot Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: Pl,A11s nof consistently reliable m de/i!cting asbestos mJloor covermgs and similar non:fi'iab/e orgamcally hound materials. No Asbestos Detec1ed or Trace results by 
PL1\4 are considered mcondusive. 'JEA1 is curre111/y 1he only method that can be used to determine if materials can he con~idered as non asbestos containmg m NY State_ T!us report 
cannot he reproduced except inji1!/ wilhou/ the approval of Respon.~e Labs, Lf,C. Th1.1· l'l.A1 report relates 01\!LY to the items tested Lwbilily 1s limited to the cos! of analysis. 
ELAP PLJ1 il4ethod 198. l for friable samples or 198. 6 for NOB Samples. 

Comments: 



PLM 
Project Name: Beech-Nut 

:N1ohawk St, Canajoharie NY 

Sampling Area: Building 21 

Laboratory Job Number: 854 406 
Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12;1;2011 

Lab Custonier O/o Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

5654 192-0l Hon1ogencous 

Sanlpled Material: l'v1ashc for 191-01 

Sa1nple Location: 21-03 

Tan 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Micros[:~p~:, Ol~n-ipus BI--I-2-214 Turn Around Time.· 51?'.1:Y 

5655 192-02 Ho1nogeneous Black 

Sa111pled Material: Mastic for 191-02 

Satnple Location: 21-03 

Analyzed By: Justin Adan1s Method: NYS ELAP 198.6 

~icroscop~-~ Olympus BH-2-21~ Tu1-i1 Around Tilne: _?Dar 
5656 193-01 Homogeneous Mixed 

Santpled Material: Wall Covering 

Santple Location: 21-03 

Analyzed By: Adain C. Tucker Metfwd: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Day 

5657 193-02 Homogeneous Mixed 

Sanzpled Material: \.Vall Covering 

Sanzple Location: 21-04 

Analyzed By: Ada1n C. Tucker Method: NYS ELAP 198.1 

Microscope: Olyn,1-pus BH-2-214 Turn Around Time: 5 pay 

5658 194-01 l-iomogeneous Grey 

Sampled Material: Sheetrock Wall 

Sa111ple Location: 21-207 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: .. O!Y11"\P~s BH-2-214 , Turn Around Time: 5 Day 

42.9% 

30.3% 

1% 

1% 

9,...01 

"'" 

53.1 

Non-Asbestos Fibers 
None Detected 

Analyzed Drde: 12/2/2011 

4.0 

62.5 7.2 

Non~Asbestos Fibers 
None Detected 

Analyzed J)ate: 1~(~(2011 

Non-Asbestos Fibers 
99% Synthetics 

Analyzed Date; 12/1/2011 

Non-Asbestos Fibers 
99% Synthetics 

Ani:Z,y~e~.[)ate: 1~/1/.2011 

Non-Asbestos Fibers 
5% Cellulose 

Ana!yzed [)_ate.: 12/1/2011 

% 

% 

% 

% 

% 

42.9 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

30.3 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

NAD 
Asbestos Types: 

No Asbestos Detected 

NAD 

Asbestos Types: 
No Asbestos Detected 

NAD 
Asbestos Types: 

No Asbestos Detected 

Defi.nitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos l)etected at !% or Less, TEM: Transmission Electron lvficroscope. 
Inc.: Inconclusive, NAD: No Asbestos Detected, NA/PS: 1Vot Analyzed Positive Stop, JVA: iVot Analyzed 

Disclaimer: PLA,f is 1101 consistently reliable m detecting asbestos in floor coverings and similar non-friable orga111cally bound materials. 1Vo Ashes/us Detected or Trace results by 
Pl.Ad are considered incondu.1·ivc, 1EJ.J1.1· currenily the on{v method that can he u.1ed /0 de term me !(marerials can be considered as non asbestos contammg in 1VY State. This repon 
cannol be reproduced except mji1fl without the approval a/Response Labs. !J.C. This f'L!vl report relates ONLYro the items tested Ltability 1s limited to the cost of analysis. 
ELAP PL~f 1lfethod 198.1 for friable samples or 198.6/or .NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone !518) 482-5630 Fax (518) 482-5624 

PLM 
Project Name: Beech-Nut 

Mohawk St, Canajoharie NY 

Sampling Area: Building 21 

Laboratory Job Number: 854--406 

Sampled By: B1yan Cleary 

Collection Date: 11;29;2011 

Date Received: 12;1;2011 

Lab Customer O/o Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

5659 194-02 Homogeneous 

Sampled Material: Sheetrock Wall 

Satnple Location: 21-207 

Grey 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Micros~:~Pe. .,q1yIIlpus BH-2-214 Turn Arou,nd Ti1ne: 5 ~3.Y 
5660 195-01 Ho1nogeneous VVhite 

Sa11ipled Material: Joint Compound 

Santple Location: 21-207 

Analyzed By: ,.~_dam C. Tucker Method: NYS ELAP 198.1 

Microscope: Olyn~pus BI-1-2-214 Turn Around Time: 5 Day 

5661 195-02 Homogeneous 

Sampled Material: Joint Compow1d 

Sa1nple Location: 21-207 

White 

Analyzed By: Adam C. Tucker Method: NX'S ELAP 198.1 

Microscope: Olympus BH-2-2~4 Turn Around Time: 5 Day 

5662 196-01 I--Io1nogeneous Grey 

Sa1npled Material: TraJ1Site Wall 

Saniple Location; 21-219 

Analyzed By: Adan1 C. Tucker Method: NYS ELAP 198.1 

Microsco1;e: O~:YI?-~f'.US B1-J-2-~14 Turn Aro1111d Til~te: 5 Day 

5663 196-02 

Sa1npled Material: Transite Wall 

Saniple Location: 21-218 

Analyzed By: Method: Positive Stop 

95% 

100% 

100% 

98.5% 

Non-Asbestos Fibers 
5% Cellulose 

Analyzed Date: 12/,1/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/5/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/5/2011 

Non-Asbestos Fibers 
None Detected 

Ana_ly~ed Date: 12/5/2011 

Non-Asbestos Fibers 

Microscope: :runt Around Time: Positive Stop,{1_9-8.1) Analyzed Date: 

NAD 
_% Asbestos Types: 

No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

10.5% 

% Asbestos Types: 
10.5%01rysotile 

NNPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

Definitons of Abbreviations: J\'OB: ]Von-Organically Bound, Trace: Asbestos Detected at 1% or Less, TElVf: Transmission Electron A.ficroscope, 
Inc.: Inconclusive, /1/AD: IVo Asbestos Detected, NA/PS: iVot Ana~vzed Positive Stop. NA: 1\'ot Analyzed 

Disclaimer: Pf_,i\1 is not cm1s1stently re/labfe in dc1ect111g asbesws in floor coverings and similar non:friabte organically bound mmerials. No Asbesrns Detected or Trace results by 
PLA1 are considered inconc!11sl\'e, 1EM is c11rrentlv the only method 1ha/ can be used to determine 1/materiafs can be considered as non asbestos containmg m NY Srate. 77iis reporr 
cannOI be reproduced except infiil! trithour the apj1rova! ofRe.1ponse f.ahs, LlcC This f'L\d reporr relates ONTY to the items tested. Liability is limited tu the cost i~lanalysis 
ELAP PLM i\fetliod 198.lfor friable samples or 198.6/or IVOB Samples. 

Comments: 

08, 



Response Labs, LlC 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 
7 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Building 21 

Laboratory Job Number: 854 406 

Sampled By: Biyan Cleary 

Collection Date: n/29/2011 

Date Received: 12;1;2011 

Lab Customer O/o Non-Fibrous 
Matrix Material 

%of 0/o of Acid Soluble 'Yo of Total% of 
Residue 

5664 197-01 Hou1ogeneous 

Sa1npled Maten'al: Concrete \.Vall 

Saniple Location: 21-03 

Grey 

Analyzed By: Adan1 C. Tucker Method: N-YS ELAP 198.1 

Microscope: Olyn1pu_<; ffH-2-214 !11111 Around Thue: .5 Day 

5665 197-02 Homogeneous Grey 

Sanlpled Material: Concrete Wall 

Sample Location: 21-207 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

":'licroscope: ~Irt11p~~ BH-_~-2~4 Tur11 Around Time: 5 Day 

5666 198-01 1-Iomogeneous Grey 

Sanipled .Material: 1x1 Splined Ceiling Tile 

Santple Location: 21-219 

Analyzed By: Justin AdanlS A!fetltod: NYS ELAP 198.6 

Microscope: Olr_mp~s Bl-I-2-214 Tun1 Around Time: 5 Day 

5667 198-02 Homogeneous Grey 

Sa1npled Material: 1xl Splined Ceiling Tile 

Sa11tple Locatiou: 21-219 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microsc?,P.e: ()1Yl1:1J'.ll_s __ ~H~_2-214 Turn Around Time: 5 Day 

5668 199..01 Homogeneous Orange 

Sanipled Material: Carpet Mastic 

Sanzple Location: 21-213 

Analyzed By: Justin Adams Met/rod: l\TYS ELAP 198.6 

Microscope: q1y:n-p11s BlI-2-214 Turn Around Time: _5 J?~y-

100% 

100% 

59.1 % 

12.2% 

46.7% 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/5/2011 

Non-Asbestos Fibers 
None Detected 

A:1al_yzed Date: 12/5/2011 

17.1 21.8 

Non-Asbestos Fibers 
2.0% Fiber Glass 

Analyzed Date: 12/2/2011 

16.9 65.8 

Non-Asbestos Fibers 
5.0% Fiber Glass 

A1:~.ly~cd Date: 1~/2/2011 

27.5 24.8 

Non-Asbestos Fibers 
1.0% Cellulose 

A11aly~e? Date: 12/2/?.011 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

61.1 Inc. 

% Asbestos Types: 

% 

% 

Inconclusive-No Asbestos Detected 

Client Requested TEM 

17.2 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Oient Requested TEM 

47.7 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TElv1 

Definito11s of Abbreviations: NOB: Non-Organically Bound. Trace: Asbestos Detected at 1% or Less, TE~f: Transmission Electron lvficroscope. 
Inc.: Inconclusive, NAD: 1Vo Asbestos Detected, IVA/PS: Not Ana(vzed Positive Stop. NA: f\''ot Analyzed 

Disclaimer: PLAf ts not consi.11ently reliable in de1ecri11g asbestos in floor coverings and similar non:ff1able orgamcally hound mmeriafs. NoAsbes/os Detected or Trace results by 
f--'U11 are considered inconclusive, 'JfJ\.J is currently the only me1hod that can he used 10 determine /(materials can be considered as non asbestos conwming m NY State. This report 
cannot be reptoduced except m_jU!l without 1he approval of Response I.abs. LLC. ihis PJ_.l1i repo11refates0,VLY ro 1he items tested L1ahifi1y is limited to the cost ufana~)'sis. 
EL4P PLH 1lfethod 198. l for friable sump/es or 198.6for IVOB Samples. 

Comments: 



Response Labs, LLC. 
12 ColvinAveuue, Albany NY 12206 

Phone 482-5630 Fax (518) 482-5624 

PLM~~''" 
Project Name: Beech-Nut 

Mohawk St, Canajoharie NY 

Sampling Area: Building 21 

7 

Laboratan1 Jab Number: 854--406 

Sampled By: Bryan Cleary 

Collection Date: 11;29/2011 

Date Received: 121112011 

Lab Customer V/o Nou-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

5669 199-02 Homogeneous Orange 

Santpled Material: Carpet t-.1astic 

Santple Location: 21-216 

Analyzed By: Justin Ada1ns Method: NYS ELAP 198.6 

Microscop~- . ()~Y:1'!1-~us BH-2-214 ·~1,rr11 Around Time: 5, ~ay 

5670 200-01 Homogeneous Grey 

Sa111pled Material: ConL~·ete Floor 

Satnple Location: Cap Storage 

Analyzed By: Adam C. Tucker Method: NYS ELJ-\P 198.1 

Microscope: Oly_mpus BI:I-2-214 Turn Around Time: 5 ~ay 

5671 200-02 Homogeneous Grey 

Sanzpled Material: Concrete Floor 

Sample Location: Cap Storage 

Analyzed By: Adan1 C. Tucker Method: NYS ELAP 198.1 

Microscope: Oly_n:ipus BH~.2-214 Turn Around Tinie: 5 Day 

5672 201-01 Homogeneous Black 

Sa111pled Material: Black Mastic 

Sarnple Location: 21-01 

Analyzed By: Justin Adams Method: Nl'S ELAP 198.6 

Microscope: Oly111p:-i_~-~-~1-2-2!4 Turn Around ?lme: 5 Day 

5673 201-02 Homogeneous Black 

Santpled Material: Black Mastic 

Saniple Location: 21-02 

Analyzed Ry: 

Micros~_?pe: 

Method: Prep (Not Analyzed) 

Turn Around Time:_ Prep .. _ 

36J% 

100% 

100% 

18.2% 

38.4 24.5 

Non-Asbestos Fibers 
1.0% Cellulose 

Analyzed Date: 12/2/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed l)ate: 12./5/_2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/5/2011 

52.0 27.7 

Non-Asbestos Fibers 
0.57% Fiber Glass 

A1111lyzed Date: 12/2/2011 

46.4 28.6 

Non-Asbestos Fibers 

A11aly~ed Date: 

37.1 Inc. 

% . Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEr...1 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Typ_es: 
No Asbestos Detected 

20.3 1.5% 

% Asbestos Types: 
1.5% Olrysotile 

25.0 NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

Deflnitons of Abbreviations: lVOB: .Von-Organically Bound, Trace: Asbestos Detected at 1% or Less. TEM: Transmission Electron 1Uicroscope, 
Inc.: Inconclusive, NAD: 1'./o Asbestos Detected, NA/PS: JVor Analyzed Positive Stop. NA: ]1/ot Analyzed 

Disclaimer: l'Llvf is not cons1stently refwble in detectmgashesws 111 floor coverings and sumfar 11011:/i"-wble organit.:ally hound malenals. 1Vo Ashestos Detected or Trace results by 
PUvf are considered inconcl11sive, Thi'vf is currently 1he only method 1hat can he used w de/ermine i/materia/.1· cw1 be considered as non asbestos containing m ,VY State_ This report 
canno1 he reproduced 1~\·cep1 inji11/ without the approval (!(Response Labs, I.LC This l'Ud report relates ONLY to the items tested Liahility is !imiled lo the c0.1·t of analysis 
ELAP PL.lf /i,fetlwd 198.J.for friable samples or 198.6/or I\'OB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

PLM 
Project Name: Beech-Nut 

Mohavvk St, Canajoharie NY 

Sampling Area: Building 21 

Laboratory Job Number: 854 406 

Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12/1/2011 

Lab Customer o/o Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

5674 202-01 Hon1ogeneous 

Sa111pled Material: Green 9x9 VFT 

Sanzple Location: 21-01 

Green 

Analyzed By: 

Micro~cope: 

Method: Prep (Not Analyzed) 

Turn Around Time: .Prep 

5675 202-02 Hon1ogeneous Green 

Sa1npled Material: Green 9x9 VFT 

Sanzple Location: 21-02 

Analyzed By: 

Microscope: 
Method: Prep (Not i\nalyzed) 

Turn Around Time: Prep_ 

5676 203-01 Hon1ogeneous 

Sa1npled Material: YelloV\.r Mastic 

Santple Location: 21-218 

Yellovv 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 ~'urn Around Time: 5 Day 

5677 203-02 1-fotnogencous Yclknv 

Sanzpled Material; Yellow Mastic 

Sauiple Location: 21-219 

Analyzed By: Justin Adams Method: ~Y'S ELAP 198.6 

Mic:oscope: Oly_~pus BH-2-214 Turn Around Time: 5 Day 

5678 204-01 Ho1nogeneous Grey 

Sampled Material: Grey 9x9 VFT 

Sa111ple Location: 21-218 

Analyzed By: Justin Adan1s Method: NYS ELAP 198.6 

Mic~~s-~op~: Olympus BlI-2-214 Furn Around Tinze: 5 Day 

42.0% 

40.0% 

46.7% 

19.6 59.1 

Non-Asbestos Fibers 

Analyzed [)ale: 

23.4 51.1 

Non-Asbestos Fibers 

__ Analyzed Date: 

41.7 16.3 

Non-Asbestos Fibers 
None Detected 

Analyzed_ Date: 12/2/2011 

49.0 11.0 

I\lon-Asbestos Fibers 
None Detected 

Anafy~ed Date: 

31.5 

12/2/_2011 

21.1 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/2/2011 

21.3 NA/PS 

% Asbestos Types: 

% 

% 

% 

Not Analyzed Positive Stop 

25.5 NA/PS 

Asbestos Types: 
Not Analyzed Positive Stop 

42.0 Inc. 

Asbestos Types:_ 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

40.0 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested 'TEM 

47.4 0.67% 

% Asbestos Types: 
0.67%Anthophyllite 

Client Requested TEM 

Definitons of Abbreviations: NOB: 1Von-Organica/ly Bound, Trace: Asbestos Detected ar 1% or Less, TEM: Transmission Electron li1icroscope. 
Inc.: inconclusive, lVAD: 1Vo Asbestos Detected. 1VAIPS: /'lot Analyzed Positive Stop, NA: ,Vot Ana/..vzed 

Disclaimer: PL1\.1is1101 cons1slentfy reliable in derecting aslwstos 111.floor coverings and similar nrmlriah/e orgamcally bound materials. No Asbestos Detected or Trace results by 
l'LAI are coosidered inlond11sh1e, Tt:M is current(!/ the only me1hod that can be used to determine if' materials can be considered as non asbestos conrainmg in NY Stale. 11lls report 
cannot be reproduced except mfult wnhoul the approwtl of Re.1pon.1e Labs. lLC. This PL\{ report re/mes Otv'LY to the items tested [.wbil11y 1s l11111ted to the cost oj analy.1·1s. 
EL4P PLil.f Jl,fetlwd 198.I for friable samples or 198.6/or iVOB Samples, 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
MohaV\rk St, Canajoharie NY 

Sampling Area: Building 21 

7 

Laboratory Job Number: 854--406 

Sampled By: fayan Cleary 

Collection Date: 11/29/2011 

Date Received: 12;1;2011 

Lab Custonzer oAi Non-Fibrous 
Matrix .Material 

% % of Acid Soluble % of Total% of 
Residue 

5679 204-02 Homogeneous Grey 

San1pled Maten'al: Grey 9x9 VFT 

Sa111ple Location: 21-219 

Analyzed By: 

Microscope: 

5680 

Adam C. Tucker Method: NYS ELAP 198.6 

Olympus BH-2-214 Turn Around Time: 5 Day 

205-01 Hon1oge11_eous Black 

Santpled Material: Black Mastic 

Sa.,nple Location: 21-207 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 T1:rn Around Time: 5 ,D~y 

5681 205-02 Homogeneous Black 

San1pled Material: Black Mastic 

Sample Location: 21-205 

Analyzed By: 
Microscope: 

Method: Prep (Not Analyzed) 

Tun1 Around Tilue: Prep 

5682 206-01 I"lomogeneous Brov.'11 

Sanzpled A1aterial: BroVv·n VFT 

Sa111ple Location: 21-207 

Analyzed By: 

Microscof!_~:·. 

Method: Prep (Not Analyzed) 

:urn Around Time: Prep 

5683 206-02 Homogeneous Bro-...vn 

Sa111pledMaterial: Brovro VFT 

Sa111ple Location: 21-205 

Analyzed By: 

Mi~rosc~pe: 

Method: Prep (Not Analyzed) 

Turn Around Ti111e: Prep 

43.7% 

28.5% 

34.1 21.5 

Non-Asbestos Fibers 
None Detected 

Anal'!!zc.~ Date: 

38.0 

12/3/2011 

28.0 

Non-Asbestos Fibers 
1.1 % Fiber Glass 

Ana!yzed D~te: 12/2/2011 

82.2 6.2 

Non-Asbestos Fibers 

Analyzed Dale: 

23.1 35.1 

Non-Asbestos Fibers 

Analyzed Date: 

27.9 30.6 

Non-Asbestos Fibers 

Au~!!Zzed Dai~: 

44.4 0.67% 

% Asbestos Types: 
0.67%Anthophyllite 

Client Requested TEM 

34.0 4.5% 

% Asbestos Types: 
4.5% Chrysotile 

11.6 NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

41.9 NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

41.5 NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

Deflnito11s of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM:Transmission Electron fvltcroscope, 
Inc.: inconclusive, NAD: No Asbestos Detected, NA/PS: 1\'ot Analyzed Positive Stop. NA: Not Ana/y::ed 

Disclaimer: PLJvf rs not cons1stently reliable in de1eclingasbestos in floor coverings and similar 11011:/i'iable organically bound materials . . Vo Asbestos Detected or Trace results by 
PLAf are considered inconclusive, 11:,'AJ is currem!y the 011/y method that can be used to determine {{materials can be considered a.1· non asbestos containmg in NY State. This report 
cannot be reproduced except 111.fillf withou/ ;he appro1:a/ ('.f Re.>ponrn Labs, f,LC Jhis l'L.A1 repon relates Oh1Y 10 1he ilems rested. Liabiliry is lim1ted to the cost ofana(vs1s. 
ELAP PL~! !Vletlwd 198.J for friable samples or 198.6/or NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 
ELAP# 

Asbestos 
Project Name: Beech-Nut 

:tviohawk St, Canajoharie NY 

Sampling Area: Building 21 

Laboratory Job Number: 854 ~ 406 

Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12;1;2011 

Lab Customer O/o Non-Fibrous 
Matrix Material 

l!f'o of % of Acid Soluble % of Total% of 

5684 207-01 l-Iomogcneous 

Sa1npled Material: Concrete Wall 

Saniple Location: 21-04 

Grey 

Analyzed By: Adam C. Tucker Method: I\i'"YS ELAP 198.1 

Microscope: Olympus BH-2-214 Turn A_ro1111d Time: 5 Day 

5685 207-02 Homogeneous Grey 

Santpled Material: Concrete Wall 

Sa111ple Location: 21-207 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: O~y111pus B.H-2-214 Tuni Around Time: 5 Day 

5686 208-01 I-Iomogeneous White 

Sanipled Material: Pipe Insulation 

Sample Location: 21-205 

Analyzed By: Adam C. Tucker Method: :N)'S ELAP 198.1 

Microscope: Olympus BH-2-214 Tun1 Around Time: 5 Day 

5687 208-02 

San1pled Material: Pipe Insu.liition 

Sa111ple Locatiou: 21-205 

Analyzed By: Method: Positive Stop 

100% 

100% 

87.5% 

Non-Asbestos Fibers 
None Detected 

, Analyzed Date: l~/_;)/2011 

Nan-Asbestos Fibers 
None Detected 

Analyzed Date: 12/5/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/5/2011 

Non-Asbestos Fibers 

Microscope: 

5688 

Turn Around :nn1e: Positive Stop (198.1) Anallfzed Date: 

208-03 

Santpled Material: Pipe Insulation 

Sanzple Location: 21-205 

Analyzed By: Method: Positive Stop 

Non-Asbestos Fibers 

A1icrosc~p,e: T'.1r11 Aro1111d Time.' Positive S_top _(198.1) ~nallfzed Date: 

Residue 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

12.5% 

% Asbestos Types: 
12.5%Chrysotile 

NNPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

NNPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

Definitons of Abbreviations: NOB: :Von-Organically Bound. Trace: Asbestos Detected at 1% or Less, TE1r1: Transmission Electron Microscope, 
fnc.: Inconclusive .. NAD: J\lo Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: llfot Analyzed 

Disclaimer: PU+f is not consis1ently reliable m detec1ing asbestos in.floor coverings and sinu!ar non:friahle orgamcally bound materials .. Vo Asbestos Detected or Trace results by 
PL!.\1 are considered i11conc!us1ve, TEA11s currem!y 1he only method that can be used lo de/ermine if materials can he n111s1dereJ as non asbestos containing in NY Stale. This rl'porl 
cannor be reproduced excq11 infid! withour the approvai oj"Response l.abs. !LC. 1/us !'L\1 report rdates ONLY to the nems rested. Liability 1s limited to the cosr o.f"analysis. 
ELAP PL1l! :\!1ethod 198.1 for friable samples or 198. 6 for ,!\i-OB Sample.5. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Building 21 

11917 

Laboratory Job Number: 854 - 406 

Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 121112011 

Lab Custonzer O/o Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

5689 209-01 Hon1ogeneous \Vhite 99.7% 

Sampled Material: Textured Wall Coating 

Sa1nple Location: Cap Storage 

Analyzed By: Adam C. Tucker lvfethod.· NYS ELAP 198.1 

Microsco1:e: ()l_y1~pus Bl--£-2-214 Turn ~roun~ Time: ? l)a)'. 

5690 209-02 Homogeneous White 100% 

Sa111pled Material: Textured Wall Coating 

Sample Location: Cap Storage 

Analyzed By: Adan1 C. Tucker Method: NYS ELAP 198.1 

Mi~roscopc: C?lY~f:>us Bl-1-2-214 'li1r11 Ar,ound Time: 5 Day 

5691 209-03 1-Iomogeneous \11/hite 100% 

Sa111pled Material: Textured Wall Coating 

Sa1nple Location: Cap Storage 

Analyzed By: Adam C. Tucker Metlwdo NYS ELAP 198.1 

fv!ia·oscope: Olyn1pus BH-2-214 Turn Around Time: 5 Day 

5692 209-04 Hon1ogeneous White 100% 

Satnpled Material: Textured Wall Coating 

Sa1nple Location: Cap Storage 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microsco"f?~'. O_ly111p_u~ BH-2-214 Turn Around Time: 5 Day 

5693 209-05 }-lomogeneous White 100% 

Sanipled Material: Textured V\lall Coating 

Saniple Locatio11: Cap Storage 

Analyzed By: Adam C. Tucker Method: N"""YS ELAP 198.1 

Microscop~: Olyll1pus BH-2-214 Turn Around Time: 5 Day, 

Non-Asbestos Fibers 
None Detected 

A11,nlyzed Date: 12/5/2011 

Non-Asbestos Fibers 
None Detected 

Aualy,zed Date: 12/51_20~1 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/5/2011 

Non-Asbestos Fibers 
N'one Detected 

Analyzed Date.' 12/5/.2011 

Non-Asbestos Fibers 
None Detected 

A,t'.alyzed Date: 12/_~(2011 

% 

0.25% 

Asbestos Types: 
025%Ch1ysotile 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% _____ Asbestos_ __ !_yp_e~: _ 
No Asbestos Detected 

NAD 

%. Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons of Abbreviations: NOB: Aron-Organically Bound Trace: Asbestos Detected at 1% or Less, TEM:Transmission Electron Microscope. 
Inc.: Inconclusive, NAD: !Vo Asbestos Detected,. NA/PS: Not Analyzed Positive Stop, NA: 1Vot Analyzed 

Disclaimer: l'Uvf is nor consistenlly reliable 111detectingasbesw.1·111f!oor coverings and similar non/riable organica!ly bound materials. ,\io Asbestos Detected or Trace results by 
PL~-f are considered mco11ch1s1w', l'b"Af 1s currently the only method that ca11 be used to determine 1(111atenals can be considered as no11 asbestos comaining in NY Stare_ [!us report 
cannot be reproduced except in.full without 1he approval o(Re.1ponse l.ahs. f,J,C. This J'f}vf report ref ates (_),"!\,'LY to the items tested Liability 1s fimited to 1he cost q(ana/ys1s. 
ELAP PLil-111Jet!tod 198.lfor friable samples or 198.6/or NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY12206 

Phone 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Building 21 

Laboratory fob Number: 854-406 

Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12;1;2011 

Lab Customer O/o Non-Fibrous 
Matrix Material 

% % 

5694 210-01 Homogeneous Grey 

Sa111pled Material: Interior Window Gla2ing 

Sanzple Location: 21-01 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Jv1icroscope: 

5695 

Oly1npus BJ:-I-2~214 Turn Aro1111d Ti111c: 5 Day 

210-02 Homogeneous Grey 

Santpled Material: Interior Windovv Glazing 

Santple Location: 21-207 

Analyzed By: Ada1n C. Tucker Method: NYS ELAP 198.6 

Microscope: ()lxmpus BH-2-214, Turn Around Ti1ne: 5 Day 

5696 211-01 liomogeneous Green 

Sanipled Material.: Green Paint on Wall 

Sample Location; 21-207 

Analyzed By: Ada1n C. Tucker Method: NYS ELAP 198.6 

Micr?scope: Olympus BH-2-214 Turn Around Time: 5 Day 

5697 211-02 Hon1ogeneous Green 

Sanipled Material: Green Paint on Wall 

Sa1nple Location: 21-207 

Analyzed By: 

Microscope: 

5698 211-03 

Method: Prep (Not Analyzed) 

Turn Around T11ue: Prep 

J-Iomogeneous Green 

Satnpled Material: Green Paint on Wall 

Sample Location: 21-207 

Analyzed By: 

Microscop~: 

Method: Prep (Not Analyzed) 

Tu.ru Around Ti11ie: Prer. 

16.5% 

18.5% 

51.8% 

18.5 64.5 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 

7.3 
12/2/2011 

73.3 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/3/2011 

26.1 18.5 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/3/2011 

18.3 19.8 

Non-Asbestos Fibers 

Analyz~d Date: 

30.1 11.0 

Non-Asbestos Fibers 

Analyzed Date: 

%of 
Residue 

17.0 

Tota/% of 

0.50% 

% Asbestos Types: 
0.50%Anthophyllite 

Client Requested TEM 

19.4 0.92% 

% Asbestos Types: 
0.92%Anthophyllite 

Client Requested TE~1 

55.4 3.7% 

% Asbestos Types: 
3.2% Chrysotile 

0.45%.Anthophyllite 

61.9 NA/PS 

% Asbestos Types: 
Not i\nalyzed Positive Stop 

58.9 NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

Definito11s of Abbreviations: NOB: Pion-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEA1: Transmission Electron .Microscope, 

Inc.: Inconclusive. lVAD: lv'o Asbestos [Jetected. IVA/PS: Not Analyzed Positive Stop, NA.: .iVot Analyzed 
Disclaimer: PLM 1s not consislenl{v reliable in dewcling asheslos in floor eoverings and similar non:fi·iab!e organically bound maleria/s. ]\/'a Asbestos Detected or J'race results h:v 

PLAi are considered im:onclusive. TEM is current~}' the only method !hat can be used to deter111i11e tf'maieriu!s can he considered as 11011 asbestos contuining in NY State. 171is report 
can1101 be reproduced except mfut! without the approval(/( Response I.abs. LLC Tins P!Af repon rdatcs ONLY to 1he items tes/ed. Liabi/i(v is limited 10 !he cos/ of ana(vsis 
E1AP PL!tf .Method 198. l for friable samples or 198.6for JVOB Samples. 

Comments: 

2011 



AmeriSci Job#; 211121004 

Client Name: Response labs, lLC 

.AmeriScl 
Sampte# 

01 

Client.Sample# 

location: 2x4 CeH1ngTi!es, 21-03,3.7.3% 

02 5651 
tQcation: 2x4 Celllng Tiles, 21 - 00, 27 .2% 

03 5654 

HG 
Arna 

tcralion: Mastic For 191 - 01, 21 - 03, 42.S% 

04 5655 

local.jon: N!astic For 191 - 02, 21 - 00., 30.3% 

05 5666 

location: txl Splined Celling Tiie., 2:1 ~ :219, 61. i% 

00 5667 

loca~oo: 1>1 Splined CciiF19 lile, 21 - 219. 17.2% 

07 56&6 

LOG:Jtion: Caq:>et Mastic, 2:t - 213, 47. 7% 

00 5669 
l(.'G!tlon; C:a,pet M.astic, 21 - 2t6, 37_ ~% 

09 5676 
Loc:atlon: Yellow Mastic, .21 - 218, 42.0% 

·10 5677 

Location: "YelJO\.V Mastic, 21 - 219, 46% 

11 5678 

Le-ration: Grey 9x:9 VFT, 21 - 218, 47.4% 

12 5679 
location: G1ey 9x9 VFr, 21-219.44_4v1o 

13 5694 
Location~ lnterlorWirnf[}'l,vGlazing, 21 - 01. 1·1.n% 

14 5695 
Location: lnteriorWindo .... vGJazfng, 21-207,19.4.% 

See- Rtiporll'ng notes on iast _page 

Table l 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech - Nut; Mohawk St, Canajoharie, NY; Bldg. #21 

Sample 
Weight 
(gram) 

Heat 
Sensitive 
Otganle% 

Acid 
Soluble 

Inorganic% 

!nsolvble 
Non-Asbestos 
inorganic %. 

Page 1 of2 

""' Asbestos ~k by ,..,. Asbestos % by 

PLMIOS iEM 

NA NAO 

NA NAO 

NA NAO 

NA NAO 

NA NAO 

NA NAO 

NA NAD 

WI NAD 

NA NAO 

NA NAO 

NA NAO 

NA NAD 

NA Anthoph'.!i'J!ite Trace 
Chrys,otite <1.0 

l\1A AnthOjJ-hyllite Traoe 



AmeliSciJob #: 2111215114 

Client Name: Response labs, lLC 

AmeriScl 
Saimp]e# Client Sam pie# 

HG 
Area 

Table .I 
S1.1mmary of Bulk. Asbestos Analysis Results 

111110AA; Beech -Nut: Mohawk SI., Canajoharie, NY; Bldg. #21 

Samp)la 
Weight 
(gram) 

Heal 
Sensitive 

Organic 0k 

Actd 
Solubte 

Inorganic 'o/11 

insoluble 
llon-!\sOO.tos 
lnorga nic 0k 

.., Asbestos o/"°" by 
Pl MIDS 

Page 2 of2 

-As00stm%by 
TEM 

Analyzed by: Aleksandr Bare11gol!s ___ ~-{~fi91f:Jij,t;~~~!'t;EPili; Date Analyzed 121812011 
**Quantitative Ariaf}tSis (SemfiF'Llll}; Bulk/.! by EPA 600JM4..B2~020 per 40 CFR or ELAP 19B, 1 f{lr Neriv Yor'.r:: friable samples -or ElAP 198.6 fer Ne-N YofX NOB samples; TEM 
{SemllFull) by EPA 600lR-$3/1 t6 {not-cov r fk accredi~licHt) or ElAP 198_4; for New York samples: NAD =. 110 asbestos detected duling -a quantilabve aoal)!sis; NA =not .analyzed; Trace""' 
<::1 %; Quantlfation for beginning weights ot .1 !J ms shou Id be constde-red as qua lilalive Oll!y; Qualiraijve AnalJisis: Asbesros analysis re:sul!s of "Presenl'' Of "NVA =- No Visible Asbestos" represents 
JesuJts For Q1Jalita.tive PLM or TEM Arlalysis C!flly o a-ccredi!alion oov-erage :aryailable from any regutatory .agency for qua!lta!ive .ana ~;ses}: A!HA Lab # 102843. NVlAP Lah Code 200546-0, NY S DOH 
ELAP Lab 10#11480. 

Warning Note: PLM nmitat!cn, 011ly TE1'!ll will res.otve fibers <0.25 micrometeJs m diame!er. 1£M bulk analysis ls representative of the fine !]fained matrt-x material and may not be representaUve of 
non-unrformty dfspersed debris for whk:h Plrt.t eval~rntloil ls recommended (Le. soils and other he-terogenotJS marerlals)_ 

Reviewed By: ________________ _ 
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AMER1Sc1 

November 28, 2011 

Ambient Environmental, Inc. 
Attn: Joella Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE: Ambient Environmental, Inc. 
Job Number 211113970 
P.O. #111110AA 

AmeriSci New Yor#. 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 •FAX: (212) 679-9392 

111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. #23 

Dear Joella Viscusi: 

Enclosed are the results of Asbestos Analysis - Bulk Protocol of the following Ambient Environmental, Inc. samples, received at 
AmeriSci on Wednesday, November 23, 2011, for a 5 day turnaround: 

109-01, 109-02, 110-01, 110-02, 111-01, 111-02, 112-01, 112-02, 113-01, 113-02, 114-01, 114-02, 115-01, 115-02, 116-01, 
116-02, 117-01, 117-02, 118-01, 118-02, 119-01, 119-02, 120-01, 120-02, 121-01, 121-02, 121-03, 122-01, 122-02, 122-03, 
123-01, 123-02, 123-03, 123-04, 123-05, 124-01, 124-02, 124-03, 125-01, 125-02, 125-03, 126-01, 126-02, 126-03, 127-01, 
127-02, 127-03, 128-01, 128-02, 128-03, 129-01, 129-02, 129-03 

The 53 samples, placed in Zip Lock Bag, were sh'1pped to AmeriSci via Federal Express. Ambient Environmental, Inc. 
requested ELAP PLMfTEM analysis of these samples. 

The results of the analyses which were performed following ELAP Protocols 198.1 PLM Friable and/or 198.6 for PLM NOB. 
ELAP Protocol 198.4 TEM NOB guidelines are presented within the Summary Table of this report. The presence of matrix 
reduction data in the Summary Table normally indicates an NOB sample. For NOB samples the individual matrix reduction, 
combined PLM and TEM analysis results are listed in the Summary Bulk Asbestos Analysis Results in Table I. Complete PLM 
results for individual samples are presented in the PLM Bulk Asbestos Report. This combined report relates ONLY to sample 
analysis expressed as percent composltlon by weight and percent asbestos. This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated agency. This report must not be 
reproduced, except in full without the written approval of the laboratory. This report may contain specific data not covered by 
NVLAP or ELAP accreditations respectively, if so identified in relevant footnotes. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sin1eref / 

P11~ 
Patl( J. fviucha 
Labofafory Director 

Boston - Los Angeles - New York - Richmond 



AMER1Sc1 

AmeriSci New York 
117 EAST 30TH ST. 

NEW YORK, NY 10016 
TEL: (212) 679-8600 •FAX: (212) 679-3114 

PLM Bulk Asbestos Report 
Ambient Environmental, Inc. Date Received 11/23/11 AmeriSci Job# 211113970 
Attn: Joella Viscusi Date Examined 11/27/11 P.O.# 

12 Colvin Avenue ELAP# 11480 Page 1 of 10 
RE: 111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. 

Albany, NY 12206 #23 

Client No. I HGA Lab No. Asbestos Present 

109-01 211113970-01 
109 Location: Mastic, 273 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

109-02 
109 

Other Material: Non-fibrous 1.4 % 

Location: Mastic, 273 
211113970-02 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

110-01 
110 

Other Material: Non-fibrous 3.8 % 

211113970-03 
Location: 12x12 VFT White, 273 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 2.0 % 

Other Material: Non-fibrous 31.3 % 

110-02 
110 

211113970-04 
Location: 12x12 VFT White, 273 

Analyst Description: Bulk Material 
Asbestos Types: 

111-01 
111 

Other Material: 

Location: Mastic, 269 
211113970-05 

Analyst Description: Tan, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 7.6 % 

See Reporting notes on last page 

No 

No 

Yes 

No 

Total % Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on11/27/11 

2% 
(ELAP 198.6; 400pc) 
by Karol H. Lu 
on11/27/11 

NA/PS 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 



AmeriSci Job #: 211113970 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. 

#23 

Client No. I HGA lab No. Asbestos Present 

111-02 211113970-06 
111 Location: Mastic, 269 

Analyst Description: Tan, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

112-01 

112 

Other Material: Non-fibrous 4.5 % 

211113970-07 
Location: White 9x9 VFT, 269 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

112-02 

112 

Other Material: Non-fibrous 40.8 % 

211113970-08 
Location: White 9x9 VFT, 269 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

113-01 

113 

Other Material: Non-fibrous 39.8 % 

Location: Mastic, 271 

211113970-09 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

113-02 

113 

Other Material: Non-fibrous 26.4 % 

Location: Mastic, 271 

211113970-10 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

114-01 

114 

Other Material: Non-fibrous 27.8 % 

211113970-11 
Location: Red 12x12 VFT, 271 

Analyst Description: Dark Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 4.5 % 

Other Material: Non-fibrous 55.2 % 

See Reporting notes on last page 

No 

No 

No 

No 

No 

Yes 

Page 2 of 10 

Total% Asbestos 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

4.5 % 
(ELAP 198.6; 400pc) 
by Karol H. Lu 
on 11/27/11 



AineriSci Job #; 2.11113970 

Client Name: Ambient Environmental, Inc. 
Page 3 of 10 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. 

#23 

Client No. I HGA lab No. Asbestos Present 

114-02 211113970-12 
114 Location: Red 12x12 VFT, 271 

Analyst Description: Bulk Material 
Asbestos Types: 

115-01 
115 

Other Material: 

211113970-13 
Location: Green 12x12 VFT, 271 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 4.3 % 

Other Material: Non-fibrous 53.6 % 

115-02 

115 

211113970-14 
Location: Green 12x12 VFT, 271 

Analyst Description: Bulk Material 
Asbestos Types: 

116-01 

116 

Other Material: 

Location: Linoleum, 304 

211113970-15 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 6.6 % 

116-02 

116 

Other Material: Non-fibrous 9.9 % 

Location: Linoleum, 304 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

211113970-16 

117-01 
117 

211113970-17 
Location: Window Glazing, 307 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

Other Material: Non-fibrous 8.9 % 

See Reporting notes on last page 

Yes 

Yes 

Yes 

Total % Asbestos 

NA/PS 

4.3% 
(ELAP 198.6; 400pc) 
by Karol H. Lu 
on 11/27/11 

NA/PS 

6.6% 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NA/PS 

Trace (<0.25 % pc) 
(ELAP 198.6; 400pc) 
by Karol H. Lu 
on 11/27/11 



AmeriSci Job #: 211113970 

Client Name: Ambient Environmental, Inc. 
Page 4 of 10 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. 

#23 

Client No. I HGA lab No. Asbestos Present 

117-02 211113970-18 
117 Location: Window Glazing, 307 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

118-01 
118 

Other Material: Non-fibrous 11.5 % 

211113970-19 
Location: Window Glazing, 270 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

118-02 
118 

Other Material: Non-fibrous 2.5 % 

211113970-20 
Location: Window Glazing, 270 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

119-01 
119 

Other Material: Non-fibrous 5.8 % 

211113970-21 
Location: Sheetrock Wall, 273 

Analyst Description: White, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

119-02 
119 

Other Material: Cellulose 20 %, Non-fibrous 80 % 

211113970-22 
Location: Sheetrock Wall, 273 

Analyst Description: White, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

120-01 
120 

Other Material: Cellulose 10 %, Non-fibrous 90 % 

211113970-23 
Location: Sheetrock Wall, 305 

Analyst Description: White, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Cellulose 10 %, Non-fibrous 90 % 

See Reporting notes on last page 

Yes 

No 

No 

No 

No 

No 

Total% Asbestos 

Trace ( <0.25 % pc) 
(ELAP 198.6; 400pc) 
by Karol H. Lu 
on 11127111 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on11/27/11 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 11/27/11 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 11/27/11 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on11127/11 



AmeriSci Job #: 2.11113970 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. 

#23 

Client No. I HGA Lab No. 

120-02 211113970-24 
120 Location: Sheetrock Wall, 305 

Analyst Description: Whrte, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

121-01 
121 

Other Material: Cellulose 10 %, Non-fibrous 90 % 

211113970-25 
Location: Grey Ceiling Paint, 268 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

121-02 
121 

Other Material: Non-fibrous 34.1 % 

211113970-26 
Location: Grey Ceiling Paint, 268 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

121-03 
121 

Other Material: Non-fibrous 37.1 % 

211113970-27 
Location: Grey Ceiling Paint, 268 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

122-01 
122 

Other Material: Non-fibrous 28.9 % 

211113970-28 
Location: Textured Floor Coating, 270 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

122-02 
122 

Other Material: Cellulose Trace, Non-fibrous 100 % 

211113970-29 
Location: Textured Floor Coating, 270 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Cellulose Trace, Non-fibrous 100 % 

See Reporting notes on last page 

Asbestos Present 

No 

No 

No 

No 

No 

No 

Page 5of10 

Total % Asbestos 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 11127111 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11127111 

NAO 
{by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on11127/11 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 11/27/11 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 11/27/11 



AmeriSci Job #: 211113970 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. 

#23 

Client No. I HGA lab No. Asbestos Present 

122-03 211113970-30 No 
122 Location: Textured Floor Coating, 270 

Analyst Description: Dark Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

123-01 
123 

Other Material: Non-fibrous 100 % 

211113970-31 
Location: White Wall Paint, 269 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

123-02 
123 

Other Material: Non-fibrous 43.7 % 

211113970-32 
Location: White Wall Paint, 269 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

123-03 
123 

Other Material: Non-fibrous 34.2 % 

211113970-33 
Location: White Wall Paint, 269 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

123-04 
123 

Other Material: Non-fibrous 37.3 % 

211113970-34 
Location: White Wall Paint, 269 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

123-05 
123 

Other Material: Non-fibrous 33.8 % 

211113970-35 
Location: White Wall Paint, 269 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 42.2 % 

See Reporting notes on last page 

No 

No 

No 

No 

No 

Page 6 of 10 

Total% Asbestos 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198. 6) 
by Karol H. Lu 
on 11/27111 



AmeriSci Job #: 2,11113970 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St, Canajoharie, NY; Bldg. 

#23 

Client No. I HGA Lab No. Asbestos Present 

124-01 211113970-36 No 
124 Location: Plaster Wall Coat, Cooler Rm. 274 

Analyst Description: Light Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

124-02 
124 

Other Material: Non-fibrous 100 % 

211113970-37 
Location: Plaster Wall Coat, Cooler Rm. 27 4 

No 

Analyst Description: Light Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

124-03 
124 

Other Material: Non-fibrous 100 % 

211113970-38 
Location: Plaster Wall Coat, Cooler Rm. 274 

No 

Analyst Description: Light Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

125-01 
125 

Other Material: Non-fibrous 100 % 

211113970-39 
Location: Joint Compound, 273 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 0.5 % 

125-02 
125 

Other Material: Non-fibrous 99.5 % 

211113970-40 
Location: Joint Compound, 270 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

125-03 
125 

Other Material: Non-fibrous 100 % 

211113970-41 
Location: Joint Compound, 305 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 100 % 

See Reporting notes on last page 

Yes 

No 

No 

Page 7 of 10 

Total % Asbestos 

NAD 
(by NYS ELAP 198. 1) 
by Karol H. Lu 
on11127111 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 11127/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H, Lu 
on 11/27/11 

0.5% 
(ELAP 198. 1: 400pc) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on11127/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 11127/11 



AmeriSci Job #: 211113970 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. 

#23 

Client No. I HGA lab No. Asbestos Present 

126-01 
126 

211113970-42 
Location: Peach Wall Paint, Men's B.R. 

Analyst Description: Peach, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

126-02 
126 

Other Material: Non-fibrous 36.5 % 

211113970-43 
Location: Peach Wall Paint, Men's B.R. 

Analyst Description: Peach, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

126-03 
126 

other Material: Non-fibrous 38.6 % 

211113970-44 
Location: Peach Wall Paint, Women's B.R. 

Analyst Description: Peach, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

127-01 
127 

Other Material: Non-fibrous 36.9 % 

211113970-45 
Location: Red Wall Paint, Men's 

Analyst Description: Red, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

127-02 
127 

Other Material: Non-fibrous 31.3 % 

211113970-46 
Location: Red Wall Paint, Men's 

Analyst Description: Red, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

127-03 
127 

Other Material: Non-fibrous 31.8 % 

211113970-47 
Location: Red Wall Paint, Women's 

Analyst Description: Red, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 30.8 % 

See Reporting notes on last page 

No 

No 

No 

No 

No 

No 

Page 8 of 10 

Total % Asbestos 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 



AmeriSci Job #: 211113970 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. 

#23 

Client No. I HGA Lab No. 

128-01 

128 
211113970-48 

Location: Light Grey Wall Paint, 302 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

128-02 

128 

Other Material: Non-fibrous 22.5 % 

211113970-49 
Location: Light Grey Wall Paint, 302 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

128-03 
128 

Other Material: Non-fibrous 31. 7 % 

211113970-50 
Location: Light Grey Wall Paint, 302 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

129-01 

129 

Other Material: Non-fibrous 28 % 

211113970-51 
Location: Dark Grey Wall Paint, 303 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

129-02 

129 

Other Material: Non-fibrous 22 % 

211113970-52 
Location: Dark Grey Wall Paint, 303 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

129-03 

129 

Other Material: Non-fibrous 21.5 % 

211113970-53 
Location: Dark Grey Wall Paint, 303 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 26.4 % 

See Reporting notes on last page 

Asbestos Present 

No 

No 

No 

No 

No 

No 

Page 9of10 

Total% Asbestos 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11127111 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAO 
(by NYS ELAP 198. 6) 
by Karol H. Lu 
on 11/27/11 



AmeriSci Job#: 211113970 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. 

#23 

Reporting Notes: (--"'7",,,. ,,..>7 ~:~_;:::;::;; ,.,._ 
"""'"" ·//''./ 

Page 10of10 

Analyzed by: Karol H. Lu ,k/ ,""-'_.c; . ....-r·f.:.-,.~-~,.~.,...·-t~ .... "~·-~··--

•NAD/NSD =no asbestos detected; NA =not analyzed; NNPS=not analyzed/positive stop; PLM Bulk Asbestos Analysis by EPA 600/M4-82-020 per 40 
CFR 763 (NVLAP Lab Code 200546-0), ELAP PLM Method 198.1 for NY friable samples or 198.6 for NOB samples (NY ELAP Lab 1011480); 
Note:PLM is not consistently reliable in detecting asbestos in floor coverings and similar non~friable organically bound materials. NAO or Trace results 
by PLM are inconclusive, TEM ls currently the only method that can be used to determine if this material can be considered or treated as non 
asbestos-containing in NY State (also see EPA Advisory for floor tile, FR 59, 146,38970,8/1/94) National Institute of Standards and Technology 
Accreditation requirements qian$te that this report must not be reproduced except in full without the approval of the !ab.This PLM report relates ONLY 
to the items tested. AIHA l/,ip #110~843 .. RI Cert#AAL-094, CT Cert#PH-0186, Mass Cert#AA000054. 

'" "i ~ .___. 
Reviewed By: ~rtlJ; I~ END OF REPORT ____ _ 

( I 
"',,, } 



AmeriSci Job #: 211113970 Page 1of4 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. #23 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non~Asbestos **Asbestos o/o by **Asbestos %~.by 
Sample# Client Sample# Area (gram) Organic o/o Inorganic 'Yo Inorganic 0/o PL MIDS TEM 

01 109-01 109 0.146 91.8 6.8 1.3 NAO Chrysotile Trace 

Location: Mastic, 273 

02 109-02 109 0.236 86.9 9.3 3.7 NAO Chrysoflle Trace 

Location: Mastic, 273 

03 110-01 110 0.342 35.1 31.6 31.3 ChrysotBe 2.0 NA 
location: 12x12 VFTWhite. 273 

04 110-02 110 0.293 34.5 30.4 35.2 NNPS NA 
Location: 12x12 VFT White, 273 

05 111-01 111 0.291 83.8 8.6 7.6 NAO N.i\D 

Location: Mastic, 269 

06 111-02 111 0.269 88.5 7.1 4.5 NAO NAO 
Location: Mastic, 269 

07 112-01 112 0.358 366 22.6 40.8 NAO N.t1D 

Location: White 9x9 VFT. 269 

08 112-02 112 0.397 36.0 24.2 39.8 NAO NAO 
Location: White 9x9 VFT, 269 

09 113-01 113 0.261 49.4 24.1 248 NAO Chrysotile 1.6 

Location: Mastic, 271 

10 113-02 113 0.281 53.4 18.9 27.8 NAO NNPS 
Location: Mastic, 271 

11 114-01 114 0.464 30.4 9.9 55.2 Chrysoti!e 4.5 NA 
Location: Red 12x12 VFT, 271 

12 114-02 114 0.479 30.1 7.3 62.6 NA/PS NA 
Location: Red 12x12 VFT, 271 

13 115-01 115 0.463 28.7 13.4 53.6 Chrysoti!e 4.3 NI\ 
Location: Green 12x12 VFT, 271 

14 115-02 115 0.340 28.5 14.4 57.1 NNPS NA 
Location: Green 12x12 VFT, 271 

15 116-01 116 0.393 39.7 43.8 9.9 Chrysotl!e 6.6 NA 
Location: Linoleum, 304 

16 116-02 116 0.368 38.0 39.9 22.0 NNPS NA 
Location: Linoleum, 304 

See Reporting notes on last page 



AmeriSci Job #: 211113970 Page 2 of 4 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. #23 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non-Asbestos **Asbestos o/o by **Asbestos o/o.by 
Sample# Client Sample# Area (gram) Organic 'Yu Inorganic% Inorganic °lo PLMIDS TEM 

17 117-01 117 0.481 7.9 83.2 7.4 Chrysotile <0.25 Chrysotile 1.5 

Location: Window Glazing, 307 

18 117-02 117 0.409 8.8 79.7 11.5 Chrysotile <0.25 NNPS 

Location: Window Glazing, 307 

19 118-01 118 0.361 15.2 82.3 2.5 NAO NAO 

Location: Window Glazing, 270 

20 118-02 118 0.433 19.6 74.6 5.8 NAO NAO 

Location: Window Glazing, 270 

21 119-01 119 NAO NA 

Location: Sheetrock Wal!, 273 

22 119-02 119 NAO NA 

Location: Sheetrock Wall, 273 

23 120-01 120 NAO NA 

Location: Sheetrock Wall, 305 

24 120-02 120 NAO NA 

Location: Sheetrock Wall, 305 

25 121-01 121 0.308 27.3 38.6 34.1 NAO NAO 

Location: Grey Ceiling Paint, 268 

26 121-02 121 0367 27.2 35.7 37.1 NAO NAO 

Location: Grey Ceiling Paint, 268 

27 121-03 121 0.377 28.6 42.4 289 NAO NAO 

Location: Grey Ceiling Paint, 268 

28 122-01 122 NAO NA 

Location: Textured Floor Coating, 270 

29 122-02 122 NAO NA 

Location: Textured Floor Coating, 270 

30 122-03 122 NAO NA 

Location: Textured Floor Coating, 270 

31 123-01 123 0.341 22.9 33.4 43.7 NAO NAO 

location: White Wall Paint, 269 

32 123-02 123 0.383 35.2 30.5 34.2 NAO NAO 

Location: White Wall Paint, 269 

See Reporting notes on last page 



AmeriSci Job #: 211113970 Page 3 of 4 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. #23 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non~Asbestos **Asbestos 0/o by **Asbestos u/o_by 
Sample# Client Sample# Area (gram) Organic 0/o Inorganic 0/o Inorganic 0/o PLM/OS TEM 

33 123-03 123 0.375 36.5 26.1 37.3 NAO NAO 

Location: White Wal! Paint, 269 

34 123-04 123 0.237 3.0 63.3 33.8 NAO NAO 

Location: White WaH Paint, 269 

35 123-05 123 0.602 34.6 23.3 42.2 NAO NAO 

Location: White Wall Paint, 269 

36 124-01 124 NAO NA 

Location: Plaster Wall Coat, Cooler Rm. 274 

37 124-02 124 NAO NA 
Location: Plaster Wall Coat, Cooler Rm. 274 

38 124-03 124 NAO NA 

Location: Plaster Wall Coat, Cooler Rm. 274 

39 125-01 125 Chrysotile 0.5 NA 

Location: Joint Compound, 273 

40 125-02 125 NAO NA 

Location: Joint Compound, 270 

41 125-03 125 NAO NA 

Location: Joint Compound, 305 

42 126-01 126 0.491 37.3 26.3 36.5 NAO NAO 

Location: Peach Wall Paint, Men's 8.R. 

43 126-02 126 0.557 38.8 22.6 38.6 NAO NAO 

Location: Peach Wall Paint, Men's B.R. 

44 126-03 126 0.398 38.4 24.6 36.9 NAO NAO 

Location: Peach Wall Paint, Women's B.R. 

45 127-01 127 0.642 38.5 30.2 31.3 NAO NAO 

Location: Red Wall Paint, Men's 

46 127-02 127 0.650 37.2 30.9 31.8 NAO NAO 

location: Red Wall Palnt, Men's 

47 127-03 127 0.419 36.5 32.7 30.8 NAO NAO 
Location: Red Wall Paint, Women's 

48 128-01 128 0.129 48.1 295 22.5 NAO NAO 

Location: Light Grey Wal! Paint, 302 

See Reporting notes on last page 



AmeriSci Job#: 211113970 

Client Name: Ambient Environmental, Inc. 

AmeriSci HG 
Sample# Client Sample# Area 

49 128-02 128 

Location: Ught Grey Wall Paint, 302 

50 128-03 128 

Location: Light Grey Wall Paint, 302 

51 129-01 129 

Location: Dark Grey Wall Paint, 303 

52 129-02 129 

Location: Dark Grey Wall Paint, 303 

53 129-03 129 

Locatlon: Dark Grey Wal! Paint, 303 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. #23 

Sample Heat Acid Insoluble 

Weight Sensitive Soluble Non-Asbestos 

(gram) Organic 0/o Inorganic °lo Inorganic o/o 

0.240 45.0 23.3 31.7 

0.243 48.6 23.5 28.0 

0.123 60.2 17.9 22.0 

0.130 59.2 19.2 21.5 

0.296 51.7 22.0 26.4 

~~~ 
Analyzed by: Marik Peysakhov ; Date Analyzed 11 /28/2011 

Page 4 of 4 

** Asbestos °lo by "* Asbestos 0/o by 
PLM/DS TEM 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

**Quantitative Analysis (Semi/Fu!!); Bulk Asbestos Analysis - PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198. i for New York friable samples or ELAP 198_6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAO= no asbestos detected during a quantitative analysis; NA= not analyzed; Trace= 
<1 °ki; Quantitation for beginning weights of <O, 1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present'' or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP lab 10#11480. 

Warning Note: PLM limitation, only TEM will resolve fibers <0.25 micrometers in diameter_ TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 

non-uniformly dispersed de .-i~ foJ /rh PLM evalu:~'.~n is recommended (Le. soils and other heterogenous materials)_ 

Reviewed By: l ,.4 ~ ,,,,.,,..,..~ 
, I 
\j 
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AMER1Sc1 

November 30, 2011 

Ambient Environmental, Inc. 
Attn: Joella Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE: Ambient Environmental, Inc. 
Job Number 211113947 
P.O. #111110AA 

AmeriSci New Yori< 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 •FAX: (212) 679-9392 

111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. #23 

Dear Joella Viscusi: 

Enclosed are the results of Asbestos Analysis - Bulk Protocol of the following Ambient Environmental, Inc. samples, received at 
AmeriSci on Wednesday, November 23, 2011, for a 5 day turnaround: 

155-01, 155-02, 156-01, 156-02, 157-01, 157-02, 158-01, 158-02, 159-01, 159-02, 160-01, 160-02, 161-01, 161-02, 162-01, 
162-02, 162-03, 162-04, 162-05, 163-01, 163-02 

The 21 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Ambient Environmental, Inc. 
requested ELAP PLMfTEM analysis of these samples. 

The results of the analyses which were performed following ELAP Protocols 198.1 PLM Friable and/or 198.6 for PLM NOB. 
ELAP Protocol 198.4 TEM NOB guidelines are presented within the Summary Table of this report. The presence of matrix 
reduction data in the Summary Table normally indicates an NOB sample. For NOB samples the individual matrix reduction, 
combined PLM and TEM analysis results are listed in the Summary Bulk Asbestos Analysis Results in Table I. Complete PLM 
results for individual samples are presented in the PLM Bulk Asbestos Report. This combined report relates ONLY to sample 
analysis expressed as percent composition by weight and percent asbestos. This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated agency. This report must not be 
reproduced, except in full without the written approval of the laboratory. This report may contain specific data not covered by 
NVLAP or ELAP accreditations respectively, if so identified in relevant footnotes. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sincerely, 

17 ,[ 
Ii f ( fj ,- J') . f/X.i ~, ____ ... -

P~l ,!J. Mucha . ' 
Laboratory Director 

Boston • Los Angeles - New York - Richmond 



AMER1Sc1 

AmeriSci New York 
117 EAST 30TH ST. 

NEW YORK, NY 10016 
TEL: (212) 679-8600 •FAX: (212) 679-3114 

PLM Bulk Asbestos Report 
Ambient Environmental, Inc. 

Attn: Joella Viscusi 

Date Received 11/23/11 AmeriSci Job# 211113947 
Date Examined 11/27/11 P.O.# 

12 Colvin Avenue ELAP # 11480 Page 1 of 5 

Albany, NY 12206 
RE: 111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. 

#23 

Client No. I HGA Lab No. Asbestos Present 

155-01 211113947-01 

155 Location: V.B, 411 

Analyst Description: Black, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

155-02 

155 

Other Material: Non-fibrous 5.8 % 

Location: V.B, 411 
211113947-02 

Analyst Description: Black, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

156-01 

156 

Other Material: Non-fibrous 3.8 °/o 

211113947-03 
Location: Black 12x12 VFT, 411 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 5.9 % 

156-02 

156 

other Material: Non-fibrous 52.8 % 

211113947-04 
Location: Black 12x12 VFT, 411 

Analyst Description: Bulk Material 
Asbestos Types: 

157-01 

157 

Other Material: 

211113947-05 
Location: Mastic, Betn. 4th Floor 

Analyst Description: Yellow, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

other Material: Non-fibrous 6.1 % 

See Reporting notes on last page 

Yes 

Yes 

Yes 

Yes 

Total % Asbestos 

Trace (<0.25 % pc) 
(ELAP 198.6; 400pc) 
by Ivan H. Reyes 
on 11/27111 

Trace (<0.25 % pc) 
(ELAP 198.6; 400pc) 
by Ivan H. Reyes 
on 11/27/11 

5.9 % 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11127111 

NA/PS 

Trace ( <0.25 % pc) 
(ELAP 198.6; 400pc) 
by Ivan H. Reyes 
on 11127111 



AmeriSci Job#: 211113947 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OM; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. 

#23 

Client No. I HGA Lab No. Asbestos Present 

157-02 211113947-06 

157 Location: Mastic, Betn. 4th Floor 

Analyst Description: Yellow, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

158-01 

158 

Other Material: Non-fibrous 5.1 % 

211113947-07 
Location: 12x12 Black VFT, Bath. 4th Floor 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

158-02 

158 

Other Material: Non-fibrous 17.4 % 

211113947-08 
Location: 12x12 Black VFT, Bath. 4th Floor 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

159-01 

159 

Other Material: Non-fibrous 22.2 % 

211113947-09 
Location: Transite Hood, 411 

Analyst Description: Grey, Homogeneous, Fibrous, Cementitious, Bulk Material 
Asbestos Types: Chrysotile 25.0 % 

159-02 

159 

Other Material: Non-fibrous 75 % 

211113947-10 
Location: Transite Hood, 411 

Analyst Description: Bulk Material 
Asbestos Types: 

160-01 

160 

Other Material: 

211113947-11 
Location: Lab Counter, 411 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 100 % 

See Reporting notes on last page 

No 

No 

No 

Yes 

No 

Page 2 of 5 

Total % Asbestos 

NAO 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11/27/11 

25 % 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 

NA/PS 

NAO 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on11/27/11 



AmeriSci Job#: 211113947 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. 

#23 

Client No. I HGA Lab No. Asbestos Present 

160-02 

160 

211113947-12L1 
Location: Lab Counter, 411 

Analyst Description: Black/Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

160-02 

160 

Other Material: Non-fibrous 100 % 

211113947-12L2 
Location: Lab Counter, 411 

Analyst Description: Brown, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: Chrysotile 3.0 % 

161-01 

161 

Other Material: Non-fibrous 97 % 

211113947-13 
Location: Window Glazing, 411 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

161-02 

161 

Other Material: Non-fibrous 13.1 % 

211113947-14 
Location: Window Glazing, 411 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

162-01 

162 

Other Material: Non-fibrous 14.2 % 

211113947-15 
Location: White Ceiling Paint, Ceilings 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

162-02 

162 

Other Material: Non-fibrous 32.4 % 

211113947-16 
Location: White Ceiling Paint, Ceilings 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 33 % 

See Reporting notes on last page 

No 

Yes 

No 

No 

No 

No 

Page 3 of 5 

Total % Asbestos 

NAO 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 

3% 
(ELAP 198.1; 400pc) 
by Ivan H. Reyes 
on 11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 



AmeriSci Job#: 211113947 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. 

#23 

Client No. I HGA Lab No. Asbestos Present 

162-03 211113947-17 
162 Location: White Ceiling Paint, Ceilings 

Analyst Description: While, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

162-04 
162 

Other Material: Non-fibrous 33.3 % 

211113947-18 
Location: White Ceiling Paint, Ceilings 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

162-05 
162 

Other Material: Non-fibrous 30.8 % 

211113947-19 
Location: White Ceiling Paint, Ceilings 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

163-01 
163 

Other Material: Non-fibrous 28.8 % 

Location: Linoleum, 403 
211113947-20 

Analyst Description: Grey, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

163-02 
163 

Other Material: Fibrous glass Trace, Non-fibrous 14.8 % 

211113947-21 
Location: Linoleum, 403 

Analyst Description: Grey, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Fibrous glass Trace, Non-fibrous 18.1 % 

See Reporting notes on last page 

No 

No 

No 

No 

No 

Page 4 of 5 

Total % Asbestos 

NAO 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27111 

NAO 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 



AmeriSci Job#: 211113947 

Client Name: Ambient Environmental, Inc. 

Reporting Notes: 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. 

#23 

Page 5 of 5 

Analyzed by: Ivan H. Reyes ~~·, · ~"""'' , "'v' /v~ .--

*NAD/NSD =no asbestos detected; NA =nbt analyzed; f\ii(lps=not analyzed/positive stop; PLM Bulk Asbestos Analysis by EPA 600/M4-82-020 per 40 
CFR 763 (NVlAP lab Code 200546-0), ELAP PlM Method 198.1 for NY friable samples or 198.6 for NOB samples (NY ElAP lab 1011480); 
Note:PLM is not consistently reliable in detecting asbestos in floor coverings and similar non-friable organically bound materials. NAO or Trace results 
by PLM are inconclusive, TEM is currently the only method that can be used to determine if this material can be considered or treated as non 
asbestos-containing in NY State {a!so see EPA Advisory for floor tile, FR 59, 146,38970,8/1/94) National Institute of Standards and Technology 
Accreditation requirements mandate that th!s report must not be reproduced except in full without the approval of the lab.This PLM report relates ONLY 

to the items tested. AIH~ l'J: :o}Bf3; RI Ce~~94, CT Cert#PH-0186, Mass Cert#AA000054. 

Reviewed By: / llr"I l?l- END OF REPORT ___ _ 

\ I 
J 



AmeriSci Job #: 211113947 Page 1 of 2 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St, Canajoharie, NY; Bldg. #23 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non~Asbestos ** Asbestos °lo by ** Asbestos %1 by 
Sample# Client Sample# Area (gram) Organic "lo Inorganic% Inorganic 'Yo PLM/DS TEM 

01 155-01 155 0.052 90.4 3.8 5.7 Chrysotile <0.25 Chrysotile Trace 

Location: V.B,411 

02 155-02 155 0.053 83.0 13.2 3.7 Chrysotile <0.25 Chrysotile Trace 

Location: V.B,411 

03 156-01 156 0.467 28.1 13.3 52.8 Chrysotile 5.9 NA 
Location: Black 12x12VFT, 411 

04 156-02 156 0.481 27.4 11.2 61.3 NA/PS NA 
Location: Black 12x12 VFT, 411 

05 157-01 157 0.179 24.0 69.8 6.0 ChrysotiJe <0.25 Chrysotile Trace 

Location: Mastic, Betn. 4th Floor 

06 157-02 157 0.099 38.4 56.6 5.1 NAO NAO 
Location: Mastic, Betn. 4th Floor 

07 158-01 158 0.564 15.1 67.6 17.4 NAO NAO 
Location: 12x12 Black VFT, Bath. 4th Floor 

08 158-02 158 0.562 15.3 62.5 22.2 NAO NAO 
Location: 12x12 Black VFT, Bath. 4th Floor 

09 159-01 159 Chrysotile 25.0 NA 
Location: Transite Hood, 411 

10 159-02 159 NA/PS NA 
Location: Transite Hood, 4 i 1 

11 160-01 160 NAO NA 
Location: Lab Counter, 411 

12L 1 160-02 160 NAO NA 
Location: lab Counter, 411 

12L2 160-02 160 Chrysotile 3.0 NA 
Location: Lab Counter, 411 

13 161-01 161 0.428 20.6 66.4 13.1 NAO NAO 
Location: Window Glazing, 411 

14 161-02 161 0.824 19.3 66.5 14.2 NAO NAO 
Location: Window Glazing, 411 

15 162-01 162 0.139 51.8 15.8 32.4 NAO NAO 
Location: White Celling Paint, Ceilings 

See Reporting notes on last page 



AmeriSci Job#: 211113947 

Client Name: Ambient Environmental, Inc. 

AmeriSci HG 
Sample# Client Sample# Area 

16 162-02 162 

Location: White Ceiling Paint, Ceilings 

17 162-03 162 

Location: White Ceiling Paint, Ceilings 

18 162-04 162 

Location: White Cei!lng Paint, Ceilings 

19 162-05 162 

Location: White Ceiling Paint, Ceilings 

20 163-01 163 

Location: Linoleum, 403 

21 163-02 163 

Location: Linoleum, 403 

t'"' 1Jl1 

Table I 
Summary of Bulk Asbestos Analysis Results 

11111 OAA; Beech-Nut; Mohawk St, Canajoharie, NY; Bldg. #23 

Sample Heat Acid Insoluble 
Weight Sensitive Soluble Non-Asbestos 
(gram) Organic 0/o Inorganic 0/o Inorganic 0/o 

0.091 50.5 16.5 33.0 

0.267 50.2 16.5 33.3 

0.091 49.5 19.8 30.8 

0.073 52.1 19.2 28.8 

0.614 42.8 42.3 14.8 

0.508 40.4 41.5 18.1 

Page 2 of 2 

**Asbestos °lo by **Asbestos 0/o by 
PLMIDS TEM 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

Analyzed by: Madell E. Collins ~// (j/!1t1 /1iuU~__.-; Date Analyzed 1112812011 
**Quantitative Analysis (Semi/Full); Bulk Asbesios Analysis - PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
{Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation} or ELAP 198.4; for New York samples; NAO= no asbestos detected during a quantitative analysis; NA= not analyzed; Trace= 
<1 %; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Vis!b!e Asbestos" represents 
results for Qualitative PLM or TEM Analysis only {no accreditation coverage available from any regulatory agency for qualitative analyses); AlHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM limitation, only TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non~uniform!y dispersed debr7Jfor which PLM evaluation is recommended (i.e. soils and other heterogenous materials). 

f/,.~f / Reviewed By: ·· {).~ \../1~ 

(\ ! 
\j 
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CHAIN OF CUSTODY FORM 
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AMER1Sc1 

December 15, 2011 

Ambient Environmental, Inc. 
Attn: Joella Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE: Ambient Environmental, Inc. 
Job Number211121518 
P.O. #111110AA 
111110AA: Beech-Nut: Mohawk St.: Canajoharie, NY: Bldg. 23 

Dear Joella Viscusi: 

AmeriSci New Yorh 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 •FAX: (212) 679-9392 

Enclosed are the results of Asbestos Analysis - Bulk Protocol of the following Ambient Environmental, Inc. samples, received at 
AmeriSci on Monday, December 05, 2011, for a 5 day turnaround: 

284-01, 284-02, 285-01, 285-02, 286-01, 286-02 

The 6 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Ambient Environmental, Inc. requested 
ELAP PLMrfEM analysis of these samples. 

The results of the analyses which were performed following ELAP Protocols 198.1 PLM Friable and/or 198.6 for PLM NOB. 
ELAP Protocol 198.4 TEM NOB guidelines are presented within the Summary Table of this report. The presence of matrix 
reduction data in the Summary Table normally indicates an NOB sample. For NOB samples the individual matrix reduction, 
combined PLM and TEM analysis results are listed in the Summary Bulk Asbestos Analysis Results in Table I. Complete PLM 
results for individual samples are presented in the PLM Bulk Asbestos Report. This combined report relates ONLY to sample 
analysis expressed as percent composition by weight and percent asbestos. This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated agency. This report must not be 
reproduced, except in full without the written approval of the laboratory. This report may contain specific data not covered by 
NVLAP or ELAP accreditations respectively, if so identified in relevant footnotes. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

S_lJice~<;!Y· 

l/)f ./ 
,,·¥>» ~ •J ~ 

f()#f/t -~ 

' I 
\ .. I 

Pa&l.JJ. Mucha 

Laboratory Director 

Boston w Los Angeles - New York - Richmond 



AmeriSci New York 
117 EAST 30TH ST. 

AMER1Sc1 NEW YORK, NY 10016 
TEL: (212) 679-8600 •FAX: (212) 679-3114 

PLM Bulk Asbestos Report 
Ambient Environmental, Inc 
Attn: Joella Viscusi 

Date Received 12/05/11 
Date Examined 12/08/11 

AmeriSci Job # 
P.O.# 

211121518 

12 Colvin Avenue ELAP # 11480 Page 1 of 2 
RE: 111110AA; Beech-Nut; 

23 
Mohawk St; Canajoharie, NY; Bldg. 

Albany, NY 12206 

Client No. I HGA Lab No. Asbestos Present 

284-01 
284 

211121518-01 
Location: Stair Tower At Receiving/Stair Tread 

No 

Analyst Description: Dark Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

284-02 
284 

Other Material: Non-fibrous 100 % 

211121518-02 
location: Stair Tower At Receiving/Stair Tread 

No 

Analyst Description: Dark Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

285-01 
285 

Other Material: Non-fibrous 100 % 

211121518-03 
Location: Receiving Department Office/White 9x9 VFT 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 2. 1 % 

285-02 
285 

Other Material: Non-fibrous 21.2 % 

211121518-04 
Location: Receiving Department Office/White 9x9 VFT 

Analyst Description: Bulk Material 
Asbestos Types: 

286-01 

286 

Other Material: 

211121518-05 
Location: Receiving Department OfficeNFT Mastic 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 

Asbestos Types: 
Other Material: Non-fibrous 0.8 % 

See Reporting notes on last page 

Yes 

No 

Total % Asbestos 

NAD 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 12/08/11 

NAD 
(by NYS ELAP 198. 1) 
by Ella Babayeva 
on 12/08/11 

2.1 % 
(ELAP 198.6; 400pc) 
by Ella Babayeva 
on 12/08/11 

NA/PS 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 12/08/11 



AmeriSci Job#: 211121518 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St.; Canajoharie, NY; Bldg. 23 

Client No. I HGA lab No. Asbestos Present 

286-02 211121518-06 
286 Location: Receiving Department OfficeNFT Mastic 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 2.1 % 

II 
' ;if_ I 

/' ·, i 1,111, 
'7 7:.--7 :fl~ 'A .. ' -

Analyzed by: Ella Babayeva ,,,:,_)l""" f/'t:A [.1 v;./J~--
Reporting Notes: 

No 

Page 2 of 2 

Total% Asbestos 

NAO 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 12/08111 

~NAD/NSD ;:;:no asbestos detected; NA =nor' analyzed; NAJPS=not analyzed/positive stop; PLM Bulk Asbestos Analysis by EPA 600/M4-82-020 per 40 
CFR 763 (NVLAP Lab Code 200546-0), ELAP PLM Method 198.1 for NY friable samples or 198.6 for NOB samples (NY ELAP Lab 1011480); 
Note:PLM is not consistently reliable in detecting asbestos in floor coverings and similar non-friable organically bound materials. NAD or Trace results 
by PLM are inconclusive, TEM !s currently the only method that can be used to determine if this material can be considered or treated as non 
asbestos-containing in NY State (also see EPA Advisory for floor tile, FR 59, 146,38970,8/1/94) National Institute of Standards and Technology 
Accreditation requirements mandate that this report must not be reproduced except in full without the approval of the lab.This PLM report relates ONLY 
to the items tested. AIHA LaQ1110 43, RI Cert#AAL-094, CT Cert#PH-0186, Mass Cert#AA000054. 

I;,, I 
. '/¢, . /' 

Reviewed By· r f.f/(/ ' ~. 1 _____ END OF REPORT ___ _ 



AmeriSci Job# 211121518 

Client Name: Ambient Environmental, Inc. 

AmeriSci HG 
Sample# Client Sample# Area 

01 284-01 284 

location: Stair Tower At Receiving/Stair Tread 

02 284-02 284 

Location: Stair Tower At Receiving/Stair Tread 

03 285-01 285 

Location: Receiving Department Office/White 9x9 VFT 

04 285-02 285 

Location: Receiving Department Office/White 9x9 VFT 

05 286-01 286 

Location: Receivlng Department OfficeNFT Mastic 

06 286-02 286 

Location: Receiving Department Office/VFT Mastic 

1 ,·' 

t//1 f // . _, '" f. p'/ 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St; Canajoharie, NY; Bldg. 23 

Sample Heat Acid Insoluble 
Weight Sensitive Soluble Non·Asbestos 
(gram) Organic °lo Inorganic (l/o Inorganic 0/o 

0.420 22.6 54.0 21.2 

0.299 24.4 51.5 24.1 

0.123 91.9 7.3 0.8 

0.141 90.8 7.1 2.1 

Page 1 of 1 

** Asbestos 0/o by "* Asbestos 0/o by 
PLM/DS TEM 

NAO NA 

NAO NA 

Chrysoti!e 2.1 NA 

NA/PS NA 

NAO NAO 

NAO NAO 

Analyzed by: Marik Peysakhov t- ! • ~1L( ( f/! lr /.,;.~ ~,- ; Date Analyzed 12/10/2011 
**Quantitative Analysis (Semi/Full); Bulk Aey~estos Analysis - PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples~ TEM 
(Semi/Full) by EPA 600/R-93/116 (not cove·i-ed by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAO= no asbestos detected during a quantitative analysis; NA= not analyzed: Trace= 
<1°/o: Quantitation for beginning weights of <0.1 grams should be considered as qua!itatlve only: Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); A!HA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM limitation, only TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non~uniformly dispersed ~eb~;,or w iJh PLM evaluation is recommended (i.e. soils and other heterogenous materials). 

,,,.~, /j / \ / 
Reviewed By: f Y·, ·' l 
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AMER1Sc1 

December 8, 2011 

Response Labs, LLC 
Attn: John Snyder 
12 Colvin Avenue 
Albany, NY 12206 

RE: Response Labs, LLC 
Job Number 211121503 
P.0.#111110AA 
11111 OAA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. #47 

Dear John Snyder: 

AmeriSci New Yori< 
117 EAST 30TH STREET 

NEW YORK, NY 10016 
TEL: (212) 679-8600 • FAX: (212) 679-9392 

Enclosed are the results of Asbestos Analysis - Bulk Protocol of the following Response Labs, LLC samples, received at 
AmeriSci on Monday, December 05, 2011, for a 3 day turnaround: 

5701,5702,5709,5723, 5724,5725, 5726,5727,5730,5731,5732,5733 

The 12 samples, placed in Petri Dishes, were shipped to AmeriSci via UPS. Response Labs, LLC requested ELAP TEM (only) 
analysis of these inert residue samples. 

The results of the analyses which were performed under ELAP 198.4 guidel'lnes are presented in the Surnrnary Table section ol 
this report. This report relates ONLY to the TEM analysis expressed as percent asbestos of inert material provided from matrix 
reduction. Matrix reduction for these samples as well as final residue weight calculations was performed by the client. The 
client is responsible for matrix reduction and PLM evaluation if required by ELAP 198.6 and 198.4. This report must not be 
used to claim product endorsement or approval by NVLAP, ELAP or any other associated AmeriSci certifying agency. This 
report must not be reproduced, except in full without the written approval of the laboratory. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sincerely, 

() i . 
ilu~--
, { j l 
P~ J} Mucha 

·.,J 
Laboratory Director 

Boston - Los Angeles· New York. Richmond 



AmeriSci Job#: 211121503 

Client Name: Response labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

111110AA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. #47 

AmeriSci 
Sample# 

01 

Client Sample# 

5701 

HG 
Area 

Location: 15"x15" Ceiling Tile, 47 - 205, 7.2% 

02 5702 
Location: 15"x15" Ceiling Tile, 47 -210, 15.0o/o 

03 5709 

Sample 
Weight 
(gram) 

Location: 1x1 Ceiling Tiles, Women's Rm. 2nd Floor, 4.So/o 

04 5723 
Location: White Wall Panel, Women's 2nd, 35.9o/o 

05 5724 
Location: White Wall Panel, Men's 2nd, 36.5o/o 

06 5725 
Location: White Wall Panel, Men's 2nd, 36.5%, 

07 5726 
Location: Black Mastic, 47 -205, 41.8% 

08 5727 
Location: Black Mastic, 47 -202, 25.7°/o 

09 5730 

Location: White 9x9, 47 -209, 49.7o/o 

10 5731 
Location: Whlte 9x9, 47 - 209, 52.8°/o 

11 5732 
Location: Filler, Under Rm. 47 - 209, 54.2°/o 

12 5733 

Location: Filler, Under Rm. 47 - 209, 52.9°/o 

See Reporting notes on last page 

Heat Acid Insoluble 
Sensitive Soluble Non-Asbestos 
Organic 0/o Inorganic o/o Inorganic o/o 

Page 1of2 

**Asbestos 'Yo by 
TEM 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 



AmeriSci Job#: 211121503 

Client Name: Response Labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

111110AA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. #47 

AmeriSci 
Sample# Client Sample# 

HG 
Area 

I 

I;/ 
i; . 

Sample 
Weight 
(gram) 

Heat 
Sensitive 
Organic 0/o 

Acid 
Soluble 

Inorganic %, 

Analyzed by: Aleksandr Barengolts ; Date Analyzed 12/8/2011 

Insoluble 
Non-Asbestos 
Inorganic 0/o 

Page 2 of 2 

**Asbestos 0/o by 
TEM 

**Quantitative Analysis (Semi/Full); Bulk Asbes M by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered bY" k accreditation) or ELAP 198.4; for New York samples; NAO= no asbestos detected during a quantitative analysis; NA= not analyzed; Trace= 
<1°/o; Quantitation for beginning weights of <O:I grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA =No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation·coverage available from any regulatory agency for qualitative analyses); AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM Hi!Ji .. tion, ;:i?1Y TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non-uniformly dispers. /'ebri I/or which PLM evaluation is recommended (Le. soils and other heterogenous materials). 

' I I 
Reviewed By: ___ ';):'.'.::'.'_J_'.::\/l'.'.'.l...>llb~::::::_ _____ _ 



Response Labs, LLC 
12 Colvin Avenue 
Albany, NY 12206 

PRO,IECf INFORMATION 

Page ___ L__ of ..) __ _ 

BULK SAMPLE DATA AND 
CHAIN OF CUSTODY FORM 

r~·:~Clien·~---·-----··-----·--_---------- -------1 brnject Nam-;:-- -- ---- --- - - - --r2a P;o[ect Street Add•ess --- ------~client Contact ; 

r_qLED.:L:__l_\i_lL _______ l ( E_Cl:L_:__i_\/UT______ ffibOv\Al _'_t _ _______ _ __________________________ 
1 

' J. Pr1'1P.ct Numb11r: ' 4~spef{~r I f-.,ity. State, Zip Code ] 5 Collection Date· ; 

; )LL,,'.T:_1.;._c.;_6__6:____ __ ---r;------- _ __i_ D.c__UfC1 rlL _______ ------r _______ J_\,..UQQ§C t1Q[i_L_,_J\)_ 'f __ _ _ ~I •- co_m·mµ_n,;.- Z
1

F· -,.-:_c,d)I..: IJ_ ____________ -- __ : 
" , ~ But!dmg NJJme , 8. Samphnq A(eas ' .. ..,. ., 

I J -, \ _ )(Analyze to First Positive By tiornog~neous Material -Be cc_ 11 1\J1._1 T ! D\c\c. ~ ·y 1-- 1 
{) 1 <J.{ For Negut1ve NOB Pl.M's, cont•ruw to TEM 

,.-····--·······-······---" ---------- ----------- ----------------- --------------- - ___ .lL',. ______ ---- -- -------------- -- --

lomments: 



Response Labs, LLC 
12 Colvin Avenue 
Albany, NY 12206 
(518) 482-5630 

Page _'2---_ of -2__ 

BULK SAMPLE DAT A AND 
CHAIN OF CUSTODY FORM 

LAB INFORMATION 

~25~-~La~b~N~am~et'.'.~tl.~s:ii.::::::::::::::::::=r"ftfl~]::~26~.D~a~te;:_:.::~27.-.TI-me--i 
a. Analyzed By: 

b. QC by: 

c. Lab Batch # 

130. Orawing;-~mple Locati~nsj 
\.{Material locations I 

131 o Commentso 



Response Labs, LLC 
12 Colvin Avenue 
Albany, NY 12206 
(518) 482-5630 

Page _3 __ of __3_ 

BULK SAMPLE DAT A AND 
CHAIN OF CUSTODY FORM 

131: Comments: 



Response labs, LLC 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Client: Ambient Environmental 
12 Colvin Avenue 
Albany NY 

Project Name: Beech-Nut 

PLM 

12206 

Mohawk St, Canajoharie NY 

Sampling Area: Building 47 

Client Project Number: 111110AA 

Laboratory Job Number: 854-407 

Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 
Date Received: 121112011 

Lab Customer 010 Non-Fibrous 
Matrix Material 

%of % of Acid Soluble 
lnorganics 

%of 
Residue 

Total% of 

5699 212-01 Hon1ogeneous 

Sanzpled Material: Masonite \1Valls 

Saniple Location: 47-207 

Bro-wn 

Analyzed By: Justin Adams Method: I\JJ:'S ELAP 198.1 

Microscope: O_IY_1!1PUS BH-2-214 Turn Around T}me: 5 Day 

5700 212-02 Homogeneous Brown 

Satnpled Material: J'..1asonile \Valls 

Sa111ple Location: 47-209 

Analyzed By» Justin Adams Method: NY'S ELAP 198.1 

fv!icroscope: Ol,!.'?11J2:1~ BH-2-214 Turn Around Time: 5 Day 

5701 213-01 I'Ion1ogeneous Bro>vn 

San1pled Material: 15"x"J5" Ceiling Tile 

Sa1nple Location: 47-205 

Analyzed By: A,da1n C. Tucker A1ethod: J\JYS ELAP 198.6 

M_icrosco11e: Olympus BH-2-214 Turn Around Time: 5 Day 

5702 213-02 Homogeneous Brovvn 

Sa111pled Material: 15"x15" Ceiling Tile 

Sample l,ocation: 47-210 

A11alyzed By: Adan1 C. Tucker A1ethod: NYS EL1\P 198.6 

Microscope: Olyll1.pus Bl"l-2-214 T11r11 Around Tilne: 5 Day 

1% 

1% 

7.2% 

15.0% 

Non-Asbestos Fibers 
99% Cellulose 

Analyzed Date: ~2/6/2011 

Nau-Asbestos Fibers 
99% Cellulose 

An1!.tyzed Date: 

91.3 

12/6/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/3/2011 

1.5 

83.3 1.7 

Non-Asbestos Fibers 
None Detected 

Anal!f.zed Date: 12/3/2011 

NAD 

% Asbestos Types: 

% 

% 

% 

No Asbestos Detected 

NAD 

Asbestos Types: 
No Asbestos Detected 

7.2 Inc. 

AsbestosTypes:. 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

15.0 Inc. 
Asbestos Types: 

Inconclusive-No Asbestos Detected 

Client Requested TEM 

Definitofls of Abbreviations: NOB: 1Von-Organicaf!y Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron lvficroscope. 
Inc.: Inconclusive, NAD: No Asbestos l)etected, NA/PS: Not Analyzed Positive Stop, N4: 1\'ot Analyzed 

Disclaimer: i'lAf is not cons1stent(v reliable in detecting asbestos in floor covermgs and smiifar non:friab!e organically bound maleria!s. NoAsbe.stos Delecled or l'race results hy 
FLA1 are considered im:onclusive, TE?vf 1s currently the on(v method !hat can be 11scd to dctermme ifmalerials can be considered as non asbestos conraming m .IVY State. 7his report 
cannot he reproduced except injii!I without the apprm•af o}Re.1ponse Labs, LLC. This PLf\.f report relates ONLY w the ilems tested Liability is limited to !he cost r!f ana(vsis. 
ELAP PLivt /Uethotl 198.1 for friable samples or 198. 6 for lVOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

PLM 
Project Name: Beech-Nut 

Mohawk St, Canajoharie NY 

Sampling Area: Building 47 

Laboratory Job Number: 854 407 

Sampled By: B•-yan Clea.-y 

Collection Date: 11/29/2011 

Date Received: 121112011 

Lab Custonzer 
# 

O/o Non-Fibrous 
Matrix Material 

%of % of Acid Soluble Total% of 

5703 214-01 Homogeneous 

Sa111pled Material: Ceiling Deck 

Sample Location: 47-205 

Grey 

Analyzed By: 

Micr~sc~pe: 

5704 

Justin Adams Method: NYS ELAP 198.1 

Olympus BH-2,~214 Tur11 Around Ti1ne: 5 Day 

214-02 Homogeneous Grey 

Sampled Material: Ceiling De'l< 

Saniple Location: 47-210 

Analyzed By: Juslin Adams 1\IJ.ethod: I\i"'YS ELAP 198.1 

Microsc~p~: O!yn_1pus BH-2-214 Turn Around 'f'i!ne: 5 D_~Y 

5705 215-01 1-Io1nogeneous Grey 

Sa111pled Material: Sheetrock Walls 

Sanzple Location: 47-205 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Turn Around Ti1ne: 5 Day 

5706 215-02 Homogeneous 

Sa1npled Maten'al: Sheetrock Walls 

Sa111ple Location: 47-205 

Grey 

Analyzed By: Justin Adan1s Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Turn Around Ti1ne: 5,Da:y 

5707 216-01 Homogeneous Tan 

Sanzpled Material: Joint Co1npotu1d 

Sa111ple Location: 47-205 

Analyzed By.' Justin Adams Method: NYS ELAP 198.1 

,fv!icroscor.e: Oly_n~pus BH-2-214 Tun1 Around Time: 5 Day_ 

85% 

90% 

75% 

75% 

94.7% 

Non-Asbestos Fibers 
10% Cellulose 

5% Fiber Glass 

Analyzed f!ate: 12/6/~011 

Non-Asbestos Fibers 
10% Cellulose 

Anal~zed £?ate: 12/6(2~11 

Non-Asbestos Fibers 
25% Cellulose 

Analyzed Date: 12/6/2011 

Non-Asbestos Fibers 
2,...()/ 
0" Cellulose 

An.~_ly~ed Date: 12/_6/~011 

Non-Asbestos Fibers 
2.6% Cellulose 

Analyzed Date: 12/6/2011 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

2.6% 

% Asbestos Types: 
2.6% Chrysotile 

Definitons o(Abbreviation.\'.' NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEIM: Transmission Electron A1icroscope. 
bu:.: Inconclusive, NAD: No Asbestos Detected, NA/PS: 1\Tot Analyzed PosUive Stop, !VA: Not Analvzed 

Disclaimer: PJ,i\,-f is not consistenlly reliable in detecting asbesws mf!oor coverings and similar 11011-friable organ!l:al!y hound materials_ No Asbestos /)eiected or Trace resul!.s by 
PI.Mare considered inconclusive, Tf:i'vf is currently the only me/hod !har can be used ro detennme 1f111ateria!s can he considered as non asbestos comainmg 111 NY 5'/ate. This report 
cannot be reproduced excep! in full w//hout !he approval ofRe.1ponse Lahs. J,f,C_ T111s f'J,M repon refutes ONJ.Y to the items tested. Liability i.1 limited lo the cost of'analysi_1 
EIAP PLlrf ,'lfet!10d 198.J for friable samples or 198.6for 1VOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Building 47 

Laboratory Job Number: 854 407 
Sampled By: B1yan Cleary 

Collection Date: 11/29/2011 

Date Received: 121112011 

Lab Customer 
# 

01o Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 

5708 216-02 

Sa111pled Material: Joint Co1npound 

Sa1nple Location: 47-205 

Analyzed By: Method: Positive Stop 

Non-Asbestos Fibers 

Microscop~: Turn Around Time: Positive St~p_ (198.1) Analyzed Date: 
5709 217-01 }Iomogeneous Tan 4.5% 91.5 4.0 

Sanzpled Material: 1xl Ceiling Tiles 

Santple Location: Womens Rm 2nd Floor 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: Ol):.mpus BH-2-214 Turn Around Time: 5 Day 

5710 217-02 Homogeneous Tan 

Sa111pled Material: 1x1 Ceiling Tiles 

Saniple Location: Womens Rm 2nd Floor 

Analyzed By: 

Microscope: 

5711 218-01 

Method: Prep (Not Analyzed) 

Tum Around Time: Prep 

11on1ogeneous Black 

Sa1npled Material: 6" Black Covebase 

Satnple Location: 47-202 

A11nlyzed By: Adan1 C. Tucker Method: NYS ELAP 198.6 

Microscor:e: Oly~pus BJ"f-2-214 Tur11 Around Time: 5 Day 

5712 218-02 liomogeneous Black 

Satnpled Material: 61' Black Covebase 

Sa111ple Location: 47-202 

Anafyzed By: 
Microscope.' 

Metlwd: Prep (Not Analyzed) 

Turn Around Time: Prep, 

36.7% 

J'Yon-Asbestos Fibers 
None Detected 

~:iaty_zed Date: 12/3/20~1 

98.6 0.9 

Non-Asbestos Fibers 

Analyzed [)ate: 

32.7 25.7 

Non-Asbestos Fibers 
None Detected 

A,n~lyzed Date: 12(~(~9~1 

32.5 28.2 

Nau-Asbestos Fibers 

A1:a.1xz.ed IJate: 

% 

_% 

Residue 

NA/PS 

Asbestos Types: 
Not Analyzed Positive Stop 

4.5 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

0.5 NAD 

% Asbestos Types: 
San1ple Negative By Weight 

41.6 4.9% 

% Asbestos Types: 
4.9% Chrysotile 

39.3 NA/PS 

% Asbestos Types: 
Not r\nalyzed Positive Stop 

Definitons of Abbreviations: iVOB: l'v'on-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEA!: Transmission Electron lvficroscope, 
Inc.: inconclusive, NAD: .i\'o Asbestos Detected, NA/PS: }./at Analyzed Positive Stop. NA: Not Analyzed 

Disclaimer: P!./\;f 1.1· not consistently reliable in deteclmg asbestos mjloor coverings and similar non-friable organically bound materwls. Nu Asbestos Detel'led or Trace re.rnfls by 
PLAI are considered mcondusiw:, TE/vi 1s currenlfy the only method Iha/ can be used to de1ermi11e 1j"mmenals can be considered as 11011 asbestos con/am mg in NY State. This report 
cannot be reproduced excepl mfull without the approval ofRe.1ponse Labs, LLC This PJJvf repon re/mes ONLY lo the !lems rested. Lwhilily is limited to the cost of ana~vs1s. 
EL.AP PL1l11lfetl10d 198. I for friable samples or 198. 6 for NOB Sample.<.: 

Comments: 



Response Labs, llC. 
12 Colvin Avenue, Alba11y NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Building 47 

Laboratory Job Number: 854 407 
Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12/1/2011 

Lab Customer O/o Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

5713 219-01 Homogeneous 

Santpled Material: Mastic for 218-01 

San1ple Location: 47-202 

Black 

Analyzed By: Adan1 C. Tucker Method: NYS ELAP 198.6 

,Microsc~pe: C:lY,II1;PUS BH-2-214 T71rn Aro11nd Tinre: 5 Da_:y 

S714 219-02 Homogeneous Black 

Sa1npled Material: Mastic for 218-02 

Sample Location: 47-202 

Analyzed By: 

Microscope: 

5715 220-01 

Method: Prep (Not Analyzed) 

T11~11_.:1.round Time: Prep 

Hon1ogeneous VVhite 

Sa111pled Material: White Cerantic Floor Tile 

Sanzple Location: Wo1nens Rm 2nd Floor 

Analyzed By: Justin Adams /l,1ethod: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Turn Around Tinie: 5 Day 

5716 220-02 fiomogeneous Vl/hite 

Sa1npled lWaterial: White Ceramic Floor Tile 

Sample Location: Wo1nens Rn1 2nd Floor 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Mirro,scope: Olyn1pus BH-2-214 Tun1 ~ro11!1d Ti1_ue: 5 Day 

5717 221-01 Homogeneous Grey 

Sanipled Material: Grout for 220-01 

Sa111ple Location: Womens R1n 2nd Floor 

Analyzed By: Justin Adams Method: l\T'fS ELAP 198.1 

Mio:_~~~·_q_e_e_:_ O_lyn:ip~1:5 BH-2-214 Turn Around Time: s Day _ 

42.1% 

100% 

100% 

100% 

43.7 

Non-Asbestos Fibers 
None Detected 

A1'.r'.lyzed Dale: 12/3/2011 

9.2 

51.7 5.7 

Non-Asbestos Fibers 

Analyzed Date: 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 1?/6/2011 

Non~Asbestos Fibers 
None Detected 

An~~yzed Date: 1.2/_6/2011 

Non-Asbestos Fibers 
None Detected 

A1i~_ly_zed Date: 12/_6/2011 

47.1 5.0% 

% Asbestos !_y_p~s: 
5.0% Chrysoti!e 

42.6 NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons of Abbreviations: NOB: /'./on-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEJtl: Transmission Electron iWicroscope, 
Inc.: Inconclusive. NAD: No Asbestos Detected, 1V.4/PS: 1Vot Analyzed Positive Stop, IVA: Not Analyzed 

Disclaimer: l'LM is not consistently reliable in detec1ing asbestos in.floor cuvermgs and similar non-JTiable organically bound ma/etia/s. No Asbestos Detected or !"race results by 
PUvi are considered inconclusi\te, 17;.A-f is currently the only method that can be used to determine /(materials can be con.wdeted as non ashes/Os co/1/aining in NY Srale. This report 
cannot be reproduced (~'<l'ept infufl without the approval of Response /,abs. Lf,C 111is l'L"vf report re/a/es ONLY to the items tested Liability 1s limited 10 the cost of ana(J•sis. 
ELAP P!Af ll-fetlwd 198. l for fri11/Jle samples or 198. 6 for JVOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Building 47 

Laboratory Job Number: 854 407 

Sampled By: Bryan Geary 

Collection Date: 11;29;2011 

Date Received: 12;1;2011 

Lab Customer 0;0 Non-Fibrous 
Matrix Material 

%of Total% of 

5718 221-02 Ho1nogeneous Grey 

Sampled Material: Grout for 220-02 

Saniple Location: Wo1nens Rn1 2nd Floor 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Microsc:op~:- S:Iy1:npus BH-2-214 Turn J.;r,ound Time: 5 Day 
5719 222-01 liomogeneous Green 

Satnpled Material: Green Ceramic Floor Tile 

Santple Location: Mens 2nd Floor 

Analyzed Ry: 

Microscop:: 
5720 

Justin Adams Method: T\TYS ELAP 198.1 

O~ymp1:15. __ ~!"f-2-214 Tun1 Around,Tiwe: 5 __ J?_ay 
222-02 1-:Iomogeneous Green 

Sa11ipled Material: Green Ceramic Floor Tile 

Sa111ple Locatiou: Mens 2nd Floor 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Day 

5721 223-01 Homogeneous White 

Satnpled Material: Grout for 222-01 

Sanzple Location: Mens 2nd Floor 

Analyzed By: Justin Adams Method: NYS EL.AP 198.1 

Micro~~?l'.e: Olympus BH-2-214 Turn Around Titue: 5 Day 

5722 223-02 l{omogeneous \Vhite 

Sa1npled Material: Grout for 222-02 

Sample Location: Mens 2nd Floor 

Analyzed By: Justin Adan1S Method: NYS ELAP 198.1 

Microscope: Olympus BJ-I-2-214 Turn Around Time: 5 Dar. 

100% 

99% 

100% 

99% 

100% 

Non-Asbestos Fibers 
Trace Cellulose 

Trace Fiber Glass 

Analyzed Date: 12/6/2.011. 

Non-Asbestos Fibers 
1 % Fiber Glass 

Aual.v_zed J?~te: 1~(6/2°-11 

Non-Asbestos Fibers 
Trace Cellulose 

Analyzed Date: 12/6/2011 

Non-Asbestos Fibers 
1% Cellulose 

Ana_lyzed Date: 12(?/2011 

Non-Asbestos Fibers 
None Detected 

Aaalyzed Dale: 12/6/2011 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at !% or Less. TElVI: Ti·ansmission Electron Aficroscope, 
Inc.: lnconclusive, 1VAD: No Asbestos Detected, NA/PS: 1Vot Analyzed Positive Stop, NA: ,Vat Analyzed 

Disclaimer: PU.;f is not consisremty reliable in detectmg asbestos in.floor coverings and similar non:fi·iab!e orgamcalfy bound mau:rials. No Asbestos Detected or Trace results by 
PLA1 are considered inconclusive, YEM is currenr!y the only method 1ha1 can be used to derenmne ifmatenafs can be considered as non asbestos conlaining in NY Stale. This report 
cannol he reproduced except infill! ;n/hou/ the approval r?fRe.lfHJnse Labs, Lf,C. T!11s PL\f report relates ONLY lo the if ems les!ed !.iabt!iry is limited to the cosr (!/'analysis 
ELAP PLAf 1Yfetlwd 198.I for friable samples or 198.6.for .<VOB Samples. /\ 

Comments: Laboratofit!Direfi1tor, 



Project Name: Beech-Nut 
:t\..1ohawk St, Canajoharie NY 

Sampling Area: Building 47 

Laboratory Job Number: 854 407 

Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12;1;2011 

Lab Customer o/o Non-Fibrous 
Matrix Material 

% % of Acid Soluble % of Total% of 
Residue 

5723 224-01 Hon1ogeneous VVhite 

Sanipled Material: YVhite Wall Paint 

Santple Location: Vv'omens Rm 2nd Floor 

Analyzed By: Ada1n C. Tucker Metlwdc NYS ELAP 198.6 

l\lf~CTOSC~pe:, 

5724 

Olylllpus BI-1~2-214 Turn Around Time: 5 Day __ 

224-02 Homogeneous White 

Satupled Material: \Vhite \Vall Paint 

Sa1nple Location: Mens 2nd Floor 

Anafyzed By: 

Microscope: 

5725 

Adam C. Tucker Method: NYS ELAP 198.6 

OlYillJ.?US BH-2-214 T11r11 Around Time: 5 Day, 

224-03 Homogeneous 

Sanzpled Material: V\!hite Wall Paint 

Sample Location: Mens 2nd floor 

VVhite 

Analyzed By: Ada1n C. Tucker Method: r-_ry5ELAP198.6 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Day 

5726 225-01 I-1omogeneous Black 

Sa1npled Material: Black Mastic 

Santple Location: 47-205 

Analyzed By: Ada.in C. Tucker Method: N-YS ELAP 198.6 

Microsc~p~:, Oly~P,1;1_~_!-?H-2-214 ~uni Around Time: 5 pay 

5727 225--02 Homogeneous Black 

Sanipled Material: Black Mastic 

Sanzple Location: 47-202 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: <?_ly~p1:1-s Bl'I-2-214 Tur11 Around Time: 5 D~y 

35.9% 

36.5% 

36.5% 

41.8% 

25.7% 

46.9 17.2 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 

46.6 

12/3/2011 

16.9 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 

45.5 

12/3/2011 

18.0 

Non-Asbestos Fibers 
None Detected 

Analyzed Da'.e: 12/3/2011 

31.9 26.3 

Nau-Asbestos Fibers 
None Detected 

An~l!f_2-':d Date: 12/~/2011 

47.0 27.2 

Non-Asbestos Fibers 
None Detected 

A:wl_vzed [Jate: 12/3/~011 

35.9 Inc. 

% Asbestos I_'y}?_e~'. __ 

% 

% 

% 

% 

Inconclusive-No Asbestos Detected 

Client Requested TEM' 

36.5 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

36.5 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Dek."Cted 

Client Requested TE:tv1 

41.8 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TE:tvl 

25.7 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TE:tvf 

Definitons of Abbreviations: NOB: 1Von-Organically Bound, Trace: Asbestos Detected at 1% or Less. TEM: Transmission Electron A1icroscope, 
Inc.: inconclusive, NAD: No Asbestos Derecred, N4./PS: ,Vot Analyzed Positive Stop, lVA: A'ot Analyzed 

Disclaimer: Pl}vf is not crms1srently rdiab!e in de1ccrmgasbestos in floor cowrings and similar non:!fiable orgamca!ly hound materials. 1Vo ,1sbes/o.1· !Je/ec!ed or Trace resul!s by 
f'l.A1 are considered incondusive, FEA1 is currently the on(y method that can he used to Jet ermine !fmaterials can be considered as non asbestos contammg m NY Srme. This n:porl 
cannot be reproduced except mfa!/ wirhma 1he approval t/( Re.,ponse Labs, LLC. This PLlvl report re/ales 0.1\'LY lo the 11ems 1ested. L1ahili!y is limited lo the cost 11f"analysis 
ELAP PLIVJ ,tfetlrod 198. l for friable samples or 198.6/or NOB Samples. 

Comments: 

Page 6 of 8 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 
11917 

vuii;, Asbestos 
Project Name: Beech-Nut 

I\.1oha\vk St, Canajoharie NY 

Sampling Area: Building 47 

Lab Customer 

5728 226-01 Homogeneous Brovvn 

Santpled Material: 9x9 Brown 

Santple Location: 47-205 

Analyzed By: Adan1 C. Tucker Method: N"YS ELAP 198,6 

Microscop~: Olympus BH-2-214 Turn Around Time: 5 Dax 

5729 226-02 Homogeneous Bro\vn 

Sa1npled Material: 9x9 Brown 

Sa1nple Location: 47-202 

Analyzed Ry: 

Mic:osc?pe: 
Method: Prep (Not Analyzed) 

Turn Around Time: Prep , 

5730 227-01 J~Ioinogeneous White 

Sanzpled Material: White 9x9 

Sanzple Location: 47-209 

Analyzed By: Adam C. Tucker Method: 1''YS ELAP 198.6 

Mi~roscope: O_lymJ?uS BH-2-214 Turn Around Time: 5 Day 

5731 227-02 Homogeneous VV'hite 

Sampled Material: White 9x9 

Santple Location: 47-209 

Analyzed By: Adam C. Tucker Method: 1''YS ELAP 198.6 

Microscope: O_l)'.:n:t:pus BH-2~214 Turn Around Time: ~ J?a.>'._ 

5732 228-01 t10111ogeneous Black 

Sanzpled Material: Filler 

Sa111ple Location: Under R1n 47-209 

Analyzed By: Adan1 C. Tucker Metlwd: NYS ELAP 198.6 

Micro~f:ope: Olyrr,ip11s BH-2-214 Turn Aro1111d Time: 5 Day 

43.3% 

48.8% 

51.9% 

54.2% 

Laboratory Job Number: 854 407 

Sampled By: Bryan Cleary 

Collection Date: 11;29;2011 

Date Received: 12;1;2011 

% of Acid Soluble % of Total% of 

25.3 27.4 

Non-Asbestos Fibers 
None Detected 

Analyzed,Date: 12/3/2011 

25.9 29.4 

Non-Asbestos Fibers 

Analyzed Date: 

33.4 16.9 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/3/2011 

33.9 13.4 

Non-Asbestos Fibers 
None Detected 

Allaly~e~ ~-)ate: 12/3/2011 

6.8 39.0 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/3/2011 

Residue 

47.3 4.0% 

% Asbestos Types: 
4.0% Chrysotile 

44.6 NNPS 

% Asbe_stos r:_ypl!_s_: __ 
Not Analyzed Positive Stop 

49.7 0.84% 

% Asbestos Types: 
0.84 %Anthophyllite 

Client Requested TEM 

52.8 0.92% 

% Asbestos Types: 
0.92%J-\nthophyllite 

% 

Client Requested TEl'vf 

54.2 lnc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Definitons of Abbreviations: NOB: 1\'on~Organically Bound, Trace: Asbestos Detected at/% or Less. TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: .Vo Asbestos Detected, .NA/PS: 1Vot Analyzed Positive Stop, NA: /l/ot Analyzed 

Disclaimer: l'LH is no! consistently reliable m deteclingashestos in_f!oor cm1erings and similar non~f'riahle orgamca!ly bound materials. Nv Asbestos Detecled or Trace results by 
Pf,J\1 are considered mconc!us1ve. Tl:,J'vf rs current(y the only method thar can be used to determine ifmatena!s can be considered as non asbestos contaimng in NY State. 1his nporl 
cannot be reproduced excepl in full wilhout the approval r?f Re.,ponse !.abs, LLC 7Jiis PI~\1 reporl relates ONL'l lo !he items tested. Liability is fllnited lo !he cost oj'ana!ys1s. 
EL4P PLM J1etlwd 198.lfor friable samples or 198,6/or 1VOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY12206 

Phone (518) 482-5630 Fax (518) 482-5624 

PLM 
Project Name: Beech-Nut 

Mohawk St, Canajoharie NY 

Sampling Area: Building 47 

Lab Custo1ner 

5733 228-02 1--Iomogeneous Black 

Sampled Material: Filler 

Saniple Location: Under Rn147-209 

O/o Non-Fibrous 
Matrix Material 

52.9% 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Laboratory Job Number: 854 407 

Sampled By: Bryan Cleary 

Collection Date: n/29/2011 
Date Received: 12/1/2011 

%of % of Acid Soluble % of Total% of 

5.6 41.6 

Non-Asbestos Fibers 
N'one Detected 

Residue 

52.9 Inc. 

% Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Microscope: ()lympus Bf:i-2-214 Turn Around Time: 5 Day Analyzed Date: 12/3/2011 

Definitons of Abbreviations: 1VOB: 1Von-Organically Bound, Trace: Asbestos J)etected at 1% or Less, TEM:Transmission Electron Microscope, 
Inc.: Inconclusive. NAD: .Alo Asbestos Detected. N...-1/PS: ,11/ot Analyzed Positive Stop, lVA: !Vot Analyzed 

Disclaimer: FLA11s no! consi.1/cn1ly reliah!e in detecting asbesws mjloor coverings and s11111/ar non7/'rrah!e organically hound materials. No Asbestos Delected or rrace results by 
PLU are consuiered mconclusive. Th .. _A4 1s currently the only method that can he used to determine !f"materiais can he considered as non asbestos containing in .VY Stale. 1his repon 
cannOI be reproduced except infi1ll without the approval {!!"Response Labs, LLC 1711s l'Li'vf report relates 0,1\'J,Y to the Items tested. Lwbi!ity is !muted to the cost r~f"analys1s 
ELAP PLltf Method 198.Jjor friable samples or 198.6/or ;VOB Samples. 

Comments: 



AmeriSci Job II: 211'121500 

Client Name: Response Labs, llC 

Table I 
Summary of Bulk Asbestos Analysis Results by NVS El.AP 198.4 NOB Method 

11111 OAA:, Beech - Nut Mohawk St. Canajoharie, NY; Bldg_ #47 

'AmeviSci 
Samplll:!# 

ai 
Client Sample# 

5701 

HG 
Arna 

Location: 15"x1:5" Ceiling Tile, 47 -205, 7.2% 

oz 5702 
Lr.catiDn: 15"x15" Ceiling Tite, 47 -210, 15.0% 

03 5709 

Sample 
Weight 
(gram) 

location: 1x1 Ceiling lites, Womell':s Rm_ 2nd Ff<JQI", 4.5% 

{)4 5723 

location: White Wall Panel, Womon's 2nd, 35.9% 

05 5124 

locatioo: White Wall Panel, Men's 2nd. 36.5% 

00 5725 

location: White Wall Pana~ Me~'s- 2ntt, lEt5% 

07 5726 
Locatloo: Bladt Mastrc, 47 - 205, 41 _a1:t4 

oa 0127 

Location-: Bl~k Mas ti<:. 47 - 202, 25. 7% 

09 5730 

Location: White 9x9, 47 - 200, 49.7°k 

10 5731 

Location: White 9x9, 47 - 20'9, 52.8% 

11 5732 

Location: Filler, Under Rm. 47 - 209, 54.2% 

12 5733 

Location'. Filler, Under Rm_ 47 - 209, :52.9% 

See Reporting not.es on fast page 

Heat 
SensiUve 

Orgaolc% 

Acid 
Solubls

tnorgan!c %-

lnsoJuble
No-11-Asbestos 
fnorganic % 

Page 1 of2 

,,, .. Asbestos % by 
TEM 

NllO 

NAO 

NAO 

NAO 

NAD 

NAD 

NAD 

"' "' 
'" m 



AmeriSci Job#: 211121503 

Client Name: Response labs. llC 

Table I 
Summary of Bulk Asbestos Analysis Results by NVS ELAP 198.4 NOB Method 

111110AA; Beech - Nut; Mohawk St., Canajollarie. NY; Bldg. #47 

AmerlS-cl 
Sample# Client Sample# 

HG 
Area 

Sample 
Weight 
lg,.m) 

Heat 
Sensit.iv& 
Organfc. % 

Acid 
.Solubte 

~norganic it.t 

Anal::rLed by: Aleksandr Barengolts ___ ;Dale Analyzed 121812.011 

Insoluble 
Non~Asbestos 

Inorganic% 

Page 2 of2 

.. ~Quantitative Analysis {Semi/Fun); Bulk Asbes .lli1 by EPA 600IM4-82-020 pe1 40 CFR or El.AP 198.1 for New Vork friai:lte .c;a.mples or ELAP 198.6 for New Yo~ NOB sampls:s; TEM 
(SemiJFull) by EPA 6<lQIR-93Ji 16 {not ci:overed b k aocrOOi1a•ion) ot El.AP l98.4~ for New York samples; MAD ~no .:asbestos detected durlng a qu.antllalive analysis.; NA = not analyzed; Trace~~ 
<1%: Quantitation for beginriing weigh.ts of <0.1 grams shoutd be considered as qualitative fJ'111J; Quamanve Analysis: Asbestos anaiysis resurts-of"Pres~nt" or "NVA-= No Visible Asbestcs" represents 
1esulls for Qualitative PLM or TEM Analysis only (no accreditation coverage a1i1ailabte from any regulatory agency for qualitative analyses): AIHA Lab # 102843, NVLAP Lab Code 2:00546-0, NYSDOH 
El.AP Lab Jllil1!4BG. 

Warning Note: :PLM limila!lon, only TEM will resoNe fi.be•s <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix mciteriaJ and mi:ly n.Dt 00 representatlve of 
non-unikirmly dlspersOO debris fcir which PLM- e11atualtoo is rec.ommend:ed {i.e. soils and other hetero9e-11ous materia~s). 
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AMER1Sc1 

December 12, 2011 

Response Labs, LLC 
Attn: John Snyder 
12 Colvin Avenue 
Albany, NY 12206 

RE: Response Labs, LLC 
Job Number211121576 
P 0. #1111100AA 
11111 OOAA: Beech - Nut: Mohawk St., Canajoharie, NY; Bldg. #65 

Dear John Snyder: 

AmeriSci New Yori<. 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 •FAX: (212) 679-9392 

Enclosed are the results of Asbestos Analysis - Bulk Protocol of the following Response Labs, LLC samples, received at 
AmeriSci on Monday, December 05, 2011, for a 3 day turnaround: 

5610, 5611,5612,5624, 5625,5635, 5636 

The 7 samples, placed in Zip Lock Bag, were shipped to AmeriSci via UPS. Response Labs, LLC requested ELAP TEM (only) 
analysis of these inert residue samples. 

The results of the analyses which were performed under ELAP 198.4 guidelines are presented in the Summary Table section ol 
this report. This report relates ONLY to the TEM analysis expressed as percent asbestos of inert material provided from matrix 
reduction. Matrix reduction for these samples as well as final residue weight calculations was performed by the client. The 
client is responsible for matrix reduction and PLM evaluation if required by ELAP 198.6 and 198.4. This report must not be 
used to claim product endorsement or approval by NVLAP, ELAP or any other associated AmeriSci certifying agency. This 
report must not be reproduced, except in full without the written approval of the laboratory. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sincerely, 

Boston - Los Angeles - New York~ Richmond 



AmeriSci Job#: 211121576 

Client Name: Response Labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ElAP 198.4 NOB Method 

1111100AA; Beech - Nut; Mohawk St, Canajoharie, NY; Bldg. #65 

AmeriSci 
Sample# 

01 

Client Sample# 

5610 

HG 
Area 

Location: 4" Brown Cove Base, 65-207, 5.8% 

02 5611 

Location: Mastic For 173-0i, 65-208, 35.1 o/o 

03 5612 

Location: Mastic For 173-02, 65-207. 33.8°/o 

04 5624 

Location: 1x1 Glue Dabs, 65-201, 56.Bo/a 

05 5625 

Location: 1x1 Glue Dabs, 65-205. 49.3o/o 

06 5635 

Location: Linoleum Floor, 65-212, 17.8o/() 

07 5636 

Location: Linoleum Floor, 65-211, 12.9o/o 

/,/ { i,"I,. 11! 1r -

Sample Heat Acid Insoluble 
Weight Sensitive Soluble Non-Asbestos 
(gram) Organic c;., Inorganic 0/o Inorganic °lo 

Page 1 of 1 

** Asbestos °lo by 
TEM 

NAO 

NAO 

NAO 

NAO 

NAD 

NAO 

NAO 

!Jtf fl} I~ 
Analyzed by: Roman Peysakhov JA ~t1-{{" v~lh' ~ r'f'__,.-·- ; Date Analyzed 12/8/2011 
**Quantitative Analysis (Semi/Fu!!); Bulk AsbeStos Analysis~ M by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
{Semi/Ful!) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAO= no asbestos detected durlng a quantitative analysis: NA= not analyzed; Trace= 
<1°/o; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 
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Response Labs, LLC 
12 Colvin Avenue 
Albany, NY 12206 

\ LC!i1~nt: 

L~DLCLLi .. ·. r\ir,_L. 
5. i'n-,j&cl N•.nn!:-o<: 

AIY'5 E- LAP 
211,;j·t:i{ 

7 
Page _I_. of _3_ 

3 ~t IAI BULK SAMPLE DATA AND 
CHAIN OF CUSTODY FORM 



Response Labs, LLC 
12 Colvin Avenue 
Albany, NY 12206 

TYPE OF MATERIALS 
-------~----·-··- ------·- ---·--·- -- - ----------··---------·-·-·-·--

BULK SAMPLE DATA AND 
CHAIN OF CUSTODY FORM 

I l_g_ ~11 _QL __ ~ )\. :i_ru __ ~Lft.C--t~- r----f lc5 __ 2_c,,/2__ ----- -- - J_:t ___ J_h ___ f-_ -=t_---- l 
~--i_5'22 02- ----1----+---- ___ \ j f'") Z.cF1 __ f U ·- ____ J 

__ Shi\ o'.) . - " . ' ( (• "> ) S, .. J,e____ E__~v I I 
s0si:21 c;, hi C-ILC C:o l::ic) ' l.O ':)- 2-C I k l G:- -~----=~~] --- . 

! '>L. s'z..s oz_ I \ "' { r(-) - 7 c5_ ' I 
-i 

_L~J 5f.J& ilL---h.Ltcilint-1'~-- \ tfc: -Zc~ 
~- ··-- _u_: - ··- ------ -.-'---------- -----

~-~.,L_S'-li Ge . I . \ lri~·-)() I 

H l'11~+' l 1~d1N ·1 ....... ~ 
·- -- -

I 'X 2. ~'21 01 \ trc:: z ~ I J >·- I ( l 

f~ S'> cL 
(l I itc, Z1l( i 

i - --·-· 
! ____ St~ 1 o~ I r C::J (fl..{ ' - -

___ 5£3} c,4 \ r S ·?.10 -

~-. Sh~2 CS_ __ 
I ((JC) ·· Z. ll) J . 

1---- -~-Qi,Q \ lr C:....· 2 IL/ I 
\ (CS 2 14 \ =i ; ' ... s~Ul i · ' L---------- ----'--·----·· ' 

c. Lab Batch #: 



Response Labs, LLC 
12 Colvin Avenue 
Albany, NY 12206 

'· .">: '.c I ~-·P:\2-07 50 

PRO,IECT INFORMAT:ON 

NYS ELAP (1</-1.f 
l°'4y TA-7 

r· 3 3 J 
Page ___ of -·---

HULK SAMPLE DATA ANH 
CHAIN OF CUSTODY FORM 

[~i}'''"'=-- --------~-----+---- -Tbroi•c: N~-,;------------------·------ .. --. ----·-··na~-Pro\ect street,Adciies,;, -- -----.. -----c•:-c11en1 c<>~1ac1"·----~-------- ---·-

[-QI: .ti.__1:1_ 1"'1_L1:..______ J . ( E_1.,,JJ-_i'IJ_ UT_ _________ L_f'Ctbc.1~\JIL_\::)L - ------- ·-------.. ·---··---------····----··· .... ·-
! ~1'Ci'ID~~ti1t __ . -7---. -.---L:t;~·r·1ecuu ____________ T··-·----~1r0fi~(;,b::t1t~-1--t,1x ______ J ·· 11''.·z'9;:Lt _________ . ________ .... __ _ 

6. ! 7. Bu1ld1ngNmne: 1 a. Samphng Areas: ;:J-' ! 9. _Comments: (F1e1d) 

. -T3(:-(:- (~ f-t t\.) (.J -r·_ !i. ·~t--~\d ("· -4\: I'.~ \ XAnalyze to Flrs1 Positive Ry HomogP.neous MtHtl•i;o;~ 
--..J ~ \J..- J i <JI For Negative NOB PLM's, cor11inue fo TEM 

___ --.:..... ______ ..o)... __ -- - -· ------ ---------·-- "_, _____________ L_ __________________________ _.,__________ -----~~-----.-··-··----------·-------·---------·-·--·---·----

BUL*' SAMPLE i .. OCATION TYPE OF MATERIALS 
1---·-·-----· -------·--·------- ·--·---- ·---------~~--·--·-------·-·-------------------;---------·-------·-----.---..,-------·-------~-----·-··---- .. - -- -- ---- ·-·-~------ ------------ ----.-.- ·----·· ------------------.-------------- -
, 1' : 11 ' urf' 1 % 3arnpleC ~.\c•ter•a 1 , l :1 1 ype of Malenal I 14 S<1inplP Lo~o!t•J 1 l 1::, I 15 1 17 CJuant1ty i 8 Ast" o.st'"'c:; 
1 Hoi·1nqPneous 1 Sar1pleiP: f--- ---~--~ -~r-- ----------------- -- -- Fnab11tty Cond1t1on I (LF SF,EAJ content(fype 

.. _ f~ ~f~ ~~;~sly~~";t~-11- _, 'f'-,~--tj~;,,-- ---1-~01~~~i ~s~~rni~-~~"T 2_ ----- ----~{Ni~l__,_LG S_[)Lj------- &_~"'----~ 

11:?~ ~ =~~1":j-;~;~~ -- -~~i~L- :_• =~'".: ·:i- , - - -- :• ~ 

~
. \?Ji543 Ol___ P.1~{ t •fl'cf:hC \ 1 cS · z_ ILf ~

1 :J, st11l c12.._ _,J ___J _____________ ~. ' ( nc::,. -Z.Lo _ --~-+---------+-
• i<::i-. s/,tf, (· 11 -~1H; q't(q vrT ' L.{£.5 -2.J_'J__ --1

1 J_,, SJHI ( i7 . I ' i J \ frf5 - ? /() I 

LLU Sl.tj· (JI '/.::..r,; 1'2-t 17 VFT \ 1 oS_::__.2L1=j__ 1 
>--~---~~3, oz__+ J' j j \ ilr.C.:..-- -2.J () " --~-- i 

f = - \ . ~=l . . • - ····· . ·-::.... ······. ~4::_ - -. ~ -1 
'-----------~J_- ____ 1__ _J 

24. Time 

LAB INFORMATION 
25. Lab Name 26. Date 27. Time 

,__a_. __ An __ a __ ly_,e_d_BY .. '~------~-----i-----+-----.. ·-----c 
b.OC by: 

) 30. Drawings: ~nipl~ Locati~ns l 
aterial Locations 

I 



f\evi.sed 

Response Labs, LLC. 
12 Colvin Avenue, Albany NY12206 

Phone (518) 482-5630 Fax (518) 482-5624 

F'.ev tsed F'.;: nnrf-

Client: Ambient Environmental 
12 Colvin Avenue 

Client Project Number: 111110AA 

Albany NY 12206 
Project Name: Beech-Nut 

Mohawk St, Canajoharie NY 

Sampling Area: Building 65 

Laboratory Job Number: 854 -405 

Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12;1;2011 

Lab Customer D/o Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total%of 
Residue 

5607 172-01 Hon1ogeneous 

Sanipled Material: Masonite '/Vall 

Saniple Location: 206 

Brovvn 

Analyzed By: 

Microscope: 

5608 

Adam C. Tucker Method: l\i'YS ELAP 198.1 

Oly~;r_us BH-2-2~4 Turn Around Time: 5 D.aY. 

172-02 Homogeneous Brown 

Sanipled Material: Masonite \.'Vall 

Sa111ple Location: 215 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Olyn1pus BH-2-214 Tun1 Around Time: 5 Day 

5609 173-01 Hon1ogeneous Brown 

Sa111pled Material: 4" Brown Covebase 

Sanzple Location: 208 

Analyzed By: 

Microscope: 

5610 173-02 

Method: Prep (Not Analyzed) 

Turn Around Time: Prep 

Homogeneous Brovvn 

San1pled Material: 4" Brovm Covebase 

Sanzple Location: 207 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 Tuni ~round Time: 5 Day 

1% 

1% 

5.3% 

Non-Asbestos Fibers 
99% Cellulose 

Analyzed Date: 12/1/2011 

Non-Asbestos Fibers 
99% Cellulose 

Analyzed Date: 12/1/2011 

29.8 69.3 

Non-Asbestos Fibers .. -· ···---- ----------------

Analyzed Date: 

31.8 62.4 

Non-Asbestos Fibers 
0.5% Cellulose 

Trace Fiber Glass 

Anaf.yzed Date: 1_~/2(2011 

NAD 

% ______ Jls besto_s Types: 
No Asbestos Detected 

NAD 

__ % _______ --~~_best~s T_yp~s: __ 
No Asbestos Detected 

0.9 NAD 

. % Asbestos Types: 
Sample Negative By Weight 

5.8 Inc. 

% Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, !VA/PS: J\Tot Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: Pl)vf i.1 no/ consistently reliable 111 detec/l/lf; asbestos m floor coverings and similar non:fnah!e orgamcally bound materials. No Asbestos !)erected or Trace results by 
PJ_JJ 198.6 are considered inconc!us1ve, TEM 1s currem~v the only method that can be used to de1ermine if materials can be considered as non asbestos containing 111 N1r Stale. This report 
cannot be reproduced except in full withoui the approval of Re~ponse [abs, LLC. This PLA1 report relates O;'v1Y to the items tested_ L1ahility is limited IO the cos/ of analysis 
_BL4P PL1W 1Wethod 198. l for friable samples or 198.6for NOB Samples. 

Comments: Sample 5621 (Layered Paper} was not split as the sample stereoscopically appeared 
homogenous throughout. The sample was prepped from 4 different layers to insure 
homogenity. 
Report Revised Due to Math Error on Sa1nple Number 5635. 



l{evisJ:?d 

Respo11se Labs, LLC. 
12 Colvin Avenue.r Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

H.e\1ised 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Building 65 

Laboratory Job Number: 854-405 

Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12;1;2011 

Lab Customer % Non-Fibrous % Soluble % of Total'% of 
# Matrix Material Residue 

5611 174-01 Homogeneous 

Sanzpled Material: l\!lastic for 173-01 

Sample Location: 208 

B.tOV\'"11 

Aualyzed By: Justin Adan1s Method: NYS ELAP 198.6 

Microscope: O~ympus BH-2-214 Turn Around Time: 5 Day 

35.1% 

5612 174-02 Homogeneous BrO\\'n 33.8% 

Sa111pled Material: Mastic for 173-02 

Saniple Location: 207 

Analyzed By: Justin Adams Method: NYS ELA.P 198.6 

Mia·oscope: Olympus BH-2-214 Turn Around Time: 5 Day 

5613 175-01 lfomogeneous J3lack 25.4% 

Sanipled Material: Black 9x9 Mastic 

Sa11iple Location: 208 

Analyzed By: Justin Adams Method: f\.TyS ELAP 198.6 

Microscop_e_: O~y~pus Bf-I-2-214 Turn Around Time: 5 Da,Y, 

5614 175-02 Homogeneous Black 

Sampled Material: Black 9x9 Mastic 

Santple Location: 205 

Analyzed By: 

0-iaoscope: 

5615 176-01 

Method: Prep (Not Analyzed) 

Turn Around Time: Prep_ 

Homogeneous Brown 

Sampled Material: Brown 9x9 VFT 

Sa111ple Location: 205 

Analyzed By: 
Mia·oscope: 

Method: Prep (Not Analyzed) 

Turn Around Time: Prep 

59.6 

Non-Asbestos Fibers 
Trace Fiber Glass 

Af!~lyzed l)ate: 12f.2/2011 

5.3 

64.2 2.0 

l\lon-Asbestos Fibers 
None Detected 

Analyzed Date: 12/2/2011 

49.3 23.3 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/2/2011 

45.5 21.8 

Non-Asbestos Fibers 

Analyze_d Date: 

22.7 42.3 

Non-Asbestos Fibers 

Analy~ed Date: 

35.1 Inc. 

% Asbestos Types: 

% 

Inconclusive-No Asbestos Detected 

Client Requested TEM 

33.8 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

27.3 1.9% 

% Asbestos Type_s: 
1.9% C1lrysotile 

32.7 NA/PS 

% Asbestos Types: 
Not .Analyzed Positive Stop 

35.1 NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, Tl:."M: Transmission Electron lvlicroscope. 
Inc.: Inconclusive_. NAD: ]\fo Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: !lot Analyzed 

Disclaimer: l'U.1 is nor cons1s1entfy reliable in detecting asbestos injloorcovermgs and similar non-friable mxanically bound materials. No Asbes/0.1· Detected or Trace results by 
Pf},{ 198.6 are considered inconcl11.1·n>e. TEV is currently the only method that can he used to determine !f'ma/eriafs can be considered as non asbestos contaming in lv'Y State. This report 
cannol be reproduced excepl in full without 1he approval a/Response Labs, LLC. 1his PLV repon relates ONLY to the items tested Liability is l;mited to the cost of analysis. 
El.AP Pl.Ai lvfethod 198.1 for friable samples or 198.6/or ,VOB Samples. 

ComJnents: Sample 5621 (Layered Paper) ·vvas not split as the san1ple stereoscopically appeared 
hon1ogenous throughout. The sample \Vas prepped from 4 different layers to insure 
homogenity. 
Report Revised Due to Math Error on Sample Number 5635. 



Revised 

Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

l<.ev isi:.;d Rene rJ-

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Building 65 

Laboratory Job Number: 854 405 

Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12;1;2011 

Lab Customer % Non-Fibrous % % Soluble % of Total% of 
Color Matrix Material Residue 

5616 176-02 Homogeneous 

Sanzpled Material: Bro\vn 9x9 VFT 

Sample Location: 208 

Bro"-TI 

Analyzed By: 

Microscope: 
Method: Prep (Not Analyzed) 

,. Turn Around Time: Prep 

5617 177-01 Homogeneous White 

San1pled Material: \i\Thite 9x9 VFT 

Saniple Location: 205 

Analyzed By: 

Microscope: 
Method: Prep (Not Analyzed) 

Turn Around Time: Prep __ 

5618 177-02 Hon1ogeneous 

Sampled Material: 'Nhite 9x9 VFT 

Sanzple Location: 208 

White 

Analyzed By: 
Microscope: 

5619 

Method: Prep (Not Analyzed) 

Turn Around Time: Prep 

178-01 Homogerteous 

Sanzpled Material: Sheelrock Ceiling 

Santple Location: 201 

Grey 

Analyzed By: Adam C. Tucker Method: I\TYS ELA.P 198.1 

Mit"Toscope: ~lympus BH-2-214 Turn Around Time: 5 Day 

5620 178-02 Homogeneous 

Sa1npled Material: Sheetrock Ceiling 

Sample Location: 206 

Grey 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscot:e: O~y~1pus BH-2-214 Turn Around Ti111e: 5 J2~y 

93% 

90% 

23.2 41.9 

Non~Asbestos Fibers 

Analyzed Date: 

24.4 38.5 

Non-Asbestos Fibers 

Analyzed Date: 

20.8 49.1 

Non-Asbestos Fibers 

Analyzed Date: 

Non-Asbestos Fibers 
7% Cellulose 

Analyzed Date: 12/.1/.2011 

Non-Asbestos Fibers 
10% Cellulose 

~nalyzed Date: 121.11.2011 

34.9 NA/PS 
% Asbestos Types: 

Not Analyzed Positive Stop 

37.2 NA/PS 

% Asbestos TYf!e_~-~----
Not Analyzed Positive Stop 

30.1 NA/PS 
% Asbestos Types: 

Not Analyzed Positive Stop 

NAD 
% Asbestos ·Types: 

No Asbestos Detech;d 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons ofAbbreviation.'fo': NOB: 1Von-Organically Bound, Trace: Asbestos Detected at 1% or Less. TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, lVAD: ,Vo Asbestos Detected, IVA/PS: ,Vat Analyzed Positive Stop, NA: 1Vot Analyzed 

Disclaimer: PLM is not consistently refiah!e in deu:cting asbestos in floor covermg1· a11d similar non7_fnahle orgamca!ly bound marerw/s_ No Ashestos De/ecled or Trace results by 
1'1.J.'vl 198. 6 are considered mconc!usive, ThM 1s currenrly the only method thar can be used to determine !f materials can be considered as non asbestos contaimng m NY Stale. This report 
cannot be reproduced except in.fit!! without the approval o/Re.'>ponse Labs, UC This PL\4 report relates ONJ,Yto the 11ems tested Lwhilily is limited to the cost oj'analysis. 
ELAP Pill lifethod 198.1 for friable samples or 198.6for !VOE Samples. 

Comments: Sa_mple 5621 (Layered Paper) was not split as the sample stereoscopically appeared 
homogenous throughout. The sample was prepped fronl 4 tillfercnt layers to insure 
homogenily. 
Report Revised Due to Math Error on Sample Number 5635. 



Hcviscd l?t'n0ri 

Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Eeviscd Eennrr 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Building 65 

Laboratory fob Number: 854 405 

Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12;1;2011 

Lab Customer O/o Non-Fibrous 
Matrix Material 

%of 

5621 179-01 Homogeneous 

Santpled Material: Layered Paper 

Satnple Location: 203 

Grey 

Analyzed By: 

M__icroscope: 

5622 

Adan1 C. Tucker 

Olympus BH-2-214 

179-02 

Method: NYS ELAP 198.1 

Turn Around Time: 5 Day 

Sa1npled Material: Layered Paper 

Sa1nple Location: 209 

Analyzed By: Method: Positive Stop 

6.7% 

Non-Asbestos Fibers 
66.7% Cellulose 

Analxzed Date: 12,/1/2011 

Non-Asbestos Fibers 

Mio·osc~P.e: 

5623 

Turn Around Time: Positive Stop (198.1) Analyzed Date: 

179-03 

Sanipled Material: Layered Paper 

Sample Location: 206 

Analyzed By: Jv1ethod: Positive Stop 

Microscope: 

5624 

Turn Around Time: Po_sitive Stop (198.1) 

180-01 Hon1ogeneous Brown 55.8 % 

Sampled Material: lxl Glue Dabs 

Sa111ple Location: 201 

Analyzed By: Justin Adams Method: NYS ELAP "198.6 

Microscope: Olympus BH-2~214 Turn Around Time: 5 Day 

5625 180-02 Homogeneous Brown 48.3% 

Sa111pled Material: 1x1 Glue Dabs 

Sample Location: 205 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: OlJ_~P?S BH-2~214 Turn Aro:111d Time: 5 Day 

Non-Asbestos Fibers 

Analyzed D~te: 

42.5 0.7 

Non-Asbestos Fibers 
1.0% Fiber Glass 

A11a_lyzed Dnl'e: 12/2/201,1 

47.5 3.1 

Non~Asbestos Fibers 
1.0% Fiber Glass 

Analyzed Date: 12/2/2011 

Tota/% of 

26.7% 

% Asbestosyypes: 
26.7% Chrysotile 

NA/PS 

%. Asbesf'!_~ .. !11.Pt!.~.: 
Not Analyzed Positive Stop 

NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

56.8 Inc. 

% A .. sbestos Types: 

% 

Inconclusive-No Asbestos Detected 

Client Requested TEM 

49.3 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Definitons of Abbreviations: NOB: 1\lon-Organica!ly Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron lvficroscope. 
Inc.: Inconclusive, NAD: lVo Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA; lv'ot Analyzed 

Disclaimer: PJ,,\1 ts not com.istent!y rehable in detecting asbestos injloor coverings and similar non-friable organically hound materials. No Asbestos Detected or Trace results h:v 
J'J"'\1 J98.6 are considered inconclusive, 1"Bvf 1s currently the only me/hod that can be used ro determine if materials earl be considered as non asbestos containing in NY State This report 
cannot be reproduced except mfidlwitho11t the approval qf H.esponse /,ohs, LLC. This l'LM report relates Ol'lLY to the items te.1·1ed. Liabiliry 1s limited to 1he cost rfanalysis. 
EL4P PLAf 1lfetlwd 198.1 for friable samples or 198.6 for JI/OB Samples. /I 

Comments: Sample 5621 (Layered Paper) was not split as the san1ple stereoscopically appeared 
homogenous throughout The sa1nplc v.'as prepped from 4 different layers to iJ.15ure 
homogenity. 
Report Revised Due to Math Error on Sample Number 5635. 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY _12206 

Phone (518) 482-5630 Fax (518) 482-5624 

rzevl.se :! 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Building 65 

Laboratory Job Number: 854-405 

Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12/1/2011 

Lab Custotner 010 Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total%of 

5626 181-01 Hon1ogeneous 

Sampled Material: 1x1 Ceiling Tiles 

Sanzple Location: 206 

Brown 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Turn Around Time: Prep 

5627 181-02 Ho1nogeneous 

Sa11zpled Material: lxl Ceiling Tiles 

Sample Location: 201 

Brown 

Analyzed By: 

Microscope: 
Method: Prep (Not Analyzed} 

Turn Around Time: Prep 

5628 182-01 Homogeneous 

Sa111pled Material: White Ceiling Paint 

Santple Location: 21 o 

White 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Micros~ope: O_lY!llP,US BI·I-2-214 Tunz,Around Time: 5 Day 

38.3% 

5629 182-02 Homogeneous VVhite 38.6% 

Sampled Material: White Ceiling Paint 

Sample Location: 214 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

M,icrosc~pe: C?lyn1r,u~ BH-2-214 Turn Around Time: 5 D,ay 

5630 182-03 Hon1ogeneot1s 'White 38.7% 

Santpled Material: 'ii\lhite Ceiling Paint 

Santple Location: 214 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

"M,icroscope:, O~ympus BH-2-214 'Turn Around Time: 5 Day 

98.5 

Non-Asbestos Fibers 

Ana'.y~ed Date: 

97.8 

Non-Asbestos Fibers 

0.6 

1.5 

Analyzed Date: 

47.2 13.9 

Non-Asbestos Fibers 
0.5% Cellulose 

Analyzed Date: 12/2/2011 

44.9 15.6 

Non-Asbestos Fibers 
None Detected 

Analyz~d Date: 12/2/2011 

45.2 15.0 

Non-Asbestos Fibers 
None Detected 

Analy~ed Date: 12(2/2011 

Residue 

0.9 NAD 

% Asbestos Types: 
Sample Negative By Weip)1t 

0.7 NAD 

% Asbestos Types: 

% 

% 
0.93% 

Sample Negative By Weight 

38.9 Inc. 

Asbestos Types: 
Inconclusive~No Asbestos Detected 

Client Requested TEM 

39.5 0.93% 

Asbestos Types: 
Anthophyllite 

39.8 1.1% 

% Asbestos Types: 
1.1 % Anthophyllite 

Definitons o(Abbreviations: NOB: lv'on-Organically Bound, Trace: Asbestos l)etected at 1% of Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: JVo Asbestos Detecred, NA/PS: J\.'ot Analyzed Positive Stop, 1VA: }lot Analyzed 

Disclaimer: PI.Mis not consistenr!y reliable in detecting asbestos mfloor covermgs and similar non7friah!e orgamcally bound materials. No ,1sbestos Detecred or Trace results by 
Pll.1 J 98. 6 are considered inconclusive, TEM is currently the only method rhat can he used w determine ifmalenals can be considered as non asbestos containing in AT State. !his report 
cannoi be reproduced except in full without the approval of Re.1ponse Labs, LLC. l71is PL\.1 repott /'elates ONLY to the items tested Liability is limited to the co1·t of analysis. 
ELAP PL'vl lllethod 198.1 for friable samples or l98.6for /\'OB Samples. 

Comments: Sample 5621 (Layered Paper) was not split as the san1ple stereoscopically appeared 
hon1ogenous throughout. The san1ple \Vas prepped fro1n 4 different layers to illSUI'e 
homogenity. 
Report Revised Due to Math Error on Sample Number 5635. 

Report 



i_\.evised_ J<eDort 

Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

gevlsed 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Building 65 

Laboratory Job Number: 854 405 

Sampled By: Bryan Cleacy 

Collection Date: 11/29/2011 

Date Received: 12;1;2011 

Lab Customer % Non-Fibrous % of % of Acid Soluble % of Total% of 
Matrix Material Residue 

5631 182-04 Homogeneous White 46.2 14.9 39.0 NA/PS 
San1pled Material: White Ceiling Paint 

Sa1nple Location: 210 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Turn Around Time: ~rep 

5632 182-05 Homogeneous White 

Sa1npled Material: White Ceiling Paint 

Sa11iple Location: 210 

Analyzed By: 

Mianscope: 

Method: Prep (Not Analyzed) 

Tur11 Around Time: Prep 

5633 182-06 Homogeneous 

Santpled Material: YVhite Ceiling Paint 

Saniple Location: 214 

1A.-'hite 

Analyzed By: 

Microscope'. 

lvfethod: Prep (Not Analyzed) 

Turn Around Time: Pre!? 

5634 182-07 Homogeneous 

Sa111pled Material: VVhite Ceiling Paint 

Santple Location: 214 

V\lhite 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed.) 

Turn Around Time:_ Prep 

5635 183-01 l--Iomogeneous 

Sanipled Material,; Linoleum Floor 

Sa1nple Location: 212 

Wxed 

Analyzed By: Justin AdanL.'> Method: 1'.TYS ELAP 198.6 

Microscope_: _ Oly~pus BH-2-214 Turn Around Time: 5 Day 

13.8% 

Non-Asbestos Fibers 

An~_lY.zed Date: 
47.5 14.8 

Non-Asbestos Fibers 

Analyzed Date: 

45.5 16.8 

Non-Asbestos Fibers 

Analyzed Date:· 

46.8 15.3 

Non-_Asbestos Fibers 

AnaJy~ed Date: 

52.8 29.4 

Non-Asbestos Fibers 
4.0% Fiber Glass 

An,alyzed Date: 12/2/2011 

% Asbestos Types: ______ _ 
Not Analyzed Positive Stop 

37.7 NA/PS 
%_ Asbestos Types: ____ _ 

Not Analyzed Positive Stop 

37.8 NA/PS 
% Asbestos Types: 

Not Analyzed Positive Stop 

37.9 NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

17.8 Inc. 

_% Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TE1'.1 

Definitons of Abbreviations: NOB: lv·on-Organically Bound, Trace: Asbestos Detected at 1% or Less. TEM: Transniission Electron ,\1icroscope, 
Inc.: Inconclusive, NAD: ATo Asbestos Detected. _NA/PS: }\tot Analyzed Positive Stop, NA: Not Analyzed 

Di'>claimer: ?Llvf 1s not consistently reliable in detecling asbestos infloor coverings and similar 11011-friabfe organically bound matenals. ,Vo Asbestos Detected or Trace results by 
PLkf 198.6 are conwdered inconclusive, JEM 1s currently the on(v method that can be used to determine !f mmerials can be considered as non asbesros comaining m l'{Y State. This reporl 
cannor be reproduced except m.fidl v.:ahou/ the approval of Response Labs. LLC Tlus Pf}.,{ reporr relates ONLY to the ilems iested. Lwbi/ity is Limited ro the cost of analysis. 
ELAP PL/11JWetltod198.lfor .friable samples or 198.6/or JVOB Samples. 

Com1nents; Sample 5621 (Layered Paper) was not split as the sample stereoscopically appeared 
hon1ogenous throughout. The sample vv-as prepped from 4 different layers to insure 
hon1ogenity. 
Report Revised Due to Math Error on Sa1nple Number 5635. 



lZ~_;vi.sed T<r-'l;nd· 

Response Labs, LLC 
12 Colvin Avenue, Albany NY 12206 

Plwae (518) 482-5630 Fax (518) 482-5624 

Rt>vised !·i'r-n-'t1'1rt 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Building 65 

Laboratory Job Number: 854 405 

Sampled By: Bryan Cleary 

Collection Date: 11;29;2011 

Date Received: 12;1;2011 

Lab Customer O/o Non-Fibrous 
Matrix Material 

% % of Acid Soluble % of Total% of 
A.sbestos 

5636 183-02 Homogeneous 

Sampled Material: Linoleum Floor 

Saniple Location: 211 

Mixed 

Analyzed By: 

Microscope: 

5637 

Justin Adams Method: Nl'S ELAP 198.6 

~lympus BI-1-2-214 Turn Aroun_d Time: 5 Day_ 

184-01 Hon1ogeneous 

Sanipled Material: Interior Windo'V\' Glazing 

Santple Location: 204 

Grey 

Analyzed By: Justin Adanls Method: NYS ELAP 198.6 

Microscope: Olyn1pus BH-2-214 Turn Around Time.' 5 Day 

5638 184-02 Homogeneous Grey 

Sampled Material: Interior Window Glazing 

9.9% 

17.7% 

Saniple Location: 209 

Analyzed By: 

lvlicroscope: 

Method: Prep (Not Analyzed) 

Tunz Around Time: ~r.~p 

5639 185-01 Homogeneous Black 

Sampled Material: Black Mastic 

Sa1nple Location: 214 

A11alyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Oly111p_us ~!"f-2-214 Turn Around Time: 5, Day 

24.5% 

5640 185-02 Homogeneous Black 25.0% 

Sa111pled Material: Black Mastic 

Saniple Location: 210 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympu.."i BI·I-2-214 'furn Around TiJn~: 5 Day 

53.6 33.5 

Non-Asbestos Fibers 
3.0% Fiber Glass 

Ana'.yzed Dnte: 

9.7 

12/2/2011 

70.0 

Non-Asbestos Fibers 
None Detected 

Analyzed lJate: 12/2/2011 

7.9 61.0 

Non-Asbestos Fibers 

Analyzed Date: 

52.4 22.2 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 1~/~/~011 

44.9 25.6 

Non-Asbestos Fibers 
None Detected 

Analyz~d Date: 12/2/2011 

% 

% 
2.6% 

Residue 

12.9 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

20.3 2.6% 

AsbestosJlll'es: .... 
Anthophyllite 

31.2 NNPS 

% Asbestos Types: 

% 
0.77% 

Not Artalyzed Positive Stop 

25.3 0.77% 

Asbestos Types: 
Chrysotile 

29.5 4.5% 

% Asbestos Types: 
4.5% Chrysotile 

Definitons of Abbreviations: NOB: Non-Organical~y Bound, Trace: Asbestos Detected at 1% or Less, TEM:Transmission Electron lvficroscope, 
Inc.: Inconclusive, JVAD: J\10 Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: ,Vol Analyzed 

Disclaimer: PL1H is not consis1en1/y reliable in detectmg asbesros in floor covcring1· and similar non~(riahle organically bound materials_ No Asbestos Detected or Trace results by 
PIM 198.6 are considered inconclusive, TEN! ts currenlfy !he only method that can he used zo dcrermine if materials can be considered as non asbestos containmg m NY Sime. This report 
cannot he repruduced except in.fidl wi1hout the approval of Re.>ponse Labs, LLC. Tfus PL!vf report relates ONLY lo the /fems tested Liability is limited 10 the cost of ana~vsis 
EL4P PL;lf Jlfetllod 198.J for friable samples or 198.6/or NOB Samples. 

Comments: Sample 5621 (Layered Paper) vvas not split as the sample stereoscopically appeared 
homogenous throughout. The san1ple >vas prepped from 4 different layers to insure 
homogenity. 
Report Revised Due to Math Error on Sample Number 5635. 



Fevised I~'r:>nnrf-

Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Building 65 

Laboratory Job Number: 854 405 

Sampled By: Bryan Cleary 

Collection Date: 11/29/2011 

Date Received: 12;1;2011 

Lab Customer O/o Non-Fibrous 
Matrix Material 

% % of Acid Soluble % of Total% of 

5641 186-01 Homogeneous Grey 

San1pled Material: Grey 9x9 VFT 

Sa1nple Location: 214 

Analyzed By: 

Microscope: 

5642 186-02 

Method: Prep (Not Analyzed) 

T1tn1 Around Time: Prep 

Homogeneous Grey 

Santpled Material: Grey 9x9 VFT 

Sa1nple Location: 210 

Analyzed By: 

Microscope: 

5643 187-01 

Method: Prep (Not Analyzed) 

Tum Around Time: Prep 

Ho1nogeneous Grey 

Sampled Material: Grey 12x12 VFT 

Saniple Location: 214 

Analyzed By: 

Microscope: 

5644 187-02 

Method: Prep (Not Analyzed) 

Turn Around Time: Prep 

Homogeneous Grey 

Santpled Material: Grey 12x12 VFT 

Sarnple Location: 210 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Turn Aro1'.11d Tim~: Prep_ 

24.9 44.6 

Non-Asbestos Fibers 

Analyzed Date: 

23.2 43.2 

Non-Asbestos Fibers 

Analyzed Date: 

13.5 86.0 

Non-Asbestos Fibers 

Analyzed Date: 

13.5 85.6 

Non-Asbestos Fibers 

Atu:ly_zed Date: 

Residue 

30.4 NA/PS 

% Asbestott. Typ(!s__:_ 
Not Analyzed Positive Stop 

33.7 NA/PS 

% Asbestos Types:_ 
Not Analyzed Positive Stop 

0.5 NAD 

% Asbestos Types: 
Sa1nple Negative By Weight 

0.8 NAD 

% Asbestos Types: 
Sample Negative By Weight 

Definitons of Abbreviation~»: NOB: JVon-Organically Bound, Trace: Asbestos Detected al 1% or Less, TEM: Transmission Electron lv!icroscope_. 
Inc.: Inconclusive_. NAD: ,Vo Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: 1Vol Analyzed 

Disclaimer: PLA1is1101 consistently reliable in detect mg asbestos in floor coverings and similar non:friable orgamcally hound materials. No Asbestos Detecred or Trace results by 
PL/vi J9R_6 are considered incondusive, J'Elt11s currently the on(v method that can be used to determine !/"materials can be considered as 11011 asbestos contammg in NY Sime. This report 
cannot he reproduced excep1 in_fid! without the approval of Re~ponse Labs, !.LC This ?LAI report re/ares ONLY to the items tested. Liability is limited to the cost of una~)'sis. 
EIAP PLM !f<fetlwd 198.1 for friable samples or 198.6/or ]\'OB Samples. 

Co1n1nents: San1ple 5621 (Layered Paper) vvas not split as the sample stereoscopically appeaxed 
homogenous throughout. The sample was prepped from 4 different layers to insure 
homogenity. 
Report Revised Due to Nfath E1Tor on Sample Number 5635. 



AmeriSci Job 1#: 211121576 

Client lllame: Response labs, ll C 

Tabi&I · · 
Summary of Bulk Asbestos Analysis Results by .NYS ElAP 198.4 NOB Method 

1111100AA; Beech - Nut; Mohawk St., Canagoharie, NY; Bfdg. #65 

.Am.eriSci 
Sa1nple # 

01 

Client SampJe# 

5610 

HG 
Are-a 

Location; 4~ BFovtri Cove Base, 65-207, 5.8°4 

02 56ti 

Location~ Mastic For 173-01, -65-208, 35.1% 

03 5612 

toration: Mastic For 173-02, 65-207, 33.8% 

04 5624 

Locatioo: 1x1 Glue Dabs, 65-201, 56.8% 

05 5625 

locatfoo: 1x1 GJue Dabs, 55-205, 4!tJ"'/o 

00 5535 
Locatton.: Unofewn froor. 65--21'2, f7_a% 

07 563(; 

Location: linoreum ~r. 65---21 t, t2'.9%-

Sample 
Weight 
l!Jfam) 

Heat 
Sensllive 
Organic% 

Acid 
.Soh.1ble 

invrganie % 

lnsoJ1Jbie 
No-.rt-~best-os 

Inorganic% 

Page 1of1 

,...,. .Asbestos 3 by 
TEM 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 

Anal:y-.led by: Roman Peysaikhov __ . ~.,,,,,. :=~ __ _____; Dcate Ana1Y7.00 121812011 
""CluanHtatNeAn.aJysis (SemiifuJI); Bulk.Asbestos Ail~-- ~LM by EPA 60DIM4-B:2-02D pe;40CFR of ELAP 1-00.1 fc1 Ne.v York fit.abJe samples Of ElAP 198.3 fur New York NOB santiples; TEl\.i 
(Sem11Fu!l} hy EPA 600JR..g3f116 {no-t covered by NVI:A? Bulk a:c:credi!alion} ot ELAP 198.4; tor New York samples; NAO-== no asbe.5tos detected during a gvantliative analy5is; NA= not analyzed; Trace = 
>::1 o/..,; Qtrantita:tion fur bagfnntng \ili(li!jhts of <Q,-J grams. sllouJd he oons'1dered .as quatitathte -OJlly; Qualitative Analysis: Asbest<is anafysfs resl!tts of "Present" or "NVA ~ No Visible Asbestos'" repre:s.en.ts 
resul!s f-0r Quamalive PLM Clf'TEM Analysis on!y (na aocreditatio-11 CDverage availablE! from :a11y 1-egul-ato.-y age110:.."'j for quaJilal~ve .analyses); A!HA Lab.# 102843, Nvt.A.P Lal:P Code 200546-0, NVSOOH 
El.AP Lat> 10#11480. 

Warning: Note: PlM timlta!iOJJ, only TEM' witl resoive fibers-<0.:25 micrometers in diameter. TEM bulk .r:u1.alysjs is representative of the fine grained matrix materf.al and may n:ot be representative of 
non~uniformty d~spersed-dcl!£is fotwhich PLM evaJuation is recommendfrd (i.e. solls and other heteragellOl!S materials.). 

Reviewed By:. _________________ _ 
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AMER1Sc1 

December 14, 2011 

Ambient Environmental, Inc. 
Attn: Joella Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE: Ambient Environmental, Inc. 
Job Number 211121538 
P.O. #111110AA 

AmeriSci New York. 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL (212) 679-8600 •FAX: (212) 679-9392 

11111 OAA; Beech - Nut; Mohawk St., Canajoharie, NY; Coolers 1st Floor (Report Amended 
12/14/2011) 

Dear Joella Viscusi: 

Enclosed are the results of Asbestos Analysis - Bulk Protocol of the following Ambient Environmental, Inc. samples, received at 
AmeriSci on Monday, December 05, 2011, for a 5 day turnaround: 

291-01, 291-02, 292-01, 292-02, 293-01, 293-02, 294-01, 294-02 

The 8 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Ambient Environmental, Inc. requested 
ELAP PLM!TEM analysis of these samples. 

The results of the analyses which were performed following ELAP Protocols 198.1 PLM Friable and/or 198.6 for PLM NOB. 
ELAP Protocol 198.4 TEM NOB guidelines are presented within the Summary Table of this report. The presence of matrix 
reduction data in the Summary Table normally indicates an NOB sample. For NOB samples the individual matrix reduction, 
combined PLM and TEM analysis results are listed in the Summary Bulk Asbestos Analysis Results in Table I. Complete PLM 
results for individual samples are presented in the PLM Bulk Asbestos Report. This combined report relates ONLY to sample 
analysis expressed as percent composition by weight and percent asbestos. This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated agency. This report must not be 
reproduced, except in full without the written approval of the laboratory. This report may contain specific data not covered by 
NVLAP or ELAP accreditations respectively, if so identified in relevant footnotes. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sincerely, 

Laboratory Director 

Boston - Los Angeles - New York - Richmond 



AmeriSci New York 
117 EAST 30TH ST. 

AMER/SCI NEW YORK, NY 10016 
TEL: (212) 679-8600 •FAX (212) 679-3114 

PLM Bulk Asbestos Report 
Ambient Environmental, Inc. 
Attn: Joella Viscusi 

Date Received 12/05/11 AmeriSci Job# 211121538 
Date Examined 12/09/11 P.O.# 

12 Colvin Avenue ELAP # 11480 Page 1 of 2 

Albany, NY 12206 

RE: 111110AA; Beech - Nut; Mohawk St, Canajoharie, NY; 
Coolers 1st Floor (Report Amended 12/14/2011) 

Client No. I HGA Lab No. Asbestos Present 

291-01 211121538-01 
291 Location: Sink Sound Coat, 1st Floor Food Office 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

291-02 
291 

Other Material: Non-fibrous 9.3 % 

211121538-02 
Location: Sink Sound Coat, 1st Floor Food Office 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

292-01 
292 

Other Material: Non-fibrous 37.4 % 

211121538-03 
Location: Concrete Wall, 1st Fir. Cooler#1 Wall 

No 

No 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

292-02 
292 

Other Material: Non-fibrous 100 % 

211121538-04 
Location: Concrete Wall, 1st Fir. Cooler #1 Wall 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

293-01 

293 

Other Material: Non-fibrous 100 % 

211121538-05 
Location: Mastic, 1st Fir. Cooler #1 Under Cork 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 41.5 % 

See Reporting notes on last page 

No 

Total % Asbestos 

NAO 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 12/09/11 

NAO 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 12/09/11 

NAO 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 12/09/11 

NAO 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 12/09/11 

NAO 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 12/09/11 



AmeriSci Job# 211121538 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech - Nut; Mohawk St, Canajoharie, NY; 

Coolers 1st Floor (Report Amended 12/14/2011) 

Client No. I HGA Lab No. Asbestos Present 

293-02 
293 

211121538-06 
Location: Mastic, 1st Fir. Cooler #1 Under Cork 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

294-01 
294 

Other Material: Non-fibrous 35.9 % 

211121538-07 
Location: Inner Concrete, 1st Fir. Freezer #1A Wall 

No 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

294-02 
294 

Other Material: Non-fibrous 100 % 

211121538-08 
Location: Inner Concrete, 1st Fir. Freezer#1A Wall 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

other Material: Non-fibrous 100 % 

R t . N t · -·1 /J f epor mg o es. P !!. '." I•'/ ' . .· ,--,.,_, /.)/'J'J;; j/i - '{ !! i' ,,,~· 

Page 2 of2 

Total% Asbestos 

NAO 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 12/09/11 

NAO 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 12/09/11 

NAO 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 12/09/11 

Analyzed by: Ella Babayeva ~/"',..-'1~ ,../ff.-,Zr,l ,/ !/"".) 6 ;;;;(;;;;""".#' 
'"NAD/NSD ::::no asbestos detected; NA =not aefalyzed; NA/PS=not analyzed/positive stop; PLM Bulk Asbestos Analysis by EPA 600/M4~82-020 per 40 
CFR 763 (NVLAP Lab Code 200546-0), ELAP PLM Method 198. 1 for NY friable samples or 198.6 for NOB samples (NY ELAP Lab 1011480); 
Note:PLM is not consistently reliable in detecting asbestos in floor coverings and similar non-friable organically bound materials. NAO or Trace results 
by PLM are inconclusive, TEM is currently the only method that can be used to determine if this material can be considered or treated as non 
asbestos-containing in NY State (also see EPA Advisory for floor me, FR 59, 146,38970,8/1/94) National Institute of Standards and Technology 
Accreditation requirements mandate that this report must not be reproduced except in full without the approval of the lab.This PLM report relates ONLY 
to the items tested. AIHA Lab ~10284i, 171 Cert#AAL-094, CT Cert#PH-0186, Mass Cert#AA000054. 

Reviewed By: '·1/ {l_,1~/\.~~ END OF REPORT ____ _ 

\ I 
\ i 
\ f 



AmeriSci Job #: 211121538 Page 1 of 1 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

11111 OAA; Beech - Nut; Mohawk St., Canajoharie, NY; Coolers 1st Floor (Report Amended 12/14/2011) 

Sample Heat Acid Insoluble 

AmeriSci HG Weight Sensitive Soluble Non-Asbestos ** Asbestos 0
/[) by ** Asbestos u;o by 

Sarnple # Client Sample# Area (gram) Organic o/o Inorganic 0/o Inorganic o/o PLMIDS TEM 

01 291-01 291 0.281 88.6 2.1 9.3 NAO NAO 
Location: Sink Sound Coat, 1st Floor Food Office 

02 291-02 291 0.147 57.8 4.8 374 NAO NAO 
Location: Sink Sound Coat, 1st Floor Food Office 

03 292-01 292 NAO NA 
Location: Concrete Wall, 1st Fir. Cooler #I Wall 

04 292-02 292 NAO NA 
Location: Concrete Wall, 1st Fir. Cooler#1 Wall 

05 293-01 293 0.792 34.3 24.1 41.5 NAD NAO 

Location: Mastic, 1st Fir. Cooler #1 Under Cork 

06 293-02 293 0.295 47.5 16.6 35.9 NAD NAO 

Location: Mastic, 1st Fir. Cooler #1 Under Cork 

07 294-01 294 NAO NA 

Location: Inner Concrete, 1st Fir. Freezer #1A Wa!! 

08 294-02 294 NAO NA 

Location: Inner Concrete, 1st Fir. Freezer #1A Wal! 

Analyzed by: Marik Peysakhov /l l7 {~Vld J~>{(f,.}(:~.A,,.--~~~~~ Analyzed 12/10/2011 
*"Quantitative Analysis (Semi/Full); Bu!k AsbestPs Analysis - PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Sen1i/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAO= no asbestos detected during a quantitative analysis; NA= not analyzed; Trace= 
<1°/o: Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only {no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM limitation, only TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis ls representative of the fine grained matrix material and may not be representative of 

non-uniformly dispersed debr~~r Jr( .:LM eva~~.'.'.';iJs recommended (i.e. soils and other heterogenous materials). 

Reviewed By._ J ,. V,-. \ V:: 
f' "'(""' j 
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Revised 1'?;:-1 nnd· 

Response Labs, LLC. 
12 Colvin Avenue, Albany NY12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Revised 

Client: Ambient Environmental 
12 Cofoin Avenue 

Client Project Number: 111110AA 

Albany NY 12206 

Project Name: Beech-Nut 
Mohawk St, Canajoha1ie NY 

Sampling Area: Compressor Room/Chem. Mix Room/Exterior 

Laboratory Job Number: 854--420 

Sampled By: Bryan Cleaiy 

Collection Date: 12;s;2011 

Date Received: 12/9/2011 

Lab Customer 
# 

o/o Non-Fibrous 
Matrix Material 

% % of Acid Soluble % of Total%of 

5985 338-01 J~omogeneous White 

Sampled Material: Pipe Insulation 

Santple Location: 211 Pipe 

Analyzed Hy: Justin Adams Method: f\i'YS ELJ\.P 198.1 

Microsc,ope: Oiyi:npus BH-2-214 Turn Around Time: 5 Dar_ 

5986 338-02 

Sanzpled Material: Pipe Insulation 

Sample Location: 2" Pipe 

Analyzed By: Method: Positive Stop 

50% 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/14/2011 

Non-Asbestos Fibers 

Microscope: Turn Around Tinie: Positive Stop (198.l) Analyzed Date; 

5987 338-03 

Sa1npled Maten.al: Pipe Insulation 

Santple Location: 2" Pipe 

Analyzed By: Method: Positive Stop 

Non-Asbestos Fibers 

f11-ic::osco~e: Turn Around Time: Positive St?p_ (~~8:1) ~na~yzed Date: 

5988 339-01 Homogeneous Brown 

Sa1npled Material: Pipe Insulation 

Sa1nple Location: 6" Pipe 

Analyzed By: Justin Adan1s Method: NYS ELAP 198.1 

Microscop~: Olympus BH-2-214 Tunt Around Tinze: ~ D<:-Y 

3.5% 

Non~Asbestos Fibers 
21 % Synthetics 

68% Cellulose 

Analyzed Date: 12{1~~/2011 

Residue 

50% 

___ % Asbestos Types: 
50% Ch1ysotile 

NA/PS 

% ___ _Asb.estos Types: 
Not Analyzed Positive Stop 

NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

7% 

% Asbestos Types: 
7% Chrysotile 

Definitons of Abbreviations: tVOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM:Transmission Electron j\;ffcroscope. 
Inc.: inconclusive, NAD: No Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: Nol Analyzed 

Disclaimer: PLA1 is not consistent~\' reliable in deteclmg asbestos in floor coverings and similar non:friable orgamcally bound matenals. No Asbestos Detected or Trace results by 
PlJvf I 98_ 6 are considered inconclusive, TEA1 is curremfy the only method thar can be used ro determine if mare;oials can be conside;oed as non asbestos containing 111 i\IY Stale. This repo11 
cannot be reproduced except 111.fidl without the apprm•al qf Response Labs, !LC This PIA! report relates (),\'LY to the items tested Liab1/Jty 1s lim11ed Ir> the cost of analysis. 
ELAP PL.41Method198.1 for friable sample.for 198. 6 for NOB Samples. 

Comments: Report Revised 1/12/12-Client Requested samples 5997 and 5998 to be analyzed. 
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Response Labs, LLC. 
12 Colvin Avenue, Albany NY12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Rc•Jisf:d 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Compressor Room/Chem. Mix Room/Exterior 

Laboratory Job Number: 854 .. 420 

Sampled By: Bryan Cleary 

Collection Date: 12;s;2011 

Date Received: 12;9;2011 

Lab Customer % Non-Fibrous % of % Soluble % of Total% 
Matrix Material l{esidue 

5989 339-02 

Sanzpled Material: Pipe Insulation 

Sa1nple Location: 611 Pipe 

Analyzed By: Method: Positive Stop 

Non-Asbestos Fibers 

1::1-icros~ope: . Tuni Around Time: Positive Stoi:: _(198.1) _f\.11alyzed Date: 

5990 339-03 

Sa111pled Material: Pipe lnsulation 

Sa'lnple Location: 5n Pipe 

Analyzed By: Method: Positive Stop 

Non-Asbestos Fibers 

Microscope: Turn Around 1Yme: Positive Stop (198.1) Analyzed Date: 

5991 340-01 Homogeneous Brovvi.1 

Sampled Materiat Tank Insulation 

Sanzple Location: Chemical tvfixing Room 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Ji:1icroscope: Olympus BH-2-214 Turn Around Ti111e: 5 Day 

5992 340..02 

Sa1npled Material: Tank Insulation 

Sa111ple Location: Chemical Mixing Room 

Method: Positive Stop 

40% 

Non-Asbestos Fibers 
20% Fiber Glass 

Analyzed Dale: 12/14/2011 

Non-Asbestos Fibers 

Analyzed By.' 

.fv1/croscope: 
5993 

Tu171 Around Time: Positive Stop {198.!) AnalJ!.zed Date: 

340-03 

Sanipled Material: Tank Insulation 

Sanzple Location: Chemical M'ixing Roon1 

Analyzed By: Method: Positive Stop 

Non-Asbestos Fibers 

Microscope: Turn Around Time: Positive Stop_ (198.1) .. Analyzed Date: 

NA/PS 

% .. flsbestos Types: 
Not Analyzed Positive Stop 

NA/PS 

Asbestos Types: 
Not Analyzed Positive Stop 

40% 

%. Asbestos Types: 
40% Chrysotile 

NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

Definitons of Abbreviations: NOB: _Non~Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron ,'v/.icroscope. 
Inc.: Inconclusive, NAD: .No Asbestos Detected, 1VA/PS: lv'ot Ana(vzed Positive Stop, NA: Not Analyzed 

Disclaimer: PU! is not consistently re/table in detect mg asbestos in floor coverings and similar non-ji'iabte organically hound malenals. No Asbestos Detected or Trace results hy 
l'lJ'vf 198.6 are considered mconclus1ve, Th'Af is currently 1he only method /hat can be used lo determme if materials can be considered as non asbestos containing in ,\'Y State. Jhis report 
cannot be reproduced except in full withou11he approval of Response Labs, LJ,C. This PLA1 repon relates ONJ,Y to the items tested Liability is !imiled to the cost of m1a/ysis. 
ELAP PLAf Il/etlwd 198.1 for friable samples or 198. 6 for A'OB Samples. 

Comments: Report Revised 1/12/12-Client Requested sa1nples 5997 and 5998 to be analyzed, 



t<.evisc·d 

Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

PLM I\evised kPnni'r 

Project Name: Beech-Nut 
Mohawk St, Canajoharie N'Y 

Sampling Area: Compressor Room/Chem. Mix Room/Exterior 

Laboratory Job Number: 854 420 

Sampled By: Bryan Cleaiy 

Collection Date: 12;s;2011 

Date Received; 12/9/2011 

Lab Customer % Non-Fibrous % of % Soluble % of Total% of 
Mahix Material Residue 

5994 341-01 Homogeneous Black 

Sa1npled Material: Galbestos 

Sa1nple Location: Siding on Tunnel 3 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: O~:Y:111-f!US BH-2-214 Turn Around Time: 5 Day 

5995 341-02 

Sanzpled Material: Galbestos 

Sarnple Location: Siding on Tunnel 1 

11.9% 

Analyzed By: 

Microscope: 
i\1etlwd: Prep (Not Analyzed) 

Turn Around Time: Prep 

5996 342-01 tiomogeneous 

Santpled Material: White Paint Coating 

Sa1nple Location: Exterior of Building 

YVhitc 

Analyzed By: Justin Adan1s Method: N--YS ELAP 198.6 

Microscope: Ol:y1!1::pus BH-~-214 Turn Around Time: 5 D~y 

5997 342-02 Homogeneous \r\lhite 

Sampled Material: White Paint Coating 

Sanzple Location: Exterior of Building 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

57.9% 

49.1 

Microscope: Olyr:nr:i-:s BH-2-214 Turn Around Time: Same Day Rush 

5998 342-03 Homogeneous White 56.6 % 

Sa1npled Material: White Paint Coating 

Sa1nple Location: Exterior of Building 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microsc.~pe: Oly~:e~s BH-2-214 Turn Around T!1ne: Same Day Rush 

61.2 

Non-Asbestos Fibers 
None Detected 

!tn~lyzed, Date: 12/11/2011 

3.2 

59.2 2.4 

Non-Asbestos Fibers 

Analyzed Date: 

26.4 14.4 

Non-Asbestos Fibers 
None Detected 

An~~![zed Date: 12/~1/2011 

29.7 19.7 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 

21.1 

1/.12/2012 

21.1 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 1/.12/2012 

% 
23.7% 

35.6 23.7% 

Asbestos Types: 
Chrysotile 

38.5 NA/PS 

_ % Asbestos ~ypes: 

% 
1.3% 

% 

Not Analyzed Positive Stop 

59.2 1.3% 

Asbestos Type__s: 
Tremolite 

50.6 1.53% 

Asbestos Types: 
1.53% Tremolite 

57.9 1.24% 

% Asbestos Types: 
1.24% Tremolite 

Trace Chrysotile 

Definitons of Abbreviations: NOB: Jilon-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM:Transmission Electron A1icroscope, 
Inc.: Inconclusive, NAD: }./o Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA; A"ot Analyzed 

Disclaimer: PLlvf is not consistently reliable in detectlng asbestos in floor coverings and similar non-friable organically houndmareria!s. No Asbestos Detected or 'Frm:c results hy 
PLt\1198.6 are considered inconclusive, JI:'i\1 is currcnl!y the only method that can be used to determine {(materials can be considered as non asbes1os containing in NY State T111s report 
cannot be reproduced except infill/ without the approval qf Responso: Lah.s, LLC. 111is PLi\1 repon rdote~· ONLY to the items tested. Lwb1hty 1s limited to the cost (?!'analysis. 
ELAP Pl/11Method198.1 for friable samples or 198.6jor NOB Samples. 

Comments: Report Revised 1/12/12-Client Requested samples 5997 and5998 to be analyzed. 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

}:\ev5-setl TZennrJ 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Compressor Room/Chem. Mix Room/Exterior 

Laboratory Job Number: 854-420 

Sampled By: Bryan Cleary 

Collection Date: 12/8/2011 
Date Received: 12/9/2011 

Lab Customer O/o Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Color 

5999 342-04 

San1pled Material: White Paint Coating 

Sa1nple Location: Exterior of Building 

Analyzed By: 

Microscope: 
Method: Prep (Not Analyzed) 

'Tu1:n Around Time:, Pt(O'P 

6000 342-05 

Sanipled Material: White Paint Coating 

Sample Location: Exterior of Building 

Analyzed By: 

Jvficroscope: 

Method: Prep (Not Analyzed) 

Turn Around Time: Prep 

6001 342-06 

Sarnpled Material: W11ite Paint Coating 

Satnple Location: Exterior of Building 

Analyzed By: 
MiLToscope: 

Method: Prep (Not A.nalyzed) 

Turn Around Time: Prep 

6002 342-07 fiomogeneous 

Sa1npled Material: V\lhite Paint Coating 

Sample Location: Exterior of Building 

White 

Analyzed By: 

Mia·oscope: 
Method: Prep (Not Analyzed) 

Tunt Around Time: Prep 

6003 343-01 }lomogeneous Grey 

Sampled Material: Grey Paint 

Sa1nple Locatiau: Overhead X-Door 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscop~: Olympus BH-2-214 Turn Around Time: 5 Day 

37.8% 

25.9 11.4 

Non-Asbestos Fibers 

Analyz~d Date: 

26.3 18.4 

Non-Asbestos Fibers 

Analyzed Date: 

27.4 14.8 

Non-Asbestos Fibers 

Analyzed Date: 

29.0 16.8 

Non-A.sbestos Fibers 

Jinaly~ed Date: _ 

39.8 21.0 

Non-Asbestos Fibers 
None Detected 

An~lyzed [)ate: 12,/11/201~ 

Residue 

62.6 NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

55.3 NA/PS 
% Asbestos Types: 

Not Analyzed Positive Stop 

57.8 NA/PS 
% Asbestos Types: 

Not Analyzed Positive Stop 

54.1 NA/PS 
% Asbestos Types: 

Not A.nalyzed Positive Stop 

39.1 L3% 

% Asbestos Types: 
1.3% Trernolite 

Definitons of Abbreviations: NOB: 1Von~Organically Bound. Trace: Asbestos Detected at!% or Less. TEM:Transmission Electron Jvlicroscope, 
Inc.: Inconclusive, NAD: 1Vo Asbestos Detected, NA/PS: Not Ana(vzed Positive Stop, NA: 1Vot Analyzed 

Disclaimer: PLM is not consistently reliable in detecting asbestos in floor covenngs and similar non.friable organically bound materials. No Asbestos Detected or Trace results hy 
PL\1198.6 are considered inconclusive, TE\f is currently /he only method that can be used to d(~/ermine /(materials can he considered as non asbestos contammg in NY State. 1his repo11 
cannot he reproduced except infi1/l wnhou/ the approval r4Re.1ponse Labs, LLC. 1his PLi\1 report relates ONLY to the items tested. [Jabihty 1s !muted to the cost of analysis. 
ELAP PLM ltletlwd 198.1 for friable samples or 198.6for IVOB Samples. 

Comments: Report Revised 1/12/12-Client Requested san1ples 5997 and 5998 to be analyzed. fob~CfJM 
~~-~~~ 



I~evised l<ennrl 

Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

TZevise ·t f< •nnrr 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Compressor Room/Chem. N!ix Room/Exterior 

Laboratory Job Number: 854 420 

Sampled By: Bryan Cleary 

Collection Date: 12/s/2011 

Date Received: 12;9;2011 

Lab Customer % Non-Fibrous % of % Soluble % of Total% of 
Matrix Material Residue 

6004 343-02 

Sanzpled Material: Grey Paint 

Sample Location: Overhead X¥Door 

Analyzed By: 

Micros~ore: 

Method: Prep (Not Analyzed) 

Turn Around Ti~ne: Pi·ep, 

6005 343-03 

Sa1npled Material: Grey Paint 

Sa1nple Location: Overhead X¥Door 

A11alyzed By: 

Mi~roscope: 

6006 

Method: Prep (Nol Analyzed) 

Turn Around Time: Prep 

344-01 Homogeneous Grey 

Sampled Material: Block 

Sample Location: X-of Building 

Analyzed By: Justin /\dams Method: NYS ELAP 198.1 

Microscop~: qiYll'.-.Ell:-" BH-2-214 Tun1 Around Time: 5 D_ay 

6007 344-02 Homogeneous Grey 

Sampled Material: Block 

Sample Location: X-of Building 

Analyzed By: Justin Adams Metlwd: NYS ELAP 198.1 

~ic~osc?pe: Olym_p:is BH-2-214 Turn Around Time: 5 Day 

6008 345-01 Homogeneous Grey 

Santpled Material: Block Mortar 

Santple Location: X-of Building 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Microsc°.P.~'. _q1y~.pus BH-2-214 Turn Ar?und Thne: 5 Day 

100% 

100% 

100% 

44.3 22.5 

Non-Asbestos Fibers 

Anal¥ze~ Date: 

42.0 23.6 

Non-Asbestos Fibers 

Analyzed Date: 

Non-Asbestos Fibers 
None Detected 

Ana!y~ed Date: 12/14/2011 

Non-Asbestos Fibers 
None Detected 

Aualyz~d Date: 1~/,1~(2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/14/2011 

33.3 NA/PS 

% Asbestos Types: 
Not Analyzed Positive Siop 

34.5 NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% A_sbestos Types: 
No Asbestos Detected 

Definitons o(Abbreviatio11s: NOB: ,Von-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transn1ission Electron Aficroscope, 
Inc.: inconclusive, NAD: A1o Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PL/v{ 1s not consistently reliahle 111 detecting ashesto<; in floor coverings and similar nonjhah!e organically bound materials. No Asbestos Detected or Trace results by 
PIM 198.6 are considered mcondusive, TE!.,.f is currenl~).' the only method that can he used to detennine 1(materia/s can be considered as non asbestos containing in NY Stale. This report 
cannot be reproduced except in fit/! without the approval of Response Labs, LLC This PLA1 report relates ONLY ro the items tested Uabdtty i.1 finuted to the cost of analysis. 
ELAP PLJ! Method 198. l for friable samples or 198. 6 for l\'OB Samples. 

Comments: Report Revised 1 /12/12-Client Requested samples 5997 and 5998 to be analyzed. 



Response Labs, LLC. 
12 Colvin Avenue, .Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

I<tcvised Pi--,nn1·1 R.evi:;cd Pr->nnd 

Project Name: Beech-Nut 
Mohawk St, Cai1ajoharie NY 

Sampling Area: Compressor Room/Chem. Mix Room/Exterior 

Laboratory Job Number: 854 420 

Sampled By: Bryan Cleary 

Collection Date: 12/8/2011 

Date Received: 12/9/2011 

Lab Customer 0/o Non-Fibrous O/o of o/o of Acid Soluble 
Matrix Material 

6009 345-02 Homogeneous Grey 100% 

%of 
Residue 

Total% of 
Asbestos 

NAD 
Sa1npled Material: Block Nlortar 

Sanzple Location: X-of Building 

Non-Asbestos Fibers 
None Detected 

.% . . ... ~sbest.os}"y11es: 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

A~icroscope: O_l;Y_l:'.l)~S BI-1-2-214 Turn Around Time: 5 Day 

6010 346-01 Homogeneous Red 

Sampled Material: Brick 

Sanzple Location: Exterior 

Analyzed By: Justin Adan15 Method: N'YS ELAP 198.1 

Microscope: Oly1?-~P1:1S BH-2-214 _Turn Around Time: 5 Day 

6011 346-02 Homogeneous Red 

Sa111pled Material: Brick 

Sa11iple Location: Exterior 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Microscop~:-

6012 

C?}.Y!llPlls BH-2-214 Turn Around Time: 5 Day 

347-01 Ho1nogeneous Red 

Sanipled Material: Brick Mortai· 

Saniple Location: Exterior 

Analyzed By: Justin Adams Method: N--YS ELAP 198.1 

Mio·osc?pe: ()_lf'._m:pus ~H-2-214 Turn Around Time: 5 Da:y 

6013 347-02 Homogeneous Red 

Sa111pled Material: Brick Mortar 

Sarnple Location: Exterior 

Analyzed By: Juslin Adan1s Method: N'fS ELAP 198.1 

i\:ficroscope: Olympus ~H-2-214 Turn Around Time: _5 Day 

100% 

100% 

100% 

100% 

No Asbestos Detected 

Analyzed Da~e: 12(14(2011 

NAD 

Nott-Asbestos Fibers % Asbestos Types: 
None Detected No Asbestos Detected 

Analyzed Date: 12/14/2011 

NAD 

Non-Asbestos Fibers % Asbestos Types: 
None Detected No Asbestos Detected 

Analyzed Date: 12/14/2011 

NAD 

Non-Asbestos Fibers % Asbestos Types: 
None Detected No Asbestos Detected 

Analyzed Date: 12./14/2011 

NAD 

Non-Asbestos Fibers % Asbestos Types: 
None Detected No Asbestos Detected 

Analyzed Date: 12/14/2011 

Deflnitons of Abbreviations: NOB: ,Von-Organically Bound, Trace: Asbestos Detected at 1% ot Less, TEM:Transmission Electron ,o/ficroscope, 
Inc.: inconclusive, NAD: 1Vo Asbestos Detected, NA/PS: lvTot Analyzed Positive Stop, NA: }\rot Analyzed 

Disclaimer: f'Llyf is no! consistently reliable in detecting asbesros m j{oor coverings and similar non:ffiahle organicaffy hound marerials .• Alo Asbestos Detected or Trace results by 
PJ,..,\1198.6 are considered inconclusive. J'EM is c11rrently the on!)' method that can be used to detennme r/matenals ca/1 be considered as non asbestos containing in NY State. Y/1is report 
cannot be reproduced except in_fU!l wilhout 1he approval of Response Labs, LLC. This PIM report relates ONLY lo the items 1ested f,iability is limiled to 1he l'OSl of analysis. 
EL4P PLlvl itletlwd 198.l for friable samples or 198.6/or NOB Samples. 

Comments: Report Revised 1/12/12-Client Requested samples 5997 and 5998 to be analyzed. 

u 
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AMER1Sc1 

December 10, 2011 

Ambient Environmental, Inc, 
Attn: Joella Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE: Ambient Environmental, Inc, 
Job Number 211121539 
P,0,#111110AA 

AmeriSci New Yori< 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 •FAX: (212) 679-9392 

111110AA; Beech-Nut; Mohawk SL; Canajoharie, NY; Strained Food Bldg, 

Dear Joella Viscusi: 

Enclosed are the results of Asbestos Analysis - Bulk Protocol of the following Ambient Environmental, Inc, samples, received at 
AmeriSci on Monday, December 05, 2011, for a 5 day turnaround: 

Sample ID 246-01 through 283-05 

The 93 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express, Ambient Environmental, Inc, 
requested ELAP PLMfTEM analysis of these samples, 

The results of the analyses which were performed following ELAP Protocols 198, 1 PLM Friable and/or 198,6 for PLM NOB, 
ELAP Protocol 198.4 TEM NOB guidelines are presented within the Summary Table of this report The presence of matrix 
reduction data in the Summary Table normally indicates an NOB sample, For NOB samples the individual matrix reduction, 
combined PLM and TEM analysis results are listed in the Summary Bulk Asbestos Analysis Results in Table I, Complete PLM 
results for individual samples are presented in the PLM Bulk Asbestos Report This combined report relates ONLY to sample 
analysis expressed as percent composition by weight and percent asbestos. This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated agency, This report must not be 
reproduced, except in full without the written approval of the laboratory, This report may contain specific data not covered by 
NVLAP or ELAP accreditations respectively, if so identified in relevant footnotes, 

AmeriSci appreciates this opportunity to serve your organization, Please contact us for any further assistance or with any 
questions. 

~
, cerel/

'/i 
! ' 

c, /~ul&---
/ I 
\."' J 
Paul' J, Mucha 

Laboratory Director 

Boston - Los Angeles - New York - Richmond 



AmeriSci New York 
117 EAST 30TH ST. 

AMER1Sc1 NEW YORK, NY 10016 
TEL: (212) 679-8600 •FAX: (212) 679-3114 

PLM Bulk Asbestos Report 
Ambient Envirnnmental, Inc. 
Attn: Joella Viscusi 
12 Colvin Avenue 

Date Received 
Date Examined 
ELAP# 

12/05/11 
12/09/11 
11480 

AmeriSci Job # 
P.O.# 

211121539 

Page 1 of 16 
RE: 111110AA; Beech-Nut; 

Strained Food Bldg. 
Mohawk St.; Canajoharie, NY; 

Albany, NY 12206 

Client No. I HGA Lab No. Asbestos Present 

246-01 211121539-01 
246 Location: Terracotta Floor Tiles, Filler Rm. 1st Floor 

Analyst Description: Red, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

246-02 
246 

Other Material: Non-fibrous 100 % 

211121539-02 
Location: Terracotta Floor Tiles, Filler Rm. 2nd Floor 

Analyst Description: Red, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

247-01 
247 

Other Material: Non-fibrous 100 % 

211121539-03 
Location: Grout For 246-01, Filler Rm. 2nd Floor 

No 

No 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

247-02 
247 

Other Material: Non-fibrous 100 % 

211121539-04 
Location: Grout For 246-02, Filler Rm. 1st Floor 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

248-01 
248 

Other Material: Non-fibrous 100 % 

211121539-05 
Location: 1x1 Ceiling Tiles, Office #1 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 2.2 % 

See Reporting notes on last page 

No 

Total % Asbestos 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 



AmeriSci Job#: 211121539 
Cl'lent Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained 

Food Bldg. 

Client No. I HGA Lab No. Asbestos Present 

248-02 211121539-06 
248 Location: 1x1 Ceiling Tiles, Office #1 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

249-01 
249 

Other Material: Non-fibrous 3.6 % 

211121539-07 
Location: Glue Dabs For 248-01, Office #1 

Analyst Description: Dark Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

249-02 
249 

Other Material: Non-fibrous 41.2 % 

211121539-08 
Location: Glue Dabs For 248-02, Office #1 

Analyst Description: Dark Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

250-01 
250 

Other Material: Non-fibrous 44.5 % 

211121539-09 
Location: Concrete Ceiling, Filling Room 

No 

No 

No 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

250-02 
250 

Other Material: Non-fibrous 100 % 

211121539-10 
Location: Concrete Ceiling, Filling Room 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cement!tious, Bulk Material 

Asbestos Types: 

251-01 
251 

Other Material: Non-fibrous 100 % 

211121539-11 
Location: Stair Treads, Stairwell @ Column D 

No 

Analyst Description: Dark Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 100 % 

See Reporting notes on last page 

Page 2 of 16 

Total % Asbestos 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09111 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 

NAO 
(by NYS ELAP 198 1) 
by Karol H. Lu 
on 12/09/11 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 



AmeriSci Job #: 211121539 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained 

Food Bldg. 

Client No. I HGA Lab No. Asbestos Present 

251-02 211121539-12 No 
251 Location: Stair Treads, Stairwell@ Column D 

Analyst Description: Dark Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

251-01 
251-1 

Other Material: Non-fibrous 100 % 

211121539-13 
Location: Sink Sound Coat, Grey - Kitchen 1st Fl. 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

251-02 
251-1 

Other Material: Non-fibrous 33.6 °/o 

211121539-14 
Location: Sink Sound Coat, Grey- Kitchen 1st Fl. 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

252-01 
252 

Other Material: Non-fibrous 35.3 % 

211121539-15 
Location: Gasket, @VAT's 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

252-02 
252 

Other Material: Non-fibrous 48.1 % 

211121539-16 
Location: Gasket,@ VAT's 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

253-01 
253 

Other Material: Non-fibrous 47.7 % 

211121539-17 
Location: TSI, 2nd Floor Pillar C-4 

Analyst Description: WhHe, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 7.0 % 

Other Material: Non-fibrous 93 % 

See Reporting notes on last page 

No 

No 

No 

No 

Yes 

Page 3 of 16 

Total % Asbestos 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12109/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12109/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12109111 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09111 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12109111 

7% 
(ELAP 198.1; 400pc) 
by Karol H. Lu 
on 12/09/11 



AmeriSci Job #: 211121539 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained 

Food Bldg. 

Client No. I HGA Lab No. Asbestos Present 

253-02 211121539-18 
253 Location: TSI, 2nd Floor Pillar C-4 

Analyst Description: Bulk Material 
Asbestos Types: 

254-01 
254 

Other Material: 

211121539-19 
Location: White Wall Plaster, 207 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

254-02 
254 

Other Material: Non-fibrous 100 % 

211121539-20 
Location: White Wall Plaster, 207 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

254-03 
254 

Other Material: Non-fibrous 100 % 

211121539-21 
Location: White Wall Plaster, 208 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

255-01 
255 

Other Material: Non-fibrous 100 % 

211121539-22 
Location: Cove Base Mastic, 211 

Analyst Description: Light Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 2.3 % 

211121539-23 255-02 
255 Location: Cove Base Mastic, 212 

Analyst Description: Light Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 6.9 % 

See Reporting notes on last page 

No 

No 

No 

No 

No 

Page 4 of 16 

Total % Asbestos 

NA/PS 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAO 
(by NYS ELAP 1981) 
by Karol H. Lu 
on 12/09/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 

NAO 
(by NYS ELAP 198 6) 
by Karol H. Lu 
on 12/09/11 



AmeriSci Job#: 211121539 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained 

Food Bldg. 

Client No. I HGA Lab No. Asbestos Present 

256-01 211121539-24 
256 Location: Cove Base, 211 

Analyst Description: Blue, Homogeneous, Non-F'1brous, Bulk Material 
Asbestos Types: 

256-02 
256 

Other Material: Non-fibrous 45.7 % 

211121539-25 
Location: Cove Base, 212 

Analyst Description: Blue, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

257-01 
257 

Other Material: Non-fibrous 51.9 % 

211121539-26 
Location: Thin Set For Clay Tile Floor, 2nd Floor Pillar 81 

No 

No 

No 

Analyst Description: Red, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

257-02 
257 

Other Material: Non-fibrous 100 % 

211121539-27 
Location: Thin Set For Clay Tile Floor, 2nd Floor Pillar B1 

No 

Analyst Description: Red, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 100 % 

211121539-28 No 258-01 
258 Location: Ceiling Mastic Metal To Foam, 2nd Floor Bldg. 20@ C1 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 14 % 

211121539-29 No 258-02 
258 Location: Ceiling Mastic Metal To Foam, 2nd Floor Bldg. 20@ C1 

Analyst Description: Brown, Homogeneous. Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 17.2 % 

See Reporting notes on last page 

Page 5of16 

Total% Asbestos 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12109111 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09111 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12109111 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12109111 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09111 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12109111 



AmeriSci Job#: 211121539 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained 

Food Bldg. 

Client No. I HGA Lab No. Asbestos Present 

259-01 211121539-30 

259 Location: 12x12 VFT Yellow, Rm. 211 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

259-02 

259 

Other Material: Non-fibrous 24.6 % 

211121539-31 
Location: 12x12 VFT Yellow, Rm. 212 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

260-01 

260 

Other Material: Non-fibrous 21 % 

211121539-32 
Location: Floor Tile Mastic, Rm. 207 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

260-02 

260 

Other Material: Non-fibrous 26.2 % 

211121539-33 
Location: Floor Tile Mastic, Rm. 210 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

261-01 

261 

Other Material: Non-fibrous 37.2 % 

211121539-34 
Location: 12x12 VFT Gray, Rm. 207 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

261-02 

261 

Other Material: Non-fibrous 4.5 % 

211121539-35 
Location: 12x12 VFT Gray, Rm. 210 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 3.8 % 

See Reporting notes on last page 

No 

No 

No 

No 

No 

No 

Page 6 of 16 

Total% Asbestos 

NAD 
(by NYS ELAP 198.6) 

by Karol H. Lu 
on 12/09111 

NAD 
(by NYS ELAP 198.6) 

by Karol H. Lu 
on 12109111 

NAD 
(by NYS ELAP 198.6) 

by Karol H. Lu 
on 12109111 

NAD 
(by NYS ELAP 198.6) 

by Karol H. Lu 
on 12/09111 

NAO 
(by NYS ELAP 198.6) 

by Karol H. Lu 
on 12/09111 

NAO 
(by NYS ELAP 198.6) 

by Karol H. Lu 
on 12109111 



AmeriSci Job #: 211121539 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained 

Food Bldg. 

Client No. I HGA Lab No. Asbestos Present 

262-01 211121539-36 
262 Location: 2x4 Ceiling Tile, Rm. 210 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

262-02 

262 

Other Material: Non-fibrous 31.9 % 

211121539-37 
Location: 2x4 Ceiling Tile, Rm. 210 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

263-01 
263 

Other Material: Non-fibrous 23 % 

211121539-38 
Location: Fume Hood Inside Liner, Rm. 213 

Analyst Description: Grey, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

263-02 

263 

Other Material: Cellulose 1 %, Fibrous glass 15 %, Non-fibrous 84 % 

211121539-39 
Location: Fume Hood Inside Liner, Rm. 213 

Analyst Description: Grey, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

264-01 

264 

Other Material: Cellulose Trace, Fibrous glass 15 %, Non-fibrous 85 % 

211121539-40 
Location: Lab Counter, Rm. 213 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

264-02 

264 

Other Material: Non-fibrous 100 % 

211121539-41 
Location: Lab Counter, Rm. 213 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 100 % 

See Reporting notes on last page 

No 

No 

No 

No 

No 

No 

Page 7of16 

Total % Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198. 1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09111 

NAO 
(by NYS ELAP 198. 1) 
by Karol H. Lu 
on 12/09/11 



AmeriSci Job #: 211121539 

Client Name: Ambient Environmental, Inc. 
Page 8 of 16 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained 

Food Bldg. 

Client No. I HGA Lab No. Asbestos Present 

265-01 211121539-42 
265 Location: 12x12 VFT Brown, Rm. 213 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

265-02 

265 

Other Material: Non-fibrous 18.6 % 

211121539-43 
Location: 12x12 VFT Brown, Rm. 213 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

266-01 

266 

Other Material: Non-fibrous 15.8 % 

211121539-44 
Location: Clay Block Wall Grout, Rm. 201 

Yes 

Yes 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

266-02 

266 

Other Material: Non-fibrous 100 % 

211121539-45 
Location: Clay Block Wall Grout, Rm. 201 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

267-01 

267 

Other Material: Non-fibrous 100 % 

211121539-46 
Location: Clay Block Wall, Rm. 201 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

267-02 

267 

Other Material: Non-fibrous 100 % 

211121539-47 
Location: Clay Block Wall, Rm. 201 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 100 % 

See Reporting notes on last page 

No 

No 

Total % Asbestos 

Trace (<0.25 % pc) 
(ELAP 198.6; 400pc) 
by Karol H. Lu 
on 12/09/11 

Trace (<0.25 % pc) 
(ELAP 198.6; 400pc) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 



AmeriSci Job#: 211121539 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained 

Food Bldg. 

Client No. I HGA Lab No. Asbestos Present 

268-01 211121539-48 
268 Location: Ceramic Floor Tile, Rm. 215 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

268-02 
268 

Other Material: Non-fibrous 100 % 

211121539-49 
Location: Ceramic Floor Tile, Rm. 216 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

269-01 
269 

Other Material: Non-fibrous 100 % 

211121539-50 
Location: Ceramic Floor Tile Grout, Rm. 215 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

269-02 
269 

Other Material: Non-fibrous 100 % 

211121539-51 
Location: Ceramic Floor Tile Grout, Rm. 216 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

270-01 
270 

Other Material: Non-fibrous 100 % 

211121539-52 
Location: Wall Tile, Rm. 215 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

270-02 
270 

Other Material: Non-fibrous 100 % 

211121539-53 
Location: Wall Tile, Rm. 216 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 100 % 

See Reporting notes on last page 

No 

No 

No 

No 

No 

No 

Page 9 of 16 

Total % Asbestos 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198 1) 
by Karol H. Lu 
on 12/09/11 



AmeriSci Job #: 211121539 

Client Name: Ambient Environmental, Inc. 
Page 10 of 16 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained 

Food Bldg. 

Client No. I HGA Lab No. Asbestos Present 

271-01 211121539-54 
271 Location: Wall Tile Grout, Rm. 215 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

271-02 
271 

Other Material: Non-fibrous 100 % 

211121539-55 
Location: Wall Tile Grout, Rm. 216 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

272-01 
272 

Other Material: Non-fibrous 100 % 

211121539-56 
Location: Silver Paint, Rm. 310 On Cooler Unit 

Analyst Description: Silver/Red, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

272-02 
272 

Other Material: Non-fibrous 28.1 % 

211121539-57 
Location: Silver Paint, Rm. 310 On Cooler Unit 

Analyst Description: Silver/Red, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

272-03 
272 

Other Material: Non-fibrous 24.6 % 

211121539-58 
Location: Silver Paint, Rm. 402 On Cooler Unit 

Analyst Description: Silver/Red, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

273-01 
273 

Other Material: Non-fibrous 32.1 % 

211121539-59 
Location: Plaster Wall, Rm. 310 

No 

No 

No 

No 

Yes 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

Other Material: Cellulose Trace, Non-fibrous 100 % 

See Reporting notes on last page 

Total % Asbestos 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAD 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 

Trace {<0.25 % pc) 
(ELAP 198.6; 400pc) 
by Karol H. Lu 
on 12/09/11 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 



AmeriSci Job #: 211121539 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained 

Food Bldg. 

Client No. I HGA lab No. Asbestos Present 

273-02 211121539-60 No 
273 Location: Plaster Wall, Rm. 310 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

273-03 

273 

Other Material: Non-fibrous 100 % 

211121539-61 
Location: Plaster Wall. Rm. 310 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

274-01 

274 

Other Material: Non-fibrous 100 % 

211121539-62 
Location: Textured Floor Coating, Rm. 303 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

274-02 

274 

Other Material: Non-fibrous 100 % 

211121539-63 
Location: Textured Floor Coating, Rm. 303 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

274-03 

274 

Other Material: Non-fibrous 100 % 

211121539-64 
Location: Textured Floor Coating, Rm. 303 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementif1ous, Bulk Material 
Asbestos Types: 

275-01 

275 

Other Material: Non-fibrous 100 % 

211121539-65 
Location: Glue For Styrofoam Ceiling, Rm. 302 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 24.7 % 

See Reporting notes on last page 

No 

Page 11 of 16 

Total% Asbestos 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 



AmeriSci Job#: 211121539 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained 

Food Bldg. 

Client No. I HGA Lab No. Asbestos Present 

275-02 211121539-66 
275 Location: Glue For Styrofoam Ceiling, Rm. 302 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

276-01 

276 

Other Material: Non-fibrous 23 % 

211121539-67 
Location: Clay Wall Tile Grout, Rm. 301 

No 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Mater'1al 
Asbestos Types: 

276-02 

276 

Other Material: Non-fibrous 100 % 

211121539-68 
Location: Clay Wall Tile Grout, Rm. 301 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Mater'1al 
Asbestos Types: 

277-01 

277 

Other Material: Non-fibrous 100 % 

211121539-69 
Location: Clay Wall Tile, Rm. 301 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

277-02 
277 

Other Material: Non-fibrous 100 % 

211121539-70 
Location: Clay Wall Tile, Rm. 301 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

278-01 

278 

Other Material: Non-fibrous 100 % 

211121539-71 
Location: TSI, Rm. 303@ B3 

Analyst Description: Grey/Brown, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: Chrysotile 33.3 % 

Other Material: Non-fibrous 66. 7 % 

See Reporting notes on last page 

No 

No 

Yes 

Page 12 of 16 

Total % Asbestos 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

33.3 % 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 



AmeriSci Job#: 211121539 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained 

Food Bldg. 

Client No. I HGA lab No. Asbestos Present 

278-02 211121539-72 
278 Location: TSI, Rm. 303@ 83 

Analyst Description: Bulk Material 
Asbestos Types: 

278-03 
278 

Other Material: 

211121539-73 
Location: TSI, Rm. 303@ 83 

Analyst Description: Bulk Material 
Asbestos Types: 

279-01 

279 

Other Material: 

211121539-74 
Location: Mastic, Rm. 309 Cooler 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

279-02 

279 

Other Material: Non-fibrous 8.8 % 

211121539-75 
Location: Mastic, Rm. 309 Cooler 

Analyst Description: Black, Homogeneous, Non-F'1brous, Bulk Material 
Asbestos Types: 

273-04 

273 

Other Material: Non-fibrous 5 % 

211121539-76 
Location: Plaster Wall, Rm. 402 Cooler 

No 

No 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

273-05 

273 

Other Material: Non-fibrous 100 % 

211121539-77 
Location: Plaster Wall, Rm. 402 Cooler 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Buik Material 

Asbestos Types: 
Other Material: Non-fibrous 100 % 

See Reporting notes on last page 

Page 13 of 16 

Total % Asbestos 

NA/PS 

NA/PS 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12109111 

NAO 
(by NYS ELAP 198 6) 
by Karol H. Lu 
on 12109111 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12109111 

NAO 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12109/11 



AmeriSci Job #: 211121539 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained 

Food Bldg. 

Client No. I HGA Lab No. Asbestos Present 

280-01 211121539-78 
280 Location: TSI, Rm. 404 Pillar B3 

Analyst Description: OffWhite, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: Chrysotile 17.4 % 

280-02 
280 

Other Material: Non-fibrous 82.6 % 

211121539-79 
Location: TSI, Rm. 404 Pillar B3 

Analyst Description: Bulk Material 
Asbestos Types: 

280-03 
280 

Other Material: 

211121539-80 
Location: TS!. Rm. 404 Pillar B3 

Analyst Description: Bulk Material 
Asbestos Types: 

281-01 
281 

Other Material: 

211121539-81 
Location: TSI, Bldg. 20, 3rd Floor Pillar B3 

Analyst Description: Dark Brown, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: Chrysotile 36.4 % 

Other Material: Cellulose 5 %, Non-fibrous 58.6 % 

281-02 
281 

211121539-82 
Location: TSI, Bldg. 20, 3rd Floor Pillar B3 

Analyst Description: Bulk Material 
Asbestos Types: 

281-03 
281 

Other Material: 

Location: TSI, 4th Floor 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

See Reporting notes on last page 

211121539-83 

Yes 

Yes 

Page 14 of 16 

Total % Asbestos 

17.4 % 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NA/PS 

NA/PS 

36.4 % 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 12/09/11 

NA/PS 

NA/PS 



AmeriSci Job#: 211121539 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OM; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained 

Food Bldg. 

Client No. I HGA Lab No. Asbestos Present 

282-01 211121539-84 
282 Location: Cream Paint, Rm. 403 Wall 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

282-02 
282 

Other Material: Non-fibrous 20.8 % 

211121539-85 
Location: Cream Paint, Rm. 403 Wall 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

282-03 
282 

Other Material: Non-fibrous 48.2 % 

211121539-86 
Location: Cream Paint. Rm. 403 Wall 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

282-04 
282 

Other Material: Non-fibrous 46.1 % 

211121539-87 
Location: Cream Paint, Rm. 403 Wall 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

282-05 
282 

Other Material: Non-fibrous 51 % 

211121539-88 
Location: Cream Paint, Rm. 403 Wall 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 45 % 

211121539-89 

No 

No 

No 

No 

No 

Yes 283-01 
283 Location: Silver Paint, Rm. 403 Wall Under Cream Paint "Physically Inseparable 

Layers In Sample - Sample Composited For Analysis" 

Analyst Description: Silver/Black, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 8.0 % 

Other Material: Non-fibrous 40.2 % 

See Reporting notes on last page 

Page 15 of 16 

Total% Asbestos 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 

8% 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 12/09/11 



AmeriSci Job#: 211121539 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained 

Food Bldg. 

Client No. I HGA lab No. Asbestos Present 

283-02 211121539-90 
283 Location: Silver Paint, Rm. 403 Wall Under Cream Paint 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

211121539-91 283-03 

283 Location: Silver Paint, Rm. 403 Wall Under Cream Paint 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

211121539-92 283-04 
283 Location: Silver Paint, Rm. 403 Wall Under Cream Paint 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

211121539-93 283-05 
283 Location: Silver Paint, Rm. 403 Wall Under Cream Paint 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

"---4'/' ./' /;? -/'./ . ,;>~/ 
Analyzed by: Karol H. Lu K ,,;:rt---{;.~::£/~z_.,-.-;, 

Reporting Notes: 

Page 16 of 16 

Total % Asbestos 

NA/PS 

NA/PS 

NA/PS 

NA/PS 

*NAD/NSD =no asbestos detected; NA =not analyzed; NA/PS=not analyzed/positive stop; PLM Bulk Asbestos Analysis by EPA 600/M4~82~020 per 40 
CFR 763 (NVLAP Lab Code 200546·0), ELAP PLM Method 198.1 for NY friable samples or 198.6 for NOB samples (NY ELAP Lab 1011480); 
Note:PLM is not consistently reliable in detecting asbestos in floor coverings and similar non-frlable organically bound materials. NAO or Trace results 
by PLM are inconcluslve, TEM is currently the only method that can be used to determine if this material can be considered or treated as non 
asbestos-containing In NY State (also see EPA Advisory for floor tile, FR 59,146,38970,8/1/94) National Institute of Standards and Technology 
Accreditation requirements mand,ate that this report must not be reproduced except in full without the approval of the !ab.This PLM report relates ONLY 
to the items tested. A.IHj;J.. ab f!['' 02843, RI Cert#AAL-094, CT Cert#PH·0186, Mass Cert#AA000054. 

/Y! /l 
Reviewed By: J' /JJJ i l{ ~ END OF REPORT ___ _ 

( ! 
"'--,,,/ 



AmeriSci Job#: 211121539 

Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA: Beech-Nut; Mohawk St.; Canajoharie, NY; Strained Food Bldg. 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non-Asbestos 
Sample# Client Sample# Area (gram) Organic "lo Inorganic 0/o Inorganic %1 

01 246-01 246 

Location: Terracotta Floor Tiles, Filler Rm. 1st Floor 

02 246-02 246 

location: Terracotta Floor Tiles, Filler Rm. 2nd Floor 

03 247-01 247 

Location: Grout For 246-01, Filler Rm. 2nd Floor 

04 247-02 247 

Location: Grout For 246-02, Filler Rm. 1st Floor 

05 248-01 248 0.091 96.7 1.1 2.2 

Location: 1 x1 Ceiling Tiles, Office #1 

06 248-02 248 0.305 95.1 1.3 3.6 

Location: 1x1 Ceiling Tiles, Office #1 

07 249-01 249 0.708 55.6 3.1 41.0 

Location: Glue Dabs For 248-01, Office #1 

08 249-02 249 1.091 53.3 2.1 44.3 

Location: Glue Dabs For 248-02, Office #1 

09 250-01 250 

Location: Concrete Ceiling, Filling Room 

10 250-02 250 

Location: Concrete Ceiling, Filllng Room 

11 251-01 251 

Location: Stair Treads, Stairwell@ Column D 

12 251-02 251 

Location: Stair Treads, Stairwell @ ColutT1n D 

13 251-01 251-1 0.217 36.9 29.5 33.6 

Location: Sink Sound Coat, Grey - Kltchen 1st Fl. 

14 251-02 251-1 0.303 36.0 28.7 35.3 

Location: Sink Sound Coat, Grey - Kitchen 1st Fl. 

15 252-01 252 0.339 40.1 11.8 48.1 

Location: Gasket,@ VAT's 

16 252-02 252 0.365 39.7 12.6 47.7 

Location: Gasket, @ VA T's 

See Reporting notes on last page 
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** Asbestos fJ'o by ** Asbestos 'Yo by 
PLM/DS TEM 

NAD NA 

NAD NA 

NAO NA 

NAO NA 

NAO NAO 

NAO NAD 

NAD Chrysotile <1.0 

NAO Chrysotile <1.0 

NAD NA 

NAO NA 

NAD NA 

NAD NA 

NAO NAO 

NAD NAO 

NAD NAO 

NAD NAD 
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Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained Food Bldg. 

Sample Heat Acid Insoluble 

AmeriSci HG Weight Sensitive Soluble Non-Asbestos **Asbestos 0/o by ** Asbestos 0/o by 
Sample# Client Sample# Area (gram) Organic °lo Inorganic 0/o Inorganic 0/o PLMIDS TEM 

17 253-01 253 Chrysotile 7.0 NA 

Location: TS!, 2nd Floor Pillar C-4 

18 253-02 253 NA/PS NA 

Location: TS!, 2nd Floor Pillar C-4 

19 254-01 254 NAD NA 

Location: White Wall Plaster, 207 

20 254-02 254 NAD NA 
Location: White Wall Plaster, 207 

21 254-03 254 NAD NA 

Location: White Wall Plaster, 208 

22 255-01 255 0.088 92.0 5.7 2.3 NAD NAD 

Location: Cove Base Mastic, 211 

23 255-02 255 0.058 91.4 1.7 6.9 NAO NAO 

Location: Cove Base Mastic, 212 

24 256-01 256 0.317 41.6 12.6 45.7 NAO NAO 

Location: Cove Base, 211 

25 256-02 256 0.310 42.3 5.8 51.9 NAO NAO 

Location: Cove Base, 212 

26 257-01 257 NAO NA 

Location: Thin Set For Clay Tile Floor, 2nd Floor Pillar B1 

27 257-02 257 NAO NA 

Location: Thin Set For Clay Tile Floor, 2nd Floor Pillar B1 

28 258-01 258 0.365 81.4 4.7 14.0 NAD NAO 

Location: Ceiling Mastic Metal To Foam, 2nd Floor Bldg. 20@ Ci 

29 258-02 258 0.262 81.3 1.5 17.2 NAO NAO 

Location: Ceiling Mastic Meta! To Foam, 2nd Floor Bldg. 20@C1 

30 259-01 259 0.662 21.8 53.6 24.6 NAO NAD 

Location: 12x12 VFT Yellow, Rm. 211 

31 259-02 259 0.353 22.9 56.1 21.0 NAO NAO 

Location: 12x12 VFT Ye!!ow, Rm. 212 

32 260-01 260 0.130 43.8 30.0 26.2 NAO NAO 

Location: Floor Tile Mastic, Rm. 207 

See Reporting notes on last page 



AmeriSci Job#: 211121539 

Client Name: Ambient Environmental, Inc. 

AmeriSci HG 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained Food Bldg. 

Sample Heat Acid Insoluble 

Weight Sensitive Soluble Non~Asbestos 

Sample# Client Sample# Area (gram) Organic 'Yo Inorganic% Inorganic 0/o 

33 260-02 260 0.137 43.1 19.7 37.2 

Location: Floor Tile Mastic, Rm. 210 

34 261-01 261 0.470 17.7 77.9 4.5 

Location: 12x12 VFT Gray, Rm. 207 

35 261-02 261 0.316 16.8 79.4 3.8 

Location: 12x12 VFT Gray, Rm. 210 

36 262-01 262 0.160 13.8 54.4 31.9 

Location: 2x4 Ceiling Tile, Rm. 210 

37 262-02 262 0.395 13.2 63.8 23 0 

Location: 2x4 Ceiling Tile, Rm. 210 

38 263-0'1 263 

Location: Fume Hood Inside Liner, Rm. 213 

39 263-02 263 

Location: Fume Hood Inside Liner, Rm. 213 

40 264-01 264 

Location: Lab Counter, Rm. 213 

41 264-02 264 

Location: Lab Counter, Rm. 213 

42 265-01 265 0.387 24.8 56.6 13.0 

Location: 12x12VFT Brown, Rm. 213 

43 265-02 265 0.183 25.1 59.0 15.8 

Location: 12x12 VFT Brown, Rm. 213 

44 266-01 266 

Location: Clay B!ock Wall Grout, Rm. 201 

45 266-02 266 

Location: Clay Block Wall Grout, Rm. 201 

46 267-01 267 

Location: Clay Block Wall, Rm. 201 

47 267-02 267 

Location: Clay Block Wal!, Rm. 201 

48 268-01 268 

Location: Ceramic Floor Tiie, Rm. 215 

See Reporting notes on last page 
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*"'Asbestos %1 by **Asbestos %1 by 
PLMIDS TEM 

NAO NAO 

NAD NAD 

NAD NAD 

NAD NAO 

NAD NAD 

NAO NA 

NAO NA 

NAD NA 

NAO NA 

Chrysotile <0.25 Chrysotile 5.6 

Chrysotile <0.25 NA/PS 

NAD NA 

NAO NA 

NAO NA 

NAO NA 

NAO NA 



AmeriSci Job#: 211121539 

Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained Food Bldg. 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non~Asbestos 

Sample# Client Sample# Area (gram) Organic% Inorganic 'Yo Inorganic 0/n 

49 268-02 268 

Location: Ceramic Floor Tile, Rm. 216 

50 269-01 269 

Location: Ceramlc Floor Tile Grout, Rm. 215 

51 269-02 269 

Location: Ceramic Floor Tile Grout, Rm. 216 

52 270-01 270 

Location: Wall Tile, Rm. 215 

53 270-02 270 

Location: Wall Tile, Rm. 216 

54 271-01 271 

Location: Wall Tile Grout, Rm. 215 

55 271-02 271 

Location: Wall Tile Grout, Rm. 216 

56 272-01 272 0.647 61.7 10.2 28.1 

location: Silver Paint, Rm. 310 On Cooler Unit 

57 272-02 272 0.171 66.7 88 24.6 

Location: Silver Paint, Rm. 310 On Cooler Unit 

58 272-03 272 0.053 64.2 3.8 31.9 

Location: Sliver Paint, Rm. 402 On Cooler Unit 

59 273-01 273 

Location: Plaster Wall, Rm. 310 

60 273-02 273 

Location: Plaster Wall, Rm. 310 

61 273-03 273 

Location: Plaster Wall, Rm. 310 

62 274-01 274 

Location: Textured Floor Coating, Rm 303 

63 274-02 274 

Location: Textured Floor Coating, Rm_ 303 

64 274-03 274 

Location: Textured Floor Coating, Rm. 303 

See Reporting notes on last page 
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** Asbestos o/o by **Asbestos 1Yo by 
PLM/OS TEM 

NAO NA 

NAO NA 

NAO NA 

NAD NA 

NAO NA 

NAO NA 

NAO NA 

NAO NAD 

NAO NAO 

Chrysotile <0.25 Chrysotile <1.0 

NAD NA 

NAD NA 

NAD NA 

NAD NA 

NAD NA 

NAO NA 



AmeriSci Job#: 211121539 

Client Name: Ambient Environmental, Inc. 

AmeriSci 
Sample# Client Sample# 

65 275-01 

Location: Glue For Styrofoam Ceiling, Rm. 

66 275-02 

Location: Glue For Styrofoam Ceiling, Rm. 

67 276-01 

Location: Clay Wal! Ti!e Grout, Rm. 301 

68 276-02 

Location: Clay Wal! Tile Grout, Rm. 301 

69 277-01 

Location: Clay Wall Tile, Rm. 301 

70 277-02 

Location: Clay Wall Tile, Rm. 301 

71 278-01 

Location: TSI. Rm. 303@ 83 

72 278-02 

Location: TSI, Rm. 303@ 83 

l3 278-03 

Location: TSI, Rm. 303@ 83 

74 279-01 

Location: Mastic, Rm. 309 Cooler 

75 279-02 

Location: Mastic, Rm. 309 Cooler 

76 273-04 

Location: Plaster Wall, Rm. 402 Cooler 

"17 273-05 

Location: Plaster Wall, Rm. 402 Cooler 

78 280-01 

Location: TSI, Rm. 404 Pillar 83 

79 280-02 

Location: TSI, Rm. 404 Pillar 83 

80 280-03 

Location: TSI, Rm. 404 Pillar 83 

See Reporting notes on last page 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained Food Bldg. 

Sample Heat Acid Insoluble 
HG Weight Sensitive Soluble Non~Asbestos 

Area (gram) Organic 0/o Inorganic 0/o Inorganic o/u 

275 0.259 54.1 21.2 24.7 

302 

275 0.348 54.0 23.0 23.0 

302 

276 

276 

277 

277 

278 

278 

278 

279 0.422 78.9 12.3 8.8 

279 0.179 91.1 3.9 5.0 

273 

273 

280 

280 

280 
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**Asbestos o/o by ** Asbestos Of.., by 
PLMIDS TEM 

NAD NAD 

NAD NAD 

NAD NA 

NAD NA 

NAD NA 

NAD NA 

Chrysotite 33.3 NA 

NA/PS NA 

NA/PS NA 

NAD NAD 

NAD NAD 

NAD NA 

NAD NA 

Chrysoti!e 17.4 NA 

NA/PS NA 

NA/PS NA 



AmeriSci Job#: 211121539 

Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained Food Bldg. 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non·Asbestos 
Sample# Client Sample# Area (gram) Organic o/o Inorganic °lo Inorganic o/o 

81 281-01 281 

Location: TS!, Bldg. 20, 3rd Floor Pillar 83 

82 281-02 281 

Location: TS!, Bldg. 20, 3rd Floor Pillar 83 

83 281-03 281 

Location: TSI, 4th Floor 

84 282-01 282 0.365 47.9 31.2 20.8 

Location: Cream Paint, Rm. 403 Wall 

85 282-02 282 0.307 48.2 3.6 48.2 

Location: Cream Palnt, Rm. 403 Wall 

86 282-03 282 0.245 49.4 4.5 46.1 

Location: Cream Paint, Rm. 403 Wall 

87 282-04 282 0.349 47.9 1.1 51.0 

Location: Cream Paint, Rm. 403 Wall 

88 282-05 282 0.431 51.3 3.7 45.0 

Location: Cream Paint, Rm. 403 Wall 

89 283-01 283 0.492 51.4 0.4 40.2 

Location: Silver Paint, Rm. 403 Wall Under Cream Paint "Physically Inseparable Layers In Sample~ Sample Composited For Analysis" 

90 283-02 283 0 305 49.2 0.7 50.2 

Location: Silver Paint, Rm. 403 Wall Under Cream Paint 

91 283-03 283 0.478 49.0 1.5 49.6 

Location: Silver Paint, Rm. 403 Wall Under Cream Paint 

92 283-04 283 0.622 44.5 0.6 54.8 

Location: Silver Paint, Rm. 403 Wall Under Cream Paint 

93 283-05 283 0.439 47.8 0.2 51.9 

Location: Silver Paint, Rm. 403 Wall Under Cream Paint 

See Reporting notes on last page 
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*"Asbestos 0/o by "*Asbestos o/o by 
PLM/DS TEM 

Chrysotile 36.4 NA 

NA/PS NA 

NA/PS NA 

NAO NAO 

NAD NAO 

NAO NAO 

NAO NAO 

NAD NAO 

Chrysotile 8.0 NA 

NA/PS NA 

NA/PS NA 

NA/PS NA 

NA/PS NA 



AmeriSci Job#: 211121539 

Client Name: Ambient Environmental, Inc. 

AmeriSci 
Sample# Client Sample# 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Strained Food Bldg. 

HG 
Area 

I / 

~-;;? ; 
,;?~/'«,
~ L::: , _,.,,, / 

Sample 
Weight 
{gram) 

Heat 
Sensitive 
Organic "/o 

Acid 
Soluble 

Inorganic o/o 

Insoluble 
Non-Asbestos 
Inorganic 0/o 

** Asbestos o/o by 
PLM/DS 

Page 7 of7 

**Asbestos '% by 
TEM 

Analyzed by: Roman Peysakhov ··_,,£/ ; Date Analyzed 12/10/2011 
**Quantitative Analysis (Seml/F ; Bulk Asbest6S Analysis - PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples·, TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAO=: no asbestos detected during a quantitative analysis; NA"' not analyzed; Trace"' 
<1°/o; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses}: AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warnin_g Note: PLM limit~ion, T1!y TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non-uniformly dispers "/~~brJs/fo'. which PLM e:::uation is recommended (i.e. soils and other heterogenous materials). 

Reviewed By: Y t/f t 1 

( 
~,} 
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Response Labs, LLC. 
12 Colvin Avenue, Alba11y NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Client: Ambient Environmental 
12 Colvin Avenue 
Albany NY 

Project Name: Beech-Nut 

12206 

Mohawk St, Canajoharie NY 

Sampling Area: Tunnel 4/Exterior Coating 

Client Project Number: 111110AA 

Laboratory Job Number: 854 436 

Sampled By: Bryan Cleary 

Collection Date: 12;22;2011 

Date Received: 12;23;2011 

Lab Customer % Non-Fibrous % of % of Acid Soluble % of Total% of 
Matrix Material Residue 

6334 348-01 Hon1ogenco11s Grey 44.4% 

Sa111pled Material: Exterior Paint 

Sa1nple Location: On Tunnel 4 

Analyzed By: Justin Ada1ns Met7wd: NYS ELAP 198.6 

Microscope: Olyl!lpus BH-2-214 Turn Around Time: 5 ~~Y,_, 

6335 348-02 Homogeneous Grey 

Sa1npled Material: Exte1ior Paint 

Saniple Location: On Tunnel 4 

Analyzed By: 
Microscope: 

Method: Prep (Not Analyzed) 

Turn Around Time: Prep 

6336 348-03 f-Iomogeneous Grey 

Sa11tpled Material: Exterior Paint 

Sample Location: On Twu1el 4 

Analyzed By: Method: Prep (Not Analyzed) 

Turn Around Time: Prep Microscope: 

6337 348-04 Homogeneous Grey 

Sampled Material: Exterior Paint 

Santple Location: On Tunnel 4 

Analyzed By: 

Microscope: 
M.etlwd: Prep (Not Analyzed) 

Turn Around Time: Prep 

33.5 19.3 

Non-Asbestos Fibers 
None Detected 

fl:na~yzed Date: 
38.5 

12/27 /2011 

16.1 

Non-Asbestos Fibers 

Analyzed Date: 

42.2 13.6 

Non-Asbestos Fibers 

Analyzed Date: 

45.5 14.8 

Non-Asbestos Fibers 

Ana!J!zed Date: 

47.1 2.7% 

% Asbestos Types: 
2.7% Anthophylhte 

45.4 NNPS 

__ %_ Asbestos Types: 
Not Analyzed Positive Stop 

44.2 NNPS 

% Asbestos Types:"_" 
Not Analyzed Positive Stop 

39.8 NNPS 

% Asbestos Types: 
Not Analyzed Positive Stop 

Definitons of Abbreviations: 1VOB: 1Von-Organica/1y Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron .Microscope, 
Inc.: Inconclusive, NAD: 1\To Asbestos Detected, NA/PS: ,Vo! Analyzed Positive Stop, NA: 1\Tot Analyzed 

Disclaimer: PLAI is 1101 cons1stently reliable in detect mg asbestos in .floor cow:ring1 a11d similar non~friab!e organically bound materials_ No Asbestos Detected or Trace results by 
PLAf are considered inconclusive, 11:.-M is currently lhe only method thal can he used to de1ennine !ftnalerials can be considered as 11011 asbestos conlaming in 1VY State. This report 
cannot he reproduced except in full wilhout the appro1'at of Response Labs, LJ.C This PL\4 report relates ONJ,Y to 1he items les1ed Liability is limited to the cos/ qf analysis. 
ELAP PLi\1ftfethod198.1 for friable samples or l98.6for NOB ,l.,'amples. 

Comments: / 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
:tv1ohawk St, Canajoharie NY 

Sampling Area: Tunnel 4/Exterior Coating 

Laboratory Job Number: 854 436 

Sampled By: Bryan Cleary 

Collection Date: 12;22;2011 

Date Received: 12/23/2011 

Lab Customer % Non-Fibrous % of % of Acid Soluble % of Total % of 
Matrix Material J?._esidue 

6338 348-05 Homogeneous Grey 

Sa1npled Material: Exterior Paint 

Sample Location: On Tunnel 4 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Turn Around Time: ~rep 

6339 342-08 Homogeneous "\.vhitc 32.5% 

Sa1npled Material: Paint Coating 

San1ple Location: Parapit Coping Roofs 

Analyzed By: 

NJicroscope: 
6340 

Justin Adains Method: NYS ELAP 198.6 

Olympus BH-2-214, Turn Around Tinte: 5 Day 

342-09 Homogeneous VVhite 

San1pled Material: Paint Coating 

Sanzple Location: Parapit Coping Roofs 

Analyzed By: Justin Adan15 Method: NYS ELAP 198.6 

Microscop~: Olymp:is BH-2-214 Tunz Around Time: 5 Day 

7% 

6341 349-01 1-Iomogeneous Black 10.4% 

Sa1npled Material: Tar Coating 

Sample Location: On Tu1w.el 4 Roof 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

!vlicroscop_e: 

6342 

O~y,n~f'.~ls BH-2-214 , Turn Around Time: 5_~?~!',--

349-02 Homogeneous Black 

Santpled Material: Tar Coating 

Sa111ple Location: On Tunnel 4 Roof 

Analyzed By: 

Microscop~: 

Method: Prep (Not Analyzed) 

Turn Around Time: J>r~p 

37.5 15.1 

Non-Asbestos Fibers 

Analyzed Date: 

17.0 48.1 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 

4.3 

12/27 /2011 

87.4 

Non-Asbestos Fibers 
None Detected 

Analyzed Da~e: 1~/27 /2011 

60.5 18.7 

Non-Asbestos Fibers 
None Detected 

~-n-~lyzed Date: 

69.9 

12/27 /2011 

13.3 

Non-Asbestos Fibers 

A11a_lyzed Date: 

47.4 NA/PS 

% Asbestos Tyf1es: 
Not Analyzed Positive Stop 

34.9 2.4% 

% ...... ,Asbestos Types: 
2.4% C1uysotile 

8.3 1.3% 

% Asbestos Types: 
1.3% Chrysotile 

% 
10.4% 

20.7 10.4% 

Asbestos Types: 
Chrysotile 

16.8 NA/PS 

% A.sbestos Types: 
Not Analyzed Positive Stop 

Definitons o(Abbreviations: NOB: 1Von+Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: i\io Asbestos J)etected, NA/PS: ,\iot Analyzed Positive Stop. NA: 1Vot Analyzed 

Disclaimer: Pf}..{ is not consJSlemly reliable in detecting asbestos in floor coverings and similar non-ji·iab!e organically bound materials. 1Vo Asbestos Detl.!cted or Trace results by 
Pl.i\4 are con~·idered mconcl11sive, TEAI is curremly the only method !hat can be used to determine {fmatenals can be considered as non asbestos containing in l</Y State. Ihis report 
cannot be reproduced excepr infi1ll wilhout the approval u.f Response Labs, LLC. This PLivf report relmes ONLY to the ilems tested Liahi(ity is limited to the cos/ {!I analysis. 
ELAP PL1lf 1lletlwd 198.1 for friable samples or 198.6 for NOB Samples. 

Comments: 





AMER1Sc1 

December 15, 2011 

Ambient Environmental, Inc. 
Attn: Joella Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE: Ambient Environmental, lnc. 
Job Number 211121516 
P.O. #111110AA 

AmeriSci New Yorh 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 •FAX: (212) 679-9392 

111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Tunnels 1-4@ Strained Food 

Dear Joella Viscusi: 

Enclosed are the results of Asbestos Analysis - Bulk Protocol of the following Ambient Environmental, Inc. samples, received at 
AmeriSci on Monday, December 05, 2011, for a 5 day turnaround: 

287-01, 287-02, 288-01, 288-02, 289-01, 289-02, 290-01, 290-02, 290-03 

The 9 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Ambient Environmental, Inc. requested 
ELAP PLMfTEM analysis of these samples. 

The results of the analyses which were performed following ELAP Protocols 198.1 PLM Friable and/or 198.6 for PLM NOB. 
ELAP Protocol 198.4 TEM NOB guidelines are presented within the Summary Table of this report. The presence of matrix 
reduction data in the Summary Table normally indicates an NOB sample. For NOB samples the individual matrix reduction, 
combined PLM and TEM analysis results are listed in the Summary Bulk Asbestos Analysis Results in Table I. Complete PLM 
results for individual samples are presented in the PLM Bulk Asbestos Report. This combined report relates ONLY to sample 
analysis expressed as percent composition by weight and percent asbestos. This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated agency. This report must not be 
reproduced, except in full without the written approval of the laboratory. This report may contain specific data not covered by 
NVLAP or ELAP accreditations respectively, if so Identified in relevant footnotes. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sincerely, 

If L/ v /' . .,,..,. 
/i/,1_/I . . ~ 
( ! 

P~j Mucha 
Laboratory Director 

Boston - Los Angeles - New York · Richmond 



AMER1Sc1 

AmeriSci New York 
117 EAST 30TH ST. 

NEW YORK, NY 10016 
TEL: (212) 679-8600 •FAX: (212) 679-3114 

PLM Bulk Asbestos Report 
Ambient Environmental, Inc. 
Attn: Joella Viscusi 

Date Received 12/05/11 
Date Examined 12/08/11 

AmeriSci Job # 
P.O.# 

211121516 

12 Colvin Avenue ELAP # 11480 Page 1 of 2 

Albany, NY 12206 

RE: 111110AA; Beech-Nut; Mohawk St; Canajoharie, NY; 
Tunnels 1-4 @ Strained Food 

Client No. I HGA Lab No. Asbestos Present 

287-01 
287 

211121516-01 
Location: Tunnel 2 Floor/Floor Coating 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

287-02 
287 

Other Material: Non-fibrous 50.3 % 

211121516-02 
Location: Tunnel 2 Floor/Floor Coating 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

288-01 
288 

Other Material: Non-fibrous 51.2 % 

211121516-03 
Location: Tunnel 3/Ceiling Tile 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

288-02 

288 

Other Material: Non-fibrous 3.3 % 

211121516-04 
Location: Tunnel 3/Ceiling Tile 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

289-01 
289 

Other Material: Non-fibrous 9.7 % 

211121516-05 
Location: Tunnel 4 On Hangers/TS! Residue 

Analyst Description: White, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: Chrysotile 50.0 % 

Other Material: Non-fibrous 50 % 

See Reporting notes on last page 

No 

No 

No 

No 

Yes 

Total % Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 12/08/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 12/08/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 12/08/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 12/08/11 

50 % 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 12/08/11 



AmeriSci Job# 211121516 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OM; Beech-Nut; Mohawk St.; Canajoharie, NY; Tunnels 

1-4 @ Strained Food 

Client No. I HGA Lab No. 

289-02 
289 

211121516-06 
Location: Tunnel 4 On HangersrrSI Residue 

Analyst Description: Bulk Material 
Asbestos Types: 

290-01 
290 

Other Material: 

211121516-07 
Location: Tunnel 4 On FloorfrSI 

Analyst Description: OffWhite, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: Chrysotile 57. 1 % 

290-02 
290 

Other Material: Cellulose 20 %, Non-fibrous 22.9 % 

211121516-08 
Location: Tunnel 4 On FloorrrSI 

Analyst Description: Bulk Material 
Asbestos Types: 

290-03 

290 

Other Material: 

211121516-09 
Location: Tunnel 4 On FloorrrSI 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

Reporting Notes: /'~· }_; J..'f, . J)// 1 1 ,, ~"~· 
Analyzed by: Ella Babayeva 7 • .-.:t .• J"· F,, fl , & l!\..J U.,.,.,""' 

Asbestos Present 

Yes 

Page 2 of 2 

Total% Asbestos 

NA/PS 

57.1 % 
(by NYS ELAP 198.1) 
by Ella Babayeva 
on 12/08/11 

NA/PS 

NA/PS 

*NAD/NSD =no asbestos detected; NA :::nOt analyzed; NA/PS==not analyzed/positive stop; PLM Bu!k Asbestos Analysis by EPA 600/M4-82-020 per 40 
CFR 763 (NVLAP Lab Code 200546-0), ELAP PLM Method 198.1 for NY friable samples or 198.6 for NOB samples (NY ELAP Lab 1011480); 
Note:PLM is not consistently reliable in detecting asbestos in floor coverings and similar non-friable organica!!y bound materials. NAO or Trace results 
by PLM are inconclusive, TEM is currently the only method that can be used to determine if this material can be considered or treated as non 
asbestos-containing in NY State (also see EPA Advisory for floor tile, FR 59, 146,38970,8/1/94) National Institute of Standards and Technology 
Accreditation requirements mandate that this report must not be reproduced except in full without the approval of the lab.This PLM report relates ONLY 

to the items tested. AIH)~.b #. l ~l28:/~rt#AAL-094, CT Cert#PH-0186, Mass Cert#AA000054. 

Reviewed By f ! lA/j V END OF REPORT ____ _ 

\l .,.., 



AmeriSci Job#: 211121516 

Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St.; Canajoharie, NY; Tunnels 1-4@ Strained Food 

AmeriSci 
Sample# 

01 

Location: 
02 

Location: 

03 

Location: 
04 

Location: 

05 

Client Sample# 

287-01 

Tunnel 2 Floor/Floor Coating 

287-02 

Tunnel 2 F!oor/Floor Coating 

288-01 

Tunnel 3/Ceiling Tile 

288-02 

Tunnel 3/Ceiling Tile 

289-01 

HG 
Area 

287 

287 

288 

288 

289 

Location: Tunnel 4 On Hangers/TS! Residue 

06 289-02 289 

Location: Tunnel 4 On HangersffS! Residue 

07 290-01 290 

Location: Tunnel 4 On Floor/TS I 

08 290-02 290 

Location: Tunnel 4 On F!oorfTSI 

09 290-03 290 

Location: Tunnel 4 On F!oorrfSI 

Sample Heat 

Weight Sensitive 

(gram) Organic o/o 

0.437 13.5 

0.631 15.2 

0.332 95.2 

0.349 83.1 

''f' 4,, ,, lft ///, ' -
Analyzed by: Marik Peysakhov /,t: f:-,,?1.A /vl{U.R~,.,,.,,- ; Date Analyzed 12/1012011 

Acid Insoluble 
Soluble Non-Asbestos 

Inorganic %. Inorganic %. 

36.2 50.3 

33.6 51.2 

1.5 3.3 

7.2 9.7 

Page 1 of 1 

**Asbestos o/o by ** Asbestos 0/o by 
PLMIDS TEM 

NAD NAD 

NAD NAD 

NAD NAD 

NAD NAD 

Chrysotile 50.0 NA 

NNPS NA 

Chrysotile 57.1 NA 

NNPS NA 

NNPS NA 

"*Quantitative Analysis (Semi/Fu(!); Bulk ASbestos Analysis - PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAO= no asbestos detected during a quantitative analysis; NA= not analyzed; Trace= 
<1°/o; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA =No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); A!HA Lab# 102843, NVLAP Lab Code 200546-0, NYSOOH 
ELAP Lab 10#11480. 

Warning Note: PLM limitation, only TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 

non-uniformly dispersed.· ~-Jis fa 'fhich PLM. evalua1\Qn is recommended (Le. soils and other heterogenous materials). 

(t Y, -~~ 
._,, 7 ~ \.~-~,.,.,..., 

Reviewed By: " _, 

\ I 
\/ 
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AMER1Sc1 

November 28, 2011 

Ambient Environmental, !nc. 
Attn: Joella Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE: Ambient Environmental, Inc. 
Job Number 211113955 
P.0.#111110AA 

AmeriSci New Yori<. 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 •FAX: (212) 679-9392 

11111 OAA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. #5 

Dear Joella Viscusi: 

Enclosed are the results of Asbestos Analysis - Bulk Protocol of the following Ambient Environmental, Inc. samples. received at 
AmeriSci on Wednesday, November 23, 2011. for a 5 day turnaround: 

095-01, 095-02, 096-01, 096-02, 097-01, 097-02. 098-01. 098-02, 099-01, 099-02, 100-01, 100-02, 101-01, 101-02. 102-01, 
102-02.103-01, 103-02.104-01, 104-02, 105-01, 105-02.106-01, 106-02, 107-01, 107-02, 108-01, 108-02 

The 28 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Ambient Environmental, Inc. 
requested ELAP PLM!TEM analysis of these samples. 

The results of the analyses which were performed following ELAP Protocols 198.1 PLM Friable and/or 198.6 for PLM NOB. 
ELAP Protocol 198.4 TEM NOB guidelines are presented within the Summary Table of this report. The presence of matrix 
reduction data in the Summary Table normally indicates an NOB sample. For NOB samples the individual matrix reduction, 
combined PLM and TEM analysis results are listed in the Summary Bulk Asbestos Analysis Results in Table I. Complete PLM 
results for individual samples are presented in the PLM Bulk Asbestos Report. This combined report relates ONLY to sample 
analysis expressed as percent composition by weight and percent asbestos. This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated agency. This report must not be 
reproduced, except in full without the written approval of the laboratory. This report may contain specific data not covered by 
NVLAP or ELAP accreditations respectively, if so identified in relevant footnotes. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

A
Sincer7Jy, 

fi1uu02-
"flalil J. Mucha 
. ' o· ector Lalloratory " 

Boston~ Los Angeles - New York~ Richmond 



AMER1Sc1 

AmeriSci New York 
117 EAST 30TH ST. 

NEW YORK, NY 10016 
TEL: (212) 679-8600 •FAX: (212) 679-3114 

PLM Bulk Asbestos Report 
Ambient Environmental, Inc. 
Attn: Joella Viscusi 

Date Received 11/23/11 AmeriSci Job# 211113955 
Date Examined 11/27/11 P.O.# 

12 Colvin Avenue ELAP # 11480 Page 1 of 6 

Albany, NY 12206 
RE: 111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. 

#5 

Client No. I HGA Lab No. Asbestos Present 

095-01 211113955-01 
095 Location: Green 9x9 Mastic, 417 

Analyst Description: Dark Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

095-02 
095 

Other Material: Non-fibrous 35.4 % 

211113955-02 
Location: Green 9x9 Mastic, 417 

Analyst Description: Dark Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

096-01 
096 

Other Material: Non-fibrous 34.5 % 

211113955-03 
Location: 9x9 Green VFT, 417 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 4.6 % 

096-02 
096 

Other Material: Non-fibrous 22.9 % 

211113955-04 
Location: 9x9 Green VFT, 417 

Analyst Description: Bulk Material 
Asbestos Types: 

097-01 
097 

Other Material: 

211113955-05 
Location: Mastic/ VB, 415 

Analyst Description: Dark Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 6.5 % 

See Reporting notes on last page 

No 

No 

Yes 

No 

Total % Asbestos 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

4.6% 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NA/PS 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 



AmeriSci Job #: 211113955 

Client Name: Ambient Environmental, Inc. 
Page 2 of6 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. #5 

Client No. I HGA Lab No. Asbestos Present 

097-02 

097 
211113955-06 

Location: Mastic/VB, 415 

Analyst Description: Dark Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

098-01 

098 

Other Material: Non-fibrous 18 % 

211113955-07 
Location: Black 9x9 VFT, 415 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

098-02 

098 

Other Material: Non-fibrous 22 % 

211113955-08 
Location: Black 9x9 VFT, 415 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 36.9 % 

211113955-09 

No 

No 

No 

No 099-01 

099 Location: Mastic/ V.B, 405 "Physically Inseparable Layers In Sample - Sample 
Composited For Analysis" 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 4 % 

211113955-10 No 099-02 

099 Location: Mastic/ V.B, 405 "Physically Inseparable Layers In Sample - Sample 
Composited For Analysis" 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

100-01 

100 

Other Material: Non-fibrous 2. 7 % 

211113955-11 
Location: Brown 12x12 VFT, 405 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

Other Material: Non-fibrous 21.5 % 

See Reporting notes on last page 

Yes 

Total % Asbestos 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on11/27111 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on11127111 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11127111 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on11127/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on11/27/11 

Trace (<0.25 % pc) 
(ELAP 198.6; 400pc) 
by Karol H. Lu 
on 11127/11 



AmeriSci Job #: 211113955 
Client Name: Ambient Environmental, Inc. 

Page 3 of6 

PLM Bulk Asbestos Report 
1111 iOAA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. #5 

Client No. I HGA Lab No. Asbestos Present 

100-02 211113955-12 
100 Location: Brown 12x12 VFT, 405 

Analyst Description: Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

101-01 

101 

Other Material: Non-fibrous 22.9 % 

211113955-13 
Location: V.B. Under Hardwood, 301 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

101-02 

101 

Other Material: Non-fibrous 3.5 % 

211113955-14 
Location: V.B. Under Hardwood, 301 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

102-01 

102 

Other Material: Non-fibrous 3 % 

211113955-15 
Location: Vapor Barrier (Hardwood), 408 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

102-02 

102 

Other Material: Non-fibrous 4.8 % 

211113955-16 
Location: Vapor Barrier (Hardwood), 408 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

103-01 

103 

Other Material: Non-fibrous 4.7 % 

Location: Linoleum, 409 

211113955-17 

Analyst Description: Light Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 11.8 % 

See Reporting notes on last page 

Yes 

No 

No 

No 

No 

No 

Total% Asbestos 

Trace (<0.25 % pc) 
(ELAP 198.6; 400pc) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 



AmeriSci Job #: 211113955 

Client Name: Ambient Environmental, Inc. 

PlM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. #5 

Client No. I HGA Lab No. Asbestos Present 

103-02 211113955-18 
103 Location: Linoleum, 409 

Analyst Description: Light Brown, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

104-01 
104 

Other Material: Non-fibrous 13 % 

211113955-19 
Location: Sink S. Coat, 416 

Analyst Description: Black, Homogeneous, Non-Fibrous. Bulk Material 
Asbestos Types: Chrysotile 2.0 % 

104-02 
104 

Other Material: Non-fibrous 17.1 % 

211113955-20 
Location: Sink S. Coat, 416 

Analyst Description: Bulk Material 
Asbestos Types: 

105-01 
105 

Other Material: 

211113955-21 
Location: Transite Wall, 401 

Analyst Description: Grey, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: Chrysotile 16. 7 % 

105-02 
105 

Other Material: Non-fibrous 83.3 % 

211113955-22 
Location: Transite Wall, 401 

Analyst Description: Bulk Material 
Asbestos Types: 

106-01 
106 

Other Material: 

211113955-23 
Location: Vibration Damper, 302 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 7.6 % 

See Reporting notes on last page 

No 

Yes 

Yes 

No 

Page4 of6 

Total% Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

2% 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NA/PS 

16.7 % 
(by NYS ELAP 198.1) 
by Karol H. Lu 
on 11/27/11 

NA/PS 

NAD 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 



AmeriSci Job #: 211113955 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. #5 

Client No. I HGA lab No. Asbestos Present 

106-02 
106 

211113955-24 
Location: Vibration Damper, 302 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

107-01 
107 

Other Material: Non-fibrous 7.7 % 

211113955-25 
Location: Vibration Damper, 404 

Analyst Description: Brown/Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

107-02 
107 

Other Material: Non-fibrous 4.9 % 

211113955-26 
Location: Vibration Damper, 404 

Analyst Description: Brown/Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

108-01 
108 

Other Material: Non-fibrous 0.7 % 

211113955-27 
Location: Splined Ceiling Tiles, 411 

Analyst Description: Tan, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

108-02 
108 

Other Material: Non-fibrous 8 % 

211113955-28 
Location: Splined Ceiling Tiles, 411 

Analyst Description: Tan, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 13.3 % 

See Reporting notes on last page 

No 

No 

No 

No 

No 

Page 5 of6 

Total% Asbestos 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on11127/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11127/11 

NAO 
(by NYS ELAP 198.6) 
by Karol H. Lu 
on 11/27/11 



AmeriSci Job#: 211113955 

Client Name: Ambient Environmental, Inc. 
Page 6 of 6 

PLM Bulk Asbestos Report 
111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. #5 

Reporting Notes: <:_ -~/// ~:7;~,,~ 
Analyzed by: Karol H. Lu A-~~£ .;:; ~ ·---C~'"' L~·"···c"-~~-~~ 
*NAD/NSD =no asbestos detected; NA =not analyzed; NA/PS=not analyzed/positive stop; PLM Bulk Asbestos Analysis by EPA 600/M4-82-020 per 40 
CFR 763 (NVLAP Lab Code 200546-0), ELAP PLM Method 198.1 for NY friable samples or 198.6 for NOB samples (NY ELAP Lab 1011480); 
Note:PLM is not consistently reliable in detecting asbestos in floor coverings and similar non-friable organically bound materials. NAO or Trace results 
by PLM are inconclusive, TEM is currently the only method that can be used to determine if this material can be considered or treated as non 
asbestos-containing in NY State (also see EPA Advisory for floor tile, FR 59, 146,38970,8/1/94) National Institute of Standards and Technology 
Accreditation requirements mandate that this report must not be reproduced except in full without the approval of the lab.This PLM report relates ONLY 
to the items tested :lt'AI . I Lab# 102843, RI Cert#AAL-094, CT Cert#PH-0186, Mass Cert#AA000054. 

Reviewed By: (/);. END OF REPORT ___ _ 



AmeriSci Job #: 211113955 Page 1of3 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. #5 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non~Asbestos **Asbestos 0/o by **Asbestos o/o by 
Sample# Client Sample# Area (gram) Organic% Inorganic o/n Inorganic 0/o PLMIDS TEM 

01 095-01 095 0.147 25.2 39.5 35.3 NAD Chrysotile Trace 

Location: Green 9x9 Mastic, 417 

02 095-02 095 0.113 31.0 34.5 34.5 NAD NAD 
Location: Green 9x9 Mastic, 417 

03 096-01 096 0.320 22.2 50.3 22.9 Chrysotile 4.6 NA 
Location: 9x9 Green VFT, 417 

04 096-02 096 0.301 22.9 49.2 27.9 NA/PS NA 
Location: 9x9 Green VFT, 417 

05 097-01 097 0.107 85.0 8.4 6.5 NAD NAD 
Location: Mastic/ VB, 415 

06 097-02 097 0.306 76.1 5.9 18.0 NAD NAD 
Location: Mastic/ VB, 415 

07 098-01 098 0.314 36.6 414 22.0 NAD NAD 
Location: Black 9x9 VFT, 415 

08 098-02 098 0.398 36.9 26.1 36.9 NAD NAD 
Location: Black 9x9 VFT, 415 

09 099-01 099 0.151 91.4 4.6 4.0 NAD NAD 
Location: Masf1c/ V.B, 405 "Physically Inseparable Layers In Sample - Sample Composited For Analysis" 

10 099-02 099 0.148 93.9 3.4 2.7 NAD NAD 
Location: Mastic/ V.B, 405 "Physically Inseparable Layers ln Sample - Sample Composited For Analysis" 

11 100-01 100 0.539 32.5 46.0 19.4 Chrysotile <0.25 Chrysotile 2.1 

Location: Brown 12x12 VFT, 405 

12 100-02 100 0.345 24.3 52.8 22.9 Chrysotile <0.25 NNPS 
Location: Brown i 2x1 2 VFT, 405 

13 101-01 101 0.199 93.0 35 3.5 NAD NAD 
Location: V.B. Under Hardwood, 301 

14 101-02 101 0.263 94.3 2.7 3.0 NAD NAD 
Location: V.B. Under Hardwood, 301 

15 102-01 102 0.271 94.8 0.4 4.8 NAD NAD 
Location: Vapor Barrier (Hardwood), 408 

16 102-02 102 0.214 94.9 0.5 4.7 NAD NAD 
Location: Vapor Barrier (Hardwood), 408 

See Reporting notes on last page 



AmeriSci Job #: 211113955 Page 2 of 3 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Bldg. #5 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non-Asbestos '"'Asbestos o/o by **Asbestos 0/o by 
Sample# Client Sample# Area (gram) Organic "lo Inorganic 0/o Inorganic 0/o PLM/DS TEM 

17 103-01 103 0.432 40.7 47.5 11.8 NAD NAD 

Location: Linoleum, 409 

18 103-02 103 0.386 51.6 35.5 13.0 NAD NAD 

Location: Linoleum, 409 

19 104-01 104 0.094 72.3 8.5 17.1 Chrysotile 2.0 NA 

Location: Sink S. Coat, 416 

20 104-02 104 0.098 72.4 13.3 14.3 NA/PS NA 

Location: Sink S. Coat, 416 

21 105-01 105 Chrysotile 16.7 NA 

Location: Transite Wall, 401 

22 105-02 105 NA/PS NA 

Location: Transite Wal!, 401 

23 106-01 106 0.394 81.0 11.4 7.6 NAD NAD 

Location: Vibration Damper, 302 

24 106-02 106 0.441 82.3 10.0 7.7 NAO NAO 

Location: Vibration Damper, 302 

25 107-01 107 0.307 83.4 11.7 4.9 NAO NAO 

Location: \f\bration Damper, 404 

26 107-02 107 0.433 86.4 12.9 0.7 NAO NAO 

Location: Vibration Damper, 404 

27 108-01 103 0.299 81.6 10.4 8.0 NAO NAO 

Location: Splined Ceiling Tiles, 411 

28 108-02 108 0.315 79.4 7.3 13.3 NAO NAO 

location: Splined Ceiling Tlles, 411 

See Reporting notes on last page 



AmeriSci Job #: 211113955 

Client Name: Ambient Environmental, Inc. 

AmeriSci 
Sample# Client Sample# 

HG 
Area 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech-Nut; Mohawk St, Canajoharie, NY; Bldg. #5 

Sample 
Weight 
(gram) 

Heat 
Sensitive 

Organic 0/o 

Acid 
Soluble 

Inorganic °lo 

Insoluble 
Non-Asbestos 
Inorganic 0/o 

Analyzed by: Madell E. Collins ~ ed~ ; Date Analyzed 1112812011 

** Asbestos °lo by 
PLM/DS 

Page 3 of 3 

** Asbestos (io by 
TEM 

**Quantitative Analysis (Seml/Full); Bulk Asbestos Analysis - Pl..M by EPA 600/M4-82-020 per 40 CFR or ELAP 198.i for New York friable samples or ELAP i98.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAD =no asbestos detected during a quantitative analysis; NA= not analyzed; Trace= 
<1 o/o; Ouantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA::: No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis on!y (no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM !imitation;. only TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non-uniformly dispers"· d is for which PLM i::valuation is recommended (i.e. soils and other heterogenous materials). 

Reviewed By: ___ '''-f-"{7"' +··~=-·-·· ------------
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AMER1Sc1 

November 28, 2011 

Ambient Environmental, Inc. 
Attn: Joella Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE: Ambient Environmental, Inc. 
Job Number 211113969 
P.O. #111110AA 

AmeriSci New York 
117 EAST 30TH STREET 
NE\1\1 YORK, NY 10016 

TEL: (212) 679-8600 •FAX: (212) 679-9392 

111110AA; Beech - Nut; Mohawk SL, Canajoharie, NY; Bldg, #5 

Dear Joella Viscusi: 

Enclosed are the results of Asbestos Analysis - Bulk Protocol of the following Ambient Environrnentai, Inc. samples, ieceived at 
AmeriSci on Wednesday, November 23, 2011, for a 5 day turnaround: 

Sample ID 066-01 through 094-07 

The 70 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Ambient Environmental, Inc. 
requested ELAP PLMffEM analysis of these samples. 

The results of the analyses which were performed following ELAP Protocols 198. 1 PLM Friable and/or 198.6 for PLM NOB. 
ELAP Protocol 198.4 TEM NOB guidelines are presented within the Summary Table of this report The presence of matrix 
reduction data in the Summary Table normally indicates an NOB sample, For NOB samples the individual matrix reduction, 
combined PLM and TEM analysis results are listed in the Summary Bulk Asbestos Analysis Results in Table L Complete PLM 
results for individual samples are presented in the PLM Bulk Asbestos Report This combined report relates ONLY to sample 
analysis expressed as percent composition by weight and percent asbestos. This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated agency, This report must not be 
reproduced, except in full without the written approval of the laboratory, This report may contain specific data not covered by 
NVLAP or ELAP accreditations respectively, if so identified in relevant footnotes. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sincerely, 

Boston - Los Angeles - New York - Richmond 



AmeriSci New York 
117 EAST 30TH ST. 

AMER1Sc1 NEW YORK, NY 10016 
TEL: (212) 679-8600 •FAX: (212) 679-3114 

PLM Bulk Asbestos Report 
Ambient Environmental, Inc. 
Attn: Joella Viscusi 
12 Colvin Avenue 

Albany, NY 12206 

Date Received 
Date Examined 
ELAP# 

11/23/11 
11/27/11 
11480 

RE: 11111 OAA; Beech - Nut; 
#5 

AmeriSci Job# 
P.O.# 

211113969 

Page 1 of 13 
Mohawk St., Canajoharie, NY; Bldg. 

Client No. I HGA Lab No. Asbestos Present Total% Asbestos 

066-01 211113969-01 
066 Location: Linoleum 1st Layer, Corridor@ 257 

Analyst Description: Grey, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

066-02 
066 

Other Material: Fibrous glass Trace, Non-fibrous 10.1 % 

211113969-02 
Location: Linoleum 1st Layer, Corridor@ 257 

Analyst Description: Grey, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

067-01 
067 

Other Material: Fibrous glass Trace, Non-fibrous 14.1 % 

211113969-03 
Location: Floor Leveler 2nd Layer, Corridor@ 257 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

067-02 
067 

Other Material: Cellulose Trace, Non-fibrous 100 % 

Comment: Sample Appears To Be A Floor Tile 

211113969-04 
Location: Floor Leveler 2nd Layer, Corridor @ 257 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Cellulose Trace, Non-fibrous 100 % 

Comment: Sample Appears To Be A Floor Tile 

See Reporting notes on last page 

No 

No 

No 

No 

NAO 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAO 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 

NAO 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 



AmeriSci Job #: 211113969 
Client Name: Ambient Environmental, Inc. 

Page 2 of 13 

PlM Bulk Asbestos Report 
111110AA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. 

#5 

Client No. I HGA lab No. Asbestos Present 

068-01 211113969-05 
068 Location: VFT Layer 3, Corridor@ 257 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 1.2 % 

068-02 

068 

Other Material: Non-fibrous 4.4 % 

211113969-06 
Location: VFT Layer 3, Corridor@ 257 

Analyst Description: Bulk Material 
Asbestos Types: 

069-01 

069 

Other Material: 

211113969-07 
Location: Mastic Layer 4, Corridor@ 257 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

069-02 

069 

Other Material: Non-fibrous 5.9 % 

211113969-08 
Location: Mastic Layer 4, Corridor@ 257 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

070-01 

070 

Other Material: Non-fibrous 4. 7 % 

211113969-09 
Location: Mastic, Under All 9x9 In Fae. Cent. 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 5.7 % 

070-02 

070 

Other Material: Non-fibrous 51.5 % 

211113969-10 
Location: Mastic, Under All 9x9 In Fae. Cent. 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

See Reporting notes on last page 

Yes 

Yes 

Yes 

Yes 

Total% Asbestos 

1.2 % 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11/27/11 

NA/PS 

Trace (<0.25 % pc) 
(ELAP 198.6; 400pc) 
by Ivan H. Reyes 
on 11/27/11 

Trace (<0.25 % pc) 
(ELAP 198.6; 400pc) 
by Ivan H. Reyes 
on11/27/11 

5.7% 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NA/PS 



AmeriSci Job #: 211113969 

Client Name: Ambient Environmental, Inc. 

PlM Bulk Asbestos Report 
11111 OAA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. 

#5 

Client No. I HGA Lab No. Asbestos Present 

071-01 211113969-11 
071 Location: Black 9x9 Mastic, 248 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 4.8 % 

Other Material: Non-fibrous 35 % 

071-02 
071 

211113969-12 
Location: Black 9x9 Mastic, 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

072-01 
072 

211113969-13 
Location: Black 9x9 VFT, 248 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

072-02 
072 

211113969-14 
Location: Black 9x9 VFT, 250 

Analyst Description: Bulk Material 
Asbestos Types: 

073-01 
073 

Other Material: 

Location: Mastic, 247 

211113969-15 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 2.3 % 

073-02 
073 

Other Material: Non-fibrous 20.6 % 

Location: Mastic, 24 7 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

See Reporting notes on last page 

211113969-16 

Yes 

Yes 

Page 3 of 13 

Total % Asbestos 

4.8% 
(by NYS ElAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NNPS 

NA 

NA 

2.3% 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11/27/11 

NNPS 



AmeriSci Job#: 211113969 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
111110AA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. 

#5 

Client No. I HGA lab No. Asbestos Present 

074-01 211113969-17 
074 Location: Brown 9x9 VFT, 24 7 

Analyst Description: Bulk Material 
Asbestos Types: 

074-02 

074 

Other Material: 

211113969-18 
Location: Brown 9x9 VFT, 247 

Analyst Description: Bulk Material 
Asbestos Types: 

075-01 

075 

Other Material: 

Location: 12x12, Cafe 

211113969-19 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 4.5 % 

075-02 

075 

Other Material: Non-fibrous 32.8 % 

Location: 12x12, Cafe 

211113969-20 

Analyst Description: Bulk Material 
Asbestos Types: 

076-01 

076 

Other Material: 

211113969-21 
Location: VB Mastic, 265 

Analyst Description: Black, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

076-02 

076 

Other Material: Non-fibrous 16.4 % 

211113969-22 
Location: VB Mastic, Women's Locker Rm. 

Analyst Description: Black, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 13.6 % 

See Reporting notes on last page 

Yes 

No 

No 
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Total% Asbestos 

NA 

NA 

4.5 % 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11/27/11 

NA/PS 

NAO 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 



AmeriSci Job #: 211113969 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. 

#5 

Client No. I HGA Lab No. Asbestos Present 

077-01 211113969-23 
077 Location: 12x12 White VFT, 265 

Analyst Description: OffWhite, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 1.5 % 

077-02 
077 

Other Material: Non-fibrous 6 % 

211113969-24 
Location: 12x12 White VFT, 

Analyst Description: Bulk Material 
Asbestos Types: 

078-01 
078 

Other Material: 

211113969-25 
Location: Filler, Under Tiles@ Test Panel 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

078-02 
078 

Other Material: Non-fibrous 60.7 % 

211113969-26 
Location: Filler, Under Tiles@ Test Panel 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

079-01 
079 

Other Material: Non-fibrous 42.1 % 

211113969-27 
Location: Lab Counter Top, 250 

Analyst Description: Black, Homogeneous, Fibrous, Cementitious, Bulk Material 
Asbestos Types: Chrysotile 22.2 % 

079-02 
079 

Other Material: Non-fibrous 77.8 % 

211113969-28 
Location: Lab Counter Top, 250 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

See Reporting notes on last page 

Yes 

No 

No 

Yes 
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Total % Asbestos 

1.5 % 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NA/PS 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11127/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

22.2% 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on11127/11 

NA/PS 
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#5 

Client No. I HGA lab No. Asbestos Present 

080-01 

080 

211113969-29 
Location: Mastic, Men's Locker Rm. 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 4.2 % 

080-02 

080 

Other Material: Non-fibrous 37.9 % 

211113969-30 
Location: Mastic, Men's Locker Rm. 

Analyst Description: Bulk Material 
Asbestos Types: 

081-01 

081 

Other Material: 

211113969-31 
Location: 9x9 Green, Men's Locker Rm. 

Analyst Description: Bulk Material 
Asbestos Types: 

081-02 

081 

Other Material: 

211113969-32 
Location: 9x9 Green, Men's Locker Rm. 

Analyst Description: Bulk Material 
Asbestos Types: 

082-01 

082 

Other Material: 

211113969-33 
Location: Grout - Glass Window, 249 

Yes 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

082-02 

082 

Other Material: Cellulose Trace, Non-fibrous 100 % 

211113969-34 
Location: Grout - Glass Window, 249 

No 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

Other Material: Cellulose Trace, Non-fibrous 100 % 

See Reporting notes on last page 
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Total % Asbestos 

4.2 % 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11/27/11 

NNPS 

NA 

NA 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on11/27/11 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 
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#5 
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083-01 211113969-35 
083 Location: Sheetrock, 247 

Analyst Description: OffWhite!Tan, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

083-02 
083 

Other Material: Cellulose 15 %, Non-fibrous 85 % 

211113969-36 
Location: Sheetrock, 247 

Analyst Description: OffWhite!Tan, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

084-01 
084 

Other Material: Cellulose 12 %, Non-fibrous 88 % 

211113969-37 
Location: Ceiling Tile - Splined, 246 

Analyst Description: White, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

084-02 
084 

Other Material: Non-fibrous 12. 7 % 

211113969-38 
Location: Ceiling Tile - Splined, 246 

Analyst Description: White, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

085-01 
085 

Other Material: Non-fibrous 21.1 % 

211113969-39 
Location: Transite Hood, 250 

Analyst Description: Grey, Homogeneous, Fibrous, Cementitious, Bulk Material 
Asbestos Types: Chrysotile 28.6 % 

085-02 
085 

Other Material: Non-fibrous 71.4 % 

211113969-40 
Location: Transite Hood, 250 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

See Reporting notes on last page 

No 

No 

No 

No 

Yes 
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Total% Asbestos 

NAO 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 

NAO 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11127/11 

NAO 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11127/11 

NAO 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11127111 

28.6% 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27111 

NA/PS 
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#5 
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086-01 
086 

211113969-41 
Location: Sheetrock Wall, 255 

Analyst Description: OffWhiteffan, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

086-02 
086 

Other Material: Cellulose 18 %, Non-fibrous 82 % 

211113969-42 
Location: Sheetrock Wall, 255 

Analyst Description: OffWhiteffan, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

087-01 
087 

Other Material: Cellulose 12 %, Non-fibrous 88 % 

211113969-43 
Location: Joint Compound, 264 

Analyst Description: OffWhite, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: Chrysotile 0.8 % 

087-02 
087 

Other Material: Cellulose Trace, Non-fibrous 99.2 % 

211113969-44 
Location: Joint Compound, 264 

Analyst Description: OffWhite, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: Chrysotile 0.5 % 

088-01 
088 

Other Material: Cellulose Trace, Non-fibrous 99.5 % 

211113969-45 
Location: Black Ceiling Paint, 265 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

088-02 
088 

Other Material: Non-fibrous 47.6 % 

211113969-46 
Location: Black Ceiling Paint, 265 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 47.1 % 

See Reporting notes on last page 

No 

No 

Yes 

Yes 

No 

No 
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Total% Asbestos 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on11/27/11 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on11/27/11 

0.8% 
(ELAP 198.1; 400pc) 
by Ivan H. Reyes 
on 11/27/11 

0.5% 
(ELAP 198.1; 400pc) 
by Ivan H. Reyes 
on11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 
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088-03 211113969-4 7 
088 Location: Black Ceiling Paint, 264 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

089-01 

089 

Other Material: Non-fibrous 49 % 

211113969-48 
Location: 1x1 Ceiling Tiles, Test Panel 

Analyst Description: White, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

089-02 
089 

Other Material: Non-fibrous 16. 7 % 

211113969-49 
Location: 1x1 Ceiling Tiles, Test Panel 

Analyst Description: White, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

090-01 

090 

Other Material: Non-fibrous 10.9 % 

211113969-50 
Location: 1x1 Ceiling Tile, 255 

Analyst Description: White, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

090-02 

090 

Other Material: Non-fibrous 7.2 % 

211113969-51 
Location: 1x1 Ceiling Tile, 255 

Analyst Description: White, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

091-01 
091 

Other Material: Non-fibrous 11.6 % 

211113969-52 
Location: 2x4 Ceiling Tiles, Cafe 

Analyst Description: White, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 42.2 % 

See Reporting notes on last page 

No 

No 

No 

No 

No 

No 
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Total % Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11/27111 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 
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091-02 

091 
211113969-53 

Location: 2x4 Ceiling Tiles, Cafe 

Analyst Description: White, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: 

092-01 

092 

Other Material: Non-fibrous 42.9 % 

211113969-54 
Location: Black Ceiling Paint, Chemical Rm. 1st Floor 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

092-02 

092 

Other Material: Non-fibrous 62 % 

211113969-55 
Location: Black Ceiling Paint, Chemical Rm. 1st Floor 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

092-03 

092 

Other Material: Non-fibrous 43.6 % 

211113969-56 
location: Black Ceiling Paint, Chemical Rm. 1st Floor 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

093-01 

093 

Other Material: Non-fibrous 58.1 % 

211113969-57 
Location: White Wall Paint, Cafe & Hallways 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

093-02 

093 

Other Material: Non-fibrous 43.4 % 

211113969-58 
Location: White Wall Paint, Cafe & Hallways 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 43.7 % 

See Reporting notes on last page 

No 

Yes 

No 

No 

No 

No 

Total% Asbestos 

NAO 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

Trace ( <0.25 % pc) 
(ELAP 198.6; 400pc) 
by Ivan H. Reyes 
on 11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 
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093-03 211113969-59 
093 Location: White Wall Paint, Cafe & Hallways 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

093-04 
093 

Other Material: Non-fibrous 56.4 % 

211113969-60 
Location: White Wall Paint, Cafe & Hallways 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

093-05 
093 

Other Material: Non-fibrous 46.7 % 

211113969-61 
Location: White Wall Paint, Cafe & Hallways 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

093-06 

093 

Other Material: Non-fibrous 53.2 % 

211113969-62 
Location: White Wall Paint, Cafe & Hallways 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

093-07 
093 

Other Material: Non-fibrous 46.5 % 

211113969-63 
Location: White Wall Paint, Cafe & Hallways 

Analyst Description: White, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

094-01 
094 

Other Material: Non-fibrous 44.3 % 

211113969-64 
Location: Green Ceiling Paint, All 3 Floors 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 42.1 % 

See Reporting notes on last page 

No 

No 

No 

No 

No 

No 
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Total % Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11127111 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11127111 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11127111 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11127111 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11127111 

NAO 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11127/11 
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094-02 211113969-65 
094 Location: Green Ceiling Paint, All 3 Floors 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

094-03 
094 

Other Material: Non-fibrous 36.1 % 

211113969-66 
Location: Green Ceiling Paint, All 3 Floors 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

094-04 

094 

Other Material: Non-fibrous 40.3 % 

211113969-67 
Location: Green Ceiling Paint, All 3 Floors 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

094-05 

094 

Other Material: Non-fibrous 38.3 % 

211113969-68 
Location: Green Ceiling Paint, All 3 Floors 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

094-06 
094 

Other Material: Non-fibrous 41 % 

211113969-69 
Location: Green Ceiling Paint, All 3 Floors 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

094-07 

094 

Other Material: Non-fibrous 49.1 % 

211113969-70 
Location: Green Ceiling Paint, All 3 Floors 

Analyst Description: Green, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 40.9 % 

See Reporting notes on last page 

No 

No 

No 

No 

No 

No 
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Total % Asbestos 

NAO 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on11/27/11 
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Reporting Notes: \ \ V. 

Page 13 of 13 

Analyzed by: Ivan H. Reyes'-J-'\~· l'JLV\<,-----
*NAD/NSO =no asbestos detected; NA =not analyze~: NA/PS=not analyzed/positive stop: PLM Bulk Asbestos Analysis by EPA 600/M4-82-020 per 40 
CFR 763 (NVLAP Lab Code 200546-0), ELAP PLM Method 198.1 for NY friable samples or 198.6 for NOB samples (NY ELAP Lab ID11480): 
Note:PLM is not consistently reliable in detecting asbestos in floor coverings and similar non-friable organically bound materials. NAO or Trace results 
by PLM are inconclusive, TEM is currently the only method that can be used to determine if this material can be considered or treated as non 
asbestos-containing in NY State (also see EPA Advisory for floor tile, FR 59, 146,38970,8/1/94) National Institute of Standards and Technology 
Accreditation requirements mandate that this report must not be reproduced except in full without the approval of the lab.This PLM report relates ONLY 
to the items tested. AIHA 11/ lf~43, R'I Cert#AAL-094, CT Cert#PH-0186, Mass Cert#AA000054. 

Reviewed By: ''.(l-t:~UL~ END OF REPORT ____ _ 

',J 



AmeriSci Job #: 211113969 Page 1of5 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. #5 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non~Asbestos **Asbestos o/o by **Asbestos 0/o by 
Sample# Client Sample# Area (gram) Organic 0/o Inorganic 0/o Inorganic °lo PLM/DS TEM 

01 066-01 066 0.385 37.1 52.7 10.1 NAO NAO 
Location: Linoleum 1st Layer, Corridor@ 257 

02 066-02 066 0.418 35.9 50.0 14.1 NAO NAO 
Location: Linoleum 1st Layer, Corridor@ 257 

03 067-01 067 0.311 20.6 72.3 7.1 NAO NAO 
Location: Floor Leveler 2nd Layer, Corridor@ 257 

04 067-02 067 0.362 19.6 75.7 4.7 NAO NAO 
Location: Floor Leveler 2nd Layer, Corridor@ 257 

05 068-01 068 0.395 18.2 76.2 4.4 Chrysotlle 1.2 NA 
Location: VFT Layer 3, Corridor@ 257 

06 068-02 068 0.403 18.4 75.9 5.7 NA/PS NA 
Location: VFT Layer 3, Corridor@ 257 

07 069-01 069 0.460 81.5 12.6 5.7 Chrysotile <0.25 Chrysotile <1.0 

Location: Mastic Layer 4, Corridor@ 257 

08 069-02 069 0.473 873 8.0 4.6 Chrysotile <0.25 Chrysotile Trace 

Location: Mastic Layer 4, Corridor@ 257 

09 070-01 070 0.346 30.6 12.1 51.5 Chrysotlle 5.7 NA 
Location: Mastic, Under All 9x9 ln Fae. Cent. 

10 070-02 070 0.278 40.3 19.4 40.3 NNPS NA 
Location: Mastic, Under All 9x9 In Fae. Cent 

11 071-01 071 0.261 42.5 17.6 35.0 Chrysotile 4.8 NA 
Location: Black 9x9 Mastic, 248 

12 071-02 071 0.336 41.4 14.9 43.8 NA/PS NA 
Location: Black 9x9 Mastic, 

13 072-01 072 0.373 26.0 21.4 52.5 NA NA 
location: Black 9x9 VFT, 248 

14 072-02 072 0.530 26.4 26.4 47 2 NA NA 
Location: Black 9x9 VFT. 250 

15 073-01 073 0.166 57.8 19.3 20.6 Chrysotile 2.3 NA 
Location: Mastic, 247 

16 073-02 073 0.094 80.9 10.6 8.5 NNPS NA 
Location: Mastic, 247 

See Reporting notes on last page 
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Client Name: Ambient Environmental, Inc. 

Table i 
Summary of Bulk Asbestos Analysis Results 

11111 OAA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. #5 

Sample Heat Acid Insoluble 

AmeriSci HG Weight Sensitive Soluble Non~Asbestos **Asbestos °lo by **Asbestos °lo by 
Sample# Client Sample# Area (gram) Organic 0/o Inorganic '% Inorganic '% PLM/DS TEM 

17 074-01 074 0.480 30.4 6.9 62.7 NA NA 
Location: Brown 9x9 VFT, 247 

18 074-02 074 0.524 30.3 4.8 64.9 NA NA 
Location: Brown 9x9 VFT, 247 

19 075-01 075 0.386 23.6 39.1 32.8 Chrysotile 4.5 NA 

Location: 12x12, Cafe 

20 075-02 075 0.410 23.2 34.9 42.0 NA/PS NA 
Location: 12x12, Cafe 

21 076-01 076 0.605 79.2 4.5 16.3 NAO Chrysotile Trace 

Location: VB Mastic, 265 

22 076-02 076 0.759 82.7 3.7 13.5 NAO Chrysotile Trace 

Location: VB Mastic, Women's Locker Rm. 

23 077-01 077 0.389 16.7 75.8 6.0 Chrysotile 1.5 NA 
Location: 12x12 White VFT, 265 

24 077-02 077 0.395 20.5 71.9 7.6 NA/PS NA 
Location: 12xi2 White VFT, 

25 078-01 078 0.568 13.9 25.4 60.7 NAO NAO 

Location: Filler, Under Tiles@ Test Panel 

26 078-02 078 0.252 26.6 31.3 42.1 NAO NAO 

Location: Filler, Under Tiles@ Test Panel 

27 079-01 079 Chrysotlle 22.2 NA 

Location: Lab Counter Top, 250 

28 079-02 079 NA/PS NA 

Location: Lab Counter Top, 250 

29 080-01 080 0.252 26.6 31.3 37.9 Chrysotile 4.2 NA 

Location: Mastic, Men's Locker Rm. 

30 080-02 080 0.229 38.9 22.3 38.9 NA/PS NA 

Location: Mastic, Men's Locker Rm. 

31 081-01 081 0.293 19.8 59.4 20.8 NA NA 
Location: 9x9 Green, Men's Locker Rm. 

32 081-02 081 0.279 19.7 53.0 27.2 NA NA 
Location: 9x9 Green, Men's Locker Rm. 

See Reporting notes on last page 
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Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. #5 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non-Asbestos **Asbestos "lo by ** Asbestos °lo by 
Sample# Client Sample# Area (gram) Organic o/o Inorganic "111 Inorganic o/o PLMIDS TEM 

33 082-01 082 NAD NA 
Location: Grout - Glass Window, 249 

34 082-02 082 NAD NA 
Location: Grout - Glass Window, 249 

35 083-01 083 NAD NA 
Location: Sheetrock, 247 

36 083-02 083 NAD NA 
Location: Sheetrock, 247 

37 084-01 084 0.300 84.0 3.3 12.7 NAD NAD 
Location: Ceiling Tile - Splined, 246 

38 084-02 084 0.446 75.3 3.6 21.1 NAD NAD 
Location: Ceiling Tile - Splined, 246 

39 085-01 085 Chrysoti!e 28.6 NA 

Location: Transite Hood, 250 

40 085-02 085 NNPS NA 
Location: Transite Hood, 250 

41 086-01 086 NAD NA 
Location: Sheetrock Wall, 255 

42 086-02 086 NAD NA 
Location: Sheetrock Wall, 255 

43 087-01 087 Chrysotile 0.8 NA 
Location: Joint Compound, 264 

44 087-02 087 Chrysotile 0.5 NA 
Location: Joint Compound, 264 

45 088-01 088 0.315 30.5 21.9 47.6 NAD NAD 
Locatlon: Black Ceiling Paint, 265 

46 088-02 088 0.261 31.8 21.1 47.1 NAD NAD 
Location: Black Ceiling Paint, 265 

47 088-03 088 0.459 30.5 20.5 49.0 NAD NAO 
Location: Black Ceiling Paint, 264 

48 089-01 089 0.330 80.0 3.3 16.7 NAD NAD 
Locatlon: 1x1 Ceiling Tiles, Test Panel 

See Reporting notes on last page 



AmeriSci Job #: 211113969 

Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

11111 OAA; Beech - Nut; Mohawk St., Canajoharie, NY; Bldg. #5 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble NonNAsbestos 

Sample# Client Sample# Area (gram) Organic "lo Inorganic 0/o Inorganic 0/o 

49 089-02 089 0.285 87.4 1.8 10.9 

Location: 1x1 Ceiling Tiles, Test Panel 

50 090-01 090 0.628 88.5 4.3 7.2 

Location: 1x1 Ceiling Tile, 255 

51 090-02 090 0.328 82.6 5.8 11.6 

Location: 1 x1 Ceiling Tile, 255 

52 091-01 091 0.339 23.0 34.8 42.2 

Location: 2x4 Ceiling Tiles, Cafe 

53 091-02 091 0.317 23.3 33.8 42.9 

Location: 2x4 Ceiling Tiles, Cafe 

54 092-01 092 0.384 19.5 18.5 61.9 

Location: Black Ceillng Paint, Chemical Rm. 1st Floor 

55 092-02 092 0.156 42.3 14.1 43.6 

Location: Black Ceiling Paint, Chemical Rm. 1st Floor 

56 092-03 092 0.363 24.5 17.4 58.1 

Location: Black Ceiling Paint, Chemical Rm. 1st Floor 

57 093-01 093 0.519 34.1 22.5 43.4 

Location: White Wall Paint, Cafe & Hallways 

58 093-02 093 0.520 34.2 22 1 43.7 

Location: White Wall Paint, Cafe & Hallways 

59 093-03 093 0.670 29.1 14.5 56.4 

Location: White Wall Paint, Cafe & Hallways 

60 093-04 093 0.405 29.4 240 46.7 

Location: White Wall Paint, Cafe & Hallways 

61 093-05 093 0.590 28.5 18.3 53.2 

Location: White Wall Paint, Cafe & Hallways 

62 093-06 093 0.488 31.4 22.1 46.5 

Locatlon: White Wall Paint, Cafe & Hallways 

63 093-07 093 0.404 34.4 21.3 44.3 

Location: White Wall Paint, Cafe & Hallways 

64 094-01 094 0.337 22.3 35.6 42.1 

Location: Green Ceiling Paint, All 3 Floors 

See Reporting notes on last page 

Page 4 of 5 

**Asbestos 0/o by **Asbestos 0/o by 
PLM/DS TEM 

NAO NAO 

NAO NAO 

NAO NAO 

NAO NAO 

NAO NAO 

Chrysotlle <0.25 Chrysotile Trace 

NAO NAO 

NAO NAO 

NAO NAO 

NAO NAO 

NAO NAO 

NAO NAO 

NAO NAO 

NAO NAO 

NAO NAO 

NAO NAO 



AmeriSci Job #: 211113969 

Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech - Nut; Mohawk St, Canajoharie, NY; Bldg. #5 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non.Asbestos 

Sample# Client Sample# Area (gram) Organic o/o Inorganic o/o Inorganic 0/u 

65 094-02 094 0.678 34.8 29.1 36.1 

Location: Green Cemng Paint, All 3 Floors 

66 094-03 094 0.814 36.4 23.3 40.3 

Location: Green Ceiling Paint, All 3 Floors 

67 094-04 094 0.549 35.7 26.0 38.3 

Location: Green Ceiling Paint, All 3 Floors 

68 094-05 094 0.449 33.4 25.6 41.0 

Location: Green Ceiling Paint, All 3 Floors 

69 094-06 094 0.426 24.6 26.3 49.1 

Location: Green Ceiling Paint, All 3 Floors 

70 094-07 094 0.511 34.4 24.7 40.9 

Location: Green Ceiling Paint. All 3 Floors 

~~ 
·~~-· Analyzed by: Marik Peysakhov ~ ; Date Analyzed 11 /28/2011 

Page 5 of 5 

**Asbestos o/o by **Asbestos 0/o by 
PLMIDS TEM 

NAO NAO 

NAO NAO 

NAO NAO 

NAO NAO 

NAO NAO 

NAO NAO 

*~Quantitative Analysis (Semi/Fu!!}; Bulk Asbestos Analysis - PLM by EPA 500/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation} or ELAP 198-4; for New York samples; NAO:= no asbestos detected during a quantitative analysis; NA:= not analyzed; Trace= 
<1°/o; Ouantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA"" No Visible Asbestos'' represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses}; AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM llmitation, only TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non-unifonnly dispers·e.f.·pct/i,jfeb('.' t6r which PLM evaluatlon is recommended (i.e. soils and other heterogenous materials). 

~pt. /~' 
Reviewed By: 

1 
{ , .,.,, ~ 
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Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Client: Ambient Environmental 
12 Colvin Avenue 
Albany NY 

Project Name: Beech-Nut 

12206 

Mohawk St, Canajoharie NY 

Sampling Area: Chiller Room 

Client Project Number: 111110AA 

Laboratory Job Number: 854 415 

Sampled By: Bryan Cleary 

Collection Date: 12/5/2011 

Date Received: 12/6/2011 

Lab Customer 01o Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

5814 306-01 Homogeneous Black 5.9% 

Santpled Material: Black Mastic 

Sa1nple Location: Fan Unit Under F-Glass 

Analyzed By: Admn C. Tucker Method: NYS ELAP 198.6 

Microsc?p_e: !vf~i,j_i _ML612~-60013 Turn Around Time: 5 Day 

5815 306-02 J-Iomogeneous Black 5.8% 

Sa1npled Material: Black Mastic 

Sanzple Location: Fan Unit Under F-Glass 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Micro~~ope: M~iji ~L6120-60013 Turn Aroun,d Time: 5 Da):_I 

5816 307-01 Homogeneous Black 18.3% 

Sanipled Material: Black Sealant 

Santple Location: Vertical Duct 

Analyzed By: Ada1n C. Tucker Method: NYS ELAP 198.6 

Microscope: _:tv1ei,ji ML612~60013 Tun1 Around Time: 5 Day 

5817 307-02 Homogeneous Black 

Sampled Material: Black Sealant 

77.8 12.3 

Non-Asbestos Fibers 
4% Fiber Glass 

Analyzed Dal~:. 12/7 /2011 

79.1 11.1 

Non-Asbestos Fibers 
4 % Fiber Glass 

Trace Cellulose 

Analyzed Date: 

38.5 

12/7 /2011 

39.3 

Non-Asbestos Fibers 
None Detected 

A1:a1yz,~d Date: 12/?/2011 

38.7 39.6 

Non~Asbestos Fibers 

% 

9.9 Inc. 
Asbestos Types: 

Inconclusive-No Asbestos Detected 

Client Requested TEM 

9.8 Inc. 

. % .. J!sbestosTypes: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

22.2 3.9% 

% Asbestos Types: 
3.9% Cluysotile 

21.7 NNPS 

% Asbestos Types: 

Santple Location: Vertical Duct Not Analyzed Positive Stop 

Analyzed By: Method: Prep (Not Analyzed) 

Microscope: Turn Around Tinre: Prep. Analy~:d Date: 

Definitons of Abbreviations: NOB: Jv"on-Organically Bound, Trace: Asbestos l)etected at 1% or Less, TEM: Transmission Electron Nficroscope. 
Inc.: lnconclusive, lVAD: No Asbestos Detected NA/PS: lVot Analyzed PosUive Stop, NA: 1v'ot Analyzed 

Disclaimer: 1'1A1 is not consistently reliable in detect mg asbestos mfloor coverings andsimlfar non:fnah!e orga11ical~v bound materials. No Asbestos Detected or Trace re.1ufls by 
J'Li\d are considered inconclusive, Thlvf 1s currently the only method that can be used to determme if malcrials can he considered as non asbestos containing in NY State. 1his report 
cunnot be reproduced except infi<I! without 1he approval ofRe.1ponse Labs, UC This !'Livi report relates ()Jv]_y to the items tested Lwb1/ity is illnited to the cost r~(analys1s. 
EL4P PLJl.f ldetlwd 198.Jfor friable samples or 198.6/or NOB Samples. 

Comments: 



Response labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut Laboratory Job Number: 854-415 
Mohawk St, Canajoharie NY 

Sampling Area: Chiller Room 
Sa mp led By: Bryan Cleary 

Collection Date: 12/5/2011 

Date Received: 12/6/2011 

Lab Custotner % Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 

5818 308-01 Homogeneous Brovm 

Sa111pled Material: Vibration Damper 

Sa111ple Location: On Chiller Unil 

Analyzed By: Adan1 C. Tucker Method: NYS ELAP 198.1 

Microscope: ?lympus BH-2-214 Turn Around Time: 5 Day 

5819 308-02 Homogeneous Brown 

Sanipled Material: Vibration Dan1per 

Sa1nple Location: On Chiller Unit 

Analyzed By: Adam C. Tucker !vfethod: NYS ELAP 198.1 

Oly_IrlPUS BH-2-2~4- Turn Around Time: 5 Day 

1% 

1% 

Microscope: 

5820 309-01 I-Io1nogeneous Black 12.5% 

Sanzpled Material: Black Mastic 

Sanzple Location: On Tank 

Analyzed By: Ada1n C. Tucker Method:NYS ELAP 198.6 

Microscope: q1z1?:1-1?.11.~w~I-I-2-214, _Turn Around Time: 5 Day 

5821 309-02 Homogeneous Black 

Sa1npled Material: Black Mastic 

Sample Location: On Tank 

Analyzed By: Method: Prep (Not Analyzed) 

Turn Around Time: Prep -_Nf:_~::.?.~~~p_~_: __ 
5822 310-01 Homogeneous Tru1 

Satnpled Material: Tank Coating 

Sarnple Location: ()uter Coating on Tank 

Analyzed By: Adam C. Tucker Method: N'fS ELAP 198.1 

Microsc_o-pi::: O~y,1~p:U~ BH-2-214 Turn Around Time: 5_ ~~!~ 

73% 

Non-Asbestos Fibers 
99% Cellulose 

Analyzed Dnte: 12/12/2011 

Non-Asbestos Fibers 
99% Cellulose 

Analyzed Date: 

83.9 

12/12/2011 

Non-Asbestos Fibers 
None Detected 

Ana_lyzed Da_te: 12/7 /2011 

0.5 

83.5 0.4 

Non-Asbestos Fibers 

-~11i:_ly_~e~'"Date: 

Non~Asbestos Fibers 
16.2% Fiber Glass 

Analvzed Date: 12/1_~(~_°.1,-_~ 

Residue 

NAD 

%_ Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

15.6 3.1% 

% Asbestos Types: 
3.1 % ChrysotiJe 

16.1 NNPS 
% Asbestos Types: 

% 
10.8% 

Not Analyzed Positive Stop 

10,8% 

Asbestos Types: 
Chrysotile 

Definitons of Abbreviations: NOB: Non-Organically Bound. Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Ilficroscope, 

Inc.: Inconclusive, NAD: .No Asbestos Detected, NA/PS: }./ot Analyzed Positive Stop, NA: ]\lot Analyzed 

Disclaimer: PlAf is not consistemly reliable in detect mg asbestos in floor covenng~ and similar non:fdable orgamcally bound materials. No Asbestos Detected or '!'race results by 
PLAI are considered inconclusive, TEJ\,f is currently the only method rhat can be used 10 derenmne if materials can be crms1dered as 11011 asbes/os cumammg in NY State. 1his report 
cannot be reproduced except mfull wilhow 1he approval of N.ejponse Labs. JJ,C. Th1-1 PJAI report relates ONLY 10 rhe items tested Lrabifily is !tmited to the cos/ of analysis. 
EIAP PLli-t llfethod 198.1 for friable samples or 198.6.for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Chiller Room 

Laboratory Job Number: 854-415 

Sampled By: Bryan Oeary 
Collection Date: 12;s;2011 

Date Received: 12; 6/2011 

Lab Customer O/o Nau-Fibrous 
Matrix Material 

% of Acid Soluble % of Total% of 

5823 310-02 Homogeneous Tan 

Sampled Material: Tank Coating 

Santple Location: Outer Coating on Tank 

Analyzed By: 

Mia·o-~~ore: 

5824 310-03 

Method: Positive Stop 

Turn Around Time: Positive ShJp _(1?8.1_) 

Homogeneous Tan 

Sanipled Material: Tank Coating 

Santple Location: Outer Coating on Tank 

Analyzed By: Method: Positive Stop 

Non-Asbestos Fibers 

Analyzed Date: 

Nou~Asbestos Fibers 

Microscope: 

5825 

Tun1 Around Time: Positive Stop (198.1) Analyzed Date: 

311-01 1-Iomogeneous White 

Santpled Material: Insulation 

Sanzple Location: On Duct 

Analyzed By: Adam C. Tucker lvfethod: NYS ELAP 198.1 

Microsc?pe: OlJJllP.ll?M~I:f-2-214,, 1,"ttrn Around Time: 5 D~y __ 

5826 311-02 Hon1ogeneous \Vhite 

Sanzpled Material: Insulation 

Sanzple Location: On Duct 

Analyzed By.' Method: Positive Stop 

86,2% 

Non-Asbestos Fibers 
None Detected 

An~lY~.e4. Date: 12(1~/201~ 

Non-Asbestos Fibers 

Micros~op.~: T1trn Around Time: Positive Sto_p .(1.98:?:) .Ana.lyzed D.ate: 

5827 311-03 Hnmogeneous "White 

Santpled Material: Insulation 

Sa11tple Location: On Duct 

Analyzed By: 

Micros~? re: 

Non-Asbestos Fibers 

Method: Positive Stop 

Turn Around Time: Positive Stop (198.1) A.Jta~yzed [)ale: 

Residue 

NA/PS 
%_ Asbestos Typ_es: 

Not Analyzed Positive Stop 

NA/PS 
% Asbestos Types: 

% 
6.9% 

6.9% 

Not Analyzed Positive Stop 

13.8% 

Asbestos Types: 
Amosite 

Chrysotile 

NA/PS 
% Asbestos Types: 

Not Analyzed Positive Stop 

NA/PS 
% Asbestos Types: 

Not Analyzed Positive Stop 

Definitons of Abbreviations: NOB: /1.lon-Organically Bound, Trace: Asbestos Detected at 1% or Less, 11:,M: Transmission Electron A1icroscope. 
Inc.: inconclusive, NAD: No Asbestos Detected, NA/PS: ;Vot Analyzed Positive Stop, NA: ,\lot Analyzed 

Disclaimer: PLM is no/ co11sisw111ly reliable in detecling ashes/us in_/loor coverings and similar non:fi·iab!e organically bound materials. No Asbestos Detected or Trace results by 
l'LAd are considered 111conclu.1ive, '/HAI is currently 1he only method that can he used to de1er111me ti matenafs can he considered as non asbestos containing in NY Swte. This repon 
cannot be reproduced except rnfa!l w11ho11t the approval o_f'Response J,abs, LLC. This PLivf report relates ONJS IO 1he I/ems tested. Liahi/ity is limi1ed lo the cost ofana{ysis. 
ELAP l'LM llfetlwd 198.J for friable samples or J98.6for J\IOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Chiller Room 

Laboraton1 Job Number: 854 415 

Sampled By: Bryan Cleary 

Collection Date: 12/s/2011 

Date Received: 12/6/2011 

Lab Customer %Non-Fibrous Soluble % of Total% of 
Matrix Material Residue 

5828 312-01 Homogeneous Black 

Sarnpled Material: Built Up Roofing 

Sanzple Location: Chiller Roo1n Interior 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

M'.:c:ros,cope,:_ Ol:Y?1:fl_us BH-2-214 Turn Around T(me: 5 D_ay_ 
5829 312-02 Homogeneous Black 

Sa111pled Material: Built Up Roofing 

Sa111ple Location: Chiller Room Interior 

Analyzed By: Adam C. Tucker Method: NYS ELA.P 198.6 

Microscope: Oly1npus BH-2-214 Turn Around Time: 5 Day 

2.9% 

2.1 % 

93.6 

Non-Asbestos Fibers 
None Detected 

AnalY.zed Daf.e: 12/7 /2011 

3.5 

95.8 1.6 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/7/2011 

2.9 <.25% 

% Asbestos Types:. 
<.25% Chrysotile 

2.6 0.50% 

% Asbestos Types: 
.5% Chrysotile 

Definitons o(Abbreviations: NOB: 1Von-Organtcally Bound. Trace: Asbestos IJetected at 1% or Less, TEM:Transmission Electron ,\ficroscope, 
inc.: Inconclusive, NAD: lv'o Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: 1'/ot Analyzed 

Disclaimer: P]4\f is not consistenlly reiiahle in dctecling asbestos in_f!oor coverings and similar non~fi-wb!e organicaVv hound materials. No Asbestos Detected or Trace rcsu//s by 
PUvf are considered inconclusive, ILA1 is currently 1hc only method that can be used 10 de/ermme !fmaleriafs can he com·idered as non asbestos containing 111 NY State. This report 
cannot he reproduced except injid! without the approval of Response /.-abs, LLC. '111is PIA! repon relaies ONLY to the items tested. J,iab1bty is !muted to the cost <?f"ana!ysis 
ELAP />LJ1.f Jfetltod 198.1 for friable samples or 198.6for lvOB Samples. 

Comments: 
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AmeriSd Job Ii: 211122135 

Clien1 Name: Response Li;ibs, LlC 

Tab'e I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

1t1110AA; Beech Nut; Mohawk St, Canajoharie, NY: (Chiller Room) 

CJient .SampJe# 

Ql 5814-01 

HG 
AFOa 

306 
Location; Bfack Mastic- Fan Ul'lit Under F-GJass (J11ert Restdue~9.9ul'Q.) 

02 5815-02 306 

U!cati<Jfl: 8Ja<::k Ma.sift~ Fan Unit Under F-Glas.s Hner1 Res.!due=.9.S%) 

03 SS28-01 312 

Location: BuiltUp Roofing - CtiiJler .Rm. lntufior (Inert Residue:;::2_9%) 

04 582!HJ2 312 

Locatf(lll; Buiit:Up Roofing -ChJller Rrn. Interior {Inert Res1due=2.D%) 

Heat 
Sensitive 
Organic:% 

Acid 
So tub I& 

Inorganic l>k 

lnsoJubie 
No,,_;\sbes!OG 

r1ux941inie % 

Page 1of1 

•• Asbestoo % by 
JEM 

NAD 

NAO 

Cbry.soflle Trace 

Chrysoiile <1,0 

An"1l/2•d by: Ra;i N. Krishnappa • \)J •. .le~ ; Qare Ar>alyzed 1211212011 
0 ·oua.ntitaU11e Analysis {Semilft.111); Burk Asbestos At1aMIS:tM by EPA GOOJl'\M.-82-020 per 40 CFR or ELAP 198. l for New York frfabte sampfes or EL.AP 198.6 for New York NOB samptes, TEM 
{&miJIFull) by EPA SOOIR-931116 (nCJt oovered lly l'Ni..AP Bulk accreditation) ()r ELAP 198_4; for New York s;pmp~ NAO"" llO asbestos detected d1.tlin9 a quarilitative anafy.sis; NA= not analyzed; Trace= 
<1%; Quantiret!on fur begtnriing weights <Jf <O, 1 grarns shulJl'd: be CCJnskrered as qualifatiW onty~ Quatitatwe Ana.lysis: Asbe.stGS analysm results of "Present" or "NVA =No \l'.isibte Asbestos" represents 
results to, Qua!ltatlve PlM or TEM Analysis (}Jliy (no a.ccnaditalMJ.n ooverage available from any regurarory agency for quafllathie ana~es.); AlHA Lab fl.102843, NVLAP lab CorJe 200548-Q, NYSDOH 
ELAP lab 10#11480. 

Warning N(lte: .PLM limitation, only TEM will resokle- lil:Jefs <0.25 micromerera in ot:liameter. TEM bulk analysis is representstive i;f ihe fine grained malrix material a11d may not b-e representative of 
non-un.ifurmfy dispersed debris forwhfch PLM evatualion is- reoommeR<fOO (le. soJls and other h.etarogenous materials). 

R.ev1eW€dBy:. ________________ _ 

,_, 
"' ' ,_, 
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,_, 
"' ,_, 
"' 

"' ,_, 
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en _, 
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AMER1Sc1 

December 12, 2011 

Response Labs, LLC 
Attn: John Snyder 
12 Colvin Avenue 
Albany, NY 12206 

RE: Response Labs, LLC 
Job Number 211122135 
P.O. #111110AA 

AmeriSci New Yori< 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 •FAX: (212) 679-9392 

111110AA; Beech Nut; Mohawk St., Canajoharie, NY; (Chiller Room) 

Dear John Snyder: 

Enclosed are the results of Asbestos Analysis - Bulk Protocol of the following Response Labs, LLC samples, received at 
AmeriSci on Friday, December 09, 2011, for a 3 day turnaround: 

5814-01, 5815-02, 5828-01, 5829-02 

The 4 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Response Labs, LLC requested ELAP 
TEM (only) analysis of these inert residue samples. 

The results of the analyses which were performed under ELAP 198.4 guidelines are presented in the Summary Table section ol 
this report. This report relates ONLY to the TEM analysis expressed as percent asbestos of inert material provided from matrix 
reduction. Matrix reduction for these samples as well as final residue weight calculations was performed by the client The 
client is responsible for matrix reduction and PLM evaluation if required by ELAP 198.6 and 198.4. This report must not be 
used to claim product endorsement or approval by NVLAP, ELAP or any other associated AmeriSci certifying agency. This 
report must not be reproduced, except in full without the written approval of the laboratory. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

~inceJ~ly, 

f?vJ(;~ 
(j~ Mucha 

Laboratory Director 

Boston • Los Angeles • New York • Richmond 



AmeriSci Job#: 211122135 

Client Name: Response Labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

11111DAA; Beech Nut; Mohawk St, Canajoharie, NY; (Chiller Room) 

AmeriSci 
Sample# 

01 

Client Sample# 

5814-01 

Sample 
HG Weight 
Area (gram) 

306 

Location: Black Mastic - Fan Unit Under F-Glass (Inert Res!due=9.90/r,) 

02 5815-02 306 

Location: Black Mastic - Fan Unit Under F-Glass (Inert Residue=9.8°/o) 

03 5828-01 312 

Location: Bui!tUp Roofing - Chiller Rm. Interior (Inert Residue::::2.9°/o) 

04 5829-02 312 

Location: BuiltUp Roofing - Chiller Rm. Interior (Inert Residue=2.6°/o) 

Heat Acid Insoluble 
Sensitive Soluble Non-Asbestos 
Organic o/o Inorganic 0/n Inorganic %, 

Page 1 of'! 

** Asbestos %. by 
TEM 

NAO 

NAO 

Chrysotile Trace 

Chrysotile <1.0 

), " l ;'-, 
Analyzed by: Ravi N. Krishnappa _ i>J~. '3b"i'\.e'....--:;.~·.~ ; Date Analyzed 12/12/2011 
*"Quantitative Analysis (Semi/Full); Bulk Asbestos AnalySis: PLM by EPA 600/M4-82-020 per40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAO= no asbestos detected during a quantitative analysis; NA= not analyzed; Trace= 
<1 %1; Quantltation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); Al HA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM limitation, only TEM w\;i resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non-uniformly dispersed debris fo~ch M evaluation is recommended (i.e. soils and other heterogenous materials). 

Reviewed By: ,-f'(! 
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AMER1Sc1 

November 28, 2011 

Ambient Environmental, Inc. 
Attn: Joella Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE: Ambient Environmental, Inc. 
Job Number 211113946 
P.O. #111110AA 

------·-·-·-··------

AmeriSci New Yorh 
117 EAST 30TH STREET 
NEVV YORK, NY 10016 

TEL (212) 679-8600 •FAX: (212) 679-9392 

11111 OAA; Beech Nut; Beech Nut; Mohawk St., Canajoharie, NY; Bldg. #4 

Dear Joella Viscusi: 

Enclosed are the results of Asbestos Analysis - Bulk Protocol of the following Ambient Environmental, Inc. samples, received at 
AmeriSci on Wednesday, November 23, 2011, for a 5 day turnaround: 

164-01, 164-02, 165-01, 165-02, 166-01, 166-02, 167-01, 167-02, 168-01, 168-02, 169-01, 169-02 

The 12 samples, placed in Zip Lock Bag, were shipped to ArneriSci via Federal Express. Ambient Environmental, Inc. 
requested ELAP PLM!TEM analysis of these samples. 

The results of the analyses which were performed following ELAP Protocols 198. 1 PLM Friable and/or 198.6 for PLM NOB. 
ELAP Protocol 198.4 TEM NOB guidelines are presented within the Summary Table of this report The presence of matrix 
reduction data in the Summary Table normally indicates an NOB sample. For NOB samples the individual matrix reduction, 
combined PLM and TEM analysis results are listed in the Summary Bulk Asbestos Analysis Results in Table I. Complete PLM 
results for individual samples are presented in the PLM Bulk Asbestos Report. This combined report relates ONLY to sample 
analysis expressed as percent composition by weight and percent asbestos. This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated agency. This report must not be 
reproduced, except in full without the written approval of the laboratory. This report may contain specific data not covered by 
NVLAP or ELAP accreditations respectively, if so identified in relevant footnotes. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Si~n f)cerely/rj 

'f:;., w. 
P~ui':J., ucha .A:< -

Laboratory Director 

Boston - Los Angeles - New York - Richmond 



AmeriSci New York 
117 EAST 30TH ST. 

AMER1Sc1 NEW YORK, NY 10016 
TEL: (212) 679-8600 •FAX: (212) 679-3114 

PLM Bulk Asbestos Report 
Ambient Environmental, Inc. 

Attn: Joella Viscusi 
Date Received 11/23/11 AmeriSci Job# 211113946 
Date Examined 11/27/11 P.O.# 

12 Colvin Avenue ELAP # 11480 Page 1 of 3 

Albany, NY 12206 

RE: 111110AA; Beech Nut; Beech Nut; Mohawk St., Canajoharie, 
NY; Bldg. #4 

Client No. I HGA Lab No. Asbestos Present 

164-01 211113946-01 
164 Location: Mastic; 201 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

164-02 
164 

Other Material: Non-fibrous 52.2 % 

Location: Mastic; 201 
211113946-02 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

165-01 
165 

Other Material: Non-fibrous 63.1 % 

211113946-03 
Location: V.F.T. 12x12; 201 

Analyst Description: Grey, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile 12.0 % 

165-02 
165 

Other Material: Non-fibrous 48 % 

211113946-04 
Location: V.F.T. 12x12; 201 

Analyst Description: Bulk Material 
Asbestos Types: 

166-01 
166 

Other Material: 

211113946-05 
Location: Stair Treads; Stair To 201 

No 

No 

Yes 

No 

Analyst Description: Red, Homogeneous, Non-Fibrous, Cementitious, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 100 % 

See Reporting notes on last page 

Total % Asbestos 

NAO 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

NAO 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 

12 % 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11127/11 

NA/PS 

NAO 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on11/27/11 



AmeriSci Job#: 211113946 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech Nut; Beech Nut; Mohawk St, Canajoharie, 

NY; Bldg. #4 

Client No. I HGA lab No. Asbestos Present 

166-02 211113946-06 No 
166 Location: Stair Treads; Stair To 201 

Analyst Description: Red, Homogeneous. Non-Fibrous. Cementitious, Bulk Material 
Asbestos Types: 

167-01 

167 

Other Material: Non-fibrous 100 % 

211113946-07 
Location: Transite Ceiling Tiles; 201 

Yes 

Analyst Description: White/Grey, Homogeneous, Fibrous, Cementitious, Bulk Material 
Asbestos Types: Chrysotile 25.0 % 

167-02 

167 

Other Material: Non-fibrous 75 % 

211113946-08 
Location: Transite Ceiling Tiles; 201 

Analyst Description: Bulk Material 
Asbestos Types: 

168-01 

168 

Other Material: 

211113946-09 
Location: Transite Wall; 201 

Analyst Description: Grey, Homogeneous. Fibrous, Cementitious, Bulk Material 
Asbestos Types: Chrysotile 28.6 % 

168-02 

168 

Other Material: Non-fibrous 71.4 % 

211113946-10 
Location: Transite Wall; 201 

Analyst Description: Bulk Material 
Asbestos Types: 

169-01 

169 

Other Material: 

211113946-11 
Location: Window Glazing; 201 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 11 % 

See Reporting notes on last page 

Yes 

No 

Page 2 of 3 

Total% Asbestos 

NAD 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 

25% 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 

NNPS 

28.6 % 
(by NYS ELAP 198.1) 
by Ivan H. Reyes 
on 11/27/11 

NNPS 

NAD 
(by NYS ELAP 198.6) 
by Ivan H. Reyes 
on 11/27/11 



AmeriSci Job #: 211113946 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech Nut; Beech Nut; Mohawk St., Canajoharie, 

NY; Bldg. #4 

Client No. I HGA lab No. Asbestos Present 

169-02 211113946-12 
169 Location: Window Glazing; 201 

Analyst Description: Beige, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 8.5 % 

Reporting Notes: "' 
' 

No 

Page 3 of 3 

Total % Asbestos 

NAO 
(by NYS ELAP 198.6) 

by Ivan H. Reyes 

on 11/27/11 

Analyzed by: Ivan H. Reyes ~.,_J;t;"":;\"'-""'e...l~""'l,,.Ji!"'""~=----
•NAD/NSD =no asbestos detected; NA =not a lyze , NA/PS=not analyzed/positive stop; PLM Bulk Asbestos Analysis by EPA 600/M4-82-020 per 40 
CFR 763 (NVLAP Lab Code 200546-0), ELAP PLM Method 198.1 for NY friable samples or 198.6 for NOB samples (NY ELAP Lab 1011480); 
Note:PLM is not consistently reliable in detecting asbestos in floor coverings and similar non~friab!e organically bound materials. NAO or Trace results 
by PLM are inconclusive, TEM is currently the only method that can be used to determine if this material can be considered or treated as non 
asbestos-containing in NY State (also see EPA Advisory for floor tile, FR 59,146,38970,8/1/94) National Institute of Standards and Technology 
Accreditation requirement~anqete that this report must not be reproduced except in fu!! without the approval of the !ab.This PLM report relates ONLY 
to the items tested. AIHAJ .b 11. 02843, RI Cert#AAL-094, CT Cert#PH-0186, Mass Cert#AA000054. 

f{ljl" ---
Reviewed By: ,?1 \ ~ END OF REPORT ____ _ 

\ ~ 
'\_\) 



AmeriSci Job #: 211113946 Page 1of2 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech Nut; Beech Nut; Mohawk St., Canajoharie, NY; Bldg. #4 

Sample Heat Acid Insoluble 

AmeriSci HG Weight Sensitive Soluble Non~Asbestos ** Asbestos °lo by ** Asbestos 'Yo by 
Sample# Client Sample# Area (gram) Organic 0/o Inorganic 'Yo Inorganic °lo PLM/DS TEM 

01 164-01 164 0.209 9.6 38.3 52.2 NAO NAO 
Location: Mastic; 201 

02 164-02 164 0.464 10.8 26.1 63.1 NAO NAO 
Location: Mastic; 201 

03 165-01 165 0.560 30.9 9.1 48.0 Chrysotile 12.0 NA 
Location: V.FT 12x12; 201 

04 165-02 165 0.629 30.7 10.8 58.5 NA/PS NA 
Location: V.F.T. 12x12; 201 

05 166-01 166 NAO NA 
Location: Stair Treads; Stair To 201 

06 166-02 166 NAO NA 
Location: Stair Treads; Stair To 201 

07 167-01 167 Chrysotile 25.0 NA 
Location: Transite Ceiling Tiles; 201 

08 167-02 167 NA/PS NA 
Location: Transite Ceiling Tiles; 201 

09 168-01 168 Chrysotile 28.6 NA 
Location: Transite Wall; 201 

10 168-02 168 NNPS NA 
Location: Transite Wall; 201 

11 169-01 169 0.730 18.9 70.1 11.0 NAO NAO 
Location: Window Glazing; 201 

12 169-02 169 0.574 17.9 73.5 8.5 NAO NAO 
Location: Window Glazing; 201 

See Reporting notes on last page 



AmeriSci Job#: 211113946 

Client Name: Ambient Environmental, Inc. 

AmeriSci 
Sample# Client Sample# 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech Nut; Beech Nut; Mohawk St., Canajoharie, NY; Bldg. #4 

HG 
Area 

Sample 
Weight 
(gram) 

Heat 
Sensitive 
Organic °111 

Acid 
Soluble 

Inorganic °lo 

Insoluble 
Non-Asbestos 
Inorganic °lo 

Analyzed by Madel! E. Collins Wire&?-· ; Date Analyzed 11/28/2011 

**Asbestos o/(I by 
PLM/DS 

Page 2 of 2 

** Asbestos o/<1 by 
TEM 

**Quantitative Analysis (Semi/Full); Bulk Asbestos Analysis - PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York frlable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Ful!) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAO= no asbestos detected during a quantitative analysis; NA= not analyzed; Trace= 
<1 o/o; Quantitation for beginning welghts of <O. i grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Visible Asbestos" represents 
results for Qualltative PLM or TEM Analysls only (no accreditation coverage available from any regulatory agency for qualitative analyses); A!HA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM limitati?~ only TEM will resolve fibers <0.25 micrometers in diameter. TEM butk analysis is representative of the fine grained matrix material and may not be representative of 
non-uniformly dispersed de~;~~ f fwhich PLM evaluation is recommended (i.e. soils and other heterogenous materials). 

Reviewed By: · iJJ '\,Jb_--· 



AMBIENT ENVIRONMEi'\fTAL, INC. 
12 c=0Jvi11 i\venne 

PH· SI 8·482·lF04 
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2111139 6 BULK SAMPLE DATii AND 
CHAIN OF ClJSTODY ,-uM1w 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Client: Ambient Environmental 
12 Colvin Avenue 
Albany NY 

Project Name: Beech-Nut 

12206 

Mohawk St, Canajoharie NY 

Sampling Area: Upper Boiler Room 

Client Project Number: 111110AA 

Laboratory Job Number: 854 414 
Sampled By: Bryan Cleary 

Collection Date: 12;s;2011 

Date Received: 12/6/2011 

Lab Customer % Non-Fibrous % of % Soluble % of Total% of 
Matrix Material Residue 

5807 303-01 Hon1ogeneous Grey 

Sanipled Material: Transite Pipe 

Santple Location: Upper Boiler Room Floor 

Analyzed By: 

J\1icrosc_ope: 
Method: Prep (Not Analyzed) 

Turn Around Time: P~~p __ 

5808 303-02 Homogeneous Grey 

Sampled Material: Transite Pipe 

Sa11tple Location: Upper Boiler Room Floor 

Analyzed By: 

-~f.~?~-~?1-'.e:, 

Method: Prep (Not Analyzed) 

Turn Around Time: ~r~p 

5809 304-01 Homogeneous Grey 

Sa11tpled Material: Transite Wall 

Sa111ple Location: Exterior Upper Boiler Room 

Analyzed By: Adan1 C. Tucker Metlzod: NYS ELAP 198.1 

Micr?sc~pe: Olympus BH-2-214 Turn Around T11ne: 5 Day 

5810 304-02 

Sauzpled Material: Transite Wall 

Sa1nple Location: Exterior Upper Boiler Room 

Analyzed By: Method: Positive Stop 

83.3% 

97.8 2.2 

Non-Asbestos Fibers 

An~_ly_z_e.4_ J?.ate,: 
97.7 

Non-Asbestos Fibers 

A_1!_af_Y.z:_1 Date: 

Non-Asbestos Fibers 
None Detected 

Analyzed lJal'e: 12/9/2011 

Non-Asbestos Fibers 

2.3 

Micro~cor~: Turn Arou'.1d Time: Positive Stop (198.1) Analyzed IJate: 

0.0 NAD 

% Asbestos Types: 
Sample Negative By Weight 

0.0 NAD 

%__ _ ____ 4~bestos Types: 
Sample Negative By V\7eight 

16.7% 

~% Asbestos Types: 
16.7%Chrysotile 

NA/PS 

% Asbes~f}_~_!'YP~~: 
Not Analyzed Positive Stop 

Definitons of'Abbreviations: NOB: ,\Ion-Organically Bound, Trace: Asbestos Detected at 1% or Less, TE/Vi: Transmission _Hlectron Microscope. 
Inc.: Inconclusive, NAD: 1Vo Asbestos Detected, NA/PS: llfot Analyzed Positive Stop, NA: />lot Analyzed 

Disclaimer: PJ.i'vf is 1101 consh'fentZv reliable 111 de1ectmgashe.,·tos infloor coverings and similar non:fnah!e organically hound materials. No A~bestos Detected or Trace results by 
PLV are considered inconclus1ve, 7f'lvf is currem!y the on~v merhod that can be used to determine !I materials can be considered as non asbestos confaming in NY Stare. 7/us report 
cannot he reproduced except mjiilt without the approval a/Response Labs. LLC This PL.VI report relates 01VLY to the items rested Liability is Jim ired to the cost ofapalysis. 
ELAP PLl11Metltod198. I for friable samples or 198. 6 for NOB Samples. 

Comments: 

f 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

PLM 
Project Name: Beech-Nut Laboratory Job Number: 854 414 

Mohawk St, Canajoharie NY 

Sampling Area: Upper Boiler Room 
Sa mp led By: Bryan Cleary 

Collection Date: 12;s;2011 

Date Received: 12/6/2011 

Lab Customer % Non-Fibrous % of % of Acid Soluble % of Total% of 
Matrix Material Residue 

5811 305-01 Homogeneous Brown 59.5% 10.So/o 

Sanzpled Material: Duct Insulation 

Sanzple Location: On Duct 

A11alyzed By: Adam C. Tucker J\1ethod: N-YS ELAP 198.1 

Microscope: ()lY_1:~P_1:1:~_ BH-2-214 Turn Around Time: 5 D~y 

5812 305-02 

Sanipled Material: Duct Insulation 

Sa1nple Location: On Duct 

Analyzed By: Method: Positive Stop 

Non-Asbestos Fibers 
29.7% Fiber Glass 

Analyzed Date:. _1_~/_9/_2011, 

Non-Asbestos Fibers 

Microsco1:e: 

5813 

Tun1 Around Time: Positive Stop (198.1) Anal!f~:~ Date: , 

305-03 

Santpled Material: Duct Insulation Non~Asbestos Fibers 

Santple Location: On Duct 

Analyzed By: 

Microsc,ope: 

Method: Positive Stop 

Turn Around Time:_ Positive Stop (198.1) Analyzed Date: 

% Asbestos Types: 
10.8%Ch1}'Sotile 

NA/PS 

% Asbestos Types:_ 
Not Analyzed Positive Stop 

NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

Definitons ofAbhrel'iations: NOB: 1Von-Organically Bound Trace: Asbestos Detected at 1% or Less, TEJl.1: Transmission Electron Microscope. 
Inc.: Inconclusive, NAD: No Asbestos Detected, NA/PS: ,\lot Analyzed Positive Stop, lVA: iVot Analyzed 

Disclaimer: l'Lkf Ls not consistent(V reliable m detecting ashestos in floor covenngs and similar non:friahle organically bound malerials. No Asbestos Detected or Trace results by 
l'Li'vl are considered inconclusive. TE\1 is currently the only method that can be used w determine if materials can be considered as mm asbestos conwining in NY State. This report 
cannot he reproduced excepr in.fit/! withou/ the approval of Response Labs. !LC. lhis PLAf repm1 relates ON!,'! to the items tested. Liability is /im1ted to the cos1 of analysis 
EIAP PL1\11Hetltod 198.J for friable samples or 198.6for 1'lOB Samples. 

Comments: 
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Response Labs, LLC. 
12 Colvin Avenue, AJbany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Client: Ambient Environmental 
12 Colvin Avenue 
Albany NY 

Project Name: Beech-Nut 

12206 

l\1ohawk St, Canajoharie NY 

Sampling Area: Boiler Room 

Client Project Number: 111110AA 

Laboratory Job Number: 854 419 

Sampled By: Bryan Cleary 

Collection Date: 12/7 ;2011 

Date Received: 12;s;2011 

Lab Customer % Non-Fibrous % of % of Acid Soluble % of Total% of 
# Matrix Material Residue 

5920 313-01 lion1ogeneous White 12.5% 

Sa111pled Material: Window Glazing 

Sanzple Location: Boiler Room 

Analyzed By: Adan1 C. Tucker Met!10d: NYS ELAP 198.6 

lv1icrosco~~'., 91y111pus BH-2-214 Turn Around Time: 5 _l?<'lY 

5921 313-02 Homogeneous White 

Santpled Material: Window Glazing 

Sa1nple Location: \Vater Softener Room 

Analyzed By: 

Microscope: 
Method: Prep (Not Analyzed) 

Turn Ar011nd Time: Pre_l?_ 
5922 314-01 I--Iomogeneous Tan 

Sanzpled Material: Rope Gasket 

Sanzple Location: Front of Building 6 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Microscope: 0~Y_1!1-Fll~- ~:1"f-~2-214 Turn Around Time: 5 D_~,r 

5923 314-02 Homogeneous 

San1pled Material: Rope Gasket 

Sanzple Location: Front of Building 6 

Tan 

Analyzed By: Justin Adan1s Method: NYS ELAP 198.1 

_ Micr_oscope: O~y_lU_I_JUS BH-2-214 Turn Around Time: 5 Day 

1% 

1% 

13.2 72.8 

NoH~Asbestos Fibers 
None Detected 

Analyzed IJate: 12/9/2011 

13.7 73.3 

Non-Asbestos Fibers 

Analyzed Lfate: 

Non-Asbestos Fibers 
50% Fiber Glass 

49% Synthetics 

An~l_y__zed Date: 12/13/2011 

Nau-Asbestos Fibers 
95% Fiber Glass 

4% Synthetics 

Analyzed Date: 12/13/2011 

% 
0.71% 

0.71 % 

13.9 1..4% 

A.sbestos Types: 
Anthophyllite 

Clifysotile 

13.0 NA/PS 

% Asbestos Type__s: _________ _ 
Not Analyzed Positive Stop 

NAD 

% Asb.es.t9s."f'ypes: .. 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Deflnitons of Abbreviations: NOB: 1'/on-Organically Bound, Trace: Asbestos Detected at 1% or Less. TEl'v!: Transmission Electron lY!icroscope, 
Inc.: Inconclusive, NAD: !VO Asbestos Detected_. NA/PS: Not Analyzed Positive Stop, NA: h'ot Anafyzed 

Disclaimer: J'f_JA ts no/ cons1s/emty reliable 111 detecting ashes/0,1· in11oor coverings and similar non-friable orgamcally hound materials_ No Asbestos Deiected or Trace results by 
1-'l.M are considered inconclus1ve. T£,"vf is currently the only method that can be used lo determine ifmaterfr.Jls can be considered as non asbestos containing m NY State. This repon 
cannot be reproduced except in.full wllhow the approval of Response Labs, LLC. 7his Fl.Ad report rdates ONLY to the items tested Liability is limited to the cost (!f'ana(vsis. 
ELAP PLJ-1itlethod198.1 for friable samples or 198. 6 for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colviu Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Boiler Room 

Laboratory Job Number: 854 419 

Sampled By: Bryan Geary 

Collection Date: 12/7 ;2011 

Date Received: 12/8/2011 

Lab Customer % Non-Fibrous % % of Acid Soluble % of Total% of 
Matrix Material Residue 

5924 315-01 }Iomogeneous 

Sanzpled Material: Duct Breeching 

Sa111ple Location: Boiler 6 Side 1st 

c;rey 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Microscope: O_Iyn~p_1:1:"_ BH-2-214 Turn Around Time: 5 D~y-

5925 315-02 

Sanzpled Material: Duct Breeching 

Sample Location: Boiler 6 Side 1st 

Analyzed By: Method: Positive Stop 

50% 

Non~Asbestos Fibers 
None Detected 

A~1-~~yzed Date: 12/13/2011 

Non~Asbestos Fibers 

Microscope: Turn Around Time: Positive Stop (198.1) Analyzed Date: 

5926 315-03 

Sanipled Material: Duct Breeching 

Sample Location: Boiler 6 Side 1st 

Analyzed By: Method: Positive Stop 

MicroscoEe: 

5927 

Turn Around Time: Positive S_top ,(~_9,_8.1) 

316-01 Homogeneous 

Sanipled Material: Duct Breeching 

Santple Location: Top Duct Attach 6 and 7 

Tan 

Analyzed By: Justin Adams Method: I\.TYS ELAP 198.1 

Micros~~p~: O~ympus BH-2-214 Turn Around Tin1e: 5 Day 

5928 316-02 1-fomogeneous 

Sa1npled Material: Duct Breeching 

Satnple Location: Top Duct Attach 6 and 7 

Tan 

Analyzed By: Justin Adants Method: NYS ELAP 198.1 

Microscope: Olymp'.:ls BH-2-214 T'.'.'.11 Around ?'ime: 5 Day 

59% 

50% 

Non-Asbestos Fibers 

Analyzed Date:, 

Non-Asbestos Fibers 
40% Fiber Glass 

1 % Cellulose 

A11nly_1-~,~l_Date: 1_2/1,~_(2011 

Non-Asbestos Fibers 
50% Fiber Glass 

An~~V~,e.d_Date: 1~/-~,3/2_0,~! 

50% 

% AsbestosTypes: 
50% Chrysotile 

NA/PS 

% . ,isbestos Types: 
Not Analyzed Positive Stop 

NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

!'{AD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons o(Abbreviations: NOB: i'v'on-Organica!ly Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron lvlicroscope, 
Inc.: Inconclusive. NAD: ,Vo Asbestos Detected, NA/PS: Not Anal;yzed Positive Stop, f\'A: JVot Analyzed 

Disclaimer: PLA1is1101 consistently reliable m detecting asbestos in.floor coverings and sm11/ar 11011-fnable organically bound mmerials. No Asbestos Detel'led or Trace results b_v 
PLlvf are considered inconcfusil'e, TEA! 1s currently the only method that can be used to determine ifmalenals can be considered as non asbestos contammg in NY ,'-,'tale. This report 
cannot be reproduced except infill! wi1hout rhe approval ofRe.1ponse I.abs, JJ.C. 'lhLy PLA1 repon relates ONLY to the items rested Liab1!1ty is limited lo the cost of analysi:1-
ELAP PLAf kletlzod 198.1 for friahle samples or 198.6/or NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Boiler Room 

Laboratory Job Number: 854-419 

Sampled By: Bryan Cleary 

Collection Date: 12/7 ;2011 

Date Received: 12;s;2011 

Lab Customer %Non-Fibrous %of %ofAcidSoluble %of Tata1%of 
Matrix Material Residue 

5929 317-01 I-Iomogcneous Tan 

San1pled Material: lnsulation 

Sarnple Location: Tank 2 

Analyzed By: 

Microscop~: 

5930 

Justin Adams 

Oly,1np_us BH-2-214 

317-02 

Sanzpled Material.: insulation 

Sanzple Location: Tank 2 

Analyzed By: 

Method: NYS ELAP 198.1 

Turn Around Time: 5 ~CJ-)'. 

Method: Positive Stop 

73.3% 

Non-Asbestos Fibers 
None Detected 

Ana~yzed Date: 12/13/2011 

Non-Asbestos Fibers 

Microscope: Tun1 Around Time: Positive Stop .(198.1) Analyzed LJate: 

5931 317-03 

Sanzpled Material: Insulation 

Sanzple Location: Tank 2 

Analyzed By: Method: Positive Stop 

_All_iC,!_~s-~?pe: 
5932 

T11r11 Around Time: Po~itive S~op_ (19~.1) 

318-01 Hon1ogeneous 

Satnpled Material: Rope Gasket 

Sanzple Location: Tank 1 Left 

Black 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Microsc~p~: Olympus BH-2~214 Turn Around Time: 5 Day 

5933 318-02 Homogeneous Black 

Santpled Material: Rope Gasket 

Sanzple Location: Tank 1 Right 

Aualyzed By: Justin Adams Method: NYS ELAP 198.1 

P.Jicro~cope: Olylilp~s BH~2-214 Turn_Around Ti,me: 5 Day_ 

1% 

1% 

Non-Asbestos Fibers 

Analyzed Date: 

Non-ilsbestos Fibers 
99% Fiber Glass 

Analy~ed Date: 12{~_~(2011 

Non-Asbestos Fibers 
99% Fiber Glass 

('na,lyzed Date: 12~~3/_~011 

26.7% 

_% ______ _ Asbestos Types: 
26.7% Chrysotile 

NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons of Abbreviations: NOB: llfon-Organically Bound, Trace: Asbestos Detected at 1% or Less. TEM: Transmission Electron 1\4.icroscope, 
Inc.: Inconclusive, ;VAD: No Asbestos Detected, /VA/PS: Not Analyzed Positive Stop, NA: 1\Tot Analyzed 

Disclaimer: PJ.}.,f 1s not cons1s1e11t(v reliable in deteclit7g a.1bes1os in floor coverings and similar non-friable organically bound materials. No Asbestos Derected or Trace results by 
PT-Af are considered i11conc111siFe, 17,·,,1 is c11rren1ly the on(v method that can he used to determine !fmmeria/s can be considered as non asbestos comaining in NY State. This report 
cannot be reproduced e:xcepl infill/ without the approval ofResponse Labs. LLC This PLA1 report relates ON!,Y 10 the items tested. Uahi!i1y is limited to the cost of ana~ys1s. 
ELA.P PLY 1lfetltod J98.J for friable samples or 198.6/or NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Boiler Room 

Laboratory Job Number: 854 419 

Sampled By: Bryan Cleary 

Collection Date: 12/7/2011 

Date Received: 12/8/2011 

Lab Customer 0A1 Non~Fibrous 

Matrix Material 
%of % of Acid Solnble % of Total% of 

5934 319-01 Homogeneous 

Sarnpled Material: Insulation 

Sa1nple Location: Tank 3 2nd .Floor 

Tan 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

,Microscope: 01y_mvus BH-2-214 Turn Around Ti1ne: 5 Day 

5935 319-02 Homogeneous 

Sanipled Material: Insulation 

Saniple Location: Tank 3 2.nd Floor 

Grey 

Analyzed By: Justin Adams Method: I\TYS EL.AP 198.1 

lviicroscope: Olyrn:pus_B}'i-2-214 Turn Around Time: 5 Day 

50% 

45% 

5936 320-01 I-Iomogeneous Grey 87.1% 

Sanzpled Material.: Corrigated Siding 

San1ple Location: Siding 

Analyzed By: Justin Adarns Method: NYS ELAP 198.1 

Microscol!~: O_lyn!pys B~-2-_214 Turn Around Time: 5 Day 

5937 320-02 

Sanzpled Material: Corr:igated Siding 

Sa1nple Location: Roofing 

Analyzed By: Method: Positive Stop 

Non-Asbestos Fibers 
50% Fiber Glass 

A11alyzed Date: 12/13/2011 

Non-Asbestos Fibers 
55% Fiber Glass 

Aualyzed Dnte: 12/13/2011 

Non-Asbestos Fibers 
None Detected 

Anal¥zed Da_te: 12(1_~{2011 

Non-Asbestos Fibers 

Microsc?p_e: 

5938 

Turn Around Time: Positive St?J_J (!_98_.:l)_ Ana_lyzed Date: 

321-01 Hontogeneous 

Santpled Material: Brec'Ching 

Satnple Location: Boiler 8 Front 

Tan 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Mi~roscop_e: Olympus BI--I-2-214 Turn Arou!zd Tin~e: 5 Day 

20% 

Non-Asbestos Fibers 
53.3 % Fiber Glass 

Analyzed Date: __ J2/1.~/2011 

Residue 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

12.9% 

% Asbestos Types: 
12.9% Chrysotile 

NA/PS 

%. Asbestos Types: 
Not Analyzed .Positive Stop 

26.7% 

% Asbestos Types: 
26.7% Chrysotile 

Definitons o(Abbreviations: NOB: ,lv'on-Organically Bound, Trace: Asbestos Detected at 1% 01· Less, TEM: Transmission Electron Aficroscope, 
Inc.: Inconclusive. NAD: No Asbestos Detected. NA/PS: Not Analyzed Positive Stop, ;VA: l1/ot Analyzed 

Disclaimer: PLivf is 1101 consistently reliable 111 detecling a.1hes1us in floor coverings and.wmlfar non-friable organically hound matena/s_ No Ashes1os f)e/ected or 7/uce results by 
Pill are considered mconclusive, TEM 1s curre/1/fv the only method thm can be used to determme 1j'materiafs can be considered as non asbes1os containing in NY Stale. l'his repor1 
cannot be reproduced except in full without the apProvaf of Response [.abs. !J.C. This J'LA-1 report relates ONLY to rh1.' items tested. Liability 1s hm1ted to the cost ofanaly::,/s_ 
ELAP PL'l1ll1etliod198.1 for friable samples or 198.6/or NOB Samples. 

Comments: 

/ 



Response Labs, LLC 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Boiler Room 

7 

Laboratory Job Number: 854 419 

Sampled By: Bryan Cleaiy 

Collection Date: 12/7 ;2011 

Date Received: 12;s;2011 

Lab Customer %Nau-Fibrous Soluble % of ;; Total% of 
Matrix Material Residue · 

5939 321-02 

Sa111pled Material: Breeching 

Sa111ple Location: Boiler 8 Side 

Analyzed By: 

Nau-Asbestos Fibers 

Method: Positive Stop 

Microscope: Turn Around Time: Positiv.e s.top (.198.~). A.nal~zed Date: 

5940 322-01 Homogeneous Grey 

Sa1npled Matetial: Fire Brick 

Santple Location: Inside Boiler 8 

Analyzed By: Justin Adams i\1ethod: NYS ELAP 198. 1 

Microscope: 

5941 

Olympus BH-2-214 Turn Around Tilne: 5 Day 

322-02 Homogeneous Grey 

Sampled Material: Fire Brick 

Sanzple Location: Inside Boiler 8 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

. Microscope: 0_1¥_1!1-P.ll:.? BH-2-21~ Turn Arou11d Time: 5 D~y-
5942 323-01 Homogeneous Tan 

Satnpled Material: Insulation 

Sa1nple Location: Boiler 8 Flue 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Microscope: SJ~X_rnp~1s BH-2-214 Turn Ar~1u1d Time: 5 D~)T_ 

5943 323-02 

Sanipled Material: Insulation 

Sanzple Location: Boiler 8 Flue 

A11alyzed By: Method: Positive Stop 

100% 

100% 

20% 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/13/2011 

Non-Asbestos Fibers 
None Detected 

An_a_ly~ed Da/:e: 1~/_1,3/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed [)ate: 12/1~/_~_q11 

Non-Asbestos Fibers 

Microscope: Turn Aroz~nd Time: Positive Stop (198.l)___~nalyzed Date: 

NNPS 
% Asbestos Tyres: 

Not Analyzed Positive Stop 

NAD 
% Asbestos Types: 

I\Jo Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

80% 

% Asbestos Types: 
80% Chrysotile 

Trace }\mosite 

NNPS 
% Asbestos Types: 

Not Analyzed Positive Stop 

Definitons of'Abbreviations: NOB: lv'on-Organically Bound, Trace; Asbestos Detected at 1% or Less, TE1l1: Transmission Electron A1icroscope. 
Inc.: Inconclusive, NAD: 1Vo Asbestos Detected, NA/PS: 1Vot Analyzed Positive Stop, NA: iVot Analyzed 

Disclaimer: l'/Af is 1101 consistently reliable in detecting asbestos in_(l.oor coverings and similar non:friahle orgamcafty hound materials. No Asbestos Detected or Trace results by 
l'Llvf are considered inconclusive. TFA-11s currently the only me1hod that can he used to determine if maleriuls can be considered QS non asbestos containing m NY State. This repon 
cannot he reproduced except in.full w1thou1 the approval of Response /,ohs, LLC. 11iis PL\1 repon relates ONLY to the items tested Liab1!1ty is limited to the cost of w1alys1s_ 
ELAP PL/111Uetlwd 198. I for friable samples or 198,6for iVOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Boiler Room 

Laboratory Job Number: 854 419 

Sampled By: Bryan Cleary 

Collection Date: 12/7 ;2011 

Date Received: 12/s/2011 

Lab Customer %Non-Fibrous % of % of Acid Soluble % of Total% of 
Matrix Material Residue 

5944 323-03 

Sa1npled Material: Insulation Non-Asbestos Fibers 

Santple Locatio11: Boiler 8 Flue 

Analyzed By: Method: Positive Stop 

M~croscope: Turn Around Time: P?~i~ive Stop (198.1) Ana.lyze_d Date: 

5945 324-01 Hon1ogeneous Tan 33.3% 

Sampled Material: Pipe Insulation 

Saniple Location: 2" YelloVI' 

Analyzed By: Justin Adruns Method: NYS ELAP 1-98.1 

Microscope: Olyn1pus BH-2-214 T111;1 Around Time: 5 Day 

5946 324-02 

Sanipled M'aterial: Pipe Insulation 

Sanzple Location: 2" Yellow 

Analyzed Ry: Method: Positive Stop 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/13/2011 

Non-Asbestos Fibers 

A1icrosc?p,e: Turn Around Ti1ne: Positive Stop (198.1_) Analy_z~d Daie: 

5947 324-03 

Sa111pled Material: Pipe Insulation 

Sa111ple Location: 21! Yellow 

Analyzed By: Method: Positive Stop 

Non-Asbestos .Fibers 

MitTo~~ope: Turn Around Time: Positive St_op_ (198.~) (inalyzed Date: 

5948 32S-01 Hon1ogeneous 

Sampled Material: Mudded Fitting 

Sa1nple Location: 2" Pipe 

V\!hite 

Analyzed By: Justin 1\dams Method: NYS ELAP 198.1 

Microscop_e: Olympus B!--I-2-214 Turn Around Time:, 5 Day_ __ 

16.6% 

Non-Asbestos Fibers 
16.6% Cellulose 

Anal¥zed Date: 12/1~/2011 

NA/PS 

__ %__ !1-sbestos Types: 
Not Analyzed Positive Stop 

66.7% 

% Asbestos Types: 
66.7% Ainosite 

NA/PS 

% Asbestos Types: 
Nol Analyzed Positive Stop 

NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

66.6% 

% Asbestos Types: 
66.6% Chrysotile 

Definito11s of'Abbreviations: IVOB: ,Von-Organically Bound, Trace: Asbestos Detected at /%or Less. TEM: Transmission Electron Aficroscope, 
Inc.: Jnconcluslve, NAD: 1'/o Asbestos Detected. NA/PS: lYot Analyzed Positive Stop, NA: ,Vot Analyzed 

Disclaimer: PLW is not consistently reliable m detectmg asbestos mjloor coverings and similar non-friable organically bound matel'iats. No Asbestos Detected or Trace results by 
PU1 are considered mconclusive. TEA! is currently thi! only method !hat can be used to de/ennine if materials can be considered as non asbestos contmnmg in NY f·»iate. lhis report 
cannot be reproduced except in full without the approval of Response Labs, I.LC This PJ}.J report rela/es ONLY to the ilems les!ed. Uahility 1s limited 10 the cos/ rif analysis. 
ELAP PL.4'! lrtethod 198.J for friable samples or J98.6jor :YOB Sampfes. 

Comments: 



Re"'po11se Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mo ha wk St, Canajoharie NY 

Sampling Area: Boiler Room 

Laboratory Job Number: 854 419 
Sampled By: Biyan Cleaiy 

Collection Date: 12/7 /2011 

Date Received: 12;s;2011 

Lab Custonzer 1!/o Non-Fibrous 
Matrix Material 

%of % of Acid Soluble 
Inorganics 

%of 
Residue 

Total% of 

5949 325-02 

Sanzpled Material: Mudded Fitting 

Santple Location: 2" Pipe 

Analyzed By: Method: Positive Stop 

Non-Asbestos Fibers 

,Microscope: Turn Around TiJne: Positive Stop (198.1) Analyzed Date: 

5950 326-01 f-Iomogeneous Tan 

Sa111pled Material: Mudded Fitting 

Santple Location: 6" Pipe 

Analyzed By: Justin Adams J\1.ethod: J\JYS ELAP 198.1 

.i\1icroscope: O.I_y~pus BH-2-21.4 Turn Around Time: 5 Da:y 

5951 326-02 

Sanzpled Material: Mudded Fitting 

Sanzple Location: 610 Pipe 

Analyzed By: Method: Positive Stop 

38.8% 

Non-Asbestos Fibers 
38.8% Fiber Glass 

Analyzed Onte: 12/13/2011 

Non-Asbestos Fibers 

Microscope: Turn Around Time: Positive Stop (198.1) Analyzed Date: 

5952 327-01 Hon1ogeneous White 

Sa1npled Material: Mudded Fitting 

Sanzple Location: 8" Pipe 

Analyzed By: Justin Ada.ins Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Turn Around Time: 5 D(lY. 

5953 327-02 

Sampled Material: Mudded Fitting 

Saniple Location: 8" Pipe 

Analyzed By: Method: Positive Stop 

20% 

Non-Asbestos Fibers 
None Detected 

Ana~yzed Date: 12/13/2011 

Non-Asbestos Fibers 

Microsc~p~:. Turn Around Time.· Positive St~P, (!98.1_) Analyzed Date: 

NA/PS 
za_ AsbestosTypes: 

Not Analyzed Positive Stop 

22.2% 

% Jl~bestosI)[pes: 
22.2% Clu:ysot-ile 

NA/PS 
% Asbestos Types: 

Not Analyzed Positive Stop 

80% 

% Asbestos Types: 
80% Chrysotile 

NA/PS 

% Asbestos Types: 
Not J\nalyzed Positive Stop 

Definitons o(Abbreviatio11s: NOB: Non-Organically Bound. Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron fviicroscope, 

Inc.: Inconclusive. NAD: No Asbestos [)etected, NA/PS: Not Analyzed Positive Stop, NA: 1Vot Analyzed 

Disclaimer: l'LM is not consistently reliable m detecting asbestos in floor covermgs ands1111ilar non:/i·iahle 01ganically bound mmerials. No Asbestos Detected or Trace results by 
PJ,M are considered mconclusive, JEJvf 1s current(\' the only method that can be used 10 detennine if materials can be considered as non asbestos containing m A'Y Siate. 1/1is report 
cannot be repnxluced except in full without the approval of Response Lahs, I.LC. Tl11s PL\1 repon rdates ONJ,Y to the items tested Uahiluy is /im1ted to the cost of a11aiys1s 
ElAP PL/Ji .tlethod 198.J for friable samples or 198.6for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvi11Ave1111e, Albany NY12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohavvk St, Canajoharie NY 

Sampling Area: Boiler Room 

Laboratory Job Number: 854~-419 

Sampled By: Bryan Cleary 

Collection Date: 12/7 /2011 

Date Received: 12;s;2011 

Lab Custonzer O/o Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 

5954 328-01 Ho1nogeneous 

Sanipled Material: Pipe Insulation 

Santple Location: 61! Pipe Yellov.' 

White 

Analyzed By: Justin Adams Metfwd: NYS ELAP 198.1 

Microscope: Olympus BH-2~214, T11r11 Around Time: 5 Day 

5955 328-02 

Sanzpled Material: Pipe Insulation 

Sa111ple Location: 6" Pipe Yellow 

Analyzed By: Method: Positive Stop 

55.5% 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12(13(2011 

Non-Asbestos Fibers 

M_lcroscope: 

5956 

Turn Around Time: Positive Stop (198.1) _Analyzed Date: 

328-03 

Sampled Material: Pipe Insulation 

Santple Location: 6" Pipe Yellow 

Analyzed By: Method: Positive Stop 

Microscope: 

5957 
Turn Around Time: Positive St?P_ (~98.1) 

329-01 Ho1nogeneous VVhite 

Sa111pled Material: Pipe Insulation 

Sanzple Location: 8'1 Pipe Green 

Analyzed By: Justin Adant':i Method: NYS ELAP 198.1 

Micros_c?r~:- C?~:yl_l:1_p_~s BH~2-214 Turn Around Time: 5 Day 

5958 329-02 

Sa1npled Material: Pipe InsuJation 

Santple Location: 8" Pipe Green 

Analyzed By: Method: Positive Stop 

42.9% 

Non-Asbestos Fibers 

An~lyzed Date: 

Nott-Asbestos Fibers 
None Detected 

Anal¥.zc_1 Date: 12(1.3/;_~11 

Non-Asbestos Fibers 

Microscope: T1:r11 Around Time: Positive Stop (~98.1) Ana_~y_~ed Date: 

Residue 

44.4% 

% Asbestos Types: 
44.4% Chrysotile 

NA/PS 
% Asbestos T ype_s: 

Not Analyzed Positive Stop 

NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

57.1% 

% Asbestos Typ_es: 
57.1 % C'..hrysotile 

NA/PS 
% Asbestos Types: 

Not Analyzed Positive Stop 

Definitons of,4hbreviations: NOB: Non-Organically Bound. Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: :\To Asbestos Detected, NA/PS: Not Analyzed Positive Stop, N.4: Not Analyzed 

Disclaimer: PJA-f is no/ consistently re!iahle in deteUing asbestos in flour coverings and similar non-friable orgamca!/y bound materials. No Asbestos Detected or Trace results by 
PLA1 are considered inconclusive, TL'M is currently the only 111e1hodrha1 can be used to de/ermine ifmmeria!s can he considered as non ashe.1·/os containmg in NY Stale. This report 
cannot be reproduced except inf11ll without !he approval ofResprmse Lahs, LLC 1hts PLA1 reporl re/mes ONLY to the items tested. Liability is hmired w the cos1 of analysis. 
ELAP PLM 1lfet!wd 198.1 for friable samples or 198.6for 1VOB Samples. 

Comments: 



Response labs, LLC. 
12 Colvin Avenue, A lba11y NY 12206 

Pho11e (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Boiler Room 

# 

Laboratory Job Number: 854 -419 

Sampled By: Bryan Oemy 

Collection Date: 12/7 ;2011 

Date Receive~ 12;s;2011 

Lab Customer _01oNon-Fibrous o/o (Yo Soluble o/o of Total 0/o of 
# Matrix Material Residue 

5959 329-03 

Sanzpled Material: Pipe Insulation Non-Asbestos Fibers 

Sanzple Location: 8" Pipe Green 

Analyzed By: Mel-hod: Positive Stop 

Microsco1:1e: T1~n1 Ar?::nd Time: Positive Sto_pJ198.1)_ Analyzed T>ate: 

5960 330-01 Hon1ogeneous Grey 100% 

Santpled Material: Tank Coating 

Santple Location: 3rd Level Tank 

Analyzed By: Justin Adams Method: NY'S ELAP 198.1 

Microscope: Olymp_us 8}1-~-214 Turn Around Time: 5 Day 

5961 330-02 Homogeneous Grey 

Sanipled Material: Tank Coating 

Saniple Location: 3rd Level Tank 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Micrasc~pe: Olym:eus ~H-2~214 Turn Around Time: 5 Day 

5962 331-01 I-Iomogeneous Orange 

Sa111pled Material: Fire Brick 

Sa111ple location: Inside Boiler 7 

Analyzed By: Justin Adams Method: I\TYS EL.AP 198.1 

J\1icroscop~: ?~YIUPU~ BI-1-2-214 Turn ~round Time: 5 Da,y 

5963 331-02 Homogeneous Orange 

Sanzpled Material: Fire Brick 

Sample Location: Inside Boiler 7 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Turn Around Ti11re: 5 pay. 

100% 

100% 

100% 

Non-Asbestos Fibers 
None Detected 

Anafyzed Date: 12/13/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/13/2011 

Non-Asbestos Fibers 
None Detected 

Analy~ed Dn~e: 12/13/~0.11 

Non-Asbestos Fibers 
None Detected 

An~lyz~_d qate: 1~/13(201 ~ 

NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

NAD 

% Asbestos Types: 
No A<>bestos Detected 

NAD 

% A.sbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons of Abbreviations: lVOB: Non-Organically Bound, Trtice: Asbestos Detected at 1% or Less, TE1l1: Transmission Electron lvlicroscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, /llAIPS: Not Analyzed Positive Stop, NA: }1/ot Analyzed 

Disclaimer: PL/'vf is 1101 consistently reliable m detectmgashestns 111.floor coverings and similar non~friable organically bound materials. A'o AshesfO$ Detected or [race results by 
Pf,lvf are considered inconclusive, l'f_~~\;f is currently the only method !hat can he used to deiermine i{materials can be considered as non asbestos contaming in NY State_ This repun 
cannol be reproduced except mjUI! withom the approval o/Re~ponse Labs, LLC. 1Jiis P!,AJ report relates ONLY to the items tested. Liability 1s /muted to the cos/ of analysis 
El.AP PLM ilfetlwd 198. lfor friable samples or 198.6/or NOB Samples. 

Comments: La borati!Jf~ 

~=n;,·;;;;;:b";;;':.~r-~~~--~ 
v 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Moha1-vk St, Canajoharie NY 

Sampling Area: Boiler Room 

Laboratory Job Number: 854 419 

Sampled By: Bryan Cleary 

Collection Date: 12/7 /2011 

Date Received: 12;s;2011 

Lab Customer O/o Non-Fibrous 
Matrix Material 

% % of Acid Soluble % of Total% of 
Residue 

5964 332-01 Homogeneous 

Santpled Material: Breeching 

Sa1nple Location: Boiler 7 

Brov1rn 

Analyzed By: Justin Ada1ns A1ethod: NYS ELAP 198.1 

Microscop~_: .<?~YUlPYs B.H-2-214 Turn Around Ti1ne: 5 D~):' . 

60% 

5965 332-02 Homogeneous Brown 60% 

Sanzpled Material: Breeching 

Saniple Location: Boiler 7 

Analyzed By: 

Microscope: 

5966 

Justin Adams Method: I"-T'fS ELAP 198.1 

Olympus BH-2-214 Tuni Around Tiuie: 5 Day 

333-01 Homogeneous Tan 

Sa111pled Material: Brick 

Sample Location: Outside of Boiler 7 

Analyzed By: Justin Adams 

Micro~c~T!e: 01J:Il1P'.-1S BH-2-214 

Method: NYS ELAP 198.1 

Turn Around Time: 5 Day 

5967 333-02 Homogeneous Tan 

Sanzpled Material: Brick 

Sanzple Location: Outside of Boiler 7 

Analyzed By: 

Microscope: 

5968 

Justin Adan1s Method: NYS ELAP 198.1 

Oly1npus, BFI-2-214 Turn Aro1111d Time: 5 -~~Y. 

334-01 Homogeneous Grey 

Sa111pled Material: Ivlortar for 333-01 

Sample Location: Outside of Boiler 7 

A11alyzed By: Justin Ada111s Method: N--YS ELAI'' 198.1 

Micro,s_~-~pe: O_~Yil1Eus BH-2-214 Turn Around Time: 5 Day_ 

100% 

98% 

100% 

Non-Asbestos Fibers 
40% Fiber Glass 

An~ly~ed LJate: 12/13/2011 

Non-Asbestos Fibers 
40% Fiber Glass 

Analyzed Date: 12/13/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/13/2011 

Non-Asbestos Fibers 
1 % Cellulose 

1 % Fiber Glass 

........ ... A .. n.al:;z.e_~l,Da~e: 12/14(~0~1 

Non~Asbestos Fibers 
None Detected 

Analyze~_Date: 12-{~4/2011 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Trace 
% Asbestos Types: 

Trace Chrysotile 

Detinitons of Abbreviations: /llOB: 1'/on-Organical(v Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Aficroscope, 
Inc.: Inconclusive, NA)): 1V0Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: ,Vot Analyzed 

Disclaimer: PLl'vf is not consistently reliable in detecring asbestos mfloor coverinKS undsimilar non-friable orgamcally hound materials. 1Va Ashes/0.1· Detected or Trace results hy 
PIM are considered inconclusive, Jh'.1 i.1· currently the only method that can be used to determine ifmmeria/s con he considered as non asbrstus containing in NY Srmc. lhis report 
cannot he reproduced exccpl in Jul! wirhow rhe approval l!f"Re::,ponse Labs, LLC l11is PLA1 report relates ONLY to the items tested Uab1/ity 1s fi1111ted to the cost of analysis. 
ELAP PLAi iUetlwd 198. l.for friable samples or 198.6.for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Boiler Room 

Laboratory Job Number: 854-419 

Sampled By: Bryan Cleary 

Collection Date: 12/7/2011 

Date Received: 12;s;2011 

Lab Customer % Non-Fibrous % of % of Acid Soluble % of Total % of 
Matrix Material Residue 

5969 334-02 Homogeneous Grey 99.7% 0.260/o 
Sanipled Material: Mortar for 333-02 

Sample Location: Outside of Boiler 7 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Micros~?re: S?_I:rnrp1_-1.s BH-2-214 Turn Around Time: 5 Da)'. 

5970 335-01 Homogeneous Vv'hite 85% 

Sanipled Material: Insulation 

Sanzple Location: LD Steam Line 1st Floor 

Analyzed By: Justin Adan1s Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 rurn Around Time: 5 Day 

5971 335-02 Homogeneous White 85% 

Sa111pled Material: In'lulation 

Sample Location: LD Stea1n Line 1st Floor 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Microscop_~~ q1ymp~s BI·J-2-214 Turn Around Time.· 5 Day 

5972 335-03 Homogeneous VVhite 85% 

Sa1npled Material: Insulation 

Sa1nple Location: LD Steam Lll1e 1st Floor 

Analyzed By: Justin Adams Method: NYS ELAP 198.1 

Micr~~~op~:. ?~Ylllr~i_s_~H-2-214 T11n1 Around Time: 5 D~y 

5973 336-01 Homogeneous Silver 29.1% 

Sa111pled Material: Silver Paint 

Sa1nple Location: On Outside of Boiler 8 

Analyzed By: Adan1 C. Tucker Method: NYS ELAP 198.6 

MiLToscope:·_ O_Ixn1pus BH-2-214 Turn Ar?und Time: 5 Day 

Nau-Asbestos Fibers 
None Detected 

A_~1~ly_zed Date: 12/!4/2011 

Non-Asbestos Fibers 
15% Synthetics 

Analyzed Date: 12/~4/2011 

Nau-Asbestos Fibers 
15% Synthetics 

Analyzed f?ate: 12/1~(2011 

Non~Asbestos Fibers 
15% Synthetics 

Analyzed J?ate: 12/13/2011 

64.0 7.0 

Non-Asbestos .Fibers 
None Detected 

Ana~31:ed Date: J2(_9-(2011 

% J\sbestos Types: 
0.26% Chrysotile 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

29.1 Inc. 

% Asbestos Types: 
Inconclusive-No Asbestos Detected 

Definitons of Abbreviations: NOB: 1Von-Organically Bound Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron !Y!icroscope, 
Inc.: Inconclusive, lVAD: }./o Asbestos Detected. NA/PS: l1lot Analyzed Positive Stop, NA: JiTot Analyzed 

Di..<:claimer: PUd 1s not consisten//y reliable in detecting asbestos in floor coverings and similar 110117/Tiab!e orgamcat(v bound marenais. No Asbestos Detected or Trace results by 
PL,11 are considered inconclusi1'c, 'lli!\4 is currenlfy the only method that can be used lo determine !(ma1eria!s can be considered as non m·hes/os containing in NY State. 1/us report 
cannot be reproduced except infidl without the approval of Response /,abs. !IC. 1his l'!.A1 report relates ONJ,Y to the items 1ested. Liability IS limiled to the cos/ of' analysis 
ELAP PLlJI! 1Uethod 198.J for friable samples or 198.6/or 1VOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Boiler Room 

Laboratory Job Number: 854-419 

Sampled By: Bryan Cleary 

Collection Date: 12/7 ;2011 

Date Received: 12;s;2011 

Lab Customer O/o _Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

5974 336-02 Homogeneous Silver 

Sa1npled Material: Silver Paint 

Santple Location: On Outside of Boiler 8 

Analyzed By: Adam C. Tucker Method: I\.TYS ELAP 198.6 

M_icroscope: 

5975 

O_lympus BJ-1-2-214 T1'.r11 Around Time: 5 Day 

336-03 f"lon1ogeneous Silver 

Sanzpled Material: Silver Paint 

Sa1nple Location: On Outside of Boiler 8 

Analyzed By: Adam C. Tucker Method: Nt'S ELAP J 98.6 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Day 

12.5% 

60.0% 

5976 336-04 Homogeneous Silver 36.5% 

Sanipled Material: Silver Paint 

Satnple Location: On Outside of Boiler 8 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: Olyi:rtI?us BI-t-2-214 'T11r11 Around Time: 5 ~a_y__ 

5977 336-05 Ho1nogeneous Silver 

Sanzpled Material: Silver Paint 

Saniple Location: On Outside of Boiler 8 

Analyzed By: 

Micr~~~~p~_:_ 

Method: Prep (Not Analyzed) 

Turn Around Time: Prep 

5978 337-01 I-lomogeneous Tan 43.8% 

Sanipled Material: Cream \!Vall Paint 

Sa1nple Location: Boiler Room/Compressor Room 

Analyzed By: Adam C. Tucker Method: NYS ELAP] 98.6 

Microscol?e: ?lyJ?p::is BH-2-214 T1'.r11 Around Time: 5 D~:y 

70.8 16.7 

Non-Asbestos Fibers 
None Detected 

Analyzed I)ate: 12/9/2011 

21.7 18.3 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/9/2011 

47.8 14.4 

Non-Asbestos Fibers 
None Detected 

A'.wly~ed [)ate: 12(9 /2011 

12.5 Inc. 

% Asbestos Types: 
Inconclusive-No Asbestos Detected 

60.0 Trace 

% Asbestos Types: 
Trace Anthophyllite 

37.9 1.4% 

% 
0.86% 

Asbestos Types: 
Anthophyllite 

0.51 % Chrysotile 

45.8 15.4 38.8 NM>S 
Non-Asbestos Fibers 

A1_1~_l_!!_z~d Date: 

37.3 18.8 

Non-Asbestos Fibers 
None Detected 

Ana.ly~~d Date: 12(_9/2011 

% Asbestos Types: 
Not Analyzed Positive Stop 

43.8 Trace 

% Asbestos Types: 
Trace Anthophyllite 

Client Requested TEM 

Definitons of Abbreviations: NOB: Non-Organically Bound_. Trace: .Asbestos Detected at 1% or Less, TEM: Transmission Electron ldicroscope, 
Inc.: inconclusive, NAD: :Vo Asbestos Detected. NA/PS: Not Analyzed Positive Stop, NA: ;vat Anal:rzed 

Disclaimer: PUW is no/ consistenlly reliah!e in detecrmg asbestos mjloor covermgs and similar non:fnabEe organicalty bound materials. fv'o Asbesws J)etected or "fi·ace results by 
l'!Jd are considered im:onc!usi>·e, JIM is currentZy the only method that can be used to determine {(materials can he considered as non a1·bes/os containing in NY Sraie. Jh1s report 
cannot be reproduced except injidl without the approral (!!Response J,abs, LLC llus Pl}vl rr:port relates ONLY to the items tested. L1ab1lity 1s fm11ted to the cos1 qf analysis. 
/::LAP PL,H !detlwd 198.1 for friable samples m· J98.6for lVOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Boiler Room 

Laboratory Job Number: 854-419 

Sampled By: Bryan Cleary 

Collection Date: 12/7 ;2011 

Date Received: 12;s;2011 

Lab Customer O/o Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

5979 337-02 Homogeneous Tan 

Sa111pled Material: Cream Wall Paint 

Satnple Location: Boiler Room/Con1pressor Roon1 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

J\.1icroscope: 

5980 

~lympus BH-2-214 Tunz Aro,und Time: 5 Day_ 

337,.()3 I·Iomogeneous Tan 

Sampled Material: Cream VVall Paint 

Santple Location: Boiler Room/Con1pressor Room 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: Ol:yD?-pus BH-2-214 Turn Around 'fi111e: 5 Day 

5981 337-04 Ho.mogeneous Tan 

Sanipled Material: 0.'eam Wall Paint 

Sanzple Location: Boiler Room/Compressor Room 

Analyzed By: Adam C. Tucker M'ethod: NYS ELAP 198.6 

Microscope: Olympus BH-2-214. Turn Around Time: ~Day 

44.6% 

34.9% 

36.9% 

5982 337-05 Homogeneous Tan 35.8% 

Sanzpled Material: Crerun Wail Paint 

Saniple Location: Boiler Room/Compressor Room 

Analyzed By: Adan1 C. Tucker Method: Nl'S ELAP 198.6 

Micro~c?pe: C?~:yr_ripus BH-2-214 T11n1 Around Time: 5 Day 

5983 337-06 l-lomogeneous Tan 35.8% 

Sa111pled Material: Cream \Vall Paint 

Santple Location; Boiler Room/Compressor Room 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscol?e: C?_lJ'.n,:pus BH-2-214 rurn Around Time: 5 Day 

40.0 15.4 

Non-Asbestos Fibers 
None Detected 

J:nal,yzed Date: 
47.6 

12/9/2011 
17.5 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/9/2011 

49.7 13.4 

Non-Asbestos Fibers 
None Detected 

Ana~yz.f'..d.f?.a_t:: 12./9{2011 

43.8 20.4 

Non-Asbestos Fibers 
None Detected 

Anaf.y~ed Date: 12/?/2-~-~-~--
40.8 23.4 

Non-Asbestos Fibers 
None Detected 

A1111~y_zed Date: 12/9/2011 

% 

% 

% 

44.6 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Dett .. >cted 

Client H.equested TEM 

34.9 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

36.9 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

35.8 Inc. 

% Asbestos Types: 

% 

Inconclusive-No Asbestos Detected 

Client Requested TEM 

35.8 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Definitons of Abbreviations: NOB: ]\[on-Organically Bound, Trace: Asbesros Detected at 1% or Less, TEM: Transmission Electron />Aicroscope, 
Inc.: Inconclusive, NAD: ]\To Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: 1Vot Analyzed 

Disclaimer: PLA1 is not consistently rehahfc m dcrecling asbestos in floor coverings and similar non-ji'iable orga111cally bound materials. No Asbestos Detected or Trace resuh~ by 
PLA1 arc considered incondusive, TE1v1 is c111"rent~11 the on(r method chat can be used to determine {lmaterials can be t·onsidered as noll asbesws comaini!lg in NY Swte_ lhis report 
cannot he reproduced except m_fii!/ w11ho111 the approval qlResponse J,ahs, !LC This PLA1 repon re/ales ONLY ro the items tested. Liability 1s lmllled to the cost of analysis 
ELAP PLM !lfetlwd 198.1 for friable samples or 198.6/or NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohavvk St, Canajoharie NY 

Sampling Area: Boiler Room 

Laboratory Job Number: 854-419 

Sampled By: Bryan Cleary 

Collection Date: 12/7/2011 

Date Received: 12;s;2011 

Lab Custo111er 010 Non-Fibrous 010 of 
Matrix Material 

% of Acid Soluble 
lnorxanics 

%of 
Residue 

Total% of 
ilsliestos 

5984 337-07 Homogeneous Tan 

Santpled Material: Crea1n Wall Paint 

Saniple Location: Boiler Roon1/Compressor Room 

Analyzed By: Adam C. Tucker Metlwd: NYS ELA ... P 198.6 

Microscope: Olympus Bl-1-2-214 Turn Around Time: 5 Day _ 

42.7% 42.1 15.1 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/.9/2011 

42.7 Inc. 

% Asbestos Typ_es: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Deflnitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less. TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: ,Vo Asbestos Detected. NA/PS: Not Analyzed Positive Stop, lVA: f.iol Analyzed 

Disclaimer: PLM 1s not consislently reliable m dr:1ec11ng asbestos injloor covermgs and sinnlar non:fi·iable orgamca/ly bound matenafs. No Asbestos Detected or Trace results by 
PLVf are considered inconclus1ve, Tblvf 1s currently the only method thar can be used lo determme if mmcrial.1 can he considered as non asbestos contammg in NY State_ lhis report 
cannot be reprodm.'ed excep1 i11fi,1llwithoui the approval o/Nesponse Labs. LLC. lhis Pllvf report rdates OhLY to the items tested Liability is limited to the cost of analysis. 
ELAP PL/ii lvfetlwd 198. I for friable samples or 198.6/or NOB Samples. 

Comments: Laboratdn1 D,irector, 



ArneriSci Job#: 211122380 

Client Name: Response labs, LLC 

Table i 
Summary of Bulk Asbestos Analysis Resul1s by NYS ELAP 191!.4 NOB Method 

11t110AA; Beech- Nut; Mohawk St, Canagoharie, NY; Boiler Rm. 

sample 
Ami!HfSci HG Weight 
Sample# Clierit Sam pie# Area !gram) 

01 5978 

location: Cream Wafl Paint. Hoifer Rm.I Compressor Rm., 43.8% 

02 5979 

Location; 
!l3 

locai!oo: 

04 

Cieam Wail P.aint, Boi!1Jr Rm.I Gompressor Rm., 44.6% 

5980 

Cream Wall Paint, Bofler Rm) Com_p.ressor Rm., 34.9% 

5981 

Lccatio11: Cream Wall Paint. Boiler RmJ Compressor Rm .• 36.9'% 

05 5002 

Loration~ Cream Wa,! Pai.nt, Boi!er Rm.J Compress-or Rm., 35.8% 

~6 59fl:3. 

Locaticm: Cream Wall Paint, Bofler Rm.I CompresswRm., 35.8171& 

D7 
Location: Cream Wall Paint, Boiler Rm.J Compressor Rm., 42.7% 

Heat Ao id lns.oh.JbJc 
.Sensitive SoJu.ble: N<JJl"'Asbestoa 
Orga11Jc % l.noryanic <>;;. fnorganic: % 

Paget of 1 

- A:SbesW.S. % by 
TEM 

NAD 

NAO 

NAD 

NAO 

NAD 

NAO 

NAD 

Analyzed by: Roman f'<¥laknov~ ·-·-; Date Analyzed "1211512011 
""Quantitative Anarysis (Semt/Fu!I); BuJK A.stiestns An ysis - PLM t;y EPA 660i#t14~82-020 per 40 CFR or El.AP 100.1 for Ne\V Yn.rl< Friable sampres -0.r El.AP iSH..6 fnr Ne'!ov Yo1k NOB samples; TEM 
(Semi/Fu!J) by EPA 600IR-931116 (ni'.lt covered by NVLAP Bulk accreditation) or Elli.P 198.4; for New Yotk samples; NAO "' no as.bestos detected during .a qu.antitatfva analysis; NA= not anal'.'zed; Trace= 
<::1 %; Quant!l.alionfor beginnlfl:{! wefghts oi <0.1 grams .should be consi(!'ered as quaritafilfe only; Qualitative An;:;ilys.is: Asl:testos a11alysis resurts of .. Present" or "MIA= No Visible Asbestos" reptasents 
r-esutt.s for Quafitaiive Plf\11 or TE~.i Analysis. (JJJfy (no accreditation cove1a:ge available from any regulato'Y agency fQr qt1a!itative arialyses); AIHA lab# 102843, NVLAP LaGCOOa 200546-0, NYSDOH 
ELAP Lab !D/111400. 

Warning Note: PLM limitalf.an, (I.Illy TEM wifl reSDlve fibers <0.25 mic:r-0meters in diameter. TEi'vl bulk analysis .is tepres.entaUve of the fi'ne glairted malrix material and may n<Jt he represen•ame (lf 
noni-unitormJy dispeF'Sed debris furwl'lich PLM evaluaUon ls recommeflded (Le. soils and QU)er h:eterQgenous mmte1ials). 

Revi~B~f~-----------------
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AMER/SCI 

December 19, 2011 

Response Labs, LLC 
Attn: John Snyder 
12 Colvin Avenue 
Albany, NY 12206 

RE: Response Labs, LLC 
Job Number211122380 
P.0.#111110AA 

AmeriSci New York 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 ·FAX: (212) 679-9392 

11111 OAA; Beech - Nut; Mohawk St., Canajoharie, NY; Boiler Rm. (Report Amended 12/19/2011) 

Dear John Snyder: 

Enclosed are the results of Asbestos Analysis - Bulk Protocol of the following Response Labs, LLC samples, received at 
AmeriSci on Monday, December 12, 2011, for a 3 day turnaround: 

5978,5979,5980,5981,5982,5983,5984 

The 7 samples, placed in Zip Lock Bag, were shipped to AmeriSci via UPS. Response Labs, LLC requested ELAP TEM (only) 
analysis of these inert residue samples. 

The results of the analyses which were performed under ELAP 198.4 guidelines are presented in the Summary Table section ol 
this report. This report relates ONLY to the TEM analysis expressed as percent asbestos of inert material provided from matrix 
reduction. Matrix reduction for these samples as well as final residue weight calculations was performed by the client. The 
client is responsible for matrix reduction and PLM evaluation if required by ELAP 198.6 and 198.4. This report must not be 
used to claim product endorsement or approval by NVLAP, ELAP or any other associated AmeriSci certifying agency. This 
report must not be reproduced, except in full without the written approval of the laboratory. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sincerely, 

o A{ }'' t 

,11 a·· 1 , ~-
1 ;11-·, v·---
\ J 

Pa~! Jj Mucha 
Laboratory Director 

Boston • Los Angeles - New York • Richmond 



AmeriSci Job#: 211122380 

Client Name: Response Labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 
11111 OAA; Beech - Nut; Mohawk St., Canajoharie, NY; Boiler Rm. (Report Amended 12/19/2011) 

AmeriScl 
Sample# 

01 

Client Sample# 

5978 

HG 
Area 

Sample 
Weight 
(gram) 

Location: Crea1n Wall Paint, Boiler Rm./ Compressor Rm., 43.8°/o 

02 5979 
Location: Cream Wall Paint, Boiler Rm.I Compressor Rm., 44.6°/0 

03 5980 
Location: Cream Wall Paint, Boiler Rrn./ Compressor Rm., 34.9°/o 

04 5981 
Location: Cream Wal! Paint, Boiler Rrn./ Con1pressor Rm., 36.9°/o 

05 5982 

Location: Crean1 Wall Paint, Boiler Rm./ Compressor Rm., 35.8°/o 

06 5983 

Location: Cream Wall Paint, Boiler RmJ Compressor Rm., 35.8°/o 

07 5984 

Location: Cream Wall Pa.int, Boiler Rm./ Compressor Rm .. 42.7°/o 

I/ i/i _I/// 

Heat 
Sensitive 
Organic 'Yo 

Acid 
Soluble 

Inorganic 0/o 

Insoluble 
NonaAsbestos 
Inorganic 0/o 

Page 1 o'i 1 

**Asbestos 0/o by 
TEM 

NAO 

NAO 

NAD 

NAO 

NAO 

NAO 

NAO 

Analyzed by; Roman Peysakhov _/L,_ r lft4 t:~ (.l L l -(?~~'"''~-- ; Date Analyzed 12/15/2011 
*"-Quantitative Analys'1s (Semi/Full): Bulk Asb~sfos Analys'1s ~ PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAD::: no asbestos detected during a quantitative analysis; NA::: not analyzed; Trace= 
<1°io; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); A!HA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

warning Note: PLM limitation, only TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 

non-uniformly dispersed ~{~;!sjforjyhich PLM ::~~tion is recommended (i.e. soils and other heterogenous materials). 

Reviewed By: . "1:Y:-. ·' W___., 
, I I I 
• I 

V' 



Response Labs, LLC 
12 Colvin Avenue 
Albany, NY 12206 
(518) 482-5630 

Page_£ of S_-
BULK SAMPLE DATA AND 

CHAIN OF CUSTODY FORM 

c, 1 :)1 ~r=------------""------L"-~"'----f---'""--1------+-------+--'L-. ____ __,' .____ ___ __,_____,,_----'---- j .,,.., 
-------+------+--------------~"""--t---+----t---+---------------~------>--------i------i------,,._ 

·--~·--~----- __________________ -.L __ J_ __ _L __ L_ _____________ J_ ___ __L ___ __J_ ____ __J_ _____ _ 

CHAIN OF CUSTODY 
21. Time 

c. Lab Batch #: 

131: Comments: 



AMER1Sc1 

December 12, 2011 

Ambient Environmental, Inc. 
Attn: Joella Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE: Ambient Environmental, Inc. 
Job Number211121519 
P 0 #11111 OAA 

AmeriSci New York 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 • FAX: (212) 679-9392 

111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; Homogenous TSI Throughout Bldg. 

Dear Joella Viscusi: 

Enclosed are the results of Asbestos Analysis - Bulk Protocol of the following Ambient Environmental, Inc. samples, received at 
AmeriSci on Monday, December 05, 2011, for a 5 day turnaround: 

295-01, 295-02, 295-03, 296-01, 296-02, 296-03, 297-01, 297-02, 297-03 

The 9 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Ambient Environmental, Inc. requested 
ELAP PLM analysis of these samples. 

The results of the analyses which were performed under ELAP guidelines are presented within the attached sections of this 
report. This report relates ONLY to PLM analysis portions of ELAP 198.1, 198.6 or 198.4 expressed as percent by weight and 
percent asbestos. Lack of matrix reduction data normally indicates a friable sample. The client is responsible for requesting 
TEM evaluation of sample inert residue if required by ELAP 198.6 or 198.4. This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated certifying agency. This report must not 
be reproduced, except in full without the written approval of the laboratory. This report may contain specific data not covered 
by NVLAP or ELAP accreditations respectively, if so identified in relevant footnotes. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sincerely, 

/! ,f 
~;/f"~-

p';,"uj } Mucha 

Laboratory Director 

Boston - Los Angeles - New York - Richmond 



AMER1Sc1 

AmeriSci New York 
117 EAST 30TH ST. 

NEW YORK, NY 10016 
TEL: (212) 679-8600 ·FAX: (212) 679-3114 

PLM Bulk Asbestos Report 
Ambient Environmental, Inc. 

Attn: Joella Viscusi 

Date Received 12/05/11 AmeriSci Job# 211121519 
Date Examined 12/09/11 P.O.# 

12 Colvin Avenue ELAP # 11480 Page 1 of 2 

Albany, NY 12206 
RE: 111110AA; Beech-Nut; Mohawk St., Canajoharie, NY; 

Homogenous TSI Throughout Bldg. 

Client No. I HGA Lab No. 

295-01 

295 

211121519-01 
Location: Bldg. 23 @ Receiving/Layered Paper 

Analyst Description: Grey, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: Chrysotile 66.7 % 

295-02 

295 

Other Material: Cellulose 25 %, Non-fibrous 8.3 % 

211121519-02 
Location: North South Alleyway/Layered Paper 

Analyst Description: Bulk Material 
Asbestos Types: 

295-03 

295 

Other Material: 

211121519-03 
Location: Bldg. 17 Rm. 4/Layered Paper 

Analyst Description: Bulk Material 
Asbestos Types: 

296-01 

296 

Other Material: 

211121519-04 
Location: Bldg. 23 Men's 1st Floor/Pipe Insulation 

Analyst Description: Grey, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: Chrysotile 40.0 % 

296-02 

296 

Other Material: Non-fibrous 60 % 

211121519-05 
Location: Lobby Bldg. 17/Pipe Insulation 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

See Reporting notes on last page 

Asbestos Present 

Yes 

Yes 

Total% Asbestos 

66.7 % 
(by NYS ELAP 198.1) 
by John P. Koubiadis 
on 12/09111 

NA/PS 

NA/PS 

40 % 
(by NYS ELAP 198.1) 
by John P. Koubiadis 
on 12/09/11 

NA/PS 



AmeriSci Job#: 211121519 

Client Name: Ambient Environmental, Inc. 

PlM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Mohawk St .. Canajoharie, NY; 

Homogenous TSI Throughout Bldg. 

Client No. I HGA Lab No. 

296-03 

296 

211121519-06 
Location: Bulk Chemical Storage/Pipe Insulation 

Analyst Description: Bulk Material 
Asbestos Types: 

297-01 

297 

Other Material: 

211121519-07 
Location: Paint Shop/Mudded Fitting 

Analyst Description: Grey, Homogeneous, Fibrous, Bulk Material 
Asbestos Types: Chrysotile 36.4 % 

297-02 

297 

Other Material: Non-fibrous 63.6 % 

211121519-08 
Location: Bulk Chemical Storage/Mudded Fitting 

Analyst Description: Bulk Material 
Asbestos Types: 

297-03 

297 

Other Material: 

211121519-09 
Location: Filling Rm. Parts Storage/Mudded Fitting 

Analyst Description: Bulk Material 
Asbestos Types: 

Other Material: 

Reporting Notes: fl/L. 1 
Analyzed by: John P. Koubiadis fi;1Jt.(,J~ g ~ 

Asbestos Present 

Yes 

Page 2 of 2 

Total% Asbestos 

NA/PS 

36.4 % 
(by NYS ELAP 198.1) 
by John P. Koubiadis 
on 12/09/11 

NA/PS 

NA/PS 

*NAD/NSD =no asbestos detecte ,; tAA =not a a!yzed; NA/PS=not analyzed/posltive stop; PLM Bulk Asbestos Analysis by EPA 600/M4-82-020 per 40 
CFR 763 (NVLAP Lab Code 200546'.0), ELAP PLM Method 198.1 for NY friable samples or 198 6 for NOB samples (NY ELAP Lab 1011480): 
Note:PLM is not consistently reliable in detecting asbestos in floor coverings and similar non-friable organically bound materials, NAO or Trace results 
by PLM are inconclusive, TEM is currently the only method that can be used to determine if this material can be considered or treated as non 
asbestos-containing in NY State (also see EPA Advisory for floor tile. FR 59, 146,38970,8/1 /94) National Institute of Standards and T echno!ogy 
Accreditation requirements mandate that this report must not be reproduced except in full without the approval of the !ab.This PLM report relates ONLY 
to the items tested. All!i~b #,1 _,,~843, RI Cert#AAL-094, CT Cert#PH-0186, Mass Cert#AA000054. 

Reviewed By: , 7 1 END OF REPORT ___ _ 
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Response Labs, LLC. 
12 Colvin Avenue, Albany NY12206 

l'hone (518) 482-5630 Fax (518) 482-5624 

Client: Ambient Environmental 
12 Colvin Avenue 
Albany NY 

Project Name: Beech-Nut 

12206 

Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Client Project Number: 111110AA 

Laboratory Job Number: 854 433 

Sampled By: Bryan Cleary 

Collection Date: 12;20;2011 

Date Received: 12;21;2011 

Lab Customer %Non-Fibrous % of % of Acid Soluble % of Total% of 
# Residue 

6189 ROOl-01 Ho1nogeneous 

Santpled Material: Pai·tical Board 

Sample Location: Building 6A 

Brovvn 

Analyzed By: 

Jv1icroscope: 

6190 

Ada1n C. Tucker Method: NYS ELAP 198.1 

Olympu_s BI-I-2-214 T11,n1_'.1-round Time: 5 Day 

ROOl-02 Homogeneous 

Sa11zpled Material: Partica1 Board 

Saniple Location: Building 6A 

Bro\vn 

Analyzed By: Adam C. Tucker Met!iod: NYS ELAP 198.1 

Microscope: Olympus Bf1-2-214 Turn Around Time: 5 Day 

5% 

5% 

6191 R002-01 Hon1ogeneous Black 23.8% 

Sampled Material: Built-up 

Saniple Location: Building 6A 

Analyzed By: Adan1 C. Tucker Method: NYS ELAP 198.6 

Mi~roscope: q13'1!'.Eus B~-2-214 Turn Around Time: 5 Day 

6192 R002-02 Homogeneous Black 

Santpled Material: Built-up 

Satuple Location: Building 6A 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Turn Around Tin:e: Prep 

Non-Asbestos Fibers 
80% Cellulose 

15% Fiber Glass 

An_a_lyz_~d Date: 12-/23/2011 

Non-Asbestos Fibers 
80% Cellulose 

15% Fiber Glass 

Analyzed Dal'C: 

41.9 

12/23/2011 

32.7 

Non-Asbestos Fibers 
None Detected 

Ana_l_yz~d Date: 12/2?-/2011 

59.8 5.7 

Non-Asbestos Fibers 

,Ana_lyzed Date: 

NAD 

% Asbestos Types: . . 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

25.2 1.4% 

% Jisb.,stosJ!fpes: 
1.4% Chrysotile 

34.5 NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

Detinitons o(Abbreviati1.Jns: NOB: .Non-Organically Bound, Trace: Asbestos Detected at 1% or Less_ TEM: T'ransmission Electron Jviicroscope_. 
Inc.: Inconclusive. NAD: Alo Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: .Not Analyzed 

Disclaimer: Pf},f is not consis1ent(y reliable in detecting asbestos m floor coi•ermgs and similar non~fi·mh!e organically bound matenafs. No Asbestos Detected or Trace results by 
PL/ii f9H.6 are considered inconclusive, TEAf 1s currently the only method that can be 1i.~ed to derermme if materials can be considered as non asbestos comaining in ./.,'Y Slale This reporl 
cannot be reproduced except infidl without the approval of Re.sponse Labs, LLC. This P!A\I repon relates ONJ,Y to the ilems tested J,iabiliry is !11ni1ed to /h(! cost of anafys1s 
ELAP PLilf Afetlwd 198.1 for friable samples or 198.6for NOB ,\'amp/es:. 

Comments: 



Response Labs, LLC 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratory Job Number: 854 433 

Sampled By: Bryan Cleary 

Collection Date: 12;20;2011 
Date Received: 12;21;2011 

Lab Custonier 0/a Non-Fibrous O/a of 0!o of Acid Soluble 0/o of 
Matrix Material Residue 

6193 R003-01 Homogeneous Black 1.9% 91.3 6.5 2.3 0.35% 

Sanzpled Material: Pitch 

Saniple Location: Building 6B 

Analyzed Dy: Adan1 C. Tucker Method: NYS ELAP 198.6 

Microscope: Ol);'~pus BI-I-2-214 Turn Around Time: 5 D~Y .. 

6194 R003-02 Homogeneous Black 

Sa1npled Material: Pitch 

Sanzple Location: Building 6B 

Analyzed By: Adan1 C. Tucker lvfethod: NYS ELAP 198.6 

Microscope: Olrmr:us BH-2-214 Turn Around Time: 5 Day 

6195 R.004-01 J'fomogencous VVhite 

Sampled Material: Perimeter Caulk 

Sa11tple Location: Building 6B 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscor.e: C?IY~Pll_~ BH-2-214 Tun'. Around Time: 5 Day 

6196 R004-02 Hon1ogeneous \1Vhite 

Satnpled Material: Perimeter Caulk 

Sa111ple Location: Building 6B 

Analyzed By: Ada.m C. Tucker A1ethod: NYS EL.AP 198.6 

Microsc?P~:: Olzfl1p~s BH-2-214 -r.·urn Around Time: 5_.'£?~¥. 

32.0% 

4.2% 

5.0% 

6197 ROOS-01 Homogeneous Grey 100% 

Sanzpled Material: Concrete Deck 

Sample Location: Building 7 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Olympus B~I-2-214 Turn Around Time: 5 Da.r 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 

11.3 

12/22/2011 

56.6 

Non-Asbestos Fibers 
None Detected 

Analyzed L)afe: 12/22/2011 

48.0 47.8 

Non-Asbestos Fibers 
None Detected 

Ana_lyz_~d Date:· 12/~/2~1~ 
46.9 48.2 

Non-Asbestos Fibers 
None Detected 

Ana!_Y.zed Date: 12/22/_2~11 

Non-Asbestos Fibers 
None Detected 

.Analy_zed [)ate: 12(33(?~1-1 

% 
0.35% 

% 

% 

% 

J\_sbestos Types: 
Chrysotile 

Client Requested TEM 

32.0 Inc. 

Asbestos Types: 
Inconclusive-N-o Asbestos Detected 

Chent Requested TEI\-1 

4.2 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client I\.equested TEM 

5.0 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons of Abbreviations: NOB: ,Von-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM:Transmission Efectron 1Vicroscope_, 
Inc.: Inconclusive_, NAD; No Asbestos Detected, NA/PS: ]1/ot Analyzed Positive Stop, NA: !Vat Analyzed 

Disclaimer: l'L/vl is not consislell/~y reliable m detecting asbestos in.floor covermgs and similar 11011:friab!e organicalfy bound materials. No Asbestos Detected or Trace results by 
PL!vf 198.6 are considered mconc!usire. TFAf is currently the only method thar can he used to determme !fmatena!s can he considered as non asbestos conlaminx in /vT State. This repon 
cannot be reproduced c.xcepl inji!ll w11hour the approval of Re~ponse Labs, JJ,C. This l'LAf report relates 0.1\'f,Y 10 1he items fl!.1-red. Liability is limited to the cost of analysis. 
ELAP PLAf il-fethod 198. l for friable samples or 1_98.6/or JVOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Alba11y NY 12206 

Pho11e (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

LaboratonJ Job Number: 854-- 433 

Sampled By: Bryan Cleary 

Collection Date: 1212012011 

Date Received: 12;21;2011 

Lab Customer 0/o Non-Fibrous 010 o/o of Acid Soluble 
Matrix Material 

Total% of 
Asbestos 

6198 ROOS-02 Homogeneous Grey 100% 

Sa1npled Material: Concrete Deck 

Santple Location: Building 7 

Analyzed By: Adam C. Tucker Met/10d: N'{S ELAP 198.1 

Microscope: 01.Y:r!':Pus BI-I-2-214 ~ T11n1 Around Time: 5 Day 

6199 R006-01 Homogeneous Black 36.8% 

Sa1npled Material: Pitch 

Sarnple Location: Building 7 

Analyzed By: Adatn C. Tucker Method: NYS ELAP 198.6 

Microscope: Olympus .~H-2-~14 Turn Around Time: 5 Day 

6200 R006-02 f{omogeneous Black 

Sampled Materiat Pitch 

Sanzple Location: Building 7 

Analyzed By: Method: Prep (Not Analyzed) 

Turn Arou11d Time: Prep Microscope:, 

6201 R007-01 Homogeneous Black 

Sanzpled Material: Tar/Faceboard 

Sanzple Location: Building 7 

Analyzed By: Adam C. Tucker Metltod: NYS ELAP 198.6 

AJicroscope: Ol:yill_~-Us BH-2-214 Turn Around Time: 5 D~y, 

6202 R007-02 Homogeneous Black 

Santpled Material: Tar/Faceboard 

San1ple Location: Building 7 

Analyzed By: 

Microscope: 
Method: Prep (Not Analyzed) 

Turn Around Time: !~r.c_r 

3.1% 

Non-Asbestos Fibers 
None Detected 

Annlyzed Dalee 12/.23/20.11 

54.2 0.4 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12(22/2011 

97.6 1.2 

Non-Asbestos Fibers 

Analy~ed D,ate: 

58.8 25.6 

Non-Asbestos Fibers 
None Detected 

A.na.lyzed J)ate.: 12/22/2011 

74.1 16.1 

Non-Asbestos Fibers 

Anaty~ed Date: 

NAD 

% Asbestos Types: 
No Asbestos Detected 

45.4 8.6% 

%_ Asbestos Types: 
8.6% Chrysotile 

1.2 NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

15.6 12.5% 

% Asbestos Types: 
12.5% Chrysotile 

9.8 NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

DefinitOllS of Abbreviations: NOB: /'Ion-Organically Bound, Trace: Asbestos !Jetected at 1% or Less, TEM: Transmission Electron Alicroscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, !VA/PS: !'lot Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PLAf Is nol consistently reliable m detecting ashes/Os in floor cm1eri11gs and similar non-jTiab!e organical(v bound f!Wlerwls. No A1·besto.1· Detected or Trace results by 
PLA1 198.6 are considered mconclusive, 11iM is currendy 1he only method that can be used 10 determine 1f malenal.1· can he considered as non a:-;bes/os containing in NY Stare This report 
carmor be reproduced except in full w1tho11t the approval ofResponse Lahs. JJ,C. This f'f).1 report re/mes ONLY 10 the ilems tested Lwb1/Tty 1s limited to the cost <!fanvfysis. 
EL4P PLJl,.f ,tfethod [98. l for friable samples or l98.6for NOB Samples. 

Comments: 



Response Labs, LLC 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratory Job Number: 854 433 

Sampled By: Bryan Cleary 

Collection Date: 1212012011 

Date Received: 12;21;2011 

Lab Customer % Non-Fibrous % of % of Acid Soluble % of Total % of 
Matrix Material Residue 

6203 R028-01 Homogeneous 

San'lpled Material: Tar on Parapit 

Saniple Location: Building 35 

Black 

Analyzed By: 

Micros~?pe: 

Metlwd: Prep (Not Analyzed) 

T11n1 Around Time: Prep 

6204 ROZ&-02 Hon1ogeneous 

Sa111pled Material: Tar on Parap.it 

Sample Location: Building 35 

Black 

Analyzed By: 

Microscope: 

Method: Prep (Not An.alyzed} 

Turn Around Time: Prep 

6205 R029-01 Homogeneous Grey 21.1 % 

Sanzpled Material: Vapor Barrier 

Sample Location: Building 35/Undcr Capstone 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-~-214 Tu111 Around Time: 5 Da,.J' 

6206 R029-02 1--Iomogeneous Grey 

Sa111pled Material: Vapor Barrier 

Santple Location: Building 35/Under Capstone 

Analyzed By: 

Micros.cope: 
Method: Prep (Nol Analyzed) 

Turn Around ~hue:. ~~~ep. 

6207 R030-01 Homogeneous Black 18.8% 

Sanzpled Material: Vapor Barrier 

Saniple Location: Building 35/0n Concrete Deck 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 'I11r11 Around Time: 5 Day 

98.8 0.8 

Non-Asbestos Fibers 

Analyzed Dat.e: 

99.5 0.5 

Non-.Asbestos Fibers 

Analyzed Date: 

53.5 14.9 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12(23/~0,1~ 

39.6 25.0 

Non-Asbestos Fibers 

Ana.t'¥.zed Date.: 

76.9 

Non-Asbestos Fibers 
0.80% Fiber Glass 

Analyzed Date: 12/23i~011 

3.8 

0.4 NAD 

70_ Asbestos Types: 
Sample Negative By Weight 

0.0 NAD 

%__ _ Asbestos Types: 
San1ple Negative By Weight 

31.6 10.5% 

% Asbestos Types: 
10.5% Chrysotile 

35.4 NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

19.2 <0.25% 

% Asbestos Types: 
<0.25% Ch1ysotile 

Client Requested TEM 

Definitons of Abbreviations: NOB: ,Von-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Hlectron A1icroscope, 
Inc.: Inconclusive, IVAD: ll/o Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: J'J_J,,,f 1s no/ consistently reliable m detecting asbestos mjloor coverings and similar non-ji-iable organically bound materials_ No Asbestos Detected or Trace results by 
f'f_Jyf 198.6 are considered mconcfus1ve, TEAI is currently the only method that can be used to determine 1(malena!.1 can be considered as non asbestos conlaming in ;VY S1111e 1his report 
cannot be r11produced except inf11//witho11t the appni\'af ofRe~ponse Labs. IJC. Tins PLAf report relates ONLY lo the items rested. Liability IS limited to the cosr of analysis. 
ELAP PL1'f Metltod 198. I for fria/Jle samples or 198.6/or NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

# 

LaboratonJ Job Number: 854 433 
Sampled By: Bryan Cleary 

Collection Date: 12;20;2011 

Date Received: 12;21;2011 

Lab Customer 010 Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

6208 R030-02 Homogeneous Black 14.6% 

Sa111pled Material: Vapor Barrier 

Saniple Location: Building 35/0n Concrete Deck 

Analyzed By: Justin Adams Method: NYS EL;\P 198.6 

Micro~c_ofe.: -~ly:r1:1-pus BH-2-214 Furn Around Time: 5 Day 

6209 R031-01 Homogeneous Grey 100% 

Sanipled 1\iaterial: Concrete Deck 

Sa1nple Location: Building 35 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Turn Around Time: .s Day 

6210 R031-02 Hon1ogeneous Grey 100% 

Sanipled Material: Concrete Deck 

Santple Location: Building 35 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.l 

Micros~-~pe_: O_lr111-f'.US BH-2-214, Turn Aro1111d Time: 5 Day 

6211 R032-01 Homogeneous Black 

Santpled Material: Perimeter Tar 

Sa1nple Location: Building 16B 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Micros~ope: O~'-~pus BH-2-214 Turn Around Time . . ?.J?~Y. 

6212 R032-02 Homogeneous Black 

Sa1npled Material: Peritneter Tar 

Sample Location: Building 168 

Analyzed By: 

Microscop~: 

Method: Prep (Not Analyzed) 

Turn Around Time: Prei:: 

4.4% 

86.4 4.4 

Non-Asbestos Fibers 
0.57% Fiber Glass 

Analyzed Date: 12/23/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/23/~011 

Non-Asbestos Fibers 
None Detected 

Analvzed Date: 1_2,(~(2011 

50.5 41.6 

Non-Asbestos Fibers 
None Detected 

A1'.aiy:ed Date_: 12('.?3/_2011. 

49.1 29.1 

Non-Asbesti.Js Fibers 

Analyzed Date: 

% 
Trace 

%_ 

% 

% 
3.6% 

15.2 Trace 

AsbestosTyres: 
Chrysotile 

Client Requested TEL\!1: 

NAD 

Asbes_~<!_~ ___ 'I_'_yp_e_s_: 
No Asbestos Detected 

NAD 

Asbestos Types: 
No Asbestos Detected 

8.0 3.6% 

Asbestos Types: 
Chrysotilc 

21.8 NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

Definitons o(Abbreviations: NOB: lv'on-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEl11: Transmission Electron Microscope_. 
Inc.: Inconclusive, NAD: i\To Asbestos Detected. NA/PS: !Vot Analyzed Positive Stop, NA: Not Analyzed 

Di.<;claimer: PL\1is1101 consistenlZv reliable in detecting asbestos in floor coverings and similar non~ji·iabfe organically bound materials. No Asbestos Detccred or Trace results by 
PLA4 19R.6 are considered mconclusive. TLA1 is currefllfy the only method that can be used w determine tlmaterials can he considered as non asbestos comainmg IJ1 NY Slate. 17us report 
cannot be reproduced except mfid/ without the approval oj Resprmse /,abs, LLC This l'L.H report relates ONLY to the irems tested Liability is limited to the cost of analysis 
EIAP PL11-1ilfetlwd198.l for friable samples or 198.6for ."iOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phoue (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

7 

Laboratory Job Number: 854 433 

Sampled By: Bryan Cleary 

Collection Date: 12;20;2011 

Date Received: 12/21;2011 

Lab Customer 1Yo Nau-Fibrous 
Matrix Material 

%of % of Acid Soluble % of rota/% of 
Residue 

6213 R033-01 I-Iomogeneous 

Santpled Material: Built-up 

Sa1nple Location: Building 16B 

Black 

Analyzed By: Justin Adams i\.1ethod: NYS ELAP 198.6 

Micros,_cop~: Oly!:llp_us_B~-?-214 Turn Around TiJne: 5 Day 

26.3% 

6214 R033-02 l'Io1nogeneous Black 32.2% 

Sampled Material: Built-up 

Sample Location: Building 168 

Analyzed By: Justin Ada.ins Method: NYS ELAP 198.6 

Microscope: Olyn1pus BH-2-214 Turn Around Time: 5 Day 

6215 R034-01 Homogeneous Grey 100% 

Sa11zpled Material: Concrete Deck 

Sa1nple Location: Building 16B 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microsc_op~: Oly1npus BH-2-214 Turn Around Time.' 5 Day 

6216 R034-02 Homogeneous Grey 100% 

Sa-1npled Material: Concrete Deck 

Sautple Locatiou: Building 16B 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Mi~roscop~: C?Iyrripus BH-2-214 Turn Around ?'ilne: ? D_ay 
6217 R035-01 Homogeneous 'Vl/hite 3.2% 

Sauzpled Material: Pitch Pocket Tax 

Saniple Location: Building 16A 

Analyzed By: Justin Adams Method: I\i'YS ELAP 198.6 

Microscope: Oly1npus BH-2-214 Turn A,ro'.u1d Tinie: 2)--~~):' 

71.0 2.7 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/23/2011 

52.5 10.3 

Non-Asbestos Fibers 
5.0% Fiber Glass 

Analyzed Date: 12/23/2011 

Non-Asbestos .Fibers 
None Detected 

An~lyz~d Date: 1~/23/2011 

Non-Asbestos Fibers 
None Detected 

~1.i_a_~y~ed L)ate: 12/23/2011 

44.8 52.0 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/2'.l/2011 

23.6 Inc. 

70 . _ Asbestos Types: 

% 

% 

% 

% 

Inconclusive-No Asbestos Detected 

Client Requested TEM 

37.2 Inc, 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

NAD 

Asbestos Types: 
No Asbestos Detected 

NAD 

Asbestos Types: 
No Asbestos Detected 

3.2 Inc. 
Asbestos Types: 

Inconclusive-No Asbestos Detected 

Client Requested TElVJ 

Deflnitons of Abbreviations: }\/OB: J.ion-Organically Bound, Trace: Asbestos Detected at/% or Less, TEM: Transmission Electron lv!icroscope. 
Inc.: Inconclusive, NAD: No Asbestos Detected, NA/PS: ,Vot Ana(vzed Positive Stop, NA: l"lot Analyzed 

Disclllimer: PLA1 is not cons1stently reliable in detecting ashesios in floor covr>rmgs and similar non-friable organically bound materials. No Asbestos Detected or Trace results by 
PUtI 19f!.6 ore considered inconclusive, "JFA;J 1s currently the onfv method that can be used to determme :f'matenafs can be considered as non asbestos containing ill 1\/Y Sime This reporl 
cannot be reproduced except inji.d! without the approval of Rcspon.w Labs, LLC. nus l'LA1 report relates Olv'J.Y to the ilems 1csted. f.iabi/i/y 1s limited lo the cost of analysis. 
El.AP PLM i'lfetltod 198.J for friable samples or 198.6/or ,VOE Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Pltoue (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratortj Job Number: 854 433 

Sampled By: Biyan Cleary 

Collection Date: 12;20;2011 

Date Received: 12;21;2011 

Lab Customer %Non-Fibrous % of % of Acid Soluble % of Total% of 
Matrix Material Residue 

6218 R035-02 Homogeneous 

Sa111pled Material: Pitch Pocket Tar 

Sa111ple Location: Building 16A 

"White 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Micro~~ope: .cn_ympus BH-2-214 1.'urn Around Ti1r1e: 5 Day 

6219 R036-01 liomogeneous Vv7hite 

Sa1npled Material: Perimeter Caulk 

Sanzple Locatio11: Building 16A/Rubber Roof 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Day 

6220 R036-02 Homogeneous White 

Santpled Material: Perimeter Caulk 

Santple Location: Building 16A/Rubber Roof 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

, Mic~~s_c,~pe: O}y,1np_us BH-2-214 Turn Around Tifne: 5 Dar __ 

3.3% 

4.6% 

6.4% 

6221 R037-01 Homogeneous Black 49.3% 

Sarnpled Material: Built-up 

Sarnple Location: Building 16A 

Analyzed By: Justin Adan1s Method: NYS ELAP 198.6 

Microscope: 01xmp~s BH-2-214 Turn Aro1n,1d Time: 5 Day 

6222 R037-02 I-Iomogeneous Black 10.3% 

Sanzpled Material: Built-up 

Sanzple Location: Building 16A 

Analyzed By: Justin Ada1ns Method: NYS ELAP 198.6 

Microsc~p::: _()_lx_mpus BI--1-2-214 Turn Around Time: 5 Day 

45.5 51.2 

Non-Asbestos Fibers 
None Detected 

Analyzed [)ate: 12/23/2011 

43.4 50.9 

Non-Asbestos Fibers 
1.0% Fiber Glass 

Analyzed Date: 

43.6 

12/23/2011 

50.0 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/.23/2011 

26.9 22.8 

Non-~4-sbestos Fibers 
1.0% Fiber Glass 

An~lyzed Date: 12/2~/~011 

88.8 0.9 

Non-Asbestos Fibers 
None Detected 

Ana,lyzed Date,: 12(~31_20~1 

% 

% 

% 

% 

% 

3.3 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

5.6 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

6.4 Inc. 

Asbestos ·rypes: 
Inconclusive-No Asbestos Detected 

Client Requested TE:N1 

50.3 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Oient Requested TElv1 

10.3 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

De{initons o(Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: inconclusive, NAD: No Asbestos Detected. NA/PS: Not Analyzed Positive Stop, .NA: Not Analyzed 

Disclaimer: PIJ.11.1 not cons1s/e11tly rdiab/e m detecling ashcs/os in floor coverings and sm11!ar non:f'riab!e orgamcally bound materia!.1·_ No Asbestos De1ected or Tra,·e res11/ts hy 
Pl.!vf 198.6 are considered inconclusive, l J,;'1'.4 is currently the only method that can be used to deienmne !(l/1at1:rials can be considered as non asbes/os conlaming in il/Y Stale ?"his reporl 
cannot be reproduced except mfid/ withour the approval q(Response l,uhs, LLC. lhi,1· J'LAJ report relates ONLY to the items 1e.\'ted Liability is limited lo the cost of ana~ysis. 
ELA_P PLH Ilfetl;od 198.1 for friable samples or 198. 6 for f\iOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY .12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
~lohawk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratory Job Number: 854 433 

Sampled By: Bryan Cleary 

Collection Date: 12/20/2011 

Date Received: 12;21;2011 

Lab Customer % Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Tota/% of 

6223 R038-01 Homogeneous 

Sampled Material: Concrete Deck 

Saniple Location: Building 16A 

Grey 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: O_Iy_::npus BI-i-2-214 Turn Around _Time: 5 D_~Y'" 

6224 R038-02 Ho1nogeneous Grey 

Santpled Material: Concrete Deck 

Santple Location: Building 16A 

Analyzed By: 

Micros_cope: 
6225 

i\dam C. Tucker Method: NYS ELAP 198.1 

Olympus BH-2-214 Tun1 Around Time: 5 Day 

R039-01 Homogeneous Grey 

Sa1npled Material: Concrete Capstone 

San1ple Location: Building 23 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

_!v}icrosn:p_e: Oly:ni.py._5- BH-2-214 Turn Around Time: 5 Day 

6226 R039-02 Ho1nogeneous Grey 

Sa1npled Material: Concrete Capstone 

Santple Location: Building 23 

Analyzed By: Adam C. Tucker Metltod: I\"YS ELAP 198.1 

Microsco1~:: _01-"¥_~1pus BH-2-214 Tllrll Around Ti111e: 5 ~_<1}' __ 

100% 

100% 

100% 

100% 

6227 R040-01 Homogeneous Grey 2.3 % 

Sa111pled Material: Vapor Banier 

Saniple Location: Building 23/Under Capstone 

Analyzed By: Justin Adan1s Metlwd: NYS ELAP 198.6 

Microsc?pe: Olympus BH~2-214 Turn,_A:ound Time: ,_? __ J?~y-

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/23/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/23/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed [>ate: 1~/_23(2011 

Non-Asbestos Fibers 
None Detected 

. Analyzed Date: 12/23/2011 

62.2 35.5 

Non-Asbestos Fibers 
None Detected 

Ann,J_yze~ Da.te: 12/23/2011 

Residue 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Typ__es: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

2.3 Inc. 

% Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Definitons of Abbreviations: lVOB: lv'on-Organically Bound, Trace: Asbestos Detected at 1% or Less. TEM: Transmission Electron Microscope, 
Jue.: Inconclusive, NAD: No Asbestos Detected. NA/PS: 1\'ot Analyzed Positive Stop. NA: l'Vot Analyzed 

Disclaimer: PLA1 is not consistently reliable m detecting asbestos infl.oor coverings and similar non}nable organically bound marerial~. No A.1be.1·10~· Detected or Trace results by 
Pl,lvf 198-6 are cons1deted mconclusive, 1E!\1 is currently the only method !hat can be used 10 determine if materials am he com,idered as non asbestos contammg 111 NY Stale, l71is report 
cwmm be reproduced except in_fii!I withollf the approval of Response Labs, f,J,C This Pl.r'vf report refarex ()_A.'!,Y to rhe items tested. Liability is !united to the cost qf anafysis_ 
EL4.P PL~J .~fetlwd 198.1 for friable samples or 198.6/or NOB Samples. · 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut Laboratory Job Number: 854--433 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 
Sampled By: Bryan Cleary 

Collection Date: 12;20;2011 

Date Received: 12;21;2011 

Lab Customer % Non-Fibrous % % Soluble % of Total% of 
# Matrix Material Residue 

6228 R040-02 Homogeneous Grey 

Sanipled Material: Vapor Barrier 

Sample Location: Building 23/Under Capstone 

Analyzed By: 

,Mio:osc?pe: 

6229 

Justin Adams Method: NYS ELAP 198.6 

01}'.ml"us BH-2-214 Turn Around Tinre: 5 D~y 

R041-01 Homogeneous 

Sanzpled Matelial: Vapor Barrier 

Sa111ple Location: Building 2'?> 

Black 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: ()lyntpus BH-2-214 Turn Around Time: 5 Day 

6230 R041-02 Hontogeneous Black 

Sa11tpled Material: Vapor Ba1Tier 

Santple Location: Building 23 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: ()~ymi::_us BH-2-21~ Turn Around Time: ,s Oily 
6231 R042-01 Ho1nogeneous 

Sanipled Material: Concrete Deck 

Sanzple Location: Building 23 

Grey 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Oly_m~~s BH-2-214 Turn Around Time: ? Day 

1.8% 

1.2% 

1.3% 

100% 

6232 R042-02 Homogeneous Grey 100% 

Sa111.pled Material: Concrete Deck 

Santple Location: Building 23 

Analyzed By: Adan1 C. Tucker Metlwd: NYS ELAP 198.1 

Microscop~: Oiyrripus BH-~-214 Turn Around Tilne: 5 __ D~:Y .. 

65.8 32.3 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 

98.4 

12/23/2011 

Non-Asbestos Fibers 
None Detected 

An_alyzed Dale: 12/23/2011 

04 

98.3 0.4 

Non-Asbestos Fibers 
None Detected 

Aual_yzed Date: 12/23/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: _ 12/23 / 2011 

Non-Asbestos Fibers 
None Detected 

. Analyzed Date: 12/ 23 / 2011 

% 

% 

1.8 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

1.2 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

1.3 lnc. 
% Asbestos Types: 

Inconclusive-No Asbestos Detected 

Client Requested TEM 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at/% or Less, TEM: Transmission Electron ?vficroscope, 
Inc.: inconclusive, NAD: No Asbestos Detected. NA/PS: }lot Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PIM rs not co11sisfent/y reliable in detecting ashes/os in floor covering\' andsuni!ar non:friablc organically bound materials. No Asheslos /)elected or Trace results by 
J>LA1J9H6 are considered incondusive, !1'}vf is currenlfy the only method !hat can be used to delennme i(matenals can be considered as non asbestos containing m NY State_ Dus report 
cannot be reproduced except inji1/lwitho11t the approval qf'Response Lubs, LLC This PL'vf report relates OlvLY to the items tested. Liahifi1y is limited tu !he cos/ q(a11ulys1s 
ELAP Pl.A.f Method 198.J for friable samples or 198.6for 1\'0B Samples. 

Comments: 



AmeriSci Job #: 2111241163 

Clielll Name: Response labs, LLC 

Table I 
Summa!'JI' of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

11111 OAA; Beech-Nut', Beech-Nut ~ Mohawk St, Canajoharie. NY; Roofs 6 & 7 

Sample-
Ame:rfSci HG Welght 
Sample n Client :Sample# Area (gram) 

01 ROOO-Ot R003 

locatfon: Pitclt I Bld!J. 6B- 2.3% 

02 Roo:l-02 R003 
location: Pilch I Bldg. 6B - 32.0% 

00 R004-0t R004 

locatiOFl; Perimeter caulk I B!dg. 6B - 4.2 % 

04 R004-02 R004 
location: Penmeter caulk J Btdg. 6B - 5 .. 0% 

05 Rll30-U1 ROJO 

Location: Vaper &n:ie1 l Bk!'g.. 35 J On Cont:rete Dec}; ~ ·t9.2% 

06 R.030-02 ROOO 

l.oraOOn: Vapor Baniei' I Bfdg. 351 On Coocrete Dedl - 15.2% 

01 Rll»Of Rim 

loolti<ll1: Suitt Up /Br.lg. t6B -26.3% 

08 Rtl33-ll2 R033 

location: Built Up f Bldg. 160 ~ 37.2% 

00 ~1 

loclllion: Pilch Pocket Tar I Bldg. 16"'- 3.2% 

10 R035-02 R035 

Locatioo: Pilch Pocket Tar I [:lldg. 16A • 3.33(1-k 

11 RD3~01 R036 

Location: Perime1ef Ca\.ltll:I Bkl'g. 16A l Rllbber Roof -5.6% 

12 RD:M!-02 R036 
locatton: Perime!er Caulk i Brdg. 16A I Rubber Roa.f- 6A&Af 

13 R<l37-01 RD37 

Location: B"iij Up I Bklg. 16A - 50-3% 

14 R037·02 

Bui~ Up !Bldg_ 16A -10.3% 

R040-01 

R037 

R040 
loratl"on: 
15 

localloo: Vapor Barner I Bldg_ 23 J Under C-a!)S!one ~ 2.3% 

See Reporting: notes oo tastpage: 

Heat 
Sensitive 
Organic a4 

Acid 
Soluble 

ioorganic % 

lnsQiubte 
NonRAsbest.oo 

lnorg;anif:: % 

Page 1 of2 

Chrysoti~ ~n.o 

Chryscitile T r.a.;;e 

NAD 

NAO 

NAO 

NAD 

NAD 

Chrysotila Trace 

Chrys.o.tire Trace 

NAO 

NAO 

p 
en 
U1 
U1 



Am£riSci Job#: 211124003 

Clienl Name: Response labs. LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Me1hod 

111110AA: !leech-Nut; Beech-Nut; Mohawl< St, Canajoharie, NY; Roofs 6 & 7 

Sample Heat Acid lnsclubfe 
AmeriSci HG Weight SensiUve Solubte Non-Asbestos 
Sample# Clle:nt Sample# Aroo (gram} Organ!ic % Inorganic u,t tf.lorg.anir.:: % 

16 R040-02 R040 

Location: Vapor Barrier I Bldg_ 23 /Under Capstone - 1.8°.iO 

17 R041-01 R041 

Locatfon: Vapor B:arrler / 6ktg_ ZJ - ·t.2°/0. 

W R041-02 R041 
Location: Vapor Barrier I Brdg_ 23 - 1.3%-

Aool)'>edby:MarikPeysakho" ~ ~; Da!l>Analyzed12130l2011 

Page2of2 

""' As bestcs % by 
TEM 

NAD 

NAO 

NAD 

-ouaotitaiive Anaty.sts jSen1b'Ft1ll); Bulk Asbe-slos Ana~ysis - PLM by EPA 6001M4-62-020 per 40 CFR or ELAP 19.EL 1 for Nmv Ycfk friable samples or ELAP 198.6 for New Yorn NOB .s.amples; TE.M 
(Semi/Fv!I) by EPA 600JR~93J1i6 {not covered by NVl.AP Bulk accreditation) or El.AP 198.4; fol New Y(]rk samples; NAD:::: no asbestos delected during .a qoa:ntitattve analysis: NA= nC1t an.a!yz-ed; Trace= 
< 1 %; Ot.ianlltalfon for beg:inntng weights of <O.i grams siloufd be considered as qualttaiU'lle {tn ty; Qualitative Analysis: .Asbestos artalysfs results of "Present" (Jf "NVA :::: No Visible Asbestos" rc_prese nts 
results. ·for Quar.taliile PLM or TEM Analysis only {no accreditation oo.verage- available fJom !Hl)I ragulato,y ag:.ency for qualitative analyses); AIHA lab# 102843, NVLAP Lab Code 200546-D, NYSOOH 
ElAP lab 1Dll11400. 

Warning Nore: PlM limfil'dion, only TEM wilt resolve fibera <0.25 mJcrnmeter.s in diameter. TEM bulk analysiS is representative oftl'le firua· grained: matrix material and may not be- reyresentaU"9 of 
l'IOl'H.lli1ifom11y dispersed debris forwh-ich PLM evaJuaUoo ls recomrnended-ti.e. soihi; and other heteroge1uius materiam.). 

Revr.-By:, _______________ _ 
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ENVIROJ'-l'MENTAL, INC. 

ffULK SAMPLE DATA A 
I"JtI: 31.H-4g2~0704- CiiA!N OF 

!\)UT. 

Rl 11 K c: ",. __ ~_,,,, c 1 nr·",TlC ,,, TYPE OF MA, ,, .,, ·a: 
·~· 

-10. ·;·~-Bulk \2, Sarnr.Aec.1 r,t;s.1Gnal i~3- Type of Mate-rlHl l4 .Sample Loc<Jtion i5. iG. ·1 I. ().uantHy ifJ_ Asbesto:; 

/\n;n .,, ~'.:'.~~~~;: i[) Friabi!ity Condition {LF, SF, Eli) Cont~r~:,\Type 
Surf TSI lv1!SC Sarnpie Coorc!inates (NIF) IG D. SDI 
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MERI Set 

December 30, 2011 

Response Labs, LLC 
Attn: John Snyder 
12 Colvin Avenue 
Albany, NY 12206 

RE: Response Labs, LLC 
Job Number 211124063 
P.O. #111110AA 

AmeriSci New Yorh 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 •FAX: (212) 679-9392 

11111 OAA; Beech-Nut; Beech-Nut ; Mohawk St, Canajoharie, NY; Roofs 6 & 7 

Dear John Snyder: 

Enclosed are the results of Asbestos Analysis - Bulk Protocol of the following Response Labs, LLC samples, received at 
AmeriSci on Tuesday, December 27, 2011, for a 3 day turnaround: 

R003-01, R003-02, R004-01, R004-02, R030-01, R030-02, R033-01, R033-02, R035-01, R035-02, R036-01, R036-02, 
R037-01, R037-02, R040-01, R040-02, R041-01, R041-02 

The 18 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Response Labs, LLC requested 
ELAP TEM (only) analysis of these inert residue samples. 

The results of the analyses which were performed under ELAP 198.4 guidelines are presented in the Summary Table section o1 
this report. This report relates ONLY to the TEM analysis expressed as percent asbestos of inert material provided from matrix 
reduction. Matrix reduction for these samples as well as final residue weight calculations was performed by the client. The 
client is responsible for matrix reduction and PLM evaluation if required by ELAP 198.6 and 198.4. This report must not be 
used to claim product endorsement or approval by NVLAP, ELAP or any other associated AmeriSci certifying agency. This 
report must not be reproduced, except in full without the written approval of the laboratory. 

AmeriSci appreciates this opportunity to serve your organitat!on. Please contact us for any further assistance or with any 
questions. 

Sincerely, 

ltjL_-
P~8fJ. Mucha 
Laboratory Director 

Boston. Los Angeles· New York. Richmond 



AmeriSci Job#: 211124063 

Client Name: Response Labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

11111 OAA; Beech-Nut; Beech-Nut ; Mohawk St., Canajoharie, NY; Roofs 6 & 7 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non-Asbestos 

Sarnple # Client Sample# Area (gram) Organic 0/o Inorganic 0/o Inorganic o/o 

01 R003-01 R003 

Location: Pitch I Bldg. 68 - 2.3°/o 

02 R003-02 R003 

Location: Pitch I Bldg. 68 · 32.0% 

03 R004-01 R004 

Location: Perimeter Caulk I Bldg. 68 - 4.2°/o 

04 R004-02 R004 

Location: Perimeter Caulk I Bldg. 68 - 5.0% 

05 R030-01 R030 

Location: Vapor Barrier I Bldg. 35 /On Concrete Deck - 19.2°/o 

06 R030-02 R030 

Location: Vapor Barrier I Bldg. 35 I On Concrete Deck - 15.2% 

07 R033-01 R033 

Location: Built Up I Bldg. t6B - 26.3°/o 

08 R033-02 R033 

Location: Built Up I Bldg. 168 -37.2°/o 

09 R035-01 R035 

Location: Pitch Pocket Tar I Bldg. 16A - 3.2o/o 

10 R035-02 R035 

Location: Pitch Pocket Tar I Bldg. 16A- 3.33°/o 

11 R036-01 R036 

Location: Perimeter Caulk I Bldg. 16A I Rubber Roof - 5.6°/o 

12 R036-02 R036 

Location: Perimeter Caulk I Bldg. 16A I Rubber Roof-6.4o/o 

13 R037-01 R037 

Location: Built Up I Bldg. 16A - 50.3°/o 

14 R037-02 R037 

location: Built Up I Bldg. 16A- 10.3% 

15 R040-01 R040 

Location: Vapor Barrier I Bldg. 23 /Under Capstone - 2.3o/o 

See Reporting notes on last page 
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** Asbestos u;., by 
TEM 

Chrysotile <1.0 

Chrysotile Trace 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

Chrysotile Trace 

Chrysotile Trace 

NAO 

NAD 

NAD 



AmeriSci Job #: 211124063 

Client Name: Response Labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

11111 OAA; Beech-Nut; Beech-Nut; Mohawk St., Canajoharie, NY; Roofs 6 & 7 

Sample Heat Acid Insoluble 

AmeriSci HG Weight Sensitive Soluble Non-Asbestos 

Sample# Client Sample# Area (gram) Organic n;o Inorganic 1% Inorganic 11/o 

16 R040-02 R040 

Location: Vapor Barrier I Bldg. 23 I Under Capstone - 1.8% 

17 R041-01 R041 

Location: Vapor Barrier I Bldg. 23-1.2% 

18 R041-02 R041 

Location: Vapor Barrier I Bldg. 23 - 1.3°/o 

Analyzed by: Marik · Date Analyzed 12/30/2011 

Page 2 of 2 

** Asbestos °lo by 
TEM 

NAO 

NAD 

NAD 

·*-.<Quantitative Analysis (Semi/Fu!!); Bulk Asbestos Analysis - PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAO== no asbestos detected during a quantitative analysis; NA= not analyzed; Trace"' 
<1°/o; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Ana!ysls only (no accreditation coverage available from any regulatory agency for qualltative analyses); A!HA Lab # 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM limitation, only TEM will resolve fibers <0.25 micrometers in diameter, TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non-uniformly dispersed debris for which PLM evaluation is recommended (i.e. soils and other heterogenous materials). 

Reviewed By: _________________ _ 
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Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Client: Ambient Environmental 
12 Colvin Avenue 
Albany NY 

Project Name: Beech-Nut 

12206 

Mohawk St, Canajoharie NY 

Sampling Area: Roofs-6, 5, 36A 

Client Project Number: 111110AA 

Laboraton1 Job Number: 854-·432 

Sampled By: B1yan Cleary 

Collection Date: 12;20;2011 

Date Received: 12;21;2011 

Lab Customer 01o Non-Fibrous 
Matrix Material 

%of Total% of 

6149 ROOS-01 J-lomogeneous Black 

Sampled Material: V.B. 

Sanzple Location: Building 6 Upper 

Analyzed By: 

Microscope: 
6150 ROOS-02 

Sampled Material: V.B. 

Method: Prep (Not Analyzed) 

Turn Around '/'imp; Prep __ 

Homogeneous Black 

Saniple Location: Building 6 Upper 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Oly1npus B~-2-214 Turn Around Time: 5 Day 

1.9% 

Microscope: 

6151 R009-01 Hom.ogeneous Black 30.6% 

Sampled Material: Pitch 

Satnple Location: Building 6 Upper 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscor:~: O~yrnpus BI-I-2-214 Turn Around Time: 5 Da_y ., 

6152 R009-02 Homogeneous Black 47.3% 

Sampled Material: Pitch 

Saniple Location: Building 6 Upper 

Analyzed By: Ada1n C. Tucker Method: NYS ELAP 198.6 

Microsco'f!~: Olympus BI-I-2-214 Tun1 Around Time: 5 D<;ty., 

97.7 2.3 

Nau-Asbestos Fibers 

A11a~y~ed £?ate: 

97.2 

Non-Asbestos Fibers 
Trace Fiber Glass 

0.9 

Analyu:d Date: 

42.4 

12/22/2011 

27.1 

Non-Asbestos Fibers 
None Detected 

Analyz~d Date: 12/~(2011 

26.4 25.8 

Non-Asbestos Fibers 
None Detected 

An~lyzed __ Da~: 1~/22(2011 

0.0 NAD 

. % Asbestos Types: 
Sample Negative By VVeight 

1.9 Inc. 

% Asbestos ·Types: 

% 

Inconclusive-No Asbestos Detecte 

Client Requested TEM 

30.6 lnc. 

Asbestos Types: 
Inconclusive-No Asbestos Detecle 

Client Requested TEM 

47.8 0.47% 

% Asbestos Types: 
0.47% Chrysotile 

Client Requested TEM 

Definitons o{Abbreviations: NOB: ,!\/on-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron lvficroscope_. 
Inc.: Inconclusive, NAD: .No Asbestos Detected, AWPS: Not Analyzed Positive Stop, NA: ,1Vot Ana(yzed 

Disclaimer: f'J)l;f ts not consistenlfy reliable in detecting asbestos mj!oor covermgs and similar nonfriab!c organically hound malcria/s_ No Asbestos /)c/ec1ed or Trace results b_v 
PLM JY8.6 are considered i11cancfus1ve, TF,Af is currently the only method thar can be used lrJ determine ffmatenals can be considered as non asbestos crmtaming m NY Stale. 111is report 
cmmo1 he reproduced cxcepl infill! without the apprm'al (if Response Labs, LLC. This Pl/l;freporl re!aws Oh'LY ro the items tested Liability is !im11ed lo the cos/ qf analysis 
ELAP PL.if il1etltod 198.1 for friable samples or 198.6/or :VOB Samples. 

Comments: 



Respon.>e Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone 1518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs-6, 5, 36A 

Laboratory Job Number: 854 432 

Sampled By: Bryan Cleary 

Collection Date: 12;20;2011 

Date Received: 12;21;2011 

Lab Custo1ner 0/o Non-Fibrous 
Mabix Material 

%of % of Acid Soluble % of Total% of 
Residue 

6153 ROl0-01 Homogeneous VVhitc 15.2% 

Sa1npled Material: Capstone Caulk 

Sa111ple Location: Building 5 

Analyzed By: Adam C. Tucker J\1ethod: NYS ELAP 198.6 

Microscope: Olymp~s BH-~-21~ Turn Around Time: 51'.ay __ 
6154 ROl0-02 Homogeneous VVhite 

Sanipled Material: Capstone Caulk 

Sanzple Location: Building 5 

Analyzed By: 

Microscopf: 
Jvletlwd: Prep (Not Analyzed) 

Turn Around Time: Prep 

6155 ROU-01 Homogeneous Black 33.1 % 

Sanzpled Mate11al: Perimeter Flashing 

Saniple Location: Building 5 

Analyzed By: Adam C. Tucker Method: N"iS ELAP 198.6 

Microscope: Olympus BH~2-214 ~un'. Around Time: 5 Day 

6156 ROll-02 l"101nogeneous Black 

Sarnpled Material: Perilneter Flashing 

Santple Location: Building 5 

Analyzed By: 

lv}icro.s~ope: 

Method: Prep (Not Analyzed) 

Turn Around Time: Pr~p 

6157 R012-01 I"Io1nogeneous Black 

Sa111pled Material: Pitch 

Sanzple Location: Building 5 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscop_e: _<::)1-Y!IlP_us BI-I-2-214 Turn Aro1111,d Time: 5 J?~X __ __ 

57.9% 

32.1 50.2 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/22/2011 

26.9 53.9 

Non-Asbestos Fibers 

Analyzed Date: 

51.6 10.4 

Non-Asbestos Fibers 
N'one Detected 

Analyzed Date: 12('22/2011 

98.7 1.0 

Non-Asbestos Fibers 

Ana!yzcd Date: 

26.3 

Nau-Asbestos Fibers 
None Detected 

Analif~cd Date: 12/_'.22/~011 

9.4 

% 
2.5% 

17.7 2.5% 

Asbestos_ __ 'Z1fp_e_~_'. __ _ 
Chrysotile 

19.2 NNPS 
% . Asbestos Types: 

Not Analyzed Positive Stop 

38.0 4.9% 

% Asbestos Types: 
4.9% Chrysotile 

0.3 NNPS 
% Asbestos Types: 

Not Analyzed Positive Stop 

64.3 6.4% 

% Asbestos Types: 
6A % Chrysoti1e 

Definitons of Abbreviations: NOB: ;Von~Organical!y Bound, Trace: Asbestos Detected at 1% or Less, TE."4!: Transmission Electron A1icroscope, 
Inc.: Inconclusive. l'·iAD: 1Vo Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: /lfot Analyzed 

Disclaimer: PL,\1 is not consistently reliable m detecting asbestos in floor coverings and smular nonf'nah!e organically bound matenals. No Ashes/Os Deiected or Ji·ace results by 
PIM 19R 6 are co11sidered inconclusive, T!:!.H is currently the only method that cun be used 10 determine ifmareria!s cmrbe considered as non asbestos containing in NY State J711s report 
cannot he reproduced except infid! without the approval 1if Response Labs, LLC. lhis PL\-1 report relates ONLY to the items tested J.1abilily is limited to the cost of analysis 
ELAP PL/If 1Hetl10d 198.l for fdablesamples or J98.6for .NOB Samples. 

Comments: 



Response labs, LLC. 
12 Colvin Avenue, Albany NY12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs-6, 5, 36A 

Lab Custo1ner 

6158 R012-02 Homogeneous Black 

Sampled Material: Pitch 

Sa111ple Location: Building 5 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Turn Around Time: Prep 

6159 R013-01 Homogeneous Black 

Sanzpled Material: Vapor Barrier 

Saniple Location: Building 5 

Analyzed By: 

Jv}icroscope: 
Method: Prep (Not Analy2ed) 

Turn Around Time: Prep 

6160 R013-02 Homogeneous Black 

San1pled Material: Vapor Barrier 

Santple Location: Building 5 

Analyzed By: 

Micros~op~: 

Method: Prep (Not Analyzed) 

Tun1 Around Time: Pr~p- _ 

6161 R014-01 Homogeneous Black 

San1pled Material: Pitch 

Sa1nple Location: Building 36A 

Analyzed By: A!Jethod: Prep (Not Analyzed) 

Tuni A round Time: ~rep M'in:oscope: 

6162 R014-02 Hon1ogeneous Black 

Sanzpled Material: Pitch 

Sanzple Location: Building 36A 

Analyzed By: 

Micros_~~pe: 

Method: Prep (Not Analyzed) 

Tun1 Around Time: 

Laboraton1 Job Number: 854--432 

Sampled By: Bryan Clea•y 

Collection Date: 12;20;2011 

Date Received: 12;21;2011 

%of % of Acid Soluble % of Total% of 

79.9 9.9 

Non-Asbestos Fibers 

An~lyzed Date: 

97.5 1.7 

Non-Asbestos Fibers 

Anafy_zed [)ate_: 

97.9 

Non-Asbestos Fibers 

Analyz~d Date: 

98.2 

Non-Asbestos Fibers 

~nalyzed Date: 

98.3 

Non-Asbestos Fibers 

A_'.z_alvz~d Dat~_: 

1.8 

1.6 

1.3 

Residue 

10.2 NA/PS 
% Asbestos Types: 

Not Analyzed Positive Stop 

0.8 NAD 

% Asbestos Types: 
Sample Negative By Weight 

0.4 NAD 

% Asbestos Types: 
Sample Negative By Weight 

0.3 NAD 

% Asbestos Types: 
Sample Negative By Weight 

0.3 NAD 

% Asbestos Types: 
Sample Negative By Weight 

Definiton.'t of Abbreviations: JVOB: 1Von~Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron .Microscope. 

Inc.: Inconclusive, A'AD: .No Asbestos Detected, NA/PS: 1Vot Analyzed Positive Stop, NA: ,/\lot Analyzed 

Disclaimer: PLAd is not consistem!y reliable in detec1ing asbesros in.floor coverings and similar nan-friahle organically bound materials. 1Vo Asbestos Detected or Trace results hy 
P!J\1 /98-6 are considered inconclusive, 'll}vf is currently the only method that can he used 10 de1ermine if materials can be considered as non asbestos contamin:; in l"l'Y State JJ1is report 
cannm he reproduced C>Cept infit!l w1tl10ut the approval of Response Labs, LLC. 'lhis l'Ll'vf report relates 0}./LY lo the items tested Lwbility is lm1ited 10 ihe cos/ afanaly~7s. 
ELAP PL1l1l1-fetlwd198.1 for friable samples or 198.6/or 1\'0B Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 
.# 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs-6, 5, 36A 

Laboratory Job Number: 854 432 

Sampled By: Bryan Cleary 
Collection Date: 1212012011 

Date Received: 12/21/2011 

Lab Customer % Non-Fibrous % of % of Acid Soluble % of Total % of 
# Matn":> .. · Material Residue 

6163 R015-01 1-Iomogeneous 

Sampled Material: Top Hot Mop 

Sample Location: Buiiding17A 

Black 

Analyzed By: .. AdamC. Tucker Method:NYSELAP198.6 

Micros_c.ope: Oly:i!lpus BH-2-214 Turn Around Time: 5 D~y 

6164 ROlS-02 Hon1ogeneous Black 

Sampled Material: Top Hot Mop 

Saniple Location: Building 17 A 

20.2% 

Analyzed By: 

!vlicroscope: , 

Method: Prep (Not Analyzed) 

Turn Around Time: Prep 

6165 ROl&-01 I-Iomogeneous Black 

Santpled Material: Penetration Tar 

Sanzple Location: Building17A 

Analyzed By: Adam C. Tucker Method: I\TYS ELAP 198.6 

Microscop~: 01}'."_lllEu_s Bl-I-2-214 Turn Around Time: 5 D~y 

6166 R016-02 Homogeneous Black 

Sa111pled Material: Penetration Tar 

Sample Locatio1i: Building17A 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Turn Aro1111d Time: l)!ep _ 

3.5% 

6167 R017-01 Homogeneous Grey 100% 

Sanipled Material: Concrete Deck 

Sa111ple Location: Building 17 A 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

M~crosc?pe: Olympus '.3H-2-214 Turn Around Thnc: ~Day _ 

49.1 29.6 

Non-Asbestos Fibers 
None Detected 

A11alvzed .f!ate: 12/22/2011 

45.9 6.3 

Non-Asbestos Fibers 

Anal_yzed f!nte: 

85.4 

Non-Asbestos Fibers 
None Detected 

12/22/2011 

8.2 

A1!aly:ed Date: 

77.8 6.0 

Non-Asbestos Fibers 

A11aly_~~d Date: 

Non-Asbestos Fibers 
None Detected 

An~ly:_e~ Date: 12/_23(2011 

% 
1.1% 

21.3 1-1% 

Asbestos Types: 
Chrysa tile 

47.8 NA/PS 

. % . Asbestos Types: 
Not Analyzed Positive Stop 

6.3 2.8% 

% Asbestos Types: 
2.8 % Chrysot:ile 

16.2 NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEJJ.f: Transmission Electron .Microscope, 
Inc.: Inconclusive, NAD: ]Vo Asbestos Detected, NA/PS: ilfot Analyzed Positive Stop, NA: ,Vot Analyzed 

Disclaimer: P!Jvf is not consis1emly reliable in derecting asbestos in floor covermgs and s11ni/01· non-friable orKm1ica1/y bound materials. No Asbe,\COS Detected or Trace resut1s by 
1-'l.M 198.6 are considered mconc/usive, TEM 1.1 currently the on~v me/hod that can he used w determine if materials can be considered as non asbestos conlammg in NY State. This report 
cannot be reproduced (~r;cepl mful/ without the opprova{ (ff Response Labs, LLC Thi.1 PJ)vf report re/mes ()]1/LY to /he items tested Uahi!tty is limited to the cost 1~( analysis. 
l:.."'LAP PL!f :lfetlwd 198.J for friable samples or 198.6/or /\'OB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs-6, 5, 36A 

Laboratory Job Number: 854 432 

Sampled By: Bryan Geary 

Collection Date: 12;20;2011 

Date Received: 12;21;2011 

Lab Custonzer o/o Nan-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

6168 R017-02 f-Iomogeneous 

Santpled Material: Concrete Dffk 

Sa111ple Location: Building 17 A 

Grey 

Analyzed By: Ada1n C. Tucker Method: NYS ELAP 198.1 

J::!ic:roscope: C:~Y:.IllP"l'.-5 BH-2-214 Turn Around Time: 5 Day 

100% 

6169 R018-01 Homogeneous Black 25.3% 

San1pled Material: Shingles 

Saniple Locatiou: Building 17 Shed 

Analyzed By: Adam C. Tucker A1ethod: N-YS ELAP 198.6 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Day 

6170 R018-02 I-Iomogeneous Black 27.6% 

Santpled Material: Shingles 

Santple Location: Building 17 Shed 

Analyzed By: Adan1 C. Tucker Metliod: NYS ELAP 198.6 

M_icrosc~pe: Oly-n.-1pus BH-2-214 Turn Around TiJne: SJ?i:l:Y 

6171 R019-01 Hon1ogeneous Tan 17.5% 

Sanzpled Material: Capstone Caulk 

Sample Location: Building17A 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Da:y 

6172 R019-02 :f-Iomogeneous Tan 18.8% 

Sampled Material: Capstone Caulk 

Satnple Location: Building17A 

Analyzed By: Adan1 C. Tucker A1etltod: NYS ELAP 198.6 

Microsc?p~: ()_l:yll_lpus Bl-f-2-214 Tuni Around Time: __ s .1?i:l:>: 

Non-Asbestos Fibers 
None Detected 

Analy"d Date: 12/23/2011 

50.8 23.8 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/22(2011 

49.1 20.3 

Non-Asbestos Fibers 
None Detected 

An0_Zyzed Date,: 12/22/2011 

74.5 7.0 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/22/2011 

67.1 12.6 

Non-Asbestos Fibers 
None Detected 

A11alyzed Date: 12/.22/.2011 

NAD 

% Asbestos Types: 
No Asbestos Detected 

25.4 <0.25% 

% Asbestos Types: 
<0.25% Chrysotile 

30.7 3.1% 

% Asbestos Types: 
3.1 % Chrysotile 

18.5 1.0% 

% 
1.0% 

Asbestos Types: 
Chrysotile 

20.3 1.5% 

% Asbestos Types: 
1.5 % Chrysotile 

Definitons of Abbreviations: NOB: ll/'on-Organically Bound, Trace: Asbestos Detected at 1% or less, TEM: Transmission Electron A1icroscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, NA/PS: 1Vot Analyzed Positive Stop, NA: Nor Analyzed 

Disclaimer: PJ.J,1 is no/ consistemfy reliable in detectmg asbestos in floor coverings and similar non~friable orgamcal!y huund mmerwls. Nu Asbestos Detec1ed or Trace res11/is by 
PLlvf J9R.6 are considered inconclusive. 11::~4 is currenrly 1he only me/hod that can be used to derermine 1fmarena!s can be considered as non asbestos contain mg in NY State. lhis report 
cannot he reproduced except infuft without the approval of Response f,abs, LLC This PLA1 repon relates O.\'LY to the Items tesled. Liahihty 1s limited ro zhe cos/ a/analysis 
ELAP PLM llfetlwd 198.J forfriable samples or 198.6/or A'OB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin A venue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut Laboratory Job Number: 854 432 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs-6, 5, 36A 
Sa mp led By: Bryan Cleary 

Collection Date: 12;20;2011 

Date Received: 12;21;2011 

Lab Customer 
# 

o/o Non-Fibrous 
Matrix Material 

%of 
rvani 

. % of Acid Soluble % of Total% of 

6173 R020-01 Homogeneous Black 

Sanipled 1\!laterial: Perilneler Flashing Tar 

Sa1nple Location: Building17A 

Analyzed By: 
Microscope: 

6174 

Adan1 C. Tucker Metlwd: J\.TYS ELl\._P 198.6 

Oly~pus BI-1~2-2~4 Turn Around Time: 5 Day 

R020-02 Hon1ogeneous Black 

Sa111pled Material: Perin1eter Flashing Tar 

24.1% 

Sa1nple Location: Building17A 

Analyzed By: 

Microscope: 

Method: hep (Not Analyzed) 

Turn Around Time: Prep 

6175 R021-01 Homogeneous Black 

Sanzpled Material: Perimeter Tar 

Sa111ple Location: Building 66 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

.Microscope: Olympus BI-f-2-214 Turn Around Time: 5 Day 

6176 R021-02 Homogeneous Black 

Santpled Material: Perin1eter Tar 

24.l % 

Sample Location: Building 66 

Analyzed By: 

_0_i_~:r~~~?pe: 

Method: Prep (Not Analyzed) 

Turn Around Time:.~.~~?,,. 

6177 R022-01 Ho1nogeneous Grey 31.0% 

Sanipled Material: Perimeter Flashing Tar 

Santple Location: Building l7B 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope:' q1y_111-;P.US BH-2-214 Turn Around Time: :? _I?<lX 

60.6 

Non-Asbestos Fibers 
None Detected 

12/22/2011 

5.7 

A1w!yz~d Date: 

58.1 25.5 

Non-Asbestos Fibers 

Analyzed Date: 

61.7 5.5 

Non-Asbestos Fibers 
None Detected 

An11}!!_z_ed Date.' 12/22/2011 

63.0 4.9 

Non-AsbestOs Fibers 

A1~a.lvz~d Date: 

20.9 43.7 

Non-Asbestos Fibers 
None Detected 

A1~alvz_ed Date: 12;_22;2011 

Residue 

33.7 9.6% 

% Asbestos Types: 
9.6% Chrysotile 

16.4 NA/PS 

% Asbestos Types: 

% 
8.7% 

Not Analyzed Positive Stop 

32.8 8.7% 

Asbestos Types: 
Chrysotile 

32.1 NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

35.4 4.4% 

% Asbestos Types: 
4.4 % Chrysolile 

Definitons of Abbreviations: 1VOB: lv'on-Organically Bound, Trace: Asbestos Detected at 1% or Less. TEM: Transmission Electron 1\iicroscope, 

Inc.: Inconclusive. !VAD: 1Vo Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: 1Vot Analyzed 

Disclaimer: PLJ\1 is not consis1ently reliable m detecting asbestos injloor covermgs and similar non-jriahle organicaffy bound materials. }lo Asbestos Detected or Trace results by 
l'Llvl !9X.6 are considered inconclusive, TE!vf is curre/1//y the only method that can be used to detennme if materials can be considered as non asbestos conlaming in NY State. This n:pon 
cannot be reproduced except in/id! without !he approval (!f'Response Labs, LJ,C. 7711s T'f}vf report relates OA'LY 10 the items tested Liabili1y is limited 10 1he cost of analysis. 
ELAP PL/11Jlietlwd198.1 for ji·iable samples or !9B.6for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs-6, 5, 36A 

Laboratory Job Number: 854 432 

Sampled By: Bryan Cleary 

Collection Date: 12;20;2011 

Date Received: 12;21;2011 

Lab Customer o/o Non-Fibrous 
Matrix Material 

Ofo Of % of Acid Soluble % of Total% of 
Residue 

6178 R022-02 l{on1ogeneous Grey 

Sanzpled Material: Perimeter flashing Tar 

Sample Location: Building 178 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Turn Around Time: Prep 

6179 R023-01 Homogeneous Black 1.7% 

Santpled Material: Patch Tar 

Sanzple Location: Building 17B 

Analyzed By: Adan1 C. Tucker Method: NYS ELAP 198.6 

Microscope: Ol_ympus ~H-2-214 Tunz Around Time: 5 Day 

6180 R023-02 liomogeneous Black 

Sa111pled Material: Patch Tar 

Saniple Location: Building 17B 

Analyzed By: 

Microscope: 

Method: Prep (Not .A.nalyzed) 

Tun1 Around Time: Prep 

6181 R024-01 Homogeneous Black 

Sampled Material: Built Up 

Sample Location: Building 17B 

Analyzed By: 
Mia·oscope: 

Method: Prep (Not Analyzed) 

Turn Around Time: Pr~p 

6182 R024-02 I··Iomogeneous Black 

Sampled Material: Built Up 

Sa111ple Locah·on: Building 17B 

Analyzed By: 

A~ic:vscope: 

lviethod: Prep (Not Analyzed) 

T11r11 Around Time: P~~P, _ 

23.3 44.1 

Non-Asbestos Fibers 

A111:l!fzed Date: 

98.3 0.0 

Non-Asbestos Fibers 
None Detected 

An~lyzed f!_ate: 12/22/2011 

98.5 1.0 

Non-Asbestos Fibers 

Aiw_'.y:_~~ f!ate: 

98.0 

Non~Asbestos Fibers 

Ana,ly~1!_Date: 

98.8 

Non~Asbestos Fibers 

Aualy.red Date: 

1.1 

0.8 

32.6 NA/PS 

% Asbestos Types: 

% 

Not Analyzed Positive Stop 

1.7 Inc, 

Asbestos Types: 
Inconclusive-No Asbestos Detecte 

Client Requested TEM 

0.5 NAD 

% Asbestos Types: 
Sample Negative By Weight 

0.9 NAD 

% Asbestos Types: 
Sample Negative By Weight 

0.4 NAD 

% Asbestos Types: 
San1.ple Negative By Weight 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM:Transmission Electron lvlicroscope. 
Inc.: inconclusive, NAD: lVo Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: Not Analyzed 

Discla;mer: Pl.Wt is not consistently rdiah!e in detecling asbestos in floor coverings and similar non7(riable organicaf!y bound materials. No Asbestos Detected or Trace results by 
J'f)vf /1)8.6 ure considered mco11clus1\le, TE'vf ts cunen1!y the 011/y method 1ha1 can be used to delermme ifmaterial.1 can be considered as 11011 asbestos containing in iVY State. J'Jus report 
cannot be reproduced except mful! wilhout the approval ofRe,1ponse Labs, LLC. Tlus PLA1 report relates 0.NLY to the items tested. Liability is limited to the cost of analysis 
ELAP PL1lf il·fethod 198.1 for friable samples or 198.6/or NOB Samples. 

Comments: 



Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs-6, 5, 36A 

Laboratory Job Number: 854 432 

Sampled By: Bryan Cleary 

Collection Date: 12;20;2011 

Date Received: 12;21;2011 

Lab Customer % Non-Fibmus % % of Acid Soluble % of Total% of 
Matrix Material Residue 

6183 R025-01 Homogeneous 

Satnpled Maten'al: Concrete Deck 

Sa1nple Location: Building 17B 

Grey 

Analyzed By: Adam. C. Tucker Method: NYS ELAP 198.1 

Mi~rosc?pe: Oly1npus BF:I-2-214 Tun1 Around Time: 5 Day 

100% 

6184 R025-02 Homogeneous Grey 100% 

Santpled Material: Concrete Deck 

Santple Location: Building 17B 

Analyzed By: Adan1 C. Tucker Method: 0.')'S ELAP 198.1 

Microscope: Olympus BH-2-214 Turn Around Iilne: 5 Day 

6185 R026-01 Homogeneous Black 

Santpled Material: Pitch 

Santple Location: Building 3B 

Analyzed By: 

.Microsc~P_~·:" 

Method: Prep (Not Analyzed) 

Turn Around Time: Prep 

6186 R026-02 1-Iomogeneous 

Sanipled Material: Pitch 

Sa111ple Location: Building 38 

Black 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: o,I,~1n1p~~ BJ:!-~~214 Turn Arou11d Tinte: 5 Day-

1.3% 

6187 R027-01 f-Iomogeneous Grey 100% 

Sanzpled Material: Concrete Deck 

Saniple Location: Building 3B 

Analyzed By: Adam C. Tucker Method: I\rys ELAP 198.1 

Microscope: Oly111pus BH-2-214 Tu1,·n Around Tiln,e: 5_1?'."lY 

Non-Asbestos Fibers 
None Detected 

Anal!(zed Date: 12/23/2011 , 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/21/2011 

98.0 1.1 

Non-Asbestos Fibers 

Analyzed Date: 

98.4 

Non-Asbestos Fibers 
None Detected 

Analyze~ Date: 12/_~(_2011 

Non-Asbestos Fibers 
None Detected 

Au,alyzed Date: 12/23/2011 

0.3 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No ,A.sbestos Detected 

0.8 NAD 

% Asbestos Types: 

% 

Sample Negative By Weight 

1.3 Inc. 
Asbestos Types: 

Inconclusive-No Asbestos Detecte 

Client Requested TEM 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Detlnitons o{Abbreviatio11s: NOB: 1Von-Organically Bound, Trace: Asbestos Detected at 1% or Less. TEM: Transmission Electron lvficroscope. 
Inc.: Inconclusive, NAD: 1Vo Asbestos f)etected, .NA/PS: A'ot Analyzed Positive Stop, NA: Not Anal;.1zed 

Disclaimer: PJ),f is not consistently refiahte in detecting asbestos injloor co1-•ering.1· ond sm11lar nonfriab!e orgamcaffv bound maleriafs. 1Vo Ashesws J)e/ected or Trace resufts by 
Fl.A1198.6 are considerer! inconclusive. 1L?vf LI' currently the on/J-• method that can be used to determine if materials can be considered as non asbestos contammg in NY Stair:. 1his report 
cannot be reproduced except mjii!l without the appnwal of Response Lahs. LLC. This PLA1 repon relates ONLY to the items rested. J,iab1flty ;_, !imiwd to 1he cost (!f ana~'/YIS 
EL4P PL!IJ il!fetlwd 198.I for friable samples or J98.6for NOB Samples. 

Comments: 



Response Labs, LLC 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 
7 

Project Name: Beech-Nut 
MohaYvk St, Canajoharie NY 

Sampling Area: Roofs-6, 5, 36A 

Lab Customer 

6188 R027-02 I-Iomogeneous 

Sanzpled Material: Concrete Deck 

Sanlple Location: Building 3B 

Grey 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: O~y1npus Bli-2-214 Turn Around Time: 5 __ l:)<:Y 

100% 

Laboratory Job Number: 834 432 

Sampled By: Bryan Cleary 

Collection Date: 1212012011 

Date Received: 12;21;2011 

%of % of Acid Soluble % of Total% of 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/21/2011 

Residue 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Aficroscope, 
Inc.: Inconclusive, N4D: lv'o Asbestos Detected, NA/PS: Not Analyzed Posirive Stop, NA: Not Analyzed 

Disclaimer: !'LAI is not cons1stenlfy reliable in delecring asbestos in floor coveri11gs and s1mt!ar nonii·iable organica/(y bound materials. No Asbes/os Detected or Trace results by 
PLA119.J:i'.6 are considered inconclusive, TFJvf ts currenlly the only method that can be used 10 determme ifmatenals can be considered as non asbestos containing 111 NY State. This report 
cannot be reproduced except in full wilhout the approval ojResponse Labs, LLC. Flus PL2vf report relates ONLY to the ilems /ested. Liabilily is limited lo the cost of analysis. 
ELAP PLM J1ethod 198.1 for friable samples or /98.6/or ,VOB Samples. 

Comments: 

December 30, 



AmeriSci Job#: 211123993 

Client Name: Response Labs, Ll C 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

1111 lOAA; Beech - Nut; Mohawk SI.; Canajoharie, NY I Beech - Nut I Roofs 6, 5, 36A, 7B & 38 

AmeriSc:l 
Sample# 

01 

Loc.ation: 
02 

Location: 
03 

lor.illioo: 

04 

ltration: 

05 

Loctition: 

CUent Sample# 

6150 
V.B. I 0tii!ding 6 Upper f 1_9% 

6151 

Pitcti I Bu lid ing 6 Upper l 30.6%i. 

6152 

P!lch-1 Buikling 6 UP.Per I 47 .8% 

£179 
Pa!cti T :ar J BuikfiBg 17B f 1. 7°/, 

6186 
Pitch 1 Building :JB l t. 3% 

HG 
Area 

Sam-pte 
Weight 
!gram) 

Heat 
Sens•tive 
Orsanlc% 

Acid 
SoJubte 

1-norganic: o-t, 

Anatyze<J: by: John P. Kcubf:adis ; Date Analyzed 12130/2011 

Insoluble 
Non-Asbestos 
lnorganfc o/0: 

Page 1 of1 

- Asbestos 11/a. by 
TEl\11 

NAD 

NAD 

NAO 

NAO 

NAD 

""Quan61:ative Analysis. {Semi/Full); But'k .Asbestos An:aty.s~ - PLM by EPA 60QIM4-82-020 per 40 CFR or ElAP 198.1 f-or New York friable s:amptes-or ELAP 19tL6 f-or New York NOB .samples; TEM 
(Semi/Fuli) by EP'A 601}1R-931116 {oot covered by N.VlAP Bu,k :accreditalffin} or ELAP 198.4; ror New York sampfies; NAD =no asbestos detected duling a-q:uantitalive ana;ysis; NA= 11ot .analyzed; Trace = 
<::t o/lll~ Quanl~tatio11 for beginning weights of <0.1 gtams should be ccmslde-red as qua!!ta!Lve only; Qu.alilfltive Analysis; Asbestos anafysls results of "Present" or "NVA = N.o Visible-Asbestos" represents 
results !'or Qualitalive PLM or TEM Analysis onty {no: a«:reditalio11 coverage: available from any regulatory agency 'or qualitative a na!yses}; AIHA lab # 102843, NVLAP Lab Code 200546-0, NVSOOH 
ELAP lat \0#1 ~4ef}. 

l/\Jamirig NQte: PLM lfmltalion., on 1y TEM "11111 res-0fve fibers <Q.25 micrometers in diameler. TEM bulk analysis is representative of the fine grained matrix material an.d may not tie representative of 
non-unifoITTJ!y dispersed debris for which- PLM evaluation is re.commended (Le. soils ani:I other heter{lgenous matelia!s), 
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AMER1Sc1 

December 30, 2011 

Response Labs, LLC 
Attn: John Snyder 
12 Colvin Avenue 
Albany, NY 12206 

RE: Response Labs, LLC 
Job Number 211123993 
P.O. #111110AA 

AmeriSci New Yori< 
117 EAST 30TH STREET 

NEW YORK, NY 10016 
TEL: (212) 679-8600 •FAX: (212) 679-9392 

11111 OAA; Beech - Nut; Mohawk St.; Canajoharie, NY I Beech - Nut/ Roofs 6, 5, 36A, 7B & 3B 

Dear John Snyder: 

Enclosed are the results of Asbestos Analysis - Bulk Protocol of the following Response Labs, LLC samples, received at 
AmeriSci on Friday, December 23, 2011, for a 5 day turnaround: 

6150,6151,6152,6179,6186 

The 5 samples, placed in Zip Lock Bag, were shipped to AmeriSci via UPS. Response Labs, LLC requested ELAP TEM (only) 
analysis of these inert residue samples. 

The results of the analyses which were performed under ELAP 198.4 guidelines are presented in the Summary Table section ol 
this report. This report relates ONLY to the TEM analysis expressed as percent asbestos of inert material provided from matrix 
reduction. Matrix reduction for these samples as well as final residue weight calculations was performed by the client. The 
client is responsible for matrix reduction and PLM evaluation if required by ELAP 198.6 and 198.4. This report must not be 
used to claim product endorsement or approval by NVLAP, ELAP or any other associated AmeriSci certifying agency. This 
report must not be reproduced, except in full without the written approval of the laboratory. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Siqcerely ,.· 
11,; 8 / 

~flL~"" 
~,a~I J. Mucha 

L~boratory 0·1rector 

Boston - Los Angeles - New York - Richmond 



AmeriSci Job #: 211123993 

Client Name: Response Labs, LLC 

AmeriSci 
Sample# 

01 

Location: 
02 

Location: 
03 

Location: 

04 

Location: 

05 

Location: 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

11111 OAA; Beech - Nut; Mohawk St.; Canajoharie, NY I Beech - Nutt Roofs 6, 5, 36A, 78 & 38 

Client Sample# 

6150 
V.B. I Building 6 Upper/ 1.9o/o 

6151 
Pitch I Building 6 Upper/ 30.6o/o 

6152 
Pitch I Building 6 Upper J 47.8°/o 

6179 
Patch Tar I Building 178 / 1. 7o/o 

6186 
Pitch I Building 38 Ii .3°/o 

HG 
Area 

Sample 
Weight 
(gram) 

/'/ -'.I//, ,~ 

Heat 
Sensitive 
Organic'% 

Acid 
Soluble 

Inorganic 0/o 

Insoluble 
Non-Asbestos 
Inorganic o/n 

Page 1 of 1 

** Asbestos 0/o by 
TEM 

NAO 

NAO 

NAO 

NAO 

NAO 

Analyzed by: John P. Koubiadis ,,r·~ ~~~,;,.,;Date Analyzed 12/30/2011 
**Quantitative Analysis (Semi/F4,11}f13'u!k Asbestos Analysjs4LM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York fr"1able samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-931116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAO= no asbestos detected during a quantitative analysis; NA= not analyzed; Trace= 
<1 %; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or ''NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only {no accreditation coverage available from any regulatory agency for qualitative analyses); A!HA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM !imitation. only TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non-uniformly dispersed debris for which PLM evaluation is recommended (i.e. soils and other heterogenous materials). 



Response Labs, LLC 
12 Colvin Avenue 
Albany, NY 12206 
(518) 482-5630 
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BtTLK SAMPLE DA TA \ ''ll 
CHAIN OF CUSTODY FOHLI 

211123993 
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Response Labs, LLC 
12 Colvin Avenue 
Albany, NY 12206 
(518) 482-5630 
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BULK SAMPLE DATA A\D 
CHAIN OF CUSTODY FORM 

2b. CFr~nt Cr1n1~,::!: 

v' For Neganve NOf:<. rH .. M·s.. to1 :.inu'< '.'.' TfM 
________ J../'."_".-,., -------------·---- --- -·---·-·-----.------ -·- ". -____ ,, ____ - --'"·-· -· ·-··----
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Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albauy NY12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Client: Ambient Environmental 
12 Colvin Avenue 
Albany NY 

Project Name: Beech-Nut 

PLM 

12206 

Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Client Project Number: 111110AA 

Laboratory Job Number: 854 435 

Sampled By: Bryan Clea'y 

Collection Date: 12i22/2011 

Date Received: 12;23;2011 

Lab Customer O/o Non-Fibrous 
Matrix Maten·az 

%of % Ofo of 
Residue 

Total% of 

6260 R043-01 }ion1ogeneous Black 29.8% 

Santpled Material: \ 7apor Barrier 

Sa111ple Location: Building 37 /Under Coping 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

J.:1.i~rosc~pe: OIX!1!-~u,s BH-2-21~ Turn Around Time: 5 Day 

6261 R043-02 Homogeneous Black 

Sanzpled Material: Vapor Ba1Tier 

Santple Location: Building 37 /Under Coping 

Analyzed By: 

Microscope: 
Method: Prep (Not Analyzed) 

Turu Around Time: Prep 

6262 R044-01 I-Io1nogeneous Grey 

Sampled Material: Concrete Deck 

Saniple Location: Building 37 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: ~lympus BH-2-214 _Turn Arou11d Time: 5 D~y 

100% 

6263 R044-022 Homogeneous Grey 100% 

Sanzpled Material: Concrete Deck 

Sample Location: Building 37 

Analyzed By: Adam C. Tucker Method: l\.TYS ELAP 198.1 

Micro~cope: Olyn1pus BI-I-2-214 T'urn Around Time: 5 Day 

51.5 

Non-Asbestos Fibers 
None Detected 

Ana.'.yz~d Date: 12/27/2011 

7.7 

69.3 4.6 

Non-Asbestos Fibers 

A1wlyzed Date: 

Non-Asbestos Fibers 
None Detected 

Aualyz~d !Jate: ~2/30/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed IJate: 12/30/2011 

40.7 10.9% 

% Asbestos Types: 
10.9% Ou·ysotile 

26.1 NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons of Abbreviations: NOB: lVon-Organica!ly Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron lvlicroscope. 
Inc.: Inconclusive, NAD: No Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: ,\Tot Analyzed 

Disclaimer: PLA.f is not consislently reliable in derectingasbestos mfloor coverings and similar non-friable orgamca!!y hound materials. NoAsbesws Uetected or l'race results by 
P1Ji,f 198.6 ore considered mco11clus1Fe, TE'vf 1s currently lhe only me/hod thm can he used to determine !(materials can he considered as non asbestos comainmg in NY State 7his reporr 
cannot be reproduced excepl infii!l without the approval ofResponse labs, LLC This Pf},f report relates ONLY to 1/ie items tested. f,wlnlity 1s limlfcd to the cos! vj analysis. 
EL4P PLJ! 1W.etl10d 198.1 for friable samples or 198.6for NOB Sample~~ 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohavvk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratory Job Number: 854 435 

Sampled By: B1yan Cleary 

Collection Date: 12;22;2011 

Date Received: 12;23;2011 

Lab Customff O/o Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

6264 R045-0l Homogeneous Black 26.4% 

Sanipled Material: Vapor Barrier 

Sa1nple Location: Building 37 

Analyzed By: Justin Adams i\1etliod: J\JYS ELAP 198.6 

Microsc°.l?e: Ol~r_mpu~,BH-_2-214 Turn Around Time: 5 D~y 

6265 R045-02 Fiomogeneous Black 19.9% 

Sanipled Material: Vapor Barrier 

Sa1nple Location: Building 37 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Mic~oscope: 

6266 

Oly1npus B.H-2-214 Turn Around Tinte: 5 Day 

R046-01 Homogeneous White 

Sanzpled Material: Seam Caulk 

Sa1nple Location: Building 37 /On Duct 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

1'v!icroscope: Oly!:llp~s BH-2-214 Turn Around rime: ? J:?ay 

40.2% 

6267 R046-02 Homogeneous VVhite 41.1 % 

Satnpled Material: Seam Caulk 

Santple Location: Building 37/0n Duct 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 T'urn Arouud Time: 5 D.~J'.., 

6268 R047-01 Fiomogeneous Black 13.2% 

Sa1npled Material: Built-Up 

Sa1nple Location: Building 36B 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Oly1npus Bl-1-2-214 Turn Around Time: 5 D_ay 

70.7 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/27 /2011 

2.9 

62.7 1.5 

Non-Asbestos Fibers 
None Detected 

Analyzed IJate: 

20.3 

12/27 /2011 

39.5 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12(27 /2011 

16.9 41.9 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 1~(2-7 /?011 
85.0 1.8 

Non-Asbestos Fibers 
None Detected 

An~!.Y.z.e~- Oat~:- 1~/271_2011 

26.4 Inc. 

% Asbesto_s ___ '!_y_p_~~-: 
Inconclusive-No Asbestos Detecte 

35.8 15.9% 

% Asbestos __ T'_y_p_e_~: __ _ 
15.9% Cluysotile 

% 

% 

40.2 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detecte 

Client Requested TEM 

41.1 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detecte 

Client Requested TEi\1 

13.2 Inc. 

% Asbestos Types: 
Inconclusive-No Asbestos Detecte 

Client Requested TEM 

Definitons of'Ahbreviations: NOB: Non-Organicaily Bound, Trace: Asbestos Detected at 1% or Less_ TEM: Transmission Electron Aficroscope, 
Inc.: Inconclusive. NAD: A'o Asbestos Detected,. NA/PS: Not Analyzed Positive Stop, tYA: 1Vot Analyzed 

Disclaimer: !'LAI i.1 not consisrently reliable in detecting asbesws injloor coverings and sin11lar non-ji'iabfe organically bound materials. No Ashes10.~· Derected or Trace results hy 
PU! 198.6 are considered mconclusive, TEA1 is currently the only melhod thal can he used 10 determine if' materials can be considered as non asbestos containing in NY State 1/us report 
cannot be reproduced except infi1!l wi1ho1111he approval of Response Labs, LLC. This f'LA1 report relates ONJ,Y lo the 1/ems tested. J,ialnflty 1s !united to the cost of a11a{1wis 
E~iP PLM Jfetlwd 198.ljOr friable samples or 198.6/or NOB Samples. 

Comments: 



Response L"bs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
~1.ohawk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratory Job Number: ss,!-435 

Sampled By: Bryan Cleary 

Collection Date: 12;22;2011 

Date Received: 12;23;2011 

Lab Customer O/o Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

6269 R047-02 Homogeneous 

Sampled Material: Built-Up 

Sa111ple Location: Building 36B 

Black 

Analyzed By: Justin i\dams Method: NYS ELAP 198.6 

Microscop~: _OlJ'.~:pus BH-2-214 Turn Around Time: 5 Day 

6270 R048-01 lfomogeneous Grey 

Sanzpled Material: Concrete Deck 

Saniple Location: Building 36B 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Oly!11pus B~-2-214 Turn Around Time: 5 Day 

6271 R048-02 Homogeneous Grey 

Sanipled Material: Concrete Deck 

Sanzple Location: Building 36B 

Analyzed By: Adam C. Tucker Method: N-YS ELAP 198.1 

M,icro5-~-~l?~'. O_ly,n1p:is BH-2-214 Turn Around Time: 5 J:?ay, 
6272 R049-01 t:fomogeneous VVhite 

Santpled Material: Concrete Deck 

Sa11tple Location: Building 47 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microsc~p~:-- Olympus BH-2-214 Turn Around Time: 5 D~y-

6273 R049-02 Homogeneous YVhite 

Sampled Material: Concrete Deck 

Sample Location: Building 47 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Micros,~or_~: _91y7!1-pus BH-2-214, Turn Around Time: 5 Day 

37.6% 

100% 

100% 

99% 

100% 

61.6 0.8 37.6 Inc. 

Non-Asbestos Fibers % Asbestos Types: 
None Detected Inconclusive-No Asbestos Detecte 

Client Requested TEM 

A11a~yzed Date: 1?(27 /2011 

NAD 

Non-Asbestos Fibers % Asbestos Types: 
None Detected No Asbestos Detected 

Analyzed Date: 12/30/2011 

NAD 

Non-Asbestos Fibers % Asbestos Types: 
None Detected No Asbestos Detected 

A11alvzed Dale: 12/30(2011 

NAD 

Non-Asbestos Fibers % Asbestos Types: 
1% Cellulose No Asbestos Detected 

Ana~y:::ed Date: 12-(~_?(2011 

NAD 

Non-Asbestos Fibers % Asbestos Types: 
Trace Cellulose No Asbestos Detected 

Ana!Y?:~rf Date: 12/3_q{~Q~~ 

Deflnitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less. TEM: Transmission Electron lvficroscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, NA/PS: JVot Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PLAJ is not cons1s/enl{v reliabfr in detecting asbestos in floor coverings and similar non-friable organically bound materials. No Asbestos Detected or i'race resulis h.v 
PL'vf !Y8.6 arc considered mcondusivt, 7E'vf is currently the on~y method that can be used to determine /(materials can he considered a.1· non ashes/Os containing in /1/Y State. This report 
cannot be reproduced except mfil/I wi1hout /he approval ofRe5ponse Labs, LLC. This PLAJ report relates ONLY 10 the items /ested. Liability is limited 10 
ELAP PL~! ,lfethod 198.1 for friable samples or 198.6.for NOB Samples. 

Comments: 



Response Labs, LLC 
12 Colvin Avenue, Albany NY12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohavvk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratory Job Number: 854 435 

Sampled By: Bryan Cleary 

Collection Date: 12;22;2011 

Date Received: 12;23;2011 

Lab Customer o/o Non~Fibrous 
Matrix Material 

%of % of Acid Soluble % of J'otal % of 
Residue 

6274 ROS0-01 Ho.mogeneous 

Sa111pled Material: Vapor Barrier 

Sa1nple Location: Building 47 

Black 

Analyzed By: Justin .A.dams Method: NYS ELAP 198.6 

Micros~-ope: O_l;:~P:i_s B}i-2-214_ Turn Around Ti1ne: 5 Day 

49.9% 

6275 ROS0-02 Homogeneous Black 49.0% 

Sa111pled Material: Vapor Ba1Tier 

Sample Location: Building 47 

Analyzed By: Justin Ada1ns A1ethod: NYS ELAP 198.6 

lv1icroscope: Olympus BH-2-214 Turn Around Time: 5 Day 

6276 ROSl-01 Ho1nogeneoL1s Brown 

Sanzpled Material: Particle Board 

Sa111ple Location: Building 47 

Analyzed By: Adan1 C. Tucker Method: NYS ELAP 198.1 

Microscope: Oly_mpu,s BH-2-214 Turn Around Time:, ,s ~ay_ 
6277 R051-02 Homogeneous Bro""'Il 

Sa1npled Material: Particle Board 

Sa111ple Location: Building 47 

Analyzed By: Ada1n C. Tucker Method: NYS ELAP 198.1 

Micr~s~~p_: _ 9_1y~,P~ __ B"f-1--2-2]4 Tuni Around Time: 5 D_~X, 

6278 R052-01 Homogeneous Grey 

Sanipled Material: Concrete Deck 

Santple Location: Building 19 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

,,MiClysc~pe,:_ ,o~yi_1~plls BH-2-214 Tun1 Around Time: 5 Day 

1% 

1% 

100% 

48.6 

Non-Asbestos Fibers 
None Detected 

12/27 /2011 

1.5 

Analyzed Date: 

50.1 0.8 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/27 /2011 

Non-Asbestos Fibers 
99% Cellulose 

Analyzed Daie:l.2/.30/.2011 

Non-Asbestos Fibers 
99% Cellulose 

Analyzed Date: __ 1~/~~/2011 

Non-Asbestos Fibers 
None Detected 

Anal!j~~d Date: 1~/_30/_~011 

% 

% 

% 

% 

% 

49.9 Inc. 
Asbestos Types: 

Inconclusive-No Asbestos Detecte 

Client Requested TEM 

49.0 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detecte 

Client Requested TEM 

NAD 

Asbestos Types: 
No Asbestos Detected 

NAD 

Asbestos Types: 
No Asbestos Detected 

NAD 

A.sbestos Types: 
No Asbestos Detected 

Definitons o(Abbreviations: NOB: 11/on-Organically Boun</, Trace: Asbestos Detected at 1% or less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: 1\To Asbestos Detected, 1VA/PS: lVot Analyzed Positive Stop, 1VA: Not Analyzed 

Disclaimer: PIM ts not consistently reliable in de1ec1ing asbes/os in floor covering1· and similar non/riable organically bound materials. No Asbestos Detected or Trace results hy 
PlJvf 198.6 are considered mconclusive, 7El"vf is currently 1he only method that can be used ro determine ifmarena/s can he considered as non asbestos containing in }l/Y Stale. This repon: 
cannot be reproduced except 111ji1/f without the r:ipproval of Response Labs. f,LC This PIA! repon relates ON/,Y lo th.; items te.1/ed. liabrlily 1s limited 10 the cost of analysis. 
EL4P PLlV/ ,Hethod 198. 1 for friable samples or 198. 6 for NOIJ Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

7 

Laboratory Job Number: 854 435 

Sampled By: Bryan Cleary 

Collection Date: 12;22;2011 

Date Received: 12/23/2011 

Lab Customer O/o Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Tota/% of 
Residue 

6279 R052-02 J-Iomogeneous 

Sa1npled Material: Concrete Deck 

Sample Location: Building 19 

Grey 

Analyzed By: Adam C. Tucker Method: N'YS ELAP 198.1 

MilToscope: Olympus,~H-2-214 Turn Around Time: 5 Day 

6280 R053-01 liomogeneuus Black 

Sampled Material: Built-Up 

Saniple Lacatiou: Building 19 

Analyzed By: Justin Adams Method: NYS ELAP ·198.6 

A1icrosco~e.: 

6281 

Oly~p~is BH-2-214 Turn Around Ti1ne: 5 Day 

R053-02 Homogeneous Black 

Sampled Material: Built-Up 

Satnple Location: Building 19 

Analyzed By: 

.Microscope: 

6282 

Justin Adan"L<> Method: NYS ELAP 198.6 

Olympus BH-2-21~ Tunz Around Time: 5 D£ly 
R054-01 Hon1ogeneous 

Santpled Material: Perimeter Caulk 

Santple location: Building 19 

White 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microsc?p~: 0.l~?~J~US BH-2-2~4 Turn Around Time: 5 D~~' 

6283 R054-02 Hon1ogeneous White 

Satnpled Material: Perimeter Caulk 

Saniple Location: Building 19 

A1111lyzed By: Justin Ada1ns Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-~14 Turn Around Tinte: 5 Day __ 

100% 

2.2% 

2.9% 

9.4% 

8.8% 

Non-Asbestos Fibers 
None Detected 

Analyzed [)ate: 12/30/2011 

96.7 1.0 

Non-Asbestos .Fibers 
None Detected 

Analyzed Date: 

96.4 

12/27 /2011 

Non-Asbestos Fibers 
None 'Detected 

0.7 

Analyzed Date: 

59.7 

12/27 /2011 

30.8 

Non-Asbestos Fibers 
None Detected 

Anal_v~e1_ Dnte: 12(~7,/2011 

60.4 30.7 

Nou~Asbestos Fibers 
None Detected 

Analyzed Date: 12/27 /~011 __ , 

NAD 

% Asbestos Types: 
No Asbestos Detected 

2.2 Trace 

% Asbestos Types: 
Trace Chrysotile 

Client Requested TE11 

2.9 Inc. 

% Asbestos Types: 

% 

% 

Inconclusive-:l',Jo Asbestos Detecte 

Client Requested TEM 

9.4 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detecte 

Client Requested TEM 

8.8 Inc. 

Asbestos Types: 
lnconclusive-No Asbestos Detecte 

Client Requested TEM 

Definitons o(Abhreviations: NOB: Non-Organically Bound, Trace: Asbestos J)etected at 1% or Less, TEM: Transmission Electron Aiicroscope, 
Inc.: Inconclusive, NAD: 11/o Asbestos Detected, NA.JPS: ,Vot Ana~vzed Positive Stop, NA: }!ot Analyzed 

Disclaimer: l'JJA is not consistently reliable 111 delectingasbes1os in floor coverings and sinnfar non7jhahle organically bound maferials. No.Ashestos Detected or Trace results by 
Pl~,\,f I 98. 6 are considered mco11cl11s1ve, TFlv! rs currently the only method that cun he used lo determine {f materials can,he considered as non ashes/Os cm1/ai111ng in NY ,)'tare This report 
cannot be reproduced except in.fit!! withou/ the approval r!f"N.e.1po11se Labs, LLC This l'Li\4 report relates OI'vI,Yto the items tested Liahility is /1m1ted to the cost of analysis. 
ELAP PLiV lYfethod 198.1 for friable samples or 198.6/or NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratory Job Number: 854-435 

Sampled By: Bryan Cleary 

Collection Date: 12;22;2011 

Date Received: 12;23;2011 

Lab Custo111er 

Color 
D/o Non-Fibrous 

Matrix Material 
%of % of Acid Soluble % of I'otal % of 

Residue 

6284 ROSS-01 Homogeneous Grey 

Sanipled Material: Duct Caulk 

Sa1nple Location: Building 22A/On Duct 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: 

6285 

Ol;,:mpus Bl~-2-214 Turn Around Time: s,Day 

R055-02 Homogeneous Grey 

Sanipled Material: Duct Caulk 

Sample Location: Building 22A/On Duct 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 Turn Aro1111d Time: 5 Day 

6286 R056-01 Homogeneous Black 

Santpled Material: Flashing 

Sa111ple Location: Building 22A 

Analyzed By: Justin Ada1ns Method: NYS ELAP 198.6 

Microscope: Olympu~ BH~2-214, 'Turn Around Time: 5 _I?_~r_ __ 

27.8% 

44.7% 

9.3% 

6287 R056-02 Homogeneous Black 8.5 % 

Sa11zpled Material:. Flashing 

Saniple Location: Building 22A 

Analyzed By: Justin Adatns Method: NYS ELAP 198.6 

Microscope: ~lyrripus BFl-2-214 Turn Around Time: 5 D~y" 

6288 R057-01 Homogeneous Black 20.6% 

Sampled Material: Pitch 

Sample Location: Building 22A 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscop~: _9_1J~111Pus BH-2-214 Turn Around Time: 5 Day 

31.8 40.4 

Non-Asbestos Fibers 
None Detected 

A1'.alyzed Da~e: 

53.5 

12/27 /2011 

Non-Asbestos Fibers 
None I?etected 

Analyzed Date: 1~/27 (2011 

1.9 

82.1 2.2 

Non-Asbestos Fibers 
5.6% Fiber Glass 

A1,ialyzed Date: 12/2? /?011 

84.5 1.6 

Non-Asbestos Fibers 
2.3 % Fiber Glass 

Analyzed J)ate: 12/27 /2011 

76.8 2.6 

Non-Asbestos Fibers 
None Detected 

Analy~_ed Date: 12_(27 /2011 

% 

% 

27.8 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detccte 

Client Requested TEM 

44.7 Inc. 
Asbestos Types: 

Inconclusive-No Asbestos Detecte 

Client Requested TEivl 

15.7 0.75% 

% Asbestos Types: 
0.75% Chrysotile 

% 
3.1 % 

% 

13.9 3.1% 

Asbestos Types: 
Chrysotile 

20.6 Inc. 
Asbestos Types: 

Inconclusive-No Asbestos Detecte 

Client Requested TEM 

Definitons of Abbreviations: lVOB: l\'on-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Aiicroscope. 
Inc.: Inconclusive, NAD: No Asbestos Detected, NA/PS: 1\fo1 Analyzed Positive Stop, lVA; /1/at Analyzed 

Disclaimer: PIA! is not cons1.1tenlly reliable in detecfing asbestos in floor covering1· llnd similar non:f'riab!e organically bound mmerials. No Asbes/0.1· ])elected or 7i·ace results by 
PL!yf 198.6 are considered mcundusive, Tlilvf is currently the only method that can be used to determme !{materials can he considered as non asbestos containing m NY State. This reporl 
cannot be reproduced except m_fiill without the approval 1!f"Response Lahs, JJC. This f'f,A1 report relates ONLYw the items tested. Liabilily 1s limited to the cost o(analysis. 
ELAP PLif ,11etltod 198.Ifor friable samples or 198.6for A'OB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvill Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratory Job Number: 854 435 

Sampled By: Bryan Cleary 

Collection Date: 12;22;2011 

Date Received: 12/23/2011 

Lab Customer o/o Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

6289 R057-02 Homogeneous 

Sa1npled Material: Pitch 

Sa1nple Location:. Building 22A 

Black 

Analyzed By: Justin Adams Method: l'\TYS ELAP 198.6 

Microscope: o.~ympus B~-~-214 Tun1 Around Ti.Jue: 5 Day 

6290 R058-01 liomogeneous Grey 

Sanzpled Material: Concrete Deck 

Sa111ple Location: Building 22A 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Oly.mp.us B!--1-2-214 T11r11 Around Time: 5 Day 

6291 R058-02 Homogeneous 

Santpled Matetial: Concrete Deck 

Sample Location: Buildin.g 22A. 

Grey 

Analyzed By: 

.Microscope: 

6292 

Adam C. Tucker Method: T\TYS ELAP 198.1 

o,lympus BH-2-214 Turn Around Time: 5 J?~.Y. 

R059-01 Homogeneous Black 

Sa1npled Material: Parapit Flashing 

Santple Location: Building 22B/On Parapit 

2.1% 

100% 

100% 

Analyzed By: 

Microsc,~pe: 

Method: Prep (Not Analyzed) 

Tun1 Around Time: ~-r-~E. 

6293 R059-02 Homogeneous 

Sanzpled Matcrial: Parapit Flashing 

Sa111ple Location: Building 22B/On Parapit 

Black 

Analyzed By: Justin Adan1S Metlwd: NYS ELAP 198.6 

Microscope: Olympus BH-2-21~ Turn Around Time: 5 Dar ... 

5.0% 

96.4 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/27/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed IJat.e: 12/30/2011 

Non-Asbestos Fibers 
None Detected 

12/30/2011 

1.6 

Analyzed Date: 

99.1 0.6 

Non-Asbestos Fibers 

,4,na~y:ed Date: 
85.2 9.8 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: ~-~/28/.~011 

% 

% 

% 

% 

% 

2.1 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detecte 

Client Requested TEM 

NAD 

Asbestos Types: 
No Asbestos I)etected 

NAD 

Asbestos Types: 
No Asbestos Detected 

0.3 NAD 

Asbestos Types: 
Sample Negative By VVeight 

5.0 Inc. 
Asbestos Types: 

Inconclusive-No Asbestos Detecte 

Client Requested TEM 

Definitons ofAbbreviatio11s: NOB: lv'on-Organically Bound, Trace: Asbestos lJetected at 1% or Less, TEM: Transmission Electron ,\1icroscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected_. NA/PS: Not Analyzed Positive Stop, NA: ;vat Analyzed 

Disclaimer: PLA1 i.1 not cons1ste111~v refiable in detecting asbes/os in floor coverings and similar nonjnable orgamcaf!y bound materials. No Asbestos Detected or Trace results by 
PL"vf 198.6 are considered mconclus1ve, TEl\!f 1s currently the only method that can be used w determine 1l111ateria/s can be considered as non ashes/Os containing in /liY Sia/e Thi:~ repon 
cannot be reproduced except tn.fidl without the approval of Response Labs, LLC This PLAJ report ref ates ONLY to the Items tested Lwb1/ity is limited to the cost of analysis. 
l'.LAP PLllf Method 198.1 for friable samples or 198.6for ,l\108 Samples. 

Comments: 



Response Labs, LLC 
12 Colvin Avenue, Albany NY 12206 

Plwne (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratory Job Number: 854 435 

Sampled By: Bryan Cleary 

Collection Date: 12/22;2011 

Date Received: 12/23/2011 

Lab Customer O/o Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

6294 R060-01 Ho1nogeneous Black 

Sampled Material: Hot Mop 

Sa1nple Location: Building 22B 

Analyzed By: 

Nficroscope: 

M'ethod: Prep (Not Analyzed) 

Tun1 Around Time: Pn~p 

6295 R060-02 T-Iomogeneous Black 

Sampled Material: Hot Mop 

Saniple Location: Building 22B 

Analyzed By: 

Microsc?pe: 

Method: Prep (Not Analyzed) 

Tun1 Around Time: Prep 

6296 R061-01 Homogeneous 

Sa111pled Material: Concrete Deck 

Sa1nple Location: Building 22B 

Grey 

Analyzed By: Adam C. Tucker Method: l\.TYS ELAP 198.1 

Milro_5-c?Ee: O_~Y1llP?5 BH-2-214 Turn Around Time: 5 Day_ 

100% 

6297 R061-02 tfomogeneous Grey 100% 

Sarnpled Material: Concrete Deck 

San1ple Location: Building 228 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

_ Microscope: Olympus BI-I-2-~14 Turn Around Time: 5 _'.?_~Y 

6298 R062-01 Homogeneous \.tv'hite 100% 

Sa1npled Material: Concrete Deck 

Santple Location: Building 65 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Mio·osc?pC.: O~Y?~:pus Bl-I-2-214 T11r11 Around Ti1~1e: 5 D~y ___ 

99.1 

No11-AsbestOs Fibers 

Ana.ly~ed ,Date: 

98.4 

Non-Asbestos Fibers 

Analyzed Date: 

Non-Asbestos Fibers 
None Detected 

A1:a!yz.e~~- Date: 1~/ 3q( 2011 

Non-Asbestos Fibers 
None Detected 

Ana~!!zed Date: 1_2-/_~q/2011 

Non-Asbestos Fibers 
Trace Cellulose 

A11a_Iy:_e1! Date: 12/_3q(2011 

OA 

1.0 

0.5 NAD 

% Asbestos Types: 
Sample Negative By Weight 

0.6 NAD 
% Asbestos Types: 

Sample Negative By Weight 

NAD 
% Asbestos Types: 

No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons of Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or less, TEM:Transmission Electron lvficruscope. 
Inc.: Inconclusive. NAD: No Asbestos Detected, .NA/PS: Not Analyzed Positive Stop, /\1A: 1Vot Analyzed 

Disclaimer: PLA-1 is no/ consistently reliable in de/ecling asbestos in floor coverings and similar non:fi'iable organically bound materials. }./o Asbe.1·1os {)e1ec1ed or Trace results hy 
f>LA1 198.6 are considered inconclusive, 7EA1 is currently rhe only method thal can be used lo determine if mali!nals am be considered us non ashesto-1 con/ammg in NY Slate. Th ts report 
cannol he reproduced except infu!f wirho111 the approval o/Response Labs, LLC. This 1'1J,,1 report rda/es ONLY IO !he 1/ems tested Ltahilily is limited to the cosr of analysis 
ELAP PL+! 11fetlwd 198.J for friable samples or 198.6for NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratory Job Number: 854 435 

Sampled By: Bryan Cleary 

Collection Date: 1212212011 

Date Received: 12/23/2011 

Lab Customer 'Yo Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

6299 R062-02 Homogeneous 

Sampled Material: Concrete Deck 

Saniple Location: Building 65 

\Nhite 

Analyzed By: Ada1n C. Tucker Method: NYS ELAP 198.1 

Micros~ope:_ 0~)'.~lJJ~S BH-2-214 Tun1 Around Ti111e: 5 Day, 

6300 R063-01 I-Iomogeneous Black 

Sa111pled Material: Vapor Barrier 

Sample Location: Building 65 

99% 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Turn Arou11d Time: Prep 

6301 R063-02 Homogeneous 

Sanzpled M'aterial: Vapor Barrier 

Sanzple Location: Building 65 

Black 

Analyzed By: Justin Adan1s Method: NYS ELAP 198.6 

Micros,c_op~: 017~mp~_s ~H-2-214 Turn Around Thne: 5 Day 

6302 R064-01 Homogeneous Black 

Santpled Material: Penetration Tar 

Sa11tple Location: Building 65 

Analyzed By: Justin Adan1s Method: NYS ELAP 198.6 

Micr?~c?~: __ '?_lY,?:'_J?,~S BH-2-214 Turn Around Time: 5 D~}'. 

6303 R064-02 li:omogeneous Black 

Sampled Material: Peneu·ation Tar 

Santple Location: Building 65 

Analyzed By: 

Mi,c~~s,~of'.~: 

!0ethod: Prep (Not Analyzed) 

Turn Around Time: PJ:.~P 

3.1% 

5.3% 

Non-Asbestos Fibers 
1 % Cellulose 

~1~al~zed Date: 12/30/2011 

98.0 1.2 

Nau-Asbestos Fibers 

Analyzed Date: 

95.1 

Non-Asbestos Fibers 
None Detected 

Analy~ed Date: 12/28/2011 

1.7 

81.0 10.6 

Non-Asbestos Fibers 
None Detected 

An~!yzed Date: 

74.2 

12/28/2011 

14.7 

Non-Asbestos Fibers 

Analy~ed Date: 

NAD 

% Asbestos Types: 
N-o Asbestos I)etected 

0.8 NAD 
% Asbestos J'yp_es: 

% 

Sample Negative By Weight 

3.1 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detecte 

CJient Requested TEM 

8.3 3.0% 

% Asbestos Types: 
3.0% Chrysotile 

11.1 NNPS 
% Asbestos Types: 

Not Analyzed Positive Stop 

Definitons of Abbreviations: 1'/0B: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM:Transmission Electron lilicroscope. 
Inc.: Inconclusive, NAD: lv'o Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PJ.J,f is not consistently reliable in detecting asbestos in floor coverings and similar non:friab!e 01ganica!!y bound malerial.1·_ No Asbestos netecled or Trace results hy 
P!Jvf 198-6 are considered mcondus1ve, ThiH is currnuly the only method that can be used to determine !f materials can be cons1der1td as non asbestos containing m ll'Y State n1is report 
cannot be reproduced e.xcepl infi1!! wi1ho111 the approval ofRe.1ponse Labs, LLC Thh l'LA1 report relates ONLY to the ilems tested Liahi!ny is limited to the cost of a11a{vsis 
ELAP PLM J'dethod 198.1 for friable samples or 198.6/or NOB Samples. 

Comments: 



Response Labs, LLC. 
12 ColvinAveime, Albany NY 12206 

Plzone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratory Job Number: 854 435 

Sampled By: Bryan Cleary 

Collection Date: 1212212011 

Date Received: 12/23/2011 

Lab Customer 010 Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

6304 R065-0l Homogeneous Black 22.9% 

Sarnpled Material: Duct Tar 

Saniple Location: Building 65 

Analyzed By: Justin Adanls Method: l\TYS ELAP 198.6 

Microsc?E~:, Olyn,i-p':1-s BH-2-214 Turn Around Time: 5 Day 

6305 R065-02 I-fomogeneous Black 

Santpled Material: Duct Tar 

Saniple Location: Building 65 

Analyzed By: Method: Prep (Not Analyzed) 

Tunz Around Time: Prep Microscope: 

6306 R066-01 Homogeneous Brov.'Tl 

Sa11tpled Material: Fiber Board 

Santple Location: Building 25 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Oly~pus BH-2-214 Turn Around Time: 5 Day 

6307 R066-02 Homogeneous Brov.'11 

Sanzpled Material: Fiber Board 

Sa111ple Location: Building 25 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Olympus BfI-2-214 Turn Arouud Time: 5 D'.::r. 

1% 

1% 

6308 R067-01 Homogeneous Black 1.5% 

Sanzpled Material: Built-Up 

Sa111ple Location: Building 25 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

_ M~croscop~: Oly~pus BH-2-214 T11r_11 Around Time: ~-Day, 

55.8 6.1 

Non-Asbestos Fibers 
None Deh:.'Cted 

Analyzed Date: 

52.9 
12/28/2011 

6.1 

Nau-Asbestos Fibers 

Analyzed Date: 

Non-Asbestps Fibers 
99% Cellulose 

Annlyzed Date: 12/30/2011 

Non-Asbestos Fibers 
99% Cellulose 

Ana_l!f.zed Date: 1~/3~(2011 

98.2 0.3 

Non-Asbestos Fibers 
<0.25% Cellulose 

Analyzed Date: 12/28/2011 _ 

% 
15.2% 

38.1 15.2% 

Asbestos Types: 
Chr_ysotile 

41.0 NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

1.5 <0.25% 

% Asbestos Types: 
<0.25% Chrysotile 

Client Requested TEM 

Definitons of Abbreviations: NOB: iVon-Organically Boun<f. Trace: Asbestos Detected at 1% or Less, TEA1: l'ransmiss1on Electron A1icroscope. 
Inc.: inconclusive, NAD: 1Vo Asbestos Detected, /\WPS: iVot Analyzed Positive Stop, NA: 1\/ot Analyzed 

Disclaimer: PLli.1 is not r.:ons1s/entfv reliable in detecting asbestos in floor cove rm gs and similar non-ji·iabfe orgaruca!ly bound malenafs_ No Asbestos Detected or Trace results by 
Pl.i'vf 198.6 are considered inconcl11s1ve. l"EH is currenlly the only method that can he used IO determine 1[ materials can be considered as non asbestos contmmng m NY Slole_ lJ1is repon 
cannot be reproduced except in full withou1 the approval of Re.1ponse Labs, LLC Jliis PL!vf report relates (),\'LY to the nems tested. Lwh1hty 1s f11111ted to the cost of a11alys1s 
EIAP PL!'.f 1\fetlwd 198.J for friable samples or 198.6/or NOB Sample:,: 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Moha\.vk St, Canajoharie NY 

Sampling Area: Roofs 

Lab Customer O/o Non-Fibrous 

Laboratory ]ob Number: 854-435 

Sampled By: Bryan Cleary 

Collection Date: 12;22;2011 

Date Received: 12;23;2011 

% of % of Acid Soluble 
Matrix Material 

%of 
Residue 

Total% of 
Asbestos 

6309 R067-02 Homogeneous Black 17.0% 

Sampled Material: Built-Up 

Santple Location: Building 25 

Analyzed By: 
A1icroscope'. 

6310 

Justin Ada1ns Method: NYS ELAP 198.6 

Oly~pus BH-2-214 Turn Around Time: 5 I?_a,y __ 

R068-01 Homogeneous Black 

Sa111pled Material: Metal Seain Caulk 

Santple Location: Building 25 

Analyzed By: Juslin Adams Metlwd: NYS ELAP 198.6 

Microscope: Oly1npus BH-2-214 Turn Around Thne: 5 Day 

14.5% 

6311 R068-02 Hon1ogeneous Black 11.9% 

Sa111pled Material: 1-ietal Sean1 Caulk 

Saniple Location: Building 25 

Analyzed By: Justin Adan1s Method: NYS ELAP 198.6 

Mi~roscope: C?lympus BH-2-214 Turn Around Tinte: 5 D~:y-

6312 R069-01 Homogeneous Brown 1% 

Sampled Material: Fiber Board 

Saniple Location: Building 21A 

Analyzed By: Adam C. Tucker Method; NYS ELAP 198.1 

Microsc:~p7: Olyn~pus BH-2-214 Turn Around Time: 5 Day 

6313 R069-02 f-{omogeneous Brown 1% 

Sanipled Material: Fiber Boa.rd 

Sanzple Location: Building 21A 

Analyzed By: Adan1 C. Tucker A1ethod: NYS ELAP 198.1 

Microscop~: .5~1_}'.mpus BH-2-214 Turn Around Time: 5 Day 

78.8 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/28/2011 

4.1 

81.8 3.7 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/28/2011 

83.1 5.0 

N'on-Asbestos Fibers 
None Detected 

Analy_zed Date:. 12/~/?0~~ 

Non-Asbestos Fibers 
99% Cellulose 

An:ilyzed Dal'e: 12/30/2011 

Non-.Asbestos Fibers 
99% Cellulose 

An~Iyzed Dale: 12/~0/2011 

% 

% 

% 

% 

% 

17.0 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Det(:.'Cte 

Client Requested TEM 

14.5 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Delecte 

Client Requested TEM 

11.9 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detecte 

Client Requested TEM 

NAD 

Asbestos Types: 
No Asbestos Detected 

NAD 

Asbestos Types: 
No ;\sbestos Detected 

Definitons of Abbreviations: NOB: lv'on-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope. 
Inc.: Inconclusive. NAD: .No Asbestos Detected. NA/PS: Not Analyzed Positive Stop. NA: JVot Analyzed 

Disclaimer: PUvt 1.1 not consistently reliable in detectin:;; asbestos in floor covermg.1· and similar non:friab!e organica!!y bound mmeriafs_ No Asbestos f)ctecled or Trace results by 
f'l.Jd 198.6 are considered inconclusive, TEA11s currently the only method thar can he used to de1ennme 1fmaleriafs can be considered as non ashesto.s containing 111 NY State. This repon 
cannot be reproduced excepr mfitl{ withoul lhe approval r?fRespon.~e J.abs, [,/,(' This l'LA1 report ref ales (}}v'LY 10 1he 11ems rested Lwbifily is linuled to the cos/ l?f analysis. 
EL4P PLAf 1Hethod 198.lforfriuble samples or 198.6f0t l'iOB Samples. 

Comments: 



Response Labs, LLC 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

PLM 
Project Name: Beech-Nut 

Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratory Job Number: 854 435 

Sampled By: B>yan Clea1y 

Collection Date: 12;22;2011 

Date Received: 12/23/2011 

Lab Customer % Non-Fibrous % % Soluble % of Total% of 
Matrix Material Residue 

6314 R070-01 Homogeneous Black 98.8 0.3 0.9 NAD 
Sanzpled Material: Built-Up Non-Asbestos Fibers % Asbestos Types: 

Saniple Location: Building 21A Sample Negative By Weight 

Analyzed By: Metlwd: Prep (Not Analyzed) 

~icros:_ope: Turn Around Time: Prep_ 

6315 R070-02 Ho1nogeneous 

Santpled Material: Built-Up 

Sanzple Location: Building 21A 

Black 

Analyzed By: 

Microscope: 

6316 

Justin Adams Method: NYS ELAP 198.6 

Olympus Blf-2-214 Turn Around 'Ihne: 5 Day 

R07l-01 Ho1nogeneous Grey 

Sa111pled Maten.al: Caulking 

Sanzple Locatio'fl: Building 21B/On Capstone 

Analyzed By: Justin Adan1s Method: NYS ELAP 198.6 

1Vlicroscope: <?Iympus BH-2-214 Tur11 Around Time: 5 J:)~y 

3.6% 

9.1 % 

6317 R071-02 Homogeneous Grey 15.1 % 

Sampled Material: Caulking 

Sa111ple Location: Building 218/0n Capstone 

Analyzed By: Justin Adan1S Method: NYS ELAP 198.6 

Microsc~p_e_'. Oly~P~,s BH-2-214 Turn Around Time:, 5 Day 

6318 R072-01 I---lo1nogeneous 

Sanzpled Material: Concrete Deck 

Sa1nple Location: Building 21C 

White 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Mi~Tosc~pe: Oly~pus BH-2-214 Turn Around Time: 5 Day 

100% 

A~1,~lyze_0 _f!ate: 
92.7 

Non-Asbestos Fibers 
2.0% Fiber Glass 

12/28/2011 

1.7 

Analyzed Date: 

39.2 51.7 

Non-Asbestos Fibers 
None Detected 

An_alyzed Date: 1~/28(2011 

35.4 49.5 

Non-Asbestos Fibers 
None Detected 

Ana_(Y7:_e.~ Date: 12/28(2_0_~-~ 

Non-Asbestos Fibers 
Trace Cellulose 

Ana_lY_~:'_d __ Date; ·1-~/?~{~~11 

% 

% 

% 

5.6 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detecte 

Client Requested TEM 

9.1 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detecte 

Client Requested TEi\1 

15.1 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detecte 

Client Requested TEM 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons o(Abbreviations: NOB: 1Von-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transm;ss1on Electron i\ficroscope, 
Inc.: Inconclusive, NAD: lVo Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PLA-1 is not consistently reliable in detecting asbestos injloor coverings andstmifar non:friabfe organically bound matena!s. No Asbestos Detected or Trace re.mils by 
PLi\1 198.6 are consuiered mcondusive. Th!'v! is currently the only method that can be used lo determme if materials can he considered as non ashes/os containing in 1VY State T/us report 
cannot be reproduced except infid/ without the approval of Re.1ponse /,abs, JJC. "U1is Fi}vf repon re/ales 0,VJ,r lo the items tested. Liability is limited to the cosr ofana~vsis. 
ELAP PL fief il/etflod 198.1 for friable samples ar 198. 6 for f.lOB Samples. 

Comments: 



Response Labs, LLC 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

PLM 
Project Name: Beech-Nut 

Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratory Job Number: 854-435 

Sampled By: Bryan Oeary 
Collection Date: 12;22;2011 

Date Received: 12/23/2011 

Lab Customer 010 Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

6319 R072-02 Hon1ogeneous VVhite 

Sanzpled Material: Concrete Deck 

San1ple Location: Building 21C 

Analyzed By: 

Microscope: 

6320 

Adam C. Tucker 

Olympus BH-2-214 

Method: l\JYS ELAP 198.1 

Turn Around Time: 5 Day 

R073-01 l{omogeneous Black 

100% 

Sa1npled Material: Hot Mop 

Sanzple Location: Building 21C 

Analyzed By: 

Microscopf': 

J\1etlwd: Prep (Not Analyzed) 

Turn Around Time: Prep 

6321 R073-02 Ho1nogeneous Black 

Sa1npled Material: Flot Mop 

Sa1nple Location: Building 21C 

A 11alyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Turn Around 'l'ime: Prep 

6322 R074-01 Hon1ogeneous Black 2.0% 

Sampled Material: Built-Up 

Sa111ple Location: Building 3A 

Analyzed By: Justin Adams Metlwd: NYS ELAP 198.6 

Microscope: 01Y!1:1:P"?-s 811-2-214 Tur~ Around Time: 5 D~y 
6323 R074-02 Hon1ogeneous Black 2.4 % 

Sampled Material: Built-Up 

Sanzple Location: Building 3A 

Annfyzed By: Justin Adams Method: NYS ELAP 198.6 

lVficrosc~pc: _O~r.mp_us BH-2-214 Turn Around Time:: __ s _p_aY,__ 

Non-Asbestos Fibers 
Trace Cellulose 

Analyzed Date: 

98.2 

12/30/2011 

Non-Asbestos Fibers 

1.6 

Analyzed Date: 

97.0 2.7 

Non-Asbestos Fibers 

Analyzed Date: 

94.7 3.3 

Non-Asbestos Fibers 
Trace Cellulose 

Analyzed Date: 12/~/2011 

95.4 2.2 

Non-Asbestos Fibers 
None Detected 

Anal:fz_ed Date: -~2.(28/?0ll 

NAD 

% Asbestos Types: 
No Asbestos Detected 

0.2 NAD 

% Asbestos Types: 
Sample Negative By Weight 

0.3 NAD 

% Asbestos Types: 
Sample Negative By Weight 

2.0 Inc. 

% Asbestos Types: 
Inconclusive-No Asbestos Detecte 

Client Requested TEM 

2.4 Inc. 

% Asbestos Types: 
Inconclusive-No Asbestos Detecle 

Client Requested TEM 

Definitons o(Abbreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transnussion Electron Aficroscope, 
Inc.: Inconclusive, 1VAD: JVo Asbestos L)etected, NA/PS: 1Vot Analyzed Positive Stop, NA: .Vat Analyzed 

Disclaimer: PT-1>-f 1s 11ot cons1stentfy reliable m detecrmgashestos m_floor coverings and stnular non-jftahle organically bound matenals. No Asbestos Detected or Trace resulls by 
PL\1198.6 are considered inconclusive, 'fb\J is currenfly the only method lhat can be used rode/ermine ifmmerials can be considered as 11011 asbestos contuinmg in NY State. This report 
cannot be reproduced except m jiiil wfthour the approval of Response Labs, lLC This PLH report relates ONLY ro the items tested Lwb1hty is limited to rhe cost of analysis 
ELAP PLJlJ 1i1etltod 198. l for friable samples or 198.6/or NOB Samples. 

Comments: ·rector, 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratory Jab Number: 854-435 

Sampled By: Bryan Cleary 

Collection Date: 12;22;2011 

Date Received: 12;23;2011 

Lab Custonier O/o Non-Fibrous Matrix Material % . % Soluble % of Total % of 
Residue 

6324 R075-01 f-Iomogeneous Brown 

Sanipled Material: Fiber Board 

Sample Location: Building 3A 

Analyzed By: Adam C. Tucker lvletlzod: NYS ELAP 198.1 

Microscope: 

6325 

OlY:n:P'.15 BH:2-214 Turn Around Time: 5 D~y 

R075-02 Homogeneous Brn\-vn 

Sanipled Material: Fiber Board 

Sa111ple Location: Building 3A 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Olyn1pus BH-2-214 Turn Around Ti111e: 5 Day 

6326 R076-01 I--fomogeneous Black 

Sa1npled Material: Tar Paper 

Sanzple Locatio1c Building 4B/On Slope 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 Turn Around "lime: 5 D~X 

6327 R076-02 Hoinogeneous Black 

Sa1npled Material: Tar Paper 

Sanzple Location: Building 4B/On Slope 

Analyzed By: Justin Adams A1etlwd: NYS ELAP 198.6 

Microscope: Olympus BJ-I-2-214 Turn Around Time: 5 D_":Z. 

1% 

1% 

1.5% 

2.8% 

6328 R077-0l Homogeneous Black 41.1 % 

Sanzpled Material: Shingles 

Sanzple Location: Building 4B/On Slope 

Analyzed By: Justin Ada1ns Method: NYS ELAP 198.6 

Microsc~pe: Oly~pus BH-2-214 T11::11 Around Time: 5 I:)~X 

Non~Asbestos Fibers 
99% Cellulose 

Analyzed lJate: 12/30/2011 

Non-Asbestos Fibers 
99% Cellulose 

Analyzed Date: 

98.5 

12/30/2011 

Non-Asbestos Fibers 
Trace Fiber Glass 

Analyzed Date: 12(28/2011 

0.0 

96.8 0.4 

Non-Asbestos Fibers 
Trace Fiber Glass 

A1_1~~-l!fze_d Date: 1_~{~?/2~_11 

56.0 2.9 

Non-Asbestos Fibers 
None Detected 

A~_ia_~Y_2-~d Date: 1~/_2~/_2011 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No I\sbestos Detected 

1.5 Inc. 

% Asbestos Types: 

% 

% 

Inconclusive-No Asbestos Detecte 

Client Requested TEM 

2.8 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detecte 

Client Requested TEM 

41.1 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detecte 

Client Requested TEM 

Deflnito11s of Abbreviations: AlOB: /Von-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron J1icroscope. 
Inc.: Inconclusive, NAD: No Asbestos Detected, N .. 4/PS: ;vat Ana(y:.:ed Positive Stop, NA: Not Analyzed 

Disclaimer: PU1is1101 consiste/Jlly relwble in detecting asbestos in.floor coverings and simi/arnon~friabfe organicatly hound materials. No Asbestos Delected or 1/·ace results by 
PLAJ 19R.6 ure considered inconclusive, TL?vf is currently the only method that can he used ro determine 1(111atenal.1· can be considered us non ashes/0.1· conlaining in .i\'Y State "fhls report 
ca111101 be reproduced except infilf! without !he approva{ of Response Labs, LLC lhis PLA1 report relates ()SLY to the items tested. liabifily is limiled 10 the co.11 (~(analysis 
ELAP PL1lf llfethod 198.J for friable samples or 198.6/or lVOB Sample~: 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

PLM 
Project Name: Beech-Nut 

Mohawk St, Canajoharie NY 

Sampling Area: Roofs 

Laboratory fob Number: 854 435 

Sampled By: Bryan Cleary 

Collection Date: 1212212011 

Date Received: 12/23/2011 

Lab Customer o/o Non-Fibrous 
Matrix Material 

%of 

6329 R077-02 Jfon1ogeneous Black 

Sa1npled Material: Shingles 

Sa1nple Location: Building 4B/On Slope 

Analyzed By: Justin Adains 

Microscope: Olympus BI-I-2-214 

Method: NYS ELAP 198.6 

T11r11 Arou11d Time: 5 Day 

6330 R078-0l lion1ogeneous Black 

34.4% 

Sampled Material: Built-Up 

Sanzple Location: Building 4B 

Analyzed By: i\1e111od: Prep (Not Analyzed) 

/'v1icroscope: Turn Around Time: Prep 

60.2 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 12/28/2011 

98.7 

Non-Asbestos Fibers 

Analyzed L)ate: 

5.4 

0.6 

6331 R078-02 Ho1nogeneous Black 98.5 0.9 

Sampled Material: Built-Up 

Sa1nple Location: Building 48 

Analyzed By: Metlzod: Prep (Not Analyzed) 

Microscope: T11n1 Around Time: Prep 

6332 R079-01 Hon1ogeneous Grey 

Sa111pled Material: Concrete Deck 

Sa1nple Location: Building 4B 

Analyzed By: Adam C. Tucker Method: NYS EL.AP 198.1 

lvlicrosc~p:_:, _<?!X1?1P_~s BH-2-214 'Furn Around Time: 5 !Jay 

100% 

6333 R079-02 Homogeneous Grey 100% 

Sa1npled Material: Concrete Deck 

Sa111ple Location: Building 4B 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Oly_1_npus BH-2-214 Turn Around Tl111e: 5_[:>'1-t 

Non-Asbestos Fibers 

Ana_Iyzed Date: 

Non-Asbestos Fibers 
None Detected 

~nalyzed Date: -~--2(3~/~~11 

Non-Asbestos Fibers 
None Detected 

A'.1_~~!!~~4_Date: 12/30/2011 

% 

% 

% 

% 

Total% of 

34.4 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detecte 

Client Requested TEM 

0.7 NAD 
Asbestos Types: 

Sample Negative By VVeight 

0.7 NAD 
Asbestos Types: 

Sample Negative By Weight 

NAD 
Asbestos Types: 

No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons o(Abbreviations: A10B: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less. TEM: Transmission Electron Microscope, 
Inc.: inconclusive, NAD: iVo Asbestos Detected, NA/PS: 1Vot Analyzed Positive Stop, !VA: Not Analyzed 

Disclaimer: PLlvf 1s not co11s1stentfy relwble in detecting asbestos infloor covermgs and similar non:friohle organical!y bound materwls. No Asbestos Detected or Trace results by 
l'L/vf 198.6 are considered incondus1vc, Th~\4 is currently the onl_v me/hod that can be used to determine /fmateria/.1· can be considered as non asbestos comaining in NY Staie. 1/1is repon 
cannot be reproduced except infill/ without 1he approval of Response Labs, Lf,C. This Pf}v( l'eport relares ();VLYto the items tested T,iabdity 1s f11111ted to the cost of analysis. 
EL•lP Plld 1ifetlwd 198.1 for friable samples or 198.6/or !\-'OB Samples. 

Comments: 



AmeriSci Job#: 211124461 

Client Name: Response labs, llC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

Beech - Nut; Mohawk St, Canajoharie, NY 

AmorriSt:i HG 
Sample# C"e-nt Sa&npte# Aro• 

Ul R046-6206·01 

L-Ocation: Seam Caulk, Bkfg 3.7 1011Duct/40.2% 

02 R046-6267-02 

location: SeamCaul.k, Bldg 37 /0n Duct/ 41.1% 

03 R047-!i26E-01 

Location: Buitt-Up, Bldg 386 / 13.2% 

04 R(M7-!i269'02 

LocaUon; Bullt-Up, Bldg 368 I 37.6% 

05 R000-<;274-01 

location: Vap-or Barrier, Bftig. 47 / 49-.9-% 

ll6 R050-6275-U2 
Locab: Vapor Banier. Bfdg: 4'/ 149% 

fJ7 Rl153-;;200-01 

l<J<'illioo: B\Jiij-IJp, Bl<fg 1!1122% 

00 R053-628Hl2. 

locatioo: Buil!-IJp, Bf<!lJ 1912.9% 

09 R054-6282--01 

Location: Perlmete; Caoll<, Bf<fg 1919.4% 

10 Rll54-6283-02 

location: Perimeter Caulk, Btdg 19 J -8. S.% 

l1 RQ5S.62ll4-01 

location: Duct Caulk, Bldg 22A l On Duct I 21.8°A. 

12 RQSS-6285-02 

location: Duct C.aulk, Bldg 22A I on Dud 144.7% 

13 Rtl-57-6288-01 

Location: Piicl-1. Bklg 22'.A 120.6% 

14 R057·6209-02 

Locollon: Pilch, Bkfg 22.AI 2.1% 

15 ROO!l-6293-02 

loo!lim: Parapil Flashing, Bldg 22B I P""'pil 15.0% 

See Reporting notes on rast page 

Sampl-e Heat Acid Jnsolubte 
Weight Sens!Uv-& Solub!e Non-Asbestos 
(gtam} Organic ~k h'.lorganic % fnorganic "/~ 

Page 1 of3 

"" Asbestos %, by 
TEM 

NAD 

NAD 

NAD 

NAO 

NAD 

NAO 

NAD 

NA[I 

~ 
r;J 
H 
Ul 
0 
H 



AmeriSci Job#: 211124461 

Clienl Name: Response labs, llC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

Beech - Nu!; Mohawk St, Caoaioharie, NY 

Amer/Sci 
Sample# 

·11; ll06~6301·02 

lotafion: Va.P-O Barrier. Bfrlg: 65 I 3. '% 
17 R067-6308·0 I 

locaOOn: Built*Up, Br<fg 2511.50-k 

18 RD67·6309-02 
location: lluill-Up, Bldg 251 17.<J''h 

19 ROOll-6311l-01 

HG 
Atl!l>a 

lot:tltfCJn: Metaf Seam Caulk, Bldg 25 / 14.5% 

20 R!J68'.6311-02 

location: Metal Seam Caulk, l3Jd{j 25111.9% 

21 RW0-6315-02 

W<ation: BuiJ<-IJ)>. Btdy 21A 15.6% 

l!x.ation: Caul.king,. '0ktg 218 I On Cap Stone I g_ l% 

23 R071-63t7-02 

location; 
24 

localioll: 
25 

Caulking, Bldg 21.fl I On Ca,p Stone I f5. 1% 

R074-1J322-0t 

llultt·Up, l!J<lg 31\ 12.0% 

R074-6323-02 
location: Bu-il't-Up, Bldg 3A J 2.4°k 

26 R076-6326-0t 

locatr.i1n: Tar Paper, Btdg 4BI Ora SfQpe/ 1.5% 

27 R076-6327-02 

Location: Ja-r Peper, BW-g.4BIOn Slope/ 2.6% 

28 11077-632&01 

locatfon: Shingtes, Bldg4BJO.nS!ope/4L~% 

29 ROn-tl:l2lHJ2 

location: Shingles, Bldg 43 J On Slope I 34. 4% 

See Reponing OOte3 en last page 

Sample 
WeiDhi 
fgram} 

Heat 
Sensitive 
Organlc "'..4 

Acid 
Soluble 

Inorganic% 

!Insoluble 
Non~Asbestos 

Jnorganic % 

Page2 of 3 

~ Asbestos % by 

TEM 

NAD 

ill.AD 

NAO 

NAO 

NAD 

NAO 

NAO 

NJ\!) 

NAO 

NAO 

NAO 



AmeriSci Jot.#: 211124461 

C~ent Name: Response labs, llC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ElAP 198.4 NOB Method 

Beech - Nut; Mohawk St, Canajoharie, NY 

AmerfSci 
sampr-e # Client Samplem 

HG 
Area 

Sample 
Welgilt 
(gram) 

Heat 
Sl':!'nsltive 
Organic% 

Analyzed b:y: MaJik. Pe:ysakilov_ ~e Analyzed 1J3J2012 

Acid 
Soluble 

Jnorgani<: o/ .. 

Insoluble 
Non-Asbestos 
Jnov.ganic. % 

Page 3 of 3 

1o.~ Asbestos % by 
TEM 

""'Quantitative A;na~sis (&ml/Full ; BLJ!k Asbestos A11alysis- Pll\it by EPA 600/l\.W-82-020 per 40 CFR or ElAP 198.1 fat New York irlabte samples 01 El.AP 196.6 to1 New York NOB samples·, TEM 
(SilmiJFuU) by EPA 600JR-93J116 {not C(lllefed by NVi.AP 13ull( accHXfitaHon} or EtAP 198.4-; for Nei.v Yoik samples; NAO"" no a.sbesto-s detected during a quanlitative aoalysis; NA.:: no! anafyzed~ T1ace "' 
<1 %; Qtiantitalton for tieglnnjng weights of <O. ~ g1otms shotird be considered as qualitative nnly: OuamanveA.n.alysls: Asbestos analvsis res.u11s. or "Presenl" or "NVA =No VP.sib!e .Asbestos'" reprase~ls 
resu!ls fOr Qualitative PLM o.rTEM Anafysis only (no aecredila•ion co•1tfHiaije avsi!abra from .;;my ragulatory agency for quafl@alive analyses); AIH.A. Lab# 102843, NVlAP Lab Code 200546-0, N'YSDOH 
clAP Lao 10#1l4lll). 

War.ning Note: PLM litt>ilatlon. only TEM w.m resa~ fibers -<0.25 mk:r{l('f'reters in diameter. TEM bulk a11at}'sis is replesentatlve- rQf the tine _grahled mah'!x m.at.eriat and may 11ot bt! representanve of 
non-unffurmfy dispersed <febri'& for whfeh PLM evarua1Wn is recommended (te. so!l:s and other heterogerious materials-}. 
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January 3, 2012 

Response Labs, LLC 
Attn: John Snyder 
12 Colvin Avenue 
Albany, NY 12206 

RE Response Labs, LLC 
Job Number 211124461 
f'.0. #Beech - Nut 

AmeriSci New Yori< 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 •FAX (212) 679-9392 

Beech - Nut; Mohawk St, Canajoharie, NY 

Dear John Snyder: 

Enclosed are the results of Asbestos Analysis - Bulk Protocol of the following Response Labs, LLC samples, received at 
ArneriSci on Thursday, December 29, 2011, for a 3 day turnaround: 

R046-6266-01, R046-6267-02, R047-6268-01, R047-6269-02, R050-6274-01, R050-6275-02, R053-6280-01, R053-6281-02, 
R054-6282-01, R054-6283-02, R055-6284-01, R055-6285-02, R057-6288-01, R057-6289-02, R059-6293-02, R063-6301-02, 
R067-6308-01, R067-6309-02, R068-6310-01, R068-6311-02, R0?0-6315-02, R071-6316-01, R071-6317-02, R074-6322-01, 
R074-6323-02, R076-6326-01, R076-6327-02, R0??-6328-01, R0??-6329-02 

The 29 samples, placed in Zip Lock Bag, were shipped to ArneriSci via Federal Express. Response Labs, LLC requested 
EL/,p TEM (only) analysis of these inert residue samples. 

The results of the analyses which were performed under ELAP 198.4 guidelines are presented in the Summary Table section o1 
this report. This report relates ONLY to the TEM analysis expressed as percent asbestos of inert material provided from matrix 
reduction. Matrix reduction for these samples as well as final residue weight calculations was performed by the client. The 
client is responsible for matrix reduction and PLM evaluation if required by E.LAP 198.6 and 198.4. This report must not be 
used to claim product endorsement or approval by NVLAP, ELAP or any other associated AmeriSci certifying agency. This 
report n1ust not be reproduced, except in full without the written approval of the laboratory. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

S)/1ce1·· r· / _ 
L f ! :'i (/1u 'A1;'~ 

~ [, 7 cl;\ ""' 

f1 
"'-.,._J 
Paul J. r\~ucha 

Laboratory Director 

Boston - Los Angeles. New York - Richmond 



AmeriSci Job#: 211124461 

Client Name: Response Labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

Beech - Nut; Mohawk St, Canajoharie, NY 

AmeriSci 
Sample# 

01 

Client Sample# 

R046-6266-01 

HG 
Area 

Location: Seam Caulk, Bldg 37 I On Duct I 40.20ft., 

02 R046-6267-02 

Locatlon: Seam Caulk, Bldg 37 J On Ouct/41.1!1/o 

03 R047-6268-01 

Location: Built-Up, Bldg 368 / 13.2o/o 

04 R04 7-6269-02 

Location: Built-Up, Bldg 368 I 37.6°/o 

05 R050-627 4-01 

Location: Vapor Barrier, Bldg 47 J 49.9% 

06 R050-6275-02 

Location: Vapor Barrier, Bldg 47 I 49°/o 

07 R053-6280-01 

Location: Suitt-Up, Bldg 19 / 2.2o/() 

08 R053-6281-02 

Location: Built-Up, Bldg 19 / 2.9°/a 

09 R054-6282-01 

Location: Perimeter Caulk, Bldg 19 / 9.4o/IJ 

10 R054-6283-02 

Location: Perimeter Caulk, Bldg 19 I 8.8°/o 

11 R055-6284-01 

Location: Duct Caulk, Bldg 22A J On Duct/ 27.8%) 

12 R055-6285-02 

Location: Duct Caulk, Bldg 22A I On Duct I 44.?o/IJ 

13 R057-6288-01 

Location: Pitch, Bldg 22A I 20.6o/o 

14 R057-6289-02 

Location: Pitch, Bldg 22A I 2.1 o/o 

15 R059-6293-02 

Location: Parapit Flashing, Bldg 228 I Parapit 15.0o/o 

See Reporting notes on last page 

Sample 
Weight 
{grain) 

Heat 
Sensitive 

Organic 0/o 

Acid 
Soluble 

Inorganic 0/o 

Insoluble 
Non-Asbestos 
Inorganic ~o 

Page 1 of 3 

"* Asbestos 0/o by 
TEM 

NAO 

NAO 

NAO 

NAO 

NAD 

NAO 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAO 

NAO 

NAD 



AmeriSci Job #: 211124461 

Client Name: Response Labs, LLC 

Table I 

Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 
Beech - Nut; Mohawk St, Canajoharie, NY 

AmeriSci HG 
Sample# Client Sample# Area 

16 R063-6301-02 

location: Vapo Barrier, Bldg 65 / 3.1 o/o 

'17 R067-6308-01 

Location: Built-Up, Bldg 25 I 1.5°/o 

18 R067-6309-02 

Location: Built-Up, Bldg 25 / 17.0°/o 

19 R068-6310-01 

Location: Metal Seam Caulk, Bldg 25114.5°/o 

20 R068-6311-02 

Location: Metal Seam Caulk, Bldg 25 / 11.9o/o 

21 R0?0-6315-02 

Location: Bum-Up, Bldg 2tA / 5.6% 

22 R071-6316-01 

Location: Caulking, Bldg 2tB I On Cap Stone I 9.1 %) 

23 R071-6317-02 

Location: Caulking, Bldg 218 I On Cap Stone I 15.1o/o 

24 R074-6322-01 

Location: Built-Up, Bldg 3A / 2.0% 

25 R07 4-6323-02 

Location: BuHt-Up, Bldg 3A / 2.4%1 

26 R076-6326-01 

Location: Tar Paper, Bldg 48 I On Slope/ 1.5°/o 

2l R076-6327-02 

Location: Tar Paper, Bldg 48 I On Slope I 2.8%1 

28 R077-6328-01 

Location: Shingles, Bldg 48 I On Slope I 41.1°/o 

29 R077-6329·02 

Location: Shingles, Bldg 48 I On Slope I 34.4°/o 

See Reporting notes on last page 

Sample 
Weight 
(gram) 

Heat 
Sensitive 
Organic 11/0 

Acid 
Soluble 

Inorganic o/o 

Insoluble 
Non-Asbestos 
Inorganic '% 

Page 2 of 3 

** Asbestos 0/o by 
TEM 

NAD 

NAD 

NAD 

NAD 

NAO 

NAO 

NAO 

NAD 

NAO 

NAO 

NAO 

NAO 

NAO 

NAD 



AmeriSci Job#: 211124461 

Client Name: Response Labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

Beech - Nut; Mohawk St, Canajoharie. NY 

AmeriSci 
Sample# Client Sample# 

HG 
Area 

Sample 
Weight 
(gram) 

/' ,,,,,. 
-· ,_../""~ ~ _ _.~~::::;::? 

Heat 

Sensitive 
Organic "lo 

/;.~/ ~' """""" - ~·-~ --~ 
Analyzed by: Marik Peysakhov _,~·--r-~"'~0~---~1':-· ----- ; Date Analyzed 1/3/2012 

Acid 
Soluble 

Inorganic 1% 

Insoluble 
Non-Asbestos 
Inorganic %, 

Page 3 of 3 

** Asbestos o/u by 

TEM 

*·kouantitative Analysis {Semi/Full); Bulk Asbestos Analysis - PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAO= no asbestos detected during a quantitative analysis; NA= not analyzed; Trace= 
<1 %; Quantitation for beginnlng weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of ''Present" or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM limitation, only TE~will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non-uniformly dispersed debri~r w1l¢fl·P.LM evaluation is recommended (i.e. soils and other heterogenous materials). 
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AMER1Sc1 

November 18, 2011 

Ambient Environmental, Inc. 
Attn: Joella Viscusi 
12 Colvin Avenue 
Albany, NY 12206 

RE'. Ambient Environmental, Inc. 
Job Number 211113240 
PO #111110AA 

AmeriSci New York 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 •FAX: (212) 679-9392 

11111 OAA; Beech-Nut; Beech-Nut; Mohawk ; Canajoharie, NY; Beech-Nut 

Dear Joella Viscusi: 

Enclosed are the results of Asbestos Analysis - Bulk Protocol of the following Ambient Environmental, Inc. samples, received at 
AmeriSci on Thursday, November 17, 2011, for a rush turnaround: 

001-01, 001-02, 002-01, 002-02, 003-01, 003-02, 003-03, 003-04, 003-05, 003-06, 003-07, 003-08, 003-09, 004-01, 004-02, 
004-03, 004-04, 004-05, 005-01, 005-02 

The 20 samples, placed in Zip Lock Bag, were shipped to AmeriSci via UPS. Ambient Environmental, Inc. requested ELAP 
PLMrTEM analysis of these samples. 

The results of the analyses which were performed following ELAP Protocols 198.1 PLM Friable and/or 198.6 for PLM NOB. 
ELAP Protocol 198.4 TEM NOB guidelines are presented within the Summary Table of this report. The presence of matrix 
reduction data in the Summary Table normally indicates an NOB sample. For NOB samples the individual matrix reduction, 
combined PLM and TEM analysis results are listed in the Summary Bulk Asbestos Analysis Results in Table I. Complete PLM 
results for individual samples are presented in the PLM Bulk Asbestos Report. This combined report relates ONLY to sample 
analysis expressed as percent composition by weight and percent asbestos. This report must not be used to claim product 
endorsement or approval by these laboratories, NVLAP, ELAP or any other associated agency. This report must not be 
reproduced, except in full without the written approval of the laboratory. This report may contain specific data not covered by 
NVLAP or ELAP accreditations respectively, if so identified in relevant footnotes. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Sincerely, 

/) If, 1"' 

\J1le.~----
\\ I .. ~ 

P'a!ll J. Mucha 

Laboratory Director 

Boston - Los Angeles - New York - Richmond 



AMER1Sc1 

AmeriSci New York 
117 EAST 30TH ST. 

NEW YORK, NY 10016 
TEL: (212) 679-8600 ·FAX: (212) 679-3114 

PlM Bulk Asbestos Report 
Ambient Environmental, Inc. 
Attn: Joella Viscusi 

Date Received 
Date Examined 
ELAP# 

11/17/11 
11117111 
11480 

AmeriSci Job # 
P.O.# 

211113240 

12 Colvin Avenue Page 1 of 4 
RE: 11111 OAA; Beech-Nut; 

NY; Beech-Nut 
Beech-Nut ; Mohawk ; Canajoharie, 

Albany, NY 12206 

Client No. I HGA lab No. Asbestos Present 

001-01 
001 

211113240-01 
Location: Mastic On Cork I On Pipes 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

001-02 
001 

Other Material: Non-fibrous 0.3 % 

211113240-02 
Location: Mastic On Cork I On Pipes 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 0.2 % 

211113240-03 

No 

No 

No 002-01 

002 Location: Ceiling Cork Adhesive I Ceiling Cork "Mastic Is Inseparable From Ceiling 
Material, Composite Analysis Result" 

Analyst Description: Brown, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 1.9 % 

211113240-04 No 002-02 

002 Location: Ceiling Cork Adhesive I Ceiling Cork "Mastic Is Inseparable From Ceiling 
Material, Composite Analysis Result" 

Analyst Description: Brown, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 39.3 % 

211113240-05 No 003-01 

003 Location: Sealer On Concrete I On Pillars "Physically Inseparable Layers In Sample -
Sample Composited For Analysis" 

Analyst Description: Yellow/White, Heterogeneous, Non-Fibrous. Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 57 % 

See Reporting notes on last page 

Total% Asbestos 

NAO 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/17/11 

NAO 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/17/11 

NAO 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11117111 

NAO 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on11117111 

NAO 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on11117/11 



AmeriSci Job #: 211113240 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Beech-Nut ; Mohawk ; Canajoharie, 

NY; Beech-Nut 

Client No. I HGA Lab No. Asbestos Present 

003-02 211113240-06 No 
003 Location: Sealer On Concrete I On Pillars "Physically Inseparable Layers In Sample -

Sample Composited For Analysis" 

Analyst Description: Grey/White, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 30.9 % 

211113240-07 No 003-03 
003 Location: Sealer On Concrete I On Pillars "Physically Inseparable Layers In Sample -

Sample Composited For Analysis" 

Analyst Description: GreytWhite, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 35.4 % 

211113240-08 No 003-04 
003 Location: Sealer On Concrete I On Pillars "Physically Inseparable Layers In Sample -

Sample Composited For Analysis" 

Analyst Description: Grey/White, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 40.7 % 

211113240-09 No 003-05 
003 Location: Sealer On Concrete I On Pillars "Physically Inseparable Layers In Sample -

Sample Composited For Analysis" 

Analyst Description: Grey/White, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 35.4 % 

211113240-10 No 003-06 
003 Location: Sealer On Concrete I On Pillars "Physically Inseparable Layers In Sample -

Sample Composited For Analysis" 

Analyst Description: Yellow/White, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 61.6 % 

211113240-11 No 003-07 

003 Location: Sealer On Concrete I On Pillars "Physically Inseparable Layers In Sample -
Sample Composited For Analysis" 

Analyst Description: Grey/White, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 30.9 % 

See Reporting notes on last page 

Page 2 of 4 

Total % Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/17/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/17/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/17/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/17/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/17/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/17/11 



AmeriSci Job#: 211113240 

Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Beech-Nut ; Mohawk ; Canajoharie, 

NY; Beech-Nut 

Client No. I HGA Lab No. Asbestos Present 

003-08 211113240-12 No 
003 Location: Sealer On Concrete I On Pillars "Physically Inseparable Layers In Sample -

Sample Composited For Analysis" 

Analyst Description: Grey/White, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 40 % 

211113240-13 No 003-09 
003 Location: Sealer On Concrete I On Pillars "Physically Inseparable Layers In Sample -

Sample Composited For Analysis" 

Analyst Description: Grey/White, Heterogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

004-01 
004 

Other Material: Non-fibrous 34.4 % 

211113240-14 
Location: Mastic I Green 9 x 9 LS 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

004-02 

004 

Other Material: Non-fibrous 3.2 % 

211113240-15 
Location: Mastic I Green 9 x 9 LS 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

004-03 
004 

Other Material: Non-fibrous 7.8 % 

211113240-16 
Location: Mastic I Green 9 x 9 LS 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

004-04 
004 

Other Material: Non-fibrous 44.8 % 

211113240-17 
Location: Mastic I Green 9 x 9 LS 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

Other Material: Non-fibrous 40.6 % 

See Reporting notes on last page 

No 

No 

No 

No 

Page 3 of 4 

Total % Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/17/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/17/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/17/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/17/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/17/11 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11/17/11 



AmeriSci Job#: 211113240 Page4 of4 
Client Name: Ambient Environmental, Inc. 

PLM Bulk Asbestos Report 
11111 OAA; Beech-Nut; Beech-Nut : Mohawk : Canajoharie, 

NY: Beech-Nut 

Client No. I HGA Lab No. Asbestos Present 

004-05 211113240-18 
004 Location: Mastic I Green 9 x 9 LS 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: 

005-01 

005 

Other Material: Non-fibrous 35.6 % 

211113240-19 
Location: Mastic I Tan & Black 9 x 9 LS 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

005-02 

005 

Other Material: Non-fibrous 27.3 % 

211113240-20 
Location: Mastic IT an & Black 9 x 9 LS 

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material 
Asbestos Types: Chrysotile <0.25 % pc 

Other Material: Non-fibrous 29.3 % 

Reporting Notes: c,:! rll. j/J. _ ;1 j If, ,,,, 

No 

Yes 

Yes 

Total% Asbestos 

NAD 
(by NYS ELAP 198.6) 
by Ella Babayeva 
on 11117111 

Trace (<0.25 % pc) 
(ELAP 198.6; 400pc) 
by Ella Babayeva 
on 11/17/11 

Trace (<0.25 % pc) 
(ELAP 198.6; 400pc) 
by Ella Babayeva 
on 11/17111 

Analyzed by: Ella Babayeva ~-~){;;ti /:/{f!i ~ ~ 
*NAD/NSD =no asbestos detected; NA =not c(nalyzed; f'JP5f5%r=rto'f analyzed/positive stop; PLM Bulk Asbestos Analysis by EPA 600/M4~82~020 per 40 
CFR 763 (NVLAP Lab Code 200546-0). ELAP PLM Method 198.1 for NY friable samples or 198.6 for NOB samples (NY ELAP Lab 1011480); 
Note:PLM is not consistently reliable in detecting asbestos in floor coverings and similar non-friable organlca!ly bound materials. NAO or Trace results 
by PLM are inconclusive, TEM is currently the only method that can be used to determine if this material can be considered or treated as non 
asbestos-containing in NY State (also see EPA Advisory for floor tile, FR 59, 146,38970,8/1 /94) National Institute of Standards and Technology 
Accreditation requirements mandate that this report must not be reproduced except in fuH without the approval of the lab.This PLM report relates ONLY 
to the items tested. AIHA Lab #f1}0284~, RI Cert#AAL-094, CT Cert#PH-0186, Mass Cert#AA000054. 

~/ ,.;. 
Reviewed By: 'J ttr p:Z *,,...._.,.,,,-~ END OF REPORT ____ _ 

\ I \ l 
•,j 



AmeriSci Job#: 211113240 Page 1 of 2 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

11111 OAA; Beech-Nut; Beech-Nut ; Mohawk ; Canajoharie, NY; Beech-Nut 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non-Asbestos 
Sample# Client Sample# Area (gram) Organic o;(I inorganic 0/o Inorganic 0/o 

**Asbestos %1 by ** Asbestos 'Yo by 
PLM/DS TEM 

01 001-01 001 0.340 97.9 1.8 0.3 NAO NAO 

Location: Mastic On Cork I On Pipes 

02 001-02 001 0.506 98.6 1.2 0.2 NAO NAO 

Location: Mastic On Cork I On Pipes 

03 002-01 002 0.106 84.0 14.2 1.9 NAO NAO 
Location: Ceiling Cork Adhesive I Cemng Cork "Mastic Is Inseparable From Ceiling Material, Composite Analysis Result" 

04 002-02 002 0.117 27.4 33.3 39.3 NAO NAO 
Location: Cei!lng Cork Adhesive I Ceiling Cork "Mastic Is Inseparable From Ceiling Material, Composite Analysis Result'' 

05 003-01 003 0.502 27.7 15.3 57.0 NAO NAO 
Location: Sealer On Concrete I On Pillars "Physically Inseparable Layers In Sample - Sample Composited For Analysis" 

06 003-02 003 0.194 22.7 46.4 30.9 NAO NAO 
Location: Sealer On Concrete I On Pillars "Physically Inseparable Layers In Sample - Sample Composited For Analysis" 

07 003-03 003 0.257 10.1 54.5 35.4 NAO NAO 
Location: Sealer On Concrete I On Pillars "Phys!cal!y Inseparable Layers In Sample - Sample Composited For Analysis" 

08 003-04 003 0.349 15.2 44.1 40.7 NAO NAO 
Location: Sealer On Concrete I On Pillars "Physically Inseparable Layers In Sample - Sample Composited For Analysis" 

09 003-05 003 0.398 15.1 49.5 35.4 NAO NAO 
Location: Sealer On Concrete I On Pillars "Phys·1cally Inseparable Layers In Sample - Sample Composited For Analysis" 

10 003-06 003 0.323 27.9 10.5 61.6 NAO NAO 

Location: Sealer On Concrete I On Pillars "Physically Inseparable Layers In Sample - Sample Composited For Analysis" 

11 003-07 003 0.291 14.8 54.3 30.9 NAO NAO 

Location: Sealer On Concrete I On Pmars "Physically Inseparable Layers In Sample - Sample Composited For Analysis" 

12 003-08 003 0.410 12.9 47.1 40.0 NAO NAO 

Location: Sealer On Concrete I On Pillars "Physically Inseparable Layers In Samp!e - Sample Composited For Analysis" 

13 003-09 003 0.212 8.0 57.5 34.4 NAO NAO 

Location: Sealer On Concrete I On Pillars "Physically Inseparable Layers In Sample - Sample Composited For Analysis" 

14 004-01 004 0.093 91.4 5.4 3.1 NAO Chrysotile Trace 

Location: Mastic I Green 9 x 9 LS 

15 004-02 004 0.141 87.2 5.0 7.7 NAO Chrysotile Trace 

Location: Mastic I Green 9 x 9 LS 

16 004-03 004 0.125 29.6 25.6 44.8 NAO NAO 

Location: Mastic I Green 9 x 9 LS 

See Reporting notes on fast page 



AmeriSci Job #: 211113240 Page 2 of 2 
Client Name: Ambient Environmental, Inc. 

Table I 
Summary of Bulk Asbestos Analysis Results 

11111 OAA; Beech-Nut; Beech-Nut ; Mohawk ; Canajoharie, NY; Beech-Nut 

Sample Heat Acid Insoluble 
AmeriSci HG Weight Sensitive Soluble Non~Asbestos **Asbestos % by ** Asbestos °lo by 
Sample# Client Sample# Area (gram) Organic 11/o Inorganic "lo Inorganic °lo PLM/DS TEM 

17 004-04 004 0.155 36.8 22.6 40.6 NAO NAO 

Location: Mastic I Green 9 x 9 LS 

18 004-05 004 0.104 45.2 19.2 35.6 NAO NAO 

Location: Mastic I Green 9 x 9 LS 

19 005-01 005 0.128 32.0 40.6 27.2 Chrysotile <0.25 Chrysotile Trace 

Location: Mastic I Tan & Black 9 x 9 LS 

20 005-02 005 0.157 42.0 28.7 26.4 Chrysotile <0.25 Chrysotile 2.9 

Location: Mastic/Tan & Black 9 x9 LS 

Si I !/ /1 ~, ,' ._i'' (/ii (f/I ff 1 'l 
Analyzed by: Aleksandr Barengo!ts yv{A ;/1"' {/1,.,l,e~ -~te Analyzed 11/17/2011 
*"Quantitative Analysis (Semi/Fu!!); Bu!k'Asbesto$ Analysis - PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAO = no asbestos detected during a quantitative analysis; NA= not analyzed; Trace= 
<1 o/o; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab # 102843, NVLAP Lab Code 200546~0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM limitation, only TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non-uniformly dispersed debris fo1;>""'hich Plfl{l evaluation is recommended (Le. soils and other heterogenous materials). 

·' i ~il 

Reviewed By '-t 111f11 (;;:... .---·-
; '""" ' 
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Response Labs, LLC 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Client: Ambient Environmental 
12 Colvin Avenue 
Albany NY 

Project Name: Beech-Nut 

12206 

Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

Client Project Number: lllllOAA 

Laboratory Job Number: 854 396 

Sampled By: Bryan Cleary 

Collection Date: 11/16/2011 

Date Received: 11;1s;2011 

Lab Customer O/o Non-Fibrous 
Matrix Material 

% of % of Acid Soluble 
Organics 

%of 
Residue 

Total% of 

5436 006-01 }lomogeneous Orange 49.4% 

Santpled Material: Carpet Mastic 

Satnple Location: Conference Roon1 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

fv!icros~ope: :::)ly:nrus BH-2-214 Turn A,round Time: 5 Day 

5437 006-02 Homogeneous Orange 47.9% 

Sa1npled Material: Carpet Mastic 

Sa1nple Location: Conference Roo1n 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Oly-I_npus BH-2-214 Turn Around Time: 5 Day 

5438 007-01 Homogeneous Black 

Sa11tpled Material: Covebase-Blade 4" 

Santple Location: Conference Room 

Analyzed By: Justin Adams Method: NY'S ELAP 198.6 

Microsc~pe: ()~yJJ:1;pus B~-2-214 Turn Around Time: 5 D~J: 

5439 007-02 Homogeneous Black 

Santpled Matel'ial: Covebasci-Blade 4" 

Sa1nple Location: Conference Room 

Analyzed Hy: 

(Vficrosc~pe: 

Method: Prep (Not Analyzed) 

T'.tn1 Around Time: Prep . 

1.4% 

37.2 13.4 

Non-Asbestos Fibers 
Trace Cellulose 

Trace Fiber Glass 

An~txzed Date: 11/20/2011 

47.6 4.4 

Non-llsbestos Fibers 
Trace Cellulose 

Analyzed Date: 11/20/2011 

57.3 41.3 

Non-Asbestos Fibers 
Trace Fiber Glass 

Analyzed Date: 11/20(2011 

56.8 42.4 

Non-Asbestos Fibers 

An~!¥.zed r;>ate: 

_% __ _ 

49.4 Inc. 

,4sbestos Types: 
Inconclusive-No Asbestos Detected 

Chcnt Requested TEM 

47.9 Inc. 

Inconclusive-No Asbestos Detected 

Client Requested TEM 

1.4 Inc. 

. % AsbestosTypes: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

0.7 NAD 

% Asbestos Types: 
San1ple Negative By Weight 

DefinitOflS of Abbreviations: JllOB: }./on-Organically Bound, Trace: Asbestos Detected az 1% or Less. TEM: Transmission Electron A1icroscope. 
Inc.: Inconclusive. NAD: No Asbestos Detected, /1/AJPS: .Vat Analyzed Positive Stop, NA: l'v'ot Analyzed 

Disclaimer: I'LA1 is nOI consistently reliable m detectmg asbes1os mjloor coverings and similar non-ji·whle organically hound materials. No Asbestos Defected or Trace results by 
PLA1 are considered inconclusive, TE!vf is currently /he only method that can be used lo de/ermine if materials can be considertJd as non asbestos containing m NY State. This report 
cannot he reproduced except in full wi1hout the appro1•al of Response Labs, LLC. Tfus PLA1 report re/ares ONLY to the t!ems tes1ed. L1abi/i1y is limited lo the cost of cma!ysis. 
ELAP PLJl,f ll,fetholf 198.1 for friable samples or 198.6/or IVOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 
ELAP 

nutK Asbestos 
Project Name: Beech-Nut 

Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

Laboratory Job Number: 854-396 

Sampled By: Bryan Cleary 

Collection Date: n/16/2011 

Date Received: 11;1s;2011 

Lab Custonzer O/o Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 

5440 008-01 Homogeneous White 

Sa1npled Material: Mastic for 007-01 

Sa1nple Location: Conference I.zoom 

Analyzed By: 

Microscope: 

5441 

Justin Adams 1\1ethod: NYS ELAP 198.6 

01Y._U)P:t1-S BH-2-214 Turn Around Time: 5 Day 

008-02 Ho1nogeneous White 

Sanipled Material: Mastic for007-02 

Sa1nple Location: Conference Room 

Analyzed By: Justin Adams Metlwd: NYS ELAP 198.6 

Microscope: Olympus BH~2-214 Turn Around Ti111e: 5 Day 

5442 009-01 Homogeneous VVhite 

Sampled Material: 12x12 White Speckled 

Sarnple Location: Rn114 

Analyzed By: 

Micro_~~:op~: 

5443 

Justin Adan15 Method: Nl'S ELAP 198.6 

O_ly_n:it:ll~-~:1:1-2-21~ Turn Around Time: 5 Day 

009-02 Hon1ogeneous VVhite 

Satnpled Material: ·12x12 V\lhite Speckled 

San1.ple Location: Rm 14-A 

16.8% 

8.5% 

4.9% 

Analyzed By: 

Microscope: 
Method: Prep (Not Analyzed) 

Turn Around Time: Pr_ep 

5444 010-01 Homogeneous Tan 

Santpled Material: 12 x 12 Mastic for 009-01 

Sa1nple Location: Rm 14 

A11alyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BI"l-2-214 _Turn Around Time: 5 Day_ 

46.2% 

42.2 41.0 

Non-Asbestos Fibers 
None Detected 

An~ly.ud f)ate: 

44.6 

11/20/2011 

46.9 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 11/20/2011 

21.2 71.7 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 

20.6 

11/20/2011 

71.7 

Non-Asbestos Fibers 

Analyzed !Jate: 

35.9 17.9 

Non-Asbestos Fibers 
None Detected 

Anal_Y_~ed Date: 11/20/2011 

% 

% 

Residue 

16.8 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TE!vl 

8.5 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

7.1 2.2% 

% Asbestos Typ_es: 
2.2% Ouysotile 

7.6 NA/PS 

%. Asbestos Types: 
Not Analyzed Positive Stop 

46.2 Inc. 

% Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Definitons of Abbreviations: JVOB: 1Von-Organically Bound. Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron }.ficroscope, 
Jnc.: Inconclusive, NAD: .No Asbestos [)elected, NA/PS: Not Analyzed Positive Stop, NA: 1Vot Analyzed 

Disclaimer: PLtf Lv nol consiMently reliable in derectmg asbestos in floor coverings and similar non~friahle organically hound marenals. No Asbestos !Jelecled or Trace re.rnfts by 
PLA-f are considered mconclusive. TEA11s current(v the only method that can he used to determine ifma/eria/s can be considered as non asbestos comaining in NY Stale. 1'fus rep011 
1'annot he reproduced except mfu/l without the approval of Re.<,ponse Labs, U,C. 1J1is PL'v! report relates ONLYro the items tested l.tahilily IS /1111i/ed lo the cost of analysis. 
ELAP PLM 1l1ethod 198.J for friable samples or 198.6j0r !\'OB Samples. 

Comments: 

u 



Response Labs, LLC. 
12 Colvin Avenue, Alba11y NY 12206 

Pho11e (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharje NY 

Sampling Area: Whole Building 

Laboratory Job Number: 854 396 

Sampled By: Bryan Cleary 
Collection Date: 11/16/2011 
Date Received: 11;1s;2011 

Lab Customer %No11-Fibrous % of % Soluble % of Total% of 
# Matrix Material Residue 

5445 010-02 I-Iomogeneous Tan 54.9% 23.0 22.1 54.9 Inc. 
Sa1npled Material: 12 x 12 Mastic for 009-02 

Sa1nple Location: Rm 14-A 

Analyzed By: Justin Adams Metlwd: NYS ELAP 198.6 

Microsco~e: O_ly~_P1!_5- BH-2-214 Turn Around Time: 5 D~y 

5446 011-01 Homogeneous Orange 

Sanipled Material: Mastic 

Sanzple Location: Lobby Under Padding 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: O~y1npu_s BH-2-214 Tuni Around Tinre: 5 Day 

53.6% 

5447 011-02 Homogeneous Orange 50.0% 

Sampled Material: Mastic 

San1ple Location: Lobby Under Padding 

Analyzed By: Ju.<>tin Adams Method: NYS ELAP 198.6 

1'v1icroscope: _OlJ:':Ulpus BH-2-214 Turn Around Time; 5 f:'.~X 

5448 012-01 t1on1ogeneous Tan 

Sampled Material: 12 x 12 VF!' Tan 

Sa1nple Location: Elevator 

Analyzed By: 

, Microscope: 

5449 

Justin Adams Method: NYS ELAP 198.6 

Olyn~pus BI-I-2-214 T11n1 Around, Time: 5 Day 

012-02 Homogeneous 

Sanipled Material: 12 x 12 VFT Tan 

Sa1nple Location: Elevator 

Tan 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olyn1pus BH-2-214 T1~n_i A1,'ound Ti.me: 5 Day_ 

30.0% 

38.6% 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 

44.1 

11/20/2011 

2.3 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 11/20/2011 

49.0 0.0 

Non-Asbestos Fibers 
1.0% Cellulose 

Analyzed IJate: 11/20/2011 

25.0 44.8 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 

25.2 

11/20/2011 

36.3 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 1~/20/2011 

% Asbestos J:'yp_f!~: __ _ 

% 

% 

Inconclusive-No Asbestos Detected 

Client Requested TEM 

53.6 Inc. 

Asbestos Tyres:~ 
Jnconclusive--No Asbestos Detected 

Client Requested TE:tvl 

51.0 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

30.2 <0.25% 

% Asbestos ·rypes: 
<0.25% Chrysotile 

% 

Client Requested TEM 

38.6 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Definitons of Abbreviations: NOB: 1\lon-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron iificroscope. 
Inc.: Inconclusive, NAD: A1o Asbestos Detected, NA/PS: ,l\1ot Analyzed Positive Srop, .NA: 1\101 Analyzed 

Disclaimer: PLA1 is not consistently rehah!e in detecting asbestos in.floor coverings and similar nonfrrabte organically hound materials. No A.1-hesros Detected or Trace results by 
PI.NI are considered mconclusive, ll:i'vf is currently the only method that can be used to dewrmine ifmalerwl.1· can he considered as non asbestos containing in NY Slate. Tfus report 
camwl be reproduced cxcepr in ji11! without the approval of Response Labs, JJ,(.". This PLA1 report relates 01vLY ro the items tested. Liah1lity 1s {united to the cost of analysis. 
ELAP PL1lf tlJetlwd 198.1 for friable .mmple.s or 198. 6 for NOB Samples. 

Comments: 



Response Labs, LLC 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

Laboratory Job Number: 854 396 

Sampled By: Bryan Cleary 
Collection Date: 11/16/2011 

Date Received: 11;1s;2011 

Lab Customer 01o Non-Fibrous 
Matrix Material 

%of 
Organics 

% of Acid Soluble 
Inorganics 

%of 
Residue 

Total% of 

5450 013-01 Homogeneous Grey 

Sampled Material: Sheetrock-Ceiling 

Saniple Location: Ceilirig@ Rm 19 

Analyzed By: Admn C. Tucker Method: NYS ELAP 198.1 

f\..1i,crosco~e: 

5451 

()_lyn1pus BH-2-214 Turn Around Time: 5 Day 

013-02 Homogeneous Grey 

Sanipled Material: Sheetrock-Ceiling 

Sa1nple Location: Ceiling@ Rm 19 

Analyzed By: Ada.m C. Tucker Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Day 

5452 014-01 Homogeneous Grey 

Sampled Material: Sheetrock-Ceiling 

Santple Location: Rm 214 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscop~: ~)ly!)J_P,U~ BH-2-214 Turn Around 'l~i111~: 5 Dax 

5453 014-02 Hon1ogeneous 

San1pled Material: Sheetrock-Ceiling 

Sa111ple Location: Rm 214 

Grey 

Analyzed By: Adan1 C. Tucker Method: NYS ELA.P 198.1 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Day 

5454 015-01 I-Iomogeneous Grey 

Sampled Material: Sheetrock-Wall 

Saniple Location: Rm 3 

Analyzed Ry: Adam C. Tucker Method: NYS ELAP 198.1 

Micr~s~op~: C?~y~pus BH-2-21,4 Turn Around Thne: 5 Day 

90% 

85% 

95% 

90% 

98% 

Non-Asbestos Fibers 
10% Cellulose 

An~Iyzed Date: ~1_/_18/2011 

Non-Asbestos Fibers 
15% Cellulose 

Analyzed Date: 11/18/2011 

Non-Asbestos Fibers 
5 % Cellulose 

Analyzed Date: 11/18/2011 

Non-A,_sbestos Fibers 
10% Cellulose 

Analyzed Date: 11/18/2011 

Non-Asbestos Fibers 
2% Cellulose 

Analyzed Dafe: 11(18/2011 

NAD 

. % AsbestosTypes: 
No J\sbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

De{initons of Abbreviations: NOB: lv'on-Organica!ly Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron J\ficroscope, 

Inc.: inconclusive, NAD: i'./o Asbestos Detected, NA/PS: ,Vat Analyzed Positive Stop, 1VA: iVot Ana(vzed 
Disclaimer: PL'vf is not cons1stemly reliable in detecling ashes/os in.floor coi>erings and similar non:fl·iahle organically hound materials. No Asbestos Detected or Trace results by 

l'LA.f are considered inco11ehc1·ive, llc.'lvf is currently ihe only method that can be used to determme !f"mmeria!s can he considiored as non asbestos containinK in NY Stale. lhis report 
cannot be reproduced o:cepl in full without the approval of Respo11se f,ahs, !JC 1Jiis PJAJ report relates O/•lLY to the items tested J,iahility is limited lo the cost ola11aly.1·1s 
ELAP PLllf ,1fethod 198.J for friable samples or 198.6for 1VOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY12206 

Phone (518) 482-5630 Fax (518) 482-5624 

PLM 
Project Name: Beech-Nut 

Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

Laboratory Job Number: 804 396 

Sampled By: B1yan Cleary 

Collection Date: 11/16/2011 

Date Received: 11/18/2011 

Lab Customei-
# 

O/o Non.Fibrous 
Matrix Material 

%of % of Acid Soluble % of Tota/ a;,, of 
l{esidue 

5455 015-02 l{omogeneous 

Santpled Material: Sheetrock-Wall 

Sa11zple Location: Rm 209 

Grey 

Analyzed By: Adam C. Tucker .Method: NYS ELAP 198.1 

J:1.icroscope: Olyn:p_us BH-2-214 Turu Around Time: 5 Da:y 

5456 016-01 Homogeneous White 

·Sampled Material: Joint Compound 

Sa111ple Location: Rm 3 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Day 

5457 016-02 Homogeneous White 

Santpled Material: Joll1t Compound 

Sa111ple Location: Rrn 209 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscol?e __ ?_Jy~1pus BH-2-214 Turn Around Time: 5 Day 

5458 017-01 }-iomogeneous Brown 

Santpled Material: Cork under Carpet 

Sample Location: Rm 205 

95% 

100% 

100% 

Analyzed By: 

Microscope: 

lv!ethod: Prep (Not Analyzed) 

Tun1 Around Time: Prep 

5459 017-02 Homogeneous 

Sa111pled Material: Cork under Carpet 

Sa111ple Location: Rm 205 

Brovro 

Analyzed By: Justin Adams 1\1etlzod: 1',ryS ELAP 198.6 

Microscope: Olympus BH-2-214 Tun1 Around Time: 5 Day 

2.7% 

Non~Asbestos Fibers 
5% Cellulose 

AnalY.zedDate: 11/18/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed [)ate: 11/18/2011 

Non-Asbestos Fibers 
None Detected 

AnalyzedfJate: 11/18/2011 

99.1 0.7 

Non-Asbestos Fibers 

Analy~e_d Date: 

96.7 

Non-Asbestos Fibers 
None Detected 

Analy_zed Date: 11/20/2011 

0.6 

NAD 

% _Asbestosyy~es: 

No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

0.2 NAD 

%_ Asbestos Types: 
Sample Negative By 'i-Veight 

2.7 Inc. 

% Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Definitons of Abbreviations: ,VOB: .Von-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Alicroscope, 
Inc.: Inconclusive, NAD: 1Vo Asbestos Detected, lVA/PS: 1Vot Analyzed Positive Stop, NA: 1Vot Analy::ed 

Disclaimer: Pl.r'vf is not consistently relwble m detecting asbestos in floor covel'ings and similar nonji·iabfe organir.x1lly bound materials. No Asbestos Detected or Trace results by 
PLM are considered inconcl11s1ve, TE.-,,! is currently the only me/hod that can be used to determine if materials can he considered as non asbestos containing m NY State. This report 
cannot be reproduced except mfidlwithout 1he approi:al of Response [,abs, Lf,C. Jlus />Liv! report relates Oli/LY IO the items testf!d. Lwbi!ny is l1111!1ed 10 the cost ofonalysis 
ELAP PLY ll1etllod 198. I for friable samples or 198.6 for NOB Samples. 

Comments: Laboraton; 



Response Labs, llC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mdhawk St, Canajoharie NY 

Sampling Area: Whole Building 

Laboratory Job Number: 854-396 

Sampled By: Bryan Cleary 

Collection Date: 11/16/2011 

Date Received: 11;1s;2011 

Lab Custo1ner o/o Non-Fibrous 
Matrix Material 

0Jo of 010 of Acid Soluble 
Organics 

%of 
Residue 

Total% of 

5460 018-01 }fomogeneous Orange 47.8% 

Sampled Material: Carpet Mastic 

Sa1nple Location: Rm 209 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope'. Olympus BH-2-214 Turn Around Time: 5 Day 

5461 018-02 1-Ioinogeneous Orange 46.4% 

Sa1npled Material: Carpet Mastic 

San1ple Location: Rm 201 

Analyzed By: Justin J\dan1s Method: N--YS ELAP 198.6 

Microscope: Olympus BH-2-214 Tun1 Around Time: 5 Day 

5462 019-01 Homogeneous Mixed 

Santpled Material: Terazzo Flool' 

Santple Location: Lobby 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Tun1 Around Time: 5 J?ay 

5463 019-02 Homogeneous 

Sanipled Material: Terazzo Floor 

Sample Location: Rm 210 

Mixed 

Analyzed By: Adanl C. Tucker Method: I\TYS ELAP 198.1 

_ Microsc?pe: O_ly~pus Btl-2-214 Tun1 Around Time: 5 Day 

100% 

100% 

5464 020~01 I--Io1nogeneous Orange 41.9% 

Sa111pled Material: Carpet Mastic 

Sanzple Location: 2nd Floor I--Iallway@ Guest Office 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Oiyn:-pus BH-2-214 'fitrn ~.round Time: 5 D~)'. 

52.2 

Non~Asbestos Fibers 
None Detected 

AnalY.zed Date: 11/20/2011 

0.0 

52.0 1.6 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 11/20/2011 

Non-Asbestos Fibers 
None Detected 

Ana~y~_ed Datt:: 11_/~8/2_011 

Non-Asbestos Fibers 
None Detected 

A11~lY_ZCd Date: 11/_~8(~~11 

53.9 4.2 

Non-Asbestos Fibers 
None Detected 

AnalY_zed Date: 11_/2~(_2011 

% 

% 

% 

47.8 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

46.4 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

NAD 

Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 

% 

No Asbestos Detected 

41.9 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Definitons of Abbreviations: NOB: ]VTon-Organicolly Bound_. Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron lvficroscope. 
Inc.: inconclusive. NAD: No Asbestos Detected_. NA/PS: lv'ot Anafyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PLA1 is no/ consistently reliable in deiec/ing asbe.1·1os in floor coverings and similar non{nable organica!ly bound materials. /Vu !lsbestos Detected or ?'race results hy 
PL•\;J are considered incondusive, Tb'lvf is currently the only method ihat can be used to determine {(materials can he considered as non ashes/Os containing in NY Sime. This report 
cannot be reproduced except mjidf without the approval {if Response Labs, ll.C'_ This PLAf repon relates 01VLY 10 the items /ested. Liability 1s limited to the cosr ofana(\'S!.I'. 
ELAP P/,M 1\fetlwt! 198.1 for friable samples or 198.6for IVOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

Laboratory Job Number: 854 396 

Sampled By: Bryan Cleary 

Collection Date: 11/16/2011 

Date Received: 11/18/2011 

Lab Custonier O/o Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total%of 
Asbestos Color 

5465 020-02 Hon1ogeneous Orange 

Sanipled Material: Carpet Mastic 

Santple Location: 2nd Floor Halhvay @Guest Office 

Analyzed By: Justin Adams Metlwd: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Day 

5466 021-01 Ho1nogeneous Grey 

Sa1npled Material: Transite 1 x 1 Ceiling Tiles 

Sa1nple Location: Rm 204 

Analyzed By: Adan1 C. Tucker Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Tun: Around Time: 5 Day 

5467 021-02 

Sanzpled Material: Transite 1 x 1 Ceiling TJles 

Saniple Location: STGE Rn1 

Analyzed By: lvfetlwd: Positive Stop 

43.2% 52.7 4.1 

Non-Asbestos Fibers 
None Detected 

An~lyzed Date: 11/20/2011 

89.7% 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 11/18/2011 

Non-Asbestos Fibers 

Microscope: 1'un1 Around Time: Positive Stop_(l 98.1)_ Ana'.~zed Date: 

5468 022-01 Homogeneous Grey 82.6% 

Sa1npled Material: Transite Wall 

Sa111ple Location: 225@ Stairwell 

Analyzed By: Adam C. Tucker Method: I\!-YS ELAP 198.1 

Microsc_~pe: C?lymp_~s BH-2-214 Tun1 Around Time: 5 Day 

5469 022-02 

Sanipled Material: Transite Wall 

Santple Location: 225@ Stairwell 

A11alyzed By: Method: Positive Stop 

Non~Asbestos Fibers 
None Detected 

Analyzed Date: 11/18/2011 

Non-Asbestos Fibers 

Microscope: Turn Around Time: Positive Stop (198. l) Analyzed Date:, 

Residue 

43.2 Inc. 

% .. !lsbestosTypes: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

10.3% 

% li_~_f?f!_s__~'!_~ ___ [yp_e_s_~---
10.3 % Chrysotile 

% 

% 
17.4% 

NA/PS 

Asbestos Types: 
Not Analyzed Positive Stop 

17.4% 

Asbestos Types: 
Ouysotile 

NA/PS 

% Asbestos Types: 
Not Analyzed Positive Stop 

Definitons of Abbreviations: NOB: ]'ion-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope. 
Inc.: Inconclusive, NAD: !Vo Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: l'l.A1 ts no! consistently reliahle in detecting asbestos infloor coverings andsimifar nan-friable organically bound materials. ,Vo Asbestos Detected or Ji-ace resu/rs by 
PLM are considered inconclusive, l'E!vl is currently the on~v method that can be used lo determine !fmarenals can be considered as non asbestos contammg 111 ,/\/Y State. This report 
cannot be reproduced except infilff without the approval qf Response 1.ahs, LLC:. 111is Fl.iv! report relates ONLY ro the ircms tested Liahi!izv 1s linuied to the cost of analysis. 
E'L4.P PLll-f Jfetltod 198.1 for friable samples or 198.6for lVOB Samples. 

Comments: 



Response Labs, LLC. 
-12 Colvin Avenue, Albany NY12206 

.Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
_Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

Laboratory Job Number: 854 396 

Sampled By: Bryan Cleary 

Collection Date: 11/16/2011 

Date Received: 11;1s;2011 

Lab Customer O/o Non-Fibrous 
Matrix Material !: %of % 

5470 023-01 Hon1ogeneous Grey 100% 

Sanzpled Material: Concrete Floor 

Sa1nple Location: Carpentel' Shop 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Olympus ~H--2-214 Turu Around Time: 5 Day_ 

5471 023-02 Ho1nogeneous Grey 100% 

Sanipled Material: Concrel~ Floor 

Sanzple Location: Pipe Shop 

Analyzed By: Adam C. Tucker Method: l\TYS ELAP 198.1 

Oly?1p_us Bf-I-2-214 Turn Around Time: 5 Day Microscope: 

5472 024-01 Homogeneous Grey 13A_% 

Sampled Material: Interior Window Glazing 

Sanzple Location: @Rm 1 

Analyzed By: Justin Adan1S Method: NYS ELAP 198.6 

Microscope: Olympus Bl·I-2-214 Turn Around Time: 5 Day_ 

5473 024-02 Homogeneous Grey 

Sanipled Material: Interior Window Glazing 

Sa111ple Location: @)Rm 209 

Analyzed By: 

Micr~s_cope: 

Method: Prep (Not Analyzed) 

Turn Around Time: Prep 

5474 025-01 I-fomogeneous Black 

Sanipled Material: Mastic-Cork to Ceiling Deck 

Sa111ple Location: Laundry Rln 

Analyzed Ry: Justin Adams Method: NYS ELAP 198.6 

MicroscoP_e: C_:)ly1~pus BH~2-214 Turn Around Time: 5 D_a:y 

1.5% 

Non-Asbestos ·Fibers 
None Detected 

Analyzed Date: 11/1~/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 

15.3 

11/18/2011 

66.9 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 

26.9 

11/20/2011 

60.9 

Non-Asbestos Fibers 

A'.w'.!!zed Date: 

82.3 16.1 

Non-Asbestos Fibers 
None Detected 

An~lyz_ed Date: 11/_20/2011 

% 

%of 
Residue 

Total% of 

NAD 

Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

17.9 4.5% 

% Asbestos Types: 
4.5% Anthophyllite 

% 

% 

12.2 NNPS 

Asbestos Types: 
Not Analyzed Positive Stop 

1.5 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Detinito11s of Abbreviations: NOB: }ion-Organically Bound. Trace: Asbestos J)etected at 1% or Less, TEM: Transmission Electron Jficroscope, 
Inc.: inconclusive, NAD: }fo Asbestos Detected, NA/PS: 11/ot Analyzed Posifive Stop. NA: l'/ot Analyzed 

l>isclaimer: PL'vf is not consistently reliable m detecimg asbesws in floor coverings and similar non77fwh!e organican\! bound materials. No Asbestos Detected or Truce results by 
J'J..,'vf arc considered incondusive, l'l:J'vf is currently the on~Y' method that can be used lo determine ~/materials can be cmhidered w; non asbestos containing in NY State. 1l1is reporl 
cannot be reproduced except in fall without the approval of Response J.ahs, Lf,C 1'his PL.A1 report relates 01\'l'i 10 the items tested Liability is !muted to the cost of analysis. 
E1AP PLi'tf :11ethod 198.1 jOr friable samples or 198.6/or NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Moha"vk St, Canajoharie NY 

Sampling Area: Whole Building 

Laboratory ]ob Number: 854 - 396 

Sampled By: Bryan Cleary 

Collection Date: 11/16/2011 

Date Received: 11/1s;2011 

Lab Customer 
# Samvle# 

11/o Non-Fibrous 
Matrix Material 

%of % of Acid Soluble 
lnor)[anics 

Total% of 

5475 025-02 Homogeneous Black 

Sanzpled Material; Mastic-Cork to Ceiling Deck 

Saniple Location: LaW1d1y Rm 

Analyzed By: 

Microscope: 
Method: Prep (Not Analyzed) 

Turn Around Time: Prep 

5476 026-01 Homogeneous Brown 53.8% 

Sa1npled Material: Glue Dabs for 1 x 1 CT 

Sample Location: Rm 3 

Analyzed By: Justin Adan1S Method: NYS ELAP 198.6 

Microscope: Olympus B~_-2-214 Turn Around Time: 5 Day 

5477 026-02 Homogeneous Bro\.vn 50.8% 

Sanzpled Material: Glue Dabs for 1 x 1 CT 

Saniple Location: Credit Union 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: O_IY,1!1:~~~-~H-2-214 Turn Aroun!l Time: 5 Day 

5478 027-01 Homogeneous 

Santpled Material: 1 x 1 Ceiling Tiles 

San1ple Location: Rm 2 

Brown 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Micros~~pe: Oiyn:pus BH-2-214 Tun1 Around Time: 5 Day_ 

5479 027-02 Hon1ogeneous Brovvn 

Santpled Material: 1 x 1 Ceiling Tiles 

Sample Location: Rm 3 

Analyzed By: 

Microscope: 

Method: Prep (Not Analyzed) 

Turn Around Time: Prep _ 

1.3% 

97.8 1.8 

Non-Asbestos Fibers 

Analyzed Date: 

44.2 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 11/20/2011 

2.0 

49.0 0.2 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 11/20/2011 

98.7 0.0 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 

97.4 

11/20/2011 

_Non-Asbestos Fibers 

An_alyzed Date: 

1.9 

0.5 NAD 

_ 'iii. _____ f\sbestos Types: 

__ % __ 

Sample Negative By Weight 

53.8 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

50.8 Inc. 

% Asbestos Types: 

% 

% 

Inconclusive-No Asbestos Detected 

Client Requested TE1V1 

1.3 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

0.7 NAD 

Asbestos Types: 
Sample Negative By Weight 

Definitons of Abbreviations: NOB: ./\'on-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
lnc.: Inconclusive, NAD: 1Vo Asbestos Detected, NA/PS: J\'ot Analyzed Positive Stop, NA: Not Analyzed 

Disclaimer: PLM is not consistently reliable m detecting asbestos in.floor coverings and similar non-friable orj!,anicall.r bound materials. l'-ioAsbestos Detected or Trace res«lts by 
PL/If are con1·1dered inconclusive. 7EM is currently the only method !hat can be used to detennine 1fmateriafs can- be considered as non asbestos containing m NY Stale. 77iis report 
cannot he reproduced exeep1 i11Ji1ll wahout the approval of Response Labs, Ll.C Tlus PLA-f report relates Ol'./LY lo the items tested J,iabi/ity 1s limited lo 1he cosr qj'anal;,~~is. 
ELAP PL1\{ Method 198. l for friable samples or 198.6/ol" NOB Samples. 

Comments: 



Response Lllbs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

DOH 

Laboratory Job Number: 854 396 

Sampled By: Bryan Oeary 
Collection Date: 11/16/2011 

Date Received: 11;1s;2011 

Lab Customer % Non-Fibrous % of % Soluble % of Total% of 
# Matrix Material Residue 

5480 028-01 f101nogeneous Grey 

Sampled Matetial: 2 x 4 Ceiling Tiles 

Sanzple Location: Toilet 1st 

Analyzed By: Adatn C. Tucker Method: NYS ELAP 198.6 

Microsc_~p~: Olympus BJ-I-2-21~ Turn Around Time: 5 D~y 

30.6% 

5481 028-02 Homogeneous Grey 39.0% 

Sa1npled Material: 2 x 4 Ceiling Tiles 

Sa1nple Location: Toilet 1st 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: Olympus Blf-2-214 Turn Around Time: 5 Day 

5482 029-01 Homogeneous 

Sa1npled Material: 1 x 1 Splined Ceiling 

Santple Location: Rm 210 

Grey 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscop~: Olympus BH-2-214 Turn Around Time: 5 J?ay 

40.0% 

5483 029-02 Homogeneous Grey 43.2 % 

Sampled Material: 1 x 1 Splined Ceiling 

Santple Locati.on: Rm 211 

Analyzed By: Adan1 C. Tucker Metlwd: NYS ELi>.P 198.6 

Microscope: C?,~yn1pys,,~.!-I-2-214- Turn Around Time: 5 Day 

5484 030-01 I-Ion1ogeneous Tan 42.1 % 

Sampled Material: 2 x 4 Ceiling Tiles 

Santple Location: Rm 204 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscrye: Oly~1r.u.s BH-2-~14 Turn Around Time: ~Day" 

25.9 38.5 

Non-Asbestos Fibers 
5.0% Fiber Glass 

1!'.nalyzed Dnte; 11/21/2011 

25.1 25.9 

Non-Asbestos Fibers 
10.0% Fiber Glass 

AnalyzedDate: 11/21/2011 

10.2 41.9 

Non-Asbestos Fibers 
8.0% Fiber Glass 

Analyzed Date: 11/21/2011 

7.3 41.5 

Non-Asbestos Fibers 
8.0% Fiber Glass 

Anal~z~d Date: 11/.21/.2,011 

30.7 25.3 

Non-Asbestos Fibers 
2.0% Fiber Glass 

An,alyze~ Date: 11/.~1/~011 

35.6 lnc. 

% Asbestos Typ{Is: 

% 

% 

% 

Inconclusive-No Asbestos Detected 

Client Requested TEM 

49.0 Inc. 
Asbestos Typ_es: 

Inconclusive-·No Asbestos Detected 

Client Requested TEM 

48.0 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

C1ient Requested TEM 

51.2 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Oient Requested TEM 

44.1 Inc. 
% Asbestos Types: 

h1conclusive-No Asbestos Detected 

Client Requested TEM 

Definitons of Abbreviations: /1/0B: !Von-Organically Bound, Trace: Asbestos Detected at 1% or Less. TEM: Transmission Electron }vficroscope, 
Inc.: Inconclusive, NAD: 1Vo Asbestos Detected. NA/PS: Not Analyzed Positive Stop, NA: IVot Analyzed 

Disclaimer: PLA1 is not consis1en1ly reliable in detecting a~bestos injloor coverings and similar non:fhable mganical!y hound materials. No Asbestos Detected or Trace resulls by 
l'Uvf are considered 111co11c111sive, Th'/J is currently the only method that can be used to derermine ifmatcnals can be considered as non asbestos containing in NY Stare. 1'h1s report 
cannol be reproduced except infid! without the approval of Response Lahs. LLC !his l'Lkl reporl relates ONLY to the items tested Liability is /inured lo 1he cost of analysis. 
ELAP PLM Ilietlwd 198.lfor friable samples or 198.6/or :\'OB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

Laboratory Job Number: 854 396 
Sampled By: Bryan Cleary 

Collection Date: 11/16/2011 

Date Received: 11/18/2011 

Lab Customer o,1o Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

5485 030-02 Hon1ogeneous 

Sa1npled Material: 2 x 4 Ceiling Tiles 

Sa1nple Location: Rm 204 

Tan 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olympus BH-2~214 Turn Around Time: 5 Day 

5486 031-01 Homogeneous 

Sa111pled Material: 2 x 4 Ceiling Tiles 

Saniple Location: Rm 14 

Grey 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Day 

5487 031-02 Hon1ogeneous 

Sarnpled Material: 2 x 4 Ceiling Tiles 

Santple Location: R1n 14-A 

Grey 

Analyzed By: Adan1 C. Tucker Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Day 

5488 032-01 Homogeneous BroV>'ll 

Sa1npled Material: 1 x 1 Splined Ceiling 

Sa1nple Location: 2nd Floor New Bath 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

M,icroscope: 

5489 

<?~yn1p?s BH-2-214 Ti1rn Around Time: 5 Day 

032-02 Homogeneous Brown 

Santpled Material: 1x1 Splined Ceiling 

Sa111ple Location: 2nd Floor New Bath 

Analyzed By: Justin Adams lv1ethod: NYS ELAP 198.6 

Microscope: O_ly~pus BH-2-214 Turn Around Time: 5 Day 

26.7% 

43.2% 

62.4% 

1.4% 

5.9% 

29.5 43.8 

Non-Asbestos Fibers 
None Detected 

Ana.lyzed Date: 

21.2 

11/20/2011 

34.6 

Non-Asbestos Fibers 
1.0% Fiber Glass 

Analyzed Date: 

15.8 
11/21/2011 

20.8 

Non-Asbestos Fibers 
1.0% Fiber Glass 

Analyzed Date: 11/2.1./2011 

97.7 0.9 

Non-Asbestos Fibers 
None Detected 

A1;~J_yzed Date: 

92.7 

11/20/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 11/20/2011 

1.4 

% 

26.7 lnc. 

Asbestos Type~: 
Inconclusive~No Asbestos Detected 

Client Requested TEM 

44.2 Inc. 

% _ Asbestos .Typ_es: 

% 

% 

% 

Inconclusive-No Asbestos Detected 

Client Requested TEM 

63.4 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

1.4 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

5.9 fnc. 

Asbestos Typ_es: 
Inconclusive-No .Asbestos Detected 

Client Requested TEM 

Definitons of Abbreviations: NOB: lv'on~Organically Bound, Trace: Asbestos Detected at/% or Less, TEM: Transmission Electron A1icroscope, 
Inc.: Inconclusive, NAD: !-lo Asbestos Detected, NA/PS: Not Analyzed Positive Stop, 1VA: Not Ana{yzed 

Disclaimer: l'!.A4 is not consistentZv reliub/e in detecting asbestos in floor coverings and similar non~ji'iable organically bound materwls No Asbestos De/ected or Trace results by 
Plivl are considered inconclusive, TEkf is currentlv the only method that can be used to determine 1fmarena/s can be considered as non asbestos contammg in NY State. TJus report 
cannot he reproduced except infu/l-w1thoul the approval of Re.~ponse f,ahs, !.LC'. This PJ)vJ report relates ONLY to the items tested J,iahiltzv 1s limited to the cost rfana!ysis. 
ELAP PLlVf Jiethod 198.lfor friable samples or 198.6/or NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

PLM 
Project Name: Beech-Nut 

Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

Lab Customer 

5490 033-01 Homogeneous Orange 

Sanipled Material: Carpet Mastic 

Sa111ple Location: Rm 261 

DOHELAP 

O/o Non-Fibrous 
Matrix Material 

39.6% 

Analyzed By: Justin Adams Nletlwd: N-YS ELAP 198.6 

Laboratory ]ob Number: 854 396 

Sampled By: Bryan Cleary 

Collection Date: 11/16/2011 

Date Received: 11/18/2011 

%of % of Acid Soluble % of Tota/% of 

60.0 

Non~Asbestos Fibers 
Trace Cellulose 

0.4 

Residue 

39.6 Trace 

% Asbestos Types: 
Trace Chrysotile 

Client Requested TEM 

Microscope_:_ Olyn:i-pus BH-2-214 Turn Around Time: 5 Day An1~lyzed Date: 11/20/2011 

5491 033-02 I--fomogeneous Orange 40.9% 

Sampled Material: Carpet Mastic 

Sample Location: Rm 262 

Analyzed By: Justin Adams Method: NYS ELAP 198.6 

Microscope: Olyn:ipus BH-2-214 Turn Around Time: 5 Day 

52.5 5.6 

Non-Asbestos Fibers 
1.0% Fiber Glass 

Trace Cellulose 

Analyzed Date: 11/20/2011 

% 

41.9 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Definitons o(Abbreviations: NOB: 1Von-Organicalty Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, IVA/PS: ,Vot Analyzed Positive Stop, NA: 1Vot Analyzed 

Disclaimer: PL:\11s not co>1s1stent!y reliahle m detecii11g asbestos in floor coverrngs and sm11!ar non-fnable orgamca/!y bound materials. No Asbestos Detec/ed or Trace results by 
l'Llvf are considered inconclusive, YEH is currently !he only method that can be used to dewrmine {/materials can he considered as non asbestos conlmnin;.; in NY Staze. This repon 
cmmor be reproduced excepl infill! wilhou/ rhe apprm,al ufRe5ponse Labs, LLC. Tins l'L'vf report relates ONLY to the items tcs/ed. Liability is limi!ed to /he cosr ol analyvis 
ELAP PLlf Jiethod 198.J for friable samples or l98.6for .IVOB Sample~~ 

Comments: 



AmefiScl Joh#: 211113766 

Client Name: Response latls, lLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

111110AA; Beech Nut; Beech Nut ; Mohawk St, Canaajoha fie, NY ; Beech Nut 

AmefiSc:i 
Sample# 

01 

C!ifJ-Pllt Samg'JJe# 

006-01 

HG 
Arro 

006 

locati<Jn ~ Carpet Mastic I Conference Room - 49.4% 

l)2 006--02 006 

toc.a!.ion; Carpet Mastic I Conference Room - 47 .Sil'/& 

03 007-01 007 

Sample 
We!gh! 
(gram) 

location: Covcbase ~Black 4" I CQntererioo R<l~m - i .4o/o 

04 OO!Hll 008 

lacatlon: Mastic Fo.r 007-0-i I C.anfef.e-nce R-o{);J"r]i - JS.8% 

05 008-02 008 

Localfuo: Mastic For 007-02 J C-0nference R{lom -8.5% 

06 OHi-01 01 o 
Locat!oo: 1'2;..: 12M.as.ticForOOS-01IRm.14-46.2% 

07 01 fi.02 010 

Location: 12x 12Masticfor009-02 /Rm. 14A- 54,9% 

OB 011-01 011 

Location; Mastic: t L'Obby UM.er Padding - 53.6% 

00 011-02 011 

tocalion: Mastic I lobby UndGr Padding - 51.0% 

10 012-01 012 

lOC"..ation: 12 x 12 VFT Tan I Elevator~ 30-2Qk 

11 012-02 012 

Location: 12 x i2 VFT Tan I Elevator - 38.6% 

12 017-02 017 

Location: Cork Under Carpet I Rm. 2{1.9 - 2_ 7Q-4 

13 013-0t 018 

location: Carpet Mastic I Rm. 209 - 47_6% 

'14 01 8-02 018 

Location: Catpet Mastic: I Rm_ 201 ~ 46.4% 

15 020-01 -020 
Lncatlon: Carpet Mastic I 2nd floor@ GIJest Office Hallway - 4 t. 9% 

See Reporting notes on last page 

Heat A<Cid Insoluble 
Sensitive Soluble Non-Asbestos 

Organic% 1Mrganic% lno11Janlc % 

Page1 of3 

"'~ Asbestos% by 
TE!\11 

NAD 

NAO 

NAO 

NAD 

NAO 

NAO 

1111\D 

l'l'AD 

Chrysotife 12.1 

MAIPS 

NAO 

MAD 

MAD 

NAO 



AmeriSci Job#: 211113166 

Client Name: Respcnse labs, llC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS EL.AP 198.4 NOB Method 

111110M; Beech Nut; Beech Nul; Mohawk SI., Ganaajoharie, NY; Beech Nut 

AmeriSci 
Sampde# 

16 

HG 
Area 

020 

Sample 
Weigh! 
lgr>m) 

Location: Carpet Mastic I :2nd Flollr@ Guest Office Ma!lwa.y - 43.2% 

!7 ll25-01 025 

Location; Mastic - Cork To Ceiling Deck J Laundry Rm_ - 1.5% 

16 026--01 026 

Location: Grue DaJ.;s, For t x 1 CT t Rm. 3 - 53.8% 

19 026-()2 026 
Lccalion: Glue Dabs for l :it: 1 CT I C1edii Union - 50.6% 

20 !127-01 027 

location: ; x 1 Cei!ng 1'es /Rm. 2 - 1.3% 

21 02ll-01 028 

tocatron: 2 )( 4 Celling Tiles /Toilet 1'.st- :l5.6"k 

n 0211-02 028 

loraiirn: 2x 4GciingTtles/Toilerlst- 49.0% 

23 029-01 029 

Location: i )I 1 Splined Ceiling I Rm. 210 - 48.0% 

24 02!).fJ2 029 

location~ 1 :x 1 Splfned Ceiling t Rm. 2 'l 1 - 51.2% 

25 OJM1 030 
location: 2x 4 Ceiling' Rm. 24J'4 - 44.1nk 

26 000--02 030 

location: 2' x 4 Ceiling J Rm. 204 - 20.7% 

27 031-01 031 

L{)f..Clt1on: 2 x 4 Ceiling Tile I Rm. 14 - 44.2% 

28 031-02 031 

L<::<ation: 2 x 4 Ceiling Tiie I Rm. i4A - 63.4% 

29 032-<ll 0}2 

Location: I x 1 Splined Cei!f11g I 2nd FL New Bath - L4~k 

30 032-02 D32 

Locati-Oo: 1 x 1 Splined Ceiling I 2nd Fl. New Bath - 5.9% 

See ReJXlrting notes on Jast page 

H..t 
Sensitive 
Otganic ak 

Acid 
Soluble 

lnorganlc '1il 

lnsoluble 
Noo-Asbestoo 
Inorganic% 

Page2 of 3 

NAO 

NAD 

NAD 

NAO 

NAO 

NAO 

NA!) 

NAO 

NAO 

NAO 

NAD 

NAD 



AmeriSci Job#: 211113766 

Client Name: RespoflSe Labs, llC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

i11110AA; Beech Nut; Beech Nut: Mohawk St., Canaajoharie, NY; Beech Nut 

AmeriS-t..i 

Sampf.e# 

31 

Client Sarnpre# 

033-01 

Locatiori: Caipet Mas.tic I Rm. 26t - 39.6% 

HG 
Ar-ea 

033 

32 033-02 ro:J 
Location: CarpetMasilJcfRm. 262 - 41.9% 

Sampte 
Wei girt 
(gram) 

Heat Acid fnsotubfe 
Sensiti:ve Solubfe Non-Asbestos 

Organic% Inorganic %. !no19anic % 

Page 3of3 

- Asbest~s % by 
1EM 

NAO 

W\D 

M"'"°"-""-"" ~ ,_M°'-;;~-· ..... Quantitative- Analysis (Semi1Full)?'8t.1tk Asbestos An-alys.is - PLM by EPA 600JM4-S2¥020 per 40 CFR or ElAP 191.l 1 for New York friable s.amp!es or ElAP 198.6 ror New York NOB sampfes; TEM 
{SemiJFull) by EPA 600IR-9'3J116 {n{lt cave,ed by NVLAP Bulk accredltation} or ELAP 198.4; !or New Yo1k samples; NAO"" no asbestGS detected duliflg a q11antita:ti'!.le analysl5~ NA= not an.a.111zed; Trace.::: 
<1'*1~ Qu~ntitalton forbe{linnirig 1NCi9h1s of <0.1 grams should be co-nsidered as quaJitative onP1; Qua,itati1;1e Anaiys1s: Asbestos analysis resulls of "Present" -Ol "NVA:::: No Visibte Asbestos" rep,esents 
resull:$ fur Qiua!.i!a1L1.1e PLM or TEM Anaiysis only (no accreditation coverage a~ilaNe from a:ny regulatQry agenCJI for quantatNe ana1'1ses)~ A.IHA Lab# 102843, NVlAP Lab Code 2CI0546·0, N'r'SDOH 
EIAP lab IDll1148Q, 

W:a1ning N()te: PLM limitaiion, only TE M wilt resolve fibe.rs. <0.25 micrometers ii1 diameter. TEM bulk analysis fs represerrtati..,e of the fine groined matrix material and may not be representative of 
rtl)n~un.i!orrnly di..speraed debris Forw.tirch PLM evafuation fs recomm0r.11:!ed- {f,e. so~ls and other heterogen{luS materials). 
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AI\IIBIENT ENVIRONivlENTAI., INC. 
12 (:oJvi._n ;\ VCllllC 

; 2:4: MH :-, 40 HH 
·- :5 r1ay 

, N"{ 12206 

·H ()T. 

SAMPLEUATA 
GH.A!N OF 



ENVIRONMENTAL, INC. 
12 (~ol<F1:n 1\·c·crm.e 

1\)uT 

i3. Type of 1v1'3:ieriaf 

Suii TSI 
(LF, SF. 

Loc8:t!ons 

18. Asb2o;10::; 
Con!Hnt Cr ype 

.1 

Tim<il 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Client: Ambient Environmental 
12 Colvin Avenue 
Albany NY 

Project Name: Beech-Nut 

12206 

Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

Client Project Number: lllllOAA 

Laboratory Job Number: 854 397 

Sampled By: Bryan Cleary 

Collection Date: 11/17 ;2011 

Date Received: 11/18/2011 

Lab Customer O/o Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of 
Residue 

'Total% of 
Asliestos 

5492 034-01 H.omogeneous 

Sanzpled Material: 2x4 Ceiling Tile 

Saniple Location: Room 265 

Tan 

Analyzed By: Adan1 C. Tucker Method: i\i'YS ELAP 198.6 

Mia,oscoP,_e: Olympus BH-2-214 Turn Around Time: 5 Day 

5493 034-02 l-fo1nogeneous Tan 

Santpled Material: 2x4 Ceiling Tile 

Sa1nple Location: Room 265 

Analyzed By: Adam C. Tucker Method: l\Jl'.'S ELAP 198.6 

Microsco~1e: Olympus BH-2-214 Turn Around Time: 5 Day 

59.2% 

74.8% 

5494 035-01 Homogeneous Grey 19.4% 

San1pled Material: Grey Floor Paint 

Santple Location: Paint Shop 

Analyzed By: Adam C. Tucker Method: NYS EL.AP 198.6 

Microsc~pe: O!~:O:PUS BH-2-214 Turn Around Time: 5 Day 

5495 035-02 Homogeneous Grey 21.4% 

Sanipled lVfaterial: Grey Floor Paint 

Sample Location: Pajnt Shop 

Analyzed By: Adan1 C. Tucker Method: N-YS ELAP 198.6 

Microscope: Olyn1pus BH-2-214 Turn Around Time: 5 Day 

14.5 26.2 

Non-Asbestos Fibers 
None Detected 

A1talyzed Date: 

15.8 

11/22/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 11/22/2011 

9.5 

61.3 19.3 

Non-Asbestos Fibers 
None Detected 

Analyz~d Date: 11/_22/2011 

58.8 19.8 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 11/22/2011 

59.4 <0.25% 

% Asbestos Types: . 
<0.25% Chrysotile 

_% __ _ 

Client Requested TEM 

74.8 Inc. 

AsbestosT)1pes: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

19.4 Inc. 

_/.Q ... __ A~bestos .Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEi\-1 

21.4 Inc. 

% Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Definitons of Abbreviations: NOB: !Von-Organically Bound, Trace: Asbestos Detected al 1% or Less, TEM: Transmission. Electron lv!icroscope, 
Inc.: Inconclusive, NAD: 1\"o Asbestos Detected, NA/PS: Not Analyzed Positive Stop, NA: 1Vot Analyzed 

Disclaimer: PIA! 1.1· not cons1s1e11tfy refiable in detecting asbestos mjloor cm'ermgs and sm11lar non:friable organicaliy bound ma1enafs_ No Asbestos Detected or Trace resufls by 
PLAf are considered 111concfus1Ve, TEAf is currently the only method that cm1 be used to determine ifmarerials can be considered as non asbestos l'Onlaining in NY State_ This rep11r/ 

cannot he reproduced excepl injidl without the approval of' Response Labs, LLC. This PLivl report relates 0.1\'LY to the item,1· tested L1ab1hty is /muted to the cost v_(anafysis. 
ELAP PL/If ,Hetlwd 198. l for friable samples or 198.6for NOB Samples. 

Comments: 

ii 
!1 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 
ELAP 

PLM Bulk Asbestos Revort 
Project Name: Beech-Nut 

Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

Laboratory Job Number: 854 397 

Sampled By: B1yan Cleary 

Collection Date: 11/17 /2011 

Date Received: JJ/18/2011 

Lab Customer o/o Non-Fibrous 
Matrix Material 

% of Acid Soluble 
Jnorganics 

%of 
Residue 

Total% of 
Asbestos 

5496 035-03 Homogeneous Grey 21.0% 

Sanzpled Material: Grey Floor Paint 

San1ple Location: Paint Shop 

A1111lyzed Hy: Adam C. Tucker Method: Nl:'S ELAP 198.6 

Microscope: Olym_pus B!-1-2-214 Tun1 Around Time: 5 D~)'. 

5497 036-01 Homogeneous V•lhite 100% 

Sa1npled Material: Ceramic \.Vall Tile 

Santple Location: Men1s Second Floor 

Analyzed By: Adam C. Tucker Method: :t\i'YS ELAP 198.1 

Microscope: O~yn1pus BH-2-214 Turn Around 1hne: 5 Day 

5498 036-02 fiomogeneous IA.11ite 100% 

Sa-tnpled Material: Ceramic Wall Tile 

Santple Location: Wo1nen's Second Floor 

Analyzed By: Adan1 C. Tucker Method: NYS ELAP 198.1 

Microsc?p_e: Oly.J?lpus BH-2-214 _ 7itrn Around Time: 5 Day 

5499 037-01 f1:01nogeneous White 100% 

Sanzpled Material: Grout for 036-01 

Saniple Location: Men1s Second Floor 

Analyzed By: Adan1 C. Tucker Method: NYS ELAP 198.1 

fv!icroscope: Oly~pus BH-2-214 T11r11 Around Time: 5 Day 

5500 037-02 Homogeneous \Vh:ite 100% 

Sampled Material: Grout for 036-02 

Sa1nple Location: Women's Second Floor 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope:_ ()lyll1_Pll_5- BI-±-2-214 Turn P:round Time: 5 Day 

60.2 18.8 

Non-Asbestos Fibers 
None I)etected 

Analyzed Date: 11/22/_2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 11/23/2011 

Non-Asbestos Fibers 
None Detected 

AnalyzedDate: 11/23/2011 

Non-Asbestos Fibers 
None Detected 

Ana~yz~dDate: 11/~~(201.1 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 11/23/2011 

% 

21.0 Inc. 

Asbestos Types: 
Inconclusive-N·o Asbestos Detected 

Client Requested TEM 

NAD 

% Asbestos Types.: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No r\sbestos Detected 

NAD 

% Asbestos Types: 
No A.sbestos Detected 

Definitons o{Abbreviations: NOB: 1Von-Organically Bound. Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron .Microscope, 
Inc.: Inconclusive, NAD: No Asbestos Detected, NA/PS: 1\Tot Analyzed Positive Stop. NA: 1Vot Analyzed 

Disclaimer: Pf,,\,f is not consisrent(v reliable 111 de1ec1ing asbestos in floor coverings and similar 11011-jfiah!e orgamcally bound matena/s_ No Asbesro.1 lJelecred or Trace rcsllffJ' by 
PL!vf are considered 1i1concfusive, THJ\1 is currem!y the only method that can be used w dNermine ifmatenals can be coris1dered as non asbestos contaming m NY State. This report 
cannot be reprocb1ced except injU!l wi1ho1111he approval of Response Labs, JJ,C This Pl)vf report relates Q,\'f.Y 10 the items tested Lwhilily is limited to the cost of analysis. 
EL4P PLI'.1iiletfwd198. lfor friable samples or 198.6/or ~NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

Laboratory Job Number: 854-397 

Sampled By: Bryan Cleary 

Collection Date: 11/1712011 

Date Received: 11/18/2011 

Lab Customer 
# 

Ofo Non-Fibrous 
Matrix Material 

% of Acid Soluble % of Total% of 
Residue 

5501 038-01 Homogeneous Black 

San1pled Material: Lab Counter 

Sanzple Location: Roo1n 246 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Olympus Bf.I-2-214 Turn Around Time: 5 Day 

5502 038-02 

Sa1npled Material: Lab Counter 

Sample Location: Roon1 246 

Metlwd: Positive Stop 

84.6% 

Analyzed By: 

1\!1.icroscope: Turn Around Time: Positive Stop (198.1) 

5503 039-01 Homogeneous Black 5.2% 

Sa1npled Material: Linoleun1 Countertop 

Sa111ple Location: Room 246 Black Marble 

Analyzed By: Ada1n C. Tucker Method: NYS ELAP 198.6 

Micro_s~OJJ.e: O_l:y~pus Bl-~-2-214 Turn Around Time: 5 Day 

5504 039-02 Homogeneous Black 6.5% 

Sa1npled Material: Linoleum Countertop 

Saniple Location: Room 246 Black Marble 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Micros~ope: 9~y~p_us BH-2-214 Turn Around Time: 5 Day 

5505 040-01 Homogeneous Brown 49.5% 

Sa111pled Material: Mastic for 039-01 

Sa111ple Location: Room 246 

Analyzed By: Adam C. Tucker Method: N'YS ELAP 198.6 

1,'v1icroscope: SJl:y_1J~P'.1~ BH-2-214 Turn Around Time: 5 ~ay 

Non-Asbestos Fibers 
None Detected 

Analyz_ed Date: 11(23/2011 

Non-Asbestos Fibers 

Analyzed Date: 

69.1 25.7 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 11/22/2011 

68.5 25.0 

Non-Asbestos Fibers 
None Detected 

Analyzed Dale: 1~_/22/2011 

38.4 12.1 

Non-Asbestos Fibers 
None Detected 

Analy_:xd Date: ~1/22/2011 

15.4% 

% Asbestos Types: 
15.4% Ch1ysotile 

NA/PS 

% Asbestos J'ypes: 

% 

% 

% 

Not Analyzed Positive Stop 

5.2 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

6.5 Inc. 

.4sbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

49.5 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

Definitons of Abbreviations: NOB: /Von-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEJ1: Transmission Electron 1V!icroscope, 
Inc.: Inconclusive, NAD: :Vo Asbestos l)etected,_ NA/PS: J-./ot Analyzed Posiuve Stop, NA: Nor Analyzed 

Disclaimer: PL\.1 is not consistently refiable m delecting asbestos in floor coverings and similar non-friable orgamcally bound materials_ No Asbestos Detected or Trace results by 
PLi'vf are considered incondus1ve, TE'vf is currently the only method that can be used to determine ilmalenafs can be considered as non ashesros containing m .l\'Y State_ This report 
cannot he reproduced except inful!wirhoul the approval of Re.1ponse Lahs, I.LC 71us l'Llvf report relates 01VLY to the items tested. Liability is limited lo the cost ofanafy~·is. 
ELAP PLM Jfethod 198.lfor friable samples or 198,6/or ,VOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

Laboratory Job Number: 854 397 

Sampled By: Bryan Cleary 

Collection Date: 11/17 ;2011 

Date Received: 11/18/2011 

Lab Customer 
Color 

O/o Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total%of 
Residue 

5506 040-02 Homogeneous Bro"'Wll 30.2% 

Sampled Material: Mastic for 039-02 

Santple Location: Roo1n 246 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: Olympus BH-2-214 Tur11 Around Time: 5 D~Y. 

5507 041-01 Homogeneous Black 12.3% 

Sa1npled Material: Sink Soundcoat 

Sample Location: Room 243 

Analyzed By: Adam C. Tucker A1ethod: NYS ELAP 198.6 

Microscope: Olyn1pus BH-2-214 Turn Around Time: 5 Day 

5508 041-02 Homogeneous Black 

Sanipled Material: Sink Soundcoat 

Sa1nple Location: Roon1243 

Analyzed By: Met!wd: Prep (Not Analyzed) 

Microscope: Tunz Around Time: Prep 

5509 042-01 Homogeneous Tan 9.8% 

Sa1npled Material: Linoleum Floor 

Saniple Location: F.D. Men's Bathroom 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: O,.ly!1:r_us BH-2-214 Turn Around ~ime: 5 Day 

5510 042-02 Hon1ogeneous Tan 5.1% 

Sampled Material: Linoleum Floor 

San1ple Location: F.D. Men's Bathroom 

Analyzed By: Adam C. Tucker Method: N-YS ELAP 198.6 

Microscope: Olyn1p:us BH-2-214 Turn Around Time: 5 Day 

43.7 26.1 

Non-Asbestos ·Fibers 
None Detected 

An~!J!zed Date: 11/~_2_/201~ 

73.0 4.8 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 

72.7 

11/22/2011 

5.5 

Non-Asbestos Fibers 

Analyzed Date: 

43.2 42.0 

Non-Asbestos Fibers 
5.0% Fiber Glass · 

Analyzed Date: 11/22/2011 

41.1 48.4 

Non-Asbestos Fibers 
5.0% Fiber Glass 

Analyz.~d Date: 11/22/2011 

30.2 Inc. 

Inconclusive-No Asbestos Detected 

Client Requested TEl\1 

22.2 9.9% 

% Asbestos Tyees: 
9.9% Chrysotile 

21.8 NA/PS 

% Asbestos Types: 

% 

% 

Not Analyzed Positive Stop 

14.8 Inc. 

Asbestos Types: 
Inconclus.ive-No Asbestos Detected 

Client Requested TEM 

10.1 Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEiv1 

Definitons of Abbreviations: NOB: 1Von-Organically Bound, Trace: Ashe.nos Detected at 1% or Less, TEM: Transmission Electron lvficroscope. 
lnc.: Inconclusive, NAD: />lo Asbestos Detected, NA/PS: 1\fot Analyzed Positive Stop, NA: _Not Analyzed 

Disclaimer: Pl . .1\4 is not consi.1/enllY" reliuhle m deteciingasbestos in.floor coverings and similar non-friable orgamca!ly bound materials. 1'./oAsbesws Detected or Trace results by 
PL1\,f are considered inconclusive, Tf'M is currently the only method that can be used lo determine ~f'matena!s can be considered as non avhesros col!faining in Nr Staie. Jhis repor1 
cannot he reproduced except in full without the approval of Respon.rn J,ahs, !.LC. This PLAJ repor1 relates ONLY lo /he items tested Liability zs limited lo the cost of analy~is 
EL4P Plftf Method 198.J for friable samples or 198.6/or ,NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY .12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

Laboratory Job Number: 854-397 

Sampled By: Bryan Cleary 

Collection Date: 11/17/2011 

Date Received: 11;1s;2011 

Lab Customer O/o Non-Fibrous 
Matrix Material 

%of 
Residue 

Total% of 

5511 043-01 lfomogeneous 1Vfixed 

Sanipled Material: Vibration Damper 

Sanzple Location: F.D. l\1en's Bathroom 

Analyzed By: Adan1 C. Tucker Method: NYS ELAP 198.1 

Micros~a.pe: Olympus BH-2-214 Turn Around Ti11ie: 5 Day 

5512 043-02 Homogeneous Mixed 

Sa1npled Material: Vibration Damper 

Sa1nple Location: F.D. Men's BatlU"oon1 

Analyzed By: 

A1icroscope: 

5513 

Adam C. Tucker Method: N"'YS ELAP 198.1 

Olyn1pus BH-2-214 Tunz Around Time: 5 Day 

044-01 "f-Iomogeneous Blue 

Sa1npled Material: Wall Ceramic Tile 

Saniple Location: Men's F.D. Shower 

Analyzed By: Ati.am C. Tucker tviethod:NYS ELAP 198.l 

Microscope: O_lymp_us BH-2-214 Turn Around Time: 5 Day 

5514 044-02 Homogeneous Blue 

Sampled Material: Wall Ceramic Tile 

Sa1nple Location: Men's F.D. Shower 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

lvfia·osc~pe: ()_~y_m:p_tJ-_s BH-~-214 Turn Around Time: 5 J:?ay 

5515 045-01 Homogeneous White 

San1pled Material: Grout for 044-01 

Saniple Location: Men's F.D. Shower 

Analyzed By: Adam C. Tucker Method: N---YS ELAP 198.1 

Microscope: Olympus BII-2-214 _Turn Around Time: 5 Day 

2% 

2% 

100% 

100% 

100% 

Non-Asbestos Fibers 
59% Cellulose 

39% Synthetics 

Anal_yzed Date: 1!/23,(2011 

Non-Asbestos Fibers 
59% Cellulose 

39% Synthetics 

(lnalyzed Date: 11/23/2011 

Non-Asbestos Fibers 
None Detected 

Analyz.ed Date: 11/23/2011 

Non-Asbestos Fibers 
None Detected 

An~ly_z_ed L>ate: 1~/23/3011 

Non-Asbestos Fibers 
NonE' Detected 

Analyzed Date: 11/~'1/_2011 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons of Abbreviations: NOB: }./on-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron .Microscope, 
Inc.: Jnconc!us;ve, NAD: lv'o Asbestos Detected. NA/PS: Nor Ana~yzed Positive Stop, NA: Not Analyzed 

Disclaimer: PLA..1 is not consistent~}' reliable in detecting asbestos in floor coverings and similar nonfriable ()lgamcalfy hound materials. No Asbestos Detecied or Trace results by 
PLAJ are considered incondus1ve, TEliI is currently the only melhud 1ha1 can he used to determine ij"malerials can be considered as 11011 ashesto.1· containmg in NY State. This report 
cannot be reproduced excepl in full withou/ lhe approval ofRe~ponse Labs, LLC. T!us PLAf report relates ONLY ro rhe llems tested J,iability is !m11ted to the cost of analysis. 
ELAP PLM 1\fethod 198.1 for friable samples or I98.6for tVOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

ELAP # 11917 

Laboratory fob Number: 834 397 

Sampled By: Bryan Cleary 

Collection Date: 11/1712011 

Date Received: 11/18/2011 

Lab Customet 
# 

O/o Non-Fibrous 
Mahix Material 

%of 
Organics 

Total% of 

5516 045-02 Homogeneous 

Sanzpled Material: Grout for 044-02 

Sanzple Location: Men's F.D. Sho•ver 

White 

Analyzed By: Ada1n C. Tucker Method: NYS ELAP 198.1 

Micros_c~~e: ~?lyn:pus Bl-1-2-214 Turn Around Time: 5 Da:r, 

5517 046-01 Homogeneous V\'hite 

Sampled Material: Thin Set for 044-01 

Sa11tple Location: Men's F.D. Shower 

Analyzed By: Adain C. Tucker Method: NYS ELAP 198.1 

Microscope: Olympus BfI-2-214 Tun1 Around Time: 5 Day 

5518 046-02 1-Iomogeneous VVhite 

Sampled Material: Thin Set for 044-02 

Sanzple Location: Men's F.D. Shower 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

_ Microsc~p~_: 

5519 
Oly~:P,1J_S"BH-2-214 Turn Around Ti1ne: 5 ~ay 

047-01 Homogeneous Blue 

Sa111pled Material: Blue Floor Paint 

Saniple Location: F.D. Men's Shower 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

J_vlicroscop~: Olympus BH-2-214 Turn Around Time: 5 Day 

5520 047-02 Homogeneous Blue 

Santpled Material: Blue Floor Paint 

Satnple Location: F.D. lvien's Shower 

Aualyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Microscope: Olympus BI·I-2-214 Turn Around Thne: 5 Day 

99% 

100% 

100% 

1::>.0% 

13.6% 

Non-Asbestos Fibers 
1 % Cellulose 

Analyzed Date: H/23/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 11/23/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 

68.5 

11/23/2011 

Non-Asbestos Fibers 
9.0% Fiber Glass 

11/22/2011 

9.5 

Analyzed IJate: 

70.1 7.3 

Non-Asbestos .Fibers 
9.0% Fiber Glass 

A1111ly~~d Date: 11_(22/_2011 

NAD 

% AsbestosTypes: _ 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

22.0 Inc. 

% Asbestos Types: 

% 

Inconclusive-No Asbestos Detected 

Client Requested TEM 

22.6 lnc. 

Asbestos Types: 
Inconclusive-No .Asbestos Detected 

Oient Requested TEM 

Definitons of Abbreviations: NOB: "Von-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron Microscope, 
Inc.: Inconclusive, NAD: },fa Asbestos Detected, NA/PS: 1'.fot Analyzed Positive 5'top, NA: Not Analyzed 

Disclaimer: PLM 1s nol consislentfy reliable in de1ec1i11g asbestos mjloor covermgs and similar non-friable orgamcally bound materials. No Asbestos Detected or Trace results by 
PLAf are considered inconcius1ve, TEA·f is currently the only merhod that can be used to de1ermine if materials um he considered as non ashestos conta111ing m ,VY ,'-,'fate. This report 
cannot be reproduced acept in full wilhou/ the approval of Response Lahs, !LC. ?his l'L1\1 report relare.1· ONLY 10 1he items tes1ed. Lwhility h lim11ed 10 the cos! of analysis 
ELAP PL.ti l~fethod 198. Ifor friable samples or 198.6/or JVOB Samples. 

Comments: 



Response Labs, lLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

Laboratory Job Number: 854 397 

Sampled By: Bryan Cleary 

Collection Date: 11/17/2011 

Date Received: 11;1s;2011 

Lab Custonier o/o Non-Fibrous 
Matrix Material 

5521 047-03 Hon1ogeneous Blue 14.7% 

Sampled Material: Blue Floor Paint 

Sanzple Location: F.D. Men's Shower 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.6 

Micro_s_ca.pe: Olylllrus Bf-1:-2-214 Turn Around Time: 5 Day 

5522 048~01 Homogeneous Tan 100% 

Sa1npled Material: Coating on Duct 

Sample Location: Men's F.D. Locker Room 

Analyzed By: Adan1 C. Tucker Method: NYS ELAP 198.1 

t"1icroscope: Olympus BH-2-214 Turn Around Time: 5 Day 

5523 048-02 Homogeneous Tan 100% 

Sa1npled Material: Coating on Duct 

Sa111ple Location: Men's F.D. Locker Room 

Analyzed By: Ada1n C. Tucker Method: NY'S ELAP 198.1 

Microscope: _<?_l:ympus BH-2-214 Tunz Around Time: 5 D~y 

5524 048-03 Homogeneous Tan 100% 

Sa111pled Material: Coating on Duct 

Sa1nple Location: .fv1en's F.D. Locker Room 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

M_icroscope: ~1Y!11P:1S BH-2-214 Turn Around Time: 5 Day 

5525 049-01 Hontogeneous 

Santpled Material: Transite Wall 

Sa1nple Location: Room 244 

Grey 

Analyzed By: Adan1 C. Tucker Metlwd: NYS ELAP 198.1 

Mi,croscop_e: Oly111p:iis BH-2-214 Turn Around Time: __ 5 Day_ 

83.3% 

65.8 12.5 

Non-Asbestos Fibers 
7.0% Fiber Glass 

Analyzed lJate: 11/22/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 11/23/2011 

Non-Asbestos Fibers 
None Detected 

Analyzed IJate: 11/23/~011 

Non-Asbestos Fibers 
None Detected 

Analy~~9 Dnte: 11/?3(2011 

Non-Asbestos Fibers 
None Detected 

Analyzed Date: 11/2.'=)/2011 

% 

% 

% 

%of 
Residue 

21.7 

Total% of 

Inc. 

Asbestos Types: 
Inconclusive-No Asbestos Detected 

Client Requested TEM 

NAD 

As_bestos Types: 
No Asbestos Detected 

NAD 

Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

16.7% 

% Asbestos Types: 
16.7% Chrysotile 

Definitons o(Abhreviations: NOB: Non-Organically Bound, Trace: Asbestos Detected at 1% or Less. TEM: Transmission Electron Microscope. 
inc.: Inconclusive, NAD: No Asbestos Detected, NA/PS: ,Voi Ana(yzed Positive Stop, NA: .Not Analyzed 

Disclaimer: l'f.A.f is no/ consislenll~, relwbfe m detecting asbesros mfloor coverings and sm1i!ar non-jhable orgamcaf!y hound material,\_ No Asbestos Detected or Trace results hy 
?LAI are considered inconclusive, TEM 1s currently rhe only method !hat can be used lo derermine {{materials can he considered as non asbestos contaming iti ll'Y Slare_ T111s report 
cannot he reproduced except in full without the approval ofRe.,ponse Lab.1·, I.LC. This l'L\1 report relates ONLY 10 the items /D·ted. Liability 1s /Jmired to the cost ofcmalys1s 
EL4P PL!vf Method 198.J for friable samples or 198.6/or NOB Samples. 

Comments: 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name: Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area: Whole Building 

Laboratory Job Number: 854 397 

Sampled By: B1yan Cleary 

Collection Date: 11/17 ;2011 

Date Received: 11;1s;2011 

Lab Custo1ner 
Color 

01o Non-Fibrous 
Matrix Material 

%of % of Acid Soluble % of Total% of 
Residue 

5526 049-02 

Sampled Material: Transite Wall 

Santple Location: Room 267 

Analyzed By: 

Non-Asbestos Fibers 

Mctlwd: Positive Stop 

Microscope: 

5527 

Turn Around Time: Positive St?P _{1 ~8_.1} A~1_alyzed Date: 

050-01 1-foinogeneous Grey 

Sa1npled Material: Floor Leveler 

Sa1nple Location: Roo1n 240 

Analyzed By: Ada1n C. Tucker Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Turn Around Time: 5 Day 

5528 050-02 Ho1nogeneous Grey 

Sa1npled Material: Floor Leveler 

Sa111ple Location: Roon1 240 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: Olympus BH-2-214 Turn Aro1111d Time: 5 Day_ 

5529 051-01 Homogeneous Grey 

Sa11tpled Material: Sheetrock 

Sa1nple Location: Cafe 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.l 

fv1icr?scope: Olyn1pus BH-2-214 Turn Around !ime: 5 Da)'. 

5530 051-02 Homogeneous Grey 

Sa1npled Material: Sheetrock 

Sa1nple Location: Cafe 

Analyzed By: Adam C. Tucker Method: NYS ELAP 198.1 

Microscope: C?_lympu~ BH-2-214 Turn Around Time: 5 Day 

100% 

99% 

99% 

99% 

Non-Asbestos Fibers 
Trace Cellulose 

Analyzed Date: 11/23/2011 

Non-Asbestos Fibers 
1% Cellulose 

:"naly_z~d Date: 11/~3/_~011 

Non-Asbestos Fibers 
1% Cellulose 

Analyzed Date: 11/23/2011 

Non-Asbestos Fibers 
1% Cellulose 

Analyzed Llafe: 11/_23/2011 

NA/PS 

Asbestos Types: 
Not Analyzed Positive Stop 

NAD 

__ %_ Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% Asbestos Types; 
No Asbestos Detected 

NAD 

% Asbestos Types: 
No Asbestos Detected 

Definitons of Abbreviations: NOB: 1Von-Organically Bound, Trace: Asbestos Detected at 1% or Less, TEM: Transmission Electron IViicroscope, 

Inc.: Inconclusive, NAD: l'v'o Asbestos Detected. NA/PS: llfot Analyzed Positive Stop, NA: ,l\/ot Analyzed 

Disclaimer: PUvf is no/ consislently reliable in detecting asbestos m jloor covermgs and similar non:fi'iab!e organically bound materials. No Asbesros Detec/ed or Trace results by 
l'JM are considered inconclusive, TEJvf is curremly !he only method that can he used to determine 1f'matenafs can he considered as non asbes/os contammg m NY Stme_ Tfus report 
cannot be reproduced except mjidl without the approval of Responsi.! I.abs, LLC This l'Livl report refutes (),\'LY lo the Items tested Liaht!ily 1s limited to 1he wst of analysis. 
EL4P PL~! Method 198.1 for friable samples or 198.6/or 1'1/0B Samples. 

Comments: ,p/t)-h:ector, 



Response Labs, LLC. 
12 Colvin Avenue, Albany NY 12206 

Phone (518) 482-5630 Fax (518) 482-5624 

Project Name; Beech-Nut 
Mohawk St, Canajoharie NY 

Sampling Area; Whole Building 

# 

Laboratory Job Number: 854 397 

Sampled By: Bryan Cleary 

Collection Date: 11/17 ;2011 

Date Received: 11;1s;2011 

Lab Custonier 0/o Non-Fibrous O/o 1Yo Soluble O/o of Total 010 of 
Matrix Material Residue 

5531 052-01 Hon1ogeneous 

Santpled Material: Joint Compound 

Santple Location: Cafe 

VVhite 

Analyzed Hy: Adam C. Tucker Method: NYS ELAP 198.1 

Micr:osc_ope: ~~ymp_u~ BH-2-214 Tz~rn_ Around Time: 5 Day 

5532 052-02 1-Ioni.ogeneous \Vhite 

Sampled Material: Joint Compound 

Sample Location: Cafe 

Analyzed Ry: Adan1 C. Tucker Method: NYS ELAP 198.l 

Microscope: Olympus Bf-::1-2-214 Turn Around Time: 5 Day 

95% 

95% 

Non-Asbestos .Fibers 
5% Fiber Glass 

An~lyzed Date: 11/23/2011 

Non-Asbestos Fibers 
5% Fiber Glass 

Analyzed Date: 11/23/2011 

NAD 

% Asbestos Types: 
No Asbestos Detected 

NAD 

% . Asbestos Types: 
No Asbestos Detected 

Deflnitons o(Abbreviations: NOB: l•lon-Organica!ly Bound, Trace: Asbestos [)erected at 1% or Less, TEM: Transmission Electron Aficroscope, 
Inc.: Inconclusive, NAD: }./o Asbestos Detected, NA/PS: Not Analyzed Positive Stop, IVA: 1\iot Analyzed 

Disclaimer: PLV is no/ consistently reliable m detecting asbestos m)loor covermgs and sirmlar nan-friable organically bound materials. ,Vo Asbestos Detec/ed or Trace results by 
!'LU a/'e considered lnconcfusive, TE!vf is currently the only method thm can be used to determine (f matena!s can be considered as non asbestos containing in NYSiate. This report 
cmm111 he reproduced except infill! w1thoul the approl'a/ of Re.1po11se Labs, LLC. This l'Litf report relates 011i'LY to 1he items 1es/ed Liability 1\- !imi1ed 10 /he cost of analysis. 
ELAP PLtr.f Jfetlwd 198.1 for friable samples or 198.6jiJr NOB Samples. 

Comments: 



AmefiSci Job#: 211113939 

Client Name: Respoflse labs, LlC 

AmariSci 
Sample-# 

()j 

Client Sample# 

5492 

HG 
Area 

loca:tioo: 2x.4 Ceiling Tiles, Rm. 265, 59.4% 

02 5493 

lceration~ 2x4 Cemng Tiles. Rm. 265, 74.8% 

00 5494 
location: Grey Floor Painl. Paint Shop, t 9.4% 

04 54'35 
lccatlon~ Grey Ffoor Pain!:, Pail"llt Shop, 21.4% 

Location: Grey Floor Paint, Parnt Shop, 2·LO% 

06 5503 

location: 
()7 

locotim: 
08 
location; 

09 

linole-um Countop, Rm. 246, 5. 2% 

5504 

Linofeum Countop. Rm. 246, 6.5% 

5505 

Maslic Fo• 039--01, Rm. 246, 49.5% 

5006 

Location-: Mas.tic For re9-0:2, Rm. 246-, 30.2% 

1-0 5509 

Location: Unole-um FIOOf. F.D. Mert's Bathiroom, 14..B"k 

11 5510 

Locatioo: linoteum Ff.Dor, F.D. Men's BaUuoom, 10:! o/~ 

12 5519 

toe3lion.; Floor Paint Blue, F.D. Men's Si'lower, 22.0% 

13 5520 

location; Ff(l(l-f Paint Bfue, F.D. Men's. Shower. 22.6% 

14 5521 

lQG:ltion: Floor Palnt Blue, F.O. Mell'.S S.hower, 21.7% 

See Reportjng notes OR Jast page 

Table I 
Summary of Bulk Asbestos Analysis Results 

11111 OAA; Bee cit - Nu1; Mohawk SI., Canajot>arie, NY 

Sample 
Weight 
(gram) 

H&-a1 
Semitive 
Organic% 

Acld 
Soh.J-.ble 

Jriorganic 'o/~ 

los-olul:ile 
Non-Asbestos 
h1organic % 

tt Asbestos % by 
PL MIDS 

NA 

NA 

NA 

NA 

NA 

NA 

NA 

NA 

NA 

NA 

NA 

NA 

NA 

NA 

Page 1 of2 

*"' Asbes'!iC"5 % by 
TEii'! 

Chrysoti!e Trace 

NAO 

NAD 

NAO 

NAO 

NAD 

NAD 

NAO 

NAO 

i'!All 

NAD 

NAD 

NAil 

NAO 

p 
(J1 



AmeriSd Job#: 211113939 

Client Name-. Response labs, LLC 

.AmeriSei 
Sample# Client Sample# 

Table I 
Summary of Bulk Asbestos Analysis Results 
11111 OM; Beech - Nut; Mohawk St., Canajoharie, NY 

Sample 
Wofght 
lgram) 

fl eat 
s~nsitive 

Org-.an)<; % 

Acid 
Soluble

tno,g;,u·dc % 

Jnsoluble 
Non-Asbestos 

Inorganic:% 

~~ 
Anal)IZ€:d by: t\i'.a rlk Peysakhov ; Date Anafyzed 1112712011 

.,.. AsOOstos % by 
PLMJOS 

Page2of2 

- .Asbestos % by 
1EM 

.... Quantilalive Analysis {Semiffufl); Buf.k Asbe-$tos Anafysfs- PlP.t lly EPA 600JM4-82~020 pe1 40 CFR or ELAP 198.1 for Ne\v York friable sampJes or ELAP 198.6 for Nev:t York NOB s:ample::;; TEM 
{Semf/FL!ll) by EPA 6001R-931116 (n.flt covered by NVLAP Blll};; accreditation) or ELAP 198.4; for .New Yolk samples·, NAO= llO asbestos deeected during a quafltilal~ve analysis; NA= not ana-ty:red; Trace= 
<1%; Quantltalloni for begJrining-we[Shts of <O. ·1 grams shoukt be oonskfered as {jLl'iJlitatfve onfy; Qua-litaUve Analysts: Asbestos analysis results ot "Pre.sen!" or "NVA ""No Visfl:J.le Asbes.tus" represents 
results fClf Q~alitaOve PW <JI TEM Analysis G'llly {no ace1editaticn tlJVerage available from a11y reg:ulatory agency for q_u.mltative analysest AIHA lab# 1Il2843, NVLAP lab Code 200546..-0, NYSDOH 
ElAP lab 10#11480. 

VVa:mtng Note: PLM limi1alion, cnty TEM will reS{J-fve fibers <0.25 mkromelers Jn df.ameter. TEM bulk anal'.)lsis is tepresentative of the fine graiiled m-atrix mate1ia! .acd may not be representative of 
riort~unfkirmly dispe-rs-ed debris fur which PLI.~ ev.altJalioll' is recommended (i.e. soir.s and other heierogeoous materiaf.s}, 

Reviewed Ey: 

..... 
(J1 



AMBIEi"JT ENVIRON:t'tfENTAL, INC. 
1_ 2 c:olvin ,\vcm;;• 

Pt-L 518--482-0704 
;_-;·~\'.": 51 U-4H2-·075i) 

BULK SAMPLE DATA 
CMAIN OF FOt1M 



''""'~IE" i'\'T E"-r\l'RON''"'E'N·J' A 'L TNC ./--:t,J'JiJLl~·. _,,_l ~ ___ .d."lil. -~- .. l"lf~!t _ . .t'iJ :; )J.J. ,,,~ 

HULK SAMPLE lJATA. 
CHAJN 



AMBIENT ENVIRONMENT AL, INC, 

BULK SAMPLE D.ATA 
Pl-1: 51 H-482-0704 CHAIN 

2:6. Date Tirr,i;, 



AMER1Sc1 

November 27, 2011 

Response Labs, LLC 
Attn: John Snyder 
12 Colvin Avenue 
Albany, NY 12206 

RE: Response Labs, LLC 
Job Number 211113939 
P.0.#111110AA 

AmeriSci New Yori< 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 ·FAX: (212) 679-9392 

11111 OAA; Beech - Nut; Mohawk St., Canajoharie, NY 

Dear John Snyder: 

Enclosed are the results of Asbestos Analysis - Bulk Protocol of the following Response Labs, LLC samples, received at 
AmeriSci on Wednesday, November 23, 2011, for a 3 day turnaround: 

5492,5493, 5494, 5495,5496, 5503, 5504, 5505, 5506,5509, 5510, 5519, 5520,5521 

The 14 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Response Labs, LLC requested 
ELAP TEM (only) analysis of these inert residue samples. 

The results of the analyses which were performed under ELAP 198.4 guidelines are presented in the Summary Table section ol 
this report. This report relates ONLY to the TEM analysis expressed as percent asbestos of inert material provided from matrix 
reduction. Matrix reduction for these samples as well as final residue weight calculations was performed by the client. The 
client is responsible for matrix reduction and PLM evaluation if required by ELAP 198.6 and 198.4. This report must not be 
used to claim product endorsement or approval by NVLAP, ELAP or any other associated AmeriSci certifying agency. This 
report must not be reproduced, except in full without the written approval of the laboratory. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

~
Sincer~~f 

I .µtAl,ta_--· 
PaJr,JjMucha 
Laboratory Director 

Boston - Los Angeles - New York - Richmond 



AmeriSci Job #: 211113939 

Client Name: Response Labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

111110AA; Beech-Nut; Mohawk St., Canajoharie, NY 

HG AmeriSci 
Sample# Client Sample# Area 

01 5492 
Location: 2x4 Ceiling Tiles, Rm. 265, 59.4°/o 

02 5493 

Location: 2x4 Ceiling Tiles, Rm. 265, 74.8% 

03 5494 
Location: Grey Floor Paint, Paint Shop, 19.4o/o 

04 5495 
Location: Grey Floor Paint, Paint Shop, 21.4°/o 

05 5496 
Location: Grey Floor Paint, Paint Shop, 21.0°/o 

06 5503 
Location: Linoleum Countop, Rm. 246, 5.2% 

07 5504 
Location: Linoleum Countop, Rm. 246, 6.5°/o 

08 5505 
Location: Mastic For 039-01, Rm. 246, 49.5% 

09 5506 
Location: Mastic For 039¥02, Rm. 246, 30.2% 

10 5509 
Location: Linoleum Floor, F.D. Men's Bathroom, 14.8°/o 

11 5510 
Location: Linoleum Floor, F.O. Men's Bathroom, 10.1°/o 

12 5519 
Location: Floor Paint Blue, F.O, Men's Shower, 22.0°/o 

13 5520 
Location: Floor Paint Blue, F.D. Men's Shower, 22.6% 

14 5521 
Location: Floor Paint Blue, F.D. Men's Shower, 21. 7°/o 

See Reporting notes on last page 

Sample Heat Acid Insoluble 
Weight Sensitive Soluble Non-Asbestos 
(gram) Organic 0/o Inorganic% Inorganic 'Yo 

Page 1of2 

** Asbestos °lo by 
TEM 

Chrysotile Trace 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 



AmeriSci Job #: 211113939 

Client Name: Response labs, LLC 

AmeriSci 
Sample# Client Sample# 

HG 
Area 

Table I 
Summary of Bulk Asbestos Analysis Results 

111110AA; Beech - Nut; Mohawk St, Canajoharie, NY 

Sample 
Weight 
(gram) 

Heat 
Sensitive 
Organic %1 

Acid 
Soluble 

Inorganic °lo 

Insoluble 
Non-Asbestos 
Inorganic '% 

Analyzed by: Marik Peysakhov ; Date Analyzed 11/27/2011 

**Asbestos °lo by 
PLM/DS 

Page 2 of 2 

**Asbestos 0/o by 
TEM 

""'Quantitative Analysis (Semi/Fu!!); Bulk Asbestos Analysis - PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAD =no asbestos detected during a quantitative analysis; NA= not analyzed; Trace= 
<1°/o; Quantitation for beginning weights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysls results of "Present" or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); A!HA Lab # 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM !imitation, only TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix materlal and may not be representative of 
non-uniformly dispersed deb ·-.· f;f(r ~h PLM evaluation is recommended (Le. soils and other heterogenous materlals). 

'-.,, ,,_,/>; ·! 
Reviewed By: t . U ---



Response Labs, LLC 
12 Colvin Avenue 
Albany, NY 12206 

BULK SAMPLE LOCATION TYPE OF MATERIALS 

-. I , sso; C!'"Z__ J =J X , I , I 
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~-bient Project Manager: 

l _Jl,,CJkt \J \SC lf) i 

Page _I_ of _ _l_ 
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26. Date 27. Time 

--1 
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Response Labs, LLC 
12 Colvin Avenue 
Albany, NY 12206 

PageiofJ_ 

BULK SAMPLE DA TA AND 
CHAIN OF CUSTODY FORM 

:::r------1,1-----'-.......-+----1--,,t--+--+\--+----t------j 
--

~~~~~=:=µ~~·-~-~Lab Name 26. Date 27. Time 

a. Analyzed By: 

b. QC bye 

c. Lab Batch #: 
·~---------·--~ 

29.Resultatt;;To· ---~. ---.~---=---·---.---.. --- ! 3o. Orawings~ple Locations ] 
Phone#'s __ cc----~--·-·--·____ \(M81erial Locations 
F8x: -·---· l """" ____ ......,._.., . .>.-.-.___L_-----------------·-

[

·31: Commtlnts: -·------------ --~: 

\ 

------- --~--.. --- _J 
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Response Labs, LLC 
12 Colvin Avenue 
Albany, NY 12206 
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N(S EL 
~Oaf 

,,,, j 

\ 
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LAB INFORMATION 
25. lab Name 

a. Analyzed By: 

b. QC by: 

c. Lab Batch#: 

Sample Locations 
aterial Locations 

Page _3_ of _l 

BULK SAMPLE DATA AND 
CHAIN OF CUSTODY FORM 

21111393 9 

\ 

26. Date 27. Time 

----------~ 
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AMER1Sc1 

November 30, 2011 

Response Labs, LLC 
Attn: John Snyder 
12 Colvin Avenue 
Albany, NY 12206 

RE: Response Labs, LLC 
Job Number 211113766 
P.O. #111110AA 

AmeriSci New York 
117 EAST 30TH STREET 
NEW YORK, NY 10016 

TEL: (212) 679-8600 •FAX: (212) 679-9392 

111110AA: Beech-Nut; Beech-Nut; Mohawk St., Canajoharie, NY; Beech-Nut 

Dear John Snyder: 

Enclosed are the results of Asbestos Analysis - Bulk Protocol of the following Response Labs, LLC samples, received at 
AmeriSci on Tuesday, November 22, 2011, for a 3 day turnaround: 

006-01, 006-02, 007-01, 008-01, 008-02, 010-01, 010-02, 011-01, 011-02, 012-01, 012-02, 017-02, 018-01, 018-02, 020-01, 
020-02, 025-01, 026-01, 026-02, 027-01, 028-01, 028-02, 029-01, 029-02, 030-01, 030-02, 031-01, 031-02, 032-01, 032-02, 
033-01, 033-02 

The 32 samples, placed in Zip Lock Bag, were shipped to AmeriSci via Federal Express. Response Labs, LLC requested 
ELAP TEM (only) analysis of these inert residue samples. 

The results of the analyses which were performed under ELAP 198.4 guidelines are presented in the Summary Table section ol 
this report. This report relates ONLY to the TEM analysis expressed as percent asbestos of inert material provided from matrix 
reduction. Matrix reduction for these samples as well as final residue weight calculations was performed by the client. The 
client is responsible for matrix reduction and PLM evaluation if required by ELAP 198.6 and 198.4. This report must not be 
used to claim product endorsement or approval by NVLAP, ELAP or any other associated AmeriSci certifying agency. This 
report must not be reproduced, except in full without the written approval of the laboratory. 

AmeriSci appreciates this opportunity to serve your organization. Please contact us for any further assistance or with any 
questions. 

Slin~e~rely, 
/ ! 

(
;,»,.{ #~ 

.... ~.'/ 

'· I 
Paut.J. Mucha 

Laboratory Director 

Boston - Los Angeles - New York - Richmond 



AmeriSci Job #: 211113766 

Client Name: Response Labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

11111 OAA; Beech-Nut; Beech-Nut; Mohawk St, Canajoharie, NY; Beech-Nut 

AmeriSci 
Sample# 

01 

Client Sample# 

006-01 

HG 
Area 

006 

Location: Carpet Mastic I Conference Room - 49.4%1 

02 006-02 006 

Location: Carpet Mastic I Conference Room - 47.9% 

03 007-01 007 

Sample 
Weight 
(gram) 

Location: Covebase - Black 4" I Conference Room -1.4o/o 

04 008-01 008 

Location: Mastic For 007-01 /Conference Room - 16.8% 

05 008-02 008 

Location: Mastic For 007-02 /Conference Room - 8.5°/o 

06 010-01 010 

Location: 12 x 12 Mastic For 009-01/Rm.14- 46.2°/o 

07 010-02 010 

Location: 12 x 12 Mastic For 009-02 /Rm. 14A- 54.9o/o 

08 011-01 011 

Location: Mastic I Lobby Under Padding~ 53.6% 

09 011-02 011 

Location: Mastic/ Lobby Under Padding-51.0% 

10 012-01 012 

Location: 12x12 VFT Tan I Elevator- 30.2% 

11 012-02 012 

Location: 12x12 VFT Tan I Elevator- 38.6°/o 

12 017-02 017 

Location: Cork Under Carpet I Rm. 209 - 2.7%) 

13 018-01 018 

Location: Carpet Mastic I Rm. 209 - 47.8% 

14 018-02 018 

Location: Carpet Mastic I Rm. 201 - 46.4% 

15 020-01 020 

Location: Carpet Mastic I 2nd Floor@ Guest Office Hallway - 41.9°/o 

See Reporting notes on last page 

Heat Acid Insoluble 
Sensitive Soluble Non-Asbestos 
Organic% .. Inorganic 0/a Inorganic Cifo 

Page 1 of 3 

"* Asbestos %1 by 
TEM 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 

Chrysotile 12.1 

NA/PS 

NAO 

NAO 

NAO 

NAO 



AmeriSci Job#: 211113766 

Client Name: Response Labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

111110AA; Beech-Nut; Beech-Nut; Mohawk St., Canajoharie, NY; Beech-Nut 

AmeriSci 
Sample# 

16 

Client Sample# 

020-02 

Sample 
HG Weight 

Area (gram) 

020 

Location: Carpet Mastic I 2nd Floor @ Guest Office Hallway 43.2°/o 

17 025-01 025 

Location: Mastic- Cork To Ceiling Deck I Laundry Rm. - 1.5% 

18 026-01 026 

Location: Glue Dabs For 1 x 1 CT I Rm. 3 - 53.8°/o 

19 026-02 026 

Location: Glue Dabs For 1 x 1 CT I Credit Union - 50.8% 

20 027-01 027 

Location: 1 x 1 Celling Tiles I Rm. 2 - 1.3o/o 

21 028-01 028 

Location: 2 x 4 Ceiling Tiles I Toiler 1st - 35.6%) 

22 028-02 028 

Location: 2 x 4 Celling Tiles I Toiler 1st - 49.0°/o 

23 029-01 029 

Location: 1x1 Splined Ceiling I Rm. 210 - 48.0°/o 

24 029-02 029 

Location: 1 x 1 Splined Ceiling I Rm. 211 - 51.2o/o 

25 030-01 030 

Location; 2 x 4 Ceiling I Rm. 204 - 44.1°/o 

26 030-02 030 

Location: 2 x 4 Cemng I Rm. 204 - 26.7% 

27 031-01 031 

Loc.ation: 2 x 4 Celling Tile I Rm. 14 - 44.2% 

28 031-02 031 

Location: 2 x 4 Ceiling Tile I Rm. 14A - 63.4% 

29 032-01 032 

Location: 1 x 1 Splined Ceiling I 2nd Fl. New Bath - 1.4o/o 

30 032-02 032 

Location: 1 x 1 Splined Cei!ing I 2nd Fl. New Bath - 5.9% 

See Reporting notes on last page 

Heat Acid Insoluble 
Sensitive Soluble Non-Asbestos 

Organic %1 Inorganic 0/o Inorganic 0/o 

Page 2 of 3 

**Asbestos 0/o by 
TEM 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 

NAO 



AmeriSci Job#: 211113766 

Client Name: Response Labs, LLC 

Table I 
Summary of Bulk Asbestos Analysis Results by NYS ELAP 198.4 NOB Method 

11111 OAA; Beech-Nut; Beech-Nut; Mohawk St., Canajoharie, NY; Beech-Nut 

Amer!Sci 
Sample# Client Sample# 

31 033-01 

Location: Carpet Mastic I Rm. 261 - 39.6%1 

32 033-02 

Location: Carpet Mastic I Rm. 262-41,9°/o 

HG 
Area 

033 

033 

Sample 
Weight 
(gram) 

Heat 
Sensitive 
Organic 0/o 

Acid 
Soluble 

Inorganic 0/a 

I!(]' /ll 
/ fj i"" /'Z1 : ~" 

Analyzed by: Roman Peysakhov f-y W/1 ef ;V M bre:"'<'-· · ; Date Analyzed 11/26/2011 

Insoluble 
Non-Asbestos 
Inorganic o/c 

Page 3 of 3 

**Asbestos 0/o by 
TEM 

NAD 

NAD 

**Quantitative Analysis (Semi/Full); Bulk Asbestos Analysis - PLM by EPA 600/M4-82-020 per 40 CFR or ELAP 198.1 for New York friable samples or ELAP 198.6 for New York NOB samples; TEM 
(Semi/Full) by EPA 600/R-93/116 (not covered by NVLAP Bulk accreditation) or ELAP 198.4; for New York samples; NAD = no asbestos detected during a quantitative analysis; NA= not analyzed; Trace = 
<1 %; Quant!tation for beginning \oVeights of <0.1 grams should be considered as qualitative only; Qualitative Analysis: Asbestos analysis results of "Present" or "NVA = No Visible Asbestos" represents 
results for Qualitative PLM or TEM Analysis only (no accreditation coverage available from any regulatory agency for qualitative analyses); AIHA Lab# 102843, NVLAP Lab Code 200546-0, NYSDOH 
ELAP Lab 10#11480. 

Warning Note: PLM limitation, only TEM will resolve fibers <0.25 micrometers in diameter. TEM bulk analysis is representative of the fine grained matrix material and may not be representative of 
non-uniformly dispersed d is for which PLM evaluation is recommended (i.e. soils and other heterogenous materials). 

J ' 

Reviewed By: ',< ~·!£''/, 



Response Labs, LLC 
12 Colvin Avenue 
Albany, NY 12206 
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CHAIN OF CUSTODY FORM 
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Response labs, llC 
12 Colvin Avenue 
Albany, NY 12206 

BULK SAMPLE LOCATION 

j-28.Ambient Proiect Manager: 

I \, r 111-1 \fl <;,c l !"'., i 

TYPE OF MATERIALS 

Page ___ J._ _ of _!/---
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Response Labs, LLC 
12 Colvin Avenue 
Albany, NY 12206 
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Response labs, LLC 
12 Colvin Avenue 
Albany, NY 12206 
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COMPANY, INSPECTOR AND LABORATORY ACCREDITATIONS AND 
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Maureen A. Cox, Director 
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Empire.Sf~f~ Dev e Io pm en t 

January 21, 2011 

Ms. Joella Chainyk, President 
Ambient Environmental Inc. 
12 Colvin Avenue 
Albany, NY 12206 

Dear Ms. Chainyk, 

File ID: 50943 

The New York State Department of Economic Development, Division of Minority and Women's 
Business Development (DMWBD) has determined that your firm Ambient Environmental Inc. 
continues to meet eligibility requirements for re-certification, pursuant to Executive Law, Article 15-A 
and 51''YCRR Section 140 through 145 of the Regulations. 

Therefore, we are pleased to inform you that your firm has, once again, been granted status as a Woman -
Owned Business Enterprise. Your business will continue to be listed in the State's Directory of 
Certified Businesses with the following list of principal products or services. 

2070-Asbestos Abatement Plans & Compliance, 1072-Asbestos Abatement & Compliance, 2429-
Lead Inspection & Risk Assessment, 2072-Lead Paint Abatement Plans & Compliance 

2429-Lead Inspection & Risk Assessment, 2409-Facilities Management 

This Certification remains in effect for a period of generally three (3) years from the date of this letter or 
until such time as you are selected again, by this Office for re-certification. Any changes in your 
company that affect ownership, managerial and/or operational control, must be reported to this Office 
within thirty (30) days of such changes; including changes to company name, business address, telephone 
numbers, principal products/services and bonding capacity. 

The Certification status is not intended to imply that New York State guarantees your company's 
capability to perfonn on contracts, nor does it imply that your company is guaranteed any State business. 

Thank you for your cooperation. On behalf of the State of New York, I wish you luck in your business 
endeavors, paiticularly those involving State agencies. 

~ely, /"'<. 

//ij ~ ii~son 
Associate \:ertification Analyst 

\"'·_) 
Cc: Veena Bathija 
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NEW YORK STATE DEPARTMENT OF HEALTH 
WADSWORTH CENTER 

Expires 12:G1 AM April 01, 2012 
Issued April 01, 2011 

CERTIFICATE OF APPROVAL FOR LABORATORY·SERVICE 
Issued-In accordani:(J Wilh and Pursuant tO seclioo 502 Publfc Hearth Law of New Yor'K Stale 

MR. PAUL MUCHA 
AMERICA SCIENCE TEAM NEW YORK INC 
117 EAST 30TH ST· 
NEWYORK, NY 10016 

NY Lab Id No.· 11480 
EPA Lab Code: NY01378 

is·h~reby APPROVED as an Environmental Laboratory tOr the category 
ENVIRONMENTAL ANALYSES SOLID ANO HAZARDOUS WASTE 

A!J. approved SiJbcate·gories arid/or analytes are listed below: 

Mtsca!laneous 

Asbestos in Friable M8terial EPA 600/M4/82/020 

Item 198.1·ofManusl 

Asbestos in Non~FriabJe--Material-PlM Item 198.6 of Manual (NOB by PLM) 

AsbeslOs.ir.rNon-Ftiable Materlal-TEM lTEM 198.4 OF MANUAL 

S<>rial No.: 44322 
Property of the New·YorR-Slate Department o1 Hea!lh. Certiilcates sriiivalld on\y• al.the address 
sho'!lf'!, must b.e con~picuous(y posted. and are printed on secure paper. Coritinuad accredi!al!on depends 
tin suctesSfu! ongping partlcip~lion lri Uia Program: ·Consumers are urged lo t;3!1 (518) 485·5570 to 
11artfy thB 1Bborn!0ty's accre.dilatlon ·s1aws, 

;:l:;;(1"''1r.f1 



National Voluntary 
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n ~ * rRJW~~~® laboratory Accreditation Program \~ l 
~c ~ ->r,,; 

oS?-.itr.::s o.i '?'-

SCOPE OF ACCREDITATION TO ISO!IEC 17025:2005 

AmeriSci New York 
DBA: AmeriSci New York 

117 E. 30th Street 
New York, NY 10016 

Mr. Paul Mucha 
Phone: 212-679-8600 Fax: 212-679-2711 

E-Mail: pmucha@amerisci.com 
URL: http://www.amerisci.com 

BULK ASBESTOS FIBER ANALYSIS (PLM) NVLAP LAB CODE 200546-0 

NVLAP Code Designation I Description 

18/AOl EPA-600/M4-82-020: Interim Method for the Determination of Asbestos in Bulk Insulation 
Samples 

2011-07-0! through 2012-06-30 

Effective dates 

Page 1 of 1 NVt.AP.01 S {REV. 2005-05-19) 



United States Department of Commerce 
National Institute of Standards and Technology 

,,.--..... ® 

Certificate of Accreditation to ISO/IEC 17025:2005 

NVLAP LAB CODE: 200546-0 

AmeriSci New York 
New York, NY 

is accredited by the National Voluntary Laborato01 Accreditation Program for specific services, 
fisted on the Scope of Accreditation, for: 

BULK ASBESTOS FIBER ANALYSIS 
This laboratory is accredited in accoroance with the recognized International Standard /SOI/EC 17025:2005. 

This accreditation demonstrates teohnioal competence for a defined scope and the operation of a laboratory quality 
management system (refer to joint ISO-ILAC..IAF Communique dated January 2009). 

2011-07-01 through 2012-06-30 

Effective dates For the Nii'ti~ute of Standards and Technology 

NV!..AP-01C (REV. 2009-01~28) 
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